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1.0 INTRODUCTION 

 

In accordance with the United States Environmental Protection Agency (USEPA) coal 

combustion residual (CCR) rule (40 Code of Federal Regulations [CFR] 257 Subpart D; 

published in 80 FR 21302-21501, April 17, 2015) and the Georgia Environmental Protection 

Division (EPD) Rules for Solid Waste Management 391-3-4-.10, this 2019 Annual Groundwater 

Monitoring and Corrective Action Report has been prepared to document groundwater 

monitoring activities conducted at Georgia Power Company’s (GPC’s) Plant McManus Ash 

Pond 1 (AP-1) (the Site) and satisfy the requirements of §257.90(e).   

 

Groundwater monitoring and reporting for AP-1 is performed in accordance with the monitoring 

requirements of 40 CFR 257.90 through 257.91 and 257.93 through 257.94 of the USEPA CCR 

rule, and Georgia EPD Rules for Solid Waste Management 391-3-4-.10(6).  To specify 

groundwater monitoring requirements, Georgia EPD rule 391-3-4-.10(6)(a) incorporates by 

reference the USEPA CCR Rule.  For ease of reference, the USEPA CCR rules are cited within 

this report.   

 

AP-1 ceased receiving waste prior to the effective date of the USEPA CCR rule promulgated in 

April 2015.  A notification of intent to initiate closure of the inactive CCR surface impoundment 

was certified on December 7, 2015 and posted to GPC’s website. Therefore, groundwater 

monitoring and reporting for AP-1 are being completed in accordance with the alternate 

schedule in § 257.100(e)(5) of the revised USEPA CCR rule (August 5, 2016). 

 

This report documents the activities completed to establish the groundwater monitoring program 

and includes the required report components in accordance with 40 CFR 257.90(e).   

    

1.1 SITE LOCATION AND DESCRIPTION 

 

The site is located at 1 Crispen Island Dr. in Glynn County, Georgia, approximately 5.37 miles 

northwest of the city of Brunswick. The plant property is bordered by the Turtle River to the west 

and by Burnett Creek to the north. (Figure 1, Site Location Map).  AP-1 is located on the 

northeastern portion of the plant property (Figures 1 & 2). 

 

AP-1 is an approximate 80-acres former ash pond that was built in the late 1950’s.  Ash sluicing 

operations at AP-1 commenced in 1959 and ceased in 1972.  Closure of AP-1 commenced in 

2016.  As part of closure, AP-1 was dewatered sufficiently to remove the free liquids and ash 

was removed and disposed of in an offsite permitted landfill. 

  

1.1.1 Regional Geology 

 

The Brunswick area is underlain by three regional aquifer systems which extend to depths 

exceeding 1,100 feet. The uppermost regional aquifer is the surficial aquifer. In the Brunswick 

area, this aquifer extends to a depth of approximately 180 feet. Although the surficial aquifer is 
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defined on a regional scale as extending to approximately 180 feet below ground surface, 

Clarke and others (1990) acknowledge that localized lower permeability units can create 

confined or semi-confined conditions within limited areas of the surficial aquifer (ATC Associates 

Inc., 1997).  

 

Regionally, the surficial aquifer is composed of geologic formations overlying the Hawthorn 

Formation. These formations include the Satilla, Charlton, and Raysor Formations, as well as 

undifferentiated Holocene, Pleistocene, Pliocene and late-Miocene deposits. These formations 

and deposits are comprised of sands, clays, and gravels. Depositionally, these sediments 

represent marginal to shallow marine beds which are overlain by marine terrace deposits. Fluvial 

or residual deposits overlay the terrace deposits (Miller, 1986; Clarke et al, 1990).  

 

The regional surficial aquifer is underlain by approximately 90 feet of lower-permeability portions 

(Miocene Unit A) of the Hawthorn Formation. This stratum forms the upper confining bed for the 

Brunswick aquifer system. The Brunswick aquifer system is composed of two confined aquifers 

(the Upper Brunswick aquifer and the Lower Brunswick aquifer) which are separated and 

confined above and below by less permeable units of the Hawthorn Formation. The Upper 

Brunswick aquifer extends from approximately 270 feet to 350 feet below ground surface, and 

the Lower Brunswick aquifer extends from approximately 400 feet to 470 feet below ground 

surface (Clarke et al, 1990).  

 

1.1.2  Site Geology and Hydrogeology 

 

Based on information collected during subsurface investigations, Plant McManus is underlain by 

very fine sands and clays from land surface (or beneath a shallow fill layer) to depths of 

approximately 33 to 43 feet below land surface. Very fine sands are predominant, but 

discontinuous clay layers of varying thickness were encountered during drilling activities. The 

clay layers varied from less than one inch to approximately ten feet in thickness. These very fine 

sands and clays are interpreted to be the Upper Satilla Formation (ATC Associates, Inc., 1997).  

 

Underlying the Upper Satilla Formation are fine to medium sands with greater silt content, and 

apparent lower hydraulic conductivity, than the sands of the Upper Satilla. These siltier sands, 

which were interpreted to be the Lower Satilla Formation, were encountered in several of the 

borings which extended to sufficient depth (35 feet below land surface) (ATC Associates Inc., 

1997). 

 

The potentiometric surface of the surficial aquifer at Plant McManus is characterized by a 

mounded area of groundwater on Crispen Island, with groundwater flowing radially away from 

the Island toward the marshes and tidal creeks to the north (including the marsh underlying the 

former AP-1), east, and west, as well as the Turtle River to the south (Figure 3). This 

groundwater mound has been present during each of the groundwater measurement events, 

including periods of high and low tide. The presence of the mound is likely a reflection of the 

topography of Crispen Island in the surficial aquifer, with groundwater recharge on the island 
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and groundwater discharge toward the marshes, creeks and River (ATC Associates Inc., 

1997). 

 

Groundwater flows from two directions toward the former AP-1. One groundwater flow 

component originates on the mainland, northeast of the facility, and flows southwest, while the 

other flow component originates on Crispen Island and flows north and northeast. Groundwater 

elevations in the monitoring wells and piezometers on the mainland (MCM-01, -02, -15, and -16) 

and on the island (MCM-08, -10, -11, and MW-05 through -09) have consistently been higher 

than and hydraulically upgradient of the groundwater elevations observed in the monitoring wells 

along the northwestern dike (MCM-04 through -07) and the Crispen Island Drive road dike 

(MCM-12, -14, and MCM-17) in the area of AP-1 (Table 1).  The potentiometric surface of the 

surficial aquifer, and the resultant groundwater flow direction toward the marsh, is a reflection 

of the topography of the mainland, Crispen Island, and the tidal marsh.  The wells along the 

northwestern dike and the Crispen Island Drive dike at AP-1 are tidally influenced. 

 

1.2 GROUNDWATER MONITORING SYSTEM  

 

Pursuant to §257.91, GPC installed a groundwater monitoring system within the uppermost 

aquifer around AP-1.  The monitoring system is designed to monitor groundwater passing the 

waste boundary of AP-1 within the uppermost aquifer.  Wells were located to serve as 

piezometers, upgradient or downgradient monitoring points based on groundwater flow direction 

(Table 2).   

 

2.0 GROUNDWATER MONITORING ACTIVITIES  

 

As required by §257.90(e), the following describes monitoring-related activities performed 

during the preceding year.  Since this is the first Annual Groundwater Monitoring and Corrective 

Action Report, it also describes activities performed prior to 2019 to establish the groundwater 

monitoring program.  All groundwater sampling was performed in accordance with §257.93.  

Samples were collected from 13 monitoring wells in the monitoring system shown on Figure 2.   

 

Pursuant to §257.90(e)(3), Table 3 presents a summary of groundwater sampling events 

completed at AP-1. 

   

2.1 MONITORING WELL INSTALLATION AND MAINTENANCE  

 

In accordance with §257.91, a groundwater monitoring system was installed that (1) consists of 

a sufficient number of wells, (2) installed at appropriate locations and depths to yield 

groundwater samples from the uppermost aquifer, and (3) meets the performance standards of 

§257.91(a).   

 

Twelve (12) groundwater monitoring wells (MCM-01, MCM-02, MCM-04, MCM-05, MCM-06, 

MCM-07, MCM-08, MCM-11, MCM-12, MCM-14, MCM-15, and MCM-16) and two (2) 
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piezometers (MCM-09 and MCM-10) were installed in June and July 2016. One (1) additional 

monitoring well (MCM-17) was installed in September 2016.  Monitoring well and piezometer 

locations are shown on Figure 2. 

 

The number, spacing, and depths of the groundwater monitoring wells were selected based on 

the characterization of site-specific hydrogeologic conditions and certified by a Professional 

Engineer (PE).  Groundwater monitoring wells were designed to monitor the uppermost water-

bearing zone.   

 

2.2 DETECTION MONITORING  

 

In accordance with §257.94(b), the detection groundwater monitoring program was 

implemented by collecting eight background groundwater samples.  In addition, a ninth (9th) 

round of groundwater samples was collected as the initial detection monitoring event. 

 

2.2.1 Background Monitoring 

 

A minimum of eight independent samples were collected from each monitoring well within the 

well network and analyzed for Appendix III and IV constituents as part of the background 

monitoring period prior to April 17, 2019.  Pursuant to §257.90(e)(3), data reports for the 

background sampling events are included in Appendix A, Analytical Data Reports.  Background 

monitoring event analytical data are summarized in Table 4. 

 

2.2.2 Initial Detection Monitoring 

 

Following background monitoring (and prior to April 17, 2019), the initial detection monitoring 

event was completed by collecting an additional round of groundwater samples.  Groundwater 

samples were collected from each monitoring well and analyzed for Appendix III constituents 

according to §257.94(a).  Laboratory data reports for the initial detection monitoring event and 

data validation are included in Appendix A. 

3.0 SAMPLE METHODOLOGY & ANALYSES  

 

The following sections describe the methods used to conduct groundwater monitoring at AP-1. 

 

3.1 GROUNDWATER ELEVATION MEASUREMENT  

 

Prior to each sampling event, groundwater elevations were recorded from piezometers and 

monitoring wells in the network at AP-1.  Groundwater elevations recorded during the 

background and detection monitoring events are summarized in Table 1.  Groundwater 

elevation data were used to develop a potentiometric surface elevation contour map (Figure 3).  

Groundwater flow at the Site is discussed in Section 1.1. 
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3.2 GROUNDWATER GRADIENT AND FLOW VELOCITY 

 

The groundwater flow velocity at AP-1 was calculated using a derivation of Darcy's Law.  

Specifically, 

  

  Where: 

  Groundwater flow velocity  

  Average Hydraulic Conductivity  

  Horizontal hydraulic gradient  

  Effective porosity 

 

Horizontal hydraulic gradients were calculated for both the island and mainland flow using the 

March 26, 2019 potentiometric surface map. The horizontal gradients varied from a low of 

approximately 0.004 feet per foot (ft/ft) in at least two well pairs (between hydraulically 

upgradient well MCM-08 and hydraulically downgradient well MCM-07 to represent 

groundwater flow velocity from the island to AP-1; and between upgradient well MCM-15 and 

downgradient well MCM-04, to represent flow between the mainland and the northwestern 

dike)  to approximately 0.012 ft/ft between upgradient wells MCM-16 and MCM-02 to represent 

groundwater flow velocity on the mainland as it flows toward AP-1. Intermediate hydraulic 

gradients of 0.008 ft/ft were observed in well pairs MCM-11 to MCM-12 and MCM-04 to MCM-

05.  

 

Hydraulic conductivity tests (“slug tests”) were performed on the groundwater monitoring wells 

and piezometers around the ash pond (MCM-01 through MCM-17). Evaluation of these slug 

tests yielded a range of average hydraulic conductivity values from 0.837 ft/day (2.95 x 10-4 

centimeters per second {cm/s}) to 718 ft/day (2.5 x 10-1 cm/s), with a geometric mean of 8.70 

ft/day (3.07 x 10-3 cm/s) . 

 

The effective porosity (percentage of interconnected pore space) of the surficial aquifer was 

conservatively estimated to be 35 percent, or 0.35. This estimate was based on the very fine 

sands observed in the borings, and a review of several sources (Driscoll, 1986; USEPA, 1989; 

Freeze and Cherry, 1979). Literature values for total porosity, which is the total pore space and 

a higher percentage than the effective porosity, of sands range from 25 to 50 percent (Freeze 

and Cherry, 1979) (ATC Associates Inc., 1997). 

 

Groundwater flow velocities were calculated using the highest and lowest observed gradients 

from well pairs on the March 26, 2019 potentiometric surface map and the average hydraulic 

conductivity and effective porosity around AP-1 of 8.7 ft/day and 0.35, respectively. These 
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calculations are presented on Table 5.  Based on these factors, the calculated groundwater flow 

velocities ranged from approximately 0.10 to 0.30 ft/day, and the average groundwater flow 

velocity at AP-1 was calculated as 0.20 ft/day, or 73 ft/year.  

 

3.3 GROUNDWATER SAMPLING  

 

Groundwater samples were collected in accordance with §257.93(a).  Purging and sampling 

was performed using either a peristaltic pump with the intake tubing lowered to the midpoint of 

the well screen (or as appropriate determined by the water level) or a QED dedicated bladder 

pump. QED dedicated pumps are utilized in monitoring wells MCM-01, MCM-05, MCM-06, 

MCM-07, MCM-12, MCM-14, MCM-16, and MCM-17. All non-disposable equipment was 

decontaminated before use and between well locations using procedures described in the latest 

version of the Region IV USEPA Science and Ecosystem Support Division (SESD) Operating 

Procedure for Field Equipment Cleaning and Decontamination as a guide.  Monitoring wells 

were purged and sampled using low-flow sampling procedures. 

 

A SmarTroll® (In-Situ® field instrument) was used to monitor and record field water quality 

parameters (pH, conductivity, dissolved oxygen, temperature, and oxidation reduction potential 

[ORP]) during well purging to verify stabilization prior to sampling.  Turbidity was monitored 

using a LaMotte 2020we® 1970-USEPA and ISO Compliant Model turbidity meter.   

 

Groundwater samples were collected when the following stabilization criteria were met:    

 

• ± 0.1 standard units for pH 

• ± 10% for specific conductance 

• ± 10% for DO > 0.5 mg/L. No criterion applies if DO < 0.5 mg/L 

• Turbidity measurements less than or equal to 10 NTU  

• Temperature - Record only, not used for stabilization criteria  

• ORP - Record only, not used for stabilization criteria 

 

 

Once stabilization was achieved, unfiltered samples were collected, placed in ice-packed 

coolers, and submitted to the analytical laboratory following chain-of-custody protocol.   

 

3.4 LABORATORY ANALYSES 

 

Groundwater samples collected for background monitoring included both Appendix III and 

Appendix IV parameters.  Groundwater samples collected in March 2019 for detection 

monitoring were analyzed for Appendix III monitoring parameters only.  Analytical methods used 

for groundwater sample analysis are listed on the analytical laboratory reports included in 

Appendix A.  
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Laboratory analyses were performed by Pace Analytical Services, LLC (Pace), of Peachtree 

Corners, Georgia and Greensberg, Pennsylvania.  Pace is accredited by National 

Environmental Laboratory Accreditation Program (NELAP) and maintain a NELAP certification 

for all parameters analyzed.  Groundwater data and chain of custody records for the monitoring 

events are presented in Appendix A.   

 

3.5 QUALITY ASSURANCE & QUALITY CONTROL 

 

During each sampling event, quality assurance/quality control samples (QA/QC) were collected 

at a rate of one sample per every 10 detection samples.  QA/QC samples included field 

equipment rinsate blanks (EQBL), field blanks (FBL), and duplicate (DUP) samples.  QA/QC 

sample data were evaluated during data validation (as described below) and are included in 

Appendix A. 

 

Groundwater quality data in this report were independently validated in accordance with USEPA 

guidance (USEPA, 2011) and the analytical methods.  Data validation generally consisted of 

reviewing sample integrity, holding times, laboratory method blanks, laboratory control samples, 

matrix spikes/matrix spike duplicate recoveries and relative percent differences (RPDs), post 

digestion spikes, laboratory and field duplicate RPDs, field and equipment blanks, and reporting 

limits.  Where appropriate, validation qualifiers and flags are applied to the data using USEPA 

procedures as guidance (USEPA, 2017).  The associated data validation report is provided in 

Appendix A with the laboratory reports.   

4.0 STATISTICAL ANALYSIS  

 

Statistical analysis of Appendix III groundwater monitoring data was performed pursuant to 

§257.93 following the PE certified statistical method for AP-1.  

 

4.1 STATISTICAL METHOD 

 

The statistical test used to evaluate the groundwater monitoring data was the interwell 

prediction limit (PL) method Appendix III parameters (boron, calcium, chloride, fluoride, pH, 

sulfate, and total dissolved solids [TDS]) combined with the option of a 1-of-2 resampling 

strategy.  The interwell PLs pool background data from the network of upgradient wells to 

calculate a PL.  An initial exceedance occurs when any downgradient well data exceed the PL.  

 

If data from a sampling event initially exceed the PL, the resampling strategy may be used to 

verify the result.  In 1-of-2 resampling, one independent resample may be collected and 

evaluated within 90 days to determine whether the initial exceedance is verified.  If the resample 

exceeds the PL, the initial exceedance is verified and a statistically significant increase (SSI) is 

determined.  When the resample result does not verify the initial result, there is no SSI.  If 

resampling is not performed, the initial exceedance is a confirmed exceedance. 
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The following guidance is also applicable to the statistical analysis method: 

 

• Statistical analyses are not performed on analytes containing 100% non-detects 

(USEPA, 2009). 

• When data contain less than or equal to 15% non-detects in background, simple 

substitution of one-half the reporting limit is utilized in the statistical analysis.  The 

reporting limit utilized for non-detects is the practical quantitation limit (PQL) as reported 

by the laboratory. 

• When data contain between 15-50% non-detects, a non-detect adjustment such as the 

Kaplan-Meier or Regression on Order Statistics (ROS) method for adjustment of the 

mean and standard deviation will be used prior to constructing a parametric PL.  

• Nonparametric PLs are used on data containing greater than 50% non-detects. 

 

The Sanitas groundwater statistical software was used to perform the statistical analyses.  

Sanitas is a proprietary decision support software package that incorporates the statistical tests 

required of Subtitle C and D facilities by USEPA regulations and guidance as recommended in 

the Unified Guidance (USEPA, 2009) document.   

 

4.2 STATISTICAL ANALYSES RESULTS 

 

Analytical data from the initial detection monitoring event in March 2019 at AP-1 were 

statistically analyzed in accordance with the PE - certified statistical method.  Resampling to 

confirm SSIs was not performed; therefore, initial SSIs are treated as verified.  The statistical 

analysis and comparison to PLs are included as Appendix B.   

 

Based on the statistical results presented in Appendix B, the following summarizes parameters 

exhibiting SSIs at each monitoring well: 

 

• Boron: MCM-05, MCM-06, MCM-07, MCM-12, MCM-14, and MCM-17 

• Calcium: MCM-06, MCM-07, MCM-14, and MCM-17 

• Chloride: MCM-06, MCM-07, MCM-14, and MCM-17 

• Fluoride: MCM-12 

• Sulfate: MCM-07 and MCM-14 

• TDS: MCM-06, MCM-07, MCM-14, and MCM-17 

• pH: MCM-05, MCM-06, MCM-07, MCM-12, MCM-14, and MCM-17 

 

Note that the reporting limit for fluoride in downgradient well MCM-06 was elevated at <25 mg/L 

over historical reporting limits of <0.3 mg/L during the March 6, 2019 event, and was followed by 

a reported trace value of 0.19 mg/L.  This value was flagged as an outlier in the database, and 

therefore not used to perform statistical evaluation.  
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Pursuant to §257.94(e), within 90 days from determining an SSI, GPC will either (1) prepare a 

demonstration that a source other than AP-1 was the cause, or (2) implement assessment 

monitoring per §257.95.   

 

4.3 APPENDIX IV BACKGROUND DATA  

 

Pursuant to §257.95, Appendix IV groundwater quality data are only statistically analyzed and 

compared to groundwater protection standards if assessment monitoring is implemented.  GPC 

is currently performing detection monitoring per §257.94 and has not implemented assessment 

monitoring at AP-1.  Therefore, statistical analysis of the Appendix IV data has not been 

performed. 

 

5.0 MONITORING PROGRAM STATUS  

 

AP-1 is in detection monitoring.  SSIs of Appendix III parameters have been identified.  

Pursuant to §257.94(e)(1), GPC has 90 days from the date of determination to either (1) 

prepare a demonstration that a source other than the CCR Unit was the cause, or (2) implement 

assessment monitoring per §257.95.  GPC will address the reported SSIs in accordance with 

the requirements and options, of §257.94(e)(1-3) and (f). 

 

6.0 CONCLUSIONS & FUTURE ACTIONS 

 

Statistical evaluations of the groundwater monitoring data for AP-1 identified SSIs of Appendix 

III groundwater monitoring parameters.  In accordance with §257.94(e)(1-2), GPC will conduct 

an alternate source demonstration or initiate an assessment monitoring program within 90 days. 

 

The second 2019 semiannual detection monitoring event is planned for September 2019. 
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Table 1
Summary of Historical Groundwater Elevations

Plant McManus
Brunswick, GA

Collection Date August 30, 2016 February 14, 2017 May 30, 2017 August 14, 2017 April 2/3, 2018
High Tide 8:46 11:51 14:38 15:26 11:46/12:12
Low Tide 14:22 17:31 7:42 19:09 17:26/17:59

Start Collection 9:50 9:27 15:25 8:50 12:10 14:05 13:24/12:15 9:51 15:40
Stop Collection 12:56 15:23 18:18 15:57 15:28 17:08 15:20/12:58 10:39 16:52

Well ID
Top of Casing 

Elevation                  
(ft NAVD 88)

Pre-Sample GW 
Elevation                  

(ft NAVD 88)

High-Tide Pre-
Sample GW 

Elevation                  
(ft NAVD 88)

Low-Tide Pre-
Sample GW 

Elevation                  
(ft NAVD 88)

Pre-Sample GW 
Elevation                  

(ft NAVD 88)

Pre-Sample GW 
Elevation                  

(ft NAVD 88)

Pre-Sample GW 
Elevation                  

(ft NAVD 88)

Pre-Sample GW 
Elevation                  

(ft NAVD 88)

High-Tide Pre-
Sample GW 

Elevation                      
(ft NAVD 88)

Low-Tide Pre-
Sample GW 

Elevation                      
(ft NAVD 88)

MCM-01 8.76 3.47 5.14 3.04 2.33 0.14 0.53 -0.12 NM NM
MCM-02 10.58 4.45 5.89 5.85 5.62 2.80 3.82 2.98 NM NM
MCM-04 12.47 1.89 2.60 1.87 2.35 1.08 0.95 0.09 NM NM
MCM-05 10.09 0.09 1.32 -0.03 NM 0.68 -1.49 -1.91 -1.96 -3.03
MCM-06 10.17 -0.22 1.22 -0.52 0.10 2.27 -0.67 -1.84 -0.02 -1.53
MCM-07 10.22 1.71 1.90 1.18 1.23 1.48 1.56 1.53 1.47 0.74
MCM-08 9.41 1.88 2.86 2.76 2.45 2.46 3.35 2.89 NM NM
MCM-09 9.77 2.43 2.23 2.22 2.92 2.12 3.07 2.66 NM NM
MCM-10 11.77 4.34 4.22 3.87 5.27 4.69 5.65 4.77 NM NM
MCM-11 10.37 3.37 3.85 3.88 4.71 3.42 NM 4.05 NM NM
MCM-12 12.03 1.70 1.78 1.74 1.71 1.15 1.12 1.04 NM NM
MCM-14 11.66 1.25 1.01 -0.28 NM 0.92 -0.24 -2.26 NM NM
MCM-15 12.87 2.25 3.24 2.84 2.97 1.32 1.49 0.83 NM NM
MCM-16 15.81 4.71 6.57 6.54 NM 3.62 4.80 3.97 NM NM
MCM-17 11.67 not yet installed 1.61 0.79 0.89 0.92 0.23 -0.05 NM NM

Notes:

1.  High and low tide data pulled from the Crispen Island, Turtle River, Georgia tide chart generated using XTide: http://tides.mobilegeographics.com/locations/1424

2.  MCM series construction details derived from survey work conducted by Southern Company E&CS Civil Field Services (July 28, 2016) except MCM-17 (October 5, 2016) & November 29, 2016 groundwater sampling event

3.  MW & MWA series construction details derived from Plant McManus Substation Site Annual Report (Resolute, April 2016) & November 29, 2016 groundwater sampling event

Post-Dev - after developing wells

Pre-Sample - before sampling wells Updated by: AC 7/16/2019

NAVD 88 - North American Vertical Datum of 1988 Checked by: VF 7/16/2019

GW - groundwater

NM - not measured

November 29, 2016 April 30, 2018
9:17 10:36
15:04 16:16
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Table 1
Summary of Historical Groundwater Elevations

Plant McManus
Brunswick, GA

Collection Date
High Tide
Low Tide

Start Collection
Stop Collection

Well ID
Top of Casing 

Elevation                  
(ft NAVD 88)

MCM-01 8.76
MCM-02 10.58
MCM-04 12.47
MCM-05 10.09
MCM-06 10.17
MCM-07 10.22
MCM-08 9.41
MCM-09 9.77
MCM-10 11.77
MCM-11 10.37
MCM-12 12.03
MCM-14 11.66
MCM-15 12.87
MCM-16 15.81
MCM-17 11.67

Notes:

May 8, 2018 June 18, 2018 September 24,2018 November 5, 2018 November 6, 2018 March 26, 2019 March 27, 2019
16:47 14:38 9:45 7:28 8:16 14:49
10:03 7:41 15:25 13:10 14:01 8:44
8:25 12:10 12:38 13:45 8:20 15:24 8:57
9:40 15:01 14:19 15:25 9:53 16:20 10:16

Pre-Sample GW 
Elevation                  

(ft NAVD 88)

High-Tide Pre-
Sample GW 

Elevation                
(ft NAVD 88)

Low Tide Pre-
Sample GW 

Elevation                (ft 
NAVD 88)

Low Tide Pre-
Sample GW 

Elevation                
(ft NAVD 88)

High-Tide Pre-
Sample GW 

Elevation                
(ft NAVD 88)

High Tide Pre-
Sample GW 

Elevation                
(ft NAVD 88)

Low Tide Pre-
Sample GW 

Elevation                
(ft NAVD 88)

-0.02 0.46 1.18 0.82 0.89 1.16 1.08
2.96 3.79 3.49 2.99 2.98 3.60 3.62
-1.04 -0.32 -1.51 -1.91 -1.08 -1.37 -1.66
-3.44 -3.72 -5.81 -5.89 -4.57 -4.51 -4.93
-1.59 -1.36 -2.89 -4.11 -2.28 -3.25 -3.59
0.42 1.21 0.71 0.10 0.89 0.41 0.27
2.58 3.84 2.91 2.64 2.81 2.50 2.66
2.05 3.45 2.27 2.40 2.54 2.37 2.27
4.38 6.13 4.45 4.70 4.94 4.95 4.77
3.70 5.35 4.41 4.54 4.53 4.10 4.06
0.48 1.28 1.01 0.87 0.91 0.35 0.59
-2.53 -0.90 -2.17 -2.30 -0.54 -1.03 -1.66
-0.16 0.66 -0.23 -0.78 -0.44 -0.32 -0.40
3.97 4.77 4.54 3.89 3.87 4.51 4.52
-0.90 -0.08 -0.19 -0.53 0.38 -0.34 -0.43

Resolute Page 2 of 2 July 2019

1.  High and low tide data pulled from the Crispen Island, Turtle River, Georgia tide chart generated using XTide: http://tides.mobilegeographics.com/locations/1424

2.  MCM series construction details derived from survey work conducted by Southern Company E&CS Civil Field Services (July 28, 2016) except MCM-17 (October 5, 2016) & November 29, 2016 groundwater sampling event

3.  MW & MWA series construction details derived from Plant McManus Substation Site Annual Report (Resolute, April 2016) & November 29, 2016 groundwater sampling event

Post-Dev - after developing wells

Pre-Sample - before sampling wells

NAVD 88 - North American Vertical Datum of 1988

GW - groundwater

NM - not measured



Table 2
Monitoring Well Network Summary

Plant McManus
Brunswick, GA

Well ID
Hydraulic 
Location

Installation Date Northing1              

(ft)
Easting1              

(ft)

Top of Casing 

Elevation1            

(ft NAVD 88)

Total Depth2        

(ft BTOC)

Top of Screen 

Elevation3             

(ft NAVD 88)

Bottom of Screen 

Elevation3               

(ft NAVD 88)

MCM-01 Upgradient 7/7/2016 443727.05 852732.97 8.76 27.32 -8.56 -18.56

MCM-02 Upgradient 7/6/2016 444497.35 852663.20 10.58 27.35 -6.77 -16.77

MCM-04 Downgradient 6/30/2016 444803.87 851694.66 12.47 28.57 -6.10 -16.10

MCM-05 Downgradient 7/9/2016 444716.62 851309.90 10.09 28.05 -7.96 -17.96

MCM-06 Downgradient 7/8/2016 444407.04 850782.25 10.17 27.20 -7.03 -17.03

MCM-07 Downgradient 7/8/2016 444059.47 850196.00 10.22 23.75 -3.53 -13.53

MCM-08 Upgradient 7/11/2016 443759.17 849718.14 9.41 28.29 -8.88 -18.88

MCM-09 Water Level 7/10/2019 443252.16 850147.75 9.77 28.46 -8.69 -18.69

MCM-10 Water Level 7/11/2016 442790.76 850452.79 11.77 23.96 -2.19 -12.19

MCM-11 Upgradient 7/12/2016 442430.10 851071.92 10.37 24.00 -3.63 -13.63

MCM-12 Downgradient 7/12/2016 442820.34 851313.25 12.03 29.00 -6.97 -16.97

MCM-14  Downgradient 7/9/2016 443359.49 852317.14 11.66 28.11 -6.45 -16.45

MCM-15 Upgradient 6/30/2016 444824.59 851948.43 12.87 26.60 -3.73 -13.73

MCM-16 Upgradient 7/6/2019 444550.36 852717.13 15.81 28.39 -2.58 -12.58

MCM-17 Downgradient 9/29/2016 443075.33 851899.07 11.67 27.44 -5.77 -15.77

Notes:

1.  Georiga State Plane Coordinates. Data for MCM series derived from survey work conducted by Southern Company E&CS Civil Field Services (July 28, 2016) except MCM-17 (October 5, 2016)

2.  Derived from November 29, 2016 and February 14, 2017 groundwater sampling events and Resolute well development/re-development, April 26 - 28, 2017

3.  Calculated using survey data, groundwater sampling event data, and/or initial well construction information

NAVD 88 - North American Vertical Datum of 1988

ft BTOC - feet below top of casing Updated By: AC 7/16/2019

Checked By: VF 7/16/2019
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Table 3
Groundwater Sampling Event Summary

Plant McManus
Brunswick, GA

Well ID Hydraulic Location

Au
g-

20
16

O
ct

-2
01

6

N
ov

-2
01

6

Fe
b-

20
17

M
ay

-2
01

7

Au
g 

2,
 2

01
7

Au
g 

15
-1

6,
 2

01
7

Ap
r-

20
18

M
ay

-2
01

8

Ju
n 

19
-2

1,
 2

01
8

Ju
n 

28
, 2

01
8

Se
p-

20
18

N
ov

-2
01

8

M
ar

 6
, 2

01
9

M
ar

 2
4-

25
, 2

01
9

Ba
ck

gr
ou

nd

Ba
ck

gr
ou

nd

Ba
ck

gr
ou

nd

Ba
ck

gr
ou

nd
 

Ba
ck

gr
ou

nd
 

Ba
ck

gr
ou

nd

Ba
ck

gr
ou

nd
 

Ba
ck

gr
ou

nd

Ba
ck

gr
ou

nd

Ba
ck

gr
ou

nd
 

Re
sa

m
pl

e

Ba
ck

gr
ou

nd
 

Ba
ck

gr
ou

nd
 

Re
sa

m
pl

e

D
et

ec
tio

n

MCM-01 Upgradient BG01 -- BG02 BG03 BG04 -- BG05 -- -- BG06 -- BG07 BG08 -- D01 Detection
MCM-02 Upgradient -- -- -- -- BG01 BG02 BG03 BG04 BG05 BG06 -- BG07 BG08 -- D01 Detection
MCM-04 Downgradient -- -- -- -- BG01 BG02 BG03 BG04 BG05 BG06 -- BG07 BG08 -- D01 Detection
MCM-05 Downgradient BG01 -- BG02 BG03 BG04 -- BG05 -- -- BG06 -- BG07 BG08 -- D01 Detection
MCM-06 Downgradient BG01 -- BG02 BG03 BG04 -- BG05 -- -- BG06 -- BG07 BG08 R01 D01 Detection
MCM-07 Downgradient BG01 -- BG02 BG03 BG04 -- BG05 -- -- BG06 -- BG07 BG08 -- D01 Detection
MCM-08 Upgradient -- -- -- -- BG01 BG02 BG03 BG04 BG05 BG06 R01 BG07 BG08 -- D01 Detection
MCM-11 Upgradient -- -- -- -- BG01 BG02 BG03 BG04 BG05 BG06 -- BG07 BG08 -- D01 Detection
MCM-12 Downgradient BG01 -- BG02 BG03 BG04 -- BG05 -- -- BG06 -- BG07 BG08 -- D01 Detection
MCM-14 Downgradient BG01 -- BG02 BG03 BG04 -- BG05 -- -- BG06 -- BG07 BG08 -- D01 Detection
MCM-15 Upgradient -- -- -- -- BG01 BG02 BG03 BG04 BG05 BG06 -- BG07 BG08 -- D01 Detection
MCM-16 Upgradient BG01 -- BG02 BG03 BG04 -- BG05 -- -- BG06 -- BG07 BG08 -- D01 Detection
MCM-17 Downgradient -- BG01 BG02 BG03 BG04 -- BG05 -- -- BG06 -- BG07 BG08 -- D01 Detection

Notes:
MCM-06 was resampled on March 16, 2019 for Background Event 8 on November 7, 2018 Updated By: AC 7/16/2019
MCM-08 was resampled on June 28, 2019 for Background Event 6 on June 19-21, 2018 Checked By: VF 7/16/2019

DXX = Detection Event and Number 
RXX = Resample Event and Number
-- = Not Sampled

Purpose of Sampling Event
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f M
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ito
rin

g 
W
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l

BGXX = Background Event and Number
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Table 4
Ash Pond 1 Analytical Data Summary

Plant McManus
Brunswick, GA

MCM-01 MCM-01 MCM-01 MCM-01 MCM-01 MCM-01 MCM-01 MCM-01 MCM-01

8/30/2016 11/30/2016 2/15/2017 6/1/2017 8/16/2017 6/19/2018 9/26/2018 11/7/2018 3/25/2019

Boron 0.1 ND (0.0325 J) ND (0.0334 J) 0.254 0.0564 0.0435 ND (0.040 J) ND (0.038 J) ND (0.037 J) ND (0.038J)

Calcium N/R 7.30 10.8 14.3 ND (12.7 J) 8.70 ND (11.6 J) ND (12.8 J) 11.9 ND (12.6J)

Chloride (250) 9.7 19 21 12 14 24.4 23.4 21.8 19.4

Fluoride 4 ND (0.03 J) ND (0.04 J) ND (0.007 J) ND ND (0.03 J) ND ND (0.12 J) ND ND ( 0.038J)

Sulfate (250) 17 33 83 51 36 50.3 54.1 45.6 43

TDS (500) 86 131 212 103 65 142 133 121 116

Antimony 0.006 ND ND ND ND ND ND ND ND

Arsenic 0.01 ND  ND (0.0018 J) ND (0.0022 J) ND (0.0036 J) ND (0.0038 J) 0.0069 0.0081 0.0069

Barium 2 0.0443 0.0524 0.124 0.0757 0.0522 0.083 0.073 0.071

Beryllium 0.004 ND ND ND ND (0.00009 J) ND ND (0.00011 J) ND (0.000092 J) ND (0.00010 J)

Cadmium 0.005 ND ND ND ND ND ND ND ND

Chromium 0.1 ND ND ND ND ND ND ND ND

Cobalt N/R ND ND ND ND ND ND ND ND

Lead 0.015 ND ND ND ND ND ND ND ND

Lithium 0.04 ND ND ND ND ND ND ND ND

Mercury 0.002 ND ND ND ND ND ND ND ND

Molybdenum N/R ND ND ND ND ND ND ND ND

Radium 5 0.929 5.64 1.41 1.51 1.01 U 1.23 0.72 U 0.616 U

Selenium 0.05 ND ND (0.0011 J) ND ND ND ND ND ND

Thallium 0.002 ND ND ND ND ND ND ND ND

Notes:

1. MCL indicates Environmental Protection Agency (EPA) and Georgia Environmental Protection Division (EPD) maximum contaminant level.   

3. Results for substances are reported in milligrams per liter (mg/L). Radium results are reported in picocuries per liter (pCi/L).      

(value J) is qualified by the laboratory as an estimated number.     

8. U indicates the substance was detected below the Minimum Detection Concentration (MDC) and the precision of the laboratory instruments could not produce a reliable value.         

     Therefore, the value followed by U is qualified by the laboratory as estimated.    

9. Appendix III = indicator parameters evaluated during Detection Monitoring; Appendix IV = parameters evaluated during Assessment Monitoring.     

Updated By: AC 7/16/2019
Checked By: VF 7/16/2019

7. TDS indicates total dissolved solids.

5. ND (value J) indicates the substance was detected at such low levels that the precision of the laboratory instruments could not produce a reliable value. Therefore, the value displayed         

6. N/R indicates a substance does not have an MCL or SMCL, but will be further evaluated statistically at the conclusion of all the background sampling events, as required by EPA's CCR rule.       

4. ND (Not Detected) indicates the substance was not detected above the analytical method detection limit (MDL).     

2. (SMCL) indicates a secondary MCL that is established by EPA as a general guideline only (not enforced).     

AP
PE

N
D

IX
 IV
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D
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Substance
MCL/

(SMCL)

Well ID
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Table 4
Ash Pond 1 Analytical Data Summary

Plant McManus
Brunswick, GA

MCM-02 MCM-02 MCM-02 MCM-02 MCM-02 MCM-02 MCM-02 MCM-02 MCM-02

5/31/2017 8/2/2017 8/16/2017 4/5/2018 5/9/2018 6/19/2018 9/26/2018 11/7/2018 3/25/2019

Boron 0.1 0.161 0.158 0.148 0.13 0.12 0.13 0.10 0.10 0.091

Calcium N/R 5.90 4.69 5.25 5.0 4.7 4.8 4.6 4.6 4.7

Chloride (250) 39 42 41 40.2 40.6 37.7 33.4 30.7 33.5

Fluoride 4 ND (0.01 J) ND (0.14 J) ND (0.13 J) ND ND ND (0.065 J) ND ND ND (0.039J)

Sulfate (250) 46 43 41 33.4 36 35.5 39.6 35.8 34.2

TDS (500) 123 136 124 128 127 143 132 134 111

Antimony 0.006 ND ND ND ND ND ND ND ND

Arsenic 0.01 ND ND (0.0011 J) ND ND (0.00098 J) ND (0.0014 J) ND (0.0011 J) ND ND (0.00059 J)

Barium 2 0.127 0.121 0.116 0.12 0.11 0.1 0.11 0.097

Beryllium 0.004 ND (0.0002 J) ND (0.0002 J) ND (0.0002 J) ND ND (0.00017 J) ND (0.00017 J) ND (0.00017 J) ND (0.00015 J)

Cadmium 0.005 ND ND ND ND ND ND ND ND

Chromium 0.1 ND ND ND ND ND ND ND ND

Cobalt N/R ND (0.0005 J) ND (0.0005 J) ND (0.0005 J) ND ND ND ND ND

Lead 0.015 ND ND (0.0001 J) ND ND ND ND ND ND

Lithium 0.04 ND ND ND ND ND ND ND ND

Mercury 0.002 ND ND ND ND ND ND ND ND

Molybdenum N/R ND ND ND ND ND ND ND ND

Radium 5 1.17 U 0.704 U 1.11 U 0.868 U 0.888 0.483 U 0.73 U 0.429 U

Selenium 0.05 ND ND ND ND ND ND ND ND

Thallium 0.002 ND ND ND ND ND ND ND ND

Notes:

1. MCL indicates Environmental Protection Agency (EPA) and Georgia Environmental Protection Division (EPD) maximum contaminant level.   

3. Results for substances are reported in milligrams per liter (mg/L). Radium results are reported in picocuries per liter (pCi/L).      

(value J) is qualified by the laboratory as an estimated number.     

8. U indicates the substance was detected below the Minimum Detection Concentration (MDC) and the precision of the laboratory instruments could not produce a reliable value.         

     Therefore, the value followed by U is qualified by the laboratory as estimated.    

9. Appendix III = indicator parameters evaluated during Detection Monitoring; Appendix IV = parameters evaluated during Assessment Monitoring.     

2. (SMCL) indicates a secondary MCL that is established by EPA as a general guideline only (not enforced).     

4. ND (Not Detected) indicates the substance was not detected above the analytical method detection limit (MDL).     

5. ND (value J) indicates the substance was detected at such low levels that the precision of the laboratory instruments could not produce a reliable value. Therefore, the value displayed         

6. N/R indicates a substance does not have an MCL or SMCL, but will be further evaluated statistically at the conclusion of all the background sampling events, as required by EPA's CCR rule.       

7. TDS indicates total dissolved solids.

Substance
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(SMCL)
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Table 4
Ash Pond 1 Analytical Data Summary

Plant McManus
Brunswick, GA

MCM-04 MCM-04 MCM-04 MCM-04 MCM-04 MCM-04 MCM-04 MCM-04 MCM-04

6/1/2017 8/2/2017 8/17/2017 4/4/2018 5/8/2018 6/20/2018 9/27/2018 11/6/2018* 3/25/2019

Boron 0.1 0.0608 0.137 0.128 0.10 0.074 0.045 0.060 0.060 0.058

Calcium N/R 3.65 12.4 8.17 6.8 5.7 4.3 ND (16.4 J) 39.5 ND (20.8J)

Chloride (250) 22 230 210 156 140 27.5 101 107 78.5

Fluoride 4 ND ND (0.27 J) ND (0.18 J) ND 0.56 ND (0.033 J) ND (0.12 J) ND ND (0.055J)

Sulfate (250) 42 120 110 70.6 61.4 25.3 63.4 136 137

TDS (500) 97 538 445 365 304 114 255 388 327

Antimony 0.006 ND ND ND ND ND ND ND ND

Arsenic 0.01 ND (0.0040 J) ND (0.0028 J) ND (0.0021 J) ND (0.0023 J) ND (0.0048 J) 0.0099 0.010 0.013

Barium 2 0.0195 0.0530 0.0475 0.035 0.027 0.027 0.14 0.31

Beryllium 0.004 ND (0.0001 J) ND (0.0003 J) ND (0.0002 J) ND ND (0.00025 J) ND (0.00021 J) ND (0.00031 J) ND (0.00077 J)

Cadmium 0.005 ND ND ND ND ND ND ND ND

Chromium 0.1 ND (0.0008 J) ND (0.0012 J) ND (0.0013 J) ND ND ND ND ND (0.0017 J)

Cobalt N/R ND ND ND ND ND ND ND ND (0.0048 J)

Lead 0.015 ND ND ND ND ND ND ND ND

Lithium 0.04 ND ND ND ND (0.0013 J) ND (0.0012 J) ND (0.0015 J) ND (0.0021 J) ND (0.0038 J)

Mercury 0.002 ND ND ND ND ND ND ND 0.00071

Molybdenum N/R ND ND ND ND ND ND ND ND

Radium 5 1.90 5.01 5.35 5.05 3.25 3.53 7.07 11.00

Selenium 0.05 ND ND ND ND ND ND ND ND (0.0025 J)

Thallium 0.002 ND ND ND ND ND ND ND ND

Notes:

1. MCL indicates Environmental Protection Agency (EPA) and Georgia Environmental Protection Division (EPD) maximum contaminant level.   

3. Results for substances are reported in milligrams per liter (mg/L). Radium results are reported in picocuries per liter (pCi/L).      

(value J) is qualified by the laboratory as an estimated number.     

8. U indicates the substance was detected below the Minimum Detection Concentration (MDC) and the precision of the laboratory instruments could not produce a reliable value.         

     Therefore, the value followed by U is qualified by the laboratory as estimated.    

9. Appendix III = indicator parameters evaluated during Detection Monitoring; Appendix IV = parameters evaluated during Assessment Monitoring.     

10. * The field blank for 11/6/2018 had hits for both chloride and mercury, and the equipment blank had a hit for just mercury 

Well ID

2. (SMCL) indicates a secondary MCL that is established by EPA as a general guideline only (not enforced).     

4. ND (Not Detected) indicates the substance was not detected above the analytical method detection limit (MDL).     

5. ND (value J) indicates the substance was detected at such low levels that the precision of the laboratory instruments could not produce a reliable value. Therefore, the value displayed         

6. N/R indicates a substance does not have an MCL or SMCL, but will be further evaluated statistically at the conclusion of all the background sampling events, as required by EPA's CCR rule.       

7. TDS indicates total dissolved solids.

Substance
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(SMCL)
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Table 4
Ash Pond 1 Analytical Data Summary

Plant McManus
Brunswick, GA

MCM-05 MCM-05 MCM-05 MCM-05 MCM-05 MCM-05 MCM-05 MCM-05 MCM-05

8/31/2016 11/30/2016 2/16/2017 6/2/2017 8/17/2017 6/20/2018 9/27/2018 11/7/2018 3/24/2019

Boron 0.1 0.560 0.529 0.539 0.555 0.516 0.51 0.47 0.51 0.44

Calcium N/R 65.0 71.7 74.0 120 100 72.8 46.6 41.8 ND (20.9 J)

Chloride (250) 1800 1100 2100 3100 2600 1800 1300 1180 717

Fluoride 4 0.93 0.93 0.60 0.34 0.52 0.5 0.32 0.35 0.32

Sulfate (250) 37 63 90 210 80 ND (46.0 J) ND (58.5 J) ND (41.3 J) 131

TDS (500) 3620 4030 4080 5560 4620 3370 2360 2230 1450

Antimony 0.006 ND ND ND ND ND ND ND ND

Arsenic 0.01 ND 0.0132 0.0372 0.0335 0.0336 0.019 ND (0.0035 J) ND (0.0020 J)

Barium 2 0.0289 0.0168 0.0160 ND (0.0393 J) 0.0188 0.014 ND (0.0097 J) ND (0.0020 J)

Beryllium 0.004 ND ND ND ND ND ND ND ND (0.000054 J)

Cadmium 0.005 ND ND ND ND ND ND ND ND 

Chromium 0.1 ND (0.0013 J) ND (0.0012 J) ND (0.0012 J) ND ND (0.0007 J) ND ND ND

Cobalt N/R ND ND ND ND ND ND ND ND

Lead 0.015 ND ND (0.0002 J) ND ND ND ND ND ND

Lithium 0.04 ND (0.0219 J) ND (0.0333 J) ND (0.0376 J) ND (0.0346 J) ND (0.0367 J) ND (0.034 J) ND (0.023 J) ND (0.022 J)

Mercury 0.002 ND ND ND ND (0.000042 J) ND ND ND ND

Molybdenum N/R ND ND ND ND ND (0.0012 J) ND ND ND

Radium 5 2.39 1.66 2.71 1.99 1.87 1.95 0.629 U 1.41 U

Selenium 0.05 ND (0.0020 J) ND (0.0023 J) ND (0.0020 J) ND ND ND ND ND

Thallium 0.002 ND ND ND ND ND ND ND ND

Notes:

1. MCL indicates Environmental Protection Agency (EPA) and Georgia Environmental Protection Division (EPD) maximum contaminant level.   

3. Results for substances are reported in milligrams per liter (mg/L). Radium results are reported in picocuries per liter (pCi/L).      

(value J) is qualified by the laboratory as an estimated number.     

8. U indicates the substance was detected below the Minimum Detection Concentration (MDC) and the precision of the laboratory instruments could not produce a reliable value.         

     Therefore, the value followed by U is qualified by the laboratory as estimated.    

9. Appendix III = indicator parameters evaluated during Detection Monitoring; Appendix IV = parameters evaluated during Assessment Monitoring.     

Well ID

2. (SMCL) indicates a secondary MCL that is established by EPA as a general guideline only (not enforced).     

4. ND (Not Detected) indicates the substance was not detected above the analytical method detection limit (MDL).     

5. ND (value J) indicates the substance was detected at such low levels that the precision of the laboratory instruments could not produce a reliable value. Therefore, the value displayed         

6. N/R indicates a substance does not have an MCL or SMCL, but will be further evaluated statistically at the conclusion of all the background sampling events, as required by EPA's CCR rule.       

7. TDS indicates total dissolved solids.
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Table 4
Ash Pond 1 Analytical Data Summary

Plant McManus
Brunswick, GA

MCM-06 MCM-06 MCM-06 MCM-06 MCM-06 MCM-06 MCM-06 MCM-06 MCM-06 resample MCM-06

8/31/2016 11/30/2016 2/16/2017 6/2/2017 8/17/2017 6/20/2018 9/27/2018 11/7/2018 3/6/2019 3/24/2019

Boron 0.1 0.632 0.637 0.698 0.674 0.700 0.69 0.62 0.86 1.5 1.1

Calcium N/R 82.8 68.7 94.8 92.5 126 121 95.1 364 341 277

Chloride (250) 2200 2100 2500 2500 2700 3100 2510 8860 11700 6470

Fluoride 4 0.41 0.61 ND (0.30 J) ND (0.19 J) ND (0.26 J) ND (0.22 J) ND (0.068 J) 10.3 ND (<25) ND (0.19J)

Sulfate (250) 21 19 22 28 69 33 29.4 734 1220J ND  

TDS (500) 4160 3950 4600 4470 5450 4940 4480 15100 19000 13700

Antimony 0.006 ND ND ND ND ND ND ND ND ND

Arsenic 0.01 0.212 0.129 0.257 0.0559 0.458 0.44 0.27 0.50 0.49

Barium 2 0.0498 0.0528 0.0555 0.0508 0.0596 0.06 0.060 0.19 0.16

Beryllium 0.004 ND ND ND ND ND ND ND ND ND

Cadmium 0.005 ND ND ND ND ND ND ND ND ND

Chromium 0.1 ND (0.0010 J) ND ND (0.0011 J) ND ND (0.0007 J) ND ND ND ND

Cobalt N/R ND ND (0.0009 J) ND ND ND (0.0003 J) ND ND ND ND

Lead 0.015 ND ND ND ND ND ND ND ND ND

Lithium 0.04 ND (0.0389 J) ND (0.0303 J) ND (0.0500 J) ND (0.0477 J) 0.0645 ND (0.066 J) ND (0.045 J) 0.11 0.12

Mercury 0.002 ND ND ND ND ND ND ND ND ND

Molybdenum N/R ND ND ND ND ND (0.0025 J) ND ND ND (0.0024 J) ND

Radium 5 2.47 1.60 1.83 2.45 3.33 2.84 1.94 8.58 Not Analyzed

Selenium 0.05 ND (0.0015 J) ND (0.0054 J) ND (0.0022 J) ND ND (0.0020 J) ND ND ND (0.0075 J) ND (0.0024J)

Thallium 0.002 ND ND ND ND ND ND ND ND ND

Notes:

1. MCL indicates Environmental Protection Agency (EPA) and Georgia Environmental Protection Division (EPD) maximum contaminant level.   

3. Results for substances are reported in milligrams per liter (mg/L). Radium results are reported in picocuries per liter (pCi/L).      

(value J) is qualified by the laboratory as an estimated number.     

8. U indicates the substance was detected below the Minimum Detection Concentration (MDC) and the precision of the laboratory instruments could not produce a reliable value.         

     Therefore, the value followed by U is qualified by the laboratory as estimated.    

9. Appendix III = indicator parameters evaluated during Detection Monitoring; Appendix IV = parameters evaluated during Assessment Monitoring.     

Substance
MCL/

(SMCL)

Well ID

6. N/R indicates a substance does not have an MCL or SMCL, but will be further evaluated statistically at the conclusion of all the background sampling events, as required by EPA's CCR rule.       

7. TDS indicates total dissolved solids.

AP
PE

N
D

IX
 II

I
AP

PE
N

D
IX

 IV

2. (SMCL) indicates a secondary MCL that is established by EPA as a general guideline only (not enforced).     

4. ND (Not Detected) indicates the substance was not detected above the analytical method detection limit (MDL).     

5. ND (value J) indicates the substance was detected at such low levels that the precision of the laboratory instruments could not produce a reliable value. Therefore, the value displayed         
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Table 4
Ash Pond 1 Analytical Data Summary

Plant McManus
Brunswick, GA

MCM-07 MCM-07 MCM-07 MCM-07 MCM-07 MCM-07 MCM-07 MCM-07 MCM-07

8/31/2016 11/30/2016 2/16/2017 6/2/2017 8/17/2017 6/21/2018 9/27/2018 11/6/2018* 3/24/2019

Boron 0.1 0.863 0.804 0.815 0.891 0.922 0.99 0.88 1.1 1.2

Calcium N/R 119 103 114 179 186 179 193 219 243

Chloride (250) 2600 2800 3100 4600 4600 3920 5660 6520 8720

Fluoride 4 0.92 0.99 0.54 0.42 ND (0.27 J) ND (0.28 J) 0.32 ND (0.086 J) ND (0.14J)

Sulfate (250) 290 240 220 500 510 481 777 926 1070

TDS (500) 5100 4680 5080 8000 8320 7500 10200 11000 13700

Antimony 0.006 ND ND ND ND ND ND ND ND

Arsenic 0.01 0.0066 0.0281 0.0295 0.0286 0.0211 ND (0.022 J) 0.015 0.012

Barium 2 0.0771 0.101 0.0865 0.123 0.124 0.1 0.12 0.12

Beryllium 0.004 ND ND ND ND ND ND ND (0.000074 J) ND (0.00012 J)

Cadmium 0.005 ND ND ND ND ND ND ND ND

Chromium 0.1 ND (0.0022 J) ND ND (0.0028 J) ND (0.0023 J) ND (0.0022 J) ND ND (0.0024 J) ND (0.0020 J)

Cobalt N/R ND ND (0.0011 J) ND ND ND ND ND ND

Lead 0.015 ND ND ND (0.0002 J) ND ND (0.00008 J) ND ND ND

Lithium 0.04 ND (0.0122 J) ND (0.0110 J) ND (0.0142 J) ND (0.0229 J) ND (0.0241 J) ND (0.030 J) ND (0.034 J) ND (0.037 J)

Mercury 0.002 ND ND ND ND ND ND ND 0.00067

Molybdenum N/R ND ND ND ND ND ND ND ND

Radium 5 5.40 3.13 3.09 7.56 6.38 5.24 6.11 6.10

Selenium 0.05 ND (0.0021 J) ND ND (0.0025 J) ND ND (0.0033 J) ND ND (0.0023 J) ND (0.0048 J)

Thallium 0.002 ND ND ND ND ND ND ND ND

Notes:

1. MCL indicates Environmental Protection Agency (EPA) and Georgia Environmental Protection Division (EPD) maximum contaminant level.   

3. Results for substances are reported in milligrams per liter (mg/L). Radium results are reported in picocuries per liter (pCi/L).      

(value J) is qualified by the laboratory as an estimated number.     

8. U indicates the substance was detected below the Minimum Detection Concentration (MDC) and the precision of the laboratory instruments could not produce a reliable value.         

     Therefore, the value followed by U is qualified by the laboratory as estimated.    

9. Appendix III = indicator parameters evaluated during Detection Monitoring; Appendix IV = parameters evaluated during Assessment Monitoring.     

10. * The field blank for 11/6/2018 had hits for both chloride and mercury, and the equipment blank had a hit for just mercury 

Substance
MCL/

(SMCL)

Well ID

6. N/R indicates a substance does not have an MCL or SMCL, but will be further evaluated statistically at the conclusion of all the background sampling events, as required by EPA's CCR rule.       

7. TDS indicates total dissolved solids.

AP
PE

N
D

IX
 II

I
AP

PE
N

D
IX

 IV

2. (SMCL) indicates a secondary MCL that is established by EPA as a general guideline only (not enforced).     

4. ND (Not Detected) indicates the substance was not detected above the analytical method detection limit (MDL).     

5. ND (value J) indicates the substance was detected at such low levels that the precision of the laboratory instruments could not produce a reliable value. Therefore, the value displayed         
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Table 4
Ash Pond 1 Analytical Data Summary

Plant McManus
Brunswick, GA

MCM-08 MCM-08 MCM-08 MCM-08 MCM-08 MCM-08 MCM-08 resample MCM-08 MCM-08 MCM-08

6/1/2017 8/2/2017 8/15/2017 4/5/2018 5/8/2018 6/19/2018 6/28/2018 9/26/2018 11/8/2018 3/25/2019

Boron 0.1 0.336 0.318 0.338 0.39 0.35 0.38 0.38 0.32 0.37 0.34

Calcium N/R 27.3 32.7 27.7 39.4 37 39.8 42.9 42.6 41.4 50.3

Chloride (250) 1400 1600 1700 1900 1870 1890 1910 2040 2050 2340

Fluoride 4 ND ND (0.16 J) ND (0.21 J) ND ND (0.23 J) ND (0.043 J) ND (0.12 J) ND ND (0.040 J) ND (0.12J)

Sulfate (250) 250 290 360 350 353 359 352 423 498 467

TDS (500) 2970 3100 3160 3460 3680 3600 3440 3610 3630 4020

Antimony 0.006 ND ND ND ND ND ND ND ND ND

Arsenic 0.01 0.0204 0.0208 0.0207 0.024 0.022 0.022 0.014 0.023 ND (0.022 J)

Barium 2 0.447 0.440 0.451 0.61 0.5 0.56 0.58 0.59 0.57

Beryllium 0.004 ND (0.0003 J) ND (0.0003 J) ND (0.0003 J) ND ND (0.00041 J) ND (0.00044 J) ND (0.00040 J) ND (0.00040 J) ND (0.00027 J)

Cadmium 0.005 ND ND ND ND ND ND ND ND ND

Chromium 0.1 ND (0.0076 J) 0.0150 ND (0.0078 J) ND ND (0.0080 J) ND (0.0087 J) ND (0.0079 J) ND (0.0088 J) ND (0.00080 J)

Cobalt N/R ND ND (0.0018 J) ND (0.0018 J) ND ND (0.0042 J) ND (0.0048 J) ND (0.0030 J) ND (0.0049 J) ND (0.0052 J)

Lead 0.015 ND ND ND ND ND ND ND ND ND

Lithium 0.04 ND (0.0017 J) ND (0.0017 J) ND (0.0016 J) ND (0.0022 J) ND (0.0020 J) ND (0.0024 J) ND (0.0033 J) ND (0.0021 J) ND

Mercury 0.002 ND ND ND ND ND ND ND ND ND

Molybdenum N/R ND ND (0.0029 J) ND (0.0030 J) ND (0.0031 J) ND (0.0028 J) ND (0.0028 J) ND ND (0.0028 J) ND

Radium 5 19.8 18.1 20.6 20.1 19.5 20.3 20.8 22.6 16.3

Selenium 0.05 ND ND (0.0055 J) ND (0.0081 J) ND ND (0.0081 J) ND (0.0095 J) ND (0.0030 J) ND (0.0059 J) ND

Thallium 0.002 ND ND ND ND ND ND ND ND ND

Notes:

1. MCL indicates Environmental Protection Agency (EPA) and Georgia Environmental Protection Division (EPD) maximum contaminant level.   

3. Results for substances are reported in milligrams per liter (mg/L). Radium results are reported in picocuries per liter (pCi/L).      

(value J) is qualified by the laboratory as an estimated number.     

8. U indicates the substance was detected below the Minimum Detection Concentration (MDC) and the precision of the laboratory instruments could not produce a reliable value.         

     Therefore, the value followed by U is qualified by the laboratory as estimated.    

9. Appendix III = indicator parameters evaluated during Detection Monitoring; Appendix IV = parameters evaluated during Assessment Monitoring.     

Substance
MCL/

(SMCL)

Well ID

6. N/R indicates a substance does not have an MCL or SMCL, but will be further evaluated statistically at the conclusion of all the background sampling events, as required by EPA's CCR rule.       

7. TDS indicates total dissolved solids.

AP
PE

N
D

IX
 II

I
AP

PE
N

D
IX

 IV

2. (SMCL) indicates a secondary MCL that is established by EPA as a general guideline only (not enforced).     

4. ND (Not Detected) indicates the substance was not detected above the analytical method detection limit (MDL).     

5. ND (value J) indicates the substance was detected at such low levels that the precision of the laboratory instruments could not produce a reliable value. Therefore, the value displayed         
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Table 4
Ash Pond 1 Analytical Data Summary

Plant McManus
Brunswick, GA

MCM-11 MCM-11 MCM-11 MCM-11 MCM-11 MCM-11 MCM-11 MCM-11 MCM-11

5/31/2017 8/2/2017 8/15/2017 4/4/2018 5/8/2018 6/19/2018 9/25/2018 11/6/2018* 3/25/2019

Boron 0.1 0.0521 ND (0.0392 J) 0.0448 0.046 0.048 0.04 0.043 0.046 ND (0.030J) 

Calcium N/R 18.6 18.5 4.09 ND ND (18.4 J) 4.3 6.2 1.8 2.5

Chloride (250) 98 57 15 69 72.3 17.3 31.3 9.8 12.9

Fluoride 4 0.85 0.69 ND (0.29 J) 0.32 0.63 ND (0.17 J) ND (0.15 J) ND ND (0.12J)

Sulfate (250) 40 34 24 33.9 35.7 23.7 25.6 25.2 24.9

TDS (500) 257 183 90 197 225 112 137 89 74

Antimony 0.006 ND ND ND ND ND ND ND ND

Arsenic 0.01 0.0259 0.0188 0.0117 0.017 0.016 0.011 0.011 ND (0.0043 J)

Barium 2 0.0646 0.0533 0.0247 0.057 0.062 0.031 0.041 0.031

Beryllium 0.004 ND (0.00007 J) ND (0.0001 J) ND (0.00009 J) ND ND (0.00010 J) ND (0.00011 J) ND (0.00010 J) ND (0.00012 J)

Cadmium 0.005 ND ND ND ND ND ND ND (0.00020 J) ND

Chromium 0.1 ND ND ND (0.0006 J) ND ND ND ND ND

Cobalt N/R ND ND (0.0006 J) ND (0.0004 J) ND ND ND ND ND

Lead 0.015 ND ND ND ND ND ND ND ND

Lithium 0.04 ND (0.0047 J) ND (0.0036 J) ND ND (0.0041 J) ND (0.0052 J) ND (0.0017 J) ND (0.0018 J) ND

Mercury 0.002 ND ND ND ND ND ND ND 0.0007

Molybdenum N/R ND ND ND ND ND ND ND ND

Radium 5 1.20 1.26 0.511 U 1.04 1.95 0.785 U 1.15 U 1.10

Selenium 0.05 ND ND ND ND ND ND ND ND

Thallium 0.002 ND ND ND ND ND ND ND ND

Notes:

1. MCL indicates Environmental Protection Agency (EPA) and Georgia Environmental Protection Division (EPD) maximum contaminant level.   

3. Results for substances are reported in milligrams per liter (mg/L). Radium results are reported in picocuries per liter (pCi/L).      

(value J) is qualified by the laboratory as an estimated number.     

8. U indicates the substance was detected below the Minimum Detection Concentration (MDC) and the precision of the laboratory instruments could not produce a reliable value.         

     Therefore, the value followed by U is qualified by the laboratory as estimated.    

9. Appendix III = indicator parameters evaluated during Detection Monitoring; Appendix IV = parameters evaluated during Assessment Monitoring.     

10. * The field blank for 11/6/2018 had hits for both chloride and mercury, and the equipment blank had a hit for just mercury 

4. ND (Not Detected) indicates the substance was not detected above the analytical method detection limit (MDL).     

5. ND (value J) indicates the substance was detected at such low levels that the precision of the laboratory instruments could not produce a reliable value. Therefore, the value displayed         

Substance
MCL/

(SMCL)

Well ID

6. N/R indicates a substance does not have an MCL or SMCL, but will be further evaluated statistically at the conclusion of all the background sampling events, as required by EPA's CCR rule.       

7. TDS indicates total dissolved solids.

AP
PE

N
D

IX
 II

I
AP

PE
N

D
IX

 IV

2. (SMCL) indicates a secondary MCL that is established by EPA as a general guideline only (not enforced).     
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Table 4
Ash Pond 1 Analytical Data Summary

Plant McManus
Brunswick, GA

MCM-12 MCM-12 MCM-12 MCM-12 MCM-12 MCM-12 MCM-12 MCM-12 MCM-12

8/30/2016 11/30/2016 2/15/2017 5/31/2017 8/15/2017 6/19/2018 9/25/2018 11/7/2018 3/24/2019

Boron 0.1 1.18 1.30 1.33 1.38 1.14 1.2 1.0 1.4 1

Calcium N/R 7.05 8.69 8.34 8.85 8.05 8.3 6.8 8.5 7.4

Chloride (250) 800 760 740 740 750 760 752 665 744

Fluoride 4 1.5 1.4 1.3 1.2 1.2 0.91 1.1 ND 0.99

Sulfate (250) 4.3 7.6 3.0 2.5 3.2 1.6 1.0 ND (0.41 J) 1.5

TDS (500) 1910 1910 1870 1920 1840 1820 1760 1800 1770

Antimony 0.006 ND ND ND ND ND ND ND ND

Arsenic 0.01 ND ND ND ND (0.0007 J) ND (0.0006 J) ND (0.0010 J) ND (0.0011 J) ND

Barium 2 0.108 0.121 0.111 0.131 0.126 0.13 0.12 0.11

Beryllium 0.004 ND (0.0003 J) ND (0.0004 J) ND (0.0004 J) ND (0.0005 J) ND (0.0005 J) ND (0.00065 J) ND (0.00066 J) ND (0.00058 J)

Cadmium 0.005 ND ND ND ND ND ND ND ND

Chromium 0.1 ND (0.0054 J) ND (0.0073 J) ND (0.0045 J) ND (0.0052 J) ND (0.0050 J) ND (0.0047 J) ND ND

Cobalt N/R ND ND ND ND (0.0005 J) ND (0.0005 J) ND (0.00053 J) ND ND

Lead 0.015 ND (0.0001 J) ND ND ND (0.00009 J) ND ND ND ND

Lithium 0.04 ND (0.0102 J) ND (0.0106 J) ND (0.0115 J) ND (0.0110 J) ND (0.0123 J) ND (0.012 J) ND (0.011 J) ND (0.013 J)

Mercury 0.002 ND ND ND ND ND ND ND ND

Molybdenum N/R ND ND ND ND ND ND ND ND

Radium 5 1.40 4.37 2.21 2.62 2.69 2.96 2.23 2.14

Selenium 0.05 ND (0.0011 J) ND (0.0023 J) ND (0.0021 J) ND ND (0.0021 J) ND (0.0017 J) ND (0.0020 J) ND

Thallium 0.002 ND ND ND ND ND ND ND ND

Notes:

1. MCL indicates Environmental Protection Agency (EPA) and Georgia Environmental Protection Division (EPD) maximum contaminant level.   

3. Results for substances are reported in milligrams per liter (mg/L). Radium results are reported in picocuries per liter (pCi/L).      

(value J) is qualified by the laboratory as an estimated number.     

8. U indicates the substance was detected below the Minimum Detection Concentration (MDC) and the precision of the laboratory instruments could not produce a reliable value.         

     Therefore, the value followed by U is qualified by the laboratory as estimated.    

9. Appendix III = indicator parameters evaluated during Detection Monitoring; Appendix IV = parameters evaluated during Assessment Monitoring.     

6. N/R indicates a substance does not have an MCL or SMCL, but will be further evaluated statistically at the conclusion of all the background sampling events, as required by EPA's CCR rule.       

7. TDS indicates total dissolved solids.

AP
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2. (SMCL) indicates a secondary MCL that is established by EPA as a general guideline only (not enforced).     

4. ND (Not Detected) indicates the substance was not detected above the analytical method detection limit (MDL).     

5. ND (value J) indicates the substance was detected at such low levels that the precision of the laboratory instruments could not produce a reliable value. Therefore, the value displayed         

Substance
MCL/

(SMCL)

Well ID
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Table 4
Ash Pond 1 Analytical Data Summary

Plant McManus
Brunswick, GA

MCM-14 MCM-14 MCM-14 MCM-14 MCM-14 MCM-14 MCM-14 MCM-14 MCM-14

8/30/2016 11/30/2016 2/15/2017 5/31/2017 8/16/2017 6/19/2018 9/25/2018 11/6/2018* 3/24/2019

Boron 0.1 0.726 0.565 0.647 0.503 0.539 0.76 0.61 0.75 0.95

Calcium N/R 42.8 33.2 56.1 73.6 99.6 285 283 297 338

Chloride (250) 450 310 490 820 1500 5180 7220 6020 7400

Fluoride 4 0.50 0.49 0.58 0.56 0.45 ND ND ND (0.084 J) ND (0.14J)

Sulfate (250) 6.4 4.5 37 61 130 498 790 875 1170

TDS (500) 1310 1050 1440 1740 3010 8630 10700 11100 14200

Antimony 0.006 ND ND ND ND ND ND ND ND

Arsenic 0.01 ND ND ND ND (0.0008 J) ND (0.0007 J) ND (0.0062 J) ND (0.0031 J) ND (0.0014 J)

Barium 2 0.0131 0.0105 0.0786 0.0199 0.0330 0.092 0.098 0.1

Beryllium 0.004 ND ND ND ND (0.0001 J) ND (0.0002 J) ND ND (0.000050 J) ND (0.000097 J)

Cadmium 0.005 ND ND ND ND ND ND ND ND

Chromium 0.1 ND (0.0026 J) ND (0.0016 J) ND (0.0018 J) ND (0.0019 J) ND (0.0019 J) ND ND ND

Cobalt N/R ND (0.0006 J) ND ND ND ND ND ND ND

Lead 0.015 ND ND ND ND ND (0.00008 J) ND ND ND

Lithium 0.04 ND (0.0112 J) ND ND (0.0105 J) ND (0.0106 J) ND (0.0145 J) ND (0.044 J) ND (0.041 J) ND (0.047 J)

Mercury 0.002 ND ND ND ND ND ND ND 0.00066

Molybdenum N/R ND ND ND ND ND ND ND ND

Radium 5 1.31 0.438 U 0.300 U 1.77 2.26 5.39 6.22 5.38

Selenium 0.05 ND ND ND (0.0014 J) ND ND (0.0018 J) ND ND (0.0019 J) ND (0.0057 J)

Thallium 0.002 ND ND ND ND ND ND ND ND

Notes:

1. MCL indicates Environmental Protection Agency (EPA) and Georgia Environmental Protection Division (EPD) maximum contaminant level.   

3. Results for substances are reported in milligrams per liter (mg/L). Radium results are reported in picocuries per liter (pCi/L).      

(value J) is qualified by the laboratory as an estimated number.     

8. U indicates the substance was detected below the Minimum Detection Concentration (MDC) and the precision of the laboratory instruments could not produce a reliable value.         

     Therefore, the value followed by U is qualified by the laboratory as estimated.    

9. Appendix III = indicator parameters evaluated during Detection Monitoring; Appendix IV = parameters evaluated during Assessment Monitoring.     

10. * The field blank for 11/6/2018 had hits for both chloride and mercury, and the equipment blank had a hit for just mercury 

AP
PE

N
D

IX
 II

I
AP

PE
N

D
IX

 IV

2. (SMCL) indicates a secondary MCL that is established by EPA as a general guideline only (not enforced).     

4. ND (Not Detected) indicates the substance was not detected above the analytical method detection limit (MDL).     

5. ND (value J) indicates the substance was detected at such low levels that the precision of the laboratory instruments could not produce a reliable value. Therefore, the value displayed         

Substance
MCL/

(SMCL)

Well ID

6. N/R indicates a substance does not have an MCL or SMCL, but will be further evaluated statistically at the conclusion of all the background sampling events, as required by EPA's CCR rule.       

7. TDS indicates total dissolved solids.
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Table 4
Ash Pond 1 Analytical Data Summary

Plant McManus
Brunswick, GA

MCM-15 MCM-15 MCM-15 MCM-15 MCM-15 MCM-15 MCM-15 MCM-15 MCM-15

6/2/2017 8/2/2017 8/17/2017 4/4/2018 5/8/2018 6/19/2018 9/26/2018 11/7/2018 3/25/2019

Boron 0.1 0.0495 ND (0.0333 J) 0.0593 0.065 0.062 0.064 0.060 ND (0.062 J) 0.057

Calcium N/R 2.77 1.27 5.53 6.5 6.7 7.4 ND (8.5 J) 9.8 7.8

Chloride (250) 11 3.2 12 13.4 13.2 13.7 18.5 20.2 19.7

Fluoride 4 ND ND (0.05 J) ND ND ND ND (0.057 J) ND ND ND (0.036J)

Sulfate (250) 13 14 14 13.4 14.8 15.5 23.0 22.2 22.4

TDS (500) 69 35 51 90 89 110 124 125 98

Antimony 0.006 ND ND ND ND ND ND ND ND

Arsenic 0.01 ND (0.0026 J) ND (0.0047 J) ND (0.0028 J) ND (0.0029 J) ND (0.0048 J) ND (0.0019 J) ND (0.0023 J) ND

Barium 2 ND (0.0368 J) 0.0355 0.0370 0.039 0.037 0.038 0.049 0.05

Beryllium 0.004 ND (0.0001 J) ND ND (0.0001 J) ND ND (0.00031 J) ND (0.00034 J) ND (0.00039 J) ND (0.00041 J)

Cadmium 0.005 ND ND ND ND ND ND ND ND

Chromium 0.1 ND (0.0019 J) ND (0.0017 J) ND (0.0027 J) ND ND (0.0029 J) ND (0.0020 J) ND (0.0030 J) ND

Cobalt N/R ND ND ND ND ND ND ND ND

Lead 0.015 ND ND (0.0001 J) ND (0.0001 J) ND ND ND ND ND

Lithium 0.04 ND ND ND ND (0.0015 J) ND (0.0014 J) ND (0.0016 J) ND (0.0018 J) ND

Mercury 0.002 ND ND ND ND ND ND ND ND

Molybdenum N/R ND ND ND ND ND (0.0020 J) ND ND ND

Radium 5 1.47 1.99 2.03 1.96 1.69 1.83 0.637 U 0.894 U

Selenium 0.05 ND ND ND ND ND (0.0016 J) ND (0.0022 J) ND (0.0015 J) ND

Thallium 0.002 ND ND ND ND ND ND ND ND

Notes:

1. MCL indicates Environmental Protection Agency (EPA) and Georgia Environmental Protection Division (EPD) maximum contaminant level.   

3. Results for substances are reported in milligrams per liter (mg/L). Radium results are reported in picocuries per liter (pCi/L).      

(value J) is qualified by the laboratory as an estimated number.     

8. U indicates the substance was detected below the Minimum Detection Concentration (MDC) and the precision of the laboratory instruments could not produce a reliable value.         

     Therefore, the value followed by U is qualified by the laboratory as estimated.    

9. Appendix III = indicator parameters evaluated during Detection Monitoring; Appendix IV = parameters evaluated during Assessment Monitoring.     
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2. (SMCL) indicates a secondary MCL that is established by EPA as a general guideline only (not enforced).     

4. ND (Not Detected) indicates the substance was not detected above the analytical method detection limit (MDL).     

5. ND (value J) indicates the substance was detected at such low levels that the precision of the laboratory instruments could not produce a reliable value. Therefore, the value displayed         

Substance
MCL/

(SMCL)

Well ID

6. N/R indicates a substance does not have an MCL or SMCL, but will be further evaluated statistically at the conclusion of all the background sampling events, as required by EPA's CCR rule.       

7. TDS indicates total dissolved solids.
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Table 4
Ash Pond 1 Analytical Data Summary

Plant McManus
Brunswick, GA

MCM-16 MCM-16 MCM-16 MCM-16 MCM-16 MCM-16 MCM-16 MCM-16 MCM-16

8/30/2016 11/30/2016 2/15/2017 6/1/2017 8/17/2017 6/20/2018 9/26/2018 11/7/2018 3/25/2019

Boron 0.1 ND (0.0972 J) 0.0964 0.398 0.0776 0.0853 0.079 0.072 0.074 0.067

Calcium N/R 4.02 4.87 6.61 6.42 5.62 5.7 5.3 5.3 5.7

Chloride (250) 26 27 30 27 32 30 28.4 25.1 21.8

Fluoride 4 ND (0.04 J) ND (0.18 J) ND (0.02 J) ND (0.005 J) ND (0.04 J) ND (0.038 J) ND ND ND (0.041J)

Sulfate (250) 24 26 30 24 26 31.2 36.8 35 40.1

TDS (500) 99 111 170 98 84 123 117 120 101

Antimony 0.006 ND ND ND ND ND ND ND ND

Arsenic 0.01 ND (0.0018 J) ND ND ND ND ND (0.00058 J) ND ND

Barium 2 0.0973 0.110 0.0945 0.121 0.121 0.13 0.13 0.12

Beryllium 0.004 ND (0.0001 J) ND (0.0002 J) ND ND (0.0002 J) ND (0.0002 J) ND (0.00024 J) ND (0.00019 J) ND (0.00019 J)

Cadmium 0.005 ND ND ND ND ND ND ND ND

Chromium 0.1 ND ND (0.0010 J) ND ND (0.0004 J) ND (0.0005 J) ND ND ND

Cobalt N/R ND ND ND ND ND (0.0004 J) ND ND ND

Lead 0.015 ND ND (0.0002 J) ND ND ND ND ND ND

Lithium 0.04 ND ND ND ND ND ND ND ND

Mercury 0.002 ND ND ND ND ND ND ND ND

Molybdenum N/R ND ND ND ND ND ND ND ND

Radium 5 0.977 U 0.994 U 1.65 1.22 1.71 1.78 1.56 0.651 U

Selenium 0.05 ND ND (0.0011 J) ND ND ND ND ND ND

Thallium 0.002 ND ND ND ND (0.00006 J) ND (0.00007 J) ND ND ND

Notes:

1. MCL indicates Environmental Protection Agency (EPA) and Georgia Environmental Protection Division (EPD) maximum contaminant level.   

3. Results for substances are reported in milligrams per liter (mg/L). Radium results are reported in picocuries per liter (pCi/L).      

(value J) is qualified by the laboratory as an estimated number.     

8. U indicates the substance was detected below the Minimum Detection Concentration (MDC) and the precision of the laboratory instruments could not produce a reliable value.         

     Therefore, the value followed by U is qualified by the laboratory as estimated.    

9. Appendix III = indicator parameters evaluated during Detection Monitoring; Appendix IV = parameters evaluated during Assessment Monitoring.     
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2. (SMCL) indicates a secondary MCL that is established by EPA as a general guideline only (not enforced).     

4. ND (Not Detected) indicates the substance was not detected above the analytical method detection limit (MDL).     

5. ND (value J) indicates the substance was detected at such low levels that the precision of the laboratory instruments could not produce a reliable value. Therefore, the value displayed         

Substance
MCL/

(SMCL)

Well ID

6. N/R indicates a substance does not have an MCL or SMCL, but will be further evaluated statistically at the conclusion of all the background sampling events, as required by EPA's CCR rule.       

7. TDS indicates total dissolved solids.
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Table 4
Ash Pond 1 Analytical Data Summary

Plant McManus
Brunswick, GA

MCM-17 MCM-17 MCM-17 MCM-17 MCM-17 MCM-17 MCM-17 MCM-17 Filtered MCM-17 MCM-17

10/25/2016 11/30/2016 2/15/2017 5/31/2017 8/15/2017 6/19/2018 9/26/2018 9/26/2018 11/6/2018* 3/24/2019

Boron 0.1 1.73 2.12 2.14 2.24 2.10 1.7 1.3 1.7 1.8 1.4

Calcium N/R 69.4 83.9 96.3 122 117 136 148 137 24.7 136

Chloride (250) 1300 400 2000 2500 2500 3050 4050 3880 2230 3960

Fluoride 4 1.1 1.3 1.3 1.3 1.2 0.6 0.42 0.46 0.4 0.31

Sulfate (250) 84 52 190 260 210 218 360 306 182 413

TDS (500) 2900 3970 3820 5050 4820 5640 6920 6620 4160 6840

Antimony 0.006 ND ND ND ND ND ND ND ND ND

Arsenic 0.01 ND 0.0072 ND (0.0017 J) ND (0.0018 J) ND (0.0015 J) ND (0.0029 J) ND (0.0015 J) ND (0.0034 J) ND

Barium 2 0.0630 0.0628 0.0102 0.0610 0.0579 0.076 0.099 0.084 0.052

Beryllium 0.004 ND (0.0004 J) ND (0.0003 J) ND ND (0.0002 J) ND (0.0002 J) ND (0.00032 J) ND (0.00024 J) ND ND (0.00026 J)

Cadmium 0.005 ND ND ND ND ND ND ND ND ND

Chromium 0.1 0.0160 ND (0.0151 J) 0.0137 0.0109 0.0117 ND (0.013 J) ND (0.0092 J) ND (0.0084 J) ND

Cobalt N/R ND ND (0.0007 J) ND ND ND (0.0004 J) ND ND ND ND

Lead 0.015 ND ND ND ND ND (0.0002 J) ND ND ND ND

Lithium 0.04 ND (0.0070 J) ND (0.0086 J) ND (0.0149 J) ND (0.0190 J) ND (0.0160 J) ND (0.021 J) ND (0.020 J) ND (0.022 J) ND (0.017 J)

Mercury 0.002 ND ND ND ND ND ND ND ND 0.00064

Molybdenum N/R ND ND ND ND ND ND ND ND ND

Radium 5 2.22 2.01 1.56 1.92 2.47 2.82 3.1 3.2 2.95

Selenium 0.05 ND (0.0030 J) ND (0.0087 J) ND (0.0067 J) ND (0.0018 J) ND (0.0025 J) ND ND (0.0016 J) ND ND

Thallium 0.002 ND ND ND ND ND ND ND ND ND

Notes:

1. MCL indicates Environmental Protection Agency (EPA) and Georgia Environmental Protection Division (EPD) maximum contaminant level.   

3. Results for substances are reported in milligrams per liter (mg/L). Radium results are reported in picocuries per liter (pCi/L).      

(value J) is qualified by the laboratory as an estimated number.     

8. U indicates the substance was detected below the Minimum Detection Concentration (MDC) and the precision of the laboratory instruments could not produce a reliable value.         

     Therefore, the value followed by U is qualified by the laboratory as estimated.    

9. Appendix III = indicator parameters evaluated during Detection Monitoring; Appendix IV = parameters evaluated during Assessment Monitoring.     

10. * The field blank for 11/6/2018 had hits for both chloride and mercury, and the equipment blank had a hit for just mercury 

6. N/R indicates a substance does not have an MCL or SMCL, but will be further evaluated statistically at the conclusion of all the background sampling events, as required by EPA's CCR rule.       

7. TDS indicates total dissolved solids.
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2. (SMCL) indicates a secondary MCL that is established by EPA as a general guideline only (not enforced).     

4. ND (Not Detected) indicates the substance was not detected above the analytical method detection limit (MDL).     

5. ND (value J) indicates the substance was detected at such low levels that the precision of the laboratory instruments could not produce a reliable value. Therefore, the value displayed         

Substance
MCL/

(SMCL)

Well ID
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Table 5
Groundwater Flow Velocity Calculations- March 2019

Plant McManus
Brunswick, GA

h1 h2

K(ft/day) Average K 
of AP-1 wells ne dh L (ft) i (ft/ft) Velocity (ft/day)

MCM-08 MCM-07 2.50 0.41 8.7 0.35 2.09 564.39 0.004 0.0994
MCM-16 MCM-02 4.51 3.60 8.7 0.35 0.91 75.63 0.012 0.2983

Avg. (ft/day)
0.1989

Notes:
K = hydraulic conductivity h1 and h2 = groundwater elevation at location 1 and 2
I = hydraulic gradient L = distance between locations 1 and 2
ne = effective porosity ft = feet
dh = change between h1 and h2

Well ID 
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Source: Esri, DigitalGlobe, GeoEye, Earthstar Geographics, CNES/Airbus
DS, USDA, USGS, AeroGRID, IGN, and the GIS User CommunityWoodstock, GA July 2019
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E6:35W%+M5_1%VHM%`R@D@DRBXE+VQb :%(K*%(M,/,3"*+2V(MT,6A]65]5Z,+2H391;%"ST@ACQX@B
3")$'&"2 '.]06P56F 6P66@6 6P56666 6P666W B6D^G5B^56@ B6P666W

3%4("$8 '.]06P56^ 6P66^6 6P56666 a_ B6D^G5B^56^ F6P665Z

`*%$L' '.]06P5^6 6P6566 6P56666 6P6FBF B6D^G5B^56D B6P666F

`(%2++$L' '.]06P6A5F 6P66@6 6P56666 a_ B6D^G5B^A5 D6P6666W

`&%&" '.]06PA^6 6P566 5P6666 6P65FZ B6D^G5B^AF F6P66ZF

>*M'$L' '.]06P6ADW 6P6656 6P56666 6P6665 B6D^G5B^AW 56P6666D

>*+8$L' '.]0BBP^ BP^6 5P6666 BBPZ B6 d-G6BD^G5B^aX F6P5^^

>9%&'$L' '.]06P56@ 6P6566 6P56666 a_ B6D^G5B^56@ B6P666A

>&1*+) '.]06P56F 6P6566 6P56666 6P66DA B6D^G5B^AZ 6P^6P666^

>&KK(% '.]06P6AD6 6P66^6 6P56666 a_ B6D^G5B^AD 6PA6P666^

0(*M '.]06P6AZD 6P66^6 6P56666 a_ B6D^G5B^AD B6P6665

-&+21M("L' '.]06P6AAW 6P6566 6P56666 a_ B6D^G5B^566 B6P665D

a$8;(+ '.]06P56F 6P66^6 6P56666 6P66@Z B6D^G5B^566 B6P666Z

U(+("$L' '.]06P56Z 6P6566 6P56666 6P66B5 B6D^G5B^56F ^6P6656

U$+#(% '.]06P6AD6 6P66^6 6P56666 a_ B6D^G5B^AD 6PF6P666^

79*++$L' '.]06P6AD^ 6P6656 6P56666 a_ B6D^G5B^AW B6P666B

e*"*M$L' '.]06P56D 6P6566 6P56666 a_ B6D^G5B^56D 56P66D5

[$"8 '.]06P56D 6P6566 6P56666 6P66@W B6D^G5B^56@ 6PZ6P66B5

0$)9$L' '.]06P56@ 6P6^66 6P56666 6P66^A B6D^G5B^AW ^6P66B5

Ð¿¹» ïð ±º ïì



!"#$%&"'(")*+,-&"$)&%$".,/,0*1&%*)&%2,3"*+24$4
556,7(89"&+&.2,:*%;<*2=,:(*89)%((,>&%"(%4=,?3,@66AB

CDD6E,D@FGFB66,,H3I,CDD6E,D@FGFB65

!"#$%"&"'()*#"'%+$,-*#$+.%*&#/

?(&%.$*,:&<(%
BFW6,-*"(%,X&*M
3)+*")*,?3=,@6@@A

3))(")$&"T,-%P,Y&OL,31%*9*' U(K)('1(%,6W=,B65Z

,1M23:%&2/;%%"ST@ACU

X(4L+) X0 b"$)4 0(#(+
UK$;(

X(4L+)
U&L%8(

cX!>
cX!>
0$'$)4 X:_

X:_
0$'$) a&)(4,,3"*+2)(

E1:6>O.%)2:6>%X%\H6>5:L%#2=:32>

-_0

^6:9J%R@D@DRB%X%$!"%?@@Z"

!2O:%+M5_1%`R@D@DRBX!+Qb :%(K*%(M,/,3"*+2V(MT,6A]65]5Z,+2H391;%"ST@ACQX@B
3")$'&"2 L.]0ABPW 566P66 6PWFZ W6G5B6AB
3%4("$8 L.]056B 566P66 6PD6D W6G5B6565
`*%$L' L.]05^B 566P66 FBPF W6G5B656A
`(%2++$L' L.]0AFPD 566P66 6P6Z5B W6G5B6A^
`&%&" L.]0AFA 5666P6 5FPZ W6G5B6A@
>*M'$L' L.]0AWP^ 566P66 6P6AZ@ W6G5B6AW
>*+8$L' L.]0B@566 5666P6 BBZ66 d-G6BW6G5B6FW
>9%&'$L' L.]0AAPF 566P66 6PBW6 W6G5B6AA
>&1*+) L.]056@ 566P66 DPWD W6G5B6A^
>&KK(% L.]0AZP5 566P66 6P5WB W6G5B6AZ
0(*M L.]0AFP@ 566P66 6P6BWW W6G5B6AF
-&+21M("L' L.]0AAP5 566P66 6PZZW W6G5B6AW
a$8;(+ L.]056@ 566P66 @PZ5 W6G5B6AA

U(+("$L' L.]0565 566P66 BP5@ W6G5B6AA
U$+#(% L.]0A^PA 566P66 6P66AF W6G5B6AZ
79*++$L' L.]0AFPZ 566P66 6P6F6@ W6G5B6A^
e*"*M$L' L.]056@ 566P66 6P^BW W6G5B656@
[$"8 L.]056B 566P66 @PW5 W6G5B6AW
0$)9$L' L.]056@ 566P66 ^PA6 W6G5B6AD

^6:9J%R@D@DRC%X%$!"%UCU@"

^>6=_%`R@D@DRCX^'aQb :%(K*%(M,/,3"*+2V(MT,6A]65]5Z,
-(%8L%2 '.]0a_ 6P666^6 6P6666F5

'#+%`R@D@DRCX^+Qb :%(K*%(M,/,3"*+2V(MT,6A]65]5Z,
-(%8L%2 '.]06P66B^W 6P666^6 BP^666!G@ W6G5B656@6P6666F5

Ð¿¹» ïï ±º ïì



!"#$%&"'(")*+,-&"$)&%$".,/,0*1&%*)&%2,3"*+24$4
556,7(89"&+&.2,:*%;<*2=,:(*89)%((,>&%"(%4=,?3,@66AB

CDD6E,D@FGFB66,,H3I,CDD6E,D@FGFB65

!"#$%"&"'()*#"'%+$,-*#$+.%*&#/

?(&%.$*,:&<(%
BFW6,-*"(%,X&*M
3)+*")*,?3=,@6@@A

3))(")$&"T,-%P,Y&OL,31%*9*' U(K)('1(%,6W=,B65Z

,1M23:%&2/;%%"ST@ACU

X(4L+) X0 b"$)4 0(#(+
UK$;(

X(4L+)
U&L%8(

cX!>
cX!>
0$'$)4 X:_

X:_
0$'$) a&)(4,,3"*+2)(

E1:6>O.%)2:6>%X%\H6>5:L%#2=:32>

-_0

^6:9J%R@D@DRC%X%$!"%UCU@"

E6:35W%+M5_1%`R@D@DRCXE+Qb :%(K*%(M,/,3"*+2V(MT,6A]65]5Z,+2H391;%"ST@ACUX@?
-(%8L%2 '.]06P66B^B 6P666^6 BP^666!G@ a_ D^G5B^5656P6666F5

E6:35W%+M5_1%VHM%`R@D@DRCXE+VQb :%(K*%(M,/,3"*+2V(MT,6A]65]5Z,+2H391;%"ST@ACUX@?
-(%8L%2 '.]06P66BFA 6P666^6 BP^666!G@ a_ B6D^G5B^566 56P6666F5

!2O:%+M5_1%`R@D@DRCX!+Qb :%(K*%(M,/,3"*+2V(MT,6A]65]5Z,+2H391;%"ST@ACUX@?
-(%8L%2 L.]05PZD 5PZZZD 6P65@5 W6G5B6AA

Ð¿¹» ïî ±º ïì



!"#$%&"'(")*+,-&"$)&%$".,/,0*1&%*)&%2,3"*+24$4
556,7(89"&+&.2,:*%;<*2=,:(*89)%((,>&%"(%4=,?3,@66AB

CDD6E,D@FGFB66,,H3I,CDD6E,D@FGFB65

!"#$%"&"'()*#"'%+$,-*#$+.%*&#/

?(&%.$*,:&<(%
BFW6,-*"(%,X&*M
3)+*")*,?3=,@6@@A

3))(")$&"T,-%P,Y&OL,31%*9*' U(K)('1(%,6W=,B65Z

'141=F

V1c5=5:52=%2c%'6I236:23L%)13KO

&V

)*#
#P]
+d!
,'

%G,a&),_()(8)(M,*),+(#(+4,(SL*+,)&,&%,.%(*)(%,)9*",)9(,-_0

%G,7(")*)$#(+2,RM(")$N$(M,>&'K&L"M
%G,>&+&"2,H&%'$".,b"$)4
%G,-()9&M,%L",K(%,:*8(,U)*"M*%M,fK(%*)$".,:%&8(ML%(
%G,X(K&%)$".,0$'$)

V1c5=5:52=%2c%\H6>5c513O

+6KM>1%*=c23K6:52=

aGa$)%&4&M$K9("2+*'$"(,1%(*;4,M&<",)&,M$K9("2+*'$"(,$",)9(,?>-Ug,1&)9,*"*+2)(4,*%(,%(K&%)(M,*4,
aGa$)%&4&4M$K9("2+*'$"(P,:*8(,$4,"&),a!03>,8(%)$N$(M,N&%,aGa$)%&4&4M$K9("2+*'$"(P,

:9)9*+$8,*8$M,*"M,K9)9*+$8,*"92M%$M(,*%(,%(K&%)(M,*4,M$'()92+,K9)9*+*)(,

-*+($8,*8$M,*"M,'*+($8,*"92M%$M(,*%(,%(K&%)(M,*4,M$'()92+,'*+*)(,

5=BG_$K9("2+92M%*V$"(,1%(*;4,M&<",)&,*V&1("V("(,$",)9(,?>-Ug,1&)9,*"*+2)(4,*%(,%(K&%)(M,*4,*V&1("V("(

VP %G,_$+L)$&",H*8)&%

%G,-()9&M,_()(8)$&",0$'$)EV'

%G,a&),_()(8)(M,*),+(#(+4,(SL*+,)&,&%,.%(*)(%,)9*",)9(,X0^,'

\EX@Z 79(,4K$;(,%(8&#(%2,<*4,&L)4$M(,*88(K)*"8(,+$'$)4,N&%,)9(,-U,*"M]&%,-U_,*"M]&%,:_U,ML(,)&,4L4K(8)(M,'*)%$Q,
$")(%N(%("8(P,,U*'K+(,%(4L+)4,N&%,)9(,d>,1*)89,<(%(,*88(K)(M,1*4(M,&",*88(K)*1+(,0>U,%(8&#(%$(4P

\EX@B 79(,4K$;(,%(8&#(%2,$4,&L)4$M(,*88(K)*"8(,+$'$)4,ML(,)&,$"4$."$N$8*"),4K$;(,*'&L"),*4,8&'K*%(M,)&,4*'K+(,
8&"8(")%*)$&"P

G !4)$'*)(M,#*+L(,+(44,)9*",X(K&%)$".,0$'$),CX0E,1L),.%(*)(%,)9*",-()9&M,_()(8)$&",0$'$)C-_0E,C>0:,YGH+*.EP

^X@Q 3"*+2)(,<*4,M()(8)(M,$",)9(,*44&8$*)(M,'()9&M,1+*";,*),*",(4)$'*)(M,+(#(+,(SL*+,)&,&%,.%(*)(%,)9*",)9(,-_0P,,
U*'K+(,#*+L(4,%(K&%)(M,*4,.%(*)(%,)9*",)9(,-_0,*"M,+(44,)9*",56Q,)9(,'()9&M,1+*";,#*+L(,*%(,%(K&%)(M,*4,
(4)$'*)(M,#*+L(4P

&2:1;%]=>1OO%2:J1375O1%=2:1F.%6>>%31OH>:O%631%31M23:1F%2=%6=%6O%31915<1F%I6O5O/

Ð¿¹» ïí ±º ïì
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LOG-IN CHECKLIST

Georgia Power
CCR EventProject: 

Client: 

Printed: 9/8/2016  9:12:09AM

Environmental Monitoring & Laboratory Analysis

(770) 734-4200  FAX (770) 734-4201

110 Technology Parkway, Peachtree Corners, GA 30092

PACE ANALYTICAL SERVICES, INC.

Date Received: 08/31/16 09:25 Logged In By: Mohammad M. Rahman
Work Order: AZH0947

OBSERVATIONS

Attn: Mr. Joju Abraham

#Samples: 4 #Containers: 12

2.0 2.0

YES

Minimum Temp(C): Maximum Temp(C):

CHECKLIST ITEMS

COC included with Samples
Sample Container(s) Intact
Chain of Custody Complete
Sample Container(s) Match COC
Custody seal Intact
Temperature in Compliance
Sufficient Sample Volume for Analysis
Zero Headspace Maintained for VOA Analyses
Samples labeled preserved (If Applicable)
Samples received within Allowable Hold Times
Samples Received on Ice
Preservation Confirmed

YES
YES
YES
YES
YES
YES
YES
YES
YES
YES
YES

Custody Seal(s) Used: Yes

Comments:

Page 1 of 1



ýãÝÔý

Í»°¬»³¾»® íðô îðïê

Ô×ÓÍ ËÍÛæ ÚÎ ó ÓßÎ×ß ÐßÜ×ÔÔß

Ô×ÓÍ ÑÞÖÛÝÌ ×Üæ íðïçìèíè

íðïçìèíè
Ð®±¶»½¬æ
Ð¿½» Ð®±¶»½¬ Ò±òæ

ÎÛæ

Ó¿®·¿ Ð¿¼·´´¿
Ùß Ð±©»®
îìèð Ó¿²»® Î¼
ß¬´¿²¬¿ô Ùß íðííç

Ð´¿²¬ Ó½Ó¿²«

Ü»¿® Ó¿®·¿ Ð¿¼·´´¿æ
Û²½´±»¼ ¿®» ¬¸» ¿²¿´§¬·½¿´ ®»«´¬ º±® ¿³°´»ø÷ ®»½»·ª»¼ ¾§ ¬¸» ´¿¾±®¿¬±®§ ±² Í»°¬»³¾»® ðïô îðïêò
Ì¸» ®»«´¬ ®»´¿¬» ±²´§ ¬± ¬¸» ¿³°´» ·²½´«¼»¼ ·² ¬¸· ®»°±®¬ò Î»«´¬ ®»°±®¬»¼ ¸»®»·² ½±²º±®³ ¬± ¬¸»
³±¬ ½«®®»²¬ô ¿°°´·½¿¾´» ÌÒ×ñÒÛÔßÝ ¬¿²¼¿®¼ ¿²¼ ¬¸» ´¿¾±®¿¬±®§ù Ï«¿´·¬§ ß«®¿²½» Ó¿²«¿´ô
©¸»®» ¿°°´·½¿¾´»ô «²´» ±¬¸»®©·» ²±¬»¼ ·² ¬¸» ¾±¼§ ±º ¬¸» ®»°±®¬ò

×º §±« ¸¿ª» ¿²§ ¯«»¬·±² ½±²½»®²·²¹ ¬¸· ®»°±®¬ô °´»¿» º»»´ º®»» ¬± ½±²¬¿½¬ ³»ò

Í·²½»®»´§ô

Ö¿½¯«»´§² Ý±´´·²
¶¿½¯«»´§²ò½±´´·²à°¿½»´¿¾ò½±³
Ð®±¶»½¬ Ó¿²¿¹»®

Û²½´±«®»

REPORT OF LABORATORY ANALYSIS

Ì¸· ®»°±®¬ ¸¿´´ ²±¬ ¾» ®»°®±¼«½»¼ô »¨½»°¬ ·² º«´´ô

©·¬¸±«¬ ¬¸» ©®·¬¬»² ½±²»²¬ ±º Ð¿½» ß²¿´§¬·½¿´ Í»®ª·½»ô ×²½òò

Pace Analytical Services, Inc.

ïêíè Î±»§¬±©² Î±¿¼ ó Í«·¬» îôíôì

Ù®»»²¾«®¹ô Ðß ïëêðï

øéîì÷èëðóëêðð

Ð¿¹» ï ±º ïî



ýãÝÐý

CERTIFICATIONS

Ð¿½» Ð®±¶»½¬ Ò±òæ

Ð®±¶»½¬æ

íðïçìèíè

Ð´¿²¬ Ó½Ó¿²«

Pennsylvania Certification IDs

ïêíè Î±»§¬±©² Î¼ Í«·¬» îôíúìô Ù®»»²¾«®¹ô Ðß ïëêðï
ÔóßóÞ ÜÑÜóÛÔßÐ ß½½®»¼·¬¿¬·±² ýæ Ôîìïé
ß´¿¾¿³¿ Ý»®¬·º·½¿¬·±² ýæ ìïëçð
ß®·¦±²¿ Ý»®¬·º·½¿¬·±² ýæ ßÆðéíì
ß®µ¿²¿ Ý»®¬·º·½¿¬·±²
Ý¿´·º±®²·¿ Ý»®¬·º·½¿¬·±² ýæ ðìîîîÝß
Ý±´±®¿¼± Ý»®¬·º·½¿¬·±²
Ý±²²»½¬·½«¬ Ý»®¬·º·½¿¬·±² ýæ ÐØóðêçì
Ü»´¿©¿®» Ý»®¬·º·½¿¬·±²
Ú´±®·¼¿ñÌÒ× Ý»®¬·º·½¿¬·±² ýæ Ûèéêèí
Ù»±®¹·¿ Ý»®¬·º·½¿¬·±² ýæ Ýðìð
Ù«¿³ Ý»®¬·º·½¿¬·±²
Ø¿©¿·· Ý»®¬·º·½¿¬·±²
×¼¿¸± Ý»®¬·º·½¿¬·±²
×´´·²±· Ý»®¬·º·½¿¬·±²
×²¼·¿²¿ Ý»®¬·º·½¿¬·±²
×±©¿ Ý»®¬·º·½¿¬·±² ýæ íçï
Õ¿²¿ñÌÒ× Ý»®¬·º·½¿¬·±² ýæ Ûóïðíëè
Õ»²¬«½µ§ Ý»®¬·º·½¿¬·±² ýæ çðïíí
Ô±«··¿²¿ ÜØØñÌÒ× Ý»®¬·º·½¿¬·±² ýæ Ôßïìðððè
Ô±«··¿²¿ ÜÛÏñÌÒ× Ý»®¬·º·½¿¬·±² ýæ ìðèê
Ó¿·²» Ý»®¬·º·½¿¬·±² ýæ Ðßðððçï
Ó¿®§´¿²¼ Ý»®¬·º·½¿¬·±² ýæ íðè
Ó¿¿½¸«»¬¬ Ý»®¬·º·½¿¬·±² ýæ ÓóÐßïìëé
Ó·½¸·¹¿²ñÐßÜÛÐ Ý»®¬·º·½¿¬·±²
Ó·±«®· Ý»®¬·º·½¿¬·±² ýæ îíë

Ó±²¬¿²¿ Ý»®¬·º·½¿¬·±² ýæ Ý»®¬ ððèî
Ò»¾®¿µ¿ Ý»®¬·º·½¿¬·±² ýæ ÒÛóðëóîçóïì
Ò»ª¿¼¿ Ý»®¬·º·½¿¬·±² ýæ Ðßðïìëéîðïëóï
Ò»© Ø¿³°¸·®»ñÌÒ× Ý»®¬·º·½¿¬·±² ýæ îçéê
Ò»© Ö»®»§ñÌÒ× Ý»®¬·º·½¿¬·±² ýæ Ðß ðëï
Ò»© Ó»¨·½± Ý»®¬·º·½¿¬·±² ýæ Ðßðïìëé
Ò»© Ç±®µñÌÒ× Ý»®¬·º·½¿¬·±² ýæ ïðèèè
Ò±®¬¸ Ý¿®±´·²¿ Ý»®¬·º·½¿¬·±² ýæ ìîéðê
Ò±®¬¸ Ü¿µ±¬¿ Ý»®¬·º·½¿¬·±² ýæ Îóïçð
Ñ®»¹±²ñÌÒ× Ý»®¬·º·½¿¬·±² ýæ Ðßîððððî
Ð»²²§´ª¿²·¿ñÌÒ× Ý»®¬·º·½¿¬·±² ýæ êëóððîèî
Ð«»®¬± Î·½± Ý»®¬·º·½¿¬·±² ýæ Ðßðïìëé
Î¸±¼» ×´¿²¼ Ý»®¬·º·½¿¬·±² ýæ êëóððîèî
Í±«¬¸ Ü¿µ±¬¿ Ý»®¬·º·½¿¬·±²
Ì»²²»»» Ý»®¬·º·½¿¬·±² ýæ ÌÒîèêé
Ì»¨¿ñÌÒ× Ý»®¬·º·½¿¬·±² ýæ Ìïðìéðìïèèóïìóè
Ë¬¿¸ñÌÒ× Ý»®¬·º·½¿¬·±² ýæ Ðßðïìëéîðïëóë
ËÍÜß Í±·´ Ð»®³·¬ ýæ Ðííðóïìóððîïí
Ê»®³±²¬ Ü»°¬ò ±º Ø»¿´¬¸æ ×Üý ÊÌóðîèî
Ê·®¹·² ×´¿²¼ñÐßÜÛÐ Ý»®¬·º·½¿¬·±²
Ê·®¹·²·¿ñÊÛÔßÐ Ý»®¬·º·½¿¬·±² ýæ ìêðïçè
É¿¸·²¹¬±² Ý»®¬·º·½¿¬·±² ýæ Ýèêè
É»¬ Ê·®¹·²·¿ ÜÛÐ Ý»®¬·º·½¿¬·±² ýæ ïìí
É»¬ Ê·®¹·²·¿ ÜØØÎ Ý»®¬·º·½¿¬·±² ýæ ççêìÝ
É·½±²·² Ý»®¬·º·½¿¬·±²
É§±³·²¹ Ý»®¬·º·½¿¬·±² ýæ èÌÓÍóÔ

REPORT OF LABORATORY ANALYSIS

Ì¸· ®»°±®¬ ¸¿´´ ²±¬ ¾» ®»°®±¼«½»¼ô »¨½»°¬ ·² º«´´ô

©·¬¸±«¬ ¬¸» ©®·¬¬»² ½±²»²¬ ±º Ð¿½» ß²¿´§¬·½¿´ Í»®ª·½»ô ×²½òò

Pace Analytical Services, Inc.

ïêíè Î±»§¬±©² Î±¿¼ ó Í«·¬» îôíôì

Ù®»»²¾«®¹ô Ðß ïëêðï

øéîì÷èëðóëêðð

Ð¿¹» î ±º ïî



ýãÍÍý

SAMPLE SUMMARY

Ð¿½» Ð®±¶»½¬ Ò±òæ

Ð®±¶»½¬æ

íðïçìèíè

Ð´¿²¬ Ó½Ó¿²«

Lab ID Sample ID Matrix Date Collected Date Received

30194838001 MCM-14 É¿¬»® ðèñíðñïê ïìæëè ðçñðïñïê ïðæðð

30194838002 MCM-12 É¿¬»® ðèñíðñïê ïêæíé ðçñðïñïê ïðæðð

30194838003 MCM-1 É¿¬»® ðèñíðñïê ïîæïî ðçñðïñïê ïðæðð

30194838004 MCM-16 É¿¬»® ðèñíðñïê ïðæîè ðçñðïñïê ïðæðð

REPORT OF LABORATORY ANALYSIS

Ì¸· ®»°±®¬ ¸¿´´ ²±¬ ¾» ®»°®±¼«½»¼ô »¨½»°¬ ·² º«´´ô

©·¬¸±«¬ ¬¸» ©®·¬¬»² ½±²»²¬ ±º Ð¿½» ß²¿´§¬·½¿´ Í»®ª·½»ô ×²½òò

Pace Analytical Services, Inc.

ïêíè Î±»§¬±©² Î±¿¼ ó Í«·¬» îôíôì

Ù®»»²¾«®¹ô Ðß ïëêðï

øéîì÷èëðóëêðð

Ð¿¹» í ±º ïî



ýãÍßý

SAMPLE ANALYTE COUNT

Ð¿½» Ð®±¶»½¬ Ò±òæ

Ð®±¶»½¬æ

íðïçìèíè

Ð´¿²¬ Ó½Ó¿²«

Lab ID Sample ID Method

Analytes

ReportedAnalysts

30194838001 MCM-14 ÛÐß çíïë ïÉÎÎ

ÛÐß çíîð ïÖÔÉ

Ì±¬¿´ Î¿¼·«³ Ý¿´½«´¿¬·±² ïÖßÔ

30194838002 MCM-12 ÛÐß çíïë ïÉÎÎ

ÛÐß çíîð ïÖÔÉ

Ì±¬¿´ Î¿¼·«³ Ý¿´½«´¿¬·±² ïÖßÔ

30194838003 MCM-1 ÛÐß çíïë ïÉÎÎ

ÛÐß çíîð ïÖÔÉ

Ì±¬¿´ Î¿¼·«³ Ý¿´½«´¿¬·±² ïÖßÔ

30194838004 MCM-16 ÛÐß çíïë ïÉÎÎ

ÛÐß çíîð ïÖÔÉ

Ì±¬¿´ Î¿¼·«³ Ý¿´½«´¿¬·±² ïÖßÔ

REPORT OF LABORATORY ANALYSIS

Ì¸· ®»°±®¬ ¸¿´´ ²±¬ ¾» ®»°®±¼«½»¼ô »¨½»°¬ ·² º«´´ô
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ïêíè Î±»§¬±©² Î±¿¼ ó Í«·¬» îôíôì

Ù®»»²¾«®¹ô Ðß ïëêðï

øéîì÷èëðóëêðð

Ð¿¹» ì ±º ïî



ýãßÎÎý

ANALYTICAL RESULTS - RADIOCHEMISTRY

Ð¿½» Ð®±¶»½¬ Ò±òæ

Ð®±¶»½¬æ

íðïçìèíè

Ð´¿²¬ Ó½Ó¿²«

Sample: MCM-14 Lab ID: 30194838001 Ý±´´»½¬»¼æ ðèñíðñïê ïìæëè Î»½»·ª»¼æ ðçñðïñïê ïðæðð Ó¿¬®·¨æ É¿¬»®

Ð¿®¿³»¬»® ß½¬ o Ë²½ øÓÜÝ÷ Ý¿®® Ì®¿½ Ë²·¬ ß²¿´§¦»¼ ÝßÍ Ò±ò Ï«¿´Ó»¬¸±¼

ÐÉÍæ Í·¬» ×Üæ Í¿³°´» Ì§°»æ

Î¿¼·«³óîîê 0.323 ± 0.171   (0.277)

C:84% T:NA
°Ý·ñÔ ðçñïìñïê ðèæðç ïíçèîóêíóíÛÐß çíïë

Î¿¼·«³óîîè 0.988 ± 0.546   (0.992)
C:72% T:67%

°Ý·ñÔ ðçñîéñïê ïîæïï ïëîêîóîðóïÛÐß çíîð

Ì±¬¿´ Î¿¼·«³ 1.31 ± 0.717   (1.27) °Ý·ñÔ ðçñîçñïê ïìæëë éììðóïìóìÌ±¬¿´ Î¿¼·«³
Ý¿´½«´¿¬·±²

Sample: MCM-12 Lab ID: 30194838002 Ý±´´»½¬»¼æ ðèñíðñïê ïêæíé Î»½»·ª»¼æ ðçñðïñïê ïðæðð Ó¿¬®·¨æ É¿¬»®

Ð¿®¿³»¬»® ß½¬ o Ë²½ øÓÜÝ÷ Ý¿®® Ì®¿½ Ë²·¬ ß²¿´§¦»¼ ÝßÍ Ò±ò Ï«¿´Ó»¬¸±¼

ÐÉÍæ Í·¬» ×Üæ Í¿³°´» Ì§°»æ

Î¿¼·«³óîîê 1.06 ± 0.273   (0.211)
C:89% T:NA

°Ý·ñÔ ðçñïìñïê ðèæðç ïíçèîóêíóíÛÐß çíïë

Î¿¼·«³óîîè 0.341 ± 0.402   (0.846)
C:78% T:69%

°Ý·ñÔ ðçñîéñïê ïîæïé ïëîêîóîðóïÛÐß çíîð

Ì±¬¿´ Î¿¼·«³ 1.40 ± 0.675   (1.06) °Ý·ñÔ ðçñîçñïê ïìæëë éììðóïìóìÌ±¬¿´ Î¿¼·«³
Ý¿´½«´¿¬·±²

Sample: MCM-1 Lab ID: 30194838003 Ý±´´»½¬»¼æ ðèñíðñïê ïîæïî Î»½»·ª»¼æ ðçñðïñïê ïðæðð Ó¿¬®·¨æ É¿¬»®

Ð¿®¿³»¬»® ß½¬ o Ë²½ øÓÜÝ÷ Ý¿®® Ì®¿½ Ë²·¬ ß²¿´§¦»¼ ÝßÍ Ò±ò Ï«¿´Ó»¬¸±¼

ÐÉÍæ Í·¬» ×Üæ Í¿³°´» Ì§°»æ

Î¿¼·«³óîîê 0.281 ± 0.151   (0.231)
C:74% T:NA

°Ý·ñÔ ðçñïìñïê ðèæïð ïíçèîóêíóíÛÐß çíïë

Î¿¼·«³óîîè 0.648 ± 0.388   (0.689)
C:64% T:76%

°Ý·ñÔ ðçñîîñïê ðîæîî ïëîêîóîðóïÛÐß çíîð

Ì±¬¿´ Î¿¼·«³ 0.929 ± 0.539   (0.920) °Ý·ñÔ ðçñîçñïê ïìæëë éììðóïìóìÌ±¬¿´ Î¿¼·«³
Ý¿´½«´¿¬·±²

Sample: MCM-16 Lab ID: 30194838004 Ý±´´»½¬»¼æ ðèñíðñïê ïðæîè Î»½»·ª»¼æ ðçñðïñïê ïðæðð Ó¿¬®·¨æ É¿¬»®

Ð¿®¿³»¬»® ß½¬ o Ë²½ øÓÜÝ÷ Ý¿®® Ì®¿½ Ë²·¬ ß²¿´§¦»¼ ÝßÍ Ò±ò Ï«¿´Ó»¬¸±¼

ÐÉÍæ Í·¬» ×Üæ Í¿³°´» Ì§°»æ

Î¿¼·«³óîîê 0.430 ± 0.185   (0.250)
C:76% T:NA

°Ý·ñÔ ðçñïìñïê ðèæïð ïíçèîóêíóíÛÐß çíïë

Î¿¼·«³óîîè 0.547 ± 0.434   (0.858)
C:77% T:68%

°Ý·ñÔ ðçñîéñïê ïîæïï ïëîêîóîðóïÛÐß çíîð

Ì±¬¿´ Î¿¼·«³ 0.977 ± 0.619   (1.11) °Ý·ñÔ ðçñîçñïê ïìæëë éììðóïìóìÌ±¬¿´ Î¿¼·«³
Ý¿´½«´¿¬·±²

REPORT OF LABORATORY ANALYSIS

Ì¸· ®»°±®¬ ¸¿´´ ²±¬ ¾» ®»°®±¼«½»¼ô »¨½»°¬ ·² º«´´ô
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ïêíè Î±»§¬±©² Î±¿¼ ó Í«·¬» îôíôì

Ù®»»²¾«®¹ô Ðß ïëêðï

øéîì÷èëðóëêðð

Ð¿¹» ë ±º ïî



ýãÏÝÎý

QUALITY CONTROL - RADIOCHEMISTRY

Ð¿½» Ð®±¶»½¬ Ò±òæ

Ð®±¶»½¬æ

íðïçìèíè

Ð´¿²¬ Ó½Ó¿²«

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

ÏÝ Þ¿¬½¸æ

ÏÝ Þ¿¬½¸ Ó»¬¸±¼æ

ß²¿´§· Ó»¬¸±¼æ

ß²¿´§· Ü»½®·°¬·±²æ

îíîìðð

ÛÐß çíîð

ÛÐß çíîð

çíîð Î¿¼·«³ îîè

ß±½·¿¬»¼ Ô¿¾ Í¿³°´»æ íðïçìèíèððïô íðïçìèíèððîô íðïçìèíèððíô íðïçìèíèððì

Ð¿®¿³»¬»® Ë²·¬ß½¬ o Ë²½ øÓÜÝ÷ Ý¿®® Ì®¿½ Ï«¿´·º·»®

ÓÛÌØÑÜ ÞÔßÒÕæ ïïíèçèì

ß±½·¿¬»¼ Ô¿¾ Í¿³°´»æ íðïçìèíèððïô íðïçìèíèððîô íðïçìèíèððíô íðïçìèíèððì

Ó¿¬®·¨æ É¿¬»®

ß²¿´§¦»¼

Î¿¼·«³óîîè °Ý·ñÔ ðçñîéñïê ïîæïððòçéí o ðòìéï   øðòèïé÷ Ýæèíû Ìæéïû
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Ì¸· ®»°±®¬ ¸¿´´ ²±¬ ¾» ®»°®±¼«½»¼ô »¨½»°¬ ·² º«´´ô
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Ù®»»²¾«®¹ô Ðß ïëêðï

øéîì÷èëðóëêðð

Ð¿¹» ê ±º ïî



ýãÏÝÎý

QUALITY CONTROL - RADIOCHEMISTRY

Ð¿½» Ð®±¶»½¬ Ò±òæ

Ð®±¶»½¬æ

íðïçìèíè

Ð´¿²¬ Ó½Ó¿²«

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

ÏÝ Þ¿¬½¸æ

ÏÝ Þ¿¬½¸ Ó»¬¸±¼æ

ß²¿´§· Ó»¬¸±¼æ

ß²¿´§· Ü»½®·°¬·±²æ

îíîìðì

ÛÐß çíïë

ÛÐß çíïë

çíïë Ì±¬¿´ Î¿¼·«³

ß±½·¿¬»¼ Ô¿¾ Í¿³°´»æ íðïçìèíèððïô íðïçìèíèððîô íðïçìèíèððíô íðïçìèíèððì

Ð¿®¿³»¬»® Ë²·¬ß½¬ o Ë²½ øÓÜÝ÷ Ý¿®® Ì®¿½ Ï«¿´·º·»®

ÓÛÌØÑÜ ÞÔßÒÕæ ïïíèçèç

ß±½·¿¬»¼ Ô¿¾ Í¿³°´»æ íðïçìèíèððïô íðïçìèíèððîô íðïçìèíèððíô íðïçìèíèððì

Ó¿¬®·¨æ É¿¬»®

ß²¿´§¦»¼

Î¿¼·«³óîîê °Ý·ñÔ ðçñïìñïê ðèæðèðòððïìï o ðòïïì   øðòîèï÷ Ýæèðû ÌæÒß

REPORT OF LABORATORY ANALYSIS

Ì¸· ®»°±®¬ ¸¿´´ ²±¬ ¾» ®»°®±¼«½»¼ô »¨½»°¬ ·² º«´´ô

©·¬¸±«¬ ¬¸» ©®·¬¬»² ½±²»²¬ ±º Ð¿½» ß²¿´§¬·½¿´ Í»®ª·½»ô ×²½òò
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ïêíè Î±»§¬±©² Î±¿¼ ó Í«·¬» îôíôì

Ù®»»²¾«®¹ô Ðß ïëêðï

øéîì÷èëðóëêðð

Ð¿¹» é ±º ïî



ýãÏÔý

QUALIFIERS

Ð¿½» Ð®±¶»½¬ Ò±òæ

Ð®±¶»½¬æ

íðïçìèíè

Ð´¿²¬ Ó½Ó¿²«

DEFINITIONS

ÜÚ ó Ü·´«¬·±² Ú¿½¬±®ô ·º ®»°±®¬»¼ô ®»°®»»²¬ ¬¸» º¿½¬±® ¿°°´·»¼ ¬± ¬¸» ®»°±®¬»¼ ¼¿¬¿ ¼«» ¬± ¼·´«¬·±² ±º ¬¸» ¿³°´» ¿´·¯«±¬ò

ÒÜ ó Ò±¬ Ü»¬»½¬»¼ ¿¬ ±® ¿¾±ª» ¿¼¶«¬»¼ ®»°±®¬·²¹ ´·³·¬ò

Ö ó Û¬·³¿¬»¼ ½±²½»²¬®¿¬·±² ¿¾±ª» ¬¸» ¿¼¶«¬»¼ ³»¬¸±¼ ¼»¬»½¬·±² ´·³·¬ ¿²¼ ¾»´±© ¬¸» ¿¼¶«¬»¼ ®»°±®¬·²¹ ´·³·¬ò

ÓÜÔ ó ß¼¶«¬»¼ Ó»¬¸±¼ Ü»¬»½¬·±² Ô·³·¬ò

ÐÏÔ ó Ð®¿½¬·½¿´ Ï«¿²¬·¬¿¬·±² Ô·³·¬ò

ÎÔ ó Î»°±®¬·²¹ Ô·³·¬ò

Í ó Í«®®±¹¿¬»
ïôîóÜ·°¸»²§´¸§¼®¿¦·²» ¼»½±³°±» ¬± ¿²¼ ½¿²²±¬ ¾» »°¿®¿¬»¼ º®±³ ß¦±¾»²¦»²» «·²¹ Ó»¬¸±¼ èîéðò Ì¸» ®»«´¬ º±® »¿½¸ ¿²¿´§¬» ·
¿ ½±³¾·²»¼ ½±²½»²¬®¿¬·±²ò
Ý±²·¬»²¬ ©·¬¸ ÛÐß ¹«·¼»´·²»ô «²®±«²¼»¼ ¼¿¬¿ ¿®» ¼·°´¿§»¼ ¿²¼ ¸¿ª» ¾»»² «»¼ ¬± ½¿´½«´¿¬» û ®»½±ª»®§ ¿²¼ ÎÐÜ ª¿´«»ò

ÔÝÍøÜ÷ ó Ô¿¾±®¿¬±®§ Ý±²¬®±´ Í¿³°´» øÜ«°´·½¿¬»÷

ÓÍøÜ÷ ó Ó¿¬®·¨ Í°·µ» øÜ«°´·½¿¬»÷

ÜËÐ ó Í¿³°´» Ü«°´·½¿¬»

ÎÐÜ ó Î»´¿¬·ª» Ð»®½»²¬ Ü·ºº»®»²½»

ÒÝ ó Ò±¬ Ý¿´½«´¿¾´»ò

ÍÙ ó Í·´·½¿ Ù»´ ó Ý´»¿²óË°

Ë ó ×²¼·½¿¬» ¬¸» ½±³°±«²¼ ©¿ ¿²¿´§¦»¼ º±®ô ¾«¬ ²±¬ ¼»¬»½¬»¼ò
ÒóÒ·¬®±±¼·°¸»²§´¿³·²» ¼»½±³°±» ¿²¼ ½¿²²±¬ ¾» »°¿®¿¬»¼ º®±³ Ü·°¸»²§´¿³·²» «·²¹ Ó»¬¸±¼ èîéðò  Ì¸» ®»«´¬ ®»°±®¬»¼ º±®
»¿½¸ ¿²¿´§¬» · ¿ ½±³¾·²»¼ ½±²½»²¬®¿¬·±²ò
ß½¬ ó ß½¬·ª·¬§
Ë²½ ó Ë²½»®¬¿·²¬§æ ÍÜÉß ã ïòçê ·¹³¿ ½±«²¬ «²½»®¬¿·²¬§ô ¿´´ ±¬¸»® ³¿¬®·½» ã Û¨°¿²¼»¼ Ë²½»®¬¿·²¬§ øçëû ½±²º·¼»²½» ·²¬»®ª¿´÷ò
Ù¿³³¿ Í°»½ ã Û¨°¿²¼»¼ Ë²½»®¬¿·²¬§ øçëòìû Ý±²º·¼»²½» ×²¬»®ª¿´÷
øÓÜÝ÷ ó Ó·²·³«³ Ü»¬»½¬¿¾´» Ý±²½»²¬®¿¬·±²

Ì®¿½ ó Ì®¿½»® Î»½±ª»®§ øû÷

Ý¿®® ó Ý¿®®·»® Î»½±ª»®§ øû÷

Ð¿½» ß²¿´§¬·½¿´ · ÌÒ× ¿½½®»¼·¬»¼ò Ý±²¬¿½¬ §±«® Ð¿½» ÐÓ º±® ¬¸» ½«®®»²¬ ´·¬ ±º ¿½½®»¼·¬»¼ ¿²¿´§¬»ò

ÌÒ× ó Ì¸» ÒÛÔßÝ ×²¬·¬«¬»ò

REPORT OF LABORATORY ANALYSIS

Ì¸· ®»°±®¬ ¸¿´´ ²±¬ ¾» ®»°®±¼«½»¼ô »¨½»°¬ ·² º«´´ô

©·¬¸±«¬ ¬¸» ©®·¬¬»² ½±²»²¬ ±º Ð¿½» ß²¿´§¬·½¿´ Í»®ª·½»ô ×²½òòÜ¿¬»æ ðçñíðñîðïê ðîæìï ÐÓ
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ïêíè Î±»§¬±©² Î±¿¼ ó Í«·¬» îôíôì

Ù®»»²¾«®¹ô Ðß ïëêðï

øéîì÷èëðóëêðð

Ð¿¹» è ±º ïî



Ð¿¹» ç ±º ïî



Ð¿¹» ïð ±º ïî



Ð¿¹» ïï ±º ïî



Ð¿¹» ïî ±º ïî
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+6KM>1%*U '6I236:23L%*U E6:35V U6:1%+6KM>1F

!"!#$%&'!#()*+,)%(-,)(.!/+#*.

U6:1%,1915<1F

->-GZ 3[R665\G65 6W]@5]5Z,5FT\@ 6A]65]5Z,6ATB6?%&L"M,J*)(%

->-GA 3[R665\G6B 6W]@5]5Z,56T55 6A]65]5Z,6ATB6?%&L"M,J*)(%

->-G\ 3[R665\G6@ 6W]@5]5Z,5ZTBF 6A]65]5Z,6ATB6?%&L"M,J*)(%

^LKG5 3[R665\G6F 6W]@5]5Z,66T66 6A]65]5Z,6ATB6?%&L"M,J*)(%

->-GD 3[R665\G6\ 6W]@5]5Z,5BT5D 6A]65]5Z,6ATB6?%&L"M,J*)(%

H_06W@55Z 3[R665\G6Z 6W]@5]5Z,5ZT@\ 6A]65]5Z,6ATB6^R,J*)(%

!`_06W@55Z 3[R665\G6D 6W]@5]5Z,5ZTF\ 6A]65]5Z,6ATB6^R,J*)(%

Ð¿¹» î ±º ïç
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!:3,@66P6'.]0 B66\6 X0>>9+&%$M( Z6A66\BBPW 6A]6B]5Z,6AT@6 6A]6\]5Z,6BT6DBB66

!:3,@66P6'.]0 56P@6 X0>H+L&%$M( Z6A66\B6P6B 6A]6B]5Z,6AT@6 6A]6@]5Z,5@T@B6PF5
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LOG-IN CHECKLIST

Georgia Power
CCR EventProject: 

Client: 

Printed: 9/9/2016  5:11:15PM

Environmental Monitoring & Laboratory Analysis

(770) 734-4200  FAX (770) 734-4201

110 Technology Parkway, Peachtree Corners, GA 30092

PACE ANALYTICAL SERVICES, INC.

Date Received: 09/01/16 09:20 Logged In By: Mohammad M. Rahman
Work Order: AZI0015

OBSERVATIONS

Attn: Mr. Joju Abraham

#Samples: 7 #Containers: 22

1.0 1.0

YES

Minimum Temp(C): Maximum Temp(C):

CHECKLIST ITEMS

COC included with Samples
Sample Container(s) Intact
Chain of Custody Complete
Sample Container(s) Match COC
Custody seal Intact
Temperature in Compliance
Sufficient Sample Volume for Analysis
Zero Headspace Maintained for VOA Analyses
Samples labeled preserved (If Applicable)
Samples received within Allowable Hold Times
Samples Received on Ice
Preservation Confirmed

YES
YES
YES
YES
YES
YES
YES
YES
YES
YES
YES

Custody Seal(s) Used: Yes

Comments:
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ýãÝÔý

Ñ½¬±¾»® ðêô îðïê

Ô×ÓÍ ËÍÛæ ÚÎ ó ÓßÎ×ß ÐßÜ×ÔÔß

Ô×ÓÍ ÑÞÖÛÝÌ ×Üæ íðïçëððê

íðïçëððê
Ð®±¶»½¬æ
Ð¿½» Ð®±¶»½¬ Ò±òæ

ÎÛæ

Ó¿®·¿ Ð¿¼·´´¿
Ùß Ð±©»®
îìèð Ó¿²»® Î¼
ß¬´¿²¬¿ô Ùß íðííç

Ð´¿²¬ Ó½Ó¿²«

Ü»¿® Ó¿®·¿ Ð¿¼·´´¿æ
Û²½´±»¼ ¿®» ¬¸» ¿²¿´§¬·½¿´ ®»«´¬ º±® ¿³°´»ø÷ ®»½»·ª»¼ ¾§ ¬¸» ´¿¾±®¿¬±®§ ±² Í»°¬»³¾»® ðîô îðïêò
Ì¸» ®»«´¬ ®»´¿¬» ±²´§ ¬± ¬¸» ¿³°´» ·²½´«¼»¼ ·² ¬¸· ®»°±®¬ò Î»«´¬ ®»°±®¬»¼ ¸»®»·² ½±²º±®³ ¬± ¬¸»
³±¬ ½«®®»²¬ô ¿°°´·½¿¾´» ÌÒ×ñÒÛÔßÝ ¬¿²¼¿®¼ ¿²¼ ¬¸» ´¿¾±®¿¬±®§ù Ï«¿´·¬§ ß«®¿²½» Ó¿²«¿´ô
©¸»®» ¿°°´·½¿¾´»ô «²´» ±¬¸»®©·» ²±¬»¼ ·² ¬¸» ¾±¼§ ±º ¬¸» ®»°±®¬ò

×º §±« ¸¿ª» ¿²§ ¯«»¬·±² ½±²½»®²·²¹ ¬¸· ®»°±®¬ô °´»¿» º»»´ º®»» ¬± ½±²¬¿½¬ ³»ò

Í·²½»®»´§ô

Ö¿½¯«»´§² Ý±´´·²
¶¿½¯«»´§²ò½±´´·²à°¿½»´¿¾ò½±³
Ð®±¶»½¬ Ó¿²¿¹»®

Û²½´±«®»

REPORT OF LABORATORY ANALYSIS

Ì¸· ®»°±®¬ ¸¿´´ ²±¬ ¾» ®»°®±¼«½»¼ô »¨½»°¬ ·² º«´´ô

©·¬¸±«¬ ¬¸» ©®·¬¬»² ½±²»²¬ ±º Ð¿½» ß²¿´§¬·½¿´ Í»®ª·½»ô ÔÔÝò

Pace Analytical Services, LLC

ïêíè Î±»§¬±©² Î±¿¼ ó Í«·¬» îôíôì

Ù®»»²¾«®¹ô Ðß ïëêðï

øéîì÷èëðóëêðð

Ð¿¹» ï ±º ïì



ýãÝÐý

CERTIFICATIONS

Ð¿½» Ð®±¶»½¬ Ò±òæ

Ð®±¶»½¬æ

íðïçëððê

Ð´¿²¬ Ó½Ó¿²«

Pennsylvania Certification IDs

ïêíè Î±»§¬±©² Î¼ Í«·¬» îôíúìô Ù®»»²¾«®¹ô Ðß ïëêðï
ÔóßóÞ ÜÑÜóÛÔßÐ ß½½®»¼·¬¿¬·±² ýæ Ôîìïé
ß´¿¾¿³¿ Ý»®¬·º·½¿¬·±² ýæ ìïëçð
ß®·¦±²¿ Ý»®¬·º·½¿¬·±² ýæ ßÆðéíì
ß®µ¿²¿ Ý»®¬·º·½¿¬·±²
Ý¿´·º±®²·¿ Ý»®¬·º·½¿¬·±² ýæ ðìîîîÝß
Ý±´±®¿¼± Ý»®¬·º·½¿¬·±²
Ý±²²»½¬·½«¬ Ý»®¬·º·½¿¬·±² ýæ ÐØóðêçì
Ü»´¿©¿®» Ý»®¬·º·½¿¬·±²
Ú´±®·¼¿ñÌÒ× Ý»®¬·º·½¿¬·±² ýæ Ûèéêèí
Ù»±®¹·¿ Ý»®¬·º·½¿¬·±² ýæ Ýðìð
Ù«¿³ Ý»®¬·º·½¿¬·±²
Ø¿©¿·· Ý»®¬·º·½¿¬·±²
×¼¿¸± Ý»®¬·º·½¿¬·±²
×´´·²±· Ý»®¬·º·½¿¬·±²
×²¼·¿²¿ Ý»®¬·º·½¿¬·±²
×±©¿ Ý»®¬·º·½¿¬·±² ýæ íçï
Õ¿²¿ñÌÒ× Ý»®¬·º·½¿¬·±² ýæ Ûóïðíëè
Õ»²¬«½µ§ Ý»®¬·º·½¿¬·±² ýæ çðïíí
Ô±«··¿²¿ ÜØØñÌÒ× Ý»®¬·º·½¿¬·±² ýæ Ôßïìðððè
Ô±«··¿²¿ ÜÛÏñÌÒ× Ý»®¬·º·½¿¬·±² ýæ ìðèê
Ó¿·²» Ý»®¬·º·½¿¬·±² ýæ Ðßðððçï
Ó¿®§´¿²¼ Ý»®¬·º·½¿¬·±² ýæ íðè
Ó¿¿½¸«»¬¬ Ý»®¬·º·½¿¬·±² ýæ ÓóÐßïìëé
Ó·½¸·¹¿²ñÐßÜÛÐ Ý»®¬·º·½¿¬·±²
Ó·±«®· Ý»®¬·º·½¿¬·±² ýæ îíë

Ó±²¬¿²¿ Ý»®¬·º·½¿¬·±² ýæ Ý»®¬ ððèî
Ò»¾®¿µ¿ Ý»®¬·º·½¿¬·±² ýæ ÒÛóðëóîçóïì
Ò»ª¿¼¿ Ý»®¬·º·½¿¬·±² ýæ Ðßðïìëéîðïëóï
Ò»© Ø¿³°¸·®»ñÌÒ× Ý»®¬·º·½¿¬·±² ýæ îçéê
Ò»© Ö»®»§ñÌÒ× Ý»®¬·º·½¿¬·±² ýæ Ðß ðëï
Ò»© Ó»¨·½± Ý»®¬·º·½¿¬·±² ýæ Ðßðïìëé
Ò»© Ç±®µñÌÒ× Ý»®¬·º·½¿¬·±² ýæ ïðèèè
Ò±®¬¸ Ý¿®±´·²¿ Ý»®¬·º·½¿¬·±² ýæ ìîéðê
Ò±®¬¸ Ü¿µ±¬¿ Ý»®¬·º·½¿¬·±² ýæ Îóïçð
Ñ®»¹±²ñÌÒ× Ý»®¬·º·½¿¬·±² ýæ Ðßîððððî
Ð»²²§´ª¿²·¿ñÌÒ× Ý»®¬·º·½¿¬·±² ýæ êëóððîèî
Ð«»®¬± Î·½± Ý»®¬·º·½¿¬·±² ýæ Ðßðïìëé
Î¸±¼» ×´¿²¼ Ý»®¬·º·½¿¬·±² ýæ êëóððîèî
Í±«¬¸ Ü¿µ±¬¿ Ý»®¬·º·½¿¬·±²
Ì»²²»»» Ý»®¬·º·½¿¬·±² ýæ ÌÒîèêé
Ì»¨¿ñÌÒ× Ý»®¬·º·½¿¬·±² ýæ Ìïðìéðìïèèóïìóè
Ë¬¿¸ñÌÒ× Ý»®¬·º·½¿¬·±² ýæ Ðßðïìëéîðïëóë
ËÍÜß Í±·´ Ð»®³·¬ ýæ Ðííðóïìóððîïí
Ê»®³±²¬ Ü»°¬ò ±º Ø»¿´¬¸æ ×Üý ÊÌóðîèî
Ê·®¹·² ×´¿²¼ñÐßÜÛÐ Ý»®¬·º·½¿¬·±²
Ê·®¹·²·¿ñÊÛÔßÐ Ý»®¬·º·½¿¬·±² ýæ ìêðïçè
É¿¸·²¹¬±² Ý»®¬·º·½¿¬·±² ýæ Ýèêè
É»¬ Ê·®¹·²·¿ ÜÛÐ Ý»®¬·º·½¿¬·±² ýæ ïìí
É»¬ Ê·®¹·²·¿ ÜØØÎ Ý»®¬·º·½¿¬·±² ýæ ççêìÝ
É·½±²·² Ý»®¬·º·½¿¬·±²
É§±³·²¹ Ý»®¬·º·½¿¬·±² ýæ èÌÓÍóÔ

REPORT OF LABORATORY ANALYSIS

Ì¸· ®»°±®¬ ¸¿´´ ²±¬ ¾» ®»°®±¼«½»¼ô »¨½»°¬ ·² º«´´ô

©·¬¸±«¬ ¬¸» ©®·¬¬»² ½±²»²¬ ±º Ð¿½» ß²¿´§¬·½¿´ Í»®ª·½»ô ÔÔÝò

Pace Analytical Services, LLC

ïêíè Î±»§¬±©² Î±¿¼ ó Í«·¬» îôíôì

Ù®»»²¾«®¹ô Ðß ïëêðï

øéîì÷èëðóëêðð

Ð¿¹» î ±º ïì



ýãÍÍý

SAMPLE SUMMARY

Ð¿½» Ð®±¶»½¬ Ò±òæ

Ð®±¶»½¬æ

íðïçëððê

Ð´¿²¬ Ó½Ó¿²«

Lab ID Sample ID Matrix Date Collected Date Received

30195006001 MCM-6 É¿¬»® ðèñíïñïê ïìæëí ðçñðîñïê ïðæîð

30195006002 MCM-9 É¿¬»® ðèñíïñïê ïðæïï ðçñðîñïê ïðæîð

30195006003 MCM-5 É¿¬»® ðèñíïñïê ïêæîì ðçñðîñïê ïðæîð

30195006004 DUP-1 É¿¬»® ðèñíïñïê ððæðï ðçñðîñïê ïðæîð

30195006005 MCM-7 É¿¬»® ðèñíïñïê ïîæïé ðçñðîñïê ïðæîð

30195006006 FBL083116 É¿¬»® ðèñíïñïê ïêæíë ðçñðîñïê ïðæîð

30195006007 EQBL083116 É¿¬»® ðèñíïñïê ïêæìë ðçñðîñïê ïðæîð

REPORT OF LABORATORY ANALYSIS

Ì¸· ®»°±®¬ ¸¿´´ ²±¬ ¾» ®»°®±¼«½»¼ô »¨½»°¬ ·² º«´´ô

©·¬¸±«¬ ¬¸» ©®·¬¬»² ½±²»²¬ ±º Ð¿½» ß²¿´§¬·½¿´ Í»®ª·½»ô ÔÔÝò

Pace Analytical Services, LLC

ïêíè Î±»§¬±©² Î±¿¼ ó Í«·¬» îôíôì

Ù®»»²¾«®¹ô Ðß ïëêðï

øéîì÷èëðóëêðð

Ð¿¹» í ±º ïì



ýãÍßý

SAMPLE ANALYTE COUNT

Ð¿½» Ð®±¶»½¬ Ò±òæ

Ð®±¶»½¬æ

íðïçëððê

Ð´¿²¬ Ó½Ó¿²«

Lab ID Sample ID Method

Analytes

ReportedAnalysts

30195006001 MCM-6 ÛÐß çíïë ïÉÎÎ

ÛÐß çíîð ïÖÔÉ

Ì±¬¿´ Î¿¼·«³ Ý¿´½«´¿¬·±² ïÖßÔ

30195006002 MCM-9 ÛÐß çíïë ïÉÎÎ

ÛÐß çíîð ïÖÔÉ

Ì±¬¿´ Î¿¼·«³ Ý¿´½«´¿¬·±² ïÖßÔ

30195006003 MCM-5 ÛÐß çíïë ïÉÎÎ

ÛÐß çíîð ïÖÔÉ

Ì±¬¿´ Î¿¼·«³ Ý¿´½«´¿¬·±² ïÖßÔ

30195006004 DUP-1 ÛÐß çíïë ïÉÎÎ

ÛÐß çíîð ïÖÔÉ

Ì±¬¿´ Î¿¼·«³ Ý¿´½«´¿¬·±² ïÖßÔ

30195006005 MCM-7 ÛÐß çíïë ïÉÎÎ

ÛÐß çíîð ïÖÔÉ

Ì±¬¿´ Î¿¼·«³ Ý¿´½«´¿¬·±² ïÖßÔ

30195006006 FBL083116 ÛÐß çíïë ïÔßÔ

ÛÐß çíîð ïÖÔÉ

Ì±¬¿´ Î¿¼·«³ Ý¿´½«´¿¬·±² ïÝÓÝ

30195006007 EQBL083116 ÛÐß çíïë ïÔßÔ

ÛÐß çíîð ïÖÔÉ

Ì±¬¿´ Î¿¼·«³ Ý¿´½«´¿¬·±² ïÖßÔ

REPORT OF LABORATORY ANALYSIS

Ì¸· ®»°±®¬ ¸¿´´ ²±¬ ¾» ®»°®±¼«½»¼ô »¨½»°¬ ·² º«´´ô

©·¬¸±«¬ ¬¸» ©®·¬¬»² ½±²»²¬ ±º Ð¿½» ß²¿´§¬·½¿´ Í»®ª·½»ô ÔÔÝò

Pace Analytical Services, LLC

ïêíè Î±»§¬±©² Î±¿¼ ó Í«·¬» îôíôì

Ù®»»²¾«®¹ô Ðß ïëêðï

øéîì÷èëðóëêðð

Ð¿¹» ì ±º ïì



ýãßÎÎý

ANALYTICAL RESULTS - RADIOCHEMISTRY

Ð¿½» Ð®±¶»½¬ Ò±òæ

Ð®±¶»½¬æ

íðïçëððê

Ð´¿²¬ Ó½Ó¿²«

Sample: MCM-6 Lab ID: 30195006001 Ý±´´»½¬»¼æ ðèñíïñïê ïìæëí Î»½»·ª»¼æ ðçñðîñïê ïðæîð Ó¿¬®·¨æ É¿¬»®

Ð¿®¿³»¬»® ß½¬ o Ë²½ øÓÜÝ÷ Ý¿®® Ì®¿½ Ë²·¬ ß²¿´§¦»¼ ÝßÍ Ò±ò Ï«¿´Ó»¬¸±¼

ÐÉÍæ Í·¬» ×Üæ Í¿³°´» Ì§°»æ

Î¿¼·«³óîîê 1.01 ± 0.326   (0.325)

C:85% T:NA
°Ý·ñÔ ðçñïìñïê ïïæîç ïíçèîóêíóíÛÐß çíïë

Î¿¼·«³óîîè 1.46 ± 0.524   (0.696)
C:72% T:74%

°Ý·ñÔ ðçñîîñïê îïæìê ïëîêîóîðóïÛÐß çíîð

Ì±¬¿´ Î¿¼·«³ 2.47 ± 0.850   (1.02) °Ý·ñÔ ðçñîíñïê ïíæðì éììðóïìóìÌ±¬¿´ Î¿¼·«³
Ý¿´½«´¿¬·±²

Sample: MCM-9 Lab ID: 30195006002 Ý±´´»½¬»¼æ ðèñíïñïê ïðæïï Î»½»·ª»¼æ ðçñðîñïê ïðæîð Ó¿¬®·¨æ É¿¬»®

Ð¿®¿³»¬»® ß½¬ o Ë²½ øÓÜÝ÷ Ý¿®® Ì®¿½ Ë²·¬ ß²¿´§¦»¼ ÝßÍ Ò±ò Ï«¿´Ó»¬¸±¼

ÐÉÍæ Í·¬» ×Üæ Í¿³°´» Ì§°»æ

Î¿¼·«³óîîê 2.58 ± 0.554   (0.303)
C:80% T:NA

°Ý·ñÔ ðçñïìñïê ïïæîç ïíçèîóêíóíÛÐß çíïë

Î¿¼·«³óîîè 3.66 ± 0.888   (0.751)
C:77% T:82%

°Ý·ñÔ ðçñîîñïê îïæìê ïëîêîóîðóïÛÐß çíîð

Ì±¬¿´ Î¿¼·«³ 6.24 ± 1.44   (1.05) °Ý·ñÔ ðçñîíñïê ïíæðì éììðóïìóìÌ±¬¿´ Î¿¼·«³
Ý¿´½«´¿¬·±²

Sample: MCM-5 Lab ID: 30195006003 Ý±´´»½¬»¼æ ðèñíïñïê ïêæîì Î»½»·ª»¼æ ðçñðîñïê ïðæîð Ó¿¬®·¨æ É¿¬»®

Ð¿®¿³»¬»® ß½¬ o Ë²½ øÓÜÝ÷ Ý¿®® Ì®¿½ Ë²·¬ ß²¿´§¦»¼ ÝßÍ Ò±ò Ï«¿´Ó»¬¸±¼

ÐÉÍæ Í·¬» ×Üæ Í¿³°´» Ì§°»æ

Î¿¼·«³óîîê 1.07 ± 0.311   (0.253)
C:81% T:NA

°Ý·ñÔ ðçñïìñïê ïïæîç ïíçèîóêíóíÛÐß çíïë

Î¿¼·«³óîîè 1.32 ± 0.533   (0.857)
C:69% T:78%

°Ý·ñÔ ðçñîíñïê ðïæëë ïëîêîóîðóïÛÐß çíîð

Ì±¬¿´ Î¿¼·«³ 2.39 ± 0.844   (1.11) °Ý·ñÔ ðçñîíñïê ïíæðì éììðóïìóìÌ±¬¿´ Î¿¼·«³
Ý¿´½«´¿¬·±²

Sample: DUP-1 Lab ID: 30195006004 Ý±´´»½¬»¼æ ðèñíïñïê ððæðï Î»½»·ª»¼æ ðçñðîñïê ïðæîð Ó¿¬®·¨æ É¿¬»®

Ð¿®¿³»¬»® ß½¬ o Ë²½ øÓÜÝ÷ Ý¿®® Ì®¿½ Ë²·¬ ß²¿´§¦»¼ ÝßÍ Ò±ò Ï«¿´Ó»¬¸±¼

ÐÉÍæ Í·¬» ×Üæ Í¿³°´» Ì§°»æ

Î¿¼·«³óîîê 1.00 ± 0.313   (0.321)
C:84% T:NA

°Ý·ñÔ ðçñïìñïê ïïæíð ïíçèîóêíóíÛÐß çíïë

Î¿¼·«³óîîè 1.71 ± 0.577   (0.828)
C:69% T:78%

°Ý·ñÔ ðçñîíñïê ðïæìî ïëîêîóîðóïÛÐß çíîð

Ì±¬¿´ Î¿¼·«³ 2.71 ± 0.890   (1.15) °Ý·ñÔ ðçñîíñïê ïíæðì éììðóïìóìÌ±¬¿´ Î¿¼·«³
Ý¿´½«´¿¬·±²

Sample: MCM-7 Lab ID: 30195006005 Ý±´´»½¬»¼æ ðèñíïñïê ïîæïé Î»½»·ª»¼æ ðçñðîñïê ïðæîð Ó¿¬®·¨æ É¿¬»®

Ð¿®¿³»¬»® ß½¬ o Ë²½ øÓÜÝ÷ Ý¿®® Ì®¿½ Ë²·¬ ß²¿´§¦»¼ ÝßÍ Ò±ò Ï«¿´Ó»¬¸±¼

ÐÉÍæ Í·¬» ×Üæ Í¿³°´» Ì§°»æ

Î¿¼·«³óîîê 2.58 ± 0.548   (0.284)
C:89% T:NA

°Ý·ñÔ ðçñïìñïê ïïæíð ïíçèîóêíóíÛÐß çíïë

Î¿¼·«³óîîè 2.82 ± 0.703   (0.697)
C:69% T:89%

°Ý·ñÔ ðçñîíñïê ðïæìî ïëîêîóîðóïÛÐß çíîð

REPORT OF LABORATORY ANALYSIS

Ì¸· ®»°±®¬ ¸¿´´ ²±¬ ¾» ®»°®±¼«½»¼ô »¨½»°¬ ·² º«´´ô

©·¬¸±«¬ ¬¸» ©®·¬¬»² ½±²»²¬ ±º Ð¿½» ß²¿´§¬·½¿´ Í»®ª·½»ô ÔÔÝò
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ïêíè Î±»§¬±©² Î±¿¼ ó Í«·¬» îôíôì

Ù®»»²¾«®¹ô Ðß ïëêðï

øéîì÷èëðóëêðð

Ð¿¹» ë ±º ïì



ýãßÎÎý

ANALYTICAL RESULTS - RADIOCHEMISTRY

Ð¿½» Ð®±¶»½¬ Ò±òæ

Ð®±¶»½¬æ

íðïçëððê

Ð´¿²¬ Ó½Ó¿²«

Sample: MCM-7 Lab ID: 30195006005 Ý±´´»½¬»¼æ ðèñíïñïê ïîæïé Î»½»·ª»¼æ ðçñðîñïê ïðæîð Ó¿¬®·¨æ É¿¬»®

Ð¿®¿³»¬»® ß½¬ o Ë²½ øÓÜÝ÷ Ý¿®® Ì®¿½ Ë²·¬ ß²¿´§¦»¼ ÝßÍ Ò±ò Ï«¿´Ó»¬¸±¼

ÐÉÍæ Í·¬» ×Üæ Í¿³°´» Ì§°»æ

Ì±¬¿´ Î¿¼·«³ 5.40 ± 1.25   (0.981) °Ý·ñÔ ðçñîíñïê ïíæðì éììðóïìóìÌ±¬¿´ Î¿¼·«³
Ý¿´½«´¿¬·±²

Sample: FBL083116 Lab ID: 30195006006 Ý±´´»½¬»¼æ ðèñíïñïê ïêæíë Î»½»·ª»¼æ ðçñðîñïê ïðæîð Ó¿¬®·¨æ É¿¬»®

Ð¿®¿³»¬»® ß½¬ o Ë²½ øÓÜÝ÷ Ý¿®® Ì®¿½ Ë²·¬ ß²¿´§¦»¼ ÝßÍ Ò±ò Ï«¿´Ó»¬¸±¼

ÐÉÍæ Í·¬» ×Üæ Í¿³°´» Ì§°»æ

Î¿¼·«³óîîê -0.0876 ± 0.161   (0.474)
C:87% T:NA

°Ý·ñÔ ïðñðëñïê ðèæïê ïíçèîóêíóíÛÐß çíïë

Î¿¼·«³óîîè 1.10 ± 0.445   (0.724)
C:77% T:85%

°Ý·ñÔ ðçñîíñïê ðïæìî ïëîêîóîðóïÛÐß çíîð

Ì±¬¿´ Î¿¼·«³ 1.10 ± 0.606   (1.20) °Ý·ñÔ ïðñðëñïê ïïæîð éììðóïìóìÌ±¬¿´ Î¿¼·«³
Ý¿´½«´¿¬·±²

Sample: EQBL083116 Lab ID: 30195006007 Ý±´´»½¬»¼æ ðèñíïñïê ïêæìë Î»½»·ª»¼æ ðçñðîñïê ïðæîð Ó¿¬®·¨æ É¿¬»®

Ð¿®¿³»¬»® ß½¬ o Ë²½ øÓÜÝ÷ Ý¿®® Ì®¿½ Ë²·¬ ß²¿´§¦»¼ ÝßÍ Ò±ò Ï«¿´Ó»¬¸±¼

ÐÉÍæ Í·¬» ×Üæ Í¿³°´» Ì§°»æ

Î¿¼·«³óîîê 0.00 ± 0.123   (0.306)
C:84% T:NA

°Ý·ñÔ ðçñïìñïê ïïæíï ïíçèîóêíóíÛÐß çíïë

Î¿¼·«³óîîè 0.887 ± 0.465   (0.828)

C:71% T:77%
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Ð¿½» Ð®±¶»½¬ Ò±òæ

Ð®±¶»½¬æ
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DEFINITIONS

ÜÚ ó Ü·´«¬·±² Ú¿½¬±®ô ·º ®»°±®¬»¼ô ®»°®»»²¬ ¬¸» º¿½¬±® ¿°°´·»¼ ¬± ¬¸» ®»°±®¬»¼ ¼¿¬¿ ¼«» ¬± ¼·´«¬·±² ±º ¬¸» ¿³°´» ¿´·¯«±¬ò

ÒÜ ó Ò±¬ Ü»¬»½¬»¼ ¿¬ ±® ¿¾±ª» ¿¼¶«¬»¼ ®»°±®¬·²¹ ´·³·¬ò

Ö ó Û¬·³¿¬»¼ ½±²½»²¬®¿¬·±² ¿¾±ª» ¬¸» ¿¼¶«¬»¼ ³»¬¸±¼ ¼»¬»½¬·±² ´·³·¬ ¿²¼ ¾»´±© ¬¸» ¿¼¶«¬»¼ ®»°±®¬·²¹ ´·³·¬ò

ÓÜÔ ó ß¼¶«¬»¼ Ó»¬¸±¼ Ü»¬»½¬·±² Ô·³·¬ò

ÐÏÔ ó Ð®¿½¬·½¿´ Ï«¿²¬·¬¿¬·±² Ô·³·¬ò

ÎÔ ó Î»°±®¬·²¹ Ô·³·¬ò

Í ó Í«®®±¹¿¬»
ïôîóÜ·°¸»²§´¸§¼®¿¦·²» ¼»½±³°±» ¬± ¿²¼ ½¿²²±¬ ¾» »°¿®¿¬»¼ º®±³ ß¦±¾»²¦»²» «·²¹ Ó»¬¸±¼ èîéðò Ì¸» ®»«´¬ º±® »¿½¸ ¿²¿´§¬» ·
¿ ½±³¾·²»¼ ½±²½»²¬®¿¬·±²ò
Ý±²·¬»²¬ ©·¬¸ ÛÐß ¹«·¼»´·²»ô «²®±«²¼»¼ ¼¿¬¿ ¿®» ¼·°´¿§»¼ ¿²¼ ¸¿ª» ¾»»² «»¼ ¬± ½¿´½«´¿¬» û ®»½±ª»®§ ¿²¼ ÎÐÜ ª¿´«»ò

ÔÝÍøÜ÷ ó Ô¿¾±®¿¬±®§ Ý±²¬®±´ Í¿³°´» øÜ«°´·½¿¬»÷

ÓÍøÜ÷ ó Ó¿¬®·¨ Í°·µ» øÜ«°´·½¿¬»÷

ÜËÐ ó Í¿³°´» Ü«°´·½¿¬»

ÎÐÜ ó Î»´¿¬·ª» Ð»®½»²¬ Ü·ºº»®»²½»

ÒÝ ó Ò±¬ Ý¿´½«´¿¾´»ò

ÍÙ ó Í·´·½¿ Ù»´ ó Ý´»¿²óË°

Ë ó ×²¼·½¿¬» ¬¸» ½±³°±«²¼ ©¿ ¿²¿´§¦»¼ º±®ô ¾«¬ ²±¬ ¼»¬»½¬»¼ò
ÒóÒ·¬®±±¼·°¸»²§´¿³·²» ¼»½±³°±» ¿²¼ ½¿²²±¬ ¾» »°¿®¿¬»¼ º®±³ Ü·°¸»²§´¿³·²» «·²¹ Ó»¬¸±¼ èîéðò  Ì¸» ®»«´¬ ®»°±®¬»¼ º±®
»¿½¸ ¿²¿´§¬» · ¿ ½±³¾·²»¼ ½±²½»²¬®¿¬·±²ò
ß½¬ ó ß½¬·ª·¬§
Ë²½ ó Ë²½»®¬¿·²¬§æ ÍÜÉß ã ïòçê ·¹³¿ ½±«²¬ «²½»®¬¿·²¬§ô ¿´´ ±¬¸»® ³¿¬®·½» ã Û¨°¿²¼»¼ Ë²½»®¬¿·²¬§ øçëû ½±²º·¼»²½» ·²¬»®ª¿´÷ò
Ù¿³³¿ Í°»½ ã Û¨°¿²¼»¼ Ë²½»®¬¿·²¬§ øçëòìû Ý±²º·¼»²½» ×²¬»®ª¿´÷
øÓÜÝ÷ ó Ó·²·³«³ Ü»¬»½¬¿¾´» Ý±²½»²¬®¿¬·±²

Ì®¿½ ó Ì®¿½»® Î»½±ª»®§ øû÷

Ý¿®® ó Ý¿®®·»® Î»½±ª»®§ øû÷

Ð¿½» ß²¿´§¬·½¿´ · ÌÒ× ¿½½®»¼·¬»¼ò Ý±²¬¿½¬ §±«® Ð¿½» ÐÓ º±® ¬¸» ½«®®»²¬ ´·¬ ±º ¿½½®»¼·¬»¼ ¿²¿´§¬»ò

ÌÒ× ó Ì¸» ÒÛÔßÝ ×²¬·¬«¬»ò
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LOG-IN CHECKLIST

Georgia Power
CCR EventProject: 

Client: 

Printed: 11/7/2016  3:50:31PM

Environmental Monitoring & Laboratory Analysis

(770) 734-4200  FAX (770) 734-4201

110 Technology Parkway, Peachtree Corners, GA 30092

PACE ANALYTICAL SERVICES, INC.

Date Received: 10/26/16 14:20 Logged In By: Mohammad M. Rahman
Work Order: AZJ0743

OBSERVATIONS

Attn: Mr. Joju Abraham

#Samples: 1 #Containers: 3

1.0 1.0

YES

Minimum Temp(C): Maximum Temp(C):

CHECKLIST ITEMS

COC included with Samples
Sample Container(s) Intact
Chain of Custody Complete
Sample Container(s) Match COC
Custody seal Intact
Temperature in Compliance
Sufficient Sample Volume for Analysis
Zero Headspace Maintained for VOA Analyses
Samples labeled preserved (If Applicable)
Samples received within Allowable Hold Times
Samples Received on Ice
Preservation Confirmed

YES
YES
YES
NO
YES
YES
YES
YES
YES
YES
YES

Custody Seal(s) Used: N/A

Comments:
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November 30, 2016

LIMS USE: FR - MARIA PADILLA

LIMS OBJECT ID: 30200748

30200748

Project:

Pace Project No.:

RE:

Maria Padilla
GA Power
2480 Maner Rd
Atlanta, GA 30339

Plant McManus

Dear Maria Padilla:

Enclosed are the analytical results for sample(s) received by the laboratory on October 27, 2016.
The results relate only to the samples included in this report. Results reported herein conform to the
most current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual,
where applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Jacquelyn Collins

jacquelyn.collins@pacelabs.com

Project Manager

Enclosures

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600

Page 1 of 13
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CERTIFICATIONS

Pace Project No.:

Project:

30200748

Plant McManus

Pennsylvania Certification IDs

1638 Roseytown Rd Suites 2,3&4, Greensburg, PA 15601

L-A-B DOD-ELAP Accreditation #: L2417

Alabama Certification #: 41590

Arizona Certification #: AZ0734

Arkansas Certification

California Certification #: 04222CA

Colorado Certification

Connecticut Certification #: PH-0694

Delaware Certification

Florida/TNI Certification #: E87683

Georgia Certification #: C040

Guam Certification

Hawaii Certification

Idaho Certification

Illinois Certification

Indiana Certification

Iowa Certification #: 391

Kansas/TNI Certification #: E-10358

Kentucky Certification #: 90133

Louisiana DHH/TNI Certification #: LA140008

Louisiana DEQ/TNI Certification #: 4086

Maine Certification #: PA00091

Maryland Certification #: 308

Massachusetts Certification #: M-PA1457

Michigan/PADEP Certification

Missouri Certification #: 235

Montana Certification #: Cert 0082

Nebraska Certification #: NE-05-29-14

Nevada Certification #: PA014572015-1

New Hampshire/TNI Certification #: 2976

New Jersey/TNI Certification #: PA 051

New Mexico Certification #: PA01457

New York/TNI Certification #: 10888

North Carolina Certification #: 42706

North Dakota Certification #: R-190

Oregon/TNI Certification #: PA200002

Pennsylvania/TNI Certification #: 65-00282

Puerto Rico Certification #: PA01457

Rhode Island Certification #: 65-00282

South Dakota Certification

Tennessee Certification #: TN2867

Texas/TNI Certification #: T104704188-14-8

Utah/TNI Certification #: PA014572015-5

USDA Soil Permit #: P330-14-00213

Vermont Dept. of Health: ID# VT-0282

Virgin Island/PADEP Certification

Virginia/VELAP Certification #: 460198

Washington Certification #: C868

West Virginia DEP Certification #: 143

West Virginia DHHR Certification #: 9964C

Wisconsin Certification

Wyoming Certification #: 8TMS-L

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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#=SS#

SAMPLE SUMMARY

Pace Project No.:

Project:

30200748

Plant McManus

Lab ID Sample ID Matrix Date Collected Date Received

30200748001 MCM-17 Water 10/25/16 16:05 10/27/16 09:30

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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#=SA#

SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

30200748

Plant McManus

Lab ID Sample ID Method

Analytes

ReportedAnalysts

30200748001 MCM-17 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1CMC

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

30200748

Plant McManus

Sample: MCM-17 Lab ID: 30200748001 Collected: 10/25/16 16:05 Received: 10/27/16 09:30 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.865 ± 0.464   (0.691)
C:88% T:NA

pCi/L 11/09/16 07:10 13982-63-3EPA 9315

Radium-228 1.35 ± 0.553   (0.860)
C:59% T:87%

pCi/L 11/28/16 15:24 15262-20-1EPA 9320

Total Radium 2.22 ± 1.02   (1.55) pCi/L 11/29/16 16:28 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30200748

Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

239219

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 30200748001

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1175537

Associated Lab Samples: 30200748001

Matrix: Water

Analyzed

Radium-226 pCi/L 11/09/16 07:10-0.0202 ± 0.0834   (0.245) C:99% T:NA

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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#=QCR#

QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30200748

Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

239882

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 30200748001

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1178558

Associated Lab Samples: 30200748001

Matrix: Water

Analyzed

Radium-228 pCi/L 11/28/16 15:210.610 ± 0.398   (0.756) C:82% T:76%

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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QUALIFIERS

Pace Project No.:

Project:

30200748

Plant McManus

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Act - Activity

Unc - Uncertainty: SDWA = 1.96 sigma count uncertainty, all other matrices = Expanded Uncertainty (95% confidence interval).
Gamma Spec = Expanded Uncertainty (95.4% Confidence Interval)

(MDC) - Minimum Detectable Concentration

Trac - Tracer Recovery (%)

Carr - Carrier Recovery (%)

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 11/30/2016 02:43 PM

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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PACE ANALYTICAL SERVICES, LLC.

Environmental Monitoring & Laboratory Analysis
110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

Georgia Power

Project: CCR Event

Atlanta, GA 30339

2480 Maner Road

Mr. Joju Abraham

We appreciate the opportunity to provide the analytical support for your project .  The analytical results in this report are based 

upon information supplied by you, the client, and are for your exclusive use.  If you have any questions regarding this data 

package, please do not hesitate to call. 

Laboratory Report

Project #:Plant McManus

Prepared For:

Attention:

December 14, 2016

Report Number: AZL0033

Approved:

This report may not be reproduced, except in full, without written approval from Pace Analytical Services, LLC. 

All test results relate only to the samples analyzed.
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Sample ID Laboratory ID Matrix Date Sampled

ANALYTICAL REPORT FOR SAMPLES

Date Received

MCM-14 AZL0033-01 11/30/16 13:00 12/01/16 14:15Ground Water

MCM-06 AZL0033-02 11/30/16 15:07 12/01/16 14:15Ground Water

MCM-07 AZL0033-03 11/30/16 14:10 12/01/16 14:15Ground Water

MCM-17 AZL0033-04 11/30/16 11:23 12/01/16 14:15Ground Water

MCM-09 AZL0033-05 11/30/16 09:52 12/01/16 14:15Ground Water

FBL113016 AZL0033-06 11/30/16 16:10 12/01/16 14:15Water

EQBL113016 AZL0033-07 11/30/16 16:20 12/01/16 14:15Water

Dup-1 AZL0033-08 11/30/16 00:00 12/01/16 14:15Ground Water

MCM-12 AZL0033-09 11/30/16 10:20 12/01/16 14:15Ground Water

MCM-01 AZL0033-10 11/30/16 13:00 12/01/16 14:15Ground Water

MCM-16 AZL0033-11 11/30/16 14:00 12/01/16 14:15Ground Water

MCM-05 AZL0033-12 11/30/16 15:20 12/01/16 14:15Ground Water
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Report No.:  AZL0033

Client ID:  MCM-14

Date/Time Sampled:  11/30/2016   1:00:00PM

Matrix:  Ground Water

Lab Number ID:  AZL0033-01

Date/Time Received:  12/1/2016   2:15:00PM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 B-01 JPTTotal Dissolved Solids 612005710 12/02/16 12:35 12/02/16 12:351050

Inorganic Anions

EPA 300.0mg/L 102.5 RLCChloride 61200910.14 12/02/16 16:34 12/12/16 13:36310

EPA 300.0mg/L 10.30 RNBFluoride 61200910.02 12/02/16 16:34 12/10/16 20:070.49

EPA 300.0mg/L 11.0 RNBSulfate 61200910.05 12/02/16 16:34 12/10/16 20:074.5

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 61200220.0008 12/02/16 08:55 12/05/16 16:01ND

EPA 6020Bmg/L 10.0050 CSWArsenic 61200220.0016 12/02/16 08:55 12/05/16 16:01ND

EPA 6020Bmg/L 10.0100 CSWBarium 61200220.0004 12/02/16 08:55 12/05/16 16:010.0105

EPA 6020Bmg/L 50.0030 CSWBeryllium 61200220.0004 12/02/16 08:55 12/06/16 12:50ND

EPA 6020Bmg/L 50.200 CSWBoron 61200220.0321 12/02/16 08:55 12/06/16 12:500.565

EPA 6020Bmg/L 10.0010 CSWCadmium 61200220.00007 12/02/16 08:55 12/05/16 16:01ND

EPA 6020Bmg/L 52.50 B-01 CSWCalcium 61200220.155 12/02/16 08:55 12/06/16 12:5033.2

EPA 6020Bmg/L 10.0100 J CSWChromium 61200220.0009 12/02/16 08:55 12/05/16 16:010.0016

EPA 6020Bmg/L 10.0100 CSWCobalt 61200220.0005 12/02/16 08:55 12/05/16 16:01ND

EPA 6020Bmg/L 10.0050 CSWLead 61200220.0001 12/02/16 08:55 12/05/16 16:01ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 61200220.0017 12/02/16 08:55 12/05/16 16:01ND

EPA 6020Bmg/L 10.0100 CSWSelenium 61200220.0010 12/02/16 08:55 12/05/16 16:01ND

EPA 6020Bmg/L 10.0010 CSWThallium 61200220.0002 12/02/16 08:55 12/05/16 16:01ND

EPA 6020Bmg/L 50.0500 R-01 CSWLithium 61200220.0103 12/02/16 08:55 12/06/16 12:50ND

EPA 7470Amg/L 10.00050 MTCMercury 61200360.000041 12/02/16 09:20 12/02/16 13:34ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Report No.:  AZL0033

Client ID:  MCM-06

Date/Time Sampled:  11/30/2016   3:07:00PM

Matrix:  Ground Water

Lab Number ID:  AZL0033-02

Date/Time Received:  12/1/2016   2:15:00PM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 B-01 JPTTotal Dissolved Solids 612005710 12/02/16 12:35 12/02/16 12:353950

Inorganic Anions

EPA 300.0mg/L 10025 RLCChloride 61200911.4 12/02/16 16:34 12/12/16 13:572100

EPA 300.0mg/L 10.30 RNBFluoride 61200910.02 12/02/16 16:34 12/10/16 20:490.61

EPA 300.0mg/L 11.0 RNBSulfate 61200910.05 12/02/16 16:34 12/10/16 20:4919

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 61200220.0008 12/02/16 08:55 12/05/16 16:30ND

EPA 6020Bmg/L 10.0050 CSWArsenic 61200220.0016 12/02/16 08:55 12/06/16 18:370.129

EPA 6020Bmg/L 10.0100 CSWBarium 61200220.0004 12/02/16 08:55 12/05/16 16:300.0528

EPA 6020Bmg/L 10.0030 CSWBeryllium 61200220.00008 12/02/16 08:55 12/06/16 18:37ND

EPA 6020Bmg/L 10.0400 CSWBoron 61200220.0064 12/02/16 08:55 12/05/16 16:300.637

EPA 6020Bmg/L 10.0010 CSWCadmium 61200220.00007 12/02/16 08:55 12/06/16 18:37ND

EPA 6020Bmg/L 5025.0 B-01 CSWCalcium 61200221.55 12/02/16 08:55 12/06/16 12:5668.7

EPA 6020Bmg/L 50.0500 R-01 CSWChromium 61200220.0047 12/02/16 08:55 12/07/16 14:52ND

EPA 6020Bmg/L 10.0100 J CSWCobalt 61200220.0005 12/02/16 08:55 12/06/16 18:370.0009

EPA 6020Bmg/L 10.0050 CSWLead 61200220.0001 12/02/16 08:55 12/05/16 16:30ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 61200220.0017 12/02/16 08:55 12/05/16 16:30ND

EPA 6020Bmg/L 50.0500 R-01, J CSWSelenium 61200220.0050 12/02/16 08:55 12/07/16 14:520.0054

EPA 6020Bmg/L 10.0010 CSWThallium 61200220.0002 12/02/16 08:55 12/05/16 16:30ND

EPA 6020Bmg/L 10.0500 J CSWLithium 61200220.0021 12/02/16 08:55 12/05/16 16:300.0303

EPA 7470Amg/L 10.00050 MTCMercury 61200360.000041 12/02/16 09:20 12/02/16 13:36ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Report No.:  AZL0033

Client ID:  MCM-07

Date/Time Sampled:  11/30/2016   2:10:00PM

Matrix:  Ground Water

Lab Number ID:  AZL0033-03

Date/Time Received:  12/1/2016   2:15:00PM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 B-01 JPTTotal Dissolved Solids 612005710 12/02/16 12:35 12/02/16 12:354680

Inorganic Anions

EPA 300.0mg/L 10025 RLCChloride 61200911.4 12/02/16 16:34 12/12/16 14:192800

EPA 300.0mg/L 10.30 RNBFluoride 61200910.02 12/02/16 16:34 12/10/16 21:310.99

EPA 300.0mg/L 55.0 RNBSulfate 61200910.26 12/02/16 16:34 12/10/16 21:10240

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 61200220.0008 12/02/16 08:55 12/05/16 16:35ND

EPA 6020Bmg/L 10.0050 CSWArsenic 61200220.0016 12/02/16 08:55 12/06/16 18:450.0281

EPA 6020Bmg/L 10.0100 CSWBarium 61200220.0004 12/02/16 08:55 12/05/16 16:350.101

EPA 6020Bmg/L 10.0030 CSWBeryllium 61200220.00008 12/02/16 08:55 12/06/16 18:45ND

EPA 6020Bmg/L 10.0400 CSWBoron 61200220.0064 12/02/16 08:55 12/05/16 16:350.804

EPA 6020Bmg/L 10.0010 CSWCadmium 61200220.00007 12/02/16 08:55 12/06/16 18:45ND

EPA 6020Bmg/L 5025.0 B-01 CSWCalcium 61200221.55 12/02/16 08:55 12/06/16 13:01103

EPA 6020Bmg/L 50.0500 R-01 CSWChromium 61200220.0047 12/02/16 08:55 12/07/16 14:58ND

EPA 6020Bmg/L 10.0100 J CSWCobalt 61200220.0005 12/02/16 08:55 12/06/16 18:450.0011

EPA 6020Bmg/L 10.0050 CSWLead 61200220.0001 12/02/16 08:55 12/05/16 16:35ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 61200220.0017 12/02/16 08:55 12/05/16 16:35ND

EPA 6020Bmg/L 50.0500 R-01 CSWSelenium 61200220.0050 12/02/16 08:55 12/07/16 14:58ND

EPA 6020Bmg/L 10.0010 CSWThallium 61200220.0002 12/02/16 08:55 12/05/16 16:35ND

EPA 6020Bmg/L 10.0500 J CSWLithium 61200220.0021 12/02/16 08:55 12/05/16 16:350.0110

EPA 7470Amg/L 10.00050 MTCMercury 61200360.000041 12/02/16 09:20 12/02/16 13:38ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Report No.:  AZL0033

Client ID:  MCM-17

Date/Time Sampled:  11/30/2016  11:23:00AM

Matrix:  Ground Water

Lab Number ID:  AZL0033-04

Date/Time Received:  12/1/2016   2:15:00PM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 B-01 JPTTotal Dissolved Solids 612005710 12/02/16 12:35 12/02/16 12:353970

Inorganic Anions

EPA 300.0mg/L 205.0 RLCChloride 61200910.28 12/02/16 16:34 12/12/16 18:07400

EPA 300.0mg/L 10.30 RNBFluoride 61200910.02 12/02/16 16:34 12/10/16 08:061.3

EPA 300.0mg/L 55.0 RNBSulfate 61200910.26 12/02/16 16:34 12/10/16 07:4452

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 61200220.0008 12/02/16 08:55 12/05/16 16:41ND

EPA 6020Bmg/L 10.0050 CSWArsenic 61200220.0016 12/02/16 08:55 12/06/16 18:520.0072

EPA 6020Bmg/L 10.0100 CSWBarium 61200220.0004 12/02/16 08:55 12/05/16 16:410.0628

EPA 6020Bmg/L 10.0030 B-01, J CSWBeryllium 61200220.00008 12/02/16 08:55 12/06/16 18:520.0003

EPA 6020Bmg/L 50.200 CSWBoron 61200220.0321 12/02/16 08:55 12/05/16 16:582.12

EPA 6020Bmg/L 10.0010 CSWCadmium 61200220.00007 12/02/16 08:55 12/06/16 18:52ND

EPA 6020Bmg/L 5025.0 B-01 CSWCalcium 61200221.55 12/02/16 08:55 12/06/16 13:0783.9

EPA 6020Bmg/L 50.0500 R-01, J CSWChromium 61200220.0047 12/02/16 08:55 12/07/16 15:040.0151

EPA 6020Bmg/L 10.0100 J CSWCobalt 61200220.0005 12/02/16 08:55 12/06/16 18:520.0007

EPA 6020Bmg/L 10.0050 CSWLead 61200220.0001 12/02/16 08:55 12/05/16 16:41ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 61200220.0017 12/02/16 08:55 12/05/16 16:41ND

EPA 6020Bmg/L 50.0500 R-01, J CSWSelenium 61200220.0050 12/02/16 08:55 12/07/16 15:040.0087

EPA 6020Bmg/L 10.0010 CSWThallium 61200220.0002 12/02/16 08:55 12/05/16 16:41ND

EPA 6020Bmg/L 10.0500 J CSWLithium 61200220.0021 12/02/16 08:55 12/05/16 16:410.0086

EPA 7470Amg/L 10.00050 MTCMercury 61200360.000041 12/02/16 09:20 12/02/16 13:41ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Report No.:  AZL0033

Client ID:  MCM-09

Date/Time Sampled:  11/30/2016   9:52:00AM

Matrix:  Ground Water

Lab Number ID:  AZL0033-05

Date/Time Received:  12/1/2016   2:15:00PM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 B-01 JPTTotal Dissolved Solids 612005710 12/02/16 12:35 12/02/16 12:353590

Inorganic Anions

EPA 300.0mg/L 5012 RLCChloride 61200910.70 12/02/16 16:34 12/12/16 16:241900

EPA 300.0mg/L 10.30 J RNBFluoride 61200910.02 12/02/16 16:34 12/10/16 08:480.14

EPA 300.0mg/L 2020 RNBSulfate 61200911.0 12/02/16 16:34 12/10/16 08:27500

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 61200220.0008 12/02/16 08:55 12/05/16 16:47ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 61200220.0016 12/02/16 08:55 12/06/16 19:010.0050

EPA 6020Bmg/L 50.0500 CSWBarium 61200220.0022 12/02/16 08:55 12/06/16 18:300.234

EPA 6020Bmg/L 10.0030 B-01, J CSWBeryllium 61200220.00008 12/02/16 08:55 12/06/16 19:010.0001

EPA 6020Bmg/L 10.0400 CSWBoron 61200220.0064 12/02/16 08:55 12/05/16 16:470.0648

EPA 6020Bmg/L 10.0010 CSWCadmium 61200220.00007 12/02/16 08:55 12/06/16 19:01ND

EPA 6020Bmg/L 5025.0 B-01 CSWCalcium 61200221.55 12/02/16 08:55 12/06/16 13:12292

EPA 6020Bmg/L 50.0500 R-01 CSWChromium 61200220.0047 12/02/16 08:55 12/07/16 15:10ND

EPA 6020Bmg/L 10.0100 J CSWCobalt 61200220.0005 12/02/16 08:55 12/06/16 19:010.0009

EPA 6020Bmg/L 10.0050 CSWLead 61200220.0001 12/02/16 08:55 12/05/16 16:47ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 61200220.0017 12/02/16 08:55 12/05/16 16:47ND

EPA 6020Bmg/L 50.0500 R-01, J CSWSelenium 61200220.0050 12/02/16 08:55 12/07/16 15:100.0051

EPA 6020Bmg/L 10.0010 CSWThallium 61200220.0002 12/02/16 08:55 12/05/16 16:47ND

EPA 6020Bmg/L 10.0500 J CSWLithium 61200220.0021 12/02/16 08:55 12/05/16 16:470.0385

EPA 7470Amg/L 10.00050 MTCMercury 61201610.000041 12/07/16 11:20 12/07/16 14:19ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Report No.:  AZL0033

Client ID:  FBL113016

Date/Time Sampled:  11/30/2016   4:10:00PM

Matrix:  Water

Lab Number ID:  AZL0033-06

Date/Time Received:  12/1/2016   2:15:00PM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 DJSTotal Dissolved Solids 612012310 12/06/16 12:00 12/06/16 12:00ND

Inorganic Anions

EPA 300.0mg/L 10.25 J RLCChloride 61200910.01 12/02/16 16:34 12/12/16 17:460.10

EPA 300.0mg/L 10.30 RLCFluoride 61200910.02 12/02/16 16:34 12/12/16 17:46ND

EPA 300.0mg/L 11.0 RLCSulfate 61200910.05 12/02/16 16:34 12/12/16 17:46ND

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 61200220.0008 12/02/16 08:55 12/05/16 16:53ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 61200220.0016 12/02/16 08:55 12/06/16 19:090.0022

EPA 6020Bmg/L 10.0100 CSWBarium 61200220.0004 12/02/16 08:55 12/05/16 16:53ND

EPA 6020Bmg/L 10.0030 CSWBeryllium 61200220.00008 12/02/16 08:55 12/06/16 19:09ND

EPA 6020Bmg/L 10.0400 CSWBoron 61200220.0064 12/02/16 08:55 12/05/16 16:53ND

EPA 6020Bmg/L 10.0010 CSWCadmium 61200220.00007 12/02/16 08:55 12/06/16 19:09ND

EPA 6020Bmg/L 10.500 B-01, J CSWCalcium 61200220.0311 12/02/16 08:55 12/05/16 16:530.0338

EPA 6020Bmg/L 10.0100 CSWChromium 61200220.0009 12/02/16 08:55 12/07/16 15:15ND

EPA 6020Bmg/L 10.0100 CSWCobalt 61200220.0005 12/02/16 08:55 12/06/16 19:09ND

EPA 6020Bmg/L 10.0050 B-01, J CSWLead 61200220.0001 12/02/16 08:55 12/05/16 16:530.0009

EPA 6020Bmg/L 10.0100 CSWMolybdenum 61200220.0017 12/02/16 08:55 12/05/16 16:53ND

EPA 6020Bmg/L 10.0100 CSWSelenium 61200220.0010 12/02/16 08:55 12/06/16 19:09ND

EPA 6020Bmg/L 10.0010 J CSWThallium 61200220.0002 12/02/16 08:55 12/05/16 16:530.0007

EPA 6020Bmg/L 10.0500 CSWLithium 61200220.0021 12/02/16 08:55 12/05/16 16:53ND

EPA 7470Amg/L 10.00050 MTCMercury 61201610.000041 12/07/16 11:20 12/07/16 14:21ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Report No.:  AZL0033

Client ID:  EQBL113016

Date/Time Sampled:  11/30/2016   4:20:00PM

Matrix:  Water

Lab Number ID:  AZL0033-07

Date/Time Received:  12/1/2016   2:15:00PM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 B-01, J JPTTotal Dissolved Solids 612005710 12/02/16 12:35 12/02/16 12:3523

Inorganic Anions

EPA 300.0mg/L 10.25 J RNBChloride 61200910.01 12/02/16 16:34 12/03/16 02:340.08

EPA 300.0mg/L 10.30 RNBFluoride 61200910.02 12/02/16 16:34 12/10/16 09:30ND

EPA 300.0mg/L 11.0 RNBSulfate 61200910.05 12/02/16 16:34 12/03/16 02:34ND

Metals, Total

EPA 6020Bmg/L 10.0030 J CSWAntimony 61200870.0008 12/06/16 09:50 12/08/16 00:520.0011

EPA 6020Bmg/L 10.0050 CSWArsenic 61200870.0016 12/06/16 09:50 12/08/16 00:52ND

EPA 6020Bmg/L 10.0100 CSWBarium 61200870.0004 12/06/16 09:50 12/08/16 00:52ND

EPA 6020Bmg/L 10.0030 CSWBeryllium 61200870.00008 12/06/16 09:50 12/08/16 00:52ND

EPA 6020Bmg/L 10.0400 J CSWBoron 61200870.0064 12/06/16 09:50 12/08/16 00:520.0085

EPA 6020Bmg/L 10.0010 J CSWCadmium 61200870.00007 12/06/16 09:50 12/08/16 00:520.0005

EPA 6020Bmg/L 10.500 CSWCalcium 61200870.0311 12/06/16 09:50 12/08/16 00:52ND

EPA 6020Bmg/L 10.0100 CSWChromium 61200870.0009 12/06/16 09:50 12/08/16 00:52ND

EPA 6020Bmg/L 10.0100 CSWCobalt 61200870.0005 12/06/16 09:50 12/08/16 00:52ND

EPA 6020Bmg/L 10.0050 CSWLead 61200870.0001 12/06/16 09:50 12/08/16 00:52ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 61200870.0017 12/06/16 09:50 12/08/16 00:52ND

EPA 6020Bmg/L 10.0100 CSWSelenium 61200870.0010 12/06/16 09:50 12/08/16 00:52ND

EPA 6020Bmg/L 10.0010 CSWThallium 61200870.0002 12/06/16 09:50 12/08/16 00:52ND

EPA 6020Bmg/L 10.0500 CSWLithium 61200870.0021 12/06/16 09:50 12/08/16 00:52ND

EPA 7470Amg/L 10.00050 MTCMercury 61201610.000041 12/07/16 11:20 12/07/16 14:24ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Report No.:  AZL0033

Client ID:  Dup-1

Date/Time Sampled:  11/30/2016  12:00:00AM

Matrix:  Ground Water

Lab Number ID:  AZL0033-08

Date/Time Received:  12/1/2016   2:15:00PM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 B-01 JPTTotal Dissolved Solids 612005710 12/02/16 12:35 12/02/16 12:351910

Inorganic Anions

EPA 300.0mg/L 256.2 RLCChloride 61200910.35 12/02/16 16:34 12/12/16 17:26770

EPA 300.0mg/L 10.30 RNBFluoride 61200910.02 12/02/16 16:34 12/10/16 10:131.3

EPA 300.0mg/L 11.0 RNBSulfate 61200910.05 12/02/16 16:34 12/03/16 02:565.7

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 61200870.0008 12/06/16 09:50 12/08/16 00:58ND

EPA 6020Bmg/L 10.0050 CSWArsenic 61200870.0016 12/06/16 09:50 12/08/16 00:58ND

EPA 6020Bmg/L 10.0100 CSWBarium 61200870.0004 12/06/16 09:50 12/08/16 00:580.114

EPA 6020Bmg/L 10.0030 J CSWBeryllium 61200870.00008 12/06/16 09:50 12/08/16 00:580.0004

EPA 6020Bmg/L 50.200 CSWBoron 61200870.0321 12/06/16 09:50 12/08/16 14:551.34

EPA 6020Bmg/L 10.0010 CSWCadmium 61200870.00007 12/06/16 09:50 12/08/16 00:58ND

EPA 6020Bmg/L 52.50 B-01 CSWCalcium 61200870.155 12/06/16 09:50 12/08/16 14:558.52

EPA 6020Bmg/L 10.0100 CSWChromium 61200870.0009 12/06/16 09:50 12/08/16 00:580.0104

EPA 6020Bmg/L 10.0100 CSWCobalt 61200870.0005 12/06/16 09:50 12/08/16 00:58ND

EPA 6020Bmg/L 10.0050 CSWLead 61200870.0001 12/06/16 09:50 12/08/16 00:58ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 61200870.0017 12/06/16 09:50 12/08/16 00:58ND

EPA 6020Bmg/L 10.0100 J CSWSelenium 61200870.0010 12/06/16 09:50 12/08/16 00:580.0016

EPA 6020Bmg/L 10.0010 CSWThallium 61200870.0002 12/06/16 09:50 12/08/16 00:58ND

EPA 6020Bmg/L 10.0500 J CSWLithium 61200870.0021 12/06/16 09:50 12/08/16 00:580.0112

EPA 7470Amg/L 10.00050 MTCMercury 61201610.000041 12/07/16 11:20 12/07/16 14:26ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Report No.:  AZL0033

Client ID:  MCM-12

Date/Time Sampled:  11/30/2016  10:20:00AM

Matrix:  Ground Water

Lab Number ID:  AZL0033-09

Date/Time Received:  12/1/2016   2:15:00PM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 B-01 JPTTotal Dissolved Solids 612005710 12/02/16 12:35 12/02/16 12:351910

Inorganic Anions

EPA 300.0mg/L 205.0 RLCChloride 61200910.28 12/02/16 16:34 12/12/16 16:44760

EPA 300.0mg/L 10.30 RNBFluoride 61200910.02 12/02/16 16:34 12/10/16 10:551.4

EPA 300.0mg/L 11.0 RNBSulfate 61200910.05 12/02/16 16:34 12/03/16 03:187.6

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 61200870.0008 12/06/16 09:50 12/08/16 01:04ND

EPA 6020Bmg/L 10.0050 CSWArsenic 61200870.0016 12/06/16 09:50 12/08/16 01:04ND

EPA 6020Bmg/L 10.0100 CSWBarium 61200870.0004 12/06/16 09:50 12/08/16 01:040.121

EPA 6020Bmg/L 10.0030 J CSWBeryllium 61200870.00008 12/06/16 09:50 12/08/16 01:040.0004

EPA 6020Bmg/L 50.200 CSWBoron 61200870.0321 12/06/16 09:50 12/08/16 02:471.30

EPA 6020Bmg/L 10.0010 CSWCadmium 61200870.00007 12/06/16 09:50 12/08/16 01:04ND

EPA 6020Bmg/L 52.50 B-01 CSWCalcium 61200870.155 12/06/16 09:50 12/08/16 02:478.69

EPA 6020Bmg/L 10.0100 J CSWChromium 61200870.0009 12/06/16 09:50 12/08/16 01:040.0073

EPA 6020Bmg/L 10.0100 CSWCobalt 61200870.0005 12/06/16 09:50 12/08/16 01:04ND

EPA 6020Bmg/L 10.0050 CSWLead 61200870.0001 12/06/16 09:50 12/08/16 01:04ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 61200870.0017 12/06/16 09:50 12/08/16 01:04ND

EPA 6020Bmg/L 10.0100 J CSWSelenium 61200870.0010 12/06/16 09:50 12/08/16 01:040.0023

EPA 6020Bmg/L 10.0010 CSWThallium 61200870.0002 12/06/16 09:50 12/08/16 01:04ND

EPA 6020Bmg/L 10.0500 J CSWLithium 61200870.0021 12/06/16 09:50 12/08/16 01:040.0106

EPA 7470Amg/L 10.00050 MTCMercury 61201610.000041 12/07/16 11:20 12/07/16 14:33ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Report No.:  AZL0033

Client ID:  MCM-01

Date/Time Sampled:  11/30/2016   1:00:00PM

Matrix:  Ground Water

Lab Number ID:  AZL0033-10

Date/Time Received:  12/1/2016   2:15:00PM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 B-01 JPTTotal Dissolved Solids 612005710 12/02/16 12:35 12/02/16 12:35131

Inorganic Anions

EPA 300.0mg/L 10.25 RNBChloride 61200910.01 12/02/16 16:34 12/03/16 03:4019

EPA 300.0mg/L 10.30 J RNBFluoride 61200910.02 12/02/16 16:34 12/10/16 13:240.04

EPA 300.0mg/L 11.0 RNBSulfate 61200910.05 12/02/16 16:34 12/03/16 03:4033

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 61200870.0008 12/06/16 09:50 12/08/16 01:10ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 61200870.0016 12/06/16 09:50 12/08/16 01:100.0018

EPA 6020Bmg/L 10.0100 CSWBarium 61200870.0004 12/06/16 09:50 12/08/16 01:100.0524

EPA 6020Bmg/L 10.0030 CSWBeryllium 61200870.00008 12/06/16 09:50 12/08/16 01:10ND

EPA 6020Bmg/L 10.0400 J CSWBoron 61200870.0064 12/06/16 09:50 12/08/16 01:100.0334

EPA 6020Bmg/L 10.0010 CSWCadmium 61200870.00007 12/06/16 09:50 12/08/16 01:10ND

EPA 6020Bmg/L 52.50 B-01 CSWCalcium 61200870.155 12/06/16 09:50 12/08/16 15:0110.8

EPA 6020Bmg/L 10.0100 CSWChromium 61200870.0009 12/06/16 09:50 12/08/16 01:10ND

EPA 6020Bmg/L 10.0100 CSWCobalt 61200870.0005 12/06/16 09:50 12/08/16 01:10ND

EPA 6020Bmg/L 10.0050 CSWLead 61200870.0001 12/06/16 09:50 12/08/16 01:10ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 61200870.0017 12/06/16 09:50 12/08/16 01:10ND

EPA 6020Bmg/L 10.0100 J CSWSelenium 61200870.0010 12/06/16 09:50 12/08/16 01:100.0011

EPA 6020Bmg/L 10.0010 CSWThallium 61200870.0002 12/06/16 09:50 12/08/16 01:10ND

EPA 6020Bmg/L 10.0500 CSWLithium 61200870.0021 12/06/16 09:50 12/08/16 01:10ND

EPA 7470Amg/L 10.00050 MTCMercury 61201610.000041 12/07/16 11:20 12/07/16 14:35ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Report No.:  AZL0033

Client ID:  MCM-16

Date/Time Sampled:  11/30/2016   2:00:00PM

Matrix:  Ground Water

Lab Number ID:  AZL0033-11

Date/Time Received:  12/1/2016   2:15:00PM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 B-01 JPTTotal Dissolved Solids 612005710 12/02/16 12:35 12/02/16 12:35111

Inorganic Anions

EPA 300.0mg/L 10.25 RNBChloride 61200910.01 12/02/16 16:34 12/03/16 04:0227

EPA 300.0mg/L 10.30 J RNBFluoride 61200910.02 12/02/16 16:34 12/10/16 13:450.18

EPA 300.0mg/L 11.0 RNBSulfate 61200910.05 12/02/16 16:34 12/03/16 04:0226

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 61200870.0008 12/06/16 09:50 12/08/16 01:15ND

EPA 6020Bmg/L 10.0050 CSWArsenic 61200870.0016 12/06/16 09:50 12/08/16 01:15ND

EPA 6020Bmg/L 10.0100 CSWBarium 61200870.0004 12/06/16 09:50 12/08/16 01:150.110

EPA 6020Bmg/L 10.0030 J CSWBeryllium 61200870.00008 12/06/16 09:50 12/08/16 01:150.0002

EPA 6020Bmg/L 10.0400 CSWBoron 61200870.0064 12/06/16 09:50 12/08/16 01:150.0964

EPA 6020Bmg/L 10.0010 CSWCadmium 61200870.00007 12/06/16 09:50 12/08/16 01:15ND

EPA 6020Bmg/L 10.500 B-01 CSWCalcium 61200870.0311 12/06/16 09:50 12/08/16 01:154.87

EPA 6020Bmg/L 10.0100 J CSWChromium 61200870.0009 12/06/16 09:50 12/08/16 01:150.0010

EPA 6020Bmg/L 10.0100 CSWCobalt 61200870.0005 12/06/16 09:50 12/08/16 01:15ND

EPA 6020Bmg/L 10.0050 J CSWLead 61200870.0001 12/06/16 09:50 12/08/16 01:150.0002

EPA 6020Bmg/L 10.0100 CSWMolybdenum 61200870.0017 12/06/16 09:50 12/08/16 01:15ND

EPA 6020Bmg/L 10.0100 J CSWSelenium 61200870.0010 12/06/16 09:50 12/08/16 01:150.0011

EPA 6020Bmg/L 10.0010 CSWThallium 61200870.0002 12/06/16 09:50 12/08/16 01:15ND

EPA 6020Bmg/L 10.0500 CSWLithium 61200870.0021 12/06/16 09:50 12/08/16 01:15ND

EPA 7470Amg/L 10.00050 MTCMercury 61201610.000041 12/07/16 11:20 12/07/16 14:38ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Report No.:  AZL0033

Client ID:  MCM-05

Date/Time Sampled:  11/30/2016   3:20:00PM

Matrix:  Ground Water

Lab Number ID:  AZL0033-12

Date/Time Received:  12/1/2016   2:15:00PM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 B-01 JPTTotal Dissolved Solids 612005710 12/02/16 12:35 12/02/16 12:354030

Inorganic Anions

EPA 300.0mg/L 256.2 RNBChloride 61200910.35 12/02/16 16:34 12/10/16 14:061100

EPA 300.0mg/L 10.30 RNBFluoride 61200910.02 12/02/16 16:34 12/10/16 14:270.93

EPA 300.0mg/L 2525 RNBSulfate 61200911.3 12/02/16 16:34 12/10/16 14:0663

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 61200870.0008 12/06/16 09:50 12/08/16 01:32ND

EPA 6020Bmg/L 10.0050 CSWArsenic 61200870.0016 12/06/16 09:50 12/08/16 01:320.0132

EPA 6020Bmg/L 10.0100 CSWBarium 61200870.0004 12/06/16 09:50 12/08/16 01:320.0168

EPA 6020Bmg/L 10.0030 CSWBeryllium 61200870.00008 12/06/16 09:50 12/08/16 01:32ND

EPA 6020Bmg/L 10.0400 CSWBoron 61200870.0064 12/06/16 09:50 12/08/16 01:320.529

EPA 6020Bmg/L 10.0010 CSWCadmium 61200870.00007 12/06/16 09:50 12/08/16 01:32ND

EPA 6020Bmg/L 105.00 B-01 CSWCalcium 61200870.311 12/06/16 09:50 12/08/16 15:0771.7

EPA 6020Bmg/L 10.0100 J CSWChromium 61200870.0009 12/06/16 09:50 12/08/16 01:320.0012

EPA 6020Bmg/L 10.0100 CSWCobalt 61200870.0005 12/06/16 09:50 12/08/16 01:32ND

EPA 6020Bmg/L 10.0050 J CSWLead 61200870.0001 12/06/16 09:50 12/08/16 01:320.0002

EPA 6020Bmg/L 10.0100 CSWMolybdenum 61200870.0017 12/06/16 09:50 12/08/16 01:32ND

EPA 6020Bmg/L 10.0100 J CSWSelenium 61200870.0010 12/06/16 09:50 12/08/16 01:320.0023

EPA 6020Bmg/L 10.0010 CSWThallium 61200870.0002 12/06/16 09:50 12/08/16 01:32ND

EPA 6020Bmg/L 10.0500 J CSWLithium 61200870.0021 12/06/16 09:50 12/08/16 01:320.0333

EPA 7470Amg/L 10.00050 MTCMercury 61201610.000041 12/07/16 11:20 12/07/16 14:40ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Report No.:  AZL0033

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

General Chemistry - Quality Control

MDL

Batch 6120057 - SM 2540 C

Blank (6120057-BLK1) Prepared & Analyzed: 12/02/16 

Total Dissolved Solids mg/L16 25 B-01, J10

LCS (6120057-BS1) Prepared & Analyzed: 12/02/16 

Total Dissolved Solids mg/L419 25 400.00 84-10810510

Duplicate (6120057-DUP1) Prepared & Analyzed: 12/02/16 Source: AZL0033-04

Total Dissolved Solids mg/L4020 25 3970 10 B-01110

Duplicate (6120057-DUP2) Prepared & Analyzed: 12/02/16 Source: AZL0033-06

Total Dissolved Solids mg/L37 25 66 10 B-01, QR-035610

Batch 6120123 - SM 2540 C

Blank (6120123-BLK1) Prepared & Analyzed: 12/06/16 

Total Dissolved Solids mg/LND 25 10

LCS (6120123-BS1) Prepared & Analyzed: 12/06/16 

Total Dissolved Solids mg/L395 25 400.00 84-1089910

Duplicate (6120123-DUP1) Prepared & Analyzed: 12/06/16 Source: AZL0063-01

Total Dissolved Solids mg/L231 25 269 10 QR-031510

Duplicate (6120123-DUP2) Prepared & Analyzed: 12/06/16 Source: AZL0063-02

Total Dissolved Solids mg/L217 25 214 10110

Duplicate (6120123-DUP3) Prepared & Analyzed: 12/06/16 Source: AZL0033-06RE1

Total Dissolved Solids mg/LND 25 ND 1010
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Report No.:  AZL0033

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Inorganic Anions - Quality Control

MDL

Batch 6120091 - EPA 300.0

Blank (6120091-BLK1) Prepared & Analyzed: 12/02/16 

Chloride mg/LND 0.25 0.01

Fluoride mg/LND 0.30 0.02

Sulfate mg/LND 1.0 0.05

LCS (6120091-BS1) Prepared & Analyzed: 12/02/16 

Chloride mg/L9.94 0.25 10.010 90-110990.01

Fluoride mg/L10.3 0.30 10.020 90-1101020.02

Sulfate mg/L9.90 1.0 10.020 90-110990.05

Matrix Spike (6120091-MS1) Prepared & Analyzed: 12/02/16 Source: AZL0002-02

Chloride mg/L171 0.25 10.010 178 QM-0290-110NR0.01

Fluoride mg/L10.3 0.30 10.020 0.04 90-1101030.02

Sulfate mg/L136 1.0 10.020 140 QM-0290-110NR0.05

Matrix Spike (6120091-MS2) Prepared: 12/02/16  Analyzed: 12/03/16 Source: AZL0037-01

Chloride mg/L51.6 0.25 10.010 47.8 QM-0290-110390.01

Fluoride mg/L9.95 0.30 10.020 0.04 90-110990.02

Sulfate mg/L57.9 1.0 10.020 53.6 QM-0290-110430.05

Matrix Spike Dup (6120091-MSD1) Prepared & Analyzed: 12/02/16 Source: AZL0002-02

Chloride mg/L170 0.25 10.010 178 15 QM-0290-110NR 0.20.01

Fluoride mg/L11.0 0.30 10.020 0.04 1590-110110 60.02

Sulfate mg/L136 1.0 10.020 140 15 QM-0290-110NR 0.30.05
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Report No.:  AZL0033

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 6120022 - EPA 3005A

Blank (6120022-BLK1) Prepared: 12/02/16  Analyzed: 12/05/16 

Antimony mg/LND 0.0030 0.0008

Arsenic mg/LND 0.0050 0.0016

Barium mg/LND 0.0100 0.0004

Beryllium mg/L0.0002 0.0030 J0.00008

Boron mg/LND 0.0400 0.0064

Cadmium mg/LND 0.0010 0.00007

Calcium mg/L0.0350 0.500 J0.0311

Chromium mg/LND 0.0100 0.0009

Cobalt mg/LND 0.0100 0.0005

Copper mg/LND 0.0250 0.0005

Lead mg/L0.0008 0.0050 J0.0001

Molybdenum mg/LND 0.0100 0.0017

Nickel mg/LND 0.0100 0.0006

Selenium mg/LND 0.0100 0.0010

Silver mg/LND 0.0100 0.0005

Thallium mg/LND 0.0010 0.0002

Vanadium mg/LND 0.0100 0.0071

Zinc mg/L0.0023 0.0100 J0.0021

Lithium mg/LND 0.0500 0.0021

LCS (6120022-BS1) Prepared: 12/02/16  Analyzed: 12/05/16 

Antimony mg/L0.103 0.0030 0.10000 80-1201030.0008

Arsenic mg/L0.0985 0.0050 0.10000 80-120980.0016

Barium mg/L0.0983 0.0100 0.10000 80-120980.0004

Beryllium mg/L0.100 0.0030 0.10000 80-1201000.00008

Boron mg/L1.00 0.0400 1.0000 80-1201000.0064

Cadmium mg/L0.101 0.0010 0.10000 80-1201010.00007

Calcium mg/L1.00 0.500 1.0000 80-1201000.0311

Chromium mg/L0.0977 0.0100 0.10000 80-120980.0009

Cobalt mg/L0.0950 0.0100 0.10000 80-120950.0005

Copper mg/L0.0985 0.0250 0.10000 80-120990.0005

Lead mg/L0.0978 0.0050 0.10000 80-120980.0001

Molybdenum mg/L0.0996 0.0100 0.10000 80-1201000.0017

Nickel mg/L0.0995 0.0100 0.10000 80-120990.0006

Selenium mg/L0.102 0.0100 0.10000 80-1201020.0010

Silver mg/L0.0999 0.0100 0.10000 80-1201000.0005

Thallium mg/L0.0979 0.0010 0.10000 80-120980.0002

Vanadium mg/L0.0977 0.0100 0.10000 80-120980.0071

Zinc mg/L0.103 0.0100 0.10000 80-1201030.0021

Lithium mg/L0.101 0.0500 0.10000 80-1201010.0021
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Report No.:  AZL0033

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 6120022 - EPA 3005A

Matrix Spike (6120022-MS1) Prepared: 12/02/16  Analyzed: 12/05/16 Source: AZK0850-01

Antimony mg/L0.106 0.0030 0.10000 0.0014 75-1251050.0008

Arsenic mg/L0.102 0.0050 0.10000 ND 75-1251020.0016

Barium mg/L0.150 0.0500 0.10000 0.0529 75-125980.0022

Beryllium mg/L0.0942 0.0030 0.10000 ND 75-125940.00008

Boron mg/L0.948 0.0400 1.0000 0.0095 75-125940.0064

Cadmium mg/L0.100 0.0010 0.10000 ND 75-1251000.00007

Calcium mg/L10.8 2.50 1.0000 9.47 QM-0275-1251340.155

Chromium mg/L0.104 0.0100 0.10000 ND 75-1251040.0009

Cobalt mg/L0.103 0.0100 0.10000 0.0036 75-125990.0005

Copper mg/L0.100 0.0250 0.10000 0.0010 75-125990.0005

Lead mg/L0.0987 0.0050 0.10000 ND 75-125990.0001

Molybdenum mg/L0.104 0.0100 0.10000 ND 75-1251040.0017

Nickel mg/L0.106 0.0100 0.10000 0.0039 75-1251020.0006

Selenium mg/L0.105 0.0100 0.10000 ND 75-1251050.0010

Silver mg/L0.101 0.0100 0.10000 ND 75-1251010.0005

Thallium mg/L0.0997 0.0010 0.10000 ND 75-1251000.0002

Vanadium mg/L0.106 0.0100 0.10000 ND 75-1251060.0071

Zinc mg/L0.103 0.0100 0.10000 0.0028 75-1251000.0021

Lithium mg/L0.0962 0.0500 0.10000 ND 75-125960.0021

Matrix Spike Dup (6120022-MSD1) Prepared: 12/02/16  Analyzed: 12/05/16 Source: AZK0850-01

Antimony mg/L0.103 0.0030 0.10000 0.0014 2075-125102 30.0008

Arsenic mg/L0.102 0.0050 0.10000 ND 2075-125102 0.20.0016

Barium mg/L0.148 0.0500 0.10000 0.0529 2075-12595 20.0022

Beryllium mg/L0.0888 0.0030 0.10000 ND 2075-12589 60.00008

Boron mg/L0.915 0.0400 1.0000 0.0095 2075-12591 30.0064

Cadmium mg/L0.101 0.0010 0.10000 ND 2075-125101 10.00007

Calcium mg/L10.7 2.50 1.0000 9.47 2075-125121 10.155

Chromium mg/L0.104 0.0100 0.10000 ND 2075-125104 0.080.0009

Cobalt mg/L0.102 0.0100 0.10000 0.0036 2075-12598 0.50.0005

Copper mg/L0.103 0.0250 0.10000 0.0010 2075-125102 30.0005

Lead mg/L0.100 0.0050 0.10000 ND 2075-125100 10.0001

Molybdenum mg/L0.102 0.0100 0.10000 ND 2075-125102 20.0017

Nickel mg/L0.105 0.0100 0.10000 0.0039 2075-125101 0.60.0006

Selenium mg/L0.102 0.0100 0.10000 ND 2075-125102 30.0010

Silver mg/L0.0995 0.0100 0.10000 ND 2075-125100 10.0005

Thallium mg/L0.101 0.0010 0.10000 ND 2075-125101 10.0002

Vanadium mg/L0.105 0.0100 0.10000 ND 2075-125105 10.0071

Zinc mg/L0.104 0.0100 0.10000 0.0028 2075-125101 0.90.0021

Lithium mg/L0.0897 0.0500 0.10000 ND 2075-12590 70.0021
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Report No.:  AZL0033

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 6120022 - EPA 3005A

Post Spike (6120022-PS1) Prepared: 12/02/16  Analyzed: 12/05/16 Source: AZK0850-01

Antimony ug/L97.8 100.00 1.41 80-12096

Arsenic ug/L99.3 100.00 0.0639 80-12099

Barium ug/L150 100.00 52.9 80-12097

Beryllium ug/L84.9 100.00 -1.84 80-12085

Boron ug/L927 1000.0 9.46 80-12092

Cadmium ug/L99.8 100.00 0.0137 80-120100

Calcium ug/L10700 1000.0 9470 QM-0280-120121

Chromium ug/L101 100.00 0.145 80-120101

Cobalt ug/L99.6 100.00 3.64 80-12096

Copper ug/L99.3 100.00 1.03 80-12098

Lead ug/L100 100.00 -0.502 80-120100

Molybdenum ug/L101 100.00 0.757 80-120101

Nickel ug/L101 100.00 3.92 80-12097

Selenium ug/L105 100.00 -0.0591 80-120105

Silver ug/L96.9 100.00 0.0123 80-12097

Thallium ug/L99.0 100.00 -0.295 80-12099

Vanadium ug/L102 100.00 0.167 80-120102

Zinc ug/L104 100.00 2.81 80-120101

Lithium ug/L88.3 100.00 -0.426 80-12088

Batch 6120036 - EPA 7470A

Blank (6120036-BLK1) Prepared & Analyzed: 12/02/16 

Mercury mg/LND 0.00050 0.000041

LCS (6120036-BS1) Prepared & Analyzed: 12/02/16 

Mercury mg/L0.00245 0.00050 2.5000E-3 80-120980.000041
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Report No.:  AZL0033

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 6120036 - EPA 7470A

Matrix Spike (6120036-MS1) Prepared & Analyzed: 12/02/16 Source: AZK0782-01

Mercury mg/L0.00249 0.00050 2.5000E-3 ND 75-125990.000041

Matrix Spike Dup (6120036-MSD1) Prepared & Analyzed: 12/02/16 Source: AZK0782-01

Mercury mg/L0.00248 0.00050 2.5000E-3 ND 2075-12599 0.40.000041

Post Spike (6120036-PS1) Prepared & Analyzed: 12/02/16 Source: AZK0782-01

Mercury ug/L1.73 1.6667 0.0118 80-120103

Batch 6120087 - EPA 3005A

Blank (6120087-BLK1) Prepared: 12/06/16  Analyzed: 12/08/16 

Antimony mg/LND 0.0030 0.0008

Arsenic mg/LND 0.0050 0.0016

Barium mg/LND 0.0100 0.0004

Beryllium mg/LND 0.0030 0.00008

Boron mg/LND 0.0400 0.0064

Cadmium mg/LND 0.0010 0.00007

Calcium mg/L0.0311 0.500 J0.0311

Chromium mg/LND 0.0100 0.0009

Cobalt mg/LND 0.0100 0.0005

Copper mg/LND 0.0250 0.0005

Lead mg/LND 0.0050 0.0001

Molybdenum mg/LND 0.0100 0.0017

Nickel mg/LND 0.0100 0.0006

Selenium mg/LND 0.0100 0.0010

Silver mg/LND 0.0100 0.0005

Thallium mg/LND 0.0010 0.0002

Vanadium mg/LND 0.0100 0.0071

Zinc mg/LND 0.0100 0.0021

Lithium mg/LND 0.0500 0.0021
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Report No.:  AZL0033

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 6120087 - EPA 3005A

LCS (6120087-BS1) Prepared: 12/06/16  Analyzed: 12/08/16 

Antimony mg/L0.109 0.0030 0.10000 80-1201090.0008

Arsenic mg/L0.101 0.0050 0.10000 80-1201010.0016

Barium mg/L0.106 0.0100 0.10000 80-1201060.0004

Beryllium mg/L0.101 0.0030 0.10000 80-1201010.00008

Boron mg/L1.04 0.0400 1.0000 80-1201040.0064

Cadmium mg/L0.107 0.0010 0.10000 80-1201070.00007

Calcium mg/L1.04 0.500 1.0000 80-1201040.0311

Chromium mg/L0.110 0.0100 0.10000 80-1201100.0009

Cobalt mg/L0.108 0.0100 0.10000 80-1201080.0005

Copper mg/L0.108 0.0250 0.10000 80-1201080.0005

Lead mg/L0.104 0.0050 0.10000 80-1201040.0001

Molybdenum mg/L0.109 0.0100 0.10000 80-1201090.0017

Nickel mg/L0.109 0.0100 0.10000 80-1201090.0006

Selenium mg/L0.103 0.0100 0.10000 80-1201030.0010

Silver mg/L0.106 0.0100 0.10000 80-1201060.0005

Thallium mg/L0.103 0.0010 0.10000 80-1201030.0002

Vanadium mg/L0.112 0.0100 0.10000 80-1201120.0071

Zinc mg/L0.111 0.0100 0.10000 80-1201110.0021

Lithium mg/L0.102 0.0500 0.10000 80-1201020.0021

Matrix Spike (6120087-MS1) Prepared: 12/06/16  Analyzed: 12/08/16 Source: AZL0037-01

Antimony mg/L0.107 0.0030 0.10000 ND 75-1251070.0008

Arsenic mg/L0.102 0.0050 0.10000 ND 75-1251020.0016

Barium mg/L0.116 0.0100 0.10000 0.0148 75-1251010.0004

Beryllium mg/L0.102 0.0030 0.10000 ND 75-1251020.00008

Boron mg/L1.84 0.200 1.0000 0.813 75-1251020.0321

Cadmium mg/L0.105 0.0010 0.10000 ND 75-1251050.00007

Calcium mg/L14.4 2.50 1.0000 13.4 QM-0275-1251020.155

Chromium mg/L0.111 0.0100 0.10000 0.0013 75-1251100.0009

Cobalt mg/L0.104 0.0100 0.10000 0.0008 75-1251030.0005

Copper mg/L0.103 0.0250 0.10000 ND 75-1251030.0005

Lead mg/L0.103 0.0050 0.10000 ND 75-1251030.0001

Molybdenum mg/L0.107 0.0100 0.10000 ND 75-1251070.0017

Nickel mg/L0.106 0.0100 0.10000 0.0022 75-1251040.0006

Selenium mg/L0.106 0.0100 0.10000 0.0046 75-1251010.0010

Silver mg/L0.101 0.0100 0.10000 ND 75-1251010.0005

Thallium mg/L0.102 0.0010 0.10000 ND 75-1251020.0002

Vanadium mg/L0.111 0.0100 0.10000 ND 75-1251110.0071

Zinc mg/L0.101 0.0100 0.10000 ND 75-1251010.0021

Lithium mg/L0.101 0.0500 0.10000 ND 75-1251010.0021
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Report No.:  AZL0033

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 6120087 - EPA 3005A

Matrix Spike Dup (6120087-MSD1) Prepared: 12/06/16  Analyzed: 12/08/16 Source: AZL0037-01

Antimony mg/L0.113 0.0030 0.10000 ND 2075-125113 50.0008

Arsenic mg/L0.101 0.0050 0.10000 ND 2075-125101 10.0016

Barium mg/L0.121 0.0100 0.10000 0.0148 2075-125106 40.0004

Beryllium mg/L0.105 0.0030 0.10000 ND 2075-125105 20.00008

Boron mg/L1.85 0.200 1.0000 0.813 2075-125104 0.80.0321

Cadmium mg/L0.109 0.0010 0.10000 ND 2075-125109 30.00007

Calcium mg/L14.4 2.50 1.0000 13.4 20 QM-0275-125103 0.020.155

Chromium mg/L0.110 0.0100 0.10000 0.0013 2075-125109 0.40.0009

Cobalt mg/L0.107 0.0100 0.10000 0.0008 2075-125106 20.0005

Copper mg/L0.104 0.0250 0.10000 ND 2075-125104 10.0005

Lead mg/L0.105 0.0050 0.10000 ND 2075-125105 20.0001

Molybdenum mg/L0.112 0.0100 0.10000 ND 2075-125112 50.0017

Nickel mg/L0.106 0.0100 0.10000 0.0022 2075-125103 0.30.0006

Selenium mg/L0.107 0.0100 0.10000 0.0046 2075-125102 0.90.0010

Silver mg/L0.108 0.0100 0.10000 ND 2075-125108 60.0005

Thallium mg/L0.106 0.0010 0.10000 ND 2075-125106 30.0002

Vanadium mg/L0.112 0.0100 0.10000 ND 2075-125112 10.0071

Zinc mg/L0.105 0.0100 0.10000 ND 2075-125105 30.0021

Lithium mg/L0.106 0.0500 0.10000 ND 2075-125106 40.0021

Post Spike (6120087-PS1) Prepared: 12/06/16  Analyzed: 12/08/16 Source: AZL0037-01

Antimony ug/L104 100.00 0.0777 80-120104

Arsenic ug/L103 100.00 0.883 80-120102

Barium ug/L120 100.00 14.8 80-120105

Beryllium ug/L101 100.00 0.0120 80-120101

Boron ug/L1880 1000.0 813 80-120106

Cadmium ug/L107 100.00 0.0456 80-120107

Calcium ug/L14200 1000.0 13400 QM-0280-12077

Chromium ug/L113 100.00 1.25 80-120112

Cobalt ug/L108 100.00 0.832 80-120107

Copper ug/L108 100.00 0.250 80-120107

Lead ug/L103 100.00 0.0154 80-120103

Molybdenum ug/L109 100.00 0.0644 80-120109

Nickel ug/L111 100.00 2.16 80-120109

Selenium ug/L109 100.00 4.63 80-120105

Silver ug/L105 100.00 0.0030 80-120105

Thallium ug/L104 100.00 0.0519 80-120104

Vanadium ug/L113 100.00 1.73 80-120112

Zinc ug/L105 100.00 1.76 80-120103

Lithium ug/L102 100.00 0.977 80-120101

Page 22 of 27



Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Report No.:  AZL0033

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 6120161 - EPA 7470A

Blank (6120161-BLK1) Prepared & Analyzed: 12/07/16 

Mercury mg/LND 0.00050 0.000041

LCS (6120161-BS1) Prepared & Analyzed: 12/07/16 

Mercury mg/L0.00239 0.00050 2.5000E-3 80-120950.000041

Matrix Spike (6120161-MS1) Prepared & Analyzed: 12/07/16 Source: AZL0033-05

Mercury mg/L0.00226 0.00050 2.5000E-3 ND 75-125910.000041

Matrix Spike Dup (6120161-MSD1) Prepared & Analyzed: 12/07/16 Source: AZL0033-05

Mercury mg/L0.00233 0.00050 2.5000E-3 ND 2075-12593 30.000041

Post Spike (6120161-PS1) Prepared & Analyzed: 12/07/16 Source: AZL0033-05

Mercury ug/L1.61 1.6667 0.00663 80-12096
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Legend

Definition of Laboratory Terms

ND

TIC

CFU

SOP

RL

 - Not Detected at levels equal to or greater than the MDL

 - Tentatively Identified Compound

 - Colony Forming Units

 - Method run per Pace Standard Operating Procedure

 - Reporting Limit

Definition of Qualifiers

Sample Information

N-Nitrosodiphenylamine breaks down to diphenylamine in the GCMS; both analytes are reported as 

N-Nitrososdiphenylamine. Pace is not NELAC certified for N-Nitrososdiphenylamine. 

Phthalic acid and phthalic anhydride are reported as dimethyl phthalate 

Maleic acid and maleic anhydride are reported as dimethyl malate 

1,2-Diphenylhydrazine breaks down to azobenzene in the GCMS; both analytes are reported as azobenzene

DF  - Dilution Factor

 - Method Detection LimitMDL

 - Not Detected at levels equal to or greater than the RLBRL

R-01 Elevated reporting limit due to matrix interference.

QR-03 The RPD value for the sample duplicate or MS/MSD was outside of QC acceptance limits due to suspected matrix 

interference and/or non-homogeneous sample matrix.

QM-02 The spike recovery is outside acceptance limits due to insignificant spike amount as compared to sample 

concentration.

J Estimated value less than Reporting Limit (RL) but greater than Method Detection Limit(MDL) (CLP J-Flag).

B-01 Analyte was detected in the associated method blank at an estimated level equal to or greater than the MDL.  

Sample values reported as greater than the MDL and less than 10x the method blank value are reported as 

estimated values.

Note: Unless otherwise noted, all results are reported on an as received basis.
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
December 14, 2016

Report Notes

Per client request 12/2/2016, sample IDs have been revised to follow the pattern MCM-## instead of MCM-single digit.   BMcD
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LOG-IN CHECKLIST

Georgia Power

CCR EventProject: 

Client: 

Printed: 12/7/2016  1:29:10PM

Environmental Monitoring & Laboratory Analysis

(770) 734-4200  FAX (770) 734-4201

110 Technology Parkway, Peachtree Corners, GA 30092

PACE ANALYTICAL SERVICES, INC.

Date Received: 12/01/16 14:15 Logged In By: Mohammad M. Rahman

Work Order: AZL0033

OBSERVATIONS

Attn: Mr. Joju Abraham

#Samples:  12 #Containers:  37 

 1.0  1.0

YES

Minimum Temp(C): Maximum Temp(C):

CHECKLIST ITEMS

COC included with Samples

Sample Container(s) Intact

Chain of Custody Complete

Sample Container(s) Match COC

Custody seal Intact

Temperature in Compliance

Sufficient Sample Volume for Analysis

Zero Headspace Maintained for VOA Analyses

Samples labeled preserved (If Applicable)

Samples received within Allowable Hold Times

Samples Received on Ice

Preservation Confirmed

YES

YES

YES

NO

YES

YES

YES

YES

YES

YES

YES

Custody Seal(s) Used: N/A

Per client request 12/2/2016, sample IDs have been revised to follow the pattern MCM-## instead of MCM-single digit.   

BMcD

Comments:

Page 1 of 1

Page 1 of 1Page 27 of 27



#=CL#

January 11, 2017

LIMS USE: FR - MARIA PADILLA

LIMS OBJECT ID: 30204292

30204292

Project:

Pace Project No.:

RE:

Maria Padilla
GA Power
2480 Maner Rd
Atlanta, GA 30339

Plant McManus

Dear Maria Padilla:

Enclosed are the analytical results for sample(s) received by the laboratory on December 05, 2016.
The results relate only to the samples included in this report. Results reported herein conform to the
most current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual,
where applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Jacquelyn Collins

jacquelyn.collins@pacelabs.com

Project Manager

Enclosures

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600

Page 1 of 18
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CERTIFICATIONS

Pace Project No.:

Project:

30204292

Plant McManus

Pennsylvania Certification IDs

1638 Roseytown Rd Suites 2,3&4, Greensburg, PA 15601

L-A-B DOD-ELAP Accreditation #: L2417

Alabama Certification #: 41590

Arizona Certification #: AZ0734

Arkansas Certification

California Certification #: 04222CA

Colorado Certification

Connecticut Certification #: PH-0694

Delaware Certification

Florida/TNI Certification #: E87683

Georgia Certification #: C040

Guam Certification

Hawaii Certification

Idaho Certification

Illinois Certification

Indiana Certification

Iowa Certification #: 391

Kansas/TNI Certification #: E-10358

Kentucky Certification #: 90133

Louisiana DHH/TNI Certification #: LA140008

Louisiana DEQ/TNI Certification #: 4086

Maine Certification #: PA00091

Maryland Certification #: 308

Massachusetts Certification #: M-PA1457

Michigan/PADEP Certification

Missouri Certification #: 235

Montana Certification #: Cert 0082

Nebraska Certification #: NE-05-29-14

Nevada Certification #: PA014572015-1

New Hampshire/TNI Certification #: 2976

New Jersey/TNI Certification #: PA 051

New Mexico Certification #: PA01457

New York/TNI Certification #: 10888

North Carolina Certification #: 42706

North Dakota Certification #: R-190

Oregon/TNI Certification #: PA200002

Pennsylvania/TNI Certification #: 65-00282

Puerto Rico Certification #: PA01457

Rhode Island Certification #: 65-00282

South Dakota Certification

Tennessee Certification #: TN2867

Texas/TNI Certification #: T104704188-14-8

Utah/TNI Certification #: PA014572015-5

USDA Soil Permit #: P330-14-00213

Vermont Dept. of Health: ID# VT-0282

Virgin Island/PADEP Certification

Virginia/VELAP Certification #: 460198

Washington Certification #: C868

West Virginia DEP Certification #: 143

West Virginia DHHR Certification #: 9964C

Wisconsin Certification

Wyoming Certification #: 8TMS-L

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600

Page 2 of 18
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SAMPLE SUMMARY

Pace Project No.:

Project:

30204292

Plant McManus

Lab ID Sample ID Matrix Date Collected Date Received

30204292001 MCM-14 Water 11/30/16 13:00 12/05/16 09:45

30204292002 MCM-06 Water 11/30/16 15:07 12/05/16 09:45

30204292003 MCM-07 Water 11/30/16 14:10 12/05/16 09:45

30204292004 MCM-17 Water 11/30/16 11:23 12/05/16 09:45

30204292005 MCM-09 Water 11/30/16 09:52 12/05/16 09:45

30204292006 FBL 113016 Water 11/30/16 16:10 12/05/16 09:45

30204292007 EQBL 113016 Water 11/30/16 16:20 12/05/16 09:45

30204292008 Dup-1 Water 11/30/16 00:00 12/05/16 09:45

30204292009 MCM-12 Water 11/30/16 10:20 12/05/16 09:45

30204292010 MCM-01 Water 11/30/16 13:00 12/05/16 09:45

30204292011 MCM-16 Water 11/30/16 14:00 12/05/16 09:45

30204292012 MCM-05 Water 11/30/16 15:20 12/05/16 09:45

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

30204292

Plant McManus

Lab ID Sample ID Method

Analytes

ReportedAnalysts

30204292001 MCM-14 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC

30204292002 MCM-06 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC

30204292003 MCM-07 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC

30204292004 MCM-17 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC

30204292005 MCM-09 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC

30204292006 FBL 113016 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC

30204292007 EQBL 113016 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC

30204292008 Dup-1 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC

30204292009 MCM-12 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1RMK

30204292010 MCM-01 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1RMK

30204292011 MCM-16 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1RMK

30204292012 MCM-05 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1RMK

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

30204292

Plant McManus

Sample: MCM-14 Lab ID: 30204292001 Collected: 11/30/16 13:00 Received: 12/05/16 09:45 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.271 ± 0.177   (0.268)
C:99% T:NA

pCi/L 12/12/16 11:39 13982-63-3EPA 9315

Radium-228 0.167 ± 0.486   (1.09)
C:62% T:84%

pCi/L 12/30/16 11:20 15262-20-1EPA 9320

Total Radium 0.438 ± 0.663   (1.36) pCi/L 01/04/17 15:23 7440-14-4Total Radium
Calculation

Sample: MCM-06 Lab ID: 30204292002 Collected: 11/30/16 15:07 Received: 12/05/16 09:45 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.18 ± 0.367   (0.342)
C:94% T:NA

pCi/L 12/12/16 11:39 13982-63-3EPA 9315

Radium-228 0.418 ± 0.472   (0.987)
C:62% T:88%

pCi/L 12/30/16 11:20 15262-20-1EPA 9320

Total Radium 1.60 ± 0.839   (1.33) pCi/L 01/04/17 15:23 7440-14-4Total Radium
Calculation

Sample: MCM-07 Lab ID: 30204292003 Collected: 11/30/16 14:10 Received: 12/05/16 09:45 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.87 ± 0.558   (0.449)
C:96% T:NA

pCi/L 12/12/16 09:45 13982-63-3EPA 9315

Radium-228 1.26 ± 0.645   (1.13)
C:61% T:83%

pCi/L 12/30/16 11:20 15262-20-1EPA 9320

Total Radium 3.13 ± 1.20   (1.58) pCi/L 01/04/17 15:23 7440-14-4Total Radium
Calculation

Sample: MCM-17 Lab ID: 30204292004 Collected: 11/30/16 11:23 Received: 12/05/16 09:45 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.38 ± 0.459   (0.421)
C:109% T:NA

pCi/L 12/12/16 09:45 13982-63-3EPA 9315

Radium-228 0.626 ± 0.552   (1.11)
C:60% T:84%

pCi/L 12/30/16 11:20 15262-20-1EPA 9320

Total Radium 2.01 ± 1.01   (1.53) pCi/L 01/04/17 15:23 7440-14-4Total Radium
Calculation

Sample: MCM-09 Lab ID: 30204292005 Collected: 11/30/16 09:52 Received: 12/05/16 09:45 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 3.02 ± 0.615   (0.281)
C:105% T:NA

pCi/L 12/12/16 09:38 13982-63-3EPA 9315

Radium-228 2.39 ± 0.719   (0.855)
C:59% T:81%

pCi/L 12/30/16 11:20 15262-20-1EPA 9320

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
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(724)850-5600
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

30204292

Plant McManus

Sample: MCM-09 Lab ID: 30204292005 Collected: 11/30/16 09:52 Received: 12/05/16 09:45 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Total Radium 5.41 ± 1.33   (1.14) pCi/L 01/04/17 15:23 7440-14-4Total Radium
Calculation

Sample: FBL 113016 Lab ID: 30204292006 Collected: 11/30/16 16:10 Received: 12/05/16 09:45 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.0254 ± 0.0962   (0.244)
C:93% T:NA

pCi/L 12/12/16 09:38 13982-63-3EPA 9315

Radium-228 0.119 ± 0.313   (0.701)
C:64% T:91%

pCi/L 12/30/16 11:20 15262-20-1EPA 9320

Total Radium 0.144 ± 0.409   (0.945) pCi/L 01/04/17 15:23 7440-14-4Total Radium
Calculation

Sample: EQBL 113016 Lab ID: 30204292007 Collected: 11/30/16 16:20 Received: 12/05/16 09:45 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.0158 ± 0.0877   (0.230)
C:100% T:NA

pCi/L 12/12/16 09:39 13982-63-3EPA 9315

Radium-228 0.137 ± 0.369   (0.825)
C:61% T:88%

pCi/L 12/30/16 11:20 15262-20-1EPA 9320

Total Radium 0.153 ± 0.457   (1.06) pCi/L 01/04/17 15:23 7440-14-4Total Radium
Calculation

Sample: Dup-1 Lab ID: 30204292008 Collected: 11/30/16 00:00 Received: 12/05/16 09:45 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.813 ± 0.300   (0.323)
C:97% T:NA

pCi/L 12/12/16 11:39 13982-63-3EPA 9315

Radium-228 0.455 ± 0.505   (1.06)
C:71% T:81%

pCi/L 12/30/16 11:20 15262-20-1EPA 9320

Total Radium 1.27 ± 0.805   (1.38) pCi/L 01/04/17 15:23 7440-14-4Total Radium
Calculation

Sample: MCM-12 Lab ID: 30204292009 Collected: 11/30/16 10:20 Received: 12/05/16 09:45 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.19 ± 0.373   (0.315)
C:91% T:NA

pCi/L 12/12/16 11:39 13982-63-3EPA 9315

Radium-228 3.18 ± 0.940   (1.24)
C:71% T:71%

pCi/L 01/08/17 13:26 15262-20-1EPA 9320

Total Radium 4.37 ± 1.31   (1.56) pCi/L 01/11/17 15:36 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

30204292

Plant McManus

Sample: MCM-01 Lab ID: 30204292010 Collected: 11/30/16 13:00 Received: 12/05/16 09:45 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.471 ± 0.207   (0.223)
C:91% T:NA

pCi/L 12/12/16 09:39 13982-63-3EPA 9315

Radium-228 5.17 ± 1.24   (1.02)
C:76% T:64%

pCi/L 01/08/17 13:26 15262-20-1EPA 9320

Total Radium 5.64 ± 1.45   (1.24) pCi/L 01/11/17 15:36 7440-14-4Total Radium
Calculation

Sample: MCM-16 Lab ID: 30204292011 Collected: 11/30/16 14:00 Received: 12/05/16 09:45 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.578 ± 0.246   (0.282)
C:86% T:NA

pCi/L 12/12/16 09:39 13982-63-3EPA 9315

Radium-228 0.416 ± 0.421   (0.868)
C:68% T:80%

pCi/L 01/08/17 13:26 15262-20-1EPA 9320

Total Radium 0.994 ± 0.667   (1.15) pCi/L 01/11/17 15:36 7440-14-4Total Radium
Calculation

Sample: MCM-05 Lab ID: 30204292012 Collected: 11/30/16 15:20 Received: 12/05/16 09:45 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.07 ± 0.334   (0.250)
C:86% T:NA

pCi/L 12/12/16 09:39 13982-63-3EPA 9315

Radium-228 0.585 ± 0.474   (0.948)
C:66% T:80%

pCi/L 01/08/17 13:26 15262-20-1EPA 9320

Total Radium 1.66 ± 0.808   (1.20) pCi/L 01/11/17 15:36 7440-14-4Total Radium
Calculation
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30204292

Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

242578

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 30204292001, 30204292002, 30204292003, 30204292004, 30204292005, 30204292006, 30204292007,
30204292008, 30204292009, 30204292010, 30204292011, 30204292012

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1192329

Associated Lab Samples: 30204292001, 30204292002, 30204292003, 30204292004, 30204292005, 30204292006, 30204292007,
30204292008, 30204292009, 30204292010, 30204292011, 30204292012

Matrix: Water

Analyzed

Radium-226 pCi/L 12/12/16 09:380.00382 ± 0.0709   (0.204) C:90% T:NA

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30204292

Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

242766

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 30204292001, 30204292002, 30204292003, 30204292004, 30204292005, 30204292006, 30204292007,
30204292008

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1193275

Associated Lab Samples: 30204292001, 30204292002, 30204292003, 30204292004, 30204292005, 30204292006, 30204292007,
30204292008

Matrix: Water

Analyzed

Radium-228 pCi/L 12/30/16 11:180.289 ± 0.348   (0.734) C:64% T:88%

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30204292

Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

243002

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 30204292009, 30204292010, 30204292011, 30204292012

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1195278

Associated Lab Samples: 30204292009, 30204292010, 30204292011, 30204292012

Matrix: Water

Analyzed

Radium-228 pCi/L 01/08/17 13:260.184 ± 0.381   (0.841) C:71% T:77%

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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QUALIFIERS

Pace Project No.:

Project:

30204292

Plant McManus

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Act - Activity

Unc - Uncertainty: SDWA = 1.96 sigma count uncertainty, all other matrices = Expanded Uncertainty (95% confidence interval).
Gamma Spec = Expanded Uncertainty (95.4% Confidence Interval)

(MDC) - Minimum Detectable Concentration

Trac - Tracer Recovery (%)

Carr - Carrier Recovery (%)

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

REPORT OF LABORATORY ANALYSIS
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PACE ANALYTICAL SERVICES, LLC.

Environmental Monitoring & Laboratory Analysis
110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

Georgia Power

Project: CCR Event

Atlanta, GA 30339

2480 Maner Road

Mr. Joju Abraham

We appreciate the opportunity to provide the analytical support for your project .  The analytical results in this report are based 

upon information supplied by you, the client, and are for your exclusive use.  If you have any questions regarding this data 

package, please do not hesitate to call. 

Laboratory Report

Project #:Plant McManus

Prepared For:

Attention:

February 23, 2017

Report Number: AAB0596

Approved:

This report may not be reproduced, except in full, without written approval from Pace Analytical Services, LLC. 

All test results relate only to the samples analyzed.
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 23, 2017

Sample ID Laboratory ID Matrix Date Sampled

ANALYTICAL REPORT FOR SAMPLES

Date Received

MCM-16 AAB0596-01 02/15/17 10:14 02/16/17 09:25Ground Water

MCM-01 AAB0596-02 02/15/17 11:54 02/16/17 09:25Ground Water

MCM-14 AAB0596-03 02/15/17 13:58 02/16/17 09:25Ground Water

MCM-12 AAB0596-04 02/15/17 17:10 02/16/17 09:25Ground Water

MCM-17 AAB0596-05 02/15/17 17:10 02/16/17 09:25Ground Water
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 23, 2017

Report No.:  AAB0596

Client ID:  MCM-16

Date/Time Sampled:  2/15/2017  10:14:00AM

Matrix:  Ground Water

Lab Number ID:  AAB0596-01

Date/Time Received:  2/16/2017   9:25:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 702055910 02/20/17 14:58 02/20/17 14:58170

Inorganic Anions

EPA 300.0mg/L 51.2 B-01 RLCChloride 70205470.06 02/19/17 10:21 02/22/17 01:2730

EPA 300.0mg/L 10.30 J RLCFluoride 70205470.004 02/19/17 10:21 02/20/17 00:480.02

EPA 300.0mg/L 11.0 B-01 RLCSulfate 70205470.09 02/19/17 10:21 02/20/17 00:4830

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70205170.0008 02/17/17 13:40 02/20/17 20:18ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70205170.0016 02/17/17 13:40 02/20/17 20:18ND

EPA 6020Bmg/L 50.0500 CSWBarium 70205170.0022 02/17/17 13:40 02/21/17 19:220.0945

EPA 6020Bmg/L 50.0030 CSWBeryllium 70205170.0004 02/17/17 13:40 02/21/17 19:22ND

EPA 6020Bmg/L 50.200 R-01 CSWBoron 70205170.0321 02/17/17 13:40 02/20/17 20:180.398

EPA 6020Bmg/L 10.0010 CSWCadmium 70205170.00007 02/17/17 13:40 02/20/17 20:18ND

EPA 6020Bmg/L 10.500 CSWCalcium 70205170.0311 02/17/17 13:40 02/20/17 20:186.61

EPA 6020Bmg/L 10.0100 CSWChromium 70205170.0009 02/17/17 13:40 02/20/17 20:18ND

EPA 6020Bmg/L 10.0100 CSWCobalt 70205170.0005 02/17/17 13:40 02/20/17 20:18ND

EPA 6020Bmg/L 10.0050 CSWLead 70205170.0001 02/17/17 13:40 02/20/17 20:18ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70205170.0017 02/17/17 13:40 02/20/17 20:18ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70205170.0010 02/17/17 13:40 02/20/17 20:18ND

EPA 6020Bmg/L 10.0010 CSWThallium 70205170.0002 02/17/17 13:40 02/20/17 20:18ND

EPA 6020Bmg/L 50.0500 CSWLithium 70205170.0103 02/17/17 13:40 02/21/17 19:22ND

EPA 7470Amg/L 10.00050 MTCMercury 70205840.000041 02/21/17 11:25 02/21/17 15:17ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 23, 2017

Report No.:  AAB0596

Client ID:  MCM-01

Date/Time Sampled:  2/15/2017  11:54:00AM

Matrix:  Ground Water

Lab Number ID:  AAB0596-02

Date/Time Received:  2/16/2017   9:25:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 702055910 02/20/17 14:58 02/20/17 14:58212

Inorganic Anions

EPA 300.0mg/L 51.2 B-01 RLCChloride 70205470.06 02/19/17 10:21 02/22/17 01:4821

EPA 300.0mg/L 10.30 J RLCFluoride 70205470.004 02/19/17 10:21 02/20/17 01:080.007

EPA 300.0mg/L 55.0 B-01 RLCSulfate 70205470.46 02/19/17 10:21 02/22/17 01:4883

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70205170.0008 02/17/17 13:40 02/20/17 20:29ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 70205170.0016 02/17/17 13:40 02/20/17 20:290.0022

EPA 6020Bmg/L 50.0500 CSWBarium 70205170.0022 02/17/17 13:40 02/21/17 19:280.124

EPA 6020Bmg/L 50.0030 CSWBeryllium 70205170.0004 02/17/17 13:40 02/21/17 19:28ND

EPA 6020Bmg/L 50.200 R-01 CSWBoron 70205170.0321 02/17/17 13:40 02/21/17 19:280.254

EPA 6020Bmg/L 10.0010 CSWCadmium 70205170.00007 02/17/17 13:40 02/20/17 20:29ND

EPA 6020Bmg/L 52.50 CSWCalcium 70205170.155 02/17/17 13:40 02/21/17 19:2814.3

EPA 6020Bmg/L 10.0100 CSWChromium 70205170.0009 02/17/17 13:40 02/20/17 20:29ND

EPA 6020Bmg/L 10.0100 CSWCobalt 70205170.0005 02/17/17 13:40 02/20/17 20:29ND

EPA 6020Bmg/L 10.0050 CSWLead 70205170.0001 02/17/17 13:40 02/20/17 20:29ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70205170.0017 02/17/17 13:40 02/20/17 20:29ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70205170.0010 02/17/17 13:40 02/20/17 20:29ND

EPA 6020Bmg/L 10.0010 CSWThallium 70205170.0002 02/17/17 13:40 02/20/17 20:29ND

EPA 6020Bmg/L 50.0500 CSWLithium 70205170.0103 02/17/17 13:40 02/21/17 19:28ND

EPA 7470Amg/L 10.00050 MTCMercury 70205840.000041 02/21/17 11:25 02/21/17 15:20ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 23, 2017

Report No.:  AAB0596

Client ID:  MCM-14

Date/Time Sampled:  2/15/2017   1:58:00PM

Matrix:  Ground Water

Lab Number ID:  AAB0596-03

Date/Time Received:  2/16/2017   9:25:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 702055910 02/20/17 14:58 02/20/17 14:581440

Inorganic Anions

EPA 300.0mg/L 10025 B-01 RLCChloride 70205471.3 02/19/17 10:21 02/22/17 02:09490

EPA 300.0mg/L 10.30 RLCFluoride 70205470.004 02/19/17 10:21 02/20/17 01:290.58

EPA 300.0mg/L 11.0 B-01 RLCSulfate 70205470.09 02/19/17 10:21 02/20/17 01:2937

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70205170.0008 02/17/17 13:40 02/20/17 20:41ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70205170.0016 02/17/17 13:40 02/20/17 20:41ND

EPA 6020Bmg/L 50.0500 CSWBarium 70205170.0022 02/17/17 13:40 02/20/17 20:410.0786

EPA 6020Bmg/L 50.0030 CSWBeryllium 70205170.0004 02/17/17 13:40 02/21/17 19:34ND

EPA 6020Bmg/L 50.200 CSWBoron 70205170.0321 02/17/17 13:40 02/21/17 19:340.647

EPA 6020Bmg/L 10.0010 CSWCadmium 70205170.00007 02/17/17 13:40 02/20/17 20:41ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70205171.55 02/17/17 13:40 02/20/17 20:4756.1

EPA 6020Bmg/L 10.0100 J CSWChromium 70205170.0009 02/17/17 13:40 02/20/17 20:410.0018

EPA 6020Bmg/L 10.0100 CSWCobalt 70205170.0005 02/17/17 13:40 02/20/17 20:41ND

EPA 6020Bmg/L 10.0050 CSWLead 70205170.0001 02/17/17 13:40 02/20/17 20:41ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70205170.0017 02/17/17 13:40 02/20/17 20:41ND

EPA 6020Bmg/L 10.0100 J CSWSelenium 70205170.0010 02/17/17 13:40 02/20/17 20:410.0014

EPA 6020Bmg/L 10.0010 CSWThallium 70205170.0002 02/17/17 13:40 02/20/17 20:41ND

EPA 6020Bmg/L 50.0500 J CSWLithium 70205170.0103 02/17/17 13:40 02/21/17 19:340.0105

EPA 7470Amg/L 10.00050 MTCMercury 70205840.000041 02/21/17 11:25 02/21/17 15:22ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 23, 2017

Report No.:  AAB0596

Client ID:  MCM-12

Date/Time Sampled:  2/15/2017   5:10:00PM

Matrix:  Ground Water

Lab Number ID:  AAB0596-04

Date/Time Received:  2/16/2017   9:25:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 702055910 02/20/17 14:58 02/20/17 14:581870

Inorganic Anions

EPA 300.0mg/L 10025 B-01 RLCChloride 70205471.3 02/19/17 10:21 02/22/17 02:29740

EPA 300.0mg/L 10.30 RLCFluoride 70205470.004 02/19/17 10:21 02/20/17 03:121.3

EPA 300.0mg/L 11.0 B-01 RLCSulfate 70205470.09 02/19/17 10:21 02/20/17 03:123.0

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70205170.0008 02/17/17 13:40 02/20/17 20:52ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70205170.0016 02/17/17 13:40 02/20/17 20:52ND

EPA 6020Bmg/L 50.0500 CSWBarium 70205170.0022 02/17/17 13:40 02/21/17 19:390.111

EPA 6020Bmg/L 50.0030 J CSWBeryllium 70205170.0004 02/17/17 13:40 02/21/17 19:390.0004

EPA 6020Bmg/L 50.200 CSWBoron 70205170.0321 02/17/17 13:40 02/21/17 19:391.33

EPA 6020Bmg/L 10.0010 CSWCadmium 70205170.00007 02/17/17 13:40 02/20/17 20:52ND

EPA 6020Bmg/L 10.500 CSWCalcium 70205170.0311 02/17/17 13:40 02/20/17 20:528.34

EPA 6020Bmg/L 10.0100 J CSWChromium 70205170.0009 02/17/17 13:40 02/20/17 20:520.0045

EPA 6020Bmg/L 10.0100 CSWCobalt 70205170.0005 02/17/17 13:40 02/20/17 20:52ND

EPA 6020Bmg/L 10.0050 CSWLead 70205170.0001 02/17/17 13:40 02/20/17 20:52ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70205170.0017 02/17/17 13:40 02/20/17 20:52ND

EPA 6020Bmg/L 10.0100 J CSWSelenium 70205170.0010 02/17/17 13:40 02/20/17 20:520.0021

EPA 6020Bmg/L 10.0010 CSWThallium 70205170.0002 02/17/17 13:40 02/20/17 20:52ND

EPA 6020Bmg/L 50.0500 J CSWLithium 70205170.0103 02/17/17 13:40 02/21/17 19:390.0115

EPA 7470Amg/L 10.00050 MTCMercury 70205850.000041 02/21/17 11:25 02/21/17 15:50ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 23, 2017

Report No.:  AAB0596

Client ID:  MCM-17

Date/Time Sampled:  2/15/2017   5:10:00PM

Matrix:  Ground Water

Lab Number ID:  AAB0596-05

Date/Time Received:  2/16/2017   9:25:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 702055910 02/20/17 14:58 02/20/17 14:583820

Inorganic Anions

EPA 300.0mg/L 10025 B-01 RLCChloride 70205471.3 02/19/17 10:21 02/22/17 02:502000

EPA 300.0mg/L 10.30 RLCFluoride 70205470.004 02/19/17 10:21 02/20/17 03:331.3

EPA 300.0mg/L 100100 B-01 RLCSulfate 70205479.2 02/19/17 10:21 02/22/17 02:50190

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70205170.0008 02/17/17 13:40 02/20/17 21:04ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 70205170.0016 02/17/17 13:40 02/20/17 21:040.0017

EPA 6020Bmg/L 10.0100 CSWBarium 70205170.0004 02/17/17 13:40 02/21/17 19:450.0102

EPA 6020Bmg/L 50.0030 CSWBeryllium 70205170.0004 02/17/17 13:40 02/21/17 19:45ND

EPA 6020Bmg/L 50.200 CSWBoron 70205170.0321 02/17/17 13:40 02/21/17 19:452.14

EPA 6020Bmg/L 10.0010 CSWCadmium 70205170.00007 02/17/17 13:40 02/20/17 21:04ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70205171.55 02/17/17 13:40 02/20/17 21:1096.3

EPA 6020Bmg/L 10.0100 CSWChromium 70205170.0009 02/17/17 13:40 02/20/17 21:040.0137

EPA 6020Bmg/L 10.0100 CSWCobalt 70205170.0005 02/17/17 13:40 02/20/17 21:04ND

EPA 6020Bmg/L 10.0050 CSWLead 70205170.0001 02/17/17 13:40 02/20/17 21:04ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70205170.0017 02/17/17 13:40 02/20/17 21:04ND

EPA 6020Bmg/L 10.0100 J CSWSelenium 70205170.0010 02/17/17 13:40 02/20/17 21:040.0067

EPA 6020Bmg/L 10.0010 CSWThallium 70205170.0002 02/17/17 13:40 02/20/17 21:04ND

EPA 6020Bmg/L 50.0500 J CSWLithium 70205170.0103 02/17/17 13:40 02/21/17 19:450.0149

EPA 7470Amg/L 10.00050 MTCMercury 70205850.000041 02/21/17 11:25 02/21/17 15:53ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 23, 2017

Report No.:  AAB0596

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

General Chemistry - Quality Control

MDL

Batch 7020559 - SM 2540 C

Blank (7020559-BLK1) Prepared & Analyzed: 02/20/17 

Total Dissolved Solids mg/LND 25 10

LCS (7020559-BS1) Prepared & Analyzed: 02/20/17 

Total Dissolved Solids mg/L405 25 400.00 84-10810110

Duplicate (7020559-DUP1) Prepared & Analyzed: 02/20/17 Source: AAB0586-07

Total Dissolved Solids mg/LND 25 ND 1010

Duplicate (7020559-DUP2) Prepared & Analyzed: 02/20/17 Source: AAB0596-05

Total Dissolved Solids mg/L3810 25 3820 100.210
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 23, 2017

Report No.:  AAB0596

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Inorganic Anions - Quality Control

MDL

Batch 7020547 - EPA 300.0

Blank (7020547-BLK1) Prepared & Analyzed: 02/19/17 

Chloride mg/L0.02 0.25 J0.01

Fluoride mg/LND 0.30 0.004

Sulfate mg/L0.35 1.0 J0.09

LCS (7020547-BS1) Prepared & Analyzed: 02/19/17 

Chloride mg/L10.4 0.25 10.010 90-1101040.01

Fluoride mg/L10.4 0.30 10.020 90-1101040.004

Sulfate mg/L10.8 1.0 10.020 90-1101080.09

Matrix Spike (7020547-MS1) Prepared & Analyzed: 02/19/17 Source: AAB0527-02

Chloride mg/L26.0 0.25 10.010 15.2 90-1101080.01

Fluoride mg/L10.8 0.30 10.020 ND 90-1101080.004

Sulfate mg/L20.0 1.0 10.020 10.1 90-110990.09

Matrix Spike Dup (7020547-MSD1) Prepared & Analyzed: 02/19/17 Source: AAB0527-02

Chloride mg/L26.0 0.25 10.010 15.2 1590-110108 0.080.01

Fluoride mg/L10.8 0.30 10.020 ND 1590-110108 0.060.004

Sulfate mg/L20.0 1.0 10.020 10.1 1590-110100 0.10.09
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 23, 2017

Report No.:  AAB0596

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7020517 - EPA 3005A

Blank (7020517-BLK1) Prepared: 02/17/17  Analyzed: 02/20/17 

Antimony mg/LND 0.0030 0.0008

Arsenic mg/LND 0.0050 0.0016

Barium mg/LND 0.0100 0.0004

Beryllium mg/LND 0.0030 0.00008

Boron mg/LND 0.0400 0.0064

Cadmium mg/LND 0.0010 0.00007

Calcium mg/LND 0.500 0.0311

Chromium mg/LND 0.0100 0.0009

Cobalt mg/LND 0.0100 0.0005

Copper mg/LND 0.0250 0.0005

Lead mg/LND 0.0050 0.0001

Molybdenum mg/LND 0.0100 0.0017

Nickel mg/LND 0.0100 0.0006

Selenium mg/LND 0.0100 0.0010

Silver mg/LND 0.0100 0.0005

Thallium mg/LND 0.0010 0.0002

Vanadium mg/LND 0.0100 0.0071

Zinc mg/LND 0.0100 0.0021

Lithium mg/LND 0.0500 0.0021

LCS (7020517-BS1) Prepared: 02/17/17  Analyzed: 02/20/17 

Antimony mg/L0.114 0.0030 0.10000 80-1201140.0008

Arsenic mg/L0.103 0.0050 0.10000 80-1201030.0016

Barium mg/L0.104 0.0100 0.10000 80-1201040.0004

Beryllium mg/L0.102 0.0030 0.10000 80-1201020.00008

Boron mg/L1.03 0.0400 1.0000 80-1201030.0064

Cadmium mg/L0.108 0.0010 0.10000 80-1201080.00007

Calcium mg/L1.05 0.500 1.0000 80-1201050.0311

Chromium mg/L0.107 0.0100 0.10000 80-1201070.0009

Cobalt mg/L0.108 0.0100 0.10000 80-1201080.0005

Copper mg/L0.106 0.0250 0.10000 80-1201060.0005

Lead mg/L0.100 0.0050 0.10000 80-1201000.0001

Molybdenum mg/L0.105 0.0100 0.10000 80-1201050.0017

Nickel mg/L0.108 0.0100 0.10000 80-1201080.0006

Selenium mg/L0.102 0.0100 0.10000 80-1201020.0010

Silver mg/L0.105 0.0100 0.10000 80-1201050.0005

Thallium mg/L0.102 0.0010 0.10000 80-1201020.0002

Vanadium mg/L0.108 0.0100 0.10000 80-1201080.0071

Zinc mg/L0.106 0.0100 0.10000 80-1201060.0021

Lithium mg/L0.0999 0.0500 0.10000 80-1201000.0021
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 23, 2017

Report No.:  AAB0596

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7020517 - EPA 3005A

Matrix Spike (7020517-MS1) Prepared: 02/17/17  Analyzed: 02/21/17 Source: AAB0586-01

Antimony mg/L0.108 0.0150 0.10000 ND 75-1251080.0042

Arsenic mg/L0.110 0.0050 0.10000 ND 75-1251100.0016

Barium mg/L0.127 0.0500 0.10000 0.0277 75-125990.0022

Beryllium mg/L0.0981 0.0150 0.10000 ND 75-125980.0004

Boron mg/L1.78 0.0400 1.0000 0.825 75-125950.0064

Cadmium mg/L0.106 0.0010 0.10000 ND 75-1251060.00007

Calcium mg/L86.7 25.0 1.0000 85.7 75-125991.55

Chromium mg/L0.107 0.0100 0.10000 ND 75-1251070.0009

Cobalt mg/L0.108 0.0100 0.10000 ND 75-1251080.0005

Copper mg/L0.101 0.0250 0.10000 ND 75-1251010.0005

Lead mg/L0.0985 0.0050 0.10000 ND 75-125980.0001

Molybdenum mg/L0.111 0.0100 0.10000 ND 75-1251110.0017

Nickel mg/L0.107 0.0100 0.10000 ND 75-1251070.0006

Selenium mg/L0.106 0.0100 0.10000 ND 75-1251060.0010

Silver mg/L0.104 0.0100 0.10000 ND 75-1251040.0005

Thallium mg/L0.101 0.0010 0.10000 ND 75-1251010.0002

Vanadium mg/L0.111 0.0100 0.10000 ND 75-1251110.0071

Zinc mg/L0.104 0.0100 0.10000 ND 75-1251040.0021

Lithium mg/L0.102 0.0500 0.10000 ND 75-1251020.0021

Matrix Spike Dup (7020517-MSD1) Prepared: 02/17/17  Analyzed: 02/21/17 Source: AAB0586-01

Antimony mg/L0.107 0.0150 0.10000 ND 2075-125107 10.0042

Arsenic mg/L0.108 0.0050 0.10000 ND 2075-125108 20.0016

Barium mg/L0.125 0.0500 0.10000 0.0277 2075-12598 10.0022

Beryllium mg/L0.0988 0.0150 0.10000 ND 2075-12599 0.80.0004

Boron mg/L1.79 0.0400 1.0000 0.825 2075-12597 0.90.0064

Cadmium mg/L0.106 0.0010 0.10000 ND 2075-125106 0.20.00007

Calcium mg/L87.6 25.0 1.0000 85.7 20 QM-0275-125195 11.55

Chromium mg/L0.108 0.0100 0.10000 ND 2075-125108 10.0009

Cobalt mg/L0.105 0.0100 0.10000 ND 2075-125105 20.0005

Copper mg/L0.103 0.0250 0.10000 ND 2075-125103 20.0005

Lead mg/L0.101 0.0050 0.10000 ND 2075-125101 30.0001

Molybdenum mg/L0.110 0.0100 0.10000 ND 2075-125110 0.70.0017

Nickel mg/L0.104 0.0100 0.10000 ND 2075-125104 20.0006

Selenium mg/L0.101 0.0100 0.10000 ND 2075-125101 40.0010

Silver mg/L0.104 0.0100 0.10000 ND 2075-125104 0.30.0005

Thallium mg/L0.104 0.0010 0.10000 ND 2075-125104 40.0002

Vanadium mg/L0.111 0.0100 0.10000 ND 2075-125111 0.60.0071

Zinc mg/L0.104 0.0100 0.10000 ND 2075-125104 0.0010.0021

Lithium mg/L0.0978 0.0500 0.10000 ND 2075-12598 40.0021
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 23, 2017

Report No.:  AAB0596

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7020517 - EPA 3005A

Post Spike (7020517-PS1) Prepared: 02/17/17  Analyzed: 02/21/17 Source: AAB0586-01

Antimony ug/L105 100.00 -0.0312 80-120105

Arsenic ug/L111 100.00 0.640 80-120110

Barium ug/L127 100.00 27.7 80-12099

Beryllium ug/L98.4 100.00 0.0451 80-12098

Boron ug/L1760 1000.0 825 80-12094

Cadmium ug/L105 100.00 0.0357 80-120105

Calcium ug/L87400 1000.0 85700 QM-0280-120171

Chromium ug/L110 100.00 0.314 80-120110

Cobalt ug/L108 100.00 0.161 80-120108

Copper ug/L106 100.00 -0.0041 80-120106

Lead ug/L98.1 100.00 0.0447 80-12098

Molybdenum ug/L109 100.00 0.245 80-120109

Nickel ug/L108 100.00 0.221 80-120107

Selenium ug/L103 100.00 0.293 80-120103

Silver ug/L101 100.00 0.0103 80-120101

Thallium ug/L100 100.00 0.0781 80-120100

Vanadium ug/L114 100.00 0.275 80-120114

Zinc ug/L104 100.00 1.70 80-120102

Lithium ug/L98.6 100.00 0.746 80-12098

Batch 7020584 - EPA 7470A

Blank (7020584-BLK1) Prepared & Analyzed: 02/21/17 

Mercury mg/LND 0.00050 0.000041

LCS (7020584-BS1) Prepared & Analyzed: 02/21/17 

Mercury mg/L0.00246 0.00050 2.5000E-3 80-120980.000041
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 23, 2017

Report No.:  AAB0596

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7020584 - EPA 7470A

Matrix Spike (7020584-MS1) Prepared & Analyzed: 02/21/17 Source: AAB0586-02

Mercury mg/L0.00241 0.00050 2.5000E-3 ND 75-125960.000041

Matrix Spike Dup (7020584-MSD1) Prepared & Analyzed: 02/21/17 Source: AAB0586-02

Mercury mg/L0.00238 0.00050 2.5000E-3 ND 2075-12595 10.000041

Post Spike (7020584-PS1) Prepared & Analyzed: 02/21/17 Source: AAB0586-02

Mercury ug/L1.70 1.6667 -0.00501 80-120102

Batch 7020585 - EPA 7470A

Blank (7020585-BLK1) Prepared & Analyzed: 02/21/17 

Mercury mg/LND 0.00050 0.000041

LCS (7020585-BS1) Prepared & Analyzed: 02/21/17 

Mercury mg/L0.00240 0.00050 2.5000E-3 80-120960.000041

Matrix Spike (7020585-MS1) Prepared & Analyzed: 02/21/17 Source: AAB0668-01

Mercury mg/L0.00237 0.00050 2.5000E-3 ND 75-125950.000041

Matrix Spike Dup (7020585-MSD1) Prepared & Analyzed: 02/21/17 Source: AAB0668-01

Mercury mg/L0.00233 0.00050 2.5000E-3 ND 2075-12593 10.000041

Post Spike (7020585-PS1) Prepared & Analyzed: 02/21/17 Source: AAB0668-01

Mercury ug/L1.74 1.6667 -0.00249 80-120104
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 23, 2017

Legend

Definition of Laboratory Terms

ND

TIC

CFU

SOP

RL

 - Not Detected at levels equal to or greater than the MDL

 - Tentatively Identified Compound

 - Colony Forming Units

 - Method run per Pace Standard Operating Procedure

 - Reporting Limit

Definition of Qualifiers

Sample Information

N-Nitrosodiphenylamine breaks down to diphenylamine in the GCMS; both analytes are reported as 

N-Nitrososdiphenylamine. Pace is not NELAC certified for N-Nitrososdiphenylamine. 

Phthalic acid and phthalic anhydride are reported as dimethyl phthalate 

Maleic acid and maleic anhydride are reported as dimethyl malate 

1,2-Diphenylhydrazine breaks down to azobenzene in the GCMS; both analytes are reported as azobenzene

DF  - Dilution Factor

 - Method Detection LimitMDL

 - Not Detected at levels equal to or greater than the RLBRL

R-01 Elevated reporting limit due to matrix interference.

QM-02 The spike recovery is outside acceptance limits due to insignificant spike amount as compared to sample 

concentration.

J Estimated value less than Reporting Limit (RL) but greater than Method Detection Limit(MDL) (CLP J-Flag).

B-01 Analyte was detected in the associated method blank at an estimated level equal to or greater than the MDL.  

Sample values reported as greater than the MDL and less than 10x the method blank value are reported as 

estimated values.

Note: Unless otherwise noted, all results are reported on an as received basis.
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LOG-IN CHECKLIST

Georgia Power

CCR EventProject: 

Client: 

Printed: 2/17/2017  1:26:27PM

Environmental Monitoring & Laboratory Analysis

(770) 734-4200  FAX (770) 734-4201

110 Technology Parkway, Peachtree Corners, GA 30092

PACE ANALYTICAL SERVICES, LLC.

Date Received: 02/16/17 09:25 Logged In By: Mohammad M. Rahman

Work Order: AAB0596

OBSERVATIONS

Attn: Mr. Joju Abraham

#Samples:  5 #Containers:  20 

 1.0  1.0

YES

Minimum Temp(C): Maximum Temp(C):

CHECKLIST ITEMS

COC included with Samples

Sample Container(s) Intact

Chain of Custody Complete

Sample Container(s) Match COC

Custody seal Intact

Temperature in Compliance

Sufficient Sample Volume for Analysis

Zero Headspace Maintained for VOA Analyses

Samples labeled preserved (If Applicable)

Samples received within Allowable Hold Times

Samples Received on Ice

Preservation Confirmed

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

Custody Seal(s) Used: Yes

Comments:
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March 13, 2017

LIMS USE: FR - MARIA PADILLA

LIMS OBJECT ID: 30211140

30211140

Project:

Pace Project No.:

RE:

Maria Padilla
GA Power
2480 Maner Rd
Atlanta, GA 30339

Plant McManus

Dear Maria Padilla:

Enclosed are the analytical results for sample(s) received by the laboratory on February 17, 2017.
The results relate only to the samples included in this report. Results reported herein conform to the
most current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual,
where applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Jacquelyn Collins

jacquelyn.collins@pacelabs.com

Project Manager
(724)850-5612

Enclosures

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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CERTIFICATIONS

Pace Project No.:

Project:

30211140

Plant McManus

Pennsylvania Certification IDs

1638 Roseytown Rd Suites 2,3&4, Greensburg, PA 15601

L-A-B DOD-ELAP Accreditation #: L2417

Alabama Certification #: 41590

Arizona Certification #: AZ0734

Arkansas Certification

California Certification #: 04222CA

Colorado Certification

Connecticut Certification #: PH-0694

Delaware Certification

Florida/TNI Certification #: E87683

Georgia Certification #: C040

Guam Certification

Hawaii Certification

Idaho Certification

Illinois Certification

Indiana Certification

Iowa Certification #: 391

Kansas/TNI Certification #: E-10358

Kentucky Certification #: 90133

Louisiana DHH/TNI Certification #: LA140008

Louisiana DEQ/TNI Certification #: 4086

Maine Certification #: PA00091

Maryland Certification #: 308

Massachusetts Certification #: M-PA1457

Michigan/PADEP Certification

Missouri Certification #: 235

Montana Certification #: Cert 0082

Nebraska Certification #: NE-05-29-14

Nevada Certification #: PA014572015-1

New Hampshire/TNI Certification #: 2976

New Jersey/TNI Certification #: PA 051

New Mexico Certification #: PA01457

New York/TNI Certification #: 10888

North Carolina Certification #: 42706

North Dakota Certification #: R-190

Oregon/TNI Certification #: PA200002

Pennsylvania/TNI Certification #: 65-00282

Puerto Rico Certification #: PA01457

Rhode Island Certification #: 65-00282

South Dakota Certification

Tennessee Certification #: TN2867

Texas/TNI Certification #: T104704188-14-8

Utah/TNI Certification #: PA014572015-5

USDA Soil Permit #: P330-14-00213

Vermont Dept. of Health: ID# VT-0282

Virgin Island/PADEP Certification

Virginia/VELAP Certification #: 460198

Washington Certification #: C868

West Virginia DEP Certification #: 143

West Virginia DHHR Certification #: 9964C

Wisconsin Certification

Wyoming Certification #: 8TMS-L

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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SAMPLE SUMMARY

Pace Project No.:

Project:

30211140

Plant McManus

Lab ID Sample ID Matrix Date Collected Date Received

30211140001 MCM-16 Water 02/15/17 10:14 02/17/17 11:00

30211140002 MCM-01 Water 02/15/17 11:54 02/17/17 11:00

30211140003 MCM-14 Water 02/15/17 13:58 02/17/17 11:00

30211140004 MCM-12 Water 02/15/17 17:10 02/17/17 11:00

30211140005 MCM-17 Water 02/15/17 17:10 02/17/17 11:00

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

30211140

Plant McManus

Lab ID Sample ID Method

Analytes

ReportedAnalysts

30211140001 MCM-16 EPA 9315 1JC2

EPA 9320 1JJY

Total Radium Calculation 1JAL

30211140002 MCM-01 EPA 9315 1JC2

EPA 9320 1JJY

Total Radium Calculation 1JAL

30211140003 MCM-14 EPA 9315 1JC2

EPA 9320 1JJY

Total Radium Calculation 1JAL

30211140004 MCM-12 EPA 9315 1JC2

EPA 9320 1JJY

Total Radium Calculation 1JAL

30211140005 MCM-17 EPA 9315 1JC2

EPA 9320 1JJY

Total Radium Calculation 1JAL

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600

Page 4 of 15
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

30211140

Plant McManus

Sample: MCM-16 Lab ID: 30211140001 Collected: 02/15/17 10:14 Received: 02/17/17 11:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.493 ± 0.299   (0.481)
C:81% T:NA

pCi/L 03/07/17 10:53 13982-63-3EPA 9315

Radium-228 1.16 ± 0.600   (1.06)
C:60% T:74%

pCi/L 03/13/17 12:35 15262-20-1EPA 9320

Total Radium 1.65 ± 0.899   (1.54) pCi/L 03/13/17 16:52 7440-14-4Total Radium
Calculation

Sample: MCM-01 Lab ID: 30211140002 Collected: 02/15/17 11:54 Received: 02/17/17 11:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.23 ± 0.404   (0.303)
C:91% T:NA

pCi/L 03/07/17 10:53 13982-63-3EPA 9315

Radium-228 0.184 ± 0.472   (1.05)
C:53% T:79%

pCi/L 03/13/17 12:35 15262-20-1EPA 9320

Total Radium 1.41 ± 0.876   (1.35) pCi/L 03/13/17 16:52 7440-14-4Total Radium
Calculation

Sample: MCM-14 Lab ID: 30211140003 Collected: 02/15/17 13:58 Received: 02/17/17 11:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.300 ± 0.196   (0.267)
C:94% T:NA

pCi/L 03/07/17 10:53 13982-63-3EPA 9315

Radium-228 -0.129 ± 0.273   (0.682)
C:67% T:86%

pCi/L 03/13/17 12:35 15262-20-1EPA 9320

Total Radium 0.300 ± 0.469   (0.949) pCi/L 03/13/17 16:52 7440-14-4Total Radium
Calculation

Sample: MCM-12 Lab ID: 30211140004 Collected: 02/15/17 17:10 Received: 02/17/17 11:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.20 ± 0.399   (0.303)
C:91% T:NA

pCi/L 03/07/17 10:53 13982-63-3EPA 9315

Radium-228 1.01 ± 0.528   (0.955)
C:66% T:85%

pCi/L 03/13/17 12:35 15262-20-1EPA 9320

Total Radium 2.21 ± 0.927   (1.26) pCi/L 03/13/17 16:52 7440-14-4Total Radium
Calculation

Sample: MCM-17 Lab ID: 30211140005 Collected: 02/15/17 17:10 Received: 02/17/17 11:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.949 ± 0.334   (0.295)
C:98% T:NA

pCi/L 03/07/17 12:34 13982-63-3EPA 9315

Radium-228 0.611 ± 0.355   (0.644)
C:75% T:88%

pCi/L 03/13/17 12:35 15262-20-1EPA 9320

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

30211140

Plant McManus

Sample: MCM-17 Lab ID: 30211140005 Collected: 02/15/17 17:10 Received: 02/17/17 11:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Total Radium 1.56 ± 0.689   (0.939) pCi/L 03/13/17 16:52 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600

Page 6 of 15



#=QCR#

QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30211140

Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

250847

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 30211140001, 30211140002, 30211140003, 30211140004, 30211140005

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1234239

Associated Lab Samples: 30211140001, 30211140002, 30211140003, 30211140004, 30211140005

Matrix: Water

Analyzed

Radium-226 pCi/L 03/07/17 09:19-0.00396 ± 0.0920   (0.284) C:90% T:NA

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600

Page 7 of 15



#=QCR#

QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30211140

Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

250848

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 30211140001, 30211140002, 30211140003, 30211140004, 30211140005

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1234244

Associated Lab Samples: 30211140001, 30211140002, 30211140003, 30211140004, 30211140005

Matrix: Water

Analyzed

Radium-228 pCi/L 03/09/17 12:27-0.160 ± 0.356   (0.860) C:71% T:84%

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600

Page 8 of 15



#=QL#

QUALIFIERS

Pace Project No.:

Project:

30211140

Plant McManus

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Act - Activity

Unc - Uncertainty: SDWA = 1.96 sigma count uncertainty, all other matrices = Expanded Uncertainty (95% confidence interval).
Gamma Spec = Expanded Uncertainty (95.4% Confidence Interval)

(MDC) - Minimum Detectable Concentration

Trac - Tracer Recovery (%)

Carr - Carrier Recovery (%)

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 03/13/2017 06:48 PM

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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PACE ANALYTICAL SERVICES, LLC.

Environmental Monitoring & Laboratory Analysis
110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

Georgia Power

Project: CCR Event

Atlanta, GA 30339

2480 Maner Road

Mr. Joju Abraham

We appreciate the opportunity to provide the analytical support for your project .  The analytical results in this report are based 

upon information supplied by you, the client, and are for your exclusive use.  If you have any questions regarding this data 

package, please do not hesitate to call. 

Laboratory Report

Project #:Plant McManus

Prepared For:

Attention:

February 27, 2017

Report Number: AAB0672

Approved:

This report may not be reproduced, except in full, without written approval from Pace Analytical Services, LLC. 

All test results relate only to the samples analyzed.
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 27, 2017

Sample ID Laboratory ID Matrix Date Sampled

ANALYTICAL REPORT FOR SAMPLES

Date Received

MCM-09 AAB0672-01 02/16/17 10:16 02/18/17 08:45Ground Water

MCM-07 AAB0672-02 02/16/17 12:52 02/18/17 08:45Ground Water

MCM-06 AAB0672-03 02/16/17 15:32 02/18/17 08:45Ground Water

MCM-05 AAB0672-04 02/16/17 17:12 02/18/17 08:45Ground Water

Dup-1 AAB0672-05 02/16/17 00:00 02/18/17 08:45Ground Water

FBL021617 AAB0672-06 02/16/17 17:45 02/18/17 08:45Water

EQBL021617 AAB0672-07 02/16/17 17:50 02/18/17 08:45Water
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 27, 2017

Report No.:  AAB0672

Client ID:  MCM-09

Date/Time Sampled:  2/16/2017  10:16:00AM

Matrix:  Ground Water

Lab Number ID:  AAB0672-01

Date/Time Received:  2/18/2017   8:45:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 702059810 02/21/17 13:55 02/21/17 13:553910

Inorganic Anions

EPA 300.0mg/L 10025 RLCChloride 70206961.3 02/23/17 11:24 02/24/17 03:551800

EPA 300.0mg/L 10.30 J RLCFluoride 70206960.004 02/23/17 11:24 02/23/17 13:070.08

EPA 300.0mg/L 100100 RLCSulfate 70206969.2 02/23/17 11:24 02/24/17 03:55630

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70205790.0008 02/21/17 10:45 02/22/17 23:14ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70205790.0016 02/21/17 10:45 02/22/17 23:14ND

EPA 6020Bmg/L 50.0500 CSWBarium 70205790.0022 02/21/17 10:45 02/23/17 17:510.184

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70205790.00008 02/21/17 10:45 02/22/17 23:140.0005

EPA 6020Bmg/L 10.0400 CSWBoron 70205790.0064 02/21/17 10:45 02/22/17 23:140.0816

EPA 6020Bmg/L 10.0010 CSWCadmium 70205790.00007 02/21/17 10:45 02/22/17 23:14ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70205791.55 02/21/17 10:45 02/22/17 23:20296

EPA 6020Bmg/L 10.0100 CSWChromium 70205790.0009 02/21/17 10:45 02/22/17 23:14ND

EPA 6020Bmg/L 10.0100 CSWCobalt 70205790.0005 02/21/17 10:45 02/22/17 23:14ND

EPA 6020Bmg/L 10.0050 CSWLead 70205790.0001 02/21/17 10:45 02/22/17 23:14ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70205790.0017 02/21/17 10:45 02/22/17 23:14ND

EPA 6020Bmg/L 10.0100 J CSWSelenium 70205790.0010 02/21/17 10:45 02/22/17 23:140.0016

EPA 6020Bmg/L 10.0010 CSWThallium 70205790.0002 02/21/17 10:45 02/22/17 23:14ND

EPA 6020Bmg/L 10.0500 CSWLithium 70205790.0021 02/21/17 10:45 02/22/17 23:140.0537

EPA 7470Amg/L 10.00050 MTCMercury 70205850.000041 02/21/17 11:25 02/21/17 16:19ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 27, 2017

Report No.:  AAB0672

Client ID:  MCM-07

Date/Time Sampled:  2/16/2017  12:52:00PM

Matrix:  Ground Water

Lab Number ID:  AAB0672-02

Date/Time Received:  2/18/2017   8:45:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 702059810 02/21/17 13:55 02/21/17 13:555080

Inorganic Anions

EPA 300.0mg/L 10025 RLCChloride 70206961.3 02/23/17 11:24 02/24/17 04:163100

EPA 300.0mg/L 10.30 RLCFluoride 70206960.004 02/23/17 11:24 02/23/17 13:280.54

EPA 300.0mg/L 100100 RLCSulfate 70206969.2 02/23/17 11:24 02/24/17 04:16220

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70205790.0008 02/21/17 10:45 02/22/17 23:25ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70205790.0016 02/21/17 10:45 02/22/17 23:250.0295

EPA 6020Bmg/L 10.0100 CSWBarium 70205790.0004 02/21/17 10:45 02/22/17 23:250.0865

EPA 6020Bmg/L 10.0030 CSWBeryllium 70205790.00008 02/21/17 10:45 02/22/17 23:25ND

EPA 6020Bmg/L 10.0400 CSWBoron 70205790.0064 02/21/17 10:45 02/22/17 23:250.815

EPA 6020Bmg/L 10.0010 CSWCadmium 70205790.00007 02/21/17 10:45 02/22/17 23:25ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70205791.55 02/21/17 10:45 02/22/17 23:31114

EPA 6020Bmg/L 10.0100 J CSWChromium 70205790.0009 02/21/17 10:45 02/22/17 23:250.0028

EPA 6020Bmg/L 10.0100 CSWCobalt 70205790.0005 02/21/17 10:45 02/22/17 23:25ND

EPA 6020Bmg/L 10.0050 J CSWLead 70205790.0001 02/21/17 10:45 02/22/17 23:250.0002

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70205790.0017 02/21/17 10:45 02/22/17 23:25ND

EPA 6020Bmg/L 10.0100 J CSWSelenium 70205790.0010 02/21/17 10:45 02/22/17 23:250.0025

EPA 6020Bmg/L 10.0010 CSWThallium 70205790.0002 02/21/17 10:45 02/22/17 23:25ND

EPA 6020Bmg/L 10.0500 J CSWLithium 70205790.0021 02/21/17 10:45 02/22/17 23:250.0142

EPA 7470Amg/L 10.00050 MTCMercury 70205850.000041 02/21/17 11:25 02/21/17 16:21ND

Page 4 of 18



Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 27, 2017

Report No.:  AAB0672

Client ID:  MCM-06

Date/Time Sampled:  2/16/2017   3:32:00PM

Matrix:  Ground Water

Lab Number ID:  AAB0672-03

Date/Time Received:  2/18/2017   8:45:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 702059810 02/21/17 13:55 02/21/17 13:554600

Inorganic Anions

EPA 300.0mg/L 10025 RLCChloride 70206961.3 02/23/17 11:24 02/24/17 04:362500

EPA 300.0mg/L 10.30 J RLCFluoride 70206960.004 02/23/17 11:24 02/23/17 14:090.30

EPA 300.0mg/L 11.0 RLCSulfate 70206960.09 02/23/17 11:24 02/23/17 14:0922

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70205790.0008 02/21/17 10:45 02/22/17 23:37ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70205790.0016 02/21/17 10:45 02/22/17 23:370.257

EPA 6020Bmg/L 10.0100 CSWBarium 70205790.0004 02/21/17 10:45 02/22/17 23:370.0555

EPA 6020Bmg/L 10.0030 CSWBeryllium 70205790.00008 02/21/17 10:45 02/22/17 23:37ND

EPA 6020Bmg/L 10.0400 CSWBoron 70205790.0064 02/21/17 10:45 02/22/17 23:370.698

EPA 6020Bmg/L 10.0010 CSWCadmium 70205790.00007 02/21/17 10:45 02/22/17 23:37ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70205791.55 02/21/17 10:45 02/22/17 23:4294.8

EPA 6020Bmg/L 10.0100 J CSWChromium 70205790.0009 02/21/17 10:45 02/22/17 23:370.0011

EPA 6020Bmg/L 10.0100 CSWCobalt 70205790.0005 02/21/17 10:45 02/22/17 23:37ND

EPA 6020Bmg/L 10.0050 CSWLead 70205790.0001 02/21/17 10:45 02/22/17 23:37ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70205790.0017 02/21/17 10:45 02/22/17 23:37ND

EPA 6020Bmg/L 10.0100 J CSWSelenium 70205790.0010 02/21/17 10:45 02/22/17 23:370.0022

EPA 6020Bmg/L 10.0010 CSWThallium 70205790.0002 02/21/17 10:45 02/22/17 23:37ND

EPA 6020Bmg/L 10.0500 J CSWLithium 70205790.0021 02/21/17 10:45 02/24/17 13:060.0500

EPA 7470Amg/L 10.00050 MTCMercury 70205850.000041 02/21/17 11:25 02/21/17 16:28ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 27, 2017

Report No.:  AAB0672

Client ID:  MCM-05

Date/Time Sampled:  2/16/2017   5:12:00PM

Matrix:  Ground Water

Lab Number ID:  AAB0672-04

Date/Time Received:  2/18/2017   8:45:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 702059810 02/21/17 13:55 02/21/17 13:554080

Inorganic Anions

EPA 300.0mg/L 10025 RLCChloride 70206961.3 02/23/17 11:24 02/24/17 04:582100

EPA 300.0mg/L 10.30 RLCFluoride 70206960.004 02/23/17 11:24 02/23/17 14:300.60

EPA 300.0mg/L 22.0 RLCSulfate 70206960.18 02/23/17 11:24 02/24/17 05:1990

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70205790.0008 02/21/17 10:45 02/23/17 00:00ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70205790.0016 02/21/17 10:45 02/23/17 00:000.0372

EPA 6020Bmg/L 10.0100 CSWBarium 70205790.0004 02/21/17 10:45 02/23/17 00:000.0160

EPA 6020Bmg/L 10.0030 CSWBeryllium 70205790.00008 02/21/17 10:45 02/23/17 00:00ND

EPA 6020Bmg/L 10.0400 CSWBoron 70205790.0064 02/21/17 10:45 02/23/17 00:000.539

EPA 6020Bmg/L 10.0010 CSWCadmium 70205790.00007 02/21/17 10:45 02/23/17 00:00ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70205791.55 02/21/17 10:45 02/23/17 00:0574.0

EPA 6020Bmg/L 10.0100 J CSWChromium 70205790.0009 02/21/17 10:45 02/23/17 00:000.0012

EPA 6020Bmg/L 10.0100 CSWCobalt 70205790.0005 02/21/17 10:45 02/23/17 00:00ND

EPA 6020Bmg/L 10.0050 CSWLead 70205790.0001 02/21/17 10:45 02/23/17 00:00ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70205790.0017 02/21/17 10:45 02/23/17 00:00ND

EPA 6020Bmg/L 10.0100 J CSWSelenium 70205790.0010 02/21/17 10:45 02/23/17 00:000.0020

EPA 6020Bmg/L 10.0010 CSWThallium 70205790.0002 02/21/17 10:45 02/23/17 00:00ND

EPA 6020Bmg/L 10.0500 J CSWLithium 70205790.0021 02/21/17 10:45 02/23/17 00:000.0376

EPA 7470Amg/L 10.00050 MTCMercury 70205850.000041 02/21/17 11:25 02/21/17 16:31ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 27, 2017

Report No.:  AAB0672

Client ID:  Dup-1

Date/Time Sampled:  2/16/2017  12:00:00AM

Matrix:  Ground Water

Lab Number ID:  AAB0672-05

Date/Time Received:  2/18/2017   8:45:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 702059810 02/21/17 13:55 02/21/17 13:553960

Inorganic Anions

EPA 300.0mg/L 10025 RLCChloride 70206961.3 02/23/17 11:24 02/24/17 05:401900

EPA 300.0mg/L 10.30 J RLCFluoride 70206960.004 02/23/17 11:24 02/23/17 15:320.08

EPA 300.0mg/L 100100 RLCSulfate 70206969.2 02/23/17 11:24 02/24/17 05:40640

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70205790.0008 02/21/17 10:45 02/23/17 00:11ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70205790.0016 02/21/17 10:45 02/23/17 00:11ND

EPA 6020Bmg/L 50.0500 CSWBarium 70205790.0022 02/21/17 10:45 02/23/17 00:340.192

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70205790.00008 02/21/17 10:45 02/23/17 00:110.0005

EPA 6020Bmg/L 10.0400 CSWBoron 70205790.0064 02/21/17 10:45 02/23/17 00:110.0791

EPA 6020Bmg/L 10.0010 CSWCadmium 70205790.00007 02/21/17 10:45 02/23/17 00:11ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70205791.55 02/21/17 10:45 02/23/17 00:17287

EPA 6020Bmg/L 10.0100 CSWChromium 70205790.0009 02/21/17 10:45 02/23/17 00:11ND

EPA 6020Bmg/L 10.0100 CSWCobalt 70205790.0005 02/21/17 10:45 02/23/17 00:11ND

EPA 6020Bmg/L 10.0050 CSWLead 70205790.0001 02/21/17 10:45 02/23/17 00:11ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70205790.0017 02/21/17 10:45 02/23/17 00:11ND

EPA 6020Bmg/L 10.0100 J CSWSelenium 70205790.0010 02/21/17 10:45 02/23/17 00:110.0014

EPA 6020Bmg/L 10.0010 CSWThallium 70205790.0002 02/21/17 10:45 02/23/17 00:11ND

EPA 6020Bmg/L 50.0500 CSWLithium 70205790.0103 02/21/17 10:45 02/23/17 18:020.0521

EPA 7470Amg/L 10.00050 MTCMercury 70205850.000041 02/21/17 11:25 02/21/17 16:33ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 27, 2017

Report No.:  AAB0672

Client ID:  FBL021617

Date/Time Sampled:  2/16/2017   5:45:00PM

Matrix:  Water

Lab Number ID:  AAB0672-06

Date/Time Received:  2/18/2017   8:45:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 702059810 02/21/17 13:55 02/21/17 13:55ND

Inorganic Anions

EPA 300.0mg/L 10.25 J RLCChloride 70206960.01 02/23/17 11:24 02/23/17 15:520.24

EPA 300.0mg/L 10.30 RLCFluoride 70206960.004 02/23/17 11:24 02/23/17 15:52ND

EPA 300.0mg/L 11.0 J RLCSulfate 70206960.09 02/23/17 11:24 02/23/17 15:520.14

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70205790.0008 02/21/17 10:45 02/23/17 00:23ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70205790.0016 02/21/17 10:45 02/23/17 00:23ND

EPA 6020Bmg/L 10.0100 CSWBarium 70205790.0004 02/21/17 10:45 02/23/17 00:23ND

EPA 6020Bmg/L 10.0030 CSWBeryllium 70205790.00008 02/21/17 10:45 02/23/17 00:23ND

EPA 6020Bmg/L 10.0400 CSWBoron 70205790.0064 02/21/17 10:45 02/23/17 00:23ND

EPA 6020Bmg/L 10.0010 CSWCadmium 70205790.00007 02/21/17 10:45 02/23/17 00:23ND

EPA 6020Bmg/L 10.500 CSWCalcium 70205790.0311 02/21/17 10:45 02/23/17 00:23ND

EPA 6020Bmg/L 10.0100 CSWChromium 70205790.0009 02/21/17 10:45 02/23/17 00:23ND

EPA 6020Bmg/L 10.0100 CSWCobalt 70205790.0005 02/21/17 10:45 02/23/17 00:23ND

EPA 6020Bmg/L 10.0050 CSWLead 70205790.0001 02/21/17 10:45 02/23/17 00:23ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70205790.0017 02/21/17 10:45 02/23/17 00:23ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70205790.0010 02/21/17 10:45 02/23/17 00:23ND

EPA 6020Bmg/L 10.0010 CSWThallium 70205790.0002 02/21/17 10:45 02/23/17 00:23ND

EPA 6020Bmg/L 10.0500 CSWLithium 70205790.0021 02/21/17 10:45 02/23/17 00:23ND

EPA 7470Amg/L 10.00050 MTCMercury 70205850.000041 02/21/17 11:25 02/21/17 16:35ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 27, 2017

Report No.:  AAB0672

Client ID:  EQBL021617

Date/Time Sampled:  2/16/2017   5:50:00PM

Matrix:  Water

Lab Number ID:  AAB0672-07

Date/Time Received:  2/18/2017   8:45:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 702059810 02/21/17 13:55 02/21/17 13:55ND

Inorganic Anions

EPA 300.0mg/L 10.25 J RLCChloride 70206960.01 02/23/17 11:24 02/23/17 16:130.16

EPA 300.0mg/L 10.30 RLCFluoride 70206960.004 02/23/17 11:24 02/23/17 16:13ND

EPA 300.0mg/L 11.0 RLCSulfate 70206960.09 02/23/17 11:24 02/23/17 16:13ND

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70205790.0008 02/21/17 10:45 02/23/17 00:28ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70205790.0016 02/21/17 10:45 02/23/17 00:28ND

EPA 6020Bmg/L 10.0100 CSWBarium 70205790.0004 02/21/17 10:45 02/23/17 00:28ND

EPA 6020Bmg/L 10.0030 CSWBeryllium 70205790.00008 02/21/17 10:45 02/23/17 00:28ND

EPA 6020Bmg/L 10.0400 CSWBoron 70205790.0064 02/21/17 10:45 02/23/17 00:28ND

EPA 6020Bmg/L 10.0010 CSWCadmium 70205790.00007 02/21/17 10:45 02/23/17 00:28ND

EPA 6020Bmg/L 10.500 CSWCalcium 70205790.0311 02/21/17 10:45 02/23/17 00:28ND

EPA 6020Bmg/L 10.0100 CSWChromium 70205790.0009 02/21/17 10:45 02/23/17 00:28ND

EPA 6020Bmg/L 10.0100 CSWCobalt 70205790.0005 02/21/17 10:45 02/23/17 00:28ND

EPA 6020Bmg/L 10.0050 CSWLead 70205790.0001 02/21/17 10:45 02/23/17 00:28ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70205790.0017 02/21/17 10:45 02/23/17 00:28ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70205790.0010 02/21/17 10:45 02/23/17 00:28ND

EPA 6020Bmg/L 10.0010 CSWThallium 70205790.0002 02/21/17 10:45 02/23/17 00:28ND

EPA 6020Bmg/L 10.0500 CSWLithium 70205790.0021 02/21/17 10:45 02/23/17 00:28ND

EPA 7470Amg/L 10.00050 MTCMercury 70205850.000041 02/21/17 11:25 02/21/17 16:38ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 27, 2017

Report No.:  AAB0672

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

General Chemistry - Quality Control

MDL

Batch 7020598 - SM 2540 C

Blank (7020598-BLK1) Prepared & Analyzed: 02/21/17 

Total Dissolved Solids mg/LND 25 10

LCS (7020598-BS1) Prepared & Analyzed: 02/21/17 

Total Dissolved Solids mg/L391 25 400.00 84-1089810

Duplicate (7020598-DUP1) Prepared & Analyzed: 02/21/17 Source: AAB0672-03

Total Dissolved Solids mg/L4660 25 4600 10110
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 27, 2017

Report No.:  AAB0672

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Inorganic Anions - Quality Control

MDL

Batch 7020696 - EPA 300.0

Blank (7020696-BLK1) Prepared & Analyzed: 02/23/17 

Chloride mg/LND 0.25 0.01

Fluoride mg/LND 0.30 0.004

Sulfate mg/LND 1.0 0.09

LCS (7020696-BS1) Prepared & Analyzed: 02/23/17 

Chloride mg/L10.3 0.25 10.010 90-1101030.01

Fluoride mg/L10.5 0.30 10.020 90-1101050.004

Sulfate mg/L10.5 1.0 10.020 90-1101040.09

Matrix Spike (7020696-MS1) Prepared & Analyzed: 02/23/17 Source: AAB0709-04

Chloride mg/L144 0.25 10.010 235 QM-0290-110NR0.01

Fluoride mg/L10.3 0.30 10.020 0.09 90-1101020.004

Sulfate mg/L266 1.0 10.020 280 QM-0290-110NR0.09

Matrix Spike (7020696-MS2) Prepared & Analyzed: 02/23/17 Source: AAB0709-05

Chloride mg/L479 0.25 10.010 510 QM-0290-110NR0.01

Fluoride mg/L9.08 0.30 10.020 0.65 90-110840.004

Sulfate mg/L285 1.0 10.020 299 QM-0290-110NR0.09

Matrix Spike Dup (7020696-MSD1) Prepared & Analyzed: 02/23/17 Source: AAB0709-04

Chloride mg/L151 0.25 10.010 235 15 QM-0290-110NR 50.01

Fluoride mg/L10.5 0.30 10.020 0.09 1590-110104 10.004

Sulfate mg/L266 1.0 10.020 280 15 QM-0290-110NR 0.020.09
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 27, 2017

Report No.:  AAB0672

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7020579 - EPA 3005A

Blank (7020579-BLK1) Prepared: 02/21/17  Analyzed: 02/22/17 

Antimony mg/LND 0.0030 0.0008

Arsenic mg/LND 0.0050 0.0016

Barium mg/LND 0.0100 0.0004

Beryllium mg/LND 0.0030 0.00008

Boron mg/LND 0.0400 0.0064

Cadmium mg/LND 0.0010 0.00007

Calcium mg/LND 0.500 0.0311

Chromium mg/LND 0.0100 0.0009

Cobalt mg/LND 0.0100 0.0005

Copper mg/LND 0.0250 0.0005

Lead mg/LND 0.0050 0.0001

Molybdenum mg/LND 0.0100 0.0017

Nickel mg/LND 0.0100 0.0006

Selenium mg/LND 0.0100 0.0010

Silver mg/LND 0.0100 0.0005

Thallium mg/LND 0.0010 0.0002

Vanadium mg/LND 0.0100 0.0071

Zinc mg/LND 0.0100 0.0021

Lithium mg/LND 0.0500 0.0021

LCS (7020579-BS1) Prepared: 02/21/17  Analyzed: 02/22/17 

Antimony mg/L0.112 0.0030 0.10000 80-1201120.0008

Arsenic mg/L0.0982 0.0050 0.10000 80-120980.0016

Barium mg/L0.104 0.0100 0.10000 80-1201040.0004

Beryllium mg/L0.109 0.0030 0.10000 80-1201090.00008

Boron mg/L1.05 0.0400 1.0000 80-1201050.0064

Cadmium mg/L0.0999 0.0010 0.10000 80-1201000.00007

Calcium mg/L1.03 0.500 1.0000 80-1201030.0311

Chromium mg/L0.108 0.0100 0.10000 80-1201080.0009

Cobalt mg/L0.103 0.0100 0.10000 80-1201030.0005

Copper mg/L0.105 0.0250 0.10000 80-1201050.0005

Lead mg/L0.103 0.0050 0.10000 80-1201030.0001

Molybdenum mg/L0.107 0.0100 0.10000 80-1201070.0017

Nickel mg/L0.105 0.0100 0.10000 80-1201050.0006

Selenium mg/L0.103 0.0100 0.10000 80-1201030.0010

Silver mg/L0.104 0.0100 0.10000 80-1201040.0005

Thallium mg/L0.106 0.0010 0.10000 80-1201060.0002

Vanadium mg/L0.106 0.0100 0.10000 80-1201060.0071

Zinc mg/L0.105 0.0100 0.10000 80-1201050.0021

Lithium mg/L0.108 0.0500 0.10000 80-1201080.0021

Page 12 of 18



Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 27, 2017

Report No.:  AAB0672

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7020579 - EPA 3005A

Matrix Spike (7020579-MS1) Prepared: 02/21/17  Analyzed: 02/22/17 Source: AAB0667-01

Antimony mg/L0.110 0.0030 0.10000 ND 75-1251100.0008

Arsenic mg/L0.105 0.0050 0.10000 ND 75-1251050.0016

Barium mg/L0.132 0.0100 0.10000 0.0315 75-1251000.0004

Beryllium mg/L0.0966 0.0030 0.10000 ND 75-125970.00008

Boron mg/L2.80 2.00 1.0000 1.73 75-1251070.321

Cadmium mg/L0.103 0.0010 0.10000 0.0015 75-1251020.00007

Calcium mg/L126 25.0 1.0000 124 QM-0275-1251891.55

Chromium mg/L0.107 0.0100 0.10000 ND 75-1251070.0009

Cobalt mg/L0.107 0.0100 0.10000 0.0054 75-1251020.0005

Copper mg/L0.101 0.0250 0.10000 ND 75-1251010.0005

Lead mg/L0.101 0.0050 0.10000 ND 75-1251010.0001

Molybdenum mg/L0.107 0.0100 0.10000 ND 75-1251070.0017

Nickel mg/L0.108 0.0100 0.10000 0.0036 75-1251040.0006

Selenium mg/L0.105 0.0100 0.10000 0.0012 75-1251040.0010

Silver mg/L0.0976 0.0100 0.10000 ND 75-125980.0005

Thallium mg/L0.104 0.0010 0.10000 0.0003 75-1251030.0002

Vanadium mg/L0.108 0.0100 0.10000 ND 75-1251080.0071

Zinc mg/L0.130 0.0100 0.10000 0.0281 75-1251020.0021

Lithium mg/L0.0976 0.0500 0.10000 ND 75-125980.0021

Matrix Spike Dup (7020579-MSD1) Prepared: 02/21/17  Analyzed: 02/23/17 Source: AAB0667-01

Antimony mg/L0.107 0.0030 0.10000 ND 2075-125107 30.0008

Arsenic mg/L0.106 0.0050 0.10000 ND 2075-125106 0.60.0016

Barium mg/L0.132 0.0100 0.10000 0.0315 2075-125100 0.20.0004

Beryllium mg/L0.0949 0.0030 0.10000 ND 2075-12595 20.00008

Boron mg/L2.46 2.00 1.0000 1.73 20 QM-0275-12573 130.321

Cadmium mg/L0.103 0.0010 0.10000 0.0015 2075-125101 0.80.00007

Calcium mg/L115 25.0 1.0000 124 20 QM-0275-125NR 91.55

Chromium mg/L0.106 0.0100 0.10000 ND 2075-125106 10.0009

Cobalt mg/L0.108 0.0100 0.10000 0.0054 2075-125103 0.40.0005

Copper mg/L0.0211 0.0250 0.10000 ND 20 J75-12521 1310.0005

Lead mg/L0.0975 0.0050 0.10000 ND 2075-12597 40.0001

Molybdenum mg/L0.105 0.0100 0.10000 ND 2075-125105 10.0017

Nickel mg/L0.0226 0.0100 0.10000 0.0036 2075-12519 1310.0006

Selenium mg/L0.104 0.0100 0.10000 0.0012 2075-125103 10.0010

Silver mg/L0.0185 0.0100 0.10000 ND 2075-12518 1360.0005

Thallium mg/L0.101 0.0010 0.10000 0.0003 2075-125101 30.0002

Vanadium mg/L0.0214 0.0100 0.10000 ND 2075-12521 1340.0071

Zinc mg/L0.0258 0.0100 0.10000 0.0281 2075-125NR 1330.0021

Lithium mg/L0.0963 0.0500 0.10000 ND 2075-12596 10.0021
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 27, 2017

Report No.:  AAB0672

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7020579 - EPA 3005A

Post Spike (7020579-PS1) Prepared: 02/21/17  Analyzed: 02/22/17 Source: AAB0667-01

Antimony ug/L103 100.00 0.671 80-120102

Arsenic ug/L103 100.00 0.614 80-120102

Barium ug/L134 100.00 31.5 80-120102

Beryllium ug/L94.1 100.00 0.0339 80-12094

Boron ug/L2900 1000.0 1730 80-120118

Cadmium ug/L102 100.00 1.48 80-120100

Calcium ug/L124000 1000.0 124000 QM-0280-120NR

Chromium ug/L105 100.00 0.0859 80-120105

Cobalt ug/L106 100.00 5.42 80-120100

Copper ug/L95.8 100.00 0.0853 80-12096

Lead ug/L97.9 100.00 0.0468 80-12098

Molybdenum ug/L110 100.00 0.143 80-120110

Nickel ug/L103 100.00 3.62 80-120100

Selenium ug/L106 100.00 1.17 80-120104

Silver ug/L98.3 100.00 0.0059 80-12098

Thallium ug/L103 100.00 0.254 80-120102

Vanadium ug/L104 100.00 0.0861 80-120104

Zinc ug/L124 100.00 28.1 80-12096

Lithium ug/L98.4 100.00 0.412 80-12098

Batch 7020585 - EPA 7470A

Blank (7020585-BLK1) Prepared & Analyzed: 02/21/17 

Mercury mg/LND 0.00050 0.000041

LCS (7020585-BS1) Prepared & Analyzed: 02/21/17 

Mercury mg/L0.00240 0.00050 2.5000E-3 80-120960.000041
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 27, 2017

Report No.:  AAB0672

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7020585 - EPA 7470A

Matrix Spike (7020585-MS1) Prepared & Analyzed: 02/21/17 Source: AAB0668-01

Mercury mg/L0.00237 0.00050 2.5000E-3 ND 75-125950.000041

Matrix Spike Dup (7020585-MSD1) Prepared & Analyzed: 02/21/17 Source: AAB0668-01

Mercury mg/L0.00233 0.00050 2.5000E-3 ND 2075-12593 10.000041

Post Spike (7020585-PS1) Prepared & Analyzed: 02/21/17 Source: AAB0668-01

Mercury ug/L1.74 1.6667 -0.00249 80-120104
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
February 27, 2017

Legend

Definition of Laboratory Terms

ND

TIC

CFU

SOP

RL

 - Not Detected at levels equal to or greater than the MDL

 - Tentatively Identified Compound

 - Colony Forming Units

 - Method run per Pace Standard Operating Procedure

 - Reporting Limit

Definition of Qualifiers

Sample Information

N-Nitrosodiphenylamine breaks down to diphenylamine in the GCMS; both analytes are reported as 

N-Nitrososdiphenylamine. Pace is not NELAC certified for N-Nitrososdiphenylamine. 

Phthalic acid and phthalic anhydride are reported as dimethyl phthalate 

Maleic acid and maleic anhydride are reported as dimethyl malate 

1,2-Diphenylhydrazine breaks down to azobenzene in the GCMS; both analytes are reported as azobenzene

DF  - Dilution Factor

 - Method Detection LimitMDL

 - Not Detected at levels equal to or greater than the RLBRL

QM-02 The spike recovery is outside acceptance limits due to insignificant spike amount as compared to sample 

concentration.

J Estimated value less than Reporting Limit (RL) but greater than Method Detection Limit(MDL) (CLP J-Flag).

Note: Unless otherwise noted, all results are reported on an as received basis.
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LOG-IN CHECKLIST

Georgia Power

CCR EventProject: 

Client: 

Printed: 2/20/2017  9:40:41AM

Environmental Monitoring & Laboratory Analysis

(770) 734-4200  FAX (770) 734-4201

110 Technology Parkway, Peachtree Corners, GA 30092

PACE ANALYTICAL SERVICES, LLC.

Date Received: 02/18/17 08:45 Logged In By: Charles Hawks

Work Order: AAB0672

OBSERVATIONS

Attn: Mr. Joju Abraham

#Samples:  7 #Containers:  30 

 2.0  2.0

YES

Minimum Temp(C): Maximum Temp(C):

CHECKLIST ITEMS

COC included with Samples

Sample Container(s) Intact

Chain of Custody Complete

Sample Container(s) Match COC

Custody seal Intact

Temperature in Compliance

Sufficient Sample Volume for Analysis

Zero Headspace Maintained for VOA Analyses

Samples labeled preserved (If Applicable)

Samples received within Allowable Hold Times

Samples Received on Ice

Preservation Confirmed

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

Custody Seal(s) Used: Yes

Comments:
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March 14, 2017

LIMS USE: FR - MARIA PADILLA

LIMS OBJECT ID: 30211403

30211403

Project:

Pace Project No.:

RE:

Maria Padilla
GA Power
2480 Maner Rd
Atlanta, GA 30339

Plant McManus

Dear Maria Padilla:

Enclosed are the analytical results for sample(s) received by the laboratory on February 21, 2017.
The results relate only to the samples included in this report. Results reported herein conform to the
most current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual,
where applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Jacquelyn Collins

jacquelyn.collins@pacelabs.com

Project Manager
(724)850-5612

Enclosures

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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CERTIFICATIONS

Pace Project No.:

Project:

30211403

Plant McManus

Pennsylvania Certification IDs

1638 Roseytown Rd Suites 2,3&4, Greensburg, PA 15601

L-A-B DOD-ELAP Accreditation #: L2417

Alabama Certification #: 41590

Arizona Certification #: AZ0734

Arkansas Certification

California Certification #: 04222CA

Colorado Certification

Connecticut Certification #: PH-0694

Delaware Certification

Florida/TNI Certification #: E87683

Georgia Certification #: C040

Guam Certification

Hawaii Certification

Idaho Certification

Illinois Certification

Indiana Certification

Iowa Certification #: 391

Kansas/TNI Certification #: E-10358

Kentucky Certification #: 90133

Louisiana DHH/TNI Certification #: LA140008

Louisiana DEQ/TNI Certification #: 4086

Maine Certification #: PA00091

Maryland Certification #: 308

Massachusetts Certification #: M-PA1457

Michigan/PADEP Certification

Missouri Certification #: 235

Montana Certification #: Cert 0082

Nebraska Certification #: NE-05-29-14

Nevada Certification #: PA014572015-1

New Hampshire/TNI Certification #: 2976

New Jersey/TNI Certification #: PA 051

New Mexico Certification #: PA01457

New York/TNI Certification #: 10888

North Carolina Certification #: 42706

North Dakota Certification #: R-190

Oregon/TNI Certification #: PA200002

Pennsylvania/TNI Certification #: 65-00282

Puerto Rico Certification #: PA01457

Rhode Island Certification #: 65-00282

South Dakota Certification

Tennessee Certification #: TN2867

Texas/TNI Certification #: T104704188-14-8

Utah/TNI Certification #: PA014572015-5

USDA Soil Permit #: P330-14-00213

Vermont Dept. of Health: ID# VT-0282

Virgin Island/PADEP Certification

Virginia/VELAP Certification #: 460198

Washington Certification #: C868

West Virginia DEP Certification #: 143

West Virginia DHHR Certification #: 9964C

Wisconsin Certification

Wyoming Certification #: 8TMS-L

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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#=SS#

SAMPLE SUMMARY

Pace Project No.:

Project:

30211403

Plant McManus

Lab ID Sample ID Matrix Date Collected Date Received

30211403001 MCM-09 Water 02/16/17 10:16 02/21/17 09:35

30211403002 MCM-07 Water 02/16/17 12:52 02/21/17 09:35

30211403003 MCM-06 Water 02/16/17 15:32 02/21/17 09:35

30211403004 MCM-05 Water 02/16/17 17:12 02/21/17 09:35

30211403005 Dup-1 Water 02/16/17 00:00 02/21/17 09:35

30211403006 FBL021617 Water 02/16/17 17:45 02/21/17 09:35

30211403007 EQBL021617 Water 02/16/17 17:50 02/21/17 09:35

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

30211403

Plant McManus

Lab ID Sample ID Method

Analytes

ReportedAnalysts

30211403001 MCM-09 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1JAL

30211403002 MCM-07 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1JAL

30211403003 MCM-06 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1JAL

30211403004 MCM-05 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1JAL

30211403005 Dup-1 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1JAL

30211403006 FBL021617 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1JAL

30211403007 EQBL021617 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1JAL

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

30211403

Plant McManus

Sample: MCM-09 Lab ID: 30211403001 Collected: 02/16/17 10:16 Received: 02/21/17 09:35 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 2.19 ± 0.555   (0.268)
C:92% T:NA

pCi/L 03/07/17 14:50 13982-63-3EPA 9315

Radium-228 3.46 ± 1.08   (1.38)
C:46% T:75%

pCi/L 03/11/17 13:46 15262-20-1EPA 9320

Total Radium 5.65 ± 1.64   (1.65) pCi/L 03/13/17 13:18 7440-14-4Total Radium
Calculation

Sample: MCM-07 Lab ID: 30211403002 Collected: 02/16/17 12:52 Received: 02/21/17 09:35 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.62 ± 0.476   (0.287)
C:82% T:NA

pCi/L 03/07/17 14:50 13982-63-3EPA 9315

Radium-228 1.47 ± 0.899   (1.69)
C:68% T:45%

pCi/L 03/11/17 13:46 15262-20-1EPA 9320

Total Radium 3.09 ± 1.38   (1.98) pCi/L 03/13/17 13:18 7440-14-4Total Radium
Calculation

Sample: MCM-06 Lab ID: 30211403003 Collected: 02/16/17 15:32 Received: 02/21/17 09:35 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.821 ± 0.313   (0.297)
C:95% T:NA

pCi/L 03/07/17 14:50 13982-63-3EPA 9315

Radium-228 1.01 ± 0.538   (0.957)
C:66% T:76%

pCi/L 03/11/17 13:46 15262-20-1EPA 9320

Total Radium 1.83 ± 0.851   (1.25) pCi/L 03/13/17 13:18 7440-14-4Total Radium
Calculation

Sample: MCM-05 Lab ID: 30211403004 Collected: 02/16/17 17:12 Received: 02/21/17 09:35 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.07 ± 0.366   (0.263)
C:90% T:NA

pCi/L 03/07/17 14:50 13982-63-3EPA 9315

Radium-228 1.64 ± 0.753   (1.25)
C:52% T:70%

pCi/L 03/11/17 13:46 15262-20-1EPA 9320

Total Radium 2.71 ± 1.12   (1.51) pCi/L 03/13/17 13:18 7440-14-4Total Radium
Calculation

Sample: Dup-1 Lab ID: 30211403005 Collected: 02/16/17 00:00 Received: 02/21/17 09:35 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 2.13 ± 0.545   (0.263)
C:90% T:NA

pCi/L 03/07/17 14:50 13982-63-3EPA 9315

Radium-228 1.93 ± 0.688   (0.973)
C:60% T:79%

pCi/L 03/11/17 13:46 15262-20-1EPA 9320

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

30211403

Plant McManus

Sample: Dup-1 Lab ID: 30211403005 Collected: 02/16/17 00:00 Received: 02/21/17 09:35 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Total Radium 4.06 ± 1.23   (1.24) pCi/L 03/13/17 13:18 7440-14-4Total Radium
Calculation

Sample: FBL021617 Lab ID: 30211403006 Collected: 02/16/17 17:45 Received: 02/21/17 09:35 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 -0.0261 ± 0.149   (0.423)
C:91% T:NA

pCi/L 03/07/17 14:50 13982-63-3EPA 9315

Radium-228 0.214 ± 0.510   (1.14)
C:46% T:85%

pCi/L 03/11/17 13:47 15262-20-1EPA 9320

Total Radium 0.214 ± 0.659   (1.56) pCi/L 03/13/17 13:18 7440-14-4Total Radium
Calculation

Sample: EQBL021617 Lab ID: 30211403007 Collected: 02/16/17 17:50 Received: 02/21/17 09:35 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.121 ± 0.142   (0.279)
C:96% T:NA

pCi/L 03/07/17 14:50 13982-63-3EPA 9315

Radium-228 0.192 ± 0.412   (0.914)
C:59% T:77%

pCi/L 03/11/17 13:47 15262-20-1EPA 9320

Total Radium 0.313 ± 0.554   (1.19) pCi/L 03/13/17 13:18 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30211403

Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

250850

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 30211403001, 30211403002, 30211403003, 30211403004, 30211403005, 30211403006, 30211403007

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1234248

Associated Lab Samples: 30211403001, 30211403002, 30211403003, 30211403004, 30211403005, 30211403006, 30211403007

Matrix: Water

Analyzed

Radium-226 pCi/L 03/07/17 12:47-0.0495 ± 0.0516   (0.252) C:99% T:NA

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30211403

Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

250851

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 30211403001, 30211403002, 30211403003, 30211403004, 30211403005, 30211403006, 30211403007

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1234252

Associated Lab Samples: 30211403001, 30211403002, 30211403003, 30211403004, 30211403005, 30211403006, 30211403007

Matrix: Water

Analyzed

Radium-228 pCi/L 03/11/17 13:450.430 ± 0.433   (0.892) C:65% T:79%

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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QUALIFIERS

Pace Project No.:

Project:

30211403

Plant McManus

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Act - Activity

Unc - Uncertainty: SDWA = 1.96 sigma count uncertainty, all other matrices = Expanded Uncertainty (95% confidence interval).
Gamma Spec = Expanded Uncertainty (95.4% Confidence Interval)

(MDC) - Minimum Detectable Concentration

Trac - Tracer Recovery (%)

Carr - Carrier Recovery (%)

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 03/14/2017 06:57 PM

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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PACE ANALYTICAL SERVICES, LLC.

Environmental Monitoring & Laboratory Analysis
110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

Georgia Power

Project: CCR Event

Atlanta, GA 30339

2480 Maner Road

Mr. Joju Abraham

We appreciate the opportunity to provide the analytical support for your project .  The analytical results in this report are based 

upon information supplied by you, the client, and are for your exclusive use.  If you have any questions regarding this data 

package, please do not hesitate to call. 

Laboratory Report

Project #:Plant McManus

Prepared For:

Attention:

June 08, 2017

Report Number: AAF0003

Approved:

This report may not be reproduced, except in full, without written approval from Pace Analytical Services, LLC. 

All test results relate only to the samples analyzed.
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 08, 2017

Sample ID Laboratory ID Matrix Date Sampled

ANALYTICAL REPORT FOR SAMPLES

Date Received

MCM-02 AAF0003-01 05/31/17 16:09 06/01/17 09:10Ground Water

MCM-10 AAF0003-02 05/31/17 11:40 06/01/17 09:10Ground Water

MCM-11 AAF0003-03 05/31/17 10:08 06/01/17 09:10Ground Water

MCM-17 AAF0003-04 05/31/17 14:40 06/01/17 09:10Ground Water

MCM-12 AAF0003-05 05/31/17 10:02 06/01/17 09:10Ground Water

MCM-14 AAF0003-06 05/31/17 16:08 06/01/17 09:10Ground Water

Dup-1 AAF0003-07 05/31/17 00:00 06/01/17 09:10Ground Water
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 08, 2017

The Radium analysis by methods EPA 9315/9320 was performed by Pace-Pittsburgh, 1638 Roseytown Road - Suites 2, 3, 4, 

Greensburg PA 15601. The Pace-Pittsburgh lab contact is Jacquelyn Collins at 724-850-5612.

Case Narrative
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 08, 2017

Report No.:  AAF0003

Client ID:  MCM-02

Date/Time Sampled:  5/31/2017   4:09:00PM

Matrix:  Ground Water

Lab Number ID:  AAF0003-01

Date/Time Received:  6/1/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 706013610 06/06/17 13:25 06/06/17 13:25123

Inorganic Anions

EPA 300.0mg/L 10.25 SLHChloride 70600710.01 06/02/17 10:00 06/02/17 21:4039

EPA 300.0mg/L 10.30 J SLHFluoride 70600710.004 06/02/17 10:00 06/02/17 21:400.01

EPA 300.0mg/L 11.0 SLHSulfate 70600710.09 06/02/17 10:00 06/02/17 21:4046

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70600500.0003 06/02/17 10:30 06/02/17 22:00ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70600500.0004 06/02/17 10:30 06/02/17 22:00ND

EPA 6020Bmg/L 10.0100 CSWBarium 70600500.0003 06/02/17 10:30 06/02/17 22:000.127

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70600500.00007 06/02/17 10:30 06/02/17 22:000.0002

EPA 6020Bmg/L 10.0400 CSWBoron 70600500.0060 06/02/17 10:30 06/02/17 22:000.161

EPA 6020Bmg/L 10.0010 CSWCadmium 70600500.00006 06/02/17 10:30 06/02/17 22:00ND

EPA 6020Bmg/L 10.500 CSWCalcium 70600500.0104 06/02/17 10:30 06/02/17 22:005.90

EPA 6020Bmg/L 10.0100 CSWChromium 70600500.0003 06/02/17 10:30 06/02/17 22:00ND

EPA 6020Bmg/L 10.0100 J CSWCobalt 70600500.0005 06/02/17 10:30 06/02/17 22:000.0005

EPA 6020Bmg/L 10.0050 CSWLead 70600500.00007 06/02/17 10:30 06/02/17 22:00ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70600500.0006 06/02/17 10:30 06/02/17 22:00ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70600500.0014 06/02/17 10:30 06/02/17 22:00ND

EPA 6020Bmg/L 10.0010 CSWThallium 70600500.00005 06/02/17 10:30 06/02/17 22:00ND

EPA 6020Bmg/L 10.0500 CSWLithium 70600500.0011 06/02/17 10:30 06/02/17 22:00ND

EPA 7470Amg/L 10.00050 MTCMercury 70509610.000041 06/01/17 11:50 06/01/17 19:39ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 08, 2017

Report No.:  AAF0003

Client ID:  MCM-10

Date/Time Sampled:  5/31/2017  11:40:00AM

Matrix:  Ground Water

Lab Number ID:  AAF0003-02

Date/Time Received:  6/1/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 706013610 06/06/17 13:25 06/06/17 13:253360

Inorganic Anions

EPA 300.0mg/L 10025 RLCChloride 70600711.3 06/02/17 10:00 06/07/17 00:09790

EPA 300.0mg/L 10.30 SLHFluoride 70600710.004 06/02/17 10:00 06/02/17 22:011.9

EPA 300.0mg/L 100100 RLCSulfate 70600719.2 06/02/17 10:00 06/07/17 00:091400

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70600500.0003 06/02/17 10:30 06/02/17 22:23ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70600500.0004 06/02/17 10:30 06/02/17 22:230.0534

EPA 6020Bmg/L 10.0100 CSWBarium 70600500.0003 06/02/17 10:30 06/02/17 22:230.0210

EPA 6020Bmg/L 10.0030 CSWBeryllium 70600500.00007 06/02/17 10:30 06/02/17 22:230.0122

EPA 6020Bmg/L 10.0400 CSWBoron 70600500.0060 06/02/17 10:30 06/08/17 14:320.226

EPA 6020Bmg/L 10.0010 CSWCadmium 70600500.00006 06/02/17 10:30 06/02/17 22:23ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70600500.522 06/02/17 10:30 06/02/17 22:2950.8

EPA 6020Bmg/L 10.0100 J CSWChromium 70600500.0003 06/02/17 10:30 06/02/17 22:230.0027

EPA 6020Bmg/L 10.0100 CSWCobalt 70600500.0005 06/02/17 10:30 06/02/17 22:230.0202

EPA 6020Bmg/L 10.0050 CSWLead 70600500.00007 06/02/17 10:30 06/02/17 22:23ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70600500.0006 06/02/17 10:30 06/02/17 22:23ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70600500.0014 06/02/17 10:30 06/02/17 22:230.0165

EPA 6020Bmg/L 10.0010 CSWThallium 70600500.00005 06/02/17 10:30 06/02/17 22:23ND

EPA 6020Bmg/L 10.0500 CSWLithium 70600500.0011 06/02/17 10:30 06/08/17 14:320.0916

EPA 7470Amg/L 10.00050 MTCMercury 70509610.000041 06/01/17 11:50 06/01/17 19:41ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 08, 2017

Report No.:  AAF0003

Client ID:  MCM-11

Date/Time Sampled:  5/31/2017  10:08:00AM

Matrix:  Ground Water

Lab Number ID:  AAF0003-03

Date/Time Received:  6/1/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 706013610 06/06/17 13:25 06/06/17 13:25257

Inorganic Anions

EPA 300.0mg/L 51.2 RLCChloride 70600710.06 06/02/17 10:00 06/07/17 00:3098

EPA 300.0mg/L 10.30 SLHFluoride 70600710.004 06/02/17 10:00 06/02/17 22:220.85

EPA 300.0mg/L 11.0 SLHSulfate 70600710.09 06/02/17 10:00 06/02/17 22:2240

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70600500.0003 06/02/17 10:30 06/02/17 22:35ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70600500.0004 06/02/17 10:30 06/02/17 22:350.0259

EPA 6020Bmg/L 10.0100 CSWBarium 70600500.0003 06/02/17 10:30 06/02/17 22:350.0646

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70600500.00007 06/02/17 10:30 06/02/17 22:350.00007

EPA 6020Bmg/L 10.0400 CSWBoron 70600500.0060 06/02/17 10:30 06/08/17 14:380.0521

EPA 6020Bmg/L 10.0010 CSWCadmium 70600500.00006 06/02/17 10:30 06/02/17 22:35ND

EPA 6020Bmg/L 505.00 CSWCalcium 70600500.522 06/02/17 10:30 06/02/17 22:4018.6

EPA 6020Bmg/L 10.0100 CSWChromium 70600500.0003 06/02/17 10:30 06/02/17 22:35ND

EPA 6020Bmg/L 10.0100 CSWCobalt 70600500.0005 06/02/17 10:30 06/02/17 22:35ND

EPA 6020Bmg/L 10.0050 CSWLead 70600500.00007 06/02/17 10:30 06/02/17 22:35ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70600500.0006 06/02/17 10:30 06/02/17 22:35ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70600500.0014 06/02/17 10:30 06/02/17 22:35ND

EPA 6020Bmg/L 10.0010 CSWThallium 70600500.00005 06/02/17 10:30 06/02/17 22:35ND

EPA 6020Bmg/L 10.0500 J CSWLithium 70600500.0011 06/02/17 10:30 06/02/17 22:350.0047

EPA 7470Amg/L 10.00050 MTCMercury 70509610.000041 06/01/17 11:50 06/01/17 19:43ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 08, 2017

Report No.:  AAF0003

Client ID:  MCM-17

Date/Time Sampled:  5/31/2017   2:40:00PM

Matrix:  Ground Water

Lab Number ID:  AAF0003-04

Date/Time Received:  6/1/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 706013610 06/06/17 13:25 06/06/17 13:255050

Inorganic Anions

EPA 300.0mg/L 10025 RLCChloride 70600711.3 06/02/17 10:00 06/07/17 02:132500

EPA 300.0mg/L 10.30 SLHFluoride 70600710.004 06/02/17 10:00 06/02/17 22:441.3

EPA 300.0mg/L 100100 RLCSulfate 70600719.2 06/02/17 10:00 06/07/17 02:13260

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70600500.0003 06/02/17 10:30 06/02/17 22:46ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 70600500.0004 06/02/17 10:30 06/02/17 22:460.0018

EPA 6020Bmg/L 10.0100 CSWBarium 70600500.0003 06/02/17 10:30 06/02/17 22:460.0610

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70600500.00007 06/02/17 10:30 06/02/17 22:460.0002

EPA 6020Bmg/L 502.00 CSWBoron 70600500.302 06/02/17 10:30 06/08/17 14:442.24

EPA 6020Bmg/L 10.0010 CSWCadmium 70600500.00006 06/02/17 10:30 06/02/17 22:46ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70600500.522 06/02/17 10:30 06/02/17 22:52122

EPA 6020Bmg/L 10.0100 CSWChromium 70600500.0003 06/02/17 10:30 06/02/17 22:460.0109

EPA 6020Bmg/L 10.0100 CSWCobalt 70600500.0005 06/02/17 10:30 06/02/17 22:46ND

EPA 6020Bmg/L 10.0050 CSWLead 70600500.00007 06/02/17 10:30 06/02/17 22:46ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70600500.0006 06/02/17 10:30 06/02/17 22:46ND

EPA 6020Bmg/L 10.0100 J CSWSelenium 70600500.0014 06/02/17 10:30 06/02/17 22:460.0018

EPA 6020Bmg/L 10.0010 CSWThallium 70600500.00005 06/02/17 10:30 06/02/17 22:46ND

EPA 6020Bmg/L 10.0500 J CSWLithium 70600500.0011 06/02/17 10:30 06/02/17 22:460.0190

EPA 7470Amg/L 10.00050 MTCMercury 70509610.000041 06/01/17 11:50 06/01/17 19:46ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 08, 2017

Report No.:  AAF0003

Client ID:  MCM-12

Date/Time Sampled:  5/31/2017  10:02:00AM

Matrix:  Ground Water

Lab Number ID:  AAF0003-05

Date/Time Received:  6/1/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 706013610 06/06/17 13:25 06/06/17 13:251920

Inorganic Anions

EPA 300.0mg/L 205.0 RLCChloride 70600710.26 06/02/17 10:00 06/08/17 11:26740

EPA 300.0mg/L 10.30 SLHFluoride 70600710.004 06/02/17 10:00 06/02/17 23:261.2

EPA 300.0mg/L 11.0 SLHSulfate 70600710.09 06/02/17 10:00 06/02/17 23:262.5

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70600500.0003 06/02/17 10:30 06/02/17 22:57ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 70600500.0004 06/02/17 10:30 06/02/17 22:570.0007

EPA 6020Bmg/L 10.0100 CSWBarium 70600500.0003 06/02/17 10:30 06/02/17 22:570.131

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70600500.00007 06/02/17 10:30 06/02/17 22:570.0005

EPA 6020Bmg/L 100.400 CSWBoron 70600500.0604 06/02/17 10:30 06/08/17 14:501.38

EPA 6020Bmg/L 10.0010 CSWCadmium 70600500.00006 06/02/17 10:30 06/02/17 22:57ND

EPA 6020Bmg/L 10.500 CSWCalcium 70600500.0104 06/02/17 10:30 06/02/17 22:578.85

EPA 6020Bmg/L 10.0100 J CSWChromium 70600500.0003 06/02/17 10:30 06/02/17 22:570.0052

EPA 6020Bmg/L 10.0100 J CSWCobalt 70600500.0005 06/02/17 10:30 06/02/17 22:570.0005

EPA 6020Bmg/L 10.0050 J CSWLead 70600500.00007 06/02/17 10:30 06/02/17 22:570.00009

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70600500.0006 06/02/17 10:30 06/02/17 22:57ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70600500.0014 06/02/17 10:30 06/02/17 22:57ND

EPA 6020Bmg/L 10.0010 CSWThallium 70600500.00005 06/02/17 10:30 06/02/17 22:57ND

EPA 6020Bmg/L 10.0500 J CSWLithium 70600500.0011 06/02/17 10:30 06/02/17 22:570.0110

EPA 7470Amg/L 10.00050 MTCMercury 70509610.000041 06/01/17 11:50 06/01/17 19:48ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 08, 2017

Report No.:  AAF0003

Client ID:  MCM-14

Date/Time Sampled:  5/31/2017   4:08:00PM

Matrix:  Ground Water

Lab Number ID:  AAF0003-06

Date/Time Received:  6/1/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 706013610 06/06/17 13:25 06/06/17 13:251740

Inorganic Anions

EPA 300.0mg/L 205.0 RLCChloride 70600710.26 06/02/17 10:00 06/08/17 11:47820

EPA 300.0mg/L 10.30 SLHFluoride 70600710.004 06/02/17 10:00 06/02/17 23:470.56

EPA 300.0mg/L 1010 FDSSulfate 70600710.92 06/02/17 10:00 06/07/17 02:5561

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70600500.0003 06/02/17 10:30 06/02/17 23:09ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 70600500.0004 06/02/17 10:30 06/02/17 23:090.0008

EPA 6020Bmg/L 10.0100 CSWBarium 70600500.0003 06/02/17 10:30 06/02/17 23:090.0199

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70600500.00007 06/02/17 10:30 06/02/17 23:090.0001

EPA 6020Bmg/L 50.200 CSWBoron 70600500.0302 06/02/17 10:30 06/08/17 14:550.503

EPA 6020Bmg/L 10.0010 CSWCadmium 70600500.00006 06/02/17 10:30 06/02/17 23:09ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70600500.522 06/02/17 10:30 06/02/17 23:1573.6

EPA 6020Bmg/L 10.0100 J CSWChromium 70600500.0003 06/02/17 10:30 06/02/17 23:090.0019

EPA 6020Bmg/L 10.0100 CSWCobalt 70600500.0005 06/02/17 10:30 06/02/17 23:09ND

EPA 6020Bmg/L 10.0050 CSWLead 70600500.00007 06/02/17 10:30 06/02/17 23:09ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70600500.0006 06/02/17 10:30 06/02/17 23:09ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70600500.0014 06/02/17 10:30 06/02/17 23:09ND

EPA 6020Bmg/L 10.0010 CSWThallium 70600500.00005 06/02/17 10:30 06/02/17 23:09ND

EPA 6020Bmg/L 10.0500 J CSWLithium 70600500.0011 06/02/17 10:30 06/02/17 23:090.0106

EPA 7470Amg/L 10.00050 MTCMercury 70509610.000041 06/01/17 11:50 06/01/17 19:55ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 08, 2017

Report No.:  AAF0003

Client ID:  Dup-1

Date/Time Sampled:  5/31/2017  12:00:00AM

Matrix:  Ground Water

Lab Number ID:  AAF0003-07

Date/Time Received:  6/1/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 706013610 06/06/17 13:25 06/06/17 13:251790

Inorganic Anions

EPA 300.0mg/L 205.0 RLCChloride 70600710.26 06/02/17 10:00 06/08/17 12:07810

EPA 300.0mg/L 10.30 SLHFluoride 70600710.004 06/02/17 10:00 06/03/17 00:090.53

EPA 300.0mg/L 1010 RLCSulfate 70600710.92 06/02/17 10:00 06/07/17 03:1569

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70600500.0003 06/02/17 10:30 06/02/17 23:32ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 70600500.0004 06/02/17 10:30 06/02/17 23:320.0008

EPA 6020Bmg/L 10.0100 CSWBarium 70600500.0003 06/02/17 10:30 06/02/17 23:320.0197

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70600500.00007 06/02/17 10:30 06/02/17 23:320.0001

EPA 6020Bmg/L 50.200 CSWBoron 70600500.0302 06/02/17 10:30 06/08/17 15:010.514

EPA 6020Bmg/L 10.0010 CSWCadmium 70600500.00006 06/02/17 10:30 06/02/17 23:32ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70600500.522 06/02/17 10:30 06/02/17 23:3772.2

EPA 6020Bmg/L 10.0100 J CSWChromium 70600500.0003 06/02/17 10:30 06/02/17 23:320.0018

EPA 6020Bmg/L 10.0100 CSWCobalt 70600500.0005 06/02/17 10:30 06/02/17 23:32ND

EPA 6020Bmg/L 10.0050 CSWLead 70600500.00007 06/02/17 10:30 06/02/17 23:32ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70600500.0006 06/02/17 10:30 06/02/17 23:32ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70600500.0014 06/02/17 10:30 06/02/17 23:32ND

EPA 6020Bmg/L 10.0010 CSWThallium 70600500.00005 06/02/17 10:30 06/02/17 23:32ND

EPA 6020Bmg/L 10.0500 J CSWLithium 70600500.0011 06/02/17 10:30 06/02/17 23:320.0106

EPA 7470Amg/L 10.00050 MTCMercury 70509610.000041 06/01/17 11:50 06/01/17 19:58ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 08, 2017

Report No.:  AAF0003

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

General Chemistry - Quality Control

MDL

Batch 7060136 - SM 2540 C

Blank (7060136-BLK1) Prepared & Analyzed: 06/06/17 

Total Dissolved Solids mg/LND 25 10

LCS (7060136-BS1) Prepared & Analyzed: 06/06/17 

Total Dissolved Solids mg/L377 25 400.00 84-1089410

Duplicate (7060136-DUP1) Prepared & Analyzed: 06/06/17 Source: AAF0003-04

Total Dissolved Solids mg/L5080 25 5050 100.510
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 08, 2017

Report No.:  AAF0003

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Inorganic Anions - Quality Control

MDL

Batch 7060071 - EPA 300.0

Blank (7060071-BLK1) Prepared & Analyzed: 06/02/17 

Chloride mg/LND 0.25 0.01

Fluoride mg/LND 0.30 0.004

Sulfate mg/LND 1.0 0.09

LCS (7060071-BS1) Prepared & Analyzed: 06/02/17 

Chloride mg/L10.3 0.25 10.020 90-1101020.01

Fluoride mg/L10.4 0.30 10.020 90-1101040.004

Sulfate mg/L10.4 1.0 10.050 90-1101040.09

Matrix Spike (7060071-MS1) Prepared & Analyzed: 06/02/17 Source: AAE0946-05

Chloride mg/L46.3 0.25 10.020 40.5 QM-0290-110570.01

Fluoride mg/L10.6 0.30 10.020 0.15 90-1101050.004

Sulfate mg/L107 1.0 10.050 108 QM-0290-110NR0.09

Matrix Spike (7060071-MS2) Prepared & Analyzed: 06/02/17 Source: AAF0003-04

Chloride mg/L662 0.25 10.020 707 QM-0290-110NR0.01

Fluoride mg/L10.5 0.30 10.020 1.29 90-110920.004

Sulfate mg/L198 1.0 10.050 207 QM-0290-110NR0.09

Matrix Spike Dup (7060071-MSD1) Prepared & Analyzed: 06/02/17 Source: AAE0946-05

Chloride mg/L46.3 0.25 10.020 40.5 15 QM-0290-11057 0.010.01

Fluoride mg/L10.6 0.30 10.020 0.15 1590-110104 0.070.004

Sulfate mg/L107 1.0 10.050 108 15 QM-0290-110NR 0.070.09
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 08, 2017

Report No.:  AAF0003

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7050961 - EPA 7470A

Blank (7050961-BLK1) Prepared & Analyzed: 06/01/17 

Mercury mg/LND 0.00050 0.000041

LCS (7050961-BS1) Prepared & Analyzed: 06/01/17 

Mercury mg/L0.00239 0.00050 2.5000E-3 80-120960.000041

Duplicate (7050961-DUP1) Prepared & Analyzed: 06/01/17 Source: AAE0833-44RE1

Mercury mg/L0.00079 0.00050 0.00082 2030.000041

Duplicate (7050961-DUP2) Prepared & Analyzed: 06/01/17 Source: AAE0833-45RE1

Mercury mg/L0.00068 0.00050 0.00067 2010.000041

Matrix Spike (7050961-MS1) Prepared & Analyzed: 06/01/17 Source: AAE0946-03

Mercury mg/L0.00239 0.00050 2.5000E-3 ND 75-125960.000041

Matrix Spike Dup (7050961-MSD1) Prepared & Analyzed: 06/01/17 Source: AAE0946-03

Mercury mg/L0.00235 0.00050 2.5000E-3 ND 2075-12594 20.000041

Post Spike (7050961-PS1) Prepared & Analyzed: 06/01/17 Source: AAE0946-03

Mercury ug/L1.74 1.6667 0.00413 80-120104

Batch 7060050 - EPA 3005A

Blank (7060050-BLK1) Prepared & Analyzed: 06/02/17 

Antimony mg/LND 0.0030 0.0003

Arsenic mg/LND 0.0050 0.0004

Barium mg/LND 0.0100 0.0003

Beryllium mg/LND 0.0030 0.00007

Boron mg/LND 0.0400 0.0060

Cadmium mg/LND 0.0010 0.00006

Calcium mg/LND 0.500 0.0104

Chromium mg/LND 0.0100 0.0003

Cobalt mg/LND 0.0100 0.0005

Copper mg/LND 0.0250 0.0003

Lead mg/LND 0.0050 0.00007

Molybdenum mg/LND 0.0100 0.0006

Nickel mg/LND 0.0100 0.0003

Selenium mg/LND 0.0100 0.0014

Silver mg/LND 0.0100 0.0003

Thallium mg/LND 0.0010 0.00005

Vanadium mg/LND 0.0100 0.0014

Zinc mg/LND 0.0100 0.0013

Lithium mg/LND 0.0500 0.0011
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 08, 2017

Report No.:  AAF0003

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7060050 - EPA 3005A

LCS (7060050-BS1) Prepared & Analyzed: 06/02/17 

Antimony mg/L0.107 0.0030 0.10000 80-1201070.0003

Arsenic mg/L0.103 0.0050 0.10000 80-1201030.0004

Barium mg/L0.105 0.0100 0.10000 80-1201050.0003

Beryllium mg/L0.102 0.0030 0.10000 80-1201020.00007

Boron mg/L1.05 0.0400 1.0000 80-1201050.0060

Cadmium mg/L0.103 0.0010 0.10000 80-1201030.00006

Calcium mg/L1.06 0.500 1.0000 80-1201060.0104

Chromium mg/L0.103 0.0100 0.10000 80-1201030.0003

Cobalt mg/L0.104 0.0100 0.10000 80-1201040.0005

Copper mg/L0.104 0.0250 0.10000 80-1201040.0003

Lead mg/L0.100 0.0050 0.10000 80-1201000.00007

Molybdenum mg/L0.104 0.0100 0.10000 80-1201040.0006

Nickel mg/L0.104 0.0100 0.10000 80-1201040.0003

Selenium mg/L0.104 0.0100 0.10000 80-1201040.0014

Silver mg/L0.104 0.0100 0.10000 80-1201040.0003

Thallium mg/L0.102 0.0010 0.10000 80-1201020.00005

Vanadium mg/L0.105 0.0100 0.10000 80-1201050.0014

Zinc mg/L0.105 0.0100 0.10000 80-1201050.0013

Lithium mg/L0.108 0.0500 0.10000 80-1201080.0011

Matrix Spike (7060050-MS1) Prepared & Analyzed: 06/02/17 Source: AAF0003-01

Antimony mg/L0.109 0.0030 0.10000 ND 75-1251090.0003

Arsenic mg/L0.104 0.0050 0.10000 ND 75-1251040.0004

Barium mg/L0.368 0.0100 0.10000 0.127 QM-0275-1252400.0003

Beryllium mg/L0.0976 0.0030 0.10000 0.0002 75-125970.00007

Boron mg/L1.21 0.0400 1.0000 0.161 75-1251040.0060

Cadmium mg/L0.105 0.0010 0.10000 ND 75-1251050.00006

Calcium mg/L7.25 0.500 1.0000 5.90 QM-0275-1251350.0104

Chromium mg/L0.104 0.0100 0.10000 ND 75-1251040.0003

Cobalt mg/L0.106 0.0100 0.10000 0.0005 75-1251050.0005

Copper mg/L0.104 0.0250 0.10000 ND 75-1251040.0003

Lead mg/L0.0997 0.0050 0.10000 ND 75-1251000.00007

Molybdenum mg/L0.108 0.0100 0.10000 ND 75-1251080.0006

Nickel mg/L0.104 0.0100 0.10000 ND 75-1251040.0003

Selenium mg/L0.103 0.0100 0.10000 ND 75-1251030.0014

Silver mg/L0.104 0.0100 0.10000 ND 75-1251040.0003

Thallium mg/L0.101 0.0010 0.10000 ND 75-1251010.00005

Vanadium mg/L0.108 0.0100 0.10000 0.0020 75-1251060.0014

Zinc mg/L0.106 0.0100 0.10000 0.0017 75-1251050.0013

Lithium mg/L0.105 0.0500 0.10000 ND 75-1251050.0011
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 08, 2017

Report No.:  AAF0003

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7060050 - EPA 3005A

Matrix Spike Dup (7060050-MSD1) Prepared & Analyzed: 06/02/17 Source: AAF0003-01

Antimony mg/L0.109 0.0030 0.10000 ND 2075-125109 0.070.0003

Arsenic mg/L0.106 0.0050 0.10000 ND 2075-125106 10.0004

Barium mg/L0.369 0.0100 0.10000 0.127 20 QM-0275-125242 0.40.0003

Beryllium mg/L0.101 0.0030 0.10000 0.0002 2075-125101 30.00007

Boron mg/L1.20 0.0400 1.0000 0.161 2075-125104 0.30.0060

Cadmium mg/L0.106 0.0010 0.10000 ND 2075-125106 10.00006

Calcium mg/L7.06 0.500 1.0000 5.90 2075-125115 30.0104

Chromium mg/L0.106 0.0100 0.10000 ND 2075-125106 20.0003

Cobalt mg/L0.106 0.0100 0.10000 0.0005 2075-125105 0.20.0005

Copper mg/L0.103 0.0250 0.10000 ND 2075-125103 0.60.0003

Lead mg/L0.102 0.0050 0.10000 ND 2075-125102 20.00007

Molybdenum mg/L0.108 0.0100 0.10000 ND 2075-125108 0.70.0006

Nickel mg/L0.102 0.0100 0.10000 ND 2075-125102 10.0003

Selenium mg/L0.106 0.0100 0.10000 ND 2075-125106 30.0014

Silver mg/L0.104 0.0100 0.10000 ND 2075-125104 0.50.0003

Thallium mg/L0.102 0.0010 0.10000 ND 2075-125102 10.00005

Vanadium mg/L0.110 0.0100 0.10000 0.0020 2075-125108 10.0014

Zinc mg/L0.106 0.0100 0.10000 0.0017 2075-125104 0.60.0013

Lithium mg/L0.105 0.0500 0.10000 ND 2075-125105 0.50.0011

Post Spike (7060050-PS1) Prepared & Analyzed: 06/02/17 Source: AAF0003-01

Antimony ug/L107 100.00 0.201 80-120107

Arsenic ug/L106 100.00 0.335 80-120106

Barium ug/L364 100.00 127 QM-0280-120236

Beryllium ug/L98.7 100.00 0.154 80-12099

Boron ug/L1180 1000.0 161 80-120102

Cadmium ug/L104 100.00 -0.0253 80-120104

Calcium ug/L7050 1000.0 5900 80-120115

Chromium ug/L105 100.00 0.294 80-120105

Cobalt ug/L106 100.00 0.469 80-120105

Copper ug/L105 100.00 -0.0871 80-120105

Lead ug/L98.9 100.00 0.0116 80-12099

Molybdenum ug/L108 100.00 0.0245 80-120108

Nickel ug/L106 100.00 0.122 80-120106

Selenium ug/L106 100.00 0.311 80-120105

Silver ug/L104 100.00 -0.0010 80-120104

Thallium ug/L100 100.00 0.0252 80-120100

Vanadium ug/L109 100.00 1.97 80-120107

Zinc ug/L108 100.00 1.66 80-120106

Lithium ug/L104 100.00 0.331 80-120103
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 08, 2017

Legend

Definition of Laboratory Terms

ND

TIC

CFU

SOP

RL

 - Not Detected at levels equal to or greater than the MDL

 - Tentatively Identified Compound

 - Colony Forming Units

 - Method run per Pace Standard Operating Procedure

 - Reporting Limit

Definition of Qualifiers

Sample Information

N-Nitrosodiphenylamine breaks down to diphenylamine in the GCMS; both analytes are reported as 

N-Nitrososdiphenylamine. Pace is not NELAC certified for N-Nitrososdiphenylamine. 

Phthalic acid and phthalic anhydride are reported as dimethyl phthalate 

Maleic acid and maleic anhydride are reported as dimethyl malate 

1,2-Diphenylhydrazine breaks down to azobenzene in the GCMS; both analytes are reported as azobenzene

DF  - Dilution Factor

 - Method Detection LimitMDL

 - Not Detected at levels equal to or greater than the RLBRL

QM-02 The spike recovery is outside acceptance limits due to insignificant spike amount as compared to sample 

concentration.

J Estimated value less than Reporting Limit (RL) but greater than Method Detection Limit(MDL) (CLP J-Flag).

Note: Unless otherwise noted, all results are reported on an as received basis.
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 08, 2017

Report Notes

The sample type was not listed on the COC.   MMR
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LOG-IN CHECKLIST

Georgia Power

CCR EventProject: 

Client: 

Printed: 6/2/2017  3:23:55PM

Environmental Monitoring & Laboratory Analysis

(770) 734-4200  FAX (770) 734-4201

110 Technology Parkway, Peachtree Corners, GA 30092

PACE ANALYTICAL SERVICES, LLC.

Date Received: 06/01/17 09:10 Logged In By: Mohammad M. Rahman

Work Order: AAF0003

OBSERVATIONS

Attn: Mr. Joju Abraham

#Samples:  7 #Containers:  30 

 2.3  2.3

YES

Minimum Temp(C): Maximum Temp(C):

CHECKLIST ITEMS

COC included with Samples

Sample Container(s) Intact

Chain of Custody Complete

Sample Container(s) Match COC

Custody seal Intact

Temperature in Compliance

Sufficient Sample Volume for Analysis

Zero Headspace Maintained for VOA Analyses

Samples labeled preserved (If Applicable)

Samples received within Allowable Hold Times

Samples Received on Ice

Preservation Confirmed

YES

NO

YES

N/A

YES

YES

YES

YES

YES

YES

YES

Custody Seal(s) Used: No

The sample type was not listed on the COC.   MMR

Comments:
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June 22, 2017

LIMS USE: FR - MARIA PADILLA

LIMS OBJECT ID: 30220542

30220542

Project:

Pace Project No.:

RE:

Maria Padilla
GA Power
2480 Maner Rd
Atlanta, GA 30339

AAF0003 Plant McManus

Dear Maria Padilla:

Enclosed are the analytical results for sample(s) received by the laboratory on June 02, 2017. The
results relate only to the samples included in this report. Results reported herein conform to the most
current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual, where
applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Jacquelyn Collins

jacquelyn.collins@pacelabs.com

Project Manager
(724)850-5612

Enclosures

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600

Page 1 of 18
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CERTIFICATIONS

Pace Project No.:

Project:

30220542

AAF0003 Plant McManus

Pennsylvania Certification IDs

1638 Roseytown Rd Suites 2,3&4, Greensburg, PA 15601

L-A-B DOD-ELAP Accreditation #: L2417

Alabama Certification #: 41590

Arizona Certification #: AZ0734

Arkansas Certification

California Certification #: 04222CA

Colorado Certification

Connecticut Certification #: PH-0694

Delaware Certification

Florida/TNI Certification #: E87683

Georgia Certification #: C040

Guam Certification

Hawaii Certification

Idaho Certification

Illinois Certification

Indiana Certification

Iowa Certification #: 391

Kansas/TNI Certification #: E-10358

Kentucky Certification #: 90133

Louisiana DHH/TNI Certification #: LA140008

Louisiana DEQ/TNI Certification #: 4086

Maine Certification #: PA00091

Maryland Certification #: 308

Massachusetts Certification #: M-PA1457

Michigan/PADEP Certification

Missouri Certification #: 235

Montana Certification #: Cert 0082

Nebraska Certification #: NE-05-29-14

Nevada Certification #: PA014572015-1

New Hampshire/TNI Certification #: 2976

New Jersey/TNI Certification #: PA 051

New Mexico Certification #: PA01457

New York/TNI Certification #: 10888

North Carolina Certification #: 42706

North Dakota Certification #: R-190

Oregon/TNI Certification #: PA200002

Pennsylvania/TNI Certification #: 65-00282

Puerto Rico Certification #: PA01457

Rhode Island Certification #: 65-00282

South Dakota Certification

Tennessee Certification #: TN2867

Texas/TNI Certification #: T104704188-14-8

Utah/TNI Certification #: PA014572015-5

USDA Soil Permit #: P330-14-00213

Vermont Dept. of Health: ID# VT-0282

Virgin Island/PADEP Certification

Virginia/VELAP Certification #: 460198

Washington Certification #: C868

West Virginia DEP Certification #: 143

West Virginia DHHR Certification #: 9964C

Wisconsin Certification

Wyoming Certification #: 8TMS-L

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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SAMPLE SUMMARY

Pace Project No.:

Project:

30220542

AAF0003 Plant McManus

Lab ID Sample ID Matrix Date Collected Date Received

30220542001 MCM-02 Water 05/31/17 16:09 06/02/17 09:45

30220542002 MCM-10 Water 05/31/17 11:40 06/02/17 09:45

30220542003 MCM-11 Water 05/31/17 10:08 06/02/17 09:45

30220542004 MCM-17 Water 05/31/17 14:40 06/02/17 09:45

30220542005 MCM-12 Water 05/31/17 10:02 06/02/17 09:45

30220542006 MCM-14 Water 05/31/17 16:08 06/02/17 09:45

30220542007 Dup-1 Water 05/31/17 00:00 06/02/17 09:45

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

30220542

AAF0003 Plant McManus

Lab ID Sample ID Method

Analytes

ReportedAnalysts

30220542001 MCM-02 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1CMC

30220542002 MCM-10 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1CMC

30220542003 MCM-11 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1CMC

30220542004 MCM-17 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1CMC

30220542005 MCM-12 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1CMC

30220542006 MCM-14 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC

30220542007 Dup-1 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600

Page 4 of 18



#=ARR#

ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

30220542

AAF0003 Plant McManus

Sample: MCM-02 Lab ID: 30220542001 Collected: 05/31/17 16:09 Received: 06/02/17 09:45 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.644 ± 0.303   (0.372)
C:82% T:NA

pCi/L 06/08/17 12:14 13982-63-3EPA 9315

Radium-228 0.523 ± 0.462   (0.933)
C:81% T:87%

pCi/L 06/14/17 18:22 15262-20-1EPA 9320

Total Radium 1.17 ± 0.765   (1.31) pCi/L 06/22/17 14:52 7440-14-4Total Radium
Calculation

Sample: MCM-10 Lab ID: 30220542002 Collected: 05/31/17 11:40 Received: 06/02/17 09:45 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.97 ± 0.549   (0.452)
C:88% T:NA

pCi/L 06/08/17 12:14 13982-63-3EPA 9315

Radium-228 1.48 ± 0.587   (0.884)
C:79% T:84%

pCi/L 06/14/17 18:22 15262-20-1EPA 9320

Total Radium 3.45 ± 1.14   (1.34) pCi/L 06/20/17 08:32 7440-14-4Total Radium
Calculation

Sample: MCM-11 Lab ID: 30220542003 Collected: 05/31/17 10:08 Received: 06/02/17 09:45 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.649 ± 0.285   (0.327)
C:97% T:NA

pCi/L 06/08/17 12:14 13982-63-3EPA 9315

Radium-228 0.553 ± 0.438   (0.857)
C:77% T:85%

pCi/L 06/14/17 18:22 15262-20-1EPA 9320

Total Radium 1.20 ± 0.723   (1.18) pCi/L 06/20/17 08:32 7440-14-4Total Radium
Calculation

Sample: MCM-17 Lab ID: 30220542004 Collected: 05/31/17 14:40 Received: 06/02/17 09:45 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.22 ± 0.643   (0.808)
C:88% T:NA

pCi/L 06/08/17 12:14 13982-63-3EPA 9315

Radium-228 0.695 ± 0.542   (1.06)
C:69% T:76%

pCi/L 06/14/17 18:22 15262-20-1EPA 9320

Total Radium 1.92 ± 1.19   (1.87) pCi/L 06/20/17 08:32 7440-14-4Total Radium
Calculation

Sample: MCM-12 Lab ID: 30220542005 Collected: 05/31/17 10:02 Received: 06/02/17 09:45 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.10 ± 0.602   (0.825)
C:96% T:NA

pCi/L 06/08/17 12:14 13982-63-3EPA 9315

Radium-228 1.52 ± 0.591   (0.892)
C:77% T:90%

pCi/L 06/14/17 18:22 15262-20-1EPA 9320

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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#=ARR#

ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

30220542

AAF0003 Plant McManus

Sample: MCM-12 Lab ID: 30220542005 Collected: 05/31/17 10:02 Received: 06/02/17 09:45 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Total Radium 2.62 ± 1.19   (1.72) pCi/L 06/20/17 08:32 7440-14-4Total Radium
Calculation

Sample: MCM-14 Lab ID: 30220542006 Collected: 05/31/17 16:08 Received: 06/02/17 09:45 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.356 ± 0.193   (0.252)
C:78% T:NA

pCi/L 06/12/17 08:27 13982-63-3EPA 9315

Radium-228 1.41 ± 0.656   (1.13)
C:75% T:58%

pCi/L 06/20/17 11:39 15262-20-1EPA 9320

Total Radium 1.77 ± 0.849   (1.38) pCi/L 06/21/17 14:09 7440-14-4Total Radium
Calculation

Sample: Dup-1 Lab ID: 30220542007 Collected: 05/31/17 00:00 Received: 06/02/17 09:45 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.541 ± 0.262   (0.370)
C:78% T:NA

pCi/L 06/12/17 08:27 13982-63-3EPA 9315

Radium-228 0.945 ± 0.591   (1.11)
C:73% T:55%

pCi/L 06/20/17 11:39 15262-20-1EPA 9320

Total Radium 1.49 ± 0.853   (1.48) pCi/L 06/21/17 14:09 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30220542

AAF0003 Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

260846

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 30220542001, 30220542002, 30220542003, 30220542004, 30220542005

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1284545

Associated Lab Samples: 30220542001, 30220542002, 30220542003, 30220542004, 30220542005

Matrix: Water

Analyzed

Radium-226 pCi/L 06/08/17 10:000.0515 ± 0.131   (0.318) C:85% T:NA

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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#=QCR#

QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30220542

AAF0003 Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

261089

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 30220542006, 30220542007

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1285496

Associated Lab Samples: 30220542006, 30220542007

Matrix: Water

Analyzed

Radium-228 pCi/L 06/20/17 11:390.769 ± 0.411   (0.745) C:79% T:83%

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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#=QCR#

QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30220542

AAF0003 Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

261179

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 30220542006, 30220542007

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1285893

Associated Lab Samples: 30220542006, 30220542007

Matrix: Water

Analyzed

Radium-226 pCi/L 06/12/17 08:270.103 ± 0.109   (0.204) C:89% T:NA

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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#=QCR#

QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30220542

AAF0003 Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

260865

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 30220542001, 30220542002, 30220542003, 30220542004, 30220542005

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1284599

Associated Lab Samples: 30220542001, 30220542002, 30220542003, 30220542004, 30220542005

Matrix: Water

Analyzed

Radium-228 pCi/L 06/14/17 11:310.187 ± 0.335   (0.733) C:75% T:86%

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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QUALIFIERS

Pace Project No.:

Project:

30220542

AAF0003 Plant McManus

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Act - Activity

Unc - Uncertainty: SDWA = 1.96 sigma count uncertainty, all other matrices = Expanded Uncertainty (95% confidence interval).
Gamma Spec = Expanded Uncertainty (95.4% Confidence Interval)

(MDC) - Minimum Detectable Concentration

Trac - Tracer Recovery (%)

Carr - Carrier Recovery (%)

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 06/22/2017 05:33 PM

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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PACE ANALYTICAL SERVICES, LLC.

Environmental Monitoring & Laboratory Analysis
110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

Georgia Power

Project: CCR Event

Atlanta, GA 30339

2480 Maner Road

Mr. Joju Abraham

We appreciate the opportunity to provide the analytical support for your project .  The analytical results in this report are based 

upon information supplied by you, the client, and are for your exclusive use.  If you have any questions regarding this data 

package, please do not hesitate to call. 

Laboratory Report

Project #:Plant McManus

Prepared For:

Attention:

June 13, 2017

Report Number: AAF0065

Approved:

This report may not be reproduced, except in full, without written approval from Pace Analytical Services, LLC. 

All test results relate only to the samples analyzed.
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 13, 2017

Sample ID Laboratory ID Matrix Date Sampled

ANALYTICAL REPORT FOR SAMPLES

Date Received

MCM-04 AAF0065-01 06/01/17 15:17 06/02/17 09:05Ground Water

MCM-08 AAF0065-02 06/01/17 09:05 06/02/17 09:05Ground Water

MCM-01 AAF0065-03 06/01/17 09:38 06/02/17 09:05Ground Water

MCM-16 AAF0065-04 06/01/17 11:36 06/02/17 09:05Ground Water

EQBL060117 AAF0065-05 06/01/17 15:50 06/02/17 09:05Water

FBL060117 AAF0065-06 06/01/17 16:46 06/02/17 09:05Water
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 13, 2017

The Radium analysis by methods EPA 9315/9320 was performed by Pace-Pittsburgh, 1638 Roseytown Road - Suites 2, 3, 4, 

Greensburg PA 15601. The Pace-Pittsburgh lab contact is Jacquelyn Collins at 724-850-5612.

Case Narrative
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 13, 2017

Report No.:  AAF0065

Client ID:  MCM-04

Date/Time Sampled:  6/1/2017   3:17:00PM

Matrix:  Ground Water

Lab Number ID:  AAF0065-01

Date/Time Received:  6/2/2017   9:05:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 706017610 06/07/17 17:40 06/07/17 17:4097

Inorganic Anions

EPA 300.0mg/L 10.25 SLHChloride 70601610.01 06/06/17 18:53 06/07/17 12:3022

EPA 300.0mg/L 10.30 SLHFluoride 70601610.004 06/06/17 18:53 06/07/17 12:30ND

EPA 300.0mg/L 11.0 SLHSulfate 70601610.09 06/06/17 18:53 06/07/17 12:3042

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70601520.0003 06/06/17 09:30 06/07/17 21:46ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 70601520.0004 06/06/17 09:30 06/07/17 21:460.0040

EPA 6020Bmg/L 10.0100 CSWBarium 70601520.0003 06/06/17 09:30 06/07/17 21:460.0195

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70601520.00007 06/06/17 09:30 06/07/17 21:460.0001

EPA 6020Bmg/L 10.0400 CSWBoron 70601520.0060 06/06/17 09:30 06/07/17 21:460.0608

EPA 6020Bmg/L 10.0010 CSWCadmium 70601520.00006 06/06/17 09:30 06/07/17 21:46ND

EPA 6020Bmg/L 10.500 CSWCalcium 70601520.0104 06/06/17 09:30 06/07/17 21:463.65

EPA 6020Bmg/L 10.0100 J CSWChromium 70601520.0003 06/06/17 09:30 06/07/17 21:460.0008

EPA 6020Bmg/L 10.0100 CSWCobalt 70601520.0005 06/06/17 09:30 06/07/17 21:46ND

EPA 6020Bmg/L 10.0050 CSWLead 70601520.00007 06/06/17 09:30 06/07/17 21:46ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70601520.0006 06/06/17 09:30 06/07/17 21:46ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70601520.0014 06/06/17 09:30 06/07/17 21:46ND

EPA 6020Bmg/L 10.0010 CSWThallium 70601520.00005 06/06/17 09:30 06/07/17 21:46ND

EPA 6020Bmg/L 10.0500 CSWLithium 70601520.0011 06/06/17 09:30 06/07/17 21:46ND

EPA 7470Amg/L 10.00050 MTCMercury 70600920.000041 06/05/17 11:20 06/05/17 17:16ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 13, 2017

Report No.:  AAF0065

Client ID:  MCM-08

Date/Time Sampled:  6/1/2017   9:05:00AM

Matrix:  Ground Water

Lab Number ID:  AAF0065-02

Date/Time Received:  6/2/2017   9:05:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 706017610 06/07/17 17:40 06/07/17 17:402970

Inorganic Anions

EPA 300.0mg/L 10025 rlcChloride 70601611.3 06/06/17 18:53 06/08/17 12:281400

EPA 300.0mg/L 10.30 SLHFluoride 70601610.004 06/06/17 18:53 06/07/17 12:51ND

EPA 300.0mg/L 100100 rlcSulfate 70601619.2 06/06/17 18:53 06/08/17 12:28250

Metals, Total

EPA 6020Bmg/L 50.0060 R-01 CSWAntimony 70601520.0016 06/06/17 09:30 06/12/17 21:18ND

EPA 6020Bmg/L 50.0100 CSWArsenic 70601520.0021 06/06/17 09:30 06/12/17 21:180.0204

EPA 6020Bmg/L 50.0500 CSWBarium 70601520.0013 06/06/17 09:30 06/12/17 21:180.447

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70601520.00007 06/06/17 09:30 06/07/17 22:090.0003

EPA 6020Bmg/L 10.0400 CSWBoron 70601520.0060 06/06/17 09:30 06/07/17 22:090.336

EPA 6020Bmg/L 10.0010 CSWCadmium 70601520.00006 06/06/17 09:30 06/07/17 22:09ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70601520.522 06/06/17 09:30 06/07/17 22:1527.3

EPA 6020Bmg/L 50.0500 R-01, J CSWChromium 70601520.0017 06/06/17 09:30 06/12/17 21:180.0076

EPA 6020Bmg/L 50.0500 R-01 CSWCobalt 70601520.0023 06/06/17 09:30 06/12/17 21:18ND

EPA 6020Bmg/L 10.0050 CSWLead 70601520.00007 06/06/17 09:30 06/07/17 22:09ND

EPA 6020Bmg/L 50.0100 CSWMolybdenum 70601520.0030 06/06/17 09:30 06/12/17 21:18ND

EPA 6020Bmg/L 50.0500 R-01 CSWSelenium 70601520.0070 06/06/17 09:30 06/12/17 21:18ND

EPA 6020Bmg/L 10.0010 CSWThallium 70601520.00005 06/06/17 09:30 06/07/17 22:09ND

EPA 6020Bmg/L 10.0500 J CSWLithium 70601520.0011 06/06/17 09:30 06/07/17 22:090.0017

EPA 7470Amg/L 10.00050 MTCMercury 70600920.000041 06/05/17 11:20 06/05/17 17:18ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 13, 2017

Report No.:  AAF0065

Client ID:  MCM-01

Date/Time Sampled:  6/1/2017   9:38:00AM

Matrix:  Ground Water

Lab Number ID:  AAF0065-03

Date/Time Received:  6/2/2017   9:05:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 706017610 06/07/17 17:40 06/07/17 17:40103

Inorganic Anions

EPA 300.0mg/L 10.25 SLHChloride 70601610.01 06/06/17 18:53 06/07/17 13:1212

EPA 300.0mg/L 10.30 SLHFluoride 70601610.004 06/06/17 18:53 06/07/17 13:12ND

EPA 300.0mg/L 22.0 rlcSulfate 70601610.18 06/06/17 18:53 06/08/17 12:4951

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70601520.0003 06/06/17 09:30 06/07/17 22:21ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 70601520.0004 06/06/17 09:30 06/07/17 22:210.0036

EPA 6020Bmg/L 10.0100 CSWBarium 70601520.0003 06/06/17 09:30 06/07/17 22:210.0757

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70601520.00007 06/06/17 09:30 06/07/17 22:210.00009

EPA 6020Bmg/L 10.0400 CSWBoron 70601520.0060 06/06/17 09:30 06/07/17 22:210.0564

EPA 6020Bmg/L 10.0010 CSWCadmium 70601520.00006 06/06/17 09:30 06/07/17 22:21ND

EPA 6020Bmg/L 5025.0 J CSWCalcium 70601520.522 06/06/17 09:30 06/07/17 22:2612.7

EPA 6020Bmg/L 10.0100 CSWChromium 70601520.0003 06/06/17 09:30 06/07/17 22:21ND

EPA 6020Bmg/L 10.0100 CSWCobalt 70601520.0005 06/06/17 09:30 06/07/17 22:21ND

EPA 6020Bmg/L 10.0050 CSWLead 70601520.00007 06/06/17 09:30 06/07/17 22:21ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70601520.0006 06/06/17 09:30 06/07/17 22:21ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70601520.0014 06/06/17 09:30 06/07/17 22:21ND

EPA 6020Bmg/L 10.0010 CSWThallium 70601520.00005 06/06/17 09:30 06/07/17 22:21ND

EPA 6020Bmg/L 10.0500 CSWLithium 70601520.0011 06/06/17 09:30 06/07/17 22:21ND

EPA 7470Amg/L 10.00050 MTCMercury 70600920.000041 06/05/17 11:20 06/05/17 17:20ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 13, 2017

Report No.:  AAF0065

Client ID:  MCM-16

Date/Time Sampled:  6/1/2017  11:36:00AM

Matrix:  Ground Water

Lab Number ID:  AAF0065-04

Date/Time Received:  6/2/2017   9:05:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 706017610 06/07/17 17:40 06/07/17 17:4098

Inorganic Anions

EPA 300.0mg/L 10.25 SLHChloride 70601610.01 06/06/17 18:53 06/07/17 13:3227

EPA 300.0mg/L 10.30 J SLHFluoride 70601610.004 06/06/17 18:53 06/07/17 13:320.005

EPA 300.0mg/L 11.0 SLHSulfate 70601610.09 06/06/17 18:53 06/07/17 13:3224

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70601520.0003 06/06/17 09:30 06/07/17 22:32ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70601520.0004 06/06/17 09:30 06/07/17 22:32ND

EPA 6020Bmg/L 10.0100 CSWBarium 70601520.0003 06/06/17 09:30 06/07/17 22:320.121

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70601520.00007 06/06/17 09:30 06/07/17 22:320.0002

EPA 6020Bmg/L 10.0400 CSWBoron 70601520.0060 06/06/17 09:30 06/07/17 22:320.0776

EPA 6020Bmg/L 10.0010 CSWCadmium 70601520.00006 06/06/17 09:30 06/07/17 22:32ND

EPA 6020Bmg/L 10.500 CSWCalcium 70601520.0104 06/06/17 09:30 06/07/17 22:326.42

EPA 6020Bmg/L 10.0100 J CSWChromium 70601520.0003 06/06/17 09:30 06/07/17 22:320.0004

EPA 6020Bmg/L 10.0100 CSWCobalt 70601520.0005 06/06/17 09:30 06/07/17 22:32ND

EPA 6020Bmg/L 10.0050 CSWLead 70601520.00007 06/06/17 09:30 06/07/17 22:32ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70601520.0006 06/06/17 09:30 06/07/17 22:32ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70601520.0014 06/06/17 09:30 06/07/17 22:32ND

EPA 6020Bmg/L 10.0010 J CSWThallium 70601520.00005 06/06/17 09:30 06/07/17 22:320.00006

EPA 6020Bmg/L 10.0500 CSWLithium 70601520.0011 06/06/17 09:30 06/07/17 22:32ND

EPA 7470Amg/L 10.00050 MTCMercury 70600920.000041 06/05/17 11:20 06/05/17 17:23ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 13, 2017

Report No.:  AAF0065

Client ID:  EQBL060117

Date/Time Sampled:  6/1/2017   3:50:00PM

Matrix:  Water

Lab Number ID:  AAF0065-05

Date/Time Received:  6/2/2017   9:05:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 J JPTTotal Dissolved Solids 706017610 06/07/17 17:40 06/07/17 17:4010

Inorganic Anions

EPA 300.0mg/L 10.25 J SLHChloride 70601610.01 06/06/17 18:53 06/07/17 13:530.12

EPA 300.0mg/L 10.30 SLHFluoride 70601610.004 06/06/17 18:53 06/07/17 13:53ND

EPA 300.0mg/L 11.0 SLHSulfate 70601610.09 06/06/17 18:53 06/07/17 13:53ND

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70601520.0003 06/06/17 09:30 06/07/17 22:43ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70601520.0004 06/06/17 09:30 06/07/17 22:43ND

EPA 6020Bmg/L 10.0100 CSWBarium 70601520.0003 06/06/17 09:30 06/07/17 22:43ND

EPA 6020Bmg/L 10.0030 CSWBeryllium 70601520.00007 06/06/17 09:30 06/07/17 22:43ND

EPA 6020Bmg/L 10.0400 CSWBoron 70601520.0060 06/06/17 09:30 06/07/17 22:43ND

EPA 6020Bmg/L 10.0010 CSWCadmium 70601520.00006 06/06/17 09:30 06/07/17 22:43ND

EPA 6020Bmg/L 10.500 CSWCalcium 70601520.0104 06/06/17 09:30 06/07/17 22:43ND

EPA 6020Bmg/L 10.0100 CSWChromium 70601520.0003 06/06/17 09:30 06/07/17 22:43ND

EPA 6020Bmg/L 10.0100 CSWCobalt 70601520.0005 06/06/17 09:30 06/07/17 22:43ND

EPA 6020Bmg/L 10.0050 CSWLead 70601520.00007 06/06/17 09:30 06/07/17 22:43ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70601520.0006 06/06/17 09:30 06/07/17 22:43ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70601520.0014 06/06/17 09:30 06/07/17 22:43ND

EPA 6020Bmg/L 10.0010 CSWThallium 70601520.00005 06/06/17 09:30 06/07/17 22:43ND

EPA 6020Bmg/L 10.0500 CSWLithium 70601520.0011 06/06/17 09:30 06/07/17 22:43ND

EPA 7470Amg/L 10.00050 MTCMercury 70600920.000041 06/05/17 11:20 06/05/17 17:25ND

Page 8 of 17



Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 13, 2017

Report No.:  AAF0065

Client ID:  FBL060117

Date/Time Sampled:  6/1/2017   4:46:00PM

Matrix:  Water

Lab Number ID:  AAF0065-06

Date/Time Received:  6/2/2017   9:05:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 706017610 06/07/17 17:40 06/07/17 17:40ND

Inorganic Anions

EPA 300.0mg/L 10.25 J SLHChloride 70601610.01 06/06/17 18:53 06/07/17 14:140.08

EPA 300.0mg/L 10.30 SLHFluoride 70601610.004 06/06/17 18:53 06/07/17 14:14ND

EPA 300.0mg/L 11.0 SLHSulfate 70601610.09 06/06/17 18:53 06/07/17 14:14ND

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70601520.0003 06/06/17 09:30 06/07/17 22:49ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70601520.0004 06/06/17 09:30 06/07/17 22:49ND

EPA 6020Bmg/L 10.0100 CSWBarium 70601520.0003 06/06/17 09:30 06/07/17 22:49ND

EPA 6020Bmg/L 10.0030 CSWBeryllium 70601520.00007 06/06/17 09:30 06/07/17 22:49ND

EPA 6020Bmg/L 10.0400 CSWBoron 70601520.0060 06/06/17 09:30 06/07/17 22:49ND

EPA 6020Bmg/L 10.0010 CSWCadmium 70601520.00006 06/06/17 09:30 06/07/17 22:49ND

EPA 6020Bmg/L 10.500 CSWCalcium 70601520.0104 06/06/17 09:30 06/07/17 22:49ND

EPA 6020Bmg/L 10.0100 CSWChromium 70601520.0003 06/06/17 09:30 06/07/17 22:49ND

EPA 6020Bmg/L 10.0100 CSWCobalt 70601520.0005 06/06/17 09:30 06/07/17 22:49ND

EPA 6020Bmg/L 10.0050 CSWLead 70601520.00007 06/06/17 09:30 06/07/17 22:49ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70601520.0006 06/06/17 09:30 06/07/17 22:49ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70601520.0014 06/06/17 09:30 06/07/17 22:49ND

EPA 6020Bmg/L 10.0010 CSWThallium 70601520.00005 06/06/17 09:30 06/07/17 22:49ND

EPA 6020Bmg/L 10.0500 CSWLithium 70601520.0011 06/06/17 09:30 06/07/17 22:49ND

EPA 7470Amg/L 10.00050 MTCMercury 70600920.000041 06/05/17 11:20 06/05/17 17:27ND

Page 9 of 17



Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 13, 2017

Report No.:  AAF0065

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

General Chemistry - Quality Control

MDL

Batch 7060176 - SM 2540 C

Blank (7060176-BLK1) Prepared & Analyzed: 06/07/17 

Total Dissolved Solids mg/LND 25 10

LCS (7060176-BS1) Prepared & Analyzed: 06/07/17 

Total Dissolved Solids mg/L383 25 400.00 84-1089610

Duplicate (7060176-DUP1) Prepared & Analyzed: 06/07/17 Source: AAF0065-02

Total Dissolved Solids mg/L2980 25 2970 100.610

Duplicate (7060176-DUP2) Prepared & Analyzed: 06/07/17 Source: AAF0136-03

Total Dissolved Solids mg/LND 25 ND 1010
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 13, 2017

Report No.:  AAF0065

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Inorganic Anions - Quality Control

MDL

Batch 7060161 - EPA 300.0

Blank (7060161-BLK1) Prepared: 06/06/17  Analyzed: 06/07/17 

Chloride mg/LND 0.25 0.01

Fluoride mg/LND 0.30 0.004

Sulfate mg/LND 1.0 0.09

LCS (7060161-BS1) Prepared: 06/06/17  Analyzed: 06/07/17 

Chloride mg/L9.86 0.25 10.020 90-110980.01

Fluoride mg/L9.95 0.30 10.020 90-110990.004

Sulfate mg/L9.86 1.0 10.050 90-110980.09

Matrix Spike (7060161-MS1) Prepared: 06/06/17  Analyzed: 06/07/17 Source: AAF0126-01

Chloride mg/L20.6 0.25 10.020 11.3 90-110930.01

Fluoride mg/L10.4 0.30 10.020 0.07 90-1101030.004

Sulfate mg/L259 1.0 10.050 272 QM-0290-110NR0.09

Matrix Spike (7060161-MS2) Prepared: 06/06/17  Analyzed: 06/07/17 Source: AAF0132-05

Chloride mg/L19.8 0.25 10.020 10.9 QM-0590-110890.01

Fluoride mg/L10.4 0.30 10.020 ND 90-1101030.004

Sulfate mg/L21.7 1.0 10.050 13.2 QM-0590-110850.09

Matrix Spike Dup (7060161-MSD1) Prepared: 06/06/17  Analyzed: 06/07/17 Source: AAF0126-01

Chloride mg/L20.5 0.25 10.020 11.3 1590-11092 0.10.01

Fluoride mg/L10.4 0.30 10.020 0.07 1590-110103 0.10.004

Sulfate mg/L258 1.0 10.050 272 15 QM-0290-110NR 0.10.09
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 13, 2017

Report No.:  AAF0065

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7060092 - EPA 7470A

Blank (7060092-BLK1) Prepared & Analyzed: 06/05/17 

Mercury mg/LND 0.00050 0.000041

LCS (7060092-BS1) Prepared & Analyzed: 06/05/17 

Mercury mg/L0.00229 0.00050 2.5000E-3 80-120920.000041

Matrix Spike (7060092-MS1) Prepared & Analyzed: 06/05/17 Source: AAF0060-01

Mercury mg/L0.00228 0.00050 2.5000E-3 ND 75-125910.000041

Matrix Spike Dup (7060092-MSD1) Prepared & Analyzed: 06/05/17 Source: AAF0060-01

Mercury mg/L0.00233 0.00050 2.5000E-3 ND 2075-12593 20.000041

Post Spike (7060092-PS1) Prepared & Analyzed: 06/05/17 Source: AAF0060-01

Mercury ug/L1.68 1.6667 0.00925 80-120100

Batch 7060152 - EPA 3005A

Blank (7060152-BLK1) Prepared: 06/06/17  Analyzed: 06/07/17 

Antimony mg/LND 0.0030 0.0003

Arsenic mg/LND 0.0050 0.0004

Barium mg/LND 0.0100 0.0003

Beryllium mg/LND 0.0030 0.00007

Boron mg/LND 0.0400 0.0060

Cadmium mg/LND 0.0010 0.00006

Calcium mg/LND 0.500 0.0104

Chromium mg/LND 0.0100 0.0003

Cobalt mg/LND 0.0100 0.0005

Copper mg/LND 0.0250 0.0003

Lead mg/LND 0.0050 0.00007

Molybdenum mg/LND 0.0100 0.0006

Nickel mg/LND 0.0100 0.0003

Selenium mg/LND 0.0100 0.0014

Silver mg/LND 0.0100 0.0003

Thallium mg/LND 0.0010 0.00005

Vanadium mg/LND 0.0100 0.0014

Zinc mg/L0.0013 0.0100 J0.0013

Lithium mg/LND 0.0500 0.0011
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 13, 2017

Report No.:  AAF0065

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7060152 - EPA 3005A

LCS (7060152-BS1) Prepared: 06/06/17  Analyzed: 06/07/17 

Antimony mg/L0.108 0.0030 0.10000 80-1201080.0003

Arsenic mg/L0.105 0.0050 0.10000 80-1201050.0004

Barium mg/L0.104 0.0100 0.10000 80-1201040.0003

Beryllium mg/L0.104 0.0030 0.10000 80-1201040.00007

Boron mg/L1.00 0.0400 1.0000 80-1201000.0060

Cadmium mg/L0.106 0.0010 0.10000 80-1201060.00006

Calcium mg/L1.20 0.500 1.0000 80-1201200.0104

Chromium mg/L0.104 0.0100 0.10000 80-1201040.0003

Cobalt mg/L0.102 0.0100 0.10000 80-1201020.0005

Copper mg/L0.100 0.0250 0.10000 80-1201000.0003

Lead mg/L0.0997 0.0050 0.10000 80-1201000.00007

Molybdenum mg/L0.106 0.0100 0.10000 80-1201060.0006

Nickel mg/L0.103 0.0100 0.10000 80-1201030.0003

Selenium mg/L0.111 0.0100 0.10000 80-1201110.0014

Silver mg/L0.103 0.0100 0.10000 80-1201030.0003

Thallium mg/L0.101 0.0010 0.10000 80-1201010.00005

Vanadium mg/L0.104 0.0100 0.10000 80-1201040.0014

Zinc mg/L0.109 0.0100 0.10000 80-1201090.0013

Lithium mg/L0.107 0.0500 0.10000 80-1201070.0011

Matrix Spike (7060152-MS1) Prepared: 06/06/17  Analyzed: 06/07/17 Source: AAF0065-01

Antimony mg/L0.112 0.0030 0.10000 ND 75-1251120.0003

Arsenic mg/L0.108 0.0050 0.10000 0.0040 75-1251040.0004

Barium mg/L0.126 0.0100 0.10000 0.0195 75-1251070.0003

Beryllium mg/L0.0971 0.0030 0.10000 0.0001 75-125970.00007

Boron mg/L1.00 0.0400 1.0000 0.0608 75-125940.0060

Cadmium mg/L0.105 0.0010 0.10000 ND 75-1251050.00006

Calcium mg/L6.02 0.500 1.0000 3.65 QM-0275-1252370.0104

Chromium mg/L0.105 0.0100 0.10000 0.0008 75-1251050.0003

Cobalt mg/L0.103 0.0100 0.10000 ND 75-1251030.0005

Copper mg/L0.100 0.0250 0.10000 ND 75-1251000.0003

Lead mg/L0.0977 0.0050 0.10000 ND 75-125980.00007

Molybdenum mg/L0.111 0.0100 0.10000 ND 75-1251110.0006

Nickel mg/L0.103 0.0100 0.10000 ND 75-1251030.0003

Selenium mg/L0.106 0.0100 0.10000 ND 75-1251060.0014

Silver mg/L0.106 0.0100 0.10000 ND 75-1251060.0003

Thallium mg/L0.0994 0.0010 0.10000 ND 75-125990.00005

Vanadium mg/L0.114 0.0100 0.10000 0.0044 75-1251090.0014

Zinc mg/L0.110 0.0100 0.10000 0.0023 75-1251080.0013

Lithium mg/L0.0988 0.0500 0.10000 ND 75-125990.0011
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 13, 2017

Report No.:  AAF0065

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7060152 - EPA 3005A

Matrix Spike Dup (7060152-MSD1) Prepared: 06/06/17  Analyzed: 06/07/17 Source: AAF0065-01

Antimony mg/L0.107 0.0030 0.10000 ND 2075-125107 40.0003

Arsenic mg/L0.106 0.0050 0.10000 0.0040 2075-125102 20.0004

Barium mg/L0.124 0.0100 0.10000 0.0195 2075-125105 20.0003

Beryllium mg/L0.0967 0.0030 0.10000 0.0001 2075-12597 0.30.00007

Boron mg/L0.997 0.0400 1.0000 0.0608 2075-12594 0.60.0060

Cadmium mg/L0.102 0.0010 0.10000 ND 2075-125102 30.00006

Calcium mg/L5.92 0.500 1.0000 3.65 20 QM-0275-125227 20.0104

Chromium mg/L0.106 0.0100 0.10000 0.0008 2075-125105 0.80.0003

Cobalt mg/L0.102 0.0100 0.10000 ND 2075-125102 10.0005

Copper mg/L0.0978 0.0250 0.10000 ND 2075-12598 20.0003

Lead mg/L0.0970 0.0050 0.10000 ND 2075-12597 0.70.00007

Molybdenum mg/L0.107 0.0100 0.10000 ND 2075-125107 40.0006

Nickel mg/L0.102 0.0100 0.10000 ND 2075-125102 20.0003

Selenium mg/L0.104 0.0100 0.10000 ND 2075-125104 20.0014

Silver mg/L0.100 0.0100 0.10000 ND 2075-125100 50.0003

Thallium mg/L0.101 0.0010 0.10000 ND 2075-125101 10.00005

Vanadium mg/L0.112 0.0100 0.10000 0.0044 2075-125107 20.0014

Zinc mg/L0.105 0.0100 0.10000 0.0023 2075-125103 50.0013

Lithium mg/L0.0975 0.0500 0.10000 ND 2075-12598 10.0011

Post Spike (7060152-PS1) Prepared: 06/06/17  Analyzed: 06/07/17 Source: AAF0065-01

Antimony ug/L106 100.00 0.182 80-120106

Arsenic ug/L108 100.00 4.02 80-120104

Barium ug/L125 100.00 19.5 80-120105

Beryllium ug/L95.6 100.00 0.0981 80-12096

Boron ug/L1030 1000.0 60.8 80-12097

Cadmium ug/L104 100.00 0.0025 80-120104

Calcium ug/L5890 1000.0 3650 QM-0280-120224

Chromium ug/L106 100.00 0.783 80-120106

Cobalt ug/L104 100.00 0.0104 80-120104

Copper ug/L99.8 100.00 -0.0325 80-120100

Lead ug/L98.6 100.00 0.0190 80-12099

Molybdenum ug/L111 100.00 0.0899 80-120111

Nickel ug/L103 100.00 0.0357 80-120103

Selenium ug/L109 100.00 0.209 80-120108

Silver ug/L103 100.00 -0.0020 80-120103

Thallium ug/L99.9 100.00 0.0014 80-120100

Vanadium ug/L115 100.00 4.36 80-120110

Zinc ug/L107 100.00 2.33 80-120104

Lithium ug/L98.0 100.00 0.543 80-12097
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 13, 2017

Legend

Definition of Laboratory Terms

ND

TIC

CFU

SOP

RL

 - Not Detected at levels equal to or greater than the MDL

 - Tentatively Identified Compound

 - Colony Forming Units

 - Method run per Pace Standard Operating Procedure

 - Reporting Limit

Definition of Qualifiers

Sample Information

N-Nitrosodiphenylamine breaks down to diphenylamine in the GCMS; both analytes are reported as 

N-Nitrososdiphenylamine. Pace is not NELAC certified for N-Nitrososdiphenylamine. 

Phthalic acid and phthalic anhydride are reported as dimethyl phthalate 

Maleic acid and maleic anhydride are reported as dimethyl malate 

1,2-Diphenylhydrazine breaks down to azobenzene in the GCMS; both analytes are reported as azobenzene

DF  - Dilution Factor

 - Method Detection LimitMDL

 - Not Detected at levels equal to or greater than the RLBRL

R-01 Elevated reporting limit due to matrix interference.

QM-05 The spike recovery was outside acceptance limits for the MS and/or MSD and/or PDS due to suspected matrix 

interference.  Sample results for the QC batch were accepted based on acceptable LCS recoveries.

QM-02 The spike recovery is outside acceptance limits due to insignificant spike amount as compared to sample 

concentration.

J Estimated value less than Reporting Limit (RL) but greater than Method Detection Limit(MDL) (CLP J-Flag).

Note: Unless otherwise noted, all results are reported on an as received basis.
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LOG-IN CHECKLIST

Georgia Power

CCR EventProject: 

Client: 

Printed: 6/2/2017  3:30:00PM

Environmental Monitoring & Laboratory Analysis

(770) 734-4200  FAX (770) 734-4201

110 Technology Parkway, Peachtree Corners, GA 30092

PACE ANALYTICAL SERVICES, LLC.

Date Received: 06/02/17 09:05 Logged In By: Mohammad M. Rahman

Work Order: AAF0065

OBSERVATIONS

Attn: Mr. Joju Abraham

#Samples:  6 #Containers:  24 

 2.0  2.0

YES

Minimum Temp(C): Maximum Temp(C):

CHECKLIST ITEMS

COC included with Samples

Sample Container(s) Intact

Chain of Custody Complete

Sample Container(s) Match COC

Custody seal Intact

Temperature in Compliance

Sufficient Sample Volume for Analysis

Zero Headspace Maintained for VOA Analyses

Samples labeled preserved (If Applicable)

Samples received within Allowable Hold Times

Samples Received on Ice

Preservation Confirmed

YES

YES

YES

N/A

YES

YES

YES

YES

YES

YES

YES

Custody Seal(s) Used: No

Comments:
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June 26, 2017

LIMS USE: FR - MARIA PADILLA

LIMS OBJECT ID: 30220649

30220649

Project:

Pace Project No.:

RE:

Maria Padilla
GA Power
2480 Maner Rd
Atlanta, GA 30339

AAF0065 Plant McManus

Dear Maria Padilla:

Enclosed are the analytical results for sample(s) received by the laboratory on June 05, 2017. The
results relate only to the samples included in this report. Results reported herein conform to the most
current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual, where
applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Jacquelyn Collins

jacquelyn.collins@pacelabs.com

Project Manager
(724)850-5612

Enclosures

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600

Page 1 of 14



#=CP#

CERTIFICATIONS

Pace Project No.:

Project:

30220649

AAF0065 Plant McManus

Pennsylvania Certification IDs

1638 Roseytown Rd Suites 2,3&4, Greensburg, PA 15601

L-A-B DOD-ELAP Accreditation #: L2417

Alabama Certification #: 41590

Arizona Certification #: AZ0734

Arkansas Certification

California Certification #: 04222CA

Colorado Certification

Connecticut Certification #: PH-0694

Delaware Certification

Florida/TNI Certification #: E87683

Georgia Certification #: C040

Guam Certification

Hawaii Certification

Idaho Certification

Illinois Certification

Indiana Certification

Iowa Certification #: 391

Kansas/TNI Certification #: E-10358

Kentucky Certification #: 90133

Louisiana DHH/TNI Certification #: LA140008

Louisiana DEQ/TNI Certification #: 4086

Maine Certification #: PA00091

Maryland Certification #: 308

Massachusetts Certification #: M-PA1457

Michigan/PADEP Certification

Missouri Certification #: 235

Montana Certification #: Cert 0082

Nebraska Certification #: NE-05-29-14

Nevada Certification #: PA014572015-1

New Hampshire/TNI Certification #: 2976

New Jersey/TNI Certification #: PA 051

New Mexico Certification #: PA01457

New York/TNI Certification #: 10888

North Carolina Certification #: 42706

North Dakota Certification #: R-190

Oregon/TNI Certification #: PA200002

Pennsylvania/TNI Certification #: 65-00282

Puerto Rico Certification #: PA01457

Rhode Island Certification #: 65-00282

South Dakota Certification

Tennessee Certification #: TN2867

Texas/TNI Certification #: T104704188-14-8

Utah/TNI Certification #: PA014572015-5

USDA Soil Permit #: P330-14-00213

Vermont Dept. of Health: ID# VT-0282

Virgin Island/PADEP Certification

Virginia/VELAP Certification #: 460198

Washington Certification #: C868

West Virginia DEP Certification #: 143

West Virginia DHHR Certification #: 9964C

Wisconsin Certification

Wyoming Certification #: 8TMS-L

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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SAMPLE SUMMARY

Pace Project No.:

Project:

30220649

AAF0065 Plant McManus

Lab ID Sample ID Matrix Date Collected Date Received

30220649001 MCM-04 Water 06/01/17 15:17 06/05/17 09:30

30220649002 MCM-08 Water 06/01/17 09:05 06/05/17 09:30

30220649003 MCM-01 Water 06/01/17 09:38 06/05/17 09:30

30220649004 MCM-16 Water 06/01/17 11:36 06/05/17 09:30

30220649005 EQBL060117 Water 06/01/17 15:50 06/05/17 09:30

30220649006 FBL060117 Water 06/01/17 16:46 06/05/17 09:30
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

30220649

AAF0065 Plant McManus

Lab ID Sample ID Method

Analytes

ReportedAnalysts

30220649001 MCM-04 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC

30220649002 MCM-08 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC

30220649003 MCM-01 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC

30220649004 MCM-16 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC

30220649005 EQBL060117 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC

30220649006 FBL060117 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

30220649

AAF0065 Plant McManus

Sample: MCM-04 Lab ID: 30220649001 Collected: 06/01/17 15:17 Received: 06/05/17 09:30 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.854 ± 0.327   (0.407)
C:78% T:NA

pCi/L 06/12/17 08:27 13982-63-3EPA 9315

Radium-228 1.05 ± 0.531   (0.955)
C:76% T:72%

pCi/L 06/20/17 11:39 15262-20-1EPA 9320

Total Radium 1.90 ± 0.858   (1.36) pCi/L 06/21/17 14:09 7440-14-4Total Radium
Calculation

Sample: MCM-08 Lab ID: 30220649002 Collected: 06/01/17 09:05 Received: 06/05/17 09:30 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 11.6 ± 1.69   (0.0477)
C:92% T:NA

pCi/L 06/22/17 17:24 13982-63-3EPA 9315

Radium-228 6.12 ± 1.29   (0.689)
C:74% T:88%

pCi/L 06/20/17 16:02 15262-20-1EPA 9320

Total Radium 19.8 ± 3.49   (0.893) pCi/L 06/21/17 14:09 7440-14-4Total Radium
Calculation

Sample: MCM-01 Lab ID: 30220649003 Collected: 06/01/17 09:38 Received: 06/05/17 09:30 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.662 ± 0.243   (0.207)
C:89% T:NA

pCi/L 06/12/17 08:41 13982-63-3EPA 9315

Radium-228 0.852 ± 0.571   (1.12)
C:77% T:76%

pCi/L 06/20/17 16:04 15262-20-1EPA 9320

Total Radium 1.51 ± 0.814   (1.33) pCi/L 06/21/17 14:09 7440-14-4Total Radium
Calculation

Sample: MCM-16 Lab ID: 30220649004 Collected: 06/01/17 11:36 Received: 06/05/17 09:30 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.621 ± 0.262   (0.289)
C:72% T:NA

pCi/L 06/12/17 08:41 13982-63-3EPA 9315

Radium-228 0.594 ± 0.426   (0.838)
C:79% T:82%

pCi/L 06/20/17 16:04 15262-20-1EPA 9320

Total Radium 1.22 ± 0.688   (1.13) pCi/L 06/21/17 14:09 7440-14-4Total Radium
Calculation

Sample: EQBL060117 Lab ID: 30220649005 Collected: 06/01/17 15:50 Received: 06/05/17 09:30 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.0758 ± 0.117   (0.255)
C:86% T:NA

pCi/L 06/12/17 08:41 13982-63-3EPA 9315

Radium-228 0.774 ± 0.554   (1.09)
C:73% T:74%

pCi/L 06/20/17 16:04 15262-20-1EPA 9320
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

30220649

AAF0065 Plant McManus

Sample: EQBL060117 Lab ID: 30220649005 Collected: 06/01/17 15:50 Received: 06/05/17 09:30 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Total Radium 0.850 ± 0.671   (1.35) pCi/L 06/21/17 14:09 7440-14-4Total Radium
Calculation

Sample: FBL060117 Lab ID: 30220649006 Collected: 06/01/17 16:46 Received: 06/05/17 09:30 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.188 ± 0.153   (0.258)
C:77% T:NA

pCi/L 06/12/17 08:41 13982-63-3EPA 9315

Radium-228 -0.131 ± 0.385   (0.904)
C:80% T:87%

pCi/L 06/20/17 16:04 15262-20-1EPA 9320

Total Radium 0.188 ± 0.538   (1.16) pCi/L 06/21/17 14:09 7440-14-4Total Radium
Calculation
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30220649

AAF0065 Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

261089

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 30220649001, 30220649002, 30220649003, 30220649004, 30220649005, 30220649006

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1285496

Associated Lab Samples: 30220649001, 30220649002, 30220649003, 30220649004, 30220649005, 30220649006

Matrix: Water

Analyzed

Radium-228 pCi/L 06/20/17 11:390.769 ± 0.411   (0.745) C:79% T:83%
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30220649

AAF0065 Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

261179

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 30220649001, 30220649002, 30220649003, 30220649004, 30220649005, 30220649006

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1285893

Associated Lab Samples: 30220649001, 30220649002, 30220649003, 30220649004, 30220649005, 30220649006

Matrix: Water

Analyzed

Radium-226 pCi/L 06/12/17 08:270.103 ± 0.109   (0.204) C:89% T:NA
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QUALIFIERS

Pace Project No.:

Project:

30220649

AAF0065 Plant McManus

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Act - Activity

Unc - Uncertainty: SDWA = 1.96 sigma count uncertainty, all other matrices = Expanded Uncertainty (95% confidence interval).
Gamma Spec = Expanded Uncertainty (95.4% Confidence Interval)

(MDC) - Minimum Detectable Concentration

Trac - Tracer Recovery (%)

Carr - Carrier Recovery (%)

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.
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PACE ANALYTICAL SERVICES, LLC.

Environmental Monitoring & Laboratory Analysis
110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

Georgia Power

Project: CCR Event

Atlanta, GA 30339

2480 Maner Road

Mr. Joju Abraham

We appreciate the opportunity to provide the analytical support for your project .  The analytical results in this report are based 

upon information supplied by you, the client, and are for your exclusive use.  If you have any questions regarding this data 

package, please do not hesitate to call. 

Laboratory Report

Project #:Plant McManus

Prepared For:

Attention:

June 14, 2017

Report Number: AAF0132

Approved:

This report may not be reproduced, except in full, without written approval from Pace Analytical Services, LLC. 

All test results relate only to the samples analyzed.
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 14, 2017

Sample ID Laboratory ID Matrix Date Sampled

ANALYTICAL REPORT FOR SAMPLES

Date Received

MCM-07 AAF0132-01 06/02/17 16:58 06/03/17 09:00Ground Water

MCM-06 AAF0132-02 06/02/17 17:00 06/03/17 09:00Ground Water

MCM-05 AAF0132-03 06/02/17 14:53 06/03/17 09:00Ground Water

MCM-09 AAF0132-04 06/02/17 11:47 06/03/17 09:00Ground Water

MCM-15 AAF0132-05 06/02/17 10:01 06/03/17 09:00Ground Water

Dup-2 AAF0132-06 06/02/17 00:00 06/03/17 09:00Ground Water

FBL060217 AAF0132-07 06/02/17 15:35 06/03/17 09:00Water

EQBL060217 AAF0132-08 06/02/17 15:40 06/03/17 09:00Water
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 14, 2017

The Radium analysis by methods EPA 9315/9320 was performed by Pace-Pittsburgh, 1638 Roseytown Road - Suites 2, 3, 4, 

Greensburg PA 15601. The Pace-Pittsburgh lab contact is Jacquelyn Collins at 724-850-5612.

Case Narrative
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 14, 2017

Report No.:  AAF0132

Client ID:  MCM-07

Date/Time Sampled:  6/2/2017   4:58:00PM

Matrix:  Ground Water

Lab Number ID:  AAF0132-01

Date/Time Received:  6/3/2017   9:00:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 706023110 06/08/17 17:40 06/08/17 17:408000

Inorganic Anions

EPA 300.0mg/L 10025 RLCChloride 70601611.3 06/06/17 18:53 06/08/17 16:364600

EPA 300.0mg/L 10.30 SLHFluoride 70601610.004 06/06/17 18:53 06/07/17 18:420.42

EPA 300.0mg/L 100100 RLCSulfate 70601619.2 06/06/17 18:53 06/08/17 16:36500

Metals, Total

EPA 6020Bmg/L 50.0060 CSWAntimony 70601520.0016 06/06/17 09:30 06/12/17 23:06ND

EPA 6020Bmg/L 50.0250 CSWArsenic 70601520.0021 06/06/17 09:30 06/12/17 23:060.0286

EPA 6020Bmg/L 50.0500 CSWBarium 70601520.0013 06/06/17 09:30 06/12/17 23:060.123

EPA 6020Bmg/L 50.0030 CSWBeryllium 70601520.0003 06/06/17 09:30 06/12/17 23:06ND

EPA 6020Bmg/L 50.200 CSWBoron 70601520.0302 06/06/17 09:30 06/12/17 23:060.891

EPA 6020Bmg/L 50.0050 CSWCadmium 70601520.0003 06/06/17 09:30 06/12/17 23:06ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70601520.522 06/06/17 09:30 06/08/17 00:09179

EPA 6020Bmg/L 50.0500 J CSWChromium 70601520.0017 06/06/17 09:30 06/12/17 23:060.0023

EPA 6020Bmg/L 50.0500 CSWCobalt 70601520.0023 06/06/17 09:30 06/12/17 23:06ND

EPA 6020Bmg/L 50.0050 CSWLead 70601520.0003 06/06/17 09:30 06/12/17 23:06ND

EPA 6020Bmg/L 50.0100 CSWMolybdenum 70601520.0030 06/06/17 09:30 06/12/17 23:06ND

EPA 6020Bmg/L 50.0500 CSWSelenium 70601520.0070 06/06/17 09:30 06/12/17 23:06ND

EPA 6020Bmg/L 50.0050 CSWThallium 70601520.0002 06/06/17 09:30 06/12/17 23:06ND

EPA 6020Bmg/L 50.250 J CSWLithium 70601520.0053 06/06/17 09:30 06/12/17 23:060.0229

EPA 7470Amg/L 10.00050 MTCMercury 70600930.000041 06/05/17 11:20 06/05/17 18:32ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 14, 2017

Report No.:  AAF0132

Client ID:  MCM-06

Date/Time Sampled:  6/2/2017   5:00:00PM

Matrix:  Ground Water

Lab Number ID:  AAF0132-02

Date/Time Received:  6/3/2017   9:00:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 706023110 06/08/17 17:40 06/08/17 17:404470

Inorganic Anions

EPA 300.0mg/L 10025 RLCChloride 70601611.3 06/06/17 18:53 06/08/17 16:572500

EPA 300.0mg/L 10.30 J SLHFluoride 70601610.004 06/06/17 18:53 06/07/17 19:030.19

EPA 300.0mg/L 11.0 SLHSulfate 70601610.09 06/06/17 18:53 06/07/17 19:0328

Metals, Total

EPA 6020Bmg/L 50.0060 R-01 CSWAntimony 70601520.0016 06/06/17 09:30 06/12/17 22:15ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70601520.0004 06/06/17 09:30 06/12/17 22:150.0559

EPA 6020Bmg/L 50.0500 CSWBarium 70601520.0013 06/06/17 09:30 06/12/17 22:150.0508

EPA 6020Bmg/L 10.0030 CSWBeryllium 70601520.00007 06/06/17 09:30 06/08/17 00:26ND

EPA 6020Bmg/L 10.0400 CSWBoron 70601520.0060 06/06/17 09:30 06/08/17 00:260.674

EPA 6020Bmg/L 50.0050 R-01 CSWCadmium 70601520.0003 06/06/17 09:30 06/12/17 22:15ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70601520.522 06/06/17 09:30 06/08/17 00:3292.5

EPA 6020Bmg/L 50.0500 R-01 CSWChromium 70601520.0017 06/06/17 09:30 06/12/17 22:15ND

EPA 6020Bmg/L 50.0500 R-01 CSWCobalt 70601520.0023 06/06/17 09:30 06/12/17 22:15ND

EPA 6020Bmg/L 50.0050 CSWLead 70601520.0003 06/06/17 09:30 06/12/17 22:15ND

EPA 6020Bmg/L 50.0100 CSWMolybdenum 70601520.0030 06/06/17 09:30 06/12/17 22:15ND

EPA 6020Bmg/L 50.0500 R-01 CSWSelenium 70601520.0070 06/06/17 09:30 06/12/17 22:15ND

EPA 6020Bmg/L 50.0050 R-01 CSWThallium 70601520.0002 06/06/17 09:30 06/12/17 22:15ND

EPA 6020Bmg/L 10.0500 J CSWLithium 70601520.0011 06/06/17 09:30 06/08/17 00:260.0477

EPA 7470Amg/L 10.00050 MTCMercury 70600930.000041 06/05/17 11:20 06/05/17 18:34ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 14, 2017

Report No.:  AAF0132

Client ID:  MCM-05

Date/Time Sampled:  6/2/2017   2:53:00PM

Matrix:  Ground Water

Lab Number ID:  AAF0132-03

Date/Time Received:  6/3/2017   9:00:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 706023110 06/08/17 17:40 06/08/17 17:405560

Inorganic Anions

EPA 300.0mg/L 10025 RLCChloride 70601611.3 06/06/17 18:53 06/08/17 17:173100

EPA 300.0mg/L 10.30 SLHFluoride 70601610.004 06/06/17 18:53 06/07/17 19:230.34

EPA 300.0mg/L 100100 RLCSulfate 70601619.2 06/06/17 18:53 06/08/17 17:17210

Metals, Total

EPA 6020Bmg/L 50.0060 R-01 CSWAntimony 70601520.0016 06/06/17 09:30 06/12/17 22:20ND

EPA 6020Bmg/L 50.0250 CSWArsenic 70601520.0021 06/06/17 09:30 06/12/17 22:200.0335

EPA 6020Bmg/L 50.0500 R-01, J CSWBarium 70601520.0013 06/06/17 09:30 06/12/17 22:200.0393

EPA 6020Bmg/L 10.0030 CSWBeryllium 70601520.00007 06/06/17 09:30 06/08/17 00:38ND

EPA 6020Bmg/L 10.0400 CSWBoron 70601520.0060 06/06/17 09:30 06/08/17 00:380.555

EPA 6020Bmg/L 50.0050 R-01 CSWCadmium 70601520.0003 06/06/17 09:30 06/12/17 22:20ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70601520.522 06/06/17 09:30 06/08/17 00:43120

EPA 6020Bmg/L 50.0500 R-01 CSWChromium 70601520.0017 06/06/17 09:30 06/12/17 22:20ND

EPA 6020Bmg/L 50.0500 R-01 CSWCobalt 70601520.0023 06/06/17 09:30 06/12/17 22:20ND

EPA 6020Bmg/L 50.0050 CSWLead 70601520.0003 06/06/17 09:30 06/12/17 22:20ND

EPA 6020Bmg/L 50.0100 CSWMolybdenum 70601520.0030 06/06/17 09:30 06/12/17 22:20ND

EPA 6020Bmg/L 50.0500 R-01 CSWSelenium 70601520.0070 06/06/17 09:30 06/12/17 22:20ND

EPA 6020Bmg/L 50.0050 R-01 CSWThallium 70601520.0002 06/06/17 09:30 06/12/17 22:20ND

EPA 6020Bmg/L 10.0500 J CSWLithium 70601520.0011 06/06/17 09:30 06/08/17 00:380.0346

EPA 7470Amg/L 10.00050 J MTCMercury 70600930.000041 06/05/17 11:20 06/05/17 18:360.000042
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 14, 2017

Report No.:  AAF0132

Client ID:  MCM-09

Date/Time Sampled:  6/2/2017  11:47:00AM

Matrix:  Ground Water

Lab Number ID:  AAF0132-04

Date/Time Received:  6/3/2017   9:00:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 706023110 06/08/17 17:40 06/08/17 17:403840

Inorganic Anions

EPA 300.0mg/L 10025 RLCChloride 70601611.3 06/06/17 18:53 06/08/17 17:381800

EPA 300.0mg/L 10.30 SLHFluoride 70601610.004 06/06/17 18:53 06/07/17 19:44ND

EPA 300.0mg/L 100100 RLCSulfate 70601619.2 06/06/17 18:53 06/08/17 17:38560

Metals, Total

EPA 6020Bmg/L 50.0060 R-01 CSWAntimony 70601520.0016 06/06/17 09:30 06/12/17 22:26ND

EPA 6020Bmg/L 50.0100 R-01 CSWArsenic 70601520.0021 06/06/17 09:30 06/12/17 22:26ND

EPA 6020Bmg/L 50.0500 CSWBarium 70601520.0013 06/06/17 09:30 06/12/17 22:260.172

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70601520.00007 06/06/17 09:30 06/08/17 00:490.0001

EPA 6020Bmg/L 10.0400 CSWBoron 70601520.0060 06/06/17 09:30 06/08/17 00:490.0677

EPA 6020Bmg/L 50.0050 R-01 CSWCadmium 70601520.0003 06/06/17 09:30 06/08/17 00:49ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70601520.522 06/06/17 09:30 06/08/17 00:55406

EPA 6020Bmg/L 50.0500 R-01 CSWChromium 70601520.0017 06/06/17 09:30 06/12/17 22:26ND

EPA 6020Bmg/L 50.0500 R-01 CSWCobalt 70601520.0023 06/06/17 09:30 06/12/17 22:26ND

EPA 6020Bmg/L 50.0050 CSWLead 70601520.0003 06/06/17 09:30 06/12/17 22:26ND

EPA 6020Bmg/L 50.0100 CSWMolybdenum 70601520.0030 06/06/17 09:30 06/12/17 22:26ND

EPA 6020Bmg/L 50.0500 R-01 CSWSelenium 70601520.0070 06/06/17 09:30 06/12/17 22:26ND

EPA 6020Bmg/L 50.0050 R-01 CSWThallium 70601520.0002 06/06/17 09:30 06/12/17 22:26ND

EPA 6020Bmg/L 50.0500 CSWLithium 70601520.0053 06/06/17 09:30 06/12/17 22:260.0571

EPA 7470Amg/L 10.00050 MTCMercury 70600930.000041 06/05/17 11:20 06/05/17 18:39ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 14, 2017

Report No.:  AAF0132

Client ID:  MCM-15

Date/Time Sampled:  6/2/2017  10:01:00AM

Matrix:  Ground Water

Lab Number ID:  AAF0132-05

Date/Time Received:  6/3/2017   9:00:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 706023110 06/08/17 17:40 06/08/17 17:4069

Inorganic Anions

EPA 300.0mg/L 10.25 SLHChloride 70601610.01 06/06/17 18:53 06/07/17 20:0511

EPA 300.0mg/L 10.30 SLHFluoride 70601610.004 06/06/17 18:53 06/07/17 20:05ND

EPA 300.0mg/L 11.0 SLHSulfate 70601610.09 06/06/17 18:53 06/07/17 20:0513

Metals, Total

EPA 6020Bmg/L 50.0060 R-01 CSWAntimony 70601520.0016 06/06/17 09:30 06/12/17 22:32ND

EPA 6020Bmg/L 50.0100 R-01, J CSWArsenic 70601520.0021 06/06/17 09:30 06/12/17 22:320.0026

EPA 6020Bmg/L 50.0500 R-01, J CSWBarium 70601520.0013 06/06/17 09:30 06/12/17 22:320.0368

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70601520.00007 06/06/17 09:30 06/08/17 01:000.0001

EPA 6020Bmg/L 10.0400 CSWBoron 70601520.0060 06/06/17 09:30 06/08/17 01:000.0495

EPA 6020Bmg/L 50.0050 R-01 CSWCadmium 70601520.0003 06/06/17 09:30 06/12/17 22:32ND

EPA 6020Bmg/L 10.500 CSWCalcium 70601520.0104 06/06/17 09:30 06/08/17 01:002.77

EPA 6020Bmg/L 50.0500 R-01, J CSWChromium 70601520.0017 06/06/17 09:30 06/12/17 22:320.0019

EPA 6020Bmg/L 50.0500 R-01 CSWCobalt 70601520.0023 06/06/17 09:30 06/12/17 22:32ND

EPA 6020Bmg/L 50.0050 CSWLead 70601520.0003 06/06/17 09:30 06/12/17 22:32ND

EPA 6020Bmg/L 50.0100 CSWMolybdenum 70601520.0030 06/06/17 09:30 06/12/17 22:32ND

EPA 6020Bmg/L 50.0500 R-01 CSWSelenium 70601520.0070 06/06/17 09:30 06/12/17 22:32ND

EPA 6020Bmg/L 50.0050 CSWThallium 70601520.0002 06/06/17 09:30 06/12/17 22:32ND

EPA 6020Bmg/L 10.0500 CSWLithium 70601520.0011 06/06/17 09:30 06/08/17 01:00ND

EPA 7470Amg/L 10.00050 MTCMercury 70601080.000041 06/06/17 10:35 06/06/17 15:15ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 14, 2017

Report No.:  AAF0132

Client ID:  Dup-2

Date/Time Sampled:  6/2/2017  12:00:00AM

Matrix:  Ground Water

Lab Number ID:  AAF0132-06

Date/Time Received:  6/3/2017   9:00:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 706023110 06/08/17 17:40 06/08/17 17:405720

Inorganic Anions

EPA 300.0mg/L 10025 RLCChloride 70601611.3 06/06/17 18:53 06/09/17 23:472900

EPA 300.0mg/L 10.30 J SLHFluoride 70601610.004 06/06/17 18:53 06/07/17 22:090.28

EPA 300.0mg/L 100100 RLCSulfate 70601619.2 06/06/17 18:53 06/09/17 23:47200

Metals, Total

EPA 6020Bmg/L 50.0060 R-01 CSWAntimony 70601520.0016 06/06/17 09:30 06/12/17 22:37ND

EPA 6020Bmg/L 50.0250 CSWArsenic 70601520.0021 06/06/17 09:30 06/12/17 22:370.0310

EPA 6020Bmg/L 50.0500 R-01, J CSWBarium 70601520.0013 06/06/17 09:30 06/12/17 22:370.0389

EPA 6020Bmg/L 10.0030 CSWBeryllium 70601520.00007 06/06/17 09:30 06/08/17 01:12ND

EPA 6020Bmg/L 10.0400 CSWBoron 70601520.0060 06/06/17 09:30 06/08/17 01:120.529

EPA 6020Bmg/L 50.0050 R-01 CSWCadmium 70601520.0003 06/06/17 09:30 06/12/17 22:37ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70601520.522 06/06/17 09:30 06/08/17 01:18124

EPA 6020Bmg/L 50.0500 R-01 CSWChromium 70601520.0017 06/06/17 09:30 06/12/17 22:37ND

EPA 6020Bmg/L 50.0500 R-01 CSWCobalt 70601520.0023 06/06/17 09:30 06/12/17 22:37ND

EPA 6020Bmg/L 50.0050 CSWLead 70601520.0003 06/06/17 09:30 06/12/17 22:37ND

EPA 6020Bmg/L 50.0100 CSWMolybdenum 70601520.0030 06/06/17 09:30 06/12/17 22:37ND

EPA 6020Bmg/L 50.0500 R-01 CSWSelenium 70601520.0070 06/06/17 09:30 06/12/17 22:37ND

EPA 6020Bmg/L 50.0050 R-01 CSWThallium 70601520.0002 06/06/17 09:30 06/12/17 22:37ND

EPA 6020Bmg/L 10.0500 J CSWLithium 70601520.0011 06/06/17 09:30 06/08/17 01:120.0340

EPA 7470Amg/L 10.00050 MTCMercury 70601080.000041 06/06/17 10:35 06/06/17 15:18ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 14, 2017

Report No.:  AAF0132

Client ID:  FBL060217

Date/Time Sampled:  6/2/2017   3:35:00PM

Matrix:  Water

Lab Number ID:  AAF0132-07

Date/Time Received:  6/3/2017   9:00:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 J JPTTotal Dissolved Solids 706023110 06/08/17 17:40 06/08/17 17:4017

Inorganic Anions

EPA 300.0mg/L 10.25 SLHChloride 70601610.01 06/06/17 18:53 06/07/17 22:290.42

EPA 300.0mg/L 10.30 SLHFluoride 70601610.004 06/06/17 18:53 06/07/17 22:29ND

EPA 300.0mg/L 11.0 J SLHSulfate 70601610.09 06/06/17 18:53 06/07/17 22:290.12

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70601520.0003 06/06/17 09:30 06/12/17 21:52ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 70601520.0004 06/06/17 09:30 06/12/17 21:520.0005

EPA 6020Bmg/L 10.0100 CSWBarium 70601520.0003 06/06/17 09:30 06/12/17 21:52ND

EPA 6020Bmg/L 10.0030 CSWBeryllium 70601520.00007 06/06/17 09:30 06/08/17 01:35ND

EPA 6020Bmg/L 10.0400 CSWBoron 70601520.0060 06/06/17 09:30 06/08/17 01:35ND

EPA 6020Bmg/L 10.0010 CSWCadmium 70601520.00006 06/06/17 09:30 06/12/17 21:52ND

EPA 6020Bmg/L 10.500 CSWCalcium 70601520.0104 06/06/17 09:30 06/08/17 01:35ND

EPA 6020Bmg/L 10.0100 CSWChromium 70601520.0003 06/06/17 09:30 06/12/17 21:52ND

EPA 6020Bmg/L 10.0100 CSWCobalt 70601520.0005 06/06/17 09:30 06/12/17 21:52ND

EPA 6020Bmg/L 10.0050 CSWLead 70601520.00007 06/06/17 09:30 06/12/17 21:52ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70601520.0006 06/06/17 09:30 06/12/17 21:52ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70601520.0014 06/06/17 09:30 06/12/17 21:52ND

EPA 6020Bmg/L 10.0010 CSWThallium 70601520.00005 06/06/17 09:30 06/12/17 21:52ND

EPA 6020Bmg/L 10.0500 CSWLithium 70601520.0011 06/06/17 09:30 06/08/17 01:35ND

EPA 7470Amg/L 10.00050 J MTCMercury 70600930.000041 06/05/17 11:20 06/05/17 18:410.00008

Page 10 of 20



Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 14, 2017

Report No.:  AAF0132

Client ID:  EQBL060217

Date/Time Sampled:  6/2/2017   3:40:00PM

Matrix:  Water

Lab Number ID:  AAF0132-08

Date/Time Received:  6/3/2017   9:00:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 706023110 06/08/17 17:40 06/08/17 17:40ND

Inorganic Anions

EPA 300.0mg/L 10.25 J SLHChloride 70601610.01 06/06/17 18:53 06/07/17 22:500.17

EPA 300.0mg/L 10.30 SLHFluoride 70601610.004 06/06/17 18:53 06/07/17 22:50ND

EPA 300.0mg/L 11.0 SLHSulfate 70601610.09 06/06/17 18:53 06/07/17 22:50ND

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70601520.0003 06/06/17 09:30 06/12/17 21:57ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 70601520.0004 06/06/17 09:30 06/12/17 21:570.0004

EPA 6020Bmg/L 10.0100 CSWBarium 70601520.0003 06/06/17 09:30 06/12/17 21:57ND

EPA 6020Bmg/L 10.0030 CSWBeryllium 70601520.00007 06/06/17 09:30 06/12/17 21:57ND

EPA 6020Bmg/L 10.0400 CSWBoron 70601520.0060 06/06/17 09:30 06/08/17 01:41ND

EPA 6020Bmg/L 10.0010 CSWCadmium 70601520.00006 06/06/17 09:30 06/12/17 21:57ND

EPA 6020Bmg/L 10.500 CSWCalcium 70601520.0104 06/06/17 09:30 06/08/17 01:41ND

EPA 6020Bmg/L 10.0100 CSWChromium 70601520.0003 06/06/17 09:30 06/12/17 21:57ND

EPA 6020Bmg/L 10.0100 CSWCobalt 70601520.0005 06/06/17 09:30 06/12/17 21:57ND

EPA 6020Bmg/L 10.0050 CSWLead 70601520.00007 06/06/17 09:30 06/12/17 21:57ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70601520.0006 06/06/17 09:30 06/12/17 21:57ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70601520.0014 06/06/17 09:30 06/12/17 21:57ND

EPA 6020Bmg/L 10.0010 CSWThallium 70601520.00005 06/06/17 09:30 06/12/17 21:57ND

EPA 6020Bmg/L 10.0500 CSWLithium 70601520.0011 06/06/17 09:30 06/08/17 01:41ND

EPA 7470Amg/L 10.00050 J MTCMercury 70600930.000041 06/05/17 11:20 06/05/17 18:430.00006
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 14, 2017

Report No.:  AAF0132

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

General Chemistry - Quality Control

MDL

Batch 7060231 - SM 2540 C

Blank (7060231-BLK1) Prepared & Analyzed: 06/08/17 

Total Dissolved Solids mg/LND 25 10

LCS (7060231-BS1) Prepared & Analyzed: 06/08/17 

Total Dissolved Solids mg/L385 25 400.00 84-1089610

Duplicate (7060231-DUP1) Prepared & Analyzed: 06/08/17 Source: AAF0132-07

Total Dissolved Solids mg/LND 25 17 1010
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 14, 2017

Report No.:  AAF0132

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Inorganic Anions - Quality Control

MDL

Batch 7060161 - EPA 300.0

Blank (7060161-BLK1) Prepared: 06/06/17  Analyzed: 06/07/17 

Chloride mg/LND 0.25 0.01

Fluoride mg/LND 0.30 0.004

Sulfate mg/LND 1.0 0.09

LCS (7060161-BS1) Prepared: 06/06/17  Analyzed: 06/07/17 

Chloride mg/L9.86 0.25 10.020 90-110980.01

Fluoride mg/L9.95 0.30 10.020 90-110990.004

Sulfate mg/L9.86 1.0 10.050 90-110980.09

Matrix Spike (7060161-MS1) Prepared: 06/06/17  Analyzed: 06/07/17 Source: AAF0126-01

Chloride mg/L20.6 0.25 10.020 11.3 90-110930.01

Fluoride mg/L10.4 0.30 10.020 0.07 90-1101030.004

Sulfate mg/L259 1.0 10.050 272 QM-0290-110NR0.09

Matrix Spike (7060161-MS2) Prepared: 06/06/17  Analyzed: 06/07/17 Source: AAF0132-05

Chloride mg/L19.8 0.25 10.020 10.9 QM-0590-110890.01

Fluoride mg/L10.4 0.30 10.020 ND 90-1101030.004

Sulfate mg/L21.7 1.0 10.050 13.2 QM-0590-110850.09

Matrix Spike Dup (7060161-MSD1) Prepared: 06/06/17  Analyzed: 06/07/17 Source: AAF0126-01

Chloride mg/L20.5 0.25 10.020 11.3 1590-11092 0.10.01

Fluoride mg/L10.4 0.30 10.020 0.07 1590-110103 0.10.004

Sulfate mg/L258 1.0 10.050 272 15 QM-0290-110NR 0.10.09
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 14, 2017

Report No.:  AAF0132

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7060093 - EPA 7470A

Blank (7060093-BLK1) Prepared & Analyzed: 06/05/17 

Mercury mg/LND 0.00050 0.000041

LCS (7060093-BS1) Prepared & Analyzed: 06/05/17 

Mercury mg/L0.00245 0.00050 2.5000E-3 80-120980.000041

Matrix Spike (7060093-MS1) Prepared & Analyzed: 06/05/17 Source: AAF0126-01

Mercury mg/L0.00238 0.00050 2.5000E-3 ND 75-125950.000041

Matrix Spike Dup (7060093-MSD1) Prepared & Analyzed: 06/05/17 Source: AAF0126-01

Mercury mg/L0.00245 0.00050 2.5000E-3 ND 2075-12598 30.000041

Post Spike (7060093-PS1) Prepared & Analyzed: 06/05/17 Source: AAF0126-01

Mercury ug/L1.76 1.6667 0.0154 80-120104

Batch 7060108 - EPA 7470A

Blank (7060108-BLK1) Prepared & Analyzed: 06/06/17 

Mercury mg/LND 0.00050 0.000041

LCS (7060108-BS1) Prepared & Analyzed: 06/06/17 

Mercury mg/L0.00228 0.00050 2.5000E-3 80-120910.000041

Matrix Spike (7060108-MS1) Prepared & Analyzed: 06/06/17 Source: AAF0136-01

Mercury mg/L0.00218 0.00050 2.5000E-3 ND 75-125870.000041

Matrix Spike Dup (7060108-MSD1) Prepared & Analyzed: 06/06/17 Source: AAF0136-01

Mercury mg/L0.00219 0.00050 2.5000E-3 ND 2075-12588 0.70.000041
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 14, 2017

Report No.:  AAF0132

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7060108 - EPA 7470A

Post Spike (7060108-PS1) Prepared & Analyzed: 06/06/17 Source: AAF0136-01

Mercury ug/L1.64 1.6667 -0.0292 80-12098

Batch 7060152 - EPA 3005A

Blank (7060152-BLK1) Prepared: 06/06/17  Analyzed: 06/07/17 

Antimony mg/LND 0.0030 0.0003

Arsenic mg/LND 0.0050 0.0004

Barium mg/LND 0.0100 0.0003

Beryllium mg/LND 0.0030 0.00007

Boron mg/LND 0.0400 0.0060

Cadmium mg/LND 0.0010 0.00006

Calcium mg/LND 0.500 0.0104

Chromium mg/LND 0.0100 0.0003

Cobalt mg/LND 0.0100 0.0005

Copper mg/LND 0.0250 0.0003

Lead mg/LND 0.0050 0.00007

Molybdenum mg/LND 0.0100 0.0006

Nickel mg/LND 0.0100 0.0003

Selenium mg/LND 0.0100 0.0014

Silver mg/LND 0.0100 0.0003

Thallium mg/LND 0.0010 0.00005

Vanadium mg/LND 0.0100 0.0014

Zinc mg/L0.0013 0.0100 J0.0013

Lithium mg/LND 0.0500 0.0011

LCS (7060152-BS1) Prepared: 06/06/17  Analyzed: 06/07/17 

Antimony mg/L0.108 0.0030 0.10000 80-1201080.0003

Arsenic mg/L0.105 0.0050 0.10000 80-1201050.0004

Barium mg/L0.104 0.0100 0.10000 80-1201040.0003

Beryllium mg/L0.104 0.0030 0.10000 80-1201040.00007

Boron mg/L1.00 0.0400 1.0000 80-1201000.0060

Cadmium mg/L0.106 0.0010 0.10000 80-1201060.00006

Calcium mg/L1.20 0.500 1.0000 80-1201200.0104

Chromium mg/L0.104 0.0100 0.10000 80-1201040.0003

Cobalt mg/L0.102 0.0100 0.10000 80-1201020.0005

Copper mg/L0.100 0.0250 0.10000 80-1201000.0003

Lead mg/L0.0997 0.0050 0.10000 80-1201000.00007

Molybdenum mg/L0.106 0.0100 0.10000 80-1201060.0006

Nickel mg/L0.103 0.0100 0.10000 80-1201030.0003

Selenium mg/L0.111 0.0100 0.10000 80-1201110.0014

Silver mg/L0.103 0.0100 0.10000 80-1201030.0003
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 14, 2017

Report No.:  AAF0132

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7060152 - EPA 3005A

LCS (7060152-BS1) Prepared: 06/06/17  Analyzed: 06/07/17 

Thallium mg/L0.101 0.0010 0.10000 80-1201010.00005

Vanadium mg/L0.104 0.0100 0.10000 80-1201040.0014

Zinc mg/L0.109 0.0100 0.10000 80-1201090.0013

Lithium mg/L0.107 0.0500 0.10000 80-1201070.0011

Matrix Spike (7060152-MS1) Prepared: 06/06/17  Analyzed: 06/07/17 Source: AAF0065-01

Antimony mg/L0.112 0.0030 0.10000 ND 75-1251120.0003

Arsenic mg/L0.108 0.0050 0.10000 0.0040 75-1251040.0004

Barium mg/L0.126 0.0100 0.10000 0.0195 75-1251070.0003

Beryllium mg/L0.0971 0.0030 0.10000 0.0001 75-125970.00007

Boron mg/L1.00 0.0400 1.0000 0.0608 75-125940.0060

Cadmium mg/L0.105 0.0010 0.10000 ND 75-1251050.00006

Calcium mg/L6.02 0.500 1.0000 3.65 QM-0275-1252370.0104

Chromium mg/L0.105 0.0100 0.10000 0.0008 75-1251050.0003

Cobalt mg/L0.103 0.0100 0.10000 ND 75-1251030.0005

Copper mg/L0.100 0.0250 0.10000 ND 75-1251000.0003

Lead mg/L0.0977 0.0050 0.10000 ND 75-125980.00007

Molybdenum mg/L0.111 0.0100 0.10000 ND 75-1251110.0006

Nickel mg/L0.103 0.0100 0.10000 ND 75-1251030.0003

Selenium mg/L0.106 0.0100 0.10000 ND 75-1251060.0014

Silver mg/L0.106 0.0100 0.10000 ND 75-1251060.0003

Thallium mg/L0.0994 0.0010 0.10000 ND 75-125990.00005

Vanadium mg/L0.114 0.0100 0.10000 0.0044 75-1251090.0014

Zinc mg/L0.110 0.0100 0.10000 0.0023 75-1251080.0013

Lithium mg/L0.0988 0.0500 0.10000 ND 75-125990.0011

Matrix Spike Dup (7060152-MSD1) Prepared: 06/06/17  Analyzed: 06/07/17 Source: AAF0065-01

Antimony mg/L0.107 0.0030 0.10000 ND 2075-125107 40.0003

Arsenic mg/L0.106 0.0050 0.10000 0.0040 2075-125102 20.0004

Barium mg/L0.124 0.0100 0.10000 0.0195 2075-125105 20.0003

Beryllium mg/L0.0967 0.0030 0.10000 0.0001 2075-12597 0.30.00007

Boron mg/L0.997 0.0400 1.0000 0.0608 2075-12594 0.60.0060

Cadmium mg/L0.102 0.0010 0.10000 ND 2075-125102 30.00006

Calcium mg/L5.92 0.500 1.0000 3.65 20 QM-0275-125227 20.0104

Chromium mg/L0.106 0.0100 0.10000 0.0008 2075-125105 0.80.0003

Cobalt mg/L0.102 0.0100 0.10000 ND 2075-125102 10.0005

Copper mg/L0.0978 0.0250 0.10000 ND 2075-12598 20.0003

Lead mg/L0.0970 0.0050 0.10000 ND 2075-12597 0.70.00007

Molybdenum mg/L0.107 0.0100 0.10000 ND 2075-125107 40.0006

Nickel mg/L0.102 0.0100 0.10000 ND 2075-125102 20.0003
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 14, 2017

Report No.:  AAF0132

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7060152 - EPA 3005A

Matrix Spike Dup (7060152-MSD1) Prepared: 06/06/17  Analyzed: 06/07/17 Source: AAF0065-01

Selenium mg/L0.104 0.0100 0.10000 ND 2075-125104 20.0014

Silver mg/L0.100 0.0100 0.10000 ND 2075-125100 50.0003

Thallium mg/L0.101 0.0010 0.10000 ND 2075-125101 10.00005

Vanadium mg/L0.112 0.0100 0.10000 0.0044 2075-125107 20.0014

Zinc mg/L0.105 0.0100 0.10000 0.0023 2075-125103 50.0013

Lithium mg/L0.0975 0.0500 0.10000 ND 2075-12598 10.0011

Post Spike (7060152-PS1) Prepared: 06/06/17  Analyzed: 06/07/17 Source: AAF0065-01

Antimony ug/L106 100.00 0.182 80-120106

Arsenic ug/L108 100.00 4.02 80-120104

Barium ug/L125 100.00 19.5 80-120105

Beryllium ug/L95.6 100.00 0.0981 80-12096

Boron ug/L1030 1000.0 60.8 80-12097

Cadmium ug/L104 100.00 0.0025 80-120104

Calcium ug/L5890 1000.0 3650 QM-0280-120224

Chromium ug/L106 100.00 0.783 80-120106

Cobalt ug/L104 100.00 0.0104 80-120104

Copper ug/L99.8 100.00 -0.0325 80-120100

Lead ug/L98.6 100.00 0.0190 80-12099

Molybdenum ug/L111 100.00 0.0899 80-120111

Nickel ug/L103 100.00 0.0357 80-120103

Selenium ug/L109 100.00 0.209 80-120108

Silver ug/L103 100.00 -0.0020 80-120103

Thallium ug/L99.9 100.00 0.0014 80-120100

Vanadium ug/L115 100.00 4.36 80-120110

Zinc ug/L107 100.00 2.33 80-120104

Lithium ug/L98.0 100.00 0.543 80-12097
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
June 14, 2017

Legend

Definition of Laboratory Terms

ND

TIC

CFU

SOP

RL

 - Not Detected at levels equal to or greater than the MDL

 - Tentatively Identified Compound

 - Colony Forming Units

 - Method run per Pace Standard Operating Procedure

 - Reporting Limit

Definition of Qualifiers

Sample Information

N-Nitrosodiphenylamine breaks down to diphenylamine in the GCMS; both analytes are reported as 

N-Nitrososdiphenylamine. Pace is not NELAC certified for N-Nitrososdiphenylamine. 

Phthalic acid and phthalic anhydride are reported as dimethyl phthalate 

Maleic acid and maleic anhydride are reported as dimethyl malate 

1,2-Diphenylhydrazine breaks down to azobenzene in the GCMS; both analytes are reported as azobenzene

DF  - Dilution Factor

 - Method Detection LimitMDL

 - Not Detected at levels equal to or greater than the RLBRL

R-01 Elevated reporting limit due to matrix interference.

QM-05 The spike recovery was outside acceptance limits for the MS and/or MSD and/or PDS due to suspected matrix 

interference.  Sample results for the QC batch were accepted based on acceptable LCS recoveries.

QM-02 The spike recovery is outside acceptance limits due to insignificant spike amount as compared to sample 

concentration.

J Estimated value less than Reporting Limit (RL) but greater than Method Detection Limit(MDL) (CLP J-Flag).

Note: Unless otherwise noted, all results are reported on an as received basis.
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LOG-IN CHECKLIST

Georgia Power

CCR EventProject: 

Client: 

Printed: 6/5/2017  9:26:03AM

Environmental Monitoring & Laboratory Analysis

(770) 734-4200  FAX (770) 734-4201

110 Technology Parkway, Peachtree Corners, GA 30092

PACE ANALYTICAL SERVICES, LLC.

Date Received: 06/03/17 09:00 Logged In By: Mohammad M. Rahman

Work Order: AAF0132

OBSERVATIONS

Attn: Mr. Joju Abraham

#Samples:  8 #Containers:  34 

 2.3  2.3

YES

Minimum Temp(C): Maximum Temp(C):

CHECKLIST ITEMS

COC included with Samples

Sample Container(s) Intact

Chain of Custody Complete

Sample Container(s) Match COC

Custody seal Intact

Temperature in Compliance

Sufficient Sample Volume for Analysis

Zero Headspace Maintained for VOA Analyses

Samples labeled preserved (If Applicable)

Samples received within Allowable Hold Times

Samples Received on Ice

Preservation Confirmed

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

Custody Seal(s) Used: Yes

Comments:
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June 26, 2017

LIMS USE: FR - MARIA PADILLA

LIMS OBJECT ID: 30220778

30220778

Project:

Pace Project No.:

RE:

Maria Padilla
GA Power
2480 Maner Rd
Atlanta, GA 30339

AAF0132 Plant McManus

Dear Maria Padilla:

Enclosed are the analytical results for sample(s) received by the laboratory on June 06, 2017. The
results relate only to the samples included in this report. Results reported herein conform to the most
current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual, where
applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Jacquelyn Collins

jacquelyn.collins@pacelabs.com

Project Manager
(724)850-5612

Enclosures

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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CERTIFICATIONS

Pace Project No.:

Project:

30220778

AAF0132 Plant McManus

Pennsylvania Certification IDs

1638 Roseytown Rd Suites 2,3&4, Greensburg, PA 15601

L-A-B DOD-ELAP Accreditation #: L2417

Alabama Certification #: 41590

Arizona Certification #: AZ0734

Arkansas Certification

California Certification #: 04222CA

Colorado Certification

Connecticut Certification #: PH-0694

Delaware Certification

Florida/TNI Certification #: E87683

Georgia Certification #: C040

Guam Certification

Hawaii Certification

Idaho Certification

Illinois Certification

Indiana Certification

Iowa Certification #: 391

Kansas/TNI Certification #: E-10358

Kentucky Certification #: 90133

Louisiana DHH/TNI Certification #: LA140008

Louisiana DEQ/TNI Certification #: 4086

Maine Certification #: PA00091

Maryland Certification #: 308

Massachusetts Certification #: M-PA1457

Michigan/PADEP Certification

Missouri Certification #: 235

Montana Certification #: Cert 0082

Nebraska Certification #: NE-05-29-14

Nevada Certification #: PA014572015-1

New Hampshire/TNI Certification #: 2976

New Jersey/TNI Certification #: PA 051

New Mexico Certification #: PA01457

New York/TNI Certification #: 10888

North Carolina Certification #: 42706

North Dakota Certification #: R-190

Oregon/TNI Certification #: PA200002

Pennsylvania/TNI Certification #: 65-00282

Puerto Rico Certification #: PA01457

Rhode Island Certification #: 65-00282

South Dakota Certification

Tennessee Certification #: TN2867

Texas/TNI Certification #: T104704188-14-8

Utah/TNI Certification #: PA014572015-5

USDA Soil Permit #: P330-14-00213

Vermont Dept. of Health: ID# VT-0282

Virgin Island/PADEP Certification

Virginia/VELAP Certification #: 460198

Washington Certification #: C868

West Virginia DEP Certification #: 143

West Virginia DHHR Certification #: 9964C

Wisconsin Certification

Wyoming Certification #: 8TMS-L

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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SAMPLE SUMMARY

Pace Project No.:

Project:

30220778

AAF0132 Plant McManus

Lab ID Sample ID Matrix Date Collected Date Received

30220778001 MCM-07 Water 06/02/17 16:58 06/06/17 10:15

30220778002 MCM-06 Water 06/02/17 17:00 06/06/17 10:15

30220778003 MCM-05 Water 06/02/17 14:53 06/06/17 10:15

30220778004 MCM-09 Water 06/02/17 11:47 06/06/17 10:15

30220778005 MCM-15 Water 06/02/17 10:01 06/06/17 10:15

30220778006 Dup-2 Water 06/02/17 00:00 06/06/17 10:15

30220778007 FBL060217 Water 06/02/17 15:35 06/06/17 10:15

30220778008 EQBL060217 Water 06/02/17 15:40 06/06/17 10:15

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

30220778

AAF0132 Plant McManus

Lab ID Sample ID Method

Analytes

ReportedAnalysts

30220778001 MCM-07 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC

30220778002 MCM-06 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC

30220778003 MCM-05 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC

30220778004 MCM-09 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC

30220778005 MCM-15 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC

30220778006 Dup-2 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC

30220778007 FBL060217 EPA 9315 1LAL

EPA 9320 1JLW

Total Radium Calculation 1CMC

30220778008 EQBL060217 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1CMC

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

30220778

AAF0132 Plant McManus

Sample: MCM-07 Lab ID: 30220778001 Collected: 06/02/17 16:58 Received: 06/06/17 10:15 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 4.52 ± 0.848   (0.198)
C:91% T:NA

pCi/L 06/12/17 09:58 13982-63-3EPA 9315

Radium-228 3.04 ± 0.897   (1.08)
C:75% T:72%

pCi/L 06/20/17 17:58 15262-20-1EPA 9320

Total Radium 7.56 ± 1.75   (1.28) pCi/L 06/21/17 14:23 7440-14-4Total Radium
Calculation

Sample: MCM-06 Lab ID: 30220778002 Collected: 06/02/17 17:00 Received: 06/06/17 10:15 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.24 ± 0.351   (0.228)
C:86% T:NA

pCi/L 06/12/17 09:58 13982-63-3EPA 9315

Radium-228 1.21 ± 0.571   (0.956)
C:78% T:71%

pCi/L 06/20/17 17:58 15262-20-1EPA 9320

Total Radium 2.45 ± 0.922   (1.18) pCi/L 06/21/17 14:23 7440-14-4Total Radium
Calculation

Sample: MCM-05 Lab ID: 30220778003 Collected: 06/02/17 14:53 Received: 06/06/17 10:15 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.50 ± 0.385   (0.195)
C:90% T:NA

pCi/L 06/12/17 10:14 13982-63-3EPA 9315

Radium-228 0.494 ± 0.703   (1.51)
C:76% T:46%

pCi/L 06/20/17 17:58 15262-20-1EPA 9320

Total Radium 1.99 ± 1.09   (1.71) pCi/L 06/21/17 14:23 7440-14-4Total Radium
Calculation

Sample: MCM-09 Lab ID: 30220778004 Collected: 06/02/17 11:47 Received: 06/06/17 10:15 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 2.62 ± 0.567   (0.219)
C:93% T:NA

pCi/L 06/12/17 10:14 13982-63-3EPA 9315

Radium-228 2.65 ± 0.785   (0.942)
C:77% T:78%

pCi/L 06/20/17 17:58 15262-20-1EPA 9320

Total Radium 5.27 ± 1.35   (1.16) pCi/L 06/21/17 14:23 7440-14-4Total Radium
Calculation

Sample: MCM-15 Lab ID: 30220778005 Collected: 06/02/17 10:01 Received: 06/06/17 10:15 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.23 ± 0.350   (0.235)
C:85% T:NA

pCi/L 06/12/17 10:14 13982-63-3EPA 9315

Radium-228 0.237 ± 0.403   (0.880)
C:75% T:79%

pCi/L 06/20/17 17:59 15262-20-1EPA 9320

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

30220778

AAF0132 Plant McManus

Sample: MCM-15 Lab ID: 30220778005 Collected: 06/02/17 10:01 Received: 06/06/17 10:15 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Total Radium 1.47 ± 0.753   (1.12) pCi/L 06/21/17 14:23 7440-14-4Total Radium
Calculation

Sample: Dup-2 Lab ID: 30220778006 Collected: 06/02/17 00:00 Received: 06/06/17 10:15 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.34 ± 0.377   (0.294)
C:86% T:NA

pCi/L 06/12/17 10:14 13982-63-3EPA 9315

Radium-228 0.946 ± 0.715   (1.39)
C:82% T:46%

pCi/L 06/20/17 17:59 15262-20-1EPA 9320

Total Radium 2.29 ± 1.09   (1.68) pCi/L 06/21/17 14:23 7440-14-4Total Radium
Calculation

Sample: FBL060217 Lab ID: 30220778007 Collected: 06/02/17 15:35 Received: 06/06/17 10:15 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 -0.0432 ± 0.0732   (0.253)
C:92% T:NA

pCi/L 06/12/17 10:14 13982-63-3EPA 9315

Radium-228 0.393 ± 0.397   (0.814)
C:77% T:79%

pCi/L 06/20/17 17:59 15262-20-1EPA 9320

Total Radium 0.393 ± 0.470   (1.07) pCi/L 06/21/17 14:23 7440-14-4Total Radium
Calculation

Sample: EQBL060217 Lab ID: 30220778008 Collected: 06/02/17 15:40 Received: 06/06/17 10:15 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.173 ± 0.245   (0.537)
C:93% T:NA

pCi/L 06/21/17 08:14 13982-63-3EPA 9315

Radium-228 0.230 ± 0.366   (0.793)
C:75% T:85%

pCi/L 06/21/17 15:13 15262-20-1EPA 9320

Total Radium 0.403 ± 0.611   (1.33) pCi/L 06/23/17 12:18 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30220778

AAF0132 Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

261089

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 30220778001, 30220778002, 30220778003, 30220778004, 30220778005, 30220778006, 30220778007

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1285496

Associated Lab Samples: 30220778001, 30220778002, 30220778003, 30220778004, 30220778005, 30220778006, 30220778007

Matrix: Water

Analyzed

Radium-228 pCi/L 06/20/17 11:390.769 ± 0.411   (0.745) C:79% T:83%

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30220778

AAF0132 Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

261654

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 30220778008

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1288485

Associated Lab Samples: 30220778008

Matrix: Water

Analyzed

Radium-228 pCi/L 06/21/17 15:130.228 ± 0.334   (0.719) C:77% T:81%

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30220778

AAF0132 Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

261179

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 30220778001, 30220778002, 30220778003, 30220778004, 30220778005, 30220778006, 30220778007

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1285893

Associated Lab Samples: 30220778001, 30220778002, 30220778003, 30220778004, 30220778005, 30220778006, 30220778007

Matrix: Water

Analyzed

Radium-226 pCi/L 06/12/17 08:270.103 ± 0.109   (0.204) C:89% T:NA

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30220778

AAF0132 Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

261827

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 30220778008

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1289194

Associated Lab Samples: 30220778008

Matrix: Water

Analyzed

Radium-226 pCi/L 06/21/17 08:140.0925 ± 0.145   (0.314) C:89% T:NA

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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QUALIFIERS

Pace Project No.:

Project:

30220778

AAF0132 Plant McManus

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Act - Activity

Unc - Uncertainty: SDWA = 1.96 sigma count uncertainty, all other matrices = Expanded Uncertainty (95% confidence interval).
Gamma Spec = Expanded Uncertainty (95.4% Confidence Interval)

(MDC) - Minimum Detectable Concentration

Trac - Tracer Recovery (%)

Carr - Carrier Recovery (%)

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 06/26/2017 10:55 AM

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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PACE ANALYTICAL SERVICES, LLC.

Environmental Monitoring & Laboratory Analysis
110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

Georgia Power

Project: CCR Event

Atlanta, GA 30339

2480 Maner Road

Mr. Joju Abraham

We appreciate the opportunity to provide the analytical support for your project .  The analytical results in this report are based 

upon information supplied by you, the client, and are for your exclusive use.  If you have any questions regarding this data 

package, please do not hesitate to call. 

Laboratory Report

Project #:Plant McManus

Prepared For:

Attention:

August 11, 2017

Report Number: AAH0134

Approved:

This report may not be reproduced, except in full, without written approval from Pace Analytical Services, LLC. 

All test results relate only to the samples analyzed.
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 11, 2017

Sample ID Laboratory ID Matrix Date Sampled

ANALYTICAL REPORT FOR SAMPLES

Date Received

MCM-02 AAH0134-01 08/02/17 12:22 08/03/17 09:10Ground Water

MCM-04 AAH0134-02 08/02/17 09:57 08/03/17 09:10Ground Water

MCM-08 AAH0134-03 08/02/17 12:34 08/03/17 09:10Ground Water

MCM-10 AAH0134-04 08/02/17 16:50 08/03/17 09:10Ground Water

MCM-11 AAH0134-05 08/02/17 15:14 08/03/17 09:10Ground Water

MCM-15 AAH0134-06 08/02/17 10:30 08/03/17 09:10Ground Water

Dup-1 AAH0134-07 08/02/17 00:00 08/03/17 09:10Ground Water

EQBL080217 AAH0134-08 08/02/17 14:30 08/03/17 09:10Water

FBL080217 AAH0134-09 08/02/17 11:45 08/03/17 09:10Water
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 11, 2017

The Radium analysis by methods EPA 9315/9320 was performed by Pace-Pittsburgh, 1638 Roseytown Road - Suites 2, 3, 4, 

Greensburg PA 15601. The Pace-Pittsburgh lab contact is Jacquelyn Collins at 724-850-5612.

Case Narrative
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 11, 2017

Report No.:  AAH0134

Client ID:  MCM-02

Date/Time Sampled:  8/2/2017  12:22:00PM

Matrix:  Ground Water

Lab Number ID:  AAH0134-01

Date/Time Received:  8/3/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708017610 08/07/17 15:55 08/07/17 15:55136

Inorganic Anions

EPA 300.0mg/L 10.25 RLCChloride 70800890.02 08/03/17 10:39 08/03/17 14:1342

EPA 300.0mg/L 10.30 J RLCFluoride 70800890.03 08/03/17 10:39 08/03/17 14:130.14

EPA 300.0mg/L 11.0 RLCSulfate 70800890.02 08/03/17 10:39 08/03/17 14:1343

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70801140.0006 08/04/17 15:30 08/07/17 18:35ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 70801140.0005 08/04/17 15:30 08/07/17 18:350.0011

EPA 6020Bmg/L 10.0100 CSWBarium 70801140.0004 08/04/17 15:30 08/07/17 18:350.121

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70801140.00009 08/04/17 15:30 08/07/17 18:350.0002

EPA 6020Bmg/L 10.0400 CSWBoron 70801140.0060 08/04/17 15:30 08/07/17 18:350.158

EPA 6020Bmg/L 10.0010 CSWCadmium 70801140.0001 08/04/17 15:30 08/07/17 18:35ND

EPA 6020Bmg/L 10.500 CSWCalcium 70801140.0404 08/04/17 15:30 08/07/17 18:354.69

EPA 6020Bmg/L 10.0100 CSWChromium 70801140.0005 08/04/17 15:30 08/07/17 18:35ND

EPA 6020Bmg/L 10.0100 J CSWCobalt 70801140.0003 08/04/17 15:30 08/07/17 18:350.0005

EPA 6020Bmg/L 10.0050 J CSWLead 70801140.00007 08/04/17 15:30 08/07/17 18:350.0001

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70801140.0010 08/04/17 15:30 08/07/17 18:35ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70801140.0018 08/04/17 15:30 08/07/17 18:35ND

EPA 6020Bmg/L 10.0010 CSWThallium 70801140.00005 08/04/17 15:30 08/07/17 18:35ND

EPA 6020Bmg/L 10.0500 CSWLithium 70801140.0015 08/04/17 15:30 08/07/17 18:35ND

EPA 7470Amg/L 10.00050 MTCMercury 70802510.000036 08/10/17 14:30 08/10/17 19:18ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 11, 2017

Report No.:  AAH0134

Client ID:  MCM-04

Date/Time Sampled:  8/2/2017   9:57:00AM

Matrix:  Ground Water

Lab Number ID:  AAH0134-02

Date/Time Received:  8/3/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708017610 08/07/17 15:55 08/07/17 15:55538

Inorganic Anions

EPA 300.0mg/L 102.5 RLCChloride 70800890.24 08/03/17 10:39 08/04/17 14:33230

EPA 300.0mg/L 10.30 J RLCFluoride 70800890.03 08/03/17 10:39 08/03/17 14:340.27

EPA 300.0mg/L 1010 RLCSulfate 70800890.17 08/03/17 10:39 08/04/17 14:33120

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70801140.0006 08/04/17 15:30 08/07/17 18:58ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 70801140.0005 08/04/17 15:30 08/07/17 18:580.0028

EPA 6020Bmg/L 10.0100 CSWBarium 70801140.0004 08/04/17 15:30 08/07/17 18:580.0530

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70801140.00009 08/04/17 15:30 08/07/17 18:580.0003

EPA 6020Bmg/L 10.0400 CSWBoron 70801140.0060 08/04/17 15:30 08/07/17 18:580.137

EPA 6020Bmg/L 10.0010 CSWCadmium 70801140.0001 08/04/17 15:30 08/07/17 18:58ND

EPA 6020Bmg/L 505.00 CSWCalcium 70801142.02 08/04/17 15:30 08/07/17 19:0412.4

EPA 6020Bmg/L 10.0100 J CSWChromium 70801140.0005 08/04/17 15:30 08/07/17 18:580.0012

EPA 6020Bmg/L 10.0100 CSWCobalt 70801140.0003 08/04/17 15:30 08/07/17 18:58ND

EPA 6020Bmg/L 10.0050 CSWLead 70801140.00007 08/04/17 15:30 08/07/17 18:58ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70801140.0010 08/04/17 15:30 08/07/17 18:58ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70801140.0018 08/04/17 15:30 08/07/17 18:58ND

EPA 6020Bmg/L 10.0010 CSWThallium 70801140.00005 08/04/17 15:30 08/07/17 18:58ND

EPA 6020Bmg/L 10.0500 CSWLithium 70801140.0015 08/04/17 15:30 08/07/17 18:58ND

EPA 7470Amg/L 10.00050 MTCMercury 70802510.000036 08/10/17 14:30 08/10/17 19:21ND

Page 5 of 22



Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 11, 2017

Report No.:  AAH0134

Client ID:  MCM-08

Date/Time Sampled:  8/2/2017  12:34:00PM

Matrix:  Ground Water

Lab Number ID:  AAH0134-03

Date/Time Received:  8/3/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708017610 08/07/17 15:55 08/07/17 15:553100

Inorganic Anions

EPA 300.0mg/L 5012 RLCChloride 70800891.2 08/03/17 10:39 08/04/17 14:541600

EPA 300.0mg/L 10.30 J RLCFluoride 70800890.03 08/03/17 10:39 08/03/17 14:550.16

EPA 300.0mg/L 5050 RLCSulfate 70800890.85 08/03/17 10:39 08/04/17 14:54290

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70801140.0006 08/04/17 15:30 08/07/17 19:10ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70801140.0005 08/04/17 15:30 08/07/17 19:100.0208

EPA 6020Bmg/L 10.0100 CSWBarium 70801140.0004 08/04/17 15:30 08/07/17 19:100.440

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70801140.00009 08/04/17 15:30 08/07/17 19:100.0003

EPA 6020Bmg/L 10.0400 CSWBoron 70801140.0060 08/04/17 15:30 08/07/17 19:100.318

EPA 6020Bmg/L 10.0010 CSWCadmium 70801140.0001 08/04/17 15:30 08/07/17 19:10ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70801142.02 08/04/17 15:30 08/07/17 19:1532.7

EPA 6020Bmg/L 10.0100 CSWChromium 70801140.0005 08/04/17 15:30 08/07/17 19:100.0150

EPA 6020Bmg/L 10.0100 J CSWCobalt 70801140.0003 08/04/17 15:30 08/07/17 19:100.0018

EPA 6020Bmg/L 10.0050 CSWLead 70801140.00007 08/04/17 15:30 08/07/17 19:10ND

EPA 6020Bmg/L 10.0100 J CSWMolybdenum 70801140.0010 08/04/17 15:30 08/07/17 19:100.0029

EPA 6020Bmg/L 10.0100 J CSWSelenium 70801140.0018 08/04/17 15:30 08/07/17 19:100.0055

EPA 6020Bmg/L 10.0010 CSWThallium 70801140.00005 08/04/17 15:30 08/07/17 19:10ND

EPA 6020Bmg/L 10.0500 J CSWLithium 70801140.0015 08/04/17 15:30 08/07/17 19:100.0017

EPA 7470Amg/L 10.00050 MTCMercury 70802510.000036 08/10/17 14:30 08/10/17 19:23ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 11, 2017

Report No.:  AAH0134

Client ID:  MCM-10

Date/Time Sampled:  8/2/2017   4:50:00PM

Matrix:  Ground Water

Lab Number ID:  AAH0134-04

Date/Time Received:  8/3/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708017610 08/07/17 15:55 08/07/17 15:554910

Inorganic Anions

EPA 300.0mg/L 10025 RLCChloride 70800892.4 08/03/17 10:39 08/04/17 15:15850

EPA 300.0mg/L 10.30 RLCFluoride 70800890.03 08/03/17 10:39 08/03/17 15:572.9

EPA 300.0mg/L 100100 RLCSulfate 70800891.7 08/03/17 10:39 08/04/17 15:152500

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70801140.0006 08/04/17 15:30 08/07/17 19:21ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70801140.0005 08/04/17 15:30 08/07/17 19:210.0369

EPA 6020Bmg/L 10.0100 CSWBarium 70801140.0004 08/04/17 15:30 08/07/17 19:210.0244

EPA 6020Bmg/L 10.0030 CSWBeryllium 70801140.00009 08/04/17 15:30 08/07/17 19:210.0239

EPA 6020Bmg/L 10.0400 CSWBoron 70801140.0060 08/04/17 15:30 08/07/17 19:210.181

EPA 6020Bmg/L 50.0050 R-01 CSWCadmium 70801140.0007 08/04/17 15:30 08/07/17 20:30ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70801142.02 08/04/17 15:30 08/07/17 19:27103

EPA 6020Bmg/L 10.0100 J CSWChromium 70801140.0005 08/04/17 15:30 08/07/17 19:210.0060

EPA 6020Bmg/L 10.0100 CSWCobalt 70801140.0003 08/04/17 15:30 08/07/17 19:210.0255

EPA 6020Bmg/L 50.0050 CSWLead 70801140.0003 08/04/17 15:30 08/07/17 20:30ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70801140.0010 08/04/17 15:30 08/07/17 19:21ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70801140.0018 08/04/17 15:30 08/07/17 19:210.0396

EPA 6020Bmg/L 50.0020 R-01 CSWThallium 70801140.0003 08/04/17 15:30 08/07/17 20:30ND

EPA 6020Bmg/L 50.0500 CSWLithium 70801140.0075 08/04/17 15:30 08/07/17 20:300.159

EPA 7470Amg/L 10.00050 MTCMercury 70802510.000036 08/10/17 14:30 08/10/17 19:26ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 11, 2017

Report No.:  AAH0134

Client ID:  MCM-11

Date/Time Sampled:  8/2/2017   3:14:00PM

Matrix:  Ground Water

Lab Number ID:  AAH0134-05

Date/Time Received:  8/3/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708017610 08/07/17 15:55 08/07/17 15:55183

Inorganic Anions

EPA 300.0mg/L 51.2 RLCChloride 70800890.12 08/03/17 10:39 08/04/17 15:3557

EPA 300.0mg/L 10.30 RLCFluoride 70800890.03 08/03/17 10:39 08/03/17 16:170.69

EPA 300.0mg/L 11.0 RLCSulfate 70800890.02 08/03/17 10:39 08/03/17 16:1734

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70801140.0006 08/04/17 15:30 08/07/17 19:32ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70801140.0005 08/04/17 15:30 08/07/17 19:320.0188

EPA 6020Bmg/L 10.0100 CSWBarium 70801140.0004 08/04/17 15:30 08/07/17 19:320.0533

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70801140.00009 08/04/17 15:30 08/07/17 19:320.0001

EPA 6020Bmg/L 10.0400 J CSWBoron 70801140.0060 08/04/17 15:30 08/07/17 19:320.0392

EPA 6020Bmg/L 10.0010 CSWCadmium 70801140.0001 08/04/17 15:30 08/07/17 19:32ND

EPA 6020Bmg/L 505.00 CSWCalcium 70801142.02 08/04/17 15:30 08/07/17 19:3818.5

EPA 6020Bmg/L 10.0100 CSWChromium 70801140.0005 08/04/17 15:30 08/07/17 19:32ND

EPA 6020Bmg/L 10.0100 J CSWCobalt 70801140.0003 08/04/17 15:30 08/07/17 19:320.0006

EPA 6020Bmg/L 10.0050 CSWLead 70801140.00007 08/04/17 15:30 08/07/17 19:32ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70801140.0010 08/04/17 15:30 08/07/17 19:32ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70801140.0018 08/04/17 15:30 08/07/17 19:32ND

EPA 6020Bmg/L 10.0010 CSWThallium 70801140.00005 08/04/17 15:30 08/07/17 19:32ND

EPA 6020Bmg/L 10.0500 J CSWLithium 70801140.0015 08/04/17 15:30 08/07/17 19:320.0036

EPA 7470Amg/L 10.00050 MTCMercury 70802510.000036 08/10/17 14:30 08/10/17 19:33ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 11, 2017

Report No.:  AAH0134

Client ID:  MCM-15

Date/Time Sampled:  8/2/2017  10:30:00AM

Matrix:  Ground Water

Lab Number ID:  AAH0134-06

Date/Time Received:  8/3/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708017610 08/07/17 15:55 08/07/17 15:5535

Inorganic Anions

EPA 300.0mg/L 10.25 RLCChloride 70800890.02 08/03/17 10:39 08/03/17 16:383.2

EPA 300.0mg/L 10.30 J RLCFluoride 70800890.03 08/03/17 10:39 08/03/17 16:380.05

EPA 300.0mg/L 11.0 RLCSulfate 70800890.02 08/03/17 10:39 08/03/17 16:3814

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70801140.0006 08/04/17 15:30 08/07/17 19:44ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 70801140.0005 08/04/17 15:30 08/07/17 19:440.0047

EPA 6020Bmg/L 10.0100 CSWBarium 70801140.0004 08/04/17 15:30 08/07/17 19:440.0355

EPA 6020Bmg/L 10.0030 CSWBeryllium 70801140.00009 08/04/17 15:30 08/07/17 19:44ND

EPA 6020Bmg/L 10.0400 J CSWBoron 70801140.0060 08/04/17 15:30 08/07/17 19:440.0333

EPA 6020Bmg/L 10.0010 CSWCadmium 70801140.0001 08/04/17 15:30 08/07/17 19:44ND

EPA 6020Bmg/L 10.500 CSWCalcium 70801140.0404 08/04/17 15:30 08/07/17 19:441.27

EPA 6020Bmg/L 10.0100 J CSWChromium 70801140.0005 08/04/17 15:30 08/07/17 19:440.0017

EPA 6020Bmg/L 10.0100 CSWCobalt 70801140.0003 08/04/17 15:30 08/07/17 19:44ND

EPA 6020Bmg/L 10.0050 J CSWLead 70801140.00007 08/04/17 15:30 08/07/17 19:440.0001

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70801140.0010 08/04/17 15:30 08/07/17 19:44ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70801140.0018 08/04/17 15:30 08/07/17 19:44ND

EPA 6020Bmg/L 10.0010 CSWThallium 70801140.00005 08/04/17 15:30 08/07/17 19:44ND

EPA 6020Bmg/L 10.0500 CSWLithium 70801140.0015 08/04/17 15:30 08/07/17 19:44ND

EPA 7470Amg/L 10.00050 MTCMercury 70802510.000036 08/10/17 14:30 08/10/17 19:35ND

Page 9 of 22



Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 11, 2017

Report No.:  AAH0134

Client ID:  Dup-1

Date/Time Sampled:  8/2/2017  12:00:00AM

Matrix:  Ground Water

Lab Number ID:  AAH0134-07

Date/Time Received:  8/3/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708017610 08/07/17 15:55 08/07/17 15:55553

Inorganic Anions

EPA 300.0mg/L 102.5 RLCChloride 70800890.24 08/03/17 10:39 08/04/17 15:56210

EPA 300.0mg/L 10.30 J RLCFluoride 70800890.03 08/03/17 10:39 08/03/17 16:590.27

EPA 300.0mg/L 1010 RLCSulfate 70800890.17 08/03/17 10:39 08/04/17 15:56110

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70801140.0006 08/04/17 15:30 08/07/17 20:07ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 70801140.0005 08/04/17 15:30 08/07/17 20:070.0026

EPA 6020Bmg/L 10.0100 CSWBarium 70801140.0004 08/04/17 15:30 08/07/17 20:070.0498

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70801140.00009 08/04/17 15:30 08/07/17 20:070.0002

EPA 6020Bmg/L 10.0400 CSWBoron 70801140.0060 08/04/17 15:30 08/07/17 20:070.120

EPA 6020Bmg/L 10.0010 CSWCadmium 70801140.0001 08/04/17 15:30 08/07/17 20:07ND

EPA 6020Bmg/L 505.00 CSWCalcium 70801142.02 08/04/17 15:30 08/07/17 20:1212.3

EPA 6020Bmg/L 10.0100 J CSWChromium 70801140.0005 08/04/17 15:30 08/07/17 20:070.0012

EPA 6020Bmg/L 10.0100 CSWCobalt 70801140.0003 08/04/17 15:30 08/07/17 20:07ND

EPA 6020Bmg/L 10.0050 CSWLead 70801140.00007 08/04/17 15:30 08/07/17 20:07ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70801140.0010 08/04/17 15:30 08/07/17 20:07ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70801140.0018 08/04/17 15:30 08/07/17 20:07ND

EPA 6020Bmg/L 10.0010 CSWThallium 70801140.00005 08/04/17 15:30 08/07/17 20:07ND

EPA 6020Bmg/L 10.0500 CSWLithium 70801140.0015 08/04/17 15:30 08/07/17 20:07ND

EPA 7470Amg/L 10.00050 MTCMercury 70802510.000036 08/10/17 14:30 08/10/17 19:37ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 11, 2017

Report No.:  AAH0134

Client ID:  EQBL080217

Date/Time Sampled:  8/2/2017   2:30:00PM

Matrix:  Water

Lab Number ID:  AAH0134-08

Date/Time Received:  8/3/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708017610 08/07/17 15:55 08/07/17 15:55ND

Inorganic Anions

EPA 300.0mg/L 10.25 J RLCChloride 70800890.02 08/03/17 10:39 08/03/17 17:190.12

EPA 300.0mg/L 10.30 RLCFluoride 70800890.03 08/03/17 10:39 08/03/17 17:19ND

EPA 300.0mg/L 11.0 J RLCSulfate 70800890.02 08/03/17 10:39 08/03/17 17:190.16

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70801140.0006 08/04/17 15:30 08/07/17 20:18ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70801140.0005 08/04/17 15:30 08/07/17 20:18ND

EPA 6020Bmg/L 10.0100 CSWBarium 70801140.0004 08/04/17 15:30 08/07/17 20:18ND

EPA 6020Bmg/L 10.0030 CSWBeryllium 70801140.00009 08/04/17 15:30 08/07/17 20:18ND

EPA 6020Bmg/L 10.0400 CSWBoron 70801140.0060 08/04/17 15:30 08/07/17 20:18ND

EPA 6020Bmg/L 10.0010 CSWCadmium 70801140.0001 08/04/17 15:30 08/07/17 20:18ND

EPA 6020Bmg/L 10.500 CSWCalcium 70801140.0404 08/04/17 15:30 08/07/17 20:18ND

EPA 6020Bmg/L 10.0100 CSWChromium 70801140.0005 08/04/17 15:30 08/07/17 20:18ND

EPA 6020Bmg/L 10.0100 CSWCobalt 70801140.0003 08/04/17 15:30 08/07/17 20:18ND

EPA 6020Bmg/L 10.0050 CSWLead 70801140.00007 08/04/17 15:30 08/07/17 20:18ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70801140.0010 08/04/17 15:30 08/07/17 20:18ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70801140.0018 08/04/17 15:30 08/07/17 20:18ND

EPA 6020Bmg/L 10.0010 CSWThallium 70801140.00005 08/04/17 15:30 08/07/17 20:18ND

EPA 6020Bmg/L 10.0500 CSWLithium 70801140.0015 08/04/17 15:30 08/07/17 20:18ND

EPA 7470Amg/L 10.00050 MTCMercury 70802510.000036 08/10/17 14:30 08/10/17 19:40ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 11, 2017

Report No.:  AAH0134

Client ID:  FBL080217

Date/Time Sampled:  8/2/2017  11:45:00AM

Matrix:  Water

Lab Number ID:  AAH0134-09

Date/Time Received:  8/3/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708017610 08/07/17 15:55 08/07/17 15:55ND

Inorganic Anions

EPA 300.0mg/L 10.25 RLCChloride 70800890.02 08/03/17 10:39 08/03/17 19:030.67

EPA 300.0mg/L 10.30 J RLCFluoride 70800890.03 08/03/17 10:39 08/03/17 19:030.04

EPA 300.0mg/L 11.0 J RLCSulfate 70800890.02 08/03/17 10:39 08/03/17 19:030.28

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70801140.0006 08/04/17 15:30 08/07/17 20:24ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70801140.0005 08/04/17 15:30 08/07/17 20:24ND

EPA 6020Bmg/L 10.0100 CSWBarium 70801140.0004 08/04/17 15:30 08/07/17 20:24ND

EPA 6020Bmg/L 10.0030 CSWBeryllium 70801140.00009 08/04/17 15:30 08/07/17 20:24ND

EPA 6020Bmg/L 10.0400 CSWBoron 70801140.0060 08/04/17 15:30 08/07/17 20:24ND

EPA 6020Bmg/L 10.0010 CSWCadmium 70801140.0001 08/04/17 15:30 08/07/17 20:24ND

EPA 6020Bmg/L 10.500 CSWCalcium 70801140.0404 08/04/17 15:30 08/07/17 20:24ND

EPA 6020Bmg/L 10.0100 J CSWChromium 70801140.0005 08/04/17 15:30 08/07/17 20:240.0008

EPA 6020Bmg/L 10.0100 CSWCobalt 70801140.0003 08/04/17 15:30 08/07/17 20:24ND

EPA 6020Bmg/L 10.0050 CSWLead 70801140.00007 08/04/17 15:30 08/07/17 20:24ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70801140.0010 08/04/17 15:30 08/07/17 20:24ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70801140.0018 08/04/17 15:30 08/07/17 20:24ND

EPA 6020Bmg/L 10.0010 CSWThallium 70801140.00005 08/04/17 15:30 08/07/17 20:24ND

EPA 6020Bmg/L 10.0500 CSWLithium 70801140.0015 08/04/17 15:30 08/07/17 20:24ND

EPA 7470Amg/L 10.00050 MTCMercury 70802510.000036 08/10/17 14:30 08/10/17 19:42ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 11, 2017

Report No.:  AAH0134

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

General Chemistry - Quality Control

MDL

Batch 7080176 - SM 2540 C

Blank (7080176-BLK1) Prepared & Analyzed: 08/07/17 

Total Dissolved Solids mg/LND 25 10

LCS (7080176-BS1) Prepared & Analyzed: 08/07/17 

Total Dissolved Solids mg/L391 25 400.00 84-1089810

Duplicate (7080176-DUP1) Prepared & Analyzed: 08/07/17 Source: AAH0134-09

Total Dissolved Solids mg/LND 25 ND 1010
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 11, 2017

Report No.:  AAH0134

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Inorganic Anions - Quality Control

MDL

Batch 7080089 - EPA 300.0

Blank (7080089-BLK1) Prepared & Analyzed: 08/03/17 

Chloride mg/LND 0.25 0.02

Fluoride mg/LND 0.30 0.03

Sulfate mg/LND 1.0 0.02

LCS (7080089-BS1) Prepared & Analyzed: 08/03/17 

Chloride mg/L10.2 0.25 10.020 90-1101020.02

Fluoride mg/L9.97 0.30 10.020 90-1101000.03

Sulfate mg/L10.2 1.0 10.050 90-1101010.02

Matrix Spike (7080089-MS1) Prepared & Analyzed: 08/03/17 Source: AAH0134-03

Chloride mg/L491 0.25 10.020 535 QM-0290-110NR0.02

Fluoride mg/L11.2 0.30 10.020 0.16 90-1101100.03

Sulfate mg/L204 1.0 10.050 216 QM-0290-110NR0.02

Matrix Spike Dup (7080089-MSD1) Prepared & Analyzed: 08/03/17 Source: AAH0134-03

Chloride mg/L493 0.25 10.020 535 15 QM-0290-110NR 0.40.02

Fluoride mg/L11.4 0.30 10.020 0.16 15 QM-0590-110112 20.03

Sulfate mg/L204 1.0 10.050 216 15 QM-0290-110NR 0.030.02
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 11, 2017

Report No.:  AAH0134

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7080114 - EPA 3005A

Blank (7080114-BLK1) Prepared: 08/04/17  Analyzed: 08/07/17 

Antimony mg/LND 0.0030 0.0006

Arsenic mg/LND 0.0050 0.0005

Barium mg/LND 0.0100 0.0004

Beryllium mg/LND 0.0030 0.00009

Boron mg/LND 0.0400 0.0060

Cadmium mg/LND 0.0010 0.0001

Calcium mg/LND 0.500 0.0404

Chromium mg/LND 0.0100 0.0005

Cobalt mg/LND 0.0100 0.0003

Copper mg/LND 0.0250 0.0003

Lead mg/LND 0.0050 0.00007

Molybdenum mg/LND 0.0100 0.0010

Nickel mg/LND 0.0100 0.0005

Selenium mg/LND 0.0100 0.0018

Silver mg/LND 0.0100 0.0002

Thallium mg/LND 0.0010 0.00005

Vanadium mg/LND 0.0100 0.0012

Zinc mg/LND 0.0100 0.0012

Lithium mg/LND 0.0500 0.0015

LCS (7080114-BS1) Prepared: 08/04/17  Analyzed: 08/07/17 

Antimony mg/L0.109 0.0030 0.10000 80-1201090.0006

Arsenic mg/L0.102 0.0050 0.10000 80-1201020.0005

Barium mg/L0.104 0.0100 0.10000 80-1201040.0004

Beryllium mg/L0.108 0.0030 0.10000 80-1201080.00009

Boron mg/L1.09 0.0400 1.0000 80-1201090.0060

Cadmium mg/L0.109 0.0010 0.10000 80-1201090.0001

Calcium mg/L1.04 0.500 1.0000 80-1201040.0404

Chromium mg/L0.107 0.0100 0.10000 80-1201070.0005

Cobalt mg/L0.103 0.0100 0.10000 80-1201030.0003

Copper mg/L0.105 0.0250 0.10000 80-1201050.0003

Lead mg/L0.102 0.0050 0.10000 80-1201020.00007

Molybdenum mg/L0.0998 0.0100 0.10000 80-1201000.0010

Nickel mg/L0.106 0.0100 0.10000 80-1201060.0005

Selenium mg/L0.101 0.0100 0.10000 80-1201010.0018

Silver mg/L0.0965 0.0100 0.10000 80-120970.0002

Thallium mg/L0.103 0.0010 0.10000 80-1201030.00005

Vanadium mg/L0.105 0.0100 0.10000 80-1201050.0012

Zinc mg/L0.110 0.0100 0.10000 80-1201100.0012

Lithium mg/L0.113 0.0500 0.10000 80-1201130.0015
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 11, 2017

Report No.:  AAH0134

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7080114 - EPA 3005A

Matrix Spike (7080114-MS1) Prepared: 08/04/17  Analyzed: 08/07/17 Source: AAH0134-01

Antimony mg/L0.110 0.0030 0.10000 ND 75-1251100.0006

Arsenic mg/L0.104 0.0050 0.10000 0.0011 75-1251030.0005

Barium mg/L0.216 0.0100 0.10000 0.121 75-125950.0004

Beryllium mg/L0.106 0.0030 0.10000 0.0002 75-1251060.00009

Boron mg/L1.18 0.0400 1.0000 0.158 75-1251020.0060

Cadmium mg/L0.107 0.0010 0.10000 ND 75-1251070.0001

Calcium mg/L9.06 25.0 1.0000 4.69 QM-02, J75-1254372.02

Chromium mg/L0.110 0.0100 0.10000 ND 75-1251100.0005

Cobalt mg/L0.105 0.0100 0.10000 0.0005 75-1251050.0003

Copper mg/L0.107 0.0250 0.10000 ND 75-1251070.0003

Lead mg/L0.102 0.0050 0.10000 0.0001 75-1251020.00007

Molybdenum mg/L0.106 0.0100 0.10000 ND 75-1251060.0010

Nickel mg/L0.107 0.0100 0.10000 ND 75-1251070.0005

Selenium mg/L0.0987 0.0100 0.10000 ND 75-125990.0018

Silver mg/L0.0943 0.0100 0.10000 ND 75-125940.0002

Thallium mg/L0.101 0.0010 0.10000 ND 75-1251010.00005

Vanadium mg/L0.110 0.0100 0.10000 0.0031 75-1251070.0012

Zinc mg/L0.109 0.0100 0.10000 ND 75-1251090.0012

Lithium mg/L0.108 0.0500 0.10000 ND 75-1251080.0015

Matrix Spike Dup (7080114-MSD1) Prepared: 08/04/17  Analyzed: 08/07/17 Source: AAH0134-01

Antimony mg/L0.111 0.0030 0.10000 ND 2075-125111 10.0006

Arsenic mg/L0.105 0.0050 0.10000 0.0011 2075-125104 0.70.0005

Barium mg/L0.219 0.0100 0.10000 0.121 2075-12598 10.0004

Beryllium mg/L0.116 0.0030 0.10000 0.0002 2075-125115 80.00009

Boron mg/L1.29 0.0400 1.0000 0.158 2075-125113 90.0060

Cadmium mg/L0.108 0.0010 0.10000 ND 2075-125108 0.60.0001

Calcium mg/L9.42 25.0 1.0000 4.69 20 QM-02, J75-125474 42.02

Chromium mg/L0.111 0.0100 0.10000 ND 2075-125111 0.60.0005

Cobalt mg/L0.106 0.0100 0.10000 0.0005 2075-125105 0.50.0003

Copper mg/L0.106 0.0250 0.10000 ND 2075-125106 20.0003

Lead mg/L0.102 0.0050 0.10000 0.0001 2075-125102 0.50.00007

Molybdenum mg/L0.105 0.0100 0.10000 ND 2075-125105 0.70.0010

Nickel mg/L0.109 0.0100 0.10000 ND 2075-125109 20.0005

Selenium mg/L0.0980 0.0100 0.10000 ND 2075-12598 0.70.0018

Silver mg/L0.0960 0.0100 0.10000 ND 2075-12596 20.0002

Thallium mg/L0.105 0.0010 0.10000 ND 2075-125105 30.00005

Vanadium mg/L0.111 0.0100 0.10000 0.0031 2075-125108 0.70.0012

Zinc mg/L0.113 0.0100 0.10000 ND 2075-125113 30.0012

Lithium mg/L0.117 0.0500 0.10000 ND 2075-125117 80.0015
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 11, 2017

Report No.:  AAH0134

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7080114 - EPA 3005A

Post Spike (7080114-PS1) Prepared: 08/04/17  Analyzed: 08/07/17 Source: AAH0134-01

Antimony ug/L105 100.00 0.233 80-120105

Arsenic ug/L101 100.00 1.05 80-120100

Barium ug/L217 100.00 121 80-12096

Beryllium ug/L109 100.00 0.191 80-120109

Boron ug/L1200 1000.0 158 80-120104

Cadmium ug/L107 100.00 0.0077 80-120107

Calcium ug/L9390 1000.0 4690 QM-0280-120471

Chromium ug/L108 100.00 0.430 80-120107

Cobalt ug/L105 100.00 0.481 80-120104

Copper ug/L104 100.00 0.245 80-120104

Lead ug/L102 100.00 0.113 80-120102

Molybdenum ug/L100 100.00 0.0421 80-120100

Nickel ug/L106 100.00 0.135 80-120106

Selenium ug/L98.4 100.00 0.340 80-12098

Silver ug/L92.0 100.00 0.0023 80-12092

Thallium ug/L102 100.00 0.0304 80-120102

Vanadium ug/L110 100.00 3.13 80-120107

Zinc ug/L108 100.00 1.13 80-120107

Lithium ug/L109 100.00 0.340 80-120109

Batch 7080251 - EPA 7470A

Blank (7080251-BLK1) Prepared & Analyzed: 08/10/17 

Mercury mg/LND 0.00050 0.000036

LCS (7080251-BS1) Prepared & Analyzed: 08/10/17 

Mercury mg/L0.00227 0.00050 2.5000E-3 80-120910.000036
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 11, 2017

Report No.:  AAH0134

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7080251 - EPA 7470A

Matrix Spike (7080251-MS1) Prepared & Analyzed: 08/10/17 Source: AAH0134-07

Mercury mg/L0.00220 0.00050 2.5000E-3 ND 75-125880.000036

Matrix Spike Dup (7080251-MSD1) Prepared & Analyzed: 08/10/17 Source: AAH0134-07

Mercury mg/L0.00225 0.00050 2.5000E-3 ND 2075-12590 20.000036

Post Spike (7080251-PS1) Prepared & Analyzed: 08/10/17 Source: AAH0134-07

Mercury ug/L1.58 1.6667 -0.00937 80-12095
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 11, 2017

Legend

Definition of Laboratory Terms

ND

TIC

CFU

SOP

RL

 - Not Detected at levels equal to or greater than the MDL

 - Tentatively Identified Compound

 - Colony Forming Units

 - Method run per Pace Standard Operating Procedure

 - Reporting Limit

Definition of Qualifiers

Sample Information

N-Nitrosodiphenylamine breaks down to diphenylamine in the GCMS; both analytes are reported as 

N-Nitrososdiphenylamine. Pace is not NELAC certified for N-Nitrososdiphenylamine. 

Phthalic acid and phthalic anhydride are reported as dimethyl phthalate 

Maleic acid and maleic anhydride are reported as dimethyl malate 

1,2-Diphenylhydrazine breaks down to azobenzene in the GCMS; both analytes are reported as azobenzene

DF  - Dilution Factor

 - Method Detection LimitMDL

 - Not Detected at levels equal to or greater than the RLBRL

R-01 Elevated reporting limit due to matrix interference.

QM-05 The spike recovery was outside acceptance limits for the MS and/or MSD and/or PDS due to suspected matrix 

interference.  Sample results for the QC batch were accepted based on acceptable LCS recoveries.

QM-02 The spike recovery is outside acceptance limits due to insignificant spike amount as compared to sample 

concentration.

J Estimated value less than Reporting Limit (RL) but greater than Method Detection Limit(MDL) (CLP J-Flag).

Note: Unless otherwise noted, all results are reported on an as received basis.
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LOG-IN CHECKLIST

Georgia Power

CCR EventProject: 

Client: 

Printed: 8/4/2017 12:30:25PM

Environmental Monitoring & Laboratory Analysis

(770) 734-4200  FAX (770) 734-4201

110 Technology Parkway, Peachtree Corners, GA 30092

PACE ANALYTICAL SERVICES, LLC.

Date Received: 08/03/17 09:10 Logged In By: Charles Hawks

Work Order: AAH0134

OBSERVATIONS

Attn: Mr. Joju Abraham

#Samples:  9 #Containers:  38 

 1.0  1.0

YES

Minimum Temp(C): Maximum Temp(C):

CHECKLIST ITEMS

COC included with Samples

Sample Container(s) Intact

Chain of Custody Complete

Sample Container(s) Match COC

Custody seal Intact

Temperature in Compliance

Sufficient Sample Volume for Analysis

Zero Headspace Maintained for VOA Analyses

Samples labeled preserved (If Applicable)

Samples received within Allowable Hold Times

Samples Received on Ice

Preservation Confirmed

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

Custody Seal(s) Used: Yes

Comments:
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August 24, 2017

LIMS USE: FR - LAUREN PETTY

LIMS OBJECT ID: 30226434

30226434

Project:

Pace Project No.:

RE:

Ms. Lauren Petty
GA Power
42 Inverness Center Parkway
Birmingham, AL 35242

AAH0134 Plant McManus

Dear Ms. Petty:

Enclosed are the analytical results for sample(s) received by the laboratory on August 04, 2017. The
results relate only to the samples included in this report. Results reported herein conform to the most
current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual, where
applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Jacquelyn Collins

jacquelyn.collins@pacelabs.com

Project Manager
(724)850-5612

Enclosures

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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CERTIFICATIONS

Pace Project No.:

Project:

30226434

AAH0134 Plant McManus

Pennsylvania Certification IDs

1638 Roseytown Rd Suites 2,3&4, Greensburg, PA 15601

L-A-B DOD-ELAP Accreditation #: L2417

Alabama Certification #: 41590

Arizona Certification #: AZ0734

Arkansas Certification

California Certification #: 04222CA

Colorado Certification

Connecticut Certification #: PH-0694

Delaware Certification

Florida/TNI Certification #: E87683

Georgia Certification #: C040

Guam Certification

Hawaii Certification

Idaho Certification

Illinois Certification

Indiana Certification

Iowa Certification #: 391

Kansas/TNI Certification #: E-10358

Kentucky Certification #: 90133

Louisiana DHH/TNI Certification #: LA140008

Louisiana DEQ/TNI Certification #: 4086

Maine Certification #: PA00091

Maryland Certification #: 308

Massachusetts Certification #: M-PA1457

Michigan/PADEP Certification

Missouri Certification #: 235

Montana Certification #: Cert 0082

Nebraska Certification #: NE-05-29-14

Nevada Certification #: PA014572015-1

New Hampshire/TNI Certification #: 2976

New Jersey/TNI Certification #: PA 051

New Mexico Certification #: PA01457

New York/TNI Certification #: 10888

North Carolina Certification #: 42706

North Dakota Certification #: R-190

Oregon/TNI Certification #: PA200002

Pennsylvania/TNI Certification #: 65-00282

Puerto Rico Certification #: PA01457

Rhode Island Certification #: 65-00282

South Dakota Certification

Tennessee Certification #: TN2867

Texas/TNI Certification #: T104704188-14-8

Utah/TNI Certification #: PA014572015-5

USDA Soil Permit #: P330-14-00213

Vermont Dept. of Health: ID# VT-0282

Virgin Island/PADEP Certification

Virginia/VELAP Certification #: 460198

Washington Certification #: C868

West Virginia DEP Certification #: 143

West Virginia DHHR Certification #: 9964C

Wisconsin Certification

Wyoming Certification #: 8TMS-L
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SAMPLE SUMMARY

Pace Project No.:

Project:

30226434

AAH0134 Plant McManus

Lab ID Sample ID Matrix Date Collected Date Received

30226434001 MCM-02 Water 08/02/17 12:22 08/04/17 10:20

30226434002 MCM-04 Water 08/02/17 09:57 08/04/17 10:20

30226434003 MCM-08 Water 08/02/17 12:34 08/04/17 10:20

30226434004 MCM-10 Water 08/02/17 16:50 08/04/17 10:20

30226434005 MCM-11 Water 08/02/17 15:14 08/04/17 10:20

30226434006 MCM-15 Water 08/02/17 10:30 08/04/17 10:20

30226434007 Dup-1 Water 08/02/17 00:00 08/04/17 10:20

30226434008 EQBL080217 Water 08/02/17 14:30 08/04/17 10:20

30226434009 FBL080217 Water 08/02/17 11:45 08/04/17 10:20

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

30226434

AAH0134 Plant McManus

Lab ID Sample ID Method

Analytes

ReportedAnalysts

30226434001 MCM-02 EPA 9315 1JC2

EPA 9320 1VAL

Total Radium Calculation 1CMC

30226434002 MCM-04 EPA 9315 1JC2

EPA 9320 1VAL

Total Radium Calculation 1CMC

30226434003 MCM-08 EPA 9315 1JC2

EPA 9320 1VAL

Total Radium Calculation 1CMC

30226434004 MCM-10 EPA 9315 1JC2

EPA 9320 1VAL

Total Radium Calculation 1CMC

30226434005 MCM-11 EPA 9315 1JC2

EPA 9320 1VAL

Total Radium Calculation 1CMC

30226434006 MCM-15 EPA 9315 1JC2

EPA 9320 1VAL

Total Radium Calculation 1CMC

30226434007 Dup-1 EPA 9315 1JC2

EPA 9320 1VAL

Total Radium Calculation 1CMC

30226434008 EQBL080217 EPA 9315 1JC2

EPA 9320 1VAL

Total Radium Calculation 1CMC

30226434009 FBL080217 EPA 9315 1JC2

EPA 9320 1VAL

Total Radium Calculation 1CMC

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

30226434

AAH0134 Plant McManus

Sample: MCM-02 Lab ID: 30226434001 Collected: 08/02/17 12:22 Received: 08/04/17 10:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.549 ± 0.222   (0.217)
C:91% T:NA

pCi/L 08/14/17 08:17 13982-63-3EPA 9315

Radium-228 0.155 ± 0.360   (0.799)
C:79% T:79%

pCi/L 08/16/17 15:11 15262-20-1EPA 9320

Total Radium 0.704 ± 0.582   (1.02) pCi/L 08/23/17 12:07 7440-14-4Total Radium
Calculation

Sample: MCM-04 Lab ID: 30226434002 Collected: 08/02/17 09:57 Received: 08/04/17 10:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 2.79 ± 0.601   (0.268)
C:90% T:NA

pCi/L 08/14/17 08:17 13982-63-3EPA 9315

Radium-228 2.22 ± 0.645   (0.769)
C:77% T:85%

pCi/L 08/16/17 15:50 15262-20-1EPA 9320

Total Radium 5.01 ± 1.25   (1.04) pCi/L 08/23/17 12:07 7440-14-4Total Radium
Calculation

Sample: MCM-08 Lab ID: 30226434003 Collected: 08/02/17 12:34 Received: 08/04/17 10:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 11.8 ± 1.76   (0.141)
C:86% T:NA

pCi/L 08/18/17 20:13 13982-63-3EPA 9315

Radium-228 6.27 ± 1.35   (0.927)
C:80% T:83%

pCi/L 08/16/17 15:12 15262-20-1EPA 9320

Total Radium 18.1 ± 3.11   (1.07) pCi/L 08/23/17 12:07 7440-14-4Total Radium
Calculation

Sample: MCM-10 Lab ID: 30226434004 Collected: 08/02/17 16:50 Received: 08/04/17 10:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.49 ± 0.396   (0.287)
C:94% T:NA

pCi/L 08/14/17 08:18 13982-63-3EPA 9315

Radium-228 0.716 ± 0.429   (0.795)
C:78% T:87%

pCi/L 08/16/17 15:50 15262-20-1EPA 9320

Total Radium 2.21 ± 0.825   (1.08) pCi/L 08/23/17 12:07 7440-14-4Total Radium
Calculation

Sample: MCM-11 Lab ID: 30226434005 Collected: 08/02/17 15:14 Received: 08/04/17 10:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.733 ± 0.258   (0.241)
C:93% T:NA

pCi/L 08/14/17 08:18 13982-63-3EPA 9315

Radium-228 0.530 ± 0.367   (0.704)
C:76% T:92%

pCi/L 08/16/17 15:50 15262-20-1EPA 9320
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

30226434

AAH0134 Plant McManus

Sample: MCM-11 Lab ID: 30226434005 Collected: 08/02/17 15:14 Received: 08/04/17 10:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Total Radium 1.26 ± 0.625   (0.945) pCi/L 08/23/17 12:07 7440-14-4Total Radium
Calculation

Sample: MCM-15 Lab ID: 30226434006 Collected: 08/02/17 10:30 Received: 08/04/17 10:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.05 ± 0.318   (0.292)
C:99% T:NA

pCi/L 08/14/17 08:18 13982-63-3EPA 9315

Radium-228 0.940 ± 0.469   (0.823)
C:79% T:77%

pCi/L 08/16/17 15:12 15262-20-1EPA 9320

Total Radium 1.99 ± 0.787   (1.12) pCi/L 08/23/17 12:07 7440-14-4Total Radium
Calculation

Sample: Dup-1 Lab ID: 30226434007 Collected: 08/02/17 00:00 Received: 08/04/17 10:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 2.70 ± 0.580   (0.252)
C:95% T:NA

pCi/L 08/14/17 08:18 13982-63-3EPA 9315

Radium-228 2.75 ± 0.741   (0.790)
C:78% T:76%

pCi/L 08/16/17 15:12 15262-20-1EPA 9320

Total Radium 5.45 ± 1.32   (1.04) pCi/L 08/23/17 12:07 7440-14-4Total Radium
Calculation

Sample: EQBL080217 Lab ID: 30226434008 Collected: 08/02/17 14:30 Received: 08/04/17 10:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.0732 ± 0.110   (0.239)
C:95% T:NA

pCi/L 08/14/17 08:18 13982-63-3EPA 9315

Radium-228 -0.00357 ± 0.335   (0.786)
C:78% T:77%

pCi/L 08/16/17 15:51 15262-20-1EPA 9320

Total Radium 0.0732 ± 0.445   (1.03) pCi/L 08/23/17 12:07 7440-14-4Total Radium
Calculation

Sample: FBL080217 Lab ID: 30226434009 Collected: 08/02/17 11:45 Received: 08/04/17 10:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.217 ± 0.150   (0.239)
C:97% T:NA

pCi/L 08/14/17 08:18 13982-63-3EPA 9315

Radium-228 -0.163 ± 0.375   (0.897)
C:74% T:84%

pCi/L 08/16/17 15:13 15262-20-1EPA 9320

Total Radium 0.217 ± 0.525   (1.14) pCi/L 08/23/17 12:07 7440-14-4Total Radium
Calculation
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30226434

AAH0134 Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

267774

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 30226434001, 30226434002, 30226434003, 30226434004, 30226434005, 30226434006, 30226434007,
30226434008, 30226434009

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1317975

Associated Lab Samples: 30226434001, 30226434002, 30226434003, 30226434004, 30226434005, 30226434006, 30226434007,
30226434008, 30226434009

Matrix: Water

Analyzed

Radium-226 pCi/L 08/14/17 08:160.145 ± 0.117   (0.187) C:96% T:NA

REPORT OF LABORATORY ANALYSIS
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30226434

AAH0134 Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

267775

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 30226434001, 30226434002, 30226434003, 30226434004, 30226434005, 30226434006, 30226434007,
30226434008, 30226434009

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1317976

Associated Lab Samples: 30226434001, 30226434002, 30226434003, 30226434004, 30226434005, 30226434006, 30226434007,
30226434008, 30226434009

Matrix: Water

Analyzed

Radium-228 pCi/L 08/16/17 15:11-0.108 ± 0.323   (0.774) C:77% T:81%

REPORT OF LABORATORY ANALYSIS
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QUALIFIERS

Pace Project No.:

Project:

30226434

AAH0134 Plant McManus

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

TNTC - Too Numerous To Count

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Act - Activity

Unc - Uncertainty: SDWA = 1.96 sigma count uncertainty, all other matrices = Expanded Uncertainty (95% confidence interval).
Gamma Spec = Expanded Uncertainty (95.4% Confidence Interval)

(MDC) - Minimum Detectable Concentration

Trac - Tracer Recovery (%)

Carr - Carrier Recovery (%)

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

REPORT OF LABORATORY ANALYSIS
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PACE ANALYTICAL SERVICES, LLC.

Environmental Monitoring & Laboratory Analysis
110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

Georgia Power

Project: CCR Event

Atlanta, GA 30339

2480 Maner Road

Mr. Joju Abraham

We appreciate the opportunity to provide the analytical support for your project .  The analytical results in this report are based 

upon information supplied by you, the client, and are for your exclusive use.  If you have any questions regarding this data 

package, please do not hesitate to call. 

Laboratory Report

Project #:Plant McManus

Prepared For:

Attention:

August 25, 2017

Report Number: AAH0564

Approved:

This report may not be reproduced, except in full, without written approval from Pace Analytical Services, LLC. 

All test results relate only to the samples analyzed.
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Sample ID Laboratory ID Matrix Date Sampled

ANALYTICAL REPORT FOR SAMPLES

Date Received

MCM-11 AAH0564-01 08/15/17 10:11 08/17/17 09:10Ground Water

MCM-09 AAH0564-02 08/15/17 10:42 08/17/17 09:10Ground Water

MCM-10 AAH0564-03 08/15/17 13:40 08/17/17 09:10Ground Water

MCM-12 AAH0564-04 08/15/17 13:38 08/17/17 09:10Ground Water

MCM-08 AAH0564-05 08/15/17 15:15 08/17/17 09:10Ground Water

MCM-17 AAH0564-06 08/15/17 17:10 08/17/17 09:10Ground Water

Dup-1 AAH0564-07 08/15/17 00:00 08/17/17 09:10Ground Water

FBL081517 AAH0564-08 08/15/17 16:17 08/17/17 09:10Water

EQBL081517 AAH0564-09 08/15/17 16:22 08/17/17 09:10Water

MCM-02 AAH0564-10 08/16/17 10:10 08/17/17 09:10Ground Water

MCM-14 AAH0564-11 08/16/17 11:52 08/17/17 09:10Ground Water

MCM-01 AAH0564-12 08/16/17 15:56 08/17/17 09:10Ground Water

Dup-2 AAH0564-13 08/16/17 00:00 08/17/17 09:10Ground Water

FBL081617 AAH0564-14 08/16/17 13:12 08/17/17 09:10Water

EQBL081617 AAH0564-15 08/16/17 13:16 08/17/17 09:10Water
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

The Radium analysis by methods EPA 9315/9320 was performed by Pace-Pittsburgh, 1638 Roseytown Road - Suites 2, 3, 4, 

Greensburg PA 15601. The Pace-Pittsburgh lab contact is Jacquelyn Collins at 724-850-5612.

Case Narrative
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Report No.:  AAH0564

Client ID:  MCM-11

Date/Time Sampled:  8/15/2017  10:11:00AM

Matrix:  Ground Water

Lab Number ID:  AAH0564-01

Date/Time Received:  8/17/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708057810 08/22/17 13:00 08/22/17 13:0090

Inorganic Anions

EPA 300.0mg/L 10.25 B-01 RLCChloride 70804930.02 08/18/17 10:33 08/18/17 20:5015

EPA 300.0mg/L 10.30 J RLCFluoride 70804930.03 08/18/17 10:33 08/18/17 20:500.29

EPA 300.0mg/L 11.0 RLCSulfate 70804930.02 08/18/17 10:33 08/18/17 20:5024

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70804420.0006 08/20/17 13:30 08/21/17 17:59ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70804420.0005 08/20/17 13:30 08/21/17 17:590.0117

EPA 6020Bmg/L 10.0100 CSWBarium 70804420.0004 08/20/17 13:30 08/21/17 17:590.0247

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70804420.00009 08/20/17 13:30 08/21/17 17:590.00009

EPA 6020Bmg/L 10.0400 CSWBoron 70804420.0060 08/20/17 13:30 08/21/17 17:590.0448

EPA 6020Bmg/L 10.0010 CSWCadmium 70804420.0001 08/20/17 13:30 08/21/17 17:59ND

EPA 6020Bmg/L 10.500 CSWCalcium 70804420.0404 08/20/17 13:30 08/21/17 17:594.09

EPA 6020Bmg/L 10.0100 J CSWChromium 70804420.0005 08/20/17 13:30 08/21/17 17:590.0006

EPA 6020Bmg/L 10.0100 J CSWCobalt 70804420.0003 08/20/17 13:30 08/21/17 17:590.0004

EPA 6020Bmg/L 10.0050 CSWLead 70804420.00007 08/20/17 13:30 08/21/17 17:59ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70804420.0010 08/20/17 13:30 08/21/17 17:59ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70804420.0018 08/20/17 13:30 08/21/17 17:59ND

EPA 6020Bmg/L 10.0010 CSWThallium 70804420.00005 08/20/17 13:30 08/21/17 17:59ND

EPA 6020Bmg/L 10.0500 CSWLithium 70804420.0015 08/20/17 13:30 08/21/17 17:59ND

EPA 7470Amg/L 10.00050 MTCMercury 70805380.000036 08/22/17 09:45 08/22/17 14:54ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Report No.:  AAH0564

Client ID:  MCM-09

Date/Time Sampled:  8/15/2017  10:42:00AM

Matrix:  Ground Water

Lab Number ID:  AAH0564-02

Date/Time Received:  8/17/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708057810 08/22/17 13:00 08/22/17 13:003940

Inorganic Anions

EPA 300.0mg/L 10025 B-01 RLCChloride 70804932.4 08/18/17 10:33 08/22/17 23:421600

EPA 300.0mg/L 10.30 J RLCFluoride 70804930.03 08/18/17 10:33 08/18/17 21:100.06

EPA 300.0mg/L 100100 RLCSulfate 70804931.7 08/18/17 10:33 08/22/17 23:42610

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70804420.0006 08/20/17 13:30 08/21/17 18:23ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70804420.0005 08/20/17 13:30 08/21/17 18:23ND

EPA 6020Bmg/L 10.0100 CSWBarium 70804420.0004 08/20/17 13:30 08/21/17 18:230.143

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70804420.00009 08/20/17 13:30 08/23/17 13:370.0005

EPA 6020Bmg/L 10.0400 CSWBoron 70804420.0060 08/20/17 13:30 08/21/17 18:230.0829

EPA 6020Bmg/L 10.0010 CSWCadmium 70804420.0001 08/20/17 13:30 08/21/17 18:23ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70804422.02 08/20/17 13:30 08/21/17 18:29304

EPA 6020Bmg/L 10.0100 J CSWChromium 70804420.0005 08/20/17 13:30 08/21/17 18:230.0008

EPA 6020Bmg/L 10.0100 CSWCobalt 70804420.0003 08/20/17 13:30 08/21/17 18:23ND

EPA 6020Bmg/L 10.0050 CSWLead 70804420.00007 08/20/17 13:30 08/21/17 18:23ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70804420.0010 08/20/17 13:30 08/21/17 18:23ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70804420.0018 08/20/17 13:30 08/21/17 18:23ND

EPA 6020Bmg/L 10.0010 CSWThallium 70804420.00005 08/20/17 13:30 08/21/17 18:23ND

EPA 6020Bmg/L 10.0500 J CSWLithium 70804420.0015 08/20/17 13:30 08/21/17 18:230.0500

EPA 7470Amg/L 10.00050 MTCMercury 70805380.000036 08/22/17 09:45 08/22/17 14:57ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Report No.:  AAH0564

Client ID:  MCM-10

Date/Time Sampled:  8/15/2017   1:40:00PM

Matrix:  Ground Water

Lab Number ID:  AAH0564-03

Date/Time Received:  8/17/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708057810 08/22/17 13:00 08/22/17 13:003830

Inorganic Anions

EPA 300.0mg/L 10025 B-01 RLCChloride 70804932.4 08/18/17 10:33 08/23/17 00:03760

EPA 300.0mg/L 10.30 RLCFluoride 70804930.03 08/18/17 10:33 08/18/17 21:311.9

EPA 300.0mg/L 100100 RLCSulfate 70804931.7 08/18/17 10:33 08/23/17 00:031600

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70804420.0006 08/20/17 13:30 08/21/17 18:34ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70804420.0005 08/20/17 13:30 08/21/17 18:340.0418

EPA 6020Bmg/L 10.0100 CSWBarium 70804420.0004 08/20/17 13:30 08/21/17 18:340.0203

EPA 6020Bmg/L 10.0030 CSWBeryllium 70804420.00009 08/20/17 13:30 08/23/17 13:430.0151

EPA 6020Bmg/L 10.0400 CSWBoron 70804420.0060 08/20/17 13:30 08/21/17 18:340.242

EPA 6020Bmg/L 10.0010 CSWCadmium 70804420.0001 08/20/17 13:30 08/21/17 18:34ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70804422.02 08/20/17 13:30 08/21/17 18:4058.8

EPA 6020Bmg/L 10.0100 J CSWChromium 70804420.0005 08/20/17 13:30 08/21/17 18:340.0044

EPA 6020Bmg/L 10.0100 CSWCobalt 70804420.0003 08/20/17 13:30 08/21/17 18:340.0328

EPA 6020Bmg/L 10.0050 J CSWLead 70804420.00007 08/20/17 13:30 08/21/17 18:340.0001

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70804420.0010 08/20/17 13:30 08/21/17 18:34ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70804420.0018 08/20/17 13:30 08/21/17 18:340.0402

EPA 6020Bmg/L 10.0010 CSWThallium 70804420.00005 08/20/17 13:30 08/21/17 18:34ND

EPA 6020Bmg/L 10.0500 CSWLithium 70804420.0015 08/20/17 13:30 08/21/17 18:340.106

EPA 7470Amg/L 10.00050 MTCMercury 70805380.000036 08/22/17 09:45 08/22/17 14:59ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Report No.:  AAH0564

Client ID:  MCM-12

Date/Time Sampled:  8/15/2017   1:38:00PM

Matrix:  Ground Water

Lab Number ID:  AAH0564-04

Date/Time Received:  8/17/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708057810 08/22/17 13:00 08/22/17 13:001840

Inorganic Anions

EPA 300.0mg/L 205.0 B-01 RLCChloride 70804930.48 08/18/17 10:33 08/23/17 00:24750

EPA 300.0mg/L 10.30 RLCFluoride 70804930.03 08/18/17 10:33 08/18/17 21:521.2

EPA 300.0mg/L 11.0 RLCSulfate 70804930.02 08/18/17 10:33 08/18/17 21:523.2

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70804420.0006 08/20/17 13:30 08/21/17 18:46ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 70804420.0005 08/20/17 13:30 08/21/17 18:460.0006

EPA 6020Bmg/L 10.0100 CSWBarium 70804420.0004 08/20/17 13:30 08/21/17 18:460.126

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70804420.00009 08/20/17 13:30 08/23/17 13:550.0005

EPA 6020Bmg/L 10.0400 CSWBoron 70804420.0060 08/20/17 13:30 08/23/17 13:551.14

EPA 6020Bmg/L 10.0010 CSWCadmium 70804420.0001 08/20/17 13:30 08/21/17 18:46ND

EPA 6020Bmg/L 10.500 CSWCalcium 70804420.0404 08/20/17 13:30 08/21/17 18:468.05

EPA 6020Bmg/L 10.0100 J CSWChromium 70804420.0005 08/20/17 13:30 08/21/17 18:460.0050

EPA 6020Bmg/L 10.0100 J CSWCobalt 70804420.0003 08/20/17 13:30 08/21/17 18:460.0005

EPA 6020Bmg/L 10.0050 CSWLead 70804420.00007 08/20/17 13:30 08/21/17 18:46ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70804420.0010 08/20/17 13:30 08/21/17 18:46ND

EPA 6020Bmg/L 10.0100 J CSWSelenium 70804420.0018 08/20/17 13:30 08/21/17 18:460.0021

EPA 6020Bmg/L 10.0010 CSWThallium 70804420.00005 08/20/17 13:30 08/21/17 18:46ND

EPA 6020Bmg/L 10.0500 J CSWLithium 70804420.0015 08/20/17 13:30 08/21/17 18:460.0123

EPA 7470Amg/L 10.00050 MTCMercury 70805380.000036 08/22/17 09:45 08/22/17 15:02ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Report No.:  AAH0564

Client ID:  MCM-08

Date/Time Sampled:  8/15/2017   3:15:00PM

Matrix:  Ground Water

Lab Number ID:  AAH0564-05

Date/Time Received:  8/17/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708057810 08/22/17 13:00 08/22/17 13:003160

Inorganic Anions

EPA 300.0mg/L 10025 RLCChloride 70804932.4 08/18/17 10:33 08/24/17 11:351700

EPA 300.0mg/L 10.30 J RLCFluoride 70804930.03 08/18/17 10:33 08/19/17 00:160.21

EPA 300.0mg/L 2020 RLCSulfate 70804930.34 08/18/17 10:33 08/23/17 00:44360

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70804420.0006 08/20/17 13:30 08/21/17 18:57ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70804420.0005 08/20/17 13:30 08/21/17 18:570.0207

EPA 6020Bmg/L 10.0100 CSWBarium 70804420.0004 08/20/17 13:30 08/21/17 18:570.451

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70804420.00009 08/20/17 13:30 08/23/17 14:000.0003

EPA 6020Bmg/L 10.0400 CSWBoron 70804420.0060 08/20/17 13:30 08/21/17 18:570.338

EPA 6020Bmg/L 10.0010 CSWCadmium 70804420.0001 08/20/17 13:30 08/21/17 18:57ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70804422.02 08/20/17 13:30 08/21/17 19:0327.7

EPA 6020Bmg/L 10.0100 J CSWChromium 70804420.0005 08/20/17 13:30 08/21/17 18:570.0078

EPA 6020Bmg/L 10.0100 J CSWCobalt 70804420.0003 08/20/17 13:30 08/21/17 18:570.0018

EPA 6020Bmg/L 10.0050 CSWLead 70804420.00007 08/20/17 13:30 08/21/17 18:57ND

EPA 6020Bmg/L 10.0100 J CSWMolybdenum 70804420.0010 08/20/17 13:30 08/21/17 18:570.0030

EPA 6020Bmg/L 10.0100 J CSWSelenium 70804420.0018 08/20/17 13:30 08/21/17 18:570.0081

EPA 6020Bmg/L 10.0010 CSWThallium 70804420.00005 08/20/17 13:30 08/21/17 18:57ND

EPA 6020Bmg/L 10.0500 J CSWLithium 70804420.0015 08/20/17 13:30 08/21/17 18:570.0016

EPA 7470Amg/L 10.00050 MTCMercury 70805380.000036 08/22/17 09:45 08/22/17 15:04ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Report No.:  AAH0564

Client ID:  MCM-17

Date/Time Sampled:  8/15/2017   5:10:00PM

Matrix:  Ground Water

Lab Number ID:  AAH0564-06

Date/Time Received:  8/17/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708057810 08/22/17 13:00 08/22/17 13:004820

Inorganic Anions

EPA 300.0mg/L 10025 RLCChloride 70804932.4 08/18/17 10:33 08/24/17 11:552500

EPA 300.0mg/L 10.30 RLCFluoride 70804930.03 08/18/17 10:33 08/19/17 00:371.2

EPA 300.0mg/L 2020 RLCSulfate 70804930.34 08/18/17 10:33 08/23/17 01:05210

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70804420.0006 08/20/17 13:30 08/21/17 21:09ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 70804420.0005 08/20/17 13:30 08/21/17 21:090.0015

EPA 6020Bmg/L 10.0100 CSWBarium 70804420.0004 08/20/17 13:30 08/21/17 21:090.0579

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70804420.00009 08/20/17 13:30 08/21/17 21:090.0002

EPA 6020Bmg/L 502.00 CSWBoron 70804420.298 08/20/17 13:30 08/21/17 21:152.10

EPA 6020Bmg/L 10.0010 CSWCadmium 70804420.0001 08/20/17 13:30 08/21/17 21:09ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70804422.02 08/20/17 13:30 08/21/17 21:15117

EPA 6020Bmg/L 10.0100 CSWChromium 70804420.0005 08/20/17 13:30 08/21/17 21:090.0117

EPA 6020Bmg/L 10.0100 J CSWCobalt 70804420.0003 08/20/17 13:30 08/21/17 21:090.0004

EPA 6020Bmg/L 10.0050 J CSWLead 70804420.00007 08/20/17 13:30 08/21/17 21:090.0002

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70804420.0010 08/20/17 13:30 08/21/17 21:09ND

EPA 6020Bmg/L 10.0100 J CSWSelenium 70804420.0018 08/20/17 13:30 08/21/17 21:090.0025

EPA 6020Bmg/L 10.0010 CSWThallium 70804420.00005 08/20/17 13:30 08/21/17 21:09ND

EPA 6020Bmg/L 10.0500 J CSWLithium 70804420.0015 08/20/17 13:30 08/21/17 21:090.0160

EPA 7470Amg/L 10.00050 MTCMercury 70805380.000036 08/22/17 09:45 08/22/17 15:11ND

Page 9 of 29



Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Report No.:  AAH0564

Client ID:  Dup-1

Date/Time Sampled:  8/15/2017  12:00:00AM

Matrix:  Ground Water

Lab Number ID:  AAH0564-07

Date/Time Received:  8/17/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708057810 08/22/17 13:00 08/22/17 13:0068

Inorganic Anions

EPA 300.0mg/L 10.25 B-01 RLCChloride 70804930.02 08/18/17 10:33 08/19/17 00:5815

EPA 300.0mg/L 10.30 J RLCFluoride 70804930.03 08/18/17 10:33 08/19/17 00:580.23

EPA 300.0mg/L 11.0 RLCSulfate 70804930.02 08/18/17 10:33 08/19/17 00:5822

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70804420.0006 08/20/17 13:30 08/21/17 19:09ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70804420.0005 08/20/17 13:30 08/21/17 19:090.0120

EPA 6020Bmg/L 10.0100 CSWBarium 70804420.0004 08/20/17 13:30 08/21/17 19:090.0245

EPA 6020Bmg/L 10.0030 CSWBeryllium 70804420.00009 08/20/17 13:30 08/23/17 14:06ND

EPA 6020Bmg/L 10.0400 CSWBoron 70804420.0060 08/20/17 13:30 08/21/17 19:090.0595

EPA 6020Bmg/L 10.0010 CSWCadmium 70804420.0001 08/20/17 13:30 08/21/17 19:09ND

EPA 6020Bmg/L 10.500 CSWCalcium 70804420.0404 08/20/17 13:30 08/21/17 19:094.65

EPA 6020Bmg/L 10.0100 J CSWChromium 70804420.0005 08/20/17 13:30 08/21/17 19:090.0012

EPA 6020Bmg/L 10.0100 J CSWCobalt 70804420.0003 08/20/17 13:30 08/21/17 19:090.0005

EPA 6020Bmg/L 10.0050 J CSWLead 70804420.00007 08/20/17 13:30 08/21/17 19:090.0040

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70804420.0010 08/20/17 13:30 08/21/17 19:09ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70804420.0018 08/20/17 13:30 08/21/17 19:09ND

EPA 6020Bmg/L 10.0010 CSWThallium 70804420.00005 08/20/17 13:30 08/21/17 19:09ND

EPA 6020Bmg/L 10.0500 CSWLithium 70804420.0015 08/20/17 13:30 08/21/17 19:09ND

EPA 7470Amg/L 10.00050 MTCMercury 70805380.000036 08/22/17 09:45 08/22/17 15:13ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Report No.:  AAH0564

Client ID:  FBL081517

Date/Time Sampled:  8/15/2017   4:17:00PM

Matrix:  Water

Lab Number ID:  AAH0564-08

Date/Time Received:  8/17/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708057810 08/22/17 13:00 08/22/17 13:00ND

Inorganic Anions

EPA 300.0mg/L 10.25 B-01, J RLCChloride 70804930.02 08/18/17 10:33 08/19/17 01:180.24

EPA 300.0mg/L 10.30 RLCFluoride 70804930.03 08/18/17 10:33 08/19/17 01:18ND

EPA 300.0mg/L 11.0 J RLCSulfate 70804930.02 08/18/17 10:33 08/19/17 01:180.08

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70804420.0006 08/20/17 13:30 08/21/17 19:32ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70804420.0005 08/20/17 13:30 08/21/17 19:32ND

EPA 6020Bmg/L 10.0100 CSWBarium 70804420.0004 08/20/17 13:30 08/21/17 19:32ND

EPA 6020Bmg/L 10.0030 CSWBeryllium 70804420.00009 08/20/17 13:30 08/23/17 14:12ND

EPA 6020Bmg/L 10.0400 CSWBoron 70804420.0060 08/20/17 13:30 08/21/17 19:32ND

EPA 6020Bmg/L 10.0010 CSWCadmium 70804420.0001 08/20/17 13:30 08/21/17 19:32ND

EPA 6020Bmg/L 10.500 CSWCalcium 70804420.0404 08/20/17 13:30 08/21/17 19:32ND

EPA 6020Bmg/L 10.0100 CSWChromium 70804420.0005 08/20/17 13:30 08/21/17 19:32ND

EPA 6020Bmg/L 10.0100 CSWCobalt 70804420.0003 08/20/17 13:30 08/21/17 19:32ND

EPA 6020Bmg/L 10.0050 CSWLead 70804420.00007 08/20/17 13:30 08/21/17 19:32ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70804420.0010 08/20/17 13:30 08/21/17 19:32ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70804420.0018 08/20/17 13:30 08/21/17 19:32ND

EPA 6020Bmg/L 10.0010 CSWThallium 70804420.00005 08/20/17 13:30 08/21/17 19:32ND

EPA 6020Bmg/L 10.0500 CSWLithium 70804420.0015 08/20/17 13:30 08/21/17 19:32ND

EPA 7470Amg/L 10.00050 MTCMercury 70805380.000036 08/22/17 09:45 08/22/17 15:16ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Report No.:  AAH0564

Client ID:  EQBL081517

Date/Time Sampled:  8/15/2017   4:22:00PM

Matrix:  Water

Lab Number ID:  AAH0564-09

Date/Time Received:  8/17/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708057810 08/22/17 13:00 08/22/17 13:00ND

Inorganic Anions

EPA 300.0mg/L 10.25 B-01, J RLCChloride 70804930.02 08/18/17 10:33 08/19/17 01:390.11

EPA 300.0mg/L 10.30 RLCFluoride 70804930.03 08/18/17 10:33 08/19/17 01:39ND

EPA 300.0mg/L 11.0 J RLCSulfate 70804930.02 08/18/17 10:33 08/19/17 01:390.05

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70804420.0006 08/20/17 13:30 08/21/17 19:37ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70804420.0005 08/20/17 13:30 08/21/17 19:37ND

EPA 6020Bmg/L 10.0100 CSWBarium 70804420.0004 08/20/17 13:30 08/21/17 19:37ND

EPA 6020Bmg/L 10.0030 CSWBeryllium 70804420.00009 08/20/17 13:30 08/23/17 14:17ND

EPA 6020Bmg/L 10.0400 CSWBoron 70804420.0060 08/20/17 13:30 08/21/17 19:37ND

EPA 6020Bmg/L 10.0010 CSWCadmium 70804420.0001 08/20/17 13:30 08/21/17 19:37ND

EPA 6020Bmg/L 10.500 CSWCalcium 70804420.0404 08/20/17 13:30 08/21/17 19:37ND

EPA 6020Bmg/L 10.0100 CSWChromium 70804420.0005 08/20/17 13:30 08/21/17 19:37ND

EPA 6020Bmg/L 10.0100 CSWCobalt 70804420.0003 08/20/17 13:30 08/21/17 19:37ND

EPA 6020Bmg/L 10.0050 CSWLead 70804420.00007 08/20/17 13:30 08/21/17 19:37ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70804420.0010 08/20/17 13:30 08/21/17 19:37ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70804420.0018 08/20/17 13:30 08/21/17 19:37ND

EPA 6020Bmg/L 10.0010 CSWThallium 70804420.00005 08/20/17 13:30 08/21/17 19:37ND

EPA 6020Bmg/L 10.0500 CSWLithium 70804420.0015 08/20/17 13:30 08/21/17 19:37ND

EPA 7470Amg/L 10.00050 MTCMercury 70805380.000036 08/22/17 09:45 08/22/17 15:20ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Report No.:  AAH0564

Client ID:  MCM-02

Date/Time Sampled:  8/16/2017  10:10:00AM

Matrix:  Ground Water

Lab Number ID:  AAH0564-10

Date/Time Received:  8/17/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708057810 08/22/17 13:00 08/22/17 13:00124

Inorganic Anions

EPA 300.0mg/L 10.25 B-01 RLCChloride 70804930.02 08/18/17 10:33 08/19/17 02:0041

EPA 300.0mg/L 10.30 J RLCFluoride 70804930.03 08/18/17 10:33 08/19/17 02:000.13

EPA 300.0mg/L 11.0 RLCSulfate 70804930.02 08/18/17 10:33 08/19/17 02:0041

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70804420.0006 08/20/17 13:30 08/21/17 19:43ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70804420.0005 08/20/17 13:30 08/21/17 19:43ND

EPA 6020Bmg/L 10.0100 CSWBarium 70804420.0004 08/20/17 13:30 08/21/17 19:430.116

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70804420.00009 08/20/17 13:30 08/23/17 14:230.0002

EPA 6020Bmg/L 10.0400 CSWBoron 70804420.0060 08/20/17 13:30 08/21/17 19:430.148

EPA 6020Bmg/L 10.0010 CSWCadmium 70804420.0001 08/20/17 13:30 08/21/17 19:43ND

EPA 6020Bmg/L 10.500 CSWCalcium 70804420.0404 08/20/17 13:30 08/21/17 19:435.25

EPA 6020Bmg/L 10.0100 CSWChromium 70804420.0005 08/20/17 13:30 08/21/17 19:43ND

EPA 6020Bmg/L 10.0100 J CSWCobalt 70804420.0003 08/20/17 13:30 08/21/17 19:430.0005

EPA 6020Bmg/L 10.0050 CSWLead 70804420.00007 08/20/17 13:30 08/21/17 19:43ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70804420.0010 08/20/17 13:30 08/21/17 19:43ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70804420.0018 08/20/17 13:30 08/21/17 19:43ND

EPA 6020Bmg/L 10.0010 CSWThallium 70804420.00005 08/20/17 13:30 08/21/17 19:43ND

EPA 6020Bmg/L 10.0500 CSWLithium 70804420.0015 08/20/17 13:30 08/21/17 19:43ND

EPA 7470Amg/L 10.00050 MTCMercury 70805380.000036 08/22/17 09:45 08/22/17 15:22ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Report No.:  AAH0564

Client ID:  MCM-14

Date/Time Sampled:  8/16/2017  11:52:00AM

Matrix:  Ground Water

Lab Number ID:  AAH0564-11

Date/Time Received:  8/17/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708057810 08/22/17 13:00 08/22/17 13:003010

Inorganic Anions

EPA 300.0mg/L 5012 B-01 RLCChloride 70804931.2 08/18/17 10:33 08/23/17 01:261500

EPA 300.0mg/L 10.30 RLCFluoride 70804930.03 08/18/17 10:33 08/19/17 02:200.45

EPA 300.0mg/L 5050 RLCSulfate 70804930.85 08/18/17 10:33 08/23/17 01:26130

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70804420.0006 08/20/17 13:30 08/21/17 19:55ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 70804420.0005 08/20/17 13:30 08/21/17 19:550.0007

EPA 6020Bmg/L 10.0100 CSWBarium 70804420.0004 08/20/17 13:30 08/21/17 19:550.0330

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70804420.00009 08/20/17 13:30 08/23/17 14:290.0002

EPA 6020Bmg/L 10.0400 CSWBoron 70804420.0060 08/20/17 13:30 08/21/17 19:550.539

EPA 6020Bmg/L 10.0010 CSWCadmium 70804420.0001 08/20/17 13:30 08/21/17 19:55ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70804422.02 08/20/17 13:30 08/21/17 20:0099.6

EPA 6020Bmg/L 10.0100 J CSWChromium 70804420.0005 08/20/17 13:30 08/21/17 19:550.0019

EPA 6020Bmg/L 10.0100 CSWCobalt 70804420.0003 08/20/17 13:30 08/21/17 19:55ND

EPA 6020Bmg/L 10.0050 J CSWLead 70804420.00007 08/20/17 13:30 08/21/17 19:550.00008

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70804420.0010 08/20/17 13:30 08/21/17 19:55ND

EPA 6020Bmg/L 10.0100 J CSWSelenium 70804420.0018 08/20/17 13:30 08/21/17 19:550.0018

EPA 6020Bmg/L 10.0010 CSWThallium 70804420.00005 08/20/17 13:30 08/21/17 19:55ND

EPA 6020Bmg/L 10.0500 J CSWLithium 70804420.0015 08/20/17 13:30 08/21/17 19:550.0145

EPA 7470Amg/L 10.00050 MTCMercury 70805380.000036 08/22/17 09:45 08/22/17 15:25ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Report No.:  AAH0564

Client ID:  MCM-01

Date/Time Sampled:  8/16/2017   3:56:00PM

Matrix:  Ground Water

Lab Number ID:  AAH0564-12

Date/Time Received:  8/17/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708057810 08/22/17 13:00 08/22/17 13:0065

Inorganic Anions

EPA 300.0mg/L 10.25 B-01 RLCChloride 70804930.02 08/18/17 10:33 08/19/17 03:0214

EPA 300.0mg/L 10.30 J RLCFluoride 70804930.03 08/18/17 10:33 08/19/17 03:020.03

EPA 300.0mg/L 11.0 RLCSulfate 70804930.02 08/18/17 10:33 08/19/17 03:0236

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70804420.0006 08/20/17 13:30 08/21/17 20:06ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 70804420.0005 08/20/17 13:30 08/21/17 20:060.0038

EPA 6020Bmg/L 10.0100 CSWBarium 70804420.0004 08/20/17 13:30 08/21/17 20:060.0522

EPA 6020Bmg/L 10.0030 CSWBeryllium 70804420.00009 08/20/17 13:30 08/23/17 14:52ND

EPA 6020Bmg/L 10.0400 CSWBoron 70804420.0060 08/20/17 13:30 08/21/17 20:060.0435

EPA 6020Bmg/L 10.0010 CSWCadmium 70804420.0001 08/20/17 13:30 08/21/17 20:06ND

EPA 6020Bmg/L 10.500 CSWCalcium 70804420.0404 08/20/17 13:30 08/21/17 20:068.70

EPA 6020Bmg/L 10.0100 CSWChromium 70804420.0005 08/20/17 13:30 08/21/17 20:06ND

EPA 6020Bmg/L 10.0100 CSWCobalt 70804420.0003 08/20/17 13:30 08/21/17 20:06ND

EPA 6020Bmg/L 10.0050 CSWLead 70804420.00007 08/20/17 13:30 08/21/17 20:06ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70804420.0010 08/20/17 13:30 08/21/17 20:06ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70804420.0018 08/20/17 13:30 08/21/17 20:06ND

EPA 6020Bmg/L 10.0010 CSWThallium 70804420.00005 08/20/17 13:30 08/21/17 20:06ND

EPA 6020Bmg/L 10.0500 CSWLithium 70804420.0015 08/20/17 13:30 08/21/17 20:06ND

EPA 7470Amg/L 10.00050 MTCMercury 70805380.000036 08/22/17 09:45 08/22/17 15:27ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Report No.:  AAH0564

Client ID:  Dup-2

Date/Time Sampled:  8/16/2017  12:00:00AM

Matrix:  Ground Water

Lab Number ID:  AAH0564-13

Date/Time Received:  8/17/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708057810 08/22/17 13:00 08/22/17 13:00138

Inorganic Anions

EPA 300.0mg/L 10.25 B-01 RLCChloride 70804930.02 08/18/17 10:33 08/19/17 03:2210

EPA 300.0mg/L 10.30 RLCFluoride 70804930.03 08/18/17 10:33 08/19/17 03:22ND

EPA 300.0mg/L 11.0 RLCSulfate 70804930.02 08/18/17 10:33 08/19/17 03:2236

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70804420.0006 08/20/17 13:30 08/21/17 20:17ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 70804420.0005 08/20/17 13:30 08/21/17 20:170.0039

EPA 6020Bmg/L 10.0100 CSWBarium 70804420.0004 08/20/17 13:30 08/21/17 20:170.0567

EPA 6020Bmg/L 10.0030 CSWBeryllium 70804420.00009 08/20/17 13:30 08/23/17 14:58ND

EPA 6020Bmg/L 10.0400 CSWBoron 70804420.0060 08/20/17 13:30 08/21/17 20:170.0433

EPA 6020Bmg/L 10.0010 CSWCadmium 70804420.0001 08/20/17 13:30 08/21/17 20:17ND

EPA 6020Bmg/L 10.500 CSWCalcium 70804420.0404 08/20/17 13:30 08/21/17 20:178.49

EPA 6020Bmg/L 10.0100 CSWChromium 70804420.0005 08/20/17 13:30 08/21/17 20:17ND

EPA 6020Bmg/L 10.0100 CSWCobalt 70804420.0003 08/20/17 13:30 08/21/17 20:17ND

EPA 6020Bmg/L 10.0050 CSWLead 70804420.00007 08/20/17 13:30 08/21/17 20:17ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70804420.0010 08/20/17 13:30 08/21/17 20:17ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70804420.0018 08/20/17 13:30 08/21/17 20:17ND

EPA 6020Bmg/L 10.0010 CSWThallium 70804420.00005 08/20/17 13:30 08/21/17 20:17ND

EPA 6020Bmg/L 10.0500 CSWLithium 70804420.0015 08/20/17 13:30 08/21/17 20:17ND

EPA 7470Amg/L 10.00050 MTCMercury 70805380.000036 08/22/17 09:45 08/22/17 15:29ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Report No.:  AAH0564

Client ID:  FBL081617

Date/Time Sampled:  8/16/2017   1:12:00PM

Matrix:  Water

Lab Number ID:  AAH0564-14

Date/Time Received:  8/17/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708057810 08/22/17 13:00 08/22/17 13:00ND

Inorganic Anions

EPA 300.0mg/L 10.25 B-01, J RLCChloride 70804930.02 08/18/17 10:33 08/19/17 05:080.14

EPA 300.0mg/L 10.30 RLCFluoride 70804930.03 08/18/17 10:33 08/19/17 05:08ND

EPA 300.0mg/L 11.0 J RLCSulfate 70804930.02 08/18/17 10:33 08/19/17 05:080.04

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70804420.0006 08/20/17 13:30 08/21/17 20:40ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70804420.0005 08/20/17 13:30 08/21/17 20:40ND

EPA 6020Bmg/L 10.0100 CSWBarium 70804420.0004 08/20/17 13:30 08/21/17 20:40ND

EPA 6020Bmg/L 10.0030 CSWBeryllium 70804420.00009 08/20/17 13:30 08/23/17 15:03ND

EPA 6020Bmg/L 10.0400 CSWBoron 70804420.0060 08/20/17 13:30 08/21/17 20:40ND

EPA 6020Bmg/L 10.0010 CSWCadmium 70804420.0001 08/20/17 13:30 08/21/17 20:40ND

EPA 6020Bmg/L 10.500 CSWCalcium 70804420.0404 08/20/17 13:30 08/21/17 20:40ND

EPA 6020Bmg/L 10.0100 CSWChromium 70804420.0005 08/20/17 13:30 08/21/17 20:40ND

EPA 6020Bmg/L 10.0100 CSWCobalt 70804420.0003 08/20/17 13:30 08/21/17 20:40ND

EPA 6020Bmg/L 10.0050 CSWLead 70804420.00007 08/20/17 13:30 08/21/17 20:40ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70804420.0010 08/20/17 13:30 08/21/17 20:40ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70804420.0018 08/20/17 13:30 08/21/17 20:40ND

EPA 6020Bmg/L 10.0010 CSWThallium 70804420.00005 08/20/17 13:30 08/21/17 20:40ND

EPA 6020Bmg/L 10.0500 CSWLithium 70804420.0015 08/20/17 13:30 08/21/17 20:40ND

EPA 7470Amg/L 10.00050 MTCMercury 70805380.000036 08/22/17 09:45 08/22/17 15:32ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Report No.:  AAH0564

Client ID:  EQBL081617

Date/Time Sampled:  8/16/2017   1:16:00PM

Matrix:  Water

Lab Number ID:  AAH0564-15

Date/Time Received:  8/17/2017   9:10:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708057810 08/22/17 13:00 08/22/17 13:00ND

Inorganic Anions

EPA 300.0mg/L 10.25 B-01, J RLCChloride 70804930.02 08/18/17 10:33 08/19/17 05:290.07

EPA 300.0mg/L 10.30 RLCFluoride 70804930.03 08/18/17 10:33 08/19/17 05:29ND

EPA 300.0mg/L 11.0 RLCSulfate 70804930.02 08/18/17 10:33 08/19/17 05:29ND

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70804420.0006 08/20/17 13:30 08/21/17 20:46ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70804420.0005 08/20/17 13:30 08/21/17 20:46ND

EPA 6020Bmg/L 10.0100 CSWBarium 70804420.0004 08/20/17 13:30 08/21/17 20:46ND

EPA 6020Bmg/L 10.0030 CSWBeryllium 70804420.00009 08/20/17 13:30 08/23/17 15:09ND

EPA 6020Bmg/L 10.0400 CSWBoron 70804420.0060 08/20/17 13:30 08/21/17 20:46ND

EPA 6020Bmg/L 10.0010 CSWCadmium 70804420.0001 08/20/17 13:30 08/21/17 20:46ND

EPA 6020Bmg/L 10.500 CSWCalcium 70804420.0404 08/20/17 13:30 08/21/17 20:46ND

EPA 6020Bmg/L 10.0100 CSWChromium 70804420.0005 08/20/17 13:30 08/21/17 20:46ND

EPA 6020Bmg/L 10.0100 CSWCobalt 70804420.0003 08/20/17 13:30 08/21/17 20:46ND

EPA 6020Bmg/L 10.0050 CSWLead 70804420.00007 08/20/17 13:30 08/21/17 20:46ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70804420.0010 08/20/17 13:30 08/21/17 20:46ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70804420.0018 08/20/17 13:30 08/21/17 20:46ND

EPA 6020Bmg/L 10.0010 CSWThallium 70804420.00005 08/20/17 13:30 08/21/17 20:46ND

EPA 6020Bmg/L 10.0500 CSWLithium 70804420.0015 08/20/17 13:30 08/21/17 20:46ND

EPA 7470Amg/L 10.00050 MTCMercury 70805380.000036 08/22/17 09:45 08/22/17 15:34ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Report No.:  AAH0564

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

General Chemistry - Quality Control

MDL

Batch 7080578 - SM 2540 C

Blank (7080578-BLK1) Prepared & Analyzed: 08/22/17 

Total Dissolved Solids mg/LND 25 10

LCS (7080578-BS1) Prepared & Analyzed: 08/22/17 

Total Dissolved Solids mg/L390 25 400.00 84-1089810

Duplicate (7080578-DUP1) Prepared & Analyzed: 08/22/17 Source: AAH0564-06

Total Dissolved Solids mg/L4740 25 4820 10210

Duplicate (7080578-DUP2) Prepared & Analyzed: 08/22/17 Source: AAH0564-15

Total Dissolved Solids mg/LND 25 ND 1010
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Report No.:  AAH0564

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Inorganic Anions - Quality Control

MDL

Batch 7080493 - EPA 300.0

Blank (7080493-BLK1) Prepared & Analyzed: 08/18/17 

Chloride mg/L0.05 0.25 J0.02

Fluoride mg/LND 0.30 0.03

Sulfate mg/LND 1.0 0.02

LCS (7080493-BS1) Prepared & Analyzed: 08/18/17 

Chloride mg/L10.2 0.25 10.020 90-1101020.02

Fluoride mg/L10.2 0.30 10.020 90-1101020.03

Sulfate mg/L10.4 1.0 10.050 90-1101030.02

Matrix Spike (7080493-MS1) Prepared & Analyzed: 08/18/17 Source: AAH0564-04

Chloride mg/L330 0.25 10.020 349 QM-0290-110NR0.02

Fluoride mg/L11.5 0.30 10.020 1.23 90-1101020.03

Sulfate mg/L12.7 1.0 10.050 3.18 90-110940.02

Matrix Spike (7080493-MS2) Prepared: 08/18/17  Analyzed: 08/19/17 Source: AAH0564-11

Chloride mg/L377 0.25 10.020 415 QM-0290-110NR0.02

Fluoride mg/L10.5 0.30 10.020 0.45 90-1101000.03

Sulfate mg/L121 1.0 10.050 124 QM-0290-110NR0.02

Matrix Spike Dup (7080493-MSD1) Prepared & Analyzed: 08/18/17 Source: AAH0564-04

Chloride mg/L330 0.25 10.020 349 15 QM-0290-110NR 0.0090.02

Fluoride mg/L11.5 0.30 10.020 1.23 1590-110102 0.10.03

Sulfate mg/L12.6 1.0 10.050 3.18 1590-11093 0.80.02
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Report No.:  AAH0564

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7080442 - EPA 3005A

Blank (7080442-BLK1) Prepared: 08/20/17  Analyzed: 08/21/17 

Antimony mg/LND 0.0030 0.0006

Arsenic mg/LND 0.0050 0.0005

Barium mg/LND 0.0100 0.0004

Beryllium mg/LND 0.0030 0.00009

Boron mg/LND 0.0400 0.0060

Cadmium mg/LND 0.0010 0.0001

Calcium mg/LND 0.500 0.0404

Chromium mg/LND 0.0100 0.0005

Cobalt mg/LND 0.0100 0.0003

Copper mg/LND 0.0250 0.0003

Lead mg/LND 0.0050 0.00007

Molybdenum mg/LND 0.0100 0.0010

Nickel mg/LND 0.0100 0.0005

Selenium mg/LND 0.0100 0.0018

Silver mg/LND 0.0100 0.0002

Thallium mg/LND 0.0010 0.00005

Vanadium mg/LND 0.0100 0.0012

Zinc mg/LND 0.0100 0.0012

Lithium mg/LND 0.0500 0.0015

LCS (7080442-BS1) Prepared: 08/20/17  Analyzed: 08/21/17 

Antimony mg/L0.107 0.0030 0.10000 80-1201070.0006

Arsenic mg/L0.0966 0.0050 0.10000 80-120970.0005

Barium mg/L0.0981 0.0100 0.10000 80-120980.0004

Beryllium mg/L0.0928 0.0030 0.10000 80-120930.00009

Boron mg/L1.02 0.0400 1.0000 80-1201020.0060

Cadmium mg/L0.104 0.0010 0.10000 80-1201040.0001

Calcium mg/L1.01 0.500 1.0000 80-1201010.0404

Chromium mg/L0.109 0.0100 0.10000 80-1201090.0005

Cobalt mg/L0.102 0.0100 0.10000 80-1201020.0003

Copper mg/L0.100 0.0250 0.10000 80-1201000.0003

Lead mg/L0.0943 0.0050 0.10000 80-120940.00007

Molybdenum mg/L0.107 0.0100 0.10000 80-1201070.0010

Nickel mg/L0.0985 0.0100 0.10000 80-120990.0005

Selenium mg/L0.0941 0.0100 0.10000 80-120940.0018

Silver mg/L0.105 0.0100 0.10000 80-1201050.0002

Thallium mg/L0.0954 0.0010 0.10000 80-120950.00005

Vanadium mg/L0.109 0.0100 0.10000 80-1201090.0012

Zinc mg/L0.0973 0.0100 0.10000 80-120970.0012

Lithium mg/L0.101 0.0500 0.10000 80-1201010.0015
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Report No.:  AAH0564

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7080442 - EPA 3005A

Matrix Spike (7080442-MS1) Prepared: 08/20/17  Analyzed: 08/21/17 Source: AAH0564-01

Antimony mg/L0.107 0.0030 0.10000 ND 75-1251070.0006

Arsenic mg/L0.106 0.0050 0.10000 0.0117 75-125950.0005

Barium mg/L0.125 0.0100 0.10000 0.0247 75-1251000.0004

Beryllium mg/L0.0934 0.0030 0.10000 0.00009 75-125930.00009

Boron mg/L1.05 0.0400 1.0000 0.0448 75-1251010.0060

Cadmium mg/L0.102 0.0010 0.10000 ND 75-1251020.0001

Calcium mg/L5.08 0.500 1.0000 4.09 75-125990.0404

Chromium mg/L0.106 0.0100 0.10000 0.0006 75-1251050.0005

Cobalt mg/L0.103 0.0100 0.10000 0.0004 75-1251030.0003

Copper mg/L0.0986 0.0250 0.10000 ND 75-125990.0003

Lead mg/L0.0924 0.0050 0.10000 ND 75-125920.00007

Molybdenum mg/L0.106 0.0100 0.10000 ND 75-1251060.0010

Nickel mg/L0.0972 0.0100 0.10000 0.0005 75-125970.0005

Selenium mg/L0.0914 0.0100 0.10000 ND 75-125910.0018

Silver mg/L0.102 0.0100 0.10000 ND 75-1251020.0002

Thallium mg/L0.0949 0.0010 0.10000 ND 75-125950.00005

Vanadium mg/L0.108 0.0100 0.10000 ND 75-1251080.0012

Zinc mg/L0.102 0.0100 0.10000 0.0063 75-125960.0012

Lithium mg/L0.105 0.0500 0.10000 ND 75-1251050.0015

Matrix Spike Dup (7080442-MSD1) Prepared: 08/20/17  Analyzed: 08/21/17 Source: AAH0564-01

Antimony mg/L0.110 0.0030 0.10000 ND 2075-125110 20.0006

Arsenic mg/L0.109 0.0050 0.10000 0.0117 2075-12598 30.0005

Barium mg/L0.127 0.0100 0.10000 0.0247 2075-125102 20.0004

Beryllium mg/L0.0940 0.0030 0.10000 0.00009 2075-12594 0.70.00009

Boron mg/L1.08 0.0400 1.0000 0.0448 2075-125103 20.0060

Cadmium mg/L0.102 0.0010 0.10000 ND 2075-125102 0.50.0001

Calcium mg/L5.13 0.500 1.0000 4.09 2075-125104 10.0404

Chromium mg/L0.111 0.0100 0.10000 0.0006 2075-125111 50.0005

Cobalt mg/L0.106 0.0100 0.10000 0.0004 2075-125105 20.0003

Copper mg/L0.102 0.0250 0.10000 ND 2075-125102 30.0003

Lead mg/L0.0948 0.0050 0.10000 ND 2075-12595 30.00007

Molybdenum mg/L0.109 0.0100 0.10000 ND 2075-125109 30.0010

Nickel mg/L0.101 0.0100 0.10000 0.0005 2075-125101 40.0005

Selenium mg/L0.0961 0.0100 0.10000 ND 2075-12596 50.0018

Silver mg/L0.105 0.0100 0.10000 ND 2075-125105 30.0002

Thallium mg/L0.0962 0.0010 0.10000 ND 2075-12596 10.00005

Vanadium mg/L0.113 0.0100 0.10000 ND 2075-125113 50.0012

Zinc mg/L0.108 0.0100 0.10000 0.0063 2075-125101 50.0012

Lithium mg/L0.106 0.0500 0.10000 ND 2075-125106 20.0015
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Report No.:  AAH0564

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7080442 - EPA 3005A

Post Spike (7080442-PS1) Prepared: 08/20/17  Analyzed: 08/21/17 Source: AAH0564-01

Antimony ug/L102 100.00 0.551 80-120102

Arsenic ug/L107 100.00 11.7 80-12095

Barium ug/L123 100.00 24.7 80-12098

Beryllium ug/L92.0 100.00 0.0924 80-12092

Boron ug/L1070 1000.0 44.8 80-120103

Cadmium ug/L99.4 100.00 0.0574 80-12099

Calcium ug/L5110 1000.0 4090 80-120102

Chromium ug/L113 100.00 0.560 80-120113

Cobalt ug/L108 100.00 0.364 80-120108

Copper ug/L102 100.00 0.0797 80-120102

Lead ug/L93.5 100.00 0.0342 80-12093

Molybdenum ug/L108 100.00 0.392 80-120107

Nickel ug/L101 100.00 0.545 80-120100

Selenium ug/L95.7 100.00 0.286 80-12095

Silver ug/L101 100.00 0.0037 80-120101

Thallium ug/L94.5 100.00 0.0518 80-12094

Vanadium ug/L113 100.00 -0.784 80-120113

Zinc ug/L105 100.00 6.26 80-12099

Lithium ug/L104 100.00 1.37 80-120103

Batch 7080538 - EPA 7470A

Blank (7080538-BLK1) Prepared & Analyzed: 08/22/17 

Mercury mg/LND 0.00050 0.000036

LCS (7080538-BS1) Prepared & Analyzed: 08/22/17 

Mercury mg/L0.00239 0.00050 2.5000E-3 80-120960.000036
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Report No.:  AAH0564

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7080538 - EPA 7470A

Matrix Spike (7080538-MS1) Prepared & Analyzed: 08/22/17 Source: AAH0564-02

Mercury mg/L0.00209 0.00050 2.5000E-3 ND 75-125840.000036

Matrix Spike Dup (7080538-MSD1) Prepared & Analyzed: 08/22/17 Source: AAH0564-02

Mercury mg/L0.00214 0.00050 2.5000E-3 ND 2075-12586 20.000036

Post Spike (7080538-PS1) Prepared & Analyzed: 08/22/17 Source: AAH0564-02

Mercury ug/L1.64 1.6667 -0.00375 80-12098
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 25, 2017

Legend

Definition of Laboratory Terms

ND

TIC

CFU

SOP

RL

 - Not Detected at levels equal to or greater than the MDL

 - Tentatively Identified Compound

 - Colony Forming Units

 - Method run per Pace Standard Operating Procedure

 - Reporting Limit

Definition of Qualifiers

Sample Information

N-Nitrosodiphenylamine breaks down to diphenylamine in the GCMS; both analytes are reported as 

N-Nitrososdiphenylamine. Pace is not NELAC certified for N-Nitrososdiphenylamine. 

Phthalic acid and phthalic anhydride are reported as dimethyl phthalate 

Maleic acid and maleic anhydride are reported as dimethyl malate 

1,2-Diphenylhydrazine breaks down to azobenzene in the GCMS; both analytes are reported as azobenzene

DF  - Dilution Factor

 - Method Detection LimitMDL

 - Not Detected at levels equal to or greater than the RLBRL

QM-02 The spike recovery is outside acceptance limits due to insignificant spike amount as compared to sample 

concentration.

J Estimated value less than Reporting Limit (RL) but greater than Method Detection Limit(MDL) (CLP J-Flag).

B-01 Analyte was detected in the associated method blank at an estimated level equal to or greater than the MDL.  

Sample values reported as greater than the MDL and less than 10x the method blank value are reported as 

estimated values.

Note: Unless otherwise noted, all results are reported on an as received basis.
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LOG-IN CHECKLIST

Georgia Power

CCR EventProject: 

Client: 

Printed: 8/17/2017  4:11:17PM

Environmental Monitoring & Laboratory Analysis

(770) 734-4200  FAX (770) 734-4201

110 Technology Parkway, Peachtree Corners, GA 30092

PACE ANALYTICAL SERVICES, LLC.

Date Received: 08/17/17 09:10 Logged In By: Mohammad M. Rahman

Work Order: AAH0564

OBSERVATIONS

Attn: Mr. Joju Abraham

#Samples:  15 #Containers:  64 

 0.8  0.8

YES

Minimum Temp(C): Maximum Temp(C):

CHECKLIST ITEMS

COC included with Samples

Sample Container(s) Intact

Chain of Custody Complete

Sample Container(s) Match COC

Custody seal Intact

Temperature in Compliance

Sufficient Sample Volume for Analysis

Zero Headspace Maintained for VOA Analyses

Samples labeled preserved (If Applicable)

Samples received within Allowable Hold Times

Samples Received on Ice

Preservation Confirmed

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

Custody Seal(s) Used: Yes

Comments:
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September 08, 2017

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 30227596

30227596

Project:

Pace Project No.:

RE:

Mr. Joju Abraham
Georgia Power
2480 Maner Road
Atlanta, GA 30339

AAH0564 PLANT McManus

Dear Mr. Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on August 18, 2017. The
results relate only to the samples included in this report. Results reported herein conform to the most
current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual, where
applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Jacquelyn Collins

jacquelyn.collins@pacelabs.com

Project Manager
(724)850-5612

Enclosures

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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CERTIFICATIONS

Pace Project No.:

Project:

30227596

AAH0564 PLANT McManus

Pennsylvania Certification IDs

1638 Roseytown Rd Suites 2,3&4, Greensburg, PA 15601

L-A-B DOD-ELAP Accreditation #: L2417

Alabama Certification #: 41590

Arizona Certification #: AZ0734

Arkansas Certification

California Certification #: 04222CA

Colorado Certification

Connecticut Certification #: PH-0694

Delaware Certification

Florida/TNI Certification #: E87683

Georgia Certification #: C040

Guam Certification

Hawaii Certification

Idaho Certification

Illinois Certification

Indiana Certification

Iowa Certification #: 391

Kansas/TNI Certification #: E-10358

Kentucky Certification #: 90133

Louisiana DHH/TNI Certification #: LA140008

Louisiana DEQ/TNI Certification #: 4086

Maine Certification #: PA00091

Maryland Certification #: 308

Massachusetts Certification #: M-PA1457

Michigan/PADEP Certification

Missouri Certification #: 235

Montana Certification #: Cert 0082

Nebraska Certification #: NE-05-29-14

Nevada Certification #: PA014572015-1

New Hampshire/TNI Certification #: 2976

New Jersey/TNI Certification #: PA 051

New Mexico Certification #: PA01457

New York/TNI Certification #: 10888

North Carolina Certification #: 42706

North Dakota Certification #: R-190

Oregon/TNI Certification #: PA200002

Pennsylvania/TNI Certification #: 65-00282

Puerto Rico Certification #: PA01457

Rhode Island Certification #: 65-00282

South Dakota Certification

Tennessee Certification #: TN2867

Texas/TNI Certification #: T104704188-14-8

Utah/TNI Certification #: PA014572015-5

USDA Soil Permit #: P330-14-00213

Vermont Dept. of Health: ID# VT-0282

Virgin Island/PADEP Certification

Virginia/VELAP Certification #: 460198

Washington Certification #: C868

West Virginia DEP Certification #: 143

West Virginia DHHR Certification #: 9964C

Wisconsin Certification

Wyoming Certification #: 8TMS-L

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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SAMPLE SUMMARY

Pace Project No.:

Project:

30227596

AAH0564 PLANT McManus

Lab ID Sample ID Matrix Date Collected Date Received

30227596001 MCM-11 Water 08/15/17 10:11 08/18/17 10:00

30227596002 MCM-09 Water 08/15/17 10:42 08/18/17 10:00

30227596003 MCM-10 Water 08/15/17 13:40 08/18/17 10:00

30227596004 MCM-12 Water 08/15/17 13:38 08/18/17 10:00

30227596005 MCM-08 Water 08/15/17 15:15 08/18/17 10:00

30227596006 MCM-17 Water 08/15/17 17:10 08/18/17 10:00

30227596007 Dup-1 Water 08/15/17 00:00 08/18/17 10:00

30227596008 FBL081517 Water 08/15/17 16:17 08/18/17 10:00

30227596009 EQBL081517 Water 08/15/17 16:22 08/18/17 10:00

30227596010 MCM-02 Water 08/16/17 10:10 08/18/17 10:00

30227596011 MCM-14 Water 08/16/17 11:52 08/18/17 10:00

30227596012 MCM-01 Water 08/16/17 15:56 08/18/17 10:00

30227596013 Dup-2 Water 08/16/17 00:00 08/18/17 10:00

30227596014 FBL081617 Water 08/16/17 13:12 08/18/17 10:00

30227596015 EQBL081617 Water 08/16/17 13:16 08/18/17 10:00

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

30227596

AAH0564 PLANT McManus

Lab ID Sample ID Method

Analytes

ReportedAnalysts

30227596001 MCM-11 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1JAL

30227596002 MCM-09 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1JAL

30227596003 MCM-10 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1JAL

30227596004 MCM-12 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1JAL

30227596005 MCM-08 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1JAL

30227596006 MCM-17 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1JAL

30227596007 Dup-1 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1JAL

30227596008 FBL081517 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1JAL

30227596009 EQBL081517 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1JAL

30227596010 MCM-02 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1JAL

30227596011 MCM-14 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1JAL

30227596012 MCM-01 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1JAL

30227596013 Dup-2 EPA 9315 1JC2

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

30227596

AAH0564 PLANT McManus

Lab ID Sample ID Method

Analytes

ReportedAnalysts

EPA 9320 1JLW

Total Radium Calculation 1JAL

30227596014 FBL081617 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1JAL

30227596015 EQBL081617 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1JAL

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

30227596

AAH0564 PLANT McManus

Sample: MCM-11 Lab ID: 30227596001 Collected: 08/15/17 10:11 Received: 08/18/17 10:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.350 ± 0.235   (0.384)
C:90% T:NA

pCi/L 08/25/17 09:55 13982-63-3EPA 9315

Radium-228 0.161 ± 0.264   (0.573)
C:74% T:92%

pCi/L 08/29/17 15:56 15262-20-1EPA 9320

Total Radium 0.511 ± 0.499   (0.957) pCi/L 09/01/17 09:18 7440-14-4Total Radium
Calculation

Sample: MCM-09 Lab ID: 30227596002 Collected: 08/15/17 10:42 Received: 08/18/17 10:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 3.26 ± 0.764   (0.493)
C:93% T:NA

pCi/L 08/25/17 09:56 13982-63-3EPA 9315

Radium-228 1.62 ± 0.491   (0.571)
C:77% T:87%

pCi/L 08/29/17 15:56 15262-20-1EPA 9320

Total Radium 4.88 ± 1.26   (1.06) pCi/L 09/01/17 09:18 7440-14-4Total Radium
Calculation

Sample: MCM-10 Lab ID: 30227596003 Collected: 08/15/17 13:40 Received: 08/18/17 10:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 2.07 ± 0.557   (0.345)
C:92% T:NA

pCi/L 08/25/17 09:55 13982-63-3EPA 9315

Radium-228 1.48 ± 0.637   (1.10)
C:70% T:84%

pCi/L 08/29/17 16:00 15262-20-1EPA 9320

Total Radium 3.55 ± 1.19   (1.45) pCi/L 09/01/17 09:18 7440-14-4Total Radium
Calculation

Sample: MCM-12 Lab ID: 30227596004 Collected: 08/15/17 13:38 Received: 08/18/17 10:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.91 ± 0.515   (0.300)
C:91% T:NA

pCi/L 08/25/17 09:56 13982-63-3EPA 9315

Radium-228 0.778 ± 0.472   (0.898)
C:80% T:78%

pCi/L 08/29/17 16:00 15262-20-1EPA 9320

Total Radium 2.69 ± 0.987   (1.20) pCi/L 09/01/17 09:18 7440-14-4Total Radium
Calculation

Sample: MCM-08 Lab ID: 30227596005 Collected: 08/15/17 15:15 Received: 08/18/17 10:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 14.3 ± 2.16   (0.130)
C:87% T:NA

pCi/L 08/28/17 12:20 13982-63-3EPA 9315

Radium-228 6.33 ± 1.36   (0.957)
C:79% T:85%

pCi/L 08/29/17 16:00 15262-20-1EPA 9320

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

30227596

AAH0564 PLANT McManus

Sample: MCM-08 Lab ID: 30227596005 Collected: 08/15/17 15:15 Received: 08/18/17 10:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Total Radium 20.6 ± 3.52   (1.09) pCi/L 09/01/17 09:18 7440-14-4Total Radium
Calculation

Sample: MCM-17 Lab ID: 30227596006 Collected: 08/15/17 17:10 Received: 08/18/17 10:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.47 ± 0.469   (0.451)
C:86% T:NA

pCi/L 08/25/17 09:56 13982-63-3EPA 9315

Radium-228 0.999 ± 0.578   (1.09)
C:75% T:74%

pCi/L 08/29/17 16:00 15262-20-1EPA 9320

Total Radium 2.47 ± 1.05   (1.54) pCi/L 09/01/17 09:18 7440-14-4Total Radium
Calculation

Sample: Dup-1 Lab ID: 30227596007 Collected: 08/15/17 00:00 Received: 08/18/17 10:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.666 ± 0.294   (0.299)
C:92% T:NA

pCi/L 08/25/17 09:20 13982-63-3EPA 9315

Radium-228 0.359 ± 0.390   (0.820)
C:78% T:92%

pCi/L 08/29/17 16:00 15262-20-1EPA 9320

Total Radium 1.03 ± 0.684   (1.12) pCi/L 09/01/17 09:18 7440-14-4Total Radium
Calculation

Sample: FBL081517 Lab ID: 30227596008 Collected: 08/15/17 16:17 Received: 08/18/17 10:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.284 ± 0.199   (0.306)
C:93% T:NA

pCi/L 08/25/17 09:20 13982-63-3EPA 9315

Radium-228 0.105 ± 0.399   (0.907)
C:80% T:74%

pCi/L 08/29/17 18:06 15262-20-1EPA 9320

Total Radium 0.389 ± 0.598   (1.21) pCi/L 09/01/17 09:18 7440-14-4Total Radium
Calculation

Sample: EQBL081517 Lab ID: 30227596009 Collected: 08/15/17 16:22 Received: 08/18/17 10:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.171 ± 0.176   (0.336)
C:91% T:NA

pCi/L 08/25/17 09:20 13982-63-3EPA 9315

Radium-228 -0.0602 ± 0.301   (0.736)
C:82% T:76%

pCi/L 08/29/17 18:06 15262-20-1EPA 9320

Total Radium 0.171 ± 0.477   (1.07) pCi/L 09/01/17 09:18 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

30227596

AAH0564 PLANT McManus

Sample: MCM-02 Lab ID: 30227596010 Collected: 08/16/17 10:10 Received: 08/18/17 10:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.622 ± 0.291   (0.342)
C:89% T:NA

pCi/L 08/25/17 09:20 13982-63-3EPA 9315

Radium-228 0.489 ± 0.431   (0.863)
C:75% T:77%

pCi/L 08/29/17 18:06 15262-20-1EPA 9320

Total Radium 1.11 ± 0.722   (1.21) pCi/L 09/01/17 09:18 7440-14-4Total Radium
Calculation

Sample: MCM-14 Lab ID: 30227596011 Collected: 08/16/17 11:52 Received: 08/18/17 10:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.747 ± 0.312   (0.335)
C:95% T:NA

pCi/L 08/25/17 09:20 13982-63-3EPA 9315

Radium-228 1.51 ± 0.663   (1.07)
C:71% T:69%

pCi/L 08/29/17 18:06 15262-20-1EPA 9320

Total Radium 2.26 ± 0.975   (1.41) pCi/L 09/01/17 09:18 7440-14-4Total Radium
Calculation

Sample: MCM-01 Lab ID: 30227596012 Collected: 08/16/17 15:56 Received: 08/18/17 10:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.880 ± 0.339   (0.340)
C:92% T:NA

pCi/L 08/25/17 09:20 13982-63-3EPA 9315

Radium-228 0.129 ± 0.412   (0.928)
C:84% T:79%

pCi/L 08/29/17 18:31 15262-20-1EPA 9320

Total Radium 1.01 ± 0.751   (1.27) pCi/L 09/01/17 09:18 7440-14-4Total Radium
Calculation

Sample: Dup-2 Lab ID: 30227596013 Collected: 08/16/17 00:00 Received: 08/18/17 10:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.437 ± 0.267   (0.424)
C:91% T:NA

pCi/L 08/25/17 09:20 13982-63-3EPA 9315

Radium-228 0.794 ± 0.466   (0.839)
C:78% T:80%

pCi/L 08/29/17 18:31 15262-20-1EPA 9320

Total Radium 1.23 ± 0.733   (1.26) pCi/L 09/01/17 09:18 7440-14-4Total Radium
Calculation

Sample: FBL081617 Lab ID: 30227596014 Collected: 08/16/17 13:12 Received: 08/18/17 10:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.211 ± 0.188   (0.338)
C:93% T:NA

pCi/L 08/25/17 09:20 13982-63-3EPA 9315

Radium-228 -0.154 ± 0.430   (1.05)
C:78% T:70%

pCi/L 08/29/17 18:31 15262-20-1EPA 9320

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

30227596

AAH0564 PLANT McManus

Sample: FBL081617 Lab ID: 30227596014 Collected: 08/16/17 13:12 Received: 08/18/17 10:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Total Radium 0.211 ± 0.618   (1.39) pCi/L 09/01/17 09:18 7440-14-4Total Radium
Calculation

Sample: EQBL081617 Lab ID: 30227596015 Collected: 08/16/17 13:16 Received: 08/18/17 10:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.253 ± 0.194   (0.312)
C:92% T:NA

pCi/L 08/25/17 09:20 13982-63-3EPA 9315

Radium-228 0.0758 ± 0.432   (0.990)
C:79% T:76%

pCi/L 08/29/17 18:31 15262-20-1EPA 9320

Total Radium 0.329 ± 0.626   (1.30) pCi/L 09/01/17 09:18 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30227596

AAH0564 PLANT McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

269152

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 30227596001, 30227596002, 30227596003, 30227596004, 30227596005, 30227596006, 30227596007,
30227596008, 30227596009, 30227596010, 30227596011, 30227596012, 30227596013, 30227596014,
30227596015

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1324795

Associated Lab Samples: 30227596001, 30227596002, 30227596003, 30227596004, 30227596005, 30227596006, 30227596007,
30227596008, 30227596009, 30227596010, 30227596011, 30227596012, 30227596013, 30227596014,
30227596015

Matrix: Water

Analyzed

Radium-228 pCi/L 08/29/17 15:550.351 ± 0.322   (0.654) C:78% T:88%

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30227596

AAH0564 PLANT McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

269151

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 30227596001, 30227596002, 30227596003, 30227596004, 30227596005, 30227596006, 30227596007,
30227596008, 30227596009, 30227596010, 30227596011, 30227596012, 30227596013, 30227596014,
30227596015

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1324793

Associated Lab Samples: 30227596001, 30227596002, 30227596003, 30227596004, 30227596005, 30227596006, 30227596007,
30227596008, 30227596009, 30227596010, 30227596011, 30227596012, 30227596013, 30227596014,
30227596015

Matrix: Water

Analyzed

Radium-226 pCi/L 08/25/17 09:590.0987 ± 0.166   (0.373) C:92% T:NA

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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QUALIFIERS

Pace Project No.:

Project:

30227596

AAH0564 PLANT McManus

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

TNTC - Too Numerous To Count

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Act - Activity

Unc - Uncertainty: SDWA = 1.96 sigma count uncertainty, all other matrices = Expanded Uncertainty (95% confidence interval).
Gamma Spec = Expanded Uncertainty (95.4% Confidence Interval)

(MDC) - Minimum Detectable Concentration

Trac - Tracer Recovery (%)

Carr - Carrier Recovery (%)

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 09/08/2017 03:29 PM

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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PACE ANALYTICAL SERVICES, LLC.

Environmental Monitoring & Laboratory Analysis
110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

Georgia Power

Project: CCR Event

Atlanta, GA 30339

2480 Maner Road

Mr. Joju Abraham

We appreciate the opportunity to provide the analytical support for your project .  The analytical results in this report are based 

upon information supplied by you, the client, and are for your exclusive use.  If you have any questions regarding this data 

package, please do not hesitate to call. 

Laboratory Report

Project #:Plant McManus

Prepared For:

Attention:

August 28, 2017

Report Number: AAH0613

Approved:

This report may not be reproduced, except in full, without written approval from Pace Analytical Services, LLC. 

All test results relate only to the samples analyzed.
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 28, 2017

Sample ID Laboratory ID Matrix Date Sampled

ANALYTICAL REPORT FOR SAMPLES

Date Received

MCM-04 AAH0613-03 08/17/17 09:33 08/18/17 09:20Ground Water

MCM-16 AAH0613-04 08/17/17 11:48 08/18/17 09:20Ground Water

MCM-15 AAH0613-05 08/17/17 11:50 08/18/17 09:20Ground Water

MCM-07 AAH0613-06 08/17/17 13:54 08/18/17 09:20Ground Water

MCM-05 AAH0613-07 08/17/17 14:03 08/18/17 09:20Ground Water

MCM-06 AAH0613-08 08/17/17 15:30 08/18/17 09:20Ground Water
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 28, 2017

The Radium analysis by methods EPA 9315/9320 was performed by Pace-Pittsburgh, 1638 Roseytown Road - Suites 2, 3, 4, 

Greensburg PA 15601. The Pace-Pittsburgh lab contact is Jacquelyn Collins at 724-850-5612.

Case Narrative
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 28, 2017

Report No.:  AAH0613

Client ID:  MCM-04

Date/Time Sampled:  8/17/2017   9:33:00AM

Matrix:  Ground Water

Lab Number ID:  AAH0613-03

Date/Time Received:  8/18/2017   9:20:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708061710 08/23/17 13:25 08/23/17 13:25445

Inorganic Anions

EPA 300.0mg/L 102.5 RLCChloride 70804940.24 08/18/17 10:37 08/18/17 19:27210

EPA 300.0mg/L 10.30 J RLCFluoride 70804940.03 08/18/17 10:37 08/18/17 14:380.18

EPA 300.0mg/L 1010 RLCSulfate 70804940.17 08/18/17 10:37 08/18/17 19:27110

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70805320.0006 08/22/17 14:40 08/23/17 16:45ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 70805320.0005 08/22/17 14:40 08/23/17 16:450.0021

EPA 6020Bmg/L 10.0100 CSWBarium 70805320.0004 08/22/17 14:40 08/23/17 16:450.0475

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70805320.00009 08/22/17 14:40 08/23/17 16:450.0002

EPA 6020Bmg/L 10.0400 CSWBoron 70805320.0060 08/22/17 14:40 08/23/17 16:450.128

EPA 6020Bmg/L 10.0010 CSWCadmium 70805320.0001 08/22/17 14:40 08/23/17 16:45ND

EPA 6020Bmg/L 10.500 CSWCalcium 70805320.0404 08/22/17 14:40 08/23/17 16:458.17

EPA 6020Bmg/L 10.0100 J CSWChromium 70805320.0005 08/22/17 14:40 08/23/17 16:450.0013

EPA 6020Bmg/L 10.0100 CSWCobalt 70805320.0003 08/22/17 14:40 08/23/17 16:45ND

EPA 6020Bmg/L 10.0050 CSWLead 70805320.00007 08/22/17 14:40 08/23/17 16:45ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70805320.0010 08/22/17 14:40 08/23/17 16:45ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70805320.0018 08/22/17 14:40 08/23/17 16:45ND

EPA 6020Bmg/L 10.0010 CSWThallium 70805320.00005 08/22/17 14:40 08/23/17 16:45ND

EPA 6020Bmg/L 10.0500 CSWLithium 70805320.0015 08/22/17 14:40 08/23/17 16:45ND

EPA 7470Amg/L 10.00050 MTCMercury 70805610.000036 08/22/17 09:45 08/22/17 16:23ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 28, 2017

Report No.:  AAH0613

Client ID:  MCM-16

Date/Time Sampled:  8/17/2017  11:48:00AM

Matrix:  Ground Water

Lab Number ID:  AAH0613-04

Date/Time Received:  8/18/2017   9:20:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708061710 08/23/17 13:25 08/23/17 13:2584

Inorganic Anions

EPA 300.0mg/L 10.25 RLCChloride 70804940.02 08/18/17 10:37 08/18/17 14:5832

EPA 300.0mg/L 10.30 J RLCFluoride 70804940.03 08/18/17 10:37 08/18/17 14:580.04

EPA 300.0mg/L 11.0 RLCSulfate 70804940.02 08/18/17 10:37 08/18/17 14:5826

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70805320.0006 08/22/17 14:40 08/23/17 17:10ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70805320.0005 08/22/17 14:40 08/23/17 17:10ND

EPA 6020Bmg/L 10.0100 CSWBarium 70805320.0004 08/22/17 14:40 08/23/17 17:100.121

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70805320.00009 08/22/17 14:40 08/23/17 17:100.0002

EPA 6020Bmg/L 10.0400 CSWBoron 70805320.0060 08/22/17 14:40 08/23/17 17:100.0853

EPA 6020Bmg/L 10.0010 CSWCadmium 70805320.0001 08/22/17 14:40 08/23/17 17:10ND

EPA 6020Bmg/L 10.500 CSWCalcium 70805320.0404 08/22/17 14:40 08/23/17 17:105.62

EPA 6020Bmg/L 10.0100 J CSWChromium 70805320.0005 08/22/17 14:40 08/23/17 17:100.0005

EPA 6020Bmg/L 10.0100 J CSWCobalt 70805320.0003 08/22/17 14:40 08/23/17 17:100.0004

EPA 6020Bmg/L 10.0050 CSWLead 70805320.00007 08/22/17 14:40 08/23/17 17:10ND

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70805320.0010 08/22/17 14:40 08/23/17 17:10ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70805320.0018 08/22/17 14:40 08/23/17 17:10ND

EPA 6020Bmg/L 10.0010 J CSWThallium 70805320.00005 08/22/17 14:40 08/23/17 17:100.00007

EPA 6020Bmg/L 10.0500 CSWLithium 70805320.0015 08/22/17 14:40 08/23/17 17:10ND

EPA 7470Amg/L 10.00050 MTCMercury 70805610.000036 08/22/17 09:45 08/22/17 16:26ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 28, 2017

Report No.:  AAH0613

Client ID:  MCM-15

Date/Time Sampled:  8/17/2017  11:50:00AM

Matrix:  Ground Water

Lab Number ID:  AAH0613-05

Date/Time Received:  8/18/2017   9:20:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708061710 08/23/17 13:25 08/23/17 13:2551

Inorganic Anions

EPA 300.0mg/L 10.25 RLCChloride 70804940.02 08/18/17 10:37 08/18/17 15:1912

EPA 300.0mg/L 10.30 RLCFluoride 70804940.03 08/18/17 10:37 08/18/17 15:19ND

EPA 300.0mg/L 11.0 RLCSulfate 70804940.02 08/18/17 10:37 08/18/17 15:1914

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70805320.0006 08/22/17 14:40 08/23/17 17:21ND

EPA 6020Bmg/L 10.0050 J CSWArsenic 70805320.0005 08/22/17 14:40 08/23/17 17:210.0028

EPA 6020Bmg/L 10.0100 CSWBarium 70805320.0004 08/22/17 14:40 08/23/17 17:210.0370

EPA 6020Bmg/L 10.0030 J CSWBeryllium 70805320.00009 08/22/17 14:40 08/23/17 17:210.0001

EPA 6020Bmg/L 10.0400 CSWBoron 70805320.0060 08/22/17 14:40 08/23/17 17:210.0593

EPA 6020Bmg/L 10.0010 CSWCadmium 70805320.0001 08/22/17 14:40 08/23/17 17:21ND

EPA 6020Bmg/L 10.500 CSWCalcium 70805320.0404 08/22/17 14:40 08/23/17 17:215.53

EPA 6020Bmg/L 10.0100 J CSWChromium 70805320.0005 08/22/17 14:40 08/23/17 17:210.0027

EPA 6020Bmg/L 10.0100 CSWCobalt 70805320.0003 08/22/17 14:40 08/23/17 17:21ND

EPA 6020Bmg/L 10.0050 J CSWLead 70805320.00007 08/22/17 14:40 08/23/17 17:210.0001

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70805320.0010 08/22/17 14:40 08/23/17 17:21ND

EPA 6020Bmg/L 10.0100 CSWSelenium 70805320.0018 08/22/17 14:40 08/23/17 17:21ND

EPA 6020Bmg/L 10.0010 CSWThallium 70805320.00005 08/22/17 14:40 08/23/17 17:21ND

EPA 6020Bmg/L 10.0500 CSWLithium 70805320.0015 08/22/17 14:40 08/23/17 17:21ND

EPA 7470Amg/L 10.00050 MTCMercury 70805610.000036 08/22/17 09:45 08/22/17 16:28ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 28, 2017

Report No.:  AAH0613

Client ID:  MCM-07

Date/Time Sampled:  8/17/2017   1:54:00PM

Matrix:  Ground Water

Lab Number ID:  AAH0613-06

Date/Time Received:  8/18/2017   9:20:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708061710 08/23/17 13:25 08/23/17 13:258320

Inorganic Anions

EPA 300.0mg/L 10025 RLCChloride 70804942.4 08/18/17 10:37 08/24/17 12:164600

EPA 300.0mg/L 10.30 J RLCFluoride 70804940.03 08/18/17 10:37 08/18/17 16:210.27

EPA 300.0mg/L 100100 RLCSulfate 70804941.7 08/18/17 10:37 08/24/17 12:16510

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70805320.0006 08/22/17 14:40 08/23/17 17:32ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70805320.0005 08/22/17 14:40 08/23/17 17:320.0211

EPA 6020Bmg/L 10.0100 CSWBarium 70805320.0004 08/22/17 14:40 08/23/17 17:320.124

EPA 6020Bmg/L 10.0030 CSWBeryllium 70805320.00009 08/22/17 14:40 08/23/17 17:32ND

EPA 6020Bmg/L 10.0400 CSWBoron 70805320.0060 08/22/17 14:40 08/23/17 17:320.922

EPA 6020Bmg/L 50.0050 R-01 CSWCadmium 70805320.0007 08/22/17 14:40 08/24/17 16:32ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70805322.02 08/22/17 14:40 08/23/17 17:38186

EPA 6020Bmg/L 10.0100 J CSWChromium 70805320.0005 08/22/17 14:40 08/23/17 17:320.0022

EPA 6020Bmg/L 10.0100 CSWCobalt 70805320.0003 08/22/17 14:40 08/23/17 17:32ND

EPA 6020Bmg/L 10.0050 J CSWLead 70805320.00007 08/22/17 14:40 08/23/17 17:320.00008

EPA 6020Bmg/L 10.0100 CSWMolybdenum 70805320.0010 08/22/17 14:40 08/23/17 17:32ND

EPA 6020Bmg/L 10.0100 J CSWSelenium 70805320.0018 08/22/17 14:40 08/23/17 17:320.0033

EPA 6020Bmg/L 10.0010 CSWThallium 70805320.00005 08/22/17 14:40 08/23/17 17:32ND

EPA 6020Bmg/L 10.0500 J CSWLithium 70805320.0015 08/22/17 14:40 08/23/17 17:320.0241

EPA 7470Amg/L 10.00050 MTCMercury 70805610.000036 08/22/17 09:45 08/22/17 16:31ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 28, 2017

Report No.:  AAH0613

Client ID:  MCM-05

Date/Time Sampled:  8/17/2017   2:03:00PM

Matrix:  Ground Water

Lab Number ID:  AAH0613-07

Date/Time Received:  8/18/2017   9:20:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708061710 08/23/17 13:25 08/23/17 13:254620

Inorganic Anions

EPA 300.0mg/L 10025 RLCChloride 70804942.4 08/18/17 10:37 08/24/17 12:372600

EPA 300.0mg/L 10.30 RLCFluoride 70804940.03 08/18/17 10:37 08/18/17 16:420.52

EPA 300.0mg/L 2020 RLCSulfate 70804940.34 08/18/17 10:37 08/18/17 20:0880

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70805320.0006 08/22/17 14:40 08/23/17 17:44ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70805320.0005 08/22/17 14:40 08/23/17 17:440.0336

EPA 6020Bmg/L 10.0100 CSWBarium 70805320.0004 08/22/17 14:40 08/23/17 17:440.0188

EPA 6020Bmg/L 10.0030 CSWBeryllium 70805320.00009 08/22/17 14:40 08/23/17 17:44ND

EPA 6020Bmg/L 10.0400 CSWBoron 70805320.0060 08/22/17 14:40 08/23/17 17:440.516

EPA 6020Bmg/L 10.0010 CSWCadmium 70805320.0001 08/22/17 14:40 08/23/17 17:44ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70805322.02 08/22/17 14:40 08/23/17 17:50100

EPA 6020Bmg/L 10.0100 J CSWChromium 70805320.0005 08/22/17 14:40 08/23/17 17:440.0007

EPA 6020Bmg/L 10.0100 CSWCobalt 70805320.0003 08/22/17 14:40 08/23/17 17:44ND

EPA 6020Bmg/L 10.0050 CSWLead 70805320.00007 08/22/17 14:40 08/23/17 17:44ND

EPA 6020Bmg/L 10.0100 J CSWMolybdenum 70805320.0010 08/22/17 14:40 08/23/17 17:440.0012

EPA 6020Bmg/L 10.0100 CSWSelenium 70805320.0018 08/22/17 14:40 08/23/17 17:44ND

EPA 6020Bmg/L 10.0010 CSWThallium 70805320.00005 08/22/17 14:40 08/23/17 17:44ND

EPA 6020Bmg/L 10.0500 J CSWLithium 70805320.0015 08/22/17 14:40 08/23/17 17:440.0367

EPA 7470Amg/L 10.00050 MTCMercury 70805610.000036 08/22/17 09:45 08/22/17 16:33ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 28, 2017

Report No.:  AAH0613

Client ID:  MCM-06

Date/Time Sampled:  8/17/2017   3:30:00PM

Matrix:  Ground Water

Lab Number ID:  AAH0613-08

Date/Time Received:  8/18/2017   9:20:00AM

Project: CCR Event

Analyte Result RL

Preparation

Date

Analytical

DateMethod Qual. DFUnits Init.BatchMDL

General Chemistry

SM 2540 Cmg/L 125 JPTTotal Dissolved Solids 708061710 08/23/17 13:25 08/23/17 13:255450

Inorganic Anions

EPA 300.0mg/L 10025 RLCChloride 70804942.4 08/18/17 10:37 08/24/17 12:572700

EPA 300.0mg/L 10.30 J RLCFluoride 70804940.03 08/18/17 10:37 08/18/17 17:020.26

EPA 300.0mg/L 2020 RLCSulfate 70804940.34 08/18/17 10:37 08/18/17 20:2969

Metals, Total

EPA 6020Bmg/L 10.0030 CSWAntimony 70805320.0006 08/22/17 14:40 08/23/17 17:55ND

EPA 6020Bmg/L 10.0050 CSWArsenic 70805320.0005 08/22/17 14:40 08/23/17 17:550.458

EPA 6020Bmg/L 10.0100 CSWBarium 70805320.0004 08/22/17 14:40 08/23/17 17:550.0596

EPA 6020Bmg/L 10.0030 CSWBeryllium 70805320.00009 08/22/17 14:40 08/23/17 17:55ND

EPA 6020Bmg/L 10.0400 CSWBoron 70805320.0060 08/22/17 14:40 08/23/17 17:550.700

EPA 6020Bmg/L 10.0010 CSWCadmium 70805320.0001 08/22/17 14:40 08/23/17 17:55ND

EPA 6020Bmg/L 5025.0 CSWCalcium 70805322.02 08/22/17 14:40 08/23/17 18:01126

EPA 6020Bmg/L 10.0100 J CSWChromium 70805320.0005 08/22/17 14:40 08/23/17 17:550.0007

EPA 6020Bmg/L 10.0100 J CSWCobalt 70805320.0003 08/22/17 14:40 08/23/17 17:550.0003

EPA 6020Bmg/L 10.0050 CSWLead 70805320.00007 08/22/17 14:40 08/23/17 17:55ND

EPA 6020Bmg/L 10.0100 J CSWMolybdenum 70805320.0010 08/22/17 14:40 08/23/17 17:550.0025

EPA 6020Bmg/L 10.0100 J CSWSelenium 70805320.0018 08/22/17 14:40 08/23/17 17:550.0020

EPA 6020Bmg/L 10.0010 CSWThallium 70805320.00005 08/22/17 14:40 08/23/17 17:55ND

EPA 6020Bmg/L 10.0500 CSWLithium 70805320.0015 08/22/17 14:40 08/23/17 17:550.0645

EPA 7470Amg/L 10.00050 MTCMercury 70805610.000036 08/22/17 09:45 08/22/17 16:40ND
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 28, 2017

Report No.:  AAH0613

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

General Chemistry - Quality Control

MDL

Batch 7080617 - SM 2540 C

Blank (7080617-BLK1) Prepared & Analyzed: 08/23/17 

Total Dissolved Solids mg/LND 25 10

LCS (7080617-BS1) Prepared & Analyzed: 08/23/17 

Total Dissolved Solids mg/L341 25 400.00 84-1088510

Duplicate (7080617-DUP1) Prepared & Analyzed: 08/23/17 Source: AAH0613-06

Total Dissolved Solids mg/L8230 25 8320 10110
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 28, 2017

Report No.:  AAH0613

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Inorganic Anions - Quality Control

MDL

Batch 7080494 - EPA 300.0

Blank (7080494-BLK1) Prepared & Analyzed: 08/18/17 

Chloride mg/LND 0.25 0.02

Fluoride mg/LND 0.30 0.03

Sulfate mg/LND 1.0 0.02

LCS (7080494-BS1) Prepared & Analyzed: 08/18/17 

Chloride mg/L10.4 0.25 10.020 90-1101030.02

Fluoride mg/L10.5 0.30 10.020 90-1101050.03

Sulfate mg/L10.3 1.0 10.050 90-1101030.02

Matrix Spike (7080494-MS1) Prepared & Analyzed: 08/18/17 Source: AAH0613-05

Chloride mg/L22.1 0.25 10.020 12.4 90-110960.02

Fluoride mg/L10.5 0.30 10.020 ND 90-1101050.03

Sulfate mg/L22.7 1.0 10.050 13.8 QM-0290-110890.02

Matrix Spike Dup (7080494-MSD1) Prepared & Analyzed: 08/18/17 Source: AAH0613-05

Chloride mg/L22.0 0.25 10.020 12.4 1590-11096 0.30.02

Fluoride mg/L10.5 0.30 10.020 ND 1590-110105 00.03

Sulfate mg/L22.8 1.0 10.050 13.8 15 QM-0290-11089 0.20.02
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 28, 2017

Report No.:  AAH0613

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7080532 - EPA 3005A

Blank (7080532-BLK1) Prepared: 08/22/17  Analyzed: 08/23/17 

Antimony mg/LND 0.0030 0.0006

Arsenic mg/LND 0.0050 0.0005

Barium mg/LND 0.0100 0.0004

Beryllium mg/LND 0.0030 0.00009

Boron mg/LND 0.0400 0.0060

Cadmium mg/LND 0.0010 0.0001

Calcium mg/LND 0.500 0.0404

Chromium mg/LND 0.0100 0.0005

Cobalt mg/LND 0.0100 0.0003

Copper mg/LND 0.0250 0.0003

Lead mg/LND 0.0050 0.00007

Molybdenum mg/LND 0.0100 0.0010

Nickel mg/LND 0.0100 0.0005

Selenium mg/LND 0.0100 0.0018

Silver mg/LND 0.0100 0.0002

Thallium mg/LND 0.0010 0.00005

Vanadium mg/LND 0.0100 0.0012

Zinc mg/L0.0025 0.0100 J0.0012

Lithium mg/LND 0.0500 0.0015

LCS (7080532-BS1) Prepared: 08/22/17  Analyzed: 08/23/17 

Antimony mg/L0.107 0.0030 0.10000 80-1201070.0006

Arsenic mg/L0.100 0.0050 0.10000 80-1201000.0005

Barium mg/L0.101 0.0100 0.10000 80-1201010.0004

Beryllium mg/L0.0953 0.0030 0.10000 80-120950.00009

Boron mg/L0.990 0.0400 1.0000 80-120990.0060

Cadmium mg/L0.104 0.0010 0.10000 80-1201040.0001

Calcium mg/L1.04 0.500 1.0000 80-1201040.0404

Chromium mg/L0.103 0.0100 0.10000 80-1201030.0005

Cobalt mg/L0.0994 0.0100 0.10000 80-120990.0003

Copper mg/L0.0995 0.0250 0.10000 80-120990.0003

Lead mg/L0.0992 0.0050 0.10000 80-120990.00007

Molybdenum mg/L0.106 0.0100 0.10000 80-1201060.0010

Nickel mg/L0.100 0.0100 0.10000 80-1201000.0005

Selenium mg/L0.100 0.0100 0.10000 80-1201000.0018

Silver mg/L0.103 0.0100 0.10000 80-1201030.0002

Thallium mg/L0.101 0.0010 0.10000 80-1201010.00005

Vanadium mg/L0.102 0.0100 0.10000 80-1201020.0012

Zinc mg/L0.104 0.0100 0.10000 80-1201040.0012

Lithium mg/L0.0999 0.0500 0.10000 80-1201000.0015
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 28, 2017

Report No.:  AAH0613

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7080532 - EPA 3005A

Matrix Spike (7080532-MS1) Prepared: 08/22/17  Analyzed: 08/23/17 Source: AAH0613-03

Antimony mg/L0.108 0.0030 0.10000 ND 75-1251080.0006

Arsenic mg/L0.105 0.0050 0.10000 0.0021 75-1251020.0005

Barium mg/L0.148 0.0100 0.10000 0.0475 75-1251010.0004

Beryllium mg/L0.0872 0.0030 0.10000 0.0002 75-125870.00009

Boron mg/L1.03 0.0400 1.0000 0.128 75-125900.0060

Cadmium mg/L0.104 0.0010 0.10000 ND 75-1251040.0001

Calcium mg/L8.87 0.500 1.0000 8.17 QM-0275-125700.0404

Chromium mg/L0.105 0.0100 0.10000 0.0013 75-1251040.0005

Cobalt mg/L0.101 0.0100 0.10000 ND 75-1251010.0003

Copper mg/L0.0978 0.0250 0.10000 ND 75-125980.0003

Lead mg/L0.0935 0.0050 0.10000 ND 75-125930.00007

Molybdenum mg/L0.107 0.0100 0.10000 ND 75-1251070.0010

Nickel mg/L0.0996 0.0100 0.10000 ND 75-1251000.0005

Selenium mg/L0.102 0.0100 0.10000 ND 75-1251020.0018

Silver mg/L0.0999 0.0100 0.10000 ND 75-1251000.0002

Thallium mg/L0.0942 0.0010 0.10000 ND 75-125940.00005

Vanadium mg/L0.110 0.0100 0.10000 0.0047 75-1251050.0012

Zinc mg/L0.102 0.0100 0.10000 0.0029 75-125990.0012

Lithium mg/L0.0881 0.0500 0.10000 ND 75-125880.0015

Matrix Spike Dup (7080532-MSD1) Prepared: 08/22/17  Analyzed: 08/23/17 Source: AAH0613-03

Antimony mg/L0.104 0.0030 0.10000 ND 2075-125104 40.0006

Arsenic mg/L0.104 0.0050 0.10000 0.0021 2075-125102 0.60.0005

Barium mg/L0.143 0.0100 0.10000 0.0475 2075-12595 40.0004

Beryllium mg/L0.0872 0.0030 0.10000 0.0002 2075-12587 0.020.00009

Boron mg/L1.02 0.0400 1.0000 0.128 2075-12589 10.0060

Cadmium mg/L0.102 0.0010 0.10000 ND 2075-125102 20.0001

Calcium mg/L9.05 0.500 1.0000 8.17 2075-12588 20.0404

Chromium mg/L0.107 0.0100 0.10000 0.0013 2075-125106 20.0005

Cobalt mg/L0.0975 0.0100 0.10000 ND 2075-12598 30.0003

Copper mg/L0.0965 0.0250 0.10000 ND 2075-12597 10.0003

Lead mg/L0.0924 0.0050 0.10000 ND 2075-12592 10.00007

Molybdenum mg/L0.103 0.0100 0.10000 ND 2075-125103 40.0010

Nickel mg/L0.0985 0.0100 0.10000 ND 2075-12598 10.0005

Selenium mg/L0.102 0.0100 0.10000 ND 2075-125102 0.10.0018

Silver mg/L0.0960 0.0100 0.10000 ND 2075-12596 40.0002

Thallium mg/L0.0953 0.0010 0.10000 ND 2075-12595 10.00005

Vanadium mg/L0.111 0.0100 0.10000 0.0047 2075-125107 10.0012

Zinc mg/L0.102 0.0100 0.10000 0.0029 2075-12599 0.70.0012

Lithium mg/L0.0866 0.0500 0.10000 ND 2075-12587 20.0015
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 28, 2017

Report No.:  AAH0613

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7080532 - EPA 3005A

Post Spike (7080532-PS1) Prepared: 08/22/17  Analyzed: 08/23/17 Source: AAH0613-03

Antimony ug/L103 100.00 0.0565 80-120103

Arsenic ug/L101 100.00 2.09 80-12099

Barium ug/L144 100.00 47.5 80-12097

Beryllium ug/L87.6 100.00 0.245 80-12087

Boron ug/L1040 1000.0 128 80-12091

Cadmium ug/L101 100.00 0.0045 80-120101

Calcium ug/L8960 1000.0 8170 QM-0280-12079

Chromium ug/L106 100.00 1.27 80-120105

Cobalt ug/L99.2 100.00 0.234 80-12099

Copper ug/L96.7 100.00 0.0438 80-12097

Lead ug/L92.1 100.00 0.0270 80-12092

Molybdenum ug/L106 100.00 0.134 80-120106

Nickel ug/L99.2 100.00 0.300 80-12099

Selenium ug/L104 100.00 1.66 80-120102

Silver ug/L96.0 100.00 0.0040 80-12096

Thallium ug/L95.3 100.00 0.0035 80-12095

Vanadium ug/L114 100.00 4.67 80-120109

Zinc ug/L98.9 100.00 2.92 80-12096

Lithium ug/L87.5 100.00 1.22 80-12086

Batch 7080561 - EPA 7470A

Blank (7080561-BLK1) Prepared & Analyzed: 08/22/17 

Mercury mg/LND 0.00050 0.000036

LCS (7080561-BS1) Prepared & Analyzed: 08/22/17 

Mercury mg/L0.00244 0.00050 2.5000E-3 80-120980.000036
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 28, 2017

Report No.:  AAH0613

Result RL Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Metals, Total - Quality Control

MDL

Batch 7080561 - EPA 7470A

Matrix Spike (7080561-MS1) Prepared & Analyzed: 08/22/17 Source: AAH0613-03

Mercury mg/L0.00234 0.00050 2.5000E-3 ND 75-125930.000036

Matrix Spike Dup (7080561-MSD1) Prepared & Analyzed: 08/22/17 Source: AAH0613-03

Mercury mg/L0.00240 0.00050 2.5000E-3 ND 2075-12596 30.000036

Post Spike (7080561-PS1) Prepared & Analyzed: 08/22/17 Source: AAH0613-03

Mercury ug/L1.67 1.6667 -0.00602 80-120100
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 28, 2017

Legend

Definition of Laboratory Terms

ND

TIC

CFU

SOP

RL

 - Not Detected at levels equal to or greater than the MDL

 - Tentatively Identified Compound

 - Colony Forming Units

 - Method run per Pace Standard Operating Procedure

 - Reporting Limit

Definition of Qualifiers

Sample Information

N-Nitrosodiphenylamine breaks down to diphenylamine in the GCMS; both analytes are reported as 

N-Nitrososdiphenylamine. Pace is not NELAC certified for N-Nitrososdiphenylamine. 

Phthalic acid and phthalic anhydride are reported as dimethyl phthalate 

Maleic acid and maleic anhydride are reported as dimethyl malate 

1,2-Diphenylhydrazine breaks down to azobenzene in the GCMS; both analytes are reported as azobenzene

DF  - Dilution Factor

 - Method Detection LimitMDL

 - Not Detected at levels equal to or greater than the RLBRL

R-01 Elevated reporting limit due to matrix interference.

QM-02 The spike recovery is outside acceptance limits due to insignificant spike amount as compared to sample 

concentration.

J Estimated value less than Reporting Limit (RL) but greater than Method Detection Limit(MDL) (CLP J-Flag).

Note: Unless otherwise noted, all results are reported on an as received basis.
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Environmental Monitoring & Laboratory Analysis

110 Technology Parkway, Peachtree Corners, GA 30092

(770) 734-4200  FAX (770) 734-4201

PACE ANALYTICAL SERVICES, LLC.

Georgia Power

2480 Maner Road

Atlanta GA, 30339

Attention: Mr. Joju Abraham
August 28, 2017

Report Notes

Per communication with consultant 8/18/2017, all tests for sample volume identified as MCM-03 have been cancelled.   BMcD
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LOG-IN CHECKLIST

Georgia Power

CCR EventProject: 

Client: 

Printed: 8/28/2017  8:34:22AM

Environmental Monitoring & Laboratory Analysis

(770) 734-4200  FAX (770) 734-4201

110 Technology Parkway, Peachtree Corners, GA 30092

PACE ANALYTICAL SERVICES, LLC.

Date Received: 08/18/17 09:20 Logged In By: Mohammad M. Rahman

Work Order: AAH0613

OBSERVATIONS

Attn: Mr. Joju Abraham

#Samples:  8 #Containers:  29 

 2.3  2.3

YES

Minimum Temp(C): Maximum Temp(C):

CHECKLIST ITEMS

COC included with Samples

Sample Container(s) Intact

Chain of Custody Complete

Sample Container(s) Match COC

Custody seal Intact

Temperature in Compliance

Sufficient Sample Volume for Analysis

Zero Headspace Maintained for VOA Analyses

Samples labeled preserved (If Applicable)

Samples received within Allowable Hold Times

Samples Received on Ice

Preservation Confirmed

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

Custody Seal(s) Used: Yes

Per communication with consultant 8/18/2017, all tests for sample volume identified as MCM-03 have been cancelled.   

BMcD

Comments:
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September 10, 2017

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 30227761

30227761

Project:

Pace Project No.:

RE:

Mr. Joju Abraham
Georgia Power
2480 Maner Road
Atlanta, GA 30339

AAH0613 Plant McManus

Dear Mr. Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on August 21, 2017. The
results relate only to the samples included in this report. Results reported herein conform to the most
current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual, where
applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Jacquelyn Collins

jacquelyn.collins@pacelabs.com

Project Manager
(724)850-5612

Enclosures

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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CERTIFICATIONS

Pace Project No.:

Project:

30227761

AAH0613 Plant McManus

Pennsylvania Certification IDs

1638 Roseytown Rd Suites 2,3&4, Greensburg, PA 15601

L-A-B DOD-ELAP Accreditation #: L2417

Alabama Certification #: 41590

Arizona Certification #: AZ0734

Arkansas Certification

California Certification #: 04222CA

Colorado Certification

Connecticut Certification #: PH-0694

Delaware Certification

Florida/TNI Certification #: E87683

Georgia Certification #: C040

Guam Certification

Hawaii Certification

Idaho Certification

Illinois Certification

Indiana Certification

Iowa Certification #: 391

Kansas/TNI Certification #: E-10358

Kentucky Certification #: 90133

Louisiana DHH/TNI Certification #: LA140008

Louisiana DEQ/TNI Certification #: 4086

Maine Certification #: PA00091

Maryland Certification #: 308

Massachusetts Certification #: M-PA1457

Michigan/PADEP Certification

Missouri Certification #: 235

Montana Certification #: Cert 0082

Nebraska Certification #: NE-05-29-14

Nevada Certification #: PA014572015-1

New Hampshire/TNI Certification #: 2976

New Jersey/TNI Certification #: PA 051

New Mexico Certification #: PA01457

New York/TNI Certification #: 10888

North Carolina Certification #: 42706

North Dakota Certification #: R-190

Oregon/TNI Certification #: PA200002

Pennsylvania/TNI Certification #: 65-00282

Puerto Rico Certification #: PA01457

Rhode Island Certification #: 65-00282

South Dakota Certification

Tennessee Certification #: TN2867

Texas/TNI Certification #: T104704188-14-8

Utah/TNI Certification #: PA014572015-5

USDA Soil Permit #: P330-14-00213

Vermont Dept. of Health: ID# VT-0282

Virgin Island/PADEP Certification

Virginia/VELAP Certification #: 460198

Washington Certification #: C868

West Virginia DEP Certification #: 143

West Virginia DHHR Certification #: 9964C

Wisconsin Certification

Wyoming Certification #: 8TMS-L

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

1638 Roseytown Road - Suites 2,3,4

Greensburg, PA 15601

(724)850-5600
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SAMPLE SUMMARY

Pace Project No.:

Project:

30227761

AAH0613 Plant McManus

Lab ID Sample ID Matrix Date Collected Date Received

30227761002 MCM-04 Water 08/17/17 09:33 08/21/17 08:30

30227761003 MCM-16 Water 08/17/17 11:48 08/21/17 08:30

30227761004 MCM-15 Water 08/17/17 11:50 08/21/17 08:30

30227761005 MCM-07 Water 08/17/17 13:54 08/21/17 08:30

30227761006 MCM-05 Water 08/17/17 14:03 08/21/17 08:30

30227761007 MCM-06 Water 08/17/17 15:30 08/21/17 08:30
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

30227761

AAH0613 Plant McManus

Lab ID Sample ID Method

Analytes

ReportedAnalysts

30227761002 MCM-04 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1RMK

30227761003 MCM-16 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1RMK

30227761004 MCM-15 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1RMK

30227761005 MCM-07 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1RMK

30227761006 MCM-05 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1RMK

30227761007 MCM-06 EPA 9315 1JC2

EPA 9320 1JLW

Total Radium Calculation 1RMK
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

30227761

AAH0613 Plant McManus

Sample: MCM-04 Lab ID: 30227761002 Collected: 08/17/17 09:33 Received: 08/21/17 08:30 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 2.01 ± 0.462   (0.210)
C:84% T:NA

pCi/L 09/05/17 07:36 13982-63-3EPA 9315

Radium-228 3.34 ± 0.867   (0.825)
C:72% T:76%

pCi/L 09/07/17 15:15 15262-20-1EPA 9320

Total Radium 5.35 ± 1.33   (1.04) pCi/L 09/10/17 13:12 7440-14-4Total Radium
Calculation

Sample: MCM-16 Lab ID: 30227761003 Collected: 08/17/17 11:48 Received: 08/21/17 08:30 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.544 ± 0.205   (0.199)
C:93% T:NA

pCi/L 09/05/17 07:36 13982-63-3EPA 9315

Radium-228 1.17 ± 0.572   (0.973)
C:68% T:68%

pCi/L 09/07/17 15:16 15262-20-1EPA 9320

Total Radium 1.71 ± 0.777   (1.17) pCi/L 09/10/17 13:12 7440-14-4Total Radium
Calculation

Sample: MCM-15 Lab ID: 30227761004 Collected: 08/17/17 11:50 Received: 08/21/17 08:30 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.22 ± 0.329   (0.180)
C:89% T:NA

pCi/L 09/05/17 07:36 13982-63-3EPA 9315

Radium-228 0.811 ± 0.532   (1.00)
C:67% T:65%

pCi/L 09/07/17 15:16 15262-20-1EPA 9320

Total Radium 2.03 ± 0.861   (1.18) pCi/L 09/10/17 13:12 7440-14-4Total Radium
Calculation

Sample: MCM-07 Lab ID: 30227761005 Collected: 08/17/17 13:54 Received: 08/21/17 08:30 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 2.83 ± 0.574   (0.168)
C:96% T:NA

pCi/L 09/05/17 07:30 13982-63-3EPA 9315

Radium-228 3.55 ± 1.00   (1.00)
C:59% T:63%

pCi/L 09/07/17 15:16 15262-20-1EPA 9320

Total Radium 6.38 ± 1.57   (1.17) pCi/L 09/10/17 13:12 7440-14-4Total Radium
Calculation

Sample: MCM-05 Lab ID: 30227761006 Collected: 08/17/17 14:03 Received: 08/21/17 08:30 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.908 ± 0.289   (0.288)
C:90% T:NA

pCi/L 09/05/17 07:30 13982-63-3EPA 9315

Radium-228 0.966 ± 0.519   (0.917)
C:67% T:72%

pCi/L 09/07/17 15:16 15262-20-1EPA 9320
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

30227761

AAH0613 Plant McManus

Sample: MCM-05 Lab ID: 30227761006 Collected: 08/17/17 14:03 Received: 08/21/17 08:30 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Total Radium 1.87 ± 0.808   (1.21) pCi/L 09/10/17 13:12 7440-14-4Total Radium
Calculation

Sample: MCM-06 Lab ID: 30227761007 Collected: 08/17/17 15:30 Received: 08/21/17 08:30 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.59 ± 0.387   (0.197)
C:93% T:NA

pCi/L 09/05/17 07:30 13982-63-3EPA 9315

Radium-228 1.74 ± 0.650   (0.925)
C:68% T:64%

pCi/L 09/07/17 15:16 15262-20-1EPA 9320

Total Radium 3.33 ± 1.04   (1.12) pCi/L 09/10/17 13:12 7440-14-4Total Radium
Calculation
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30227761

AAH0613 Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

270015

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 30227761002, 30227761003, 30227761004, 30227761005, 30227761006, 30227761007

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1328717

Associated Lab Samples: 30227761002, 30227761003, 30227761004, 30227761005, 30227761006, 30227761007

Matrix: Water

Analyzed

Radium-226 pCi/L 09/05/17 07:360.268 ± 0.139   (0.154) C:96% T:NA
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

30227761

AAH0613 Plant McManus

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

270013

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 30227761002, 30227761003, 30227761004, 30227761005, 30227761006, 30227761007

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1328715

Associated Lab Samples: 30227761002, 30227761003, 30227761004, 30227761005, 30227761006, 30227761007

Matrix: Water

Analyzed

Radium-228 pCi/L 09/07/17 15:15-0.0454 ± 0.342   (0.809) C:75% T:79%
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QUALIFIERS

Pace Project No.:

Project:

30227761

AAH0613 Plant McManus

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

TNTC - Too Numerous To Count

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Act - Activity

Unc - Uncertainty: SDWA = 1.96 sigma count uncertainty, all other matrices = Expanded Uncertainty (95% confidence interval).
Gamma Spec = Expanded Uncertainty (95.4% Confidence Interval)

(MDC) - Minimum Detectable Concentration

Trac - Tracer Recovery (%)

Carr - Carrier Recovery (%)

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.
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May 01, 2018

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 263684

263684

Project:

Pace Project No.:

RE:

Joju Abraham
Georgia Power - Coal Combustion Residuals
2480 Maner Road
Atlanta, GA 30339

Plant McManus Ash Ponds

Dear Joju Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on April 06, 2018. The
results relate only to the samples included in this report. Results reported herein conform to the most
current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual, where
applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Maria Padilla, Georgia Power

Lauren Petty, Southern Company Services, Inc.
Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC
Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC
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CERTIFICATIONS

Pace Project No.:

Project:

263684

Plant McManus Ash Ponds

Atlanta Certification IDs

110 Technology Parkway Peachtree Corners, GA 30092

Florida DOH Certification #: E87315

Georgia DW Inorganics Certification #: 812

Georgia DW Microbiology Certification #: 812

North Carolina Certification #: 381

South Carolina Certification #: 98011001

Texas Certification #: T104704397-08-TX

Virginia Certification #: 460204

Pennsylvania Certification IDs

1638 Roseytown Rd Suites 2,3&4, Greensburg, PA 15601

ANAB DOD-ELAP Rad Accreditation #: L2417

Alabama Certification #: 41590

Arizona Certification #: AZ0734

Arkansas Certification

California Certification #: 04222CA

Colorado Certification #: PA01547

Connecticut Certification #: PH-0694

Delaware Certification

EPA Region 4 DW Rad

Florida/TNI Certification #: E87683

Georgia Certification #: C040

Guam Certification

Hawaii Certification

Idaho Certification

Illinois Certification

Indiana Certification

Iowa Certification #: 391

Kansas/TNI Certification #: E-10358

Kentucky Certification #: KY90133

KY WW Permit #: KY0098221

KY WW Permit #: KY0000221

Louisiana DHH/TNI Certification #: LA180012

Louisiana DEQ/TNI Certification #: 4086

Maine Certification #: 2017020

Maryland Certification #: 308

Massachusetts Certification #: M-PA1457

Michigan/PADEP Certification #: 9991

Missouri Certification #: 235

Montana Certification #: Cert0082

Nebraska Certification #: NE-OS-29-14

Nevada Certification #: PA014572018-1

New Hampshire/TNI Certification #: 297617

New Jersey/TNI Certification #: PA051

New Mexico Certification #: PA01457

New York/TNI Certification #: 10888

North Carolina Certification #: 42706

North Dakota Certification #: R-190

Ohio EPA Rad Approval: #41249

Oregon/TNI Certification #: PA200002-010

Pennsylvania/TNI Certification #: 65-00282

Puerto Rico Certification #: PA01457

Rhode Island Certification #: 65-00282

South Dakota Certification

Tennessee Certification #:  02867

Texas/TNI Certification #: T104704188-17-3

Utah/TNI Certification #: PA014572017-9

USDA Soil Permit #: P330-17-00091

Vermont Dept. of Health: ID# VT-0282

Virgin Island/PADEP Certification

Virginia/VELAP Certification #: 9526

Washington Certification #: C868

West Virginia DEP Certification #: 143

West Virginia DHHR Certification #: 9964C

Wisconsin Approve List for Rad

Wyoming Certification #: 8TMS-L

Asheville Certification IDs

2225 Riverside Drive, Asheville, NC  28804

Florida/NELAP Certification #: E87648

Massachusetts Certification #: M-NC030

North Carolina Drinking Water Certification #: 37712

North Carolina Wastewater Certification #: 40

South Carolina Certification #: 99030001

Virginia/VELAP Certification #: 460222
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SAMPLE SUMMARY

Pace Project No.:

Project:

263684

Plant McManus Ash Ponds

Lab ID Sample ID Matrix Date Collected Date Received

263684001 MCM-11 Water 04/04/18 14:00 04/06/18 09:00

263684002 MCM-11 Water 04/04/18 14:00 04/06/18 09:00

263684003 MCM-04 Water 04/04/18 14:32 04/06/18 09:00

263684004 MCM-04 Water 04/04/18 14:32 04/06/18 09:00

263684005 MCM-15 Water 04/04/18 16:40 04/06/18 09:00

263684006 MCM-15 Water 04/04/18 16:40 04/06/18 09:00

263684007 MCM-10 Water 04/04/18 16:45 04/06/18 09:00

263684008 MCM-10 Water 04/04/18 16:45 04/06/18 09:00

263684009 Dup-1 Water 04/04/18 00:00 04/06/18 09:00

263684010 Dup-1 Water 04/04/18 00:00 04/06/18 09:00
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

263684

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

Reported LaboratoryAnalysts

263684001 MCM-11 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

263684002 MCM-11 EPA 6020B 14 PASI-GACSW

EPA 7470A 1 PASI-GAAAP

SM 2540C 1 PASI-AEJJ

EPA 300.0 3 PASI-GARLC

263684003 MCM-04 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

263684004 MCM-04 EPA 6020B 14 PASI-GACSW

EPA 7470A 1 PASI-GAAAP

SM 2540C 1 PASI-AEJJ

EPA 300.0 3 PASI-GARLC

263684005 MCM-15 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

263684006 MCM-15 EPA 6020B 14 PASI-GACSW

EPA 7470A 1 PASI-GAAAP

SM 2540C 1 PASI-AEJJ

EPA 300.0 3 PASI-GARLC

263684007 MCM-10 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

263684008 MCM-10 EPA 6020B 14 PASI-GACSW

EPA 7470A 1 PASI-GAAAP

SM 2540C 1 PASI-AEJJ

EPA 300.0 3 PASI-GARLC

263684009 Dup-1 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

263684010 Dup-1 EPA 6020B 14 PASI-GACSW

EPA 7470A 1 PASI-GAAAP

SM 2540C 1 PASI-AEJJ

EPA 300.0 3 PASI-GARLC
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ANALYTICAL RESULTS

Pace Project No.:

Project:

263684

Plant McManus Ash Ponds

Sample: MCM-11 Lab ID: 263684002 Collected: 04/04/18 14:00 Received: 04/06/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 04/11/18 18:01 7440-36-004/10/18 09:380.0030 0.00078 1

Arsenic 0.017 mg/L 04/11/18 18:01 7440-38-204/10/18 09:380.0050 0.00057 1

Barium 0.057 mg/L 04/11/18 18:01 7440-39-304/10/18 09:380.010 0.00078 1

Beryllium ND mg/L 04/11/18 18:01 7440-41-704/10/18 09:380.0030 0.000050 1

Boron 0.046 mg/L 04/11/18 18:01 7440-42-804/10/18 09:380.040 0.0039 1

Cadmium ND mg/L 04/11/18 18:01 7440-43-904/10/18 09:380.0010 0.000093 1

Calcium ND mg/L 04/11/18 18:07 7440-70-2 D3,M604/10/18 09:3825.0 0.69 50

Chromium ND mg/L 04/11/18 18:01 7440-47-304/10/18 09:380.010 0.0016 1

Cobalt ND mg/L 04/11/18 18:01 7440-48-404/10/18 09:380.010 0.00052 1

Lead ND mg/L 04/11/18 18:01 7439-92-104/10/18 09:380.0050 0.00027 1

Lithium 0.0041J mg/L 04/11/18 18:01 7439-93-204/10/18 09:380.050 0.00097 1

Molybdenum ND mg/L 04/11/18 18:01 7439-98-704/10/18 09:380.010 0.0019 1

Selenium ND mg/L 04/11/18 18:01 7782-49-204/10/18 09:380.010 0.0014 1

Thallium ND mg/L 04/11/18 18:01 7440-28-004/10/18 09:380.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 04/10/18 16:22 7439-97-604/10/18 11:350.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 197 mg/L 04/10/18 18:2325.0 25.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 69.0 mg/L 04/19/18 01:57 16887-00-6 M12.5 0.24 10

Fluoride 0.32 mg/L 04/12/18 19:19 16984-48-80.30 0.029 1

Sulfate 33.9 mg/L 04/12/18 19:19 14808-79-8 M11.0 0.017 1
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ANALYTICAL RESULTS

Pace Project No.:

Project:

263684

Plant McManus Ash Ponds

Sample: MCM-04 Lab ID: 263684004 Collected: 04/04/18 14:32 Received: 04/06/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 04/11/18 18:53 7440-36-004/10/18 09:380.0030 0.00078 1

Arsenic 0.0023J mg/L 04/11/18 18:53 7440-38-204/10/18 09:380.0050 0.00057 1

Barium 0.035 mg/L 04/11/18 18:53 7440-39-304/10/18 09:380.010 0.00078 1

Beryllium ND mg/L 04/11/18 18:53 7440-41-704/10/18 09:380.0030 0.000050 1

Boron 0.10 mg/L 04/11/18 18:53 7440-42-804/10/18 09:380.040 0.0039 1

Cadmium ND mg/L 04/11/18 18:53 7440-43-904/10/18 09:380.0010 0.000093 1

Calcium 6.8 mg/L 04/13/18 15:11 7440-70-204/10/18 09:382.5 0.069 5

Chromium ND mg/L 04/11/18 18:53 7440-47-304/10/18 09:380.010 0.0016 1

Cobalt ND mg/L 04/11/18 18:53 7440-48-404/10/18 09:380.010 0.00052 1

Lead ND mg/L 04/11/18 18:53 7439-92-104/10/18 09:380.0050 0.00027 1

Lithium 0.0013J mg/L 04/11/18 18:53 7439-93-204/10/18 09:380.050 0.00097 1

Molybdenum ND mg/L 04/11/18 18:53 7439-98-704/10/18 09:380.010 0.0019 1

Selenium ND mg/L 04/11/18 18:53 7782-49-204/10/18 09:380.010 0.0014 1

Thallium ND mg/L 04/11/18 18:53 7440-28-004/10/18 09:380.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 04/10/18 16:32 7439-97-604/10/18 11:350.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 365 mg/L 04/10/18 18:2325.0 25.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 156 mg/L 04/19/18 02:18 16887-00-62.5 0.24 10

Fluoride ND mg/L 04/12/18 20:26 16984-48-80.30 0.029 1

Sulfate 70.6 mg/L 04/19/18 02:18 14808-79-810.0 0.17 10
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without the written consent of Pace Analytical Services, LLC.Date: 05/01/2018 10:19 AM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

263684

Plant McManus Ash Ponds

Sample: MCM-15 Lab ID: 263684006 Collected: 04/04/18 16:40 Received: 04/06/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 04/11/18 19:04 7440-36-004/10/18 09:380.0030 0.00078 1

Arsenic 0.0029J mg/L 04/11/18 19:04 7440-38-204/10/18 09:380.0050 0.00057 1

Barium 0.039 mg/L 04/11/18 19:04 7440-39-304/10/18 09:380.010 0.00078 1

Beryllium ND mg/L 04/11/18 19:04 7440-41-704/10/18 09:380.0030 0.000050 1

Boron 0.065 mg/L 04/11/18 19:04 7440-42-804/10/18 09:380.040 0.0039 1

Cadmium ND mg/L 04/11/18 19:04 7440-43-904/10/18 09:380.0010 0.000093 1

Calcium 6.5 mg/L 04/13/18 15:16 7440-70-204/10/18 09:382.5 0.069 5

Chromium ND mg/L 04/11/18 19:04 7440-47-304/10/18 09:380.010 0.0016 1

Cobalt ND mg/L 04/11/18 19:04 7440-48-404/10/18 09:380.010 0.00052 1

Lead ND mg/L 04/11/18 19:04 7439-92-104/10/18 09:380.0050 0.00027 1

Lithium 0.0015J mg/L 04/11/18 19:04 7439-93-204/10/18 09:380.050 0.00097 1

Molybdenum ND mg/L 04/11/18 19:04 7439-98-704/10/18 09:380.010 0.0019 1

Selenium ND mg/L 04/11/18 19:04 7782-49-204/10/18 09:380.010 0.0014 1

Thallium ND mg/L 04/11/18 19:04 7440-28-004/10/18 09:380.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 04/10/18 16:34 7439-97-604/10/18 11:350.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 90.0 mg/L 04/10/18 18:2325.0 25.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 13.4 mg/L 04/12/18 20:48 16887-00-60.25 0.024 1

Fluoride ND mg/L 04/12/18 20:48 16984-48-80.30 0.029 1

Sulfate 13.4 mg/L 04/12/18 20:48 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 05/01/2018 10:19 AM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 7 of 25



#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

263684

Plant McManus Ash Ponds

Sample: MCM-10 Lab ID: 263684008 Collected: 04/04/18 16:45 Received: 04/06/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 04/11/18 19:16 7440-36-004/10/18 09:380.0030 0.00078 1

Arsenic 0.029 mg/L 04/11/18 19:16 7440-38-204/10/18 09:380.0050 0.00057 1

Barium 0.019 mg/L 04/11/18 19:16 7440-39-304/10/18 09:380.010 0.00078 1

Beryllium 0.011 mg/L 04/11/18 19:16 7440-41-704/10/18 09:380.0030 0.000050 1

Boron 0.21 mg/L 04/11/18 19:16 7440-42-804/10/18 09:380.040 0.0039 1

Cadmium ND mg/L 04/11/18 19:16 7440-43-904/10/18 09:380.0010 0.000093 1

Calcium 37.3 mg/L 04/11/18 19:21 7440-70-204/10/18 09:3825.0 0.69 50

Chromium ND mg/L 04/11/18 19:16 7440-47-304/10/18 09:380.010 0.0016 1

Cobalt 0.024 mg/L 04/11/18 19:16 7440-48-404/10/18 09:380.010 0.00052 1

Lead ND mg/L 04/11/18 19:16 7439-92-104/10/18 09:380.0050 0.00027 1

Lithium 0.10 mg/L 04/11/18 19:16 7439-93-204/10/18 09:380.050 0.00097 1

Molybdenum ND mg/L 04/11/18 19:16 7439-98-704/10/18 09:380.010 0.0019 1

Selenium 0.027 mg/L 04/11/18 19:16 7782-49-204/10/18 09:380.010 0.0014 1

Thallium ND mg/L 04/11/18 19:16 7440-28-004/10/18 09:380.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 04/10/18 16:36 7439-97-604/10/18 11:350.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 2990 mg/L 04/10/18 18:23250 250 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 667 mg/L 04/19/18 02:38 16887-00-612.5 1.2 50

Fluoride 0.88 mg/L 04/12/18 21:10 16984-48-80.30 0.029 1

Sulfate 1250 mg/L 04/19/18 02:38 14808-79-850.0 0.85 50

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 05/01/2018 10:19 AM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

263684

Plant McManus Ash Ponds

Sample: Dup-1 Lab ID: 263684010 Collected: 04/04/18 00:00 Received: 04/06/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 04/11/18 19:27 7440-36-004/10/18 09:380.0030 0.00078 1

Arsenic 0.016 mg/L 04/11/18 19:27 7440-38-204/10/18 09:380.0050 0.00057 1

Barium 0.053 mg/L 04/11/18 19:27 7440-39-304/10/18 09:380.010 0.00078 1

Beryllium ND mg/L 04/11/18 19:27 7440-41-704/10/18 09:380.0030 0.000050 1

Boron 0.042 mg/L 04/11/18 19:27 7440-42-804/10/18 09:380.040 0.0039 1

Cadmium ND mg/L 04/11/18 19:27 7440-43-904/10/18 09:380.0010 0.000093 1

Calcium ND mg/L 04/11/18 19:33 7440-70-2 D304/10/18 09:3825.0 0.69 50

Chromium ND mg/L 04/11/18 19:27 7440-47-304/10/18 09:380.010 0.0016 1

Cobalt ND mg/L 04/11/18 19:27 7440-48-404/10/18 09:380.010 0.00052 1

Lead ND mg/L 04/11/18 19:27 7439-92-104/10/18 09:380.0050 0.00027 1

Lithium 0.0038J mg/L 04/11/18 19:27 7439-93-204/10/18 09:380.050 0.00097 1

Molybdenum ND mg/L 04/11/18 19:27 7439-98-704/10/18 09:380.010 0.0019 1

Selenium ND mg/L 04/11/18 19:27 7782-49-204/10/18 09:380.010 0.0014 1

Thallium ND mg/L 04/11/18 19:27 7440-28-004/10/18 09:380.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 04/10/18 16:39 7439-97-604/10/18 11:350.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 232 mg/L 04/10/18 18:2325.0 25.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 60.4 mg/L 04/19/18 02:59 16887-00-62.5 0.24 10

Fluoride ND mg/L 04/12/18 21:33 16984-48-80.30 0.029 1

Sulfate 32.6 mg/L 04/12/18 21:33 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 05/01/2018 10:19 AM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

263684

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

4045

EPA 7470A

EPA 7470A

7470 Mercury

Associated Lab Samples: 263684002, 263684004, 263684006, 263684008, 263684010

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 20256

Associated Lab Samples: 263684002, 263684004, 263684006, 263684008, 263684010

Matrix: Water

AnalyzedMDL

Mercury mg/L ND 0.00050 04/10/18 16:170.000036

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

20257LABORATORY CONTROL SAMPLE:

LCSSpike

Mercury mg/L 0.0023.0025 93 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

20258MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

263684002

20259

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Mercury mg/L .0025 86 75-12584 3 20.0025ND 0.0022 0.0021

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 05/01/2018 10:19 AM
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110 Technology Parkway

Peachtree Corners, GA 30092
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

263684

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

4003

EPA 3005A

EPA 6020B

6020B MET

Associated Lab Samples: 263684002, 263684004, 263684006, 263684008, 263684010

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 20133

Associated Lab Samples: 263684002, 263684004, 263684006, 263684008, 263684010

Matrix: Water

AnalyzedMDL

Antimony mg/L ND 0.0030 04/11/18 17:500.00078

Arsenic mg/L ND 0.0050 04/11/18 17:500.00057

Barium mg/L ND 0.010 04/11/18 17:500.00078

Beryllium mg/L ND 0.0030 04/11/18 17:500.000050

Boron mg/L ND 0.040 04/11/18 17:500.0039

Cadmium mg/L ND 0.0010 04/11/18 17:500.000093

Calcium mg/L ND 0.50 04/11/18 17:500.014

Chromium mg/L ND 0.010 04/11/18 17:500.0016

Cobalt mg/L ND 0.010 04/11/18 17:500.00052

Lead mg/L ND 0.0050 04/11/18 17:500.00027

Lithium mg/L ND 0.050 04/11/18 17:500.00097

Molybdenum mg/L ND 0.010 04/11/18 17:500.0019

Selenium mg/L ND 0.010 04/11/18 17:500.0014

Thallium mg/L ND 0.0010 04/11/18 17:500.00014

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

20134LABORATORY CONTROL SAMPLE:

LCSSpike

Antimony mg/L 0.11.1 113 80-120

Arsenic mg/L 0.10.1 101 80-120

Barium mg/L 0.10.1 104 80-120

Beryllium mg/L 0.10.1 105 80-120

Boron mg/L 1.11 108 80-120

Cadmium mg/L 0.11.1 106 80-120

Calcium mg/L 1.01 101 80-120

Chromium mg/L 0.11.1 107 80-120

Cobalt mg/L 0.10.1 102 80-120

Lead mg/L 0.10.1 104 80-120

Lithium mg/L 0.11.1 107 80-120

Molybdenum mg/L 0.11.1 107 80-120

Selenium mg/L 0.10.1 103 80-120

Thallium mg/L 0.10.1 102 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

20135MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

263684002

20136

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Antimony mg/L .1 113 75-125114 1 20.1ND 0.11 0.11

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 05/01/2018 10:19 AM
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

263684

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

20135MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

263684002

20136

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Arsenic mg/L .1 102 75-125105 3 20.10.017 0.12 0.12

Barium mg/L .1 102 75-125101 1 20.10.057 0.16 0.16

Beryllium mg/L .1 107 75-125105 2 20.1ND 0.11 0.11

Boron mg/L 1 108 75-125108 0 2010.046 1.1 1.1

Cadmium mg/L .1 105 75-125108 3 20.1ND 0.11 0.11

Calcium mg/L M61 109 75-125162 3 201ND 15.5J 16J

Chromium mg/L .1 107 75-125108 0 20.1ND 0.11 0.11

Cobalt mg/L .1 106 75-125107 1 20.1ND 0.11 0.11

Lead mg/L .1 101 75-125103 3 20.1ND 0.10 0.10

Lithium mg/L .1 106 75-125101 5 20.10.0041J 0.11 0.11

Molybdenum mg/L .1 108 75-125109 1 20.1ND 0.11 0.11

Selenium mg/L .1 101 75-125106 5 20.1ND 0.10 0.11

Thallium mg/L .1 100 75-125102 2 20.1ND 0.10 0.10

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 05/01/2018 10:19 AM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

263684

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

405558

SM 2540C

SM 2540C

2540C Total Dissolved Solids

Associated Lab Samples: 263684002, 263684004, 263684006, 263684008, 263684010

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 2249847

Associated Lab Samples: 263684002, 263684004, 263684006, 263684008, 263684010

Matrix: Water

AnalyzedMDL

Total Dissolved Solids mg/L ND 25.0 04/10/18 18:2325.0

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

2249848LABORATORY CONTROL SAMPLE:

LCSSpike

Total Dissolved Solids mg/L 232250 93 90-110

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

92379682010

2249849SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 37.0 D622 546.0

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

263585019

2249850SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 298 2 5303

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 05/01/2018 10:19 AM
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

263684

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

4236

EPA 300.0

EPA 300.0

300.0 IC Anions

Associated Lab Samples: 263684002, 263684004, 263684006, 263684008, 263684010

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 21038

Associated Lab Samples: 263684002, 263684004, 263684006, 263684008, 263684010

Matrix: Water

AnalyzedMDL

Chloride mg/L ND 0.25 04/12/18 17:500.024

Fluoride mg/L ND 0.30 04/12/18 17:500.029

Sulfate mg/L ND 1.0 04/12/18 17:500.017

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

21039LABORATORY CONTROL SAMPLE:

LCSSpike

Chloride mg/L 10.010 100 90-110

Fluoride mg/L 10.410 104 90-110

Sulfate mg/L 10.110 101 90-110

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

21040MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

263684002

21041

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Chloride mg/L E,M110 13 90-11013 0 151069.0 70.4 70.4

Fluoride mg/L 10 102 90-110102 0 15100.32 10.5 10.5

Sulfate mg/L M110 67 90-11067 0 151033.9 40.7 40.6

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 05/01/2018 10:19 AM
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#=ARR#

ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

263684

Plant McManus Ash Ponds

Sample: MCM-11 Lab ID: 263684001 Collected: 04/04/18 14:00 Received: 04/06/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.521 ± 0.224   (0.285)
C:96% T:NA

pCi/L 04/23/18 08:25 13982-63-3EPA 9315

Radium-228 0.514 ± 0.308   (0.561)
C:81% T:89%

pCi/L 04/25/18 12:29 15262-20-1EPA 9320

Total Radium 1.04 ± 0.532   (0.846) pCi/L 04/30/18 12:24 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

263684

Plant McManus Ash Ponds

Sample: MCM-04 Lab ID: 263684003 Collected: 04/04/18 14:32 Received: 04/06/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.98 ± 0.477   (0.233)
C:83% T:NA

pCi/L 04/23/18 08:25 13982-63-3EPA 9315

Radium-228 3.07 ± 0.818   (0.841)
C:75% T:73%

pCi/L 04/25/18 12:27 15262-20-1EPA 9320

Total Radium 5.05 ± 1.30   (1.07) pCi/L 04/30/18 12:24 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

263684

Plant McManus Ash Ponds

Sample: MCM-15 Lab ID: 263684005 Collected: 04/04/18 16:40 Received: 04/06/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.865 ± 0.280   (0.219)
C:92% T:NA

pCi/L 04/23/18 08:26 13982-63-3EPA 9315

Radium-228 1.09 ± 0.517   (0.880)
C:74% T:71%

pCi/L 04/25/18 12:27 15262-20-1EPA 9320

Total Radium 1.96 ± 0.797   (1.10) pCi/L 04/30/18 12:24 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

263684

Plant McManus Ash Ponds

Sample: MCM-10 Lab ID: 263684007 Collected: 04/04/18 16:45 Received: 04/06/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.767 ± 0.277   (0.262)
C:82% T:NA

pCi/L 04/23/18 08:26 13982-63-3EPA 9315

Radium-228 1.02 ± 0.539   (0.972)
C:69% T:82%

pCi/L 04/25/18 15:48 15262-20-1EPA 9320

Total Radium 1.79 ± 0.816   (1.23) pCi/L 04/30/18 12:24 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS
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#=ARR#

ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

263684

Plant McManus Ash Ponds

Sample: Dup-1 Lab ID: 263684009 Collected: 04/04/18 00:00 Received: 04/06/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.615 ± 0.241   (0.256)
C:87% T:NA

pCi/L 04/23/18 08:26 13982-63-3EPA 9315

Radium-228 0.503 ± 0.395   (0.782)
C:73% T:86%

pCi/L 04/25/18 15:48 15262-20-1EPA 9320

Total Radium 1.12 ± 0.636   (1.04) pCi/L 04/30/18 12:24 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

263684

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

295226

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 263684001, 263684003, 263684005, 263684007, 263684009

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1445489

Associated Lab Samples: 263684001, 263684003, 263684005, 263684007, 263684009

Matrix: Water

Analyzed

Radium-226 pCi/L 04/23/18 08:240.408 ± 0.193   (0.217) C:97% T:NA

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

263684

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

295250

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 263684001, 263684003, 263684005, 263684007, 263684009

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1445581

Associated Lab Samples: 263684001, 263684003, 263684005, 263684007, 263684009

Matrix: Water

Analyzed

Radium-228 pCi/L 04/25/18 12:290.620 ± 0.360   (0.645) C:79% T:76%

REPORT OF LABORATORY ANALYSIS
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without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 21 of 25



#=QL#

QUALIFIERS

Pace Project No.:

Project:

263684

Plant McManus Ash Ponds

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Act - Activity

Unc - Uncertainty: SDWA = 1.96 sigma count uncertainty, all other matrices = Expanded Uncertainty (95% confidence interval).
Gamma Spec = Expanded Uncertainty (95.4% Confidence Interval)

(MDC) - Minimum Detectable Concentration

Trac - Tracer Recovery (%)

Carr - Carrier Recovery (%)

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

LABORATORIES

Pace Analytical Services - AshevillePASI-A

Pace Analytical Services - Atlanta, GAPASI-GA

Pace Analytical Services - GreensburgPASI-PA

ANALYTE QUALIFIERS

Sample was diluted due to the presence of high levels of non-target analytes or other matrix interference.D3

The precision between the sample and sample duplicate exceeded laboratory control limits.D6

Analyte concentration exceeded the calibration range. The reported result is estimated.E

Matrix spike recovery exceeded QC limits.  Batch accepted based on laboratory control sample (LCS) recovery.M1

Matrix spike and Matrix spike duplicate recovery not evaluated against control limits due to sample dilution.M6

REPORT OF LABORATORY ANALYSIS
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

263684

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

263684002 4003 4188MCM-11 EPA 3005A EPA 6020B

263684004 4003 4188MCM-04 EPA 3005A EPA 6020B

263684006 4003 4188MCM-15 EPA 3005A EPA 6020B

263684008 4003 4188MCM-10 EPA 3005A EPA 6020B

263684010 4003 4188Dup-1 EPA 3005A EPA 6020B

263684002 4045 4092MCM-11 EPA 7470A EPA 7470A

263684004 4045 4092MCM-04 EPA 7470A EPA 7470A

263684006 4045 4092MCM-15 EPA 7470A EPA 7470A

263684008 4045 4092MCM-10 EPA 7470A EPA 7470A

263684010 4045 4092Dup-1 EPA 7470A EPA 7470A

263684001 295226MCM-11 EPA 9315

263684003 295226MCM-04 EPA 9315

263684005 295226MCM-15 EPA 9315

263684007 295226MCM-10 EPA 9315

263684009 295226Dup-1 EPA 9315

263684001 295250MCM-11 EPA 9320

263684003 295250MCM-04 EPA 9320

263684005 295250MCM-15 EPA 9320

263684007 295250MCM-10 EPA 9320

263684009 295250Dup-1 EPA 9320

263684001 296443MCM-11 Total Radium Calculation

263684003 296443MCM-04 Total Radium Calculation

263684005 296443MCM-15 Total Radium Calculation

263684007 296443MCM-10 Total Radium Calculation

263684009 296443Dup-1 Total Radium Calculation

263684002 405558MCM-11 SM 2540C

263684004 405558MCM-04 SM 2540C

263684006 405558MCM-15 SM 2540C

263684008 405558MCM-10 SM 2540C

263684010 405558Dup-1 SM 2540C

263684002 4236MCM-11 EPA 300.0

263684004 4236MCM-04 EPA 300.0

263684006 4236MCM-15 EPA 300.0

263684008 4236MCM-10 EPA 300.0

263684010 4236Dup-1 EPA 300.0

REPORT OF LABORATORY ANALYSIS
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May 01, 2018

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 263686

263686

Project:

Pace Project No.:

RE:

Joju Abraham
Georgia Power - Coal Combustion Residuals
2480 Maner Road
Atlanta, GA 30339

Plant McManus Ash Ponds

Dear Joju Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on April 06, 2018. The
results relate only to the samples included in this report. Results reported herein conform to the most
current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual, where
applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Maria Padilla, Georgia Power

Lauren Petty, Southern Company Services, Inc.
Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC
Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC
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CERTIFICATIONS

Pace Project No.:

Project:

263686

Plant McManus Ash Ponds

Atlanta Certification IDs

110 Technology Parkway Peachtree Corners, GA 30092

Florida DOH Certification #: E87315

Georgia DW Inorganics Certification #: 812

Georgia DW Microbiology Certification #: 812

North Carolina Certification #: 381

South Carolina Certification #: 98011001

Texas Certification #: T104704397-08-TX

Virginia Certification #: 460204

Pennsylvania Certification IDs

1638 Roseytown Rd Suites 2,3&4, Greensburg, PA 15601

ANAB DOD-ELAP Rad Accreditation #: L2417

Alabama Certification #: 41590

Arizona Certification #: AZ0734

Arkansas Certification

California Certification #: 04222CA

Colorado Certification #: PA01547

Connecticut Certification #: PH-0694

Delaware Certification

EPA Region 4 DW Rad

Florida/TNI Certification #: E87683

Georgia Certification #: C040

Guam Certification

Hawaii Certification

Idaho Certification

Illinois Certification

Indiana Certification

Iowa Certification #: 391

Kansas/TNI Certification #: E-10358

Kentucky Certification #: KY90133

KY WW Permit #: KY0098221

KY WW Permit #: KY0000221

Louisiana DHH/TNI Certification #: LA180012

Louisiana DEQ/TNI Certification #: 4086

Maine Certification #: 2017020

Maryland Certification #: 308

Massachusetts Certification #: M-PA1457

Michigan/PADEP Certification #: 9991

Missouri Certification #: 235

Montana Certification #: Cert0082

Nebraska Certification #: NE-OS-29-14

Nevada Certification #: PA014572018-1

New Hampshire/TNI Certification #: 297617

New Jersey/TNI Certification #: PA051

New Mexico Certification #: PA01457

New York/TNI Certification #: 10888

North Carolina Certification #: 42706

North Dakota Certification #: R-190

Ohio EPA Rad Approval: #41249

Oregon/TNI Certification #: PA200002-010

Pennsylvania/TNI Certification #: 65-00282

Puerto Rico Certification #: PA01457

Rhode Island Certification #: 65-00282

South Dakota Certification

Tennessee Certification #:  02867

Texas/TNI Certification #: T104704188-17-3

Utah/TNI Certification #: PA014572017-9

USDA Soil Permit #: P330-17-00091

Vermont Dept. of Health: ID# VT-0282

Virgin Island/PADEP Certification

Virginia/VELAP Certification #: 9526

Washington Certification #: C868

West Virginia DEP Certification #: 143

West Virginia DHHR Certification #: 9964C

Wisconsin Approve List for Rad

Wyoming Certification #: 8TMS-L

Asheville Certification IDs

2225 Riverside Drive, Asheville, NC  28804

Florida/NELAP Certification #: E87648

Massachusetts Certification #: M-NC030

North Carolina Drinking Water Certification #: 37712

North Carolina Wastewater Certification #: 40

South Carolina Certification #: 99030001

Virginia/VELAP Certification #: 460222
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SAMPLE SUMMARY

Pace Project No.:

Project:

263686

Plant McManus Ash Ponds

Lab ID Sample ID Matrix Date Collected Date Received

263686001 MCM-08 Water 04/05/18 09:45 04/06/18 09:00

263686002 MCM-08 Water 04/05/18 09:45 04/06/18 09:00

263686003 MCM-02 Water 04/05/18 10:53 04/06/18 09:00

263686004 MCM-02 Water 04/05/18 10:53 04/06/18 09:00

263686005 FBL 040518 Water 04/05/18 10:45 04/06/18 09:00

263686006 FBL 040518 Water 04/05/18 10:45 04/06/18 09:00

263686007 EQBL 040518 Water 04/05/18 10:55 04/06/18 09:00

263686008 EQBL 040518 Water 04/05/18 10:55 04/06/18 09:00
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

263686

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

Reported LaboratoryAnalysts

263686001 MCM-08 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

263686002 MCM-08 EPA 6020B 14 PASI-GACSW

EPA 7470A 1 PASI-GAAAP

SM 2540C 1 PASI-AEJJ

EPA 300.0 3 PASI-GARLC

263686003 MCM-02 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

263686004 MCM-02 EPA 6020B 14 PASI-GACSW

EPA 7470A 1 PASI-GAAAP

SM 2540C 1 PASI-AEJJ

EPA 300.0 3 PASI-GARLC

263686005 FBL 040518 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

263686006 FBL 040518 EPA 6020B 14 PASI-GACSW

EPA 7470A 1 PASI-GAAAP

SM 2540C 1 PASI-AEJJ

EPA 300.0 3 PASI-GARLC

263686007 EQBL 040518 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

263686008 EQBL 040518 EPA 6020B 14 PASI-GACSW

EPA 7470A 1 PASI-GAAAP

SM 2540C 1 PASI-AEJJ

EPA 300.0 3 PASI-GARLC
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ANALYTICAL RESULTS

Pace Project No.:

Project:

263686

Plant McManus Ash Ponds

Sample: MCM-08 Lab ID: 263686002 Collected: 04/05/18 09:45 Received: 04/06/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 04/11/18 19:39 7440-36-004/10/18 09:380.0030 0.00078 1

Arsenic 0.024 mg/L 04/11/18 19:39 7440-38-204/10/18 09:380.0050 0.00057 1

Barium 0.61 mg/L 04/11/18 19:44 7440-39-304/10/18 09:380.50 0.039 50

Beryllium ND mg/L 04/11/18 19:39 7440-41-704/10/18 09:380.0030 0.000050 1

Boron 0.39 mg/L 04/11/18 19:39 7440-42-804/10/18 09:380.040 0.0039 1

Cadmium ND mg/L 04/11/18 19:39 7440-43-904/10/18 09:380.0010 0.000093 1

Calcium 39.4 mg/L 04/11/18 19:44 7440-70-204/10/18 09:3825.0 0.69 50

Chromium ND mg/L 04/11/18 19:39 7440-47-304/10/18 09:380.010 0.0016 1

Cobalt ND mg/L 04/11/18 19:39 7440-48-404/10/18 09:380.010 0.00052 1

Lead ND mg/L 04/11/18 19:39 7439-92-104/10/18 09:380.0050 0.00027 1

Lithium 0.0022J mg/L 04/11/18 19:39 7439-93-204/10/18 09:380.050 0.00097 1

Molybdenum 0.0031J mg/L 04/11/18 19:39 7439-98-704/10/18 09:380.010 0.0019 1

Selenium ND mg/L 04/11/18 19:39 7782-49-204/10/18 09:380.010 0.0014 1

Thallium ND mg/L 04/11/18 19:39 7440-28-004/10/18 09:380.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 04/10/18 16:46 7439-97-604/10/18 11:350.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 3460 mg/L 04/10/18 17:43250 250 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 1900 mg/L 04/19/18 03:20 16887-00-612.5 1.2 50

Fluoride ND mg/L 04/12/18 21:55 16984-48-80.30 0.029 1

Sulfate 350 mg/L 04/19/18 03:20 14808-79-850.0 0.85 50
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ANALYTICAL RESULTS

Pace Project No.:

Project:

263686

Plant McManus Ash Ponds

Sample: MCM-02 Lab ID: 263686004 Collected: 04/05/18 10:53 Received: 04/06/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 04/11/18 20:02 7440-36-004/10/18 09:380.0030 0.00078 1

Arsenic 0.00098J mg/L 04/11/18 20:02 7440-38-204/10/18 09:380.0050 0.00057 1

Barium 0.12 mg/L 04/11/18 20:02 7440-39-304/10/18 09:380.010 0.00078 1

Beryllium ND mg/L 04/11/18 20:02 7440-41-704/10/18 09:380.0030 0.000050 1

Boron 0.13 mg/L 04/11/18 20:02 7440-42-804/10/18 09:380.040 0.0039 1

Cadmium ND mg/L 04/11/18 20:02 7440-43-904/10/18 09:380.0010 0.000093 1

Calcium 5.0 mg/L 04/11/18 20:02 7440-70-204/10/18 09:380.50 0.014 1

Chromium ND mg/L 04/11/18 20:02 7440-47-304/10/18 09:380.010 0.0016 1

Cobalt ND mg/L 04/11/18 20:02 7440-48-404/10/18 09:380.010 0.00052 1

Lead ND mg/L 04/11/18 20:02 7439-92-104/10/18 09:380.0050 0.00027 1

Lithium ND mg/L 04/11/18 20:02 7439-93-204/10/18 09:380.050 0.00097 1

Molybdenum ND mg/L 04/11/18 20:02 7439-98-704/10/18 09:380.010 0.0019 1

Selenium ND mg/L 04/11/18 20:02 7782-49-204/10/18 09:380.010 0.0014 1

Thallium ND mg/L 04/11/18 20:02 7440-28-004/10/18 09:380.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 04/10/18 16:48 7439-97-604/10/18 11:350.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 128 mg/L 04/10/18 17:4325.0 25.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 40.2 mg/L 04/12/18 22:17 16887-00-60.25 0.024 1

Fluoride ND mg/L 04/12/18 22:17 16984-48-80.30 0.029 1

Sulfate 33.4 mg/L 04/12/18 22:17 14808-79-81.0 0.017 1
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ANALYTICAL RESULTS

Pace Project No.:

Project:

263686

Plant McManus Ash Ponds

Sample: FBL 040518 Lab ID: 263686006 Collected: 04/05/18 10:45 Received: 04/06/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 04/11/18 20:19 7440-36-004/10/18 09:380.0030 0.00078 1

Arsenic ND mg/L 04/11/18 20:19 7440-38-204/10/18 09:380.0050 0.00057 1

Barium ND mg/L 04/11/18 20:19 7440-39-304/10/18 09:380.010 0.00078 1

Beryllium ND mg/L 04/11/18 20:19 7440-41-704/10/18 09:380.0030 0.000050 1

Boron ND mg/L 04/11/18 20:19 7440-42-804/10/18 09:380.040 0.0039 1

Cadmium ND mg/L 04/11/18 20:19 7440-43-904/10/18 09:380.0010 0.000093 1

Calcium ND mg/L 04/11/18 20:19 7440-70-204/10/18 09:380.50 0.014 1

Chromium ND mg/L 04/11/18 20:19 7440-47-304/10/18 09:380.010 0.0016 1

Cobalt ND mg/L 04/11/18 20:19 7440-48-404/10/18 09:380.010 0.00052 1

Lead ND mg/L 04/11/18 20:19 7439-92-104/10/18 09:380.0050 0.00027 1

Lithium ND mg/L 04/11/18 20:19 7439-93-204/10/18 09:380.050 0.00097 1

Molybdenum ND mg/L 04/11/18 20:19 7439-98-704/10/18 09:380.010 0.0019 1

Selenium ND mg/L 04/11/18 20:19 7782-49-204/10/18 09:380.010 0.0014 1

Thallium ND mg/L 04/11/18 20:19 7440-28-004/10/18 09:380.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 04/10/18 16:51 7439-97-604/10/18 11:350.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids ND mg/L 04/10/18 17:4325.0 25.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride ND mg/L 04/12/18 22:40 16887-00-60.25 0.024 1

Fluoride ND mg/L 04/12/18 22:40 16984-48-80.30 0.029 1

Sulfate ND mg/L 04/12/18 22:40 14808-79-81.0 0.017 1
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ANALYTICAL RESULTS

Pace Project No.:

Project:

263686

Plant McManus Ash Ponds

Sample: EQBL 040518 Lab ID: 263686008 Collected: 04/05/18 10:55 Received: 04/06/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 04/11/18 20:24 7440-36-004/10/18 09:380.0030 0.00078 1

Arsenic ND mg/L 04/11/18 20:24 7440-38-204/10/18 09:380.0050 0.00057 1

Barium ND mg/L 04/11/18 20:24 7440-39-304/10/18 09:380.010 0.00078 1

Beryllium ND mg/L 04/11/18 20:24 7440-41-704/10/18 09:380.0030 0.000050 1

Boron ND mg/L 04/11/18 20:24 7440-42-804/10/18 09:380.040 0.0039 1

Cadmium ND mg/L 04/11/18 20:24 7440-43-904/10/18 09:380.0010 0.000093 1

Calcium ND mg/L 04/11/18 20:24 7440-70-204/10/18 09:380.50 0.014 1

Chromium ND mg/L 04/11/18 20:24 7440-47-304/10/18 09:380.010 0.0016 1

Cobalt ND mg/L 04/11/18 20:24 7440-48-404/10/18 09:380.010 0.00052 1

Lead ND mg/L 04/11/18 20:24 7439-92-104/10/18 09:380.0050 0.00027 1

Lithium ND mg/L 04/11/18 20:24 7439-93-204/10/18 09:380.050 0.00097 1

Molybdenum ND mg/L 04/11/18 20:24 7439-98-704/10/18 09:380.010 0.0019 1

Selenium ND mg/L 04/11/18 20:24 7782-49-204/10/18 09:380.010 0.0014 1

Thallium ND mg/L 04/11/18 20:24 7440-28-004/10/18 09:380.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 04/10/18 16:53 7439-97-604/10/18 11:350.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids ND mg/L 04/10/18 17:4325.0 25.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride ND mg/L 04/13/18 00:33 16887-00-60.25 0.024 1

Fluoride ND mg/L 04/13/18 00:33 16984-48-80.30 0.029 1

Sulfate ND mg/L 04/13/18 00:33 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

263686

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

4045

EPA 7470A

EPA 7470A

7470 Mercury

Associated Lab Samples: 263686002, 263686004, 263686006, 263686008

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 20256

Associated Lab Samples: 263686002, 263686004, 263686006, 263686008

Matrix: Water

AnalyzedMDL

Mercury mg/L ND 0.00050 04/10/18 16:170.000036

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

20257LABORATORY CONTROL SAMPLE:

LCSSpike

Mercury mg/L 0.0023.0025 93 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

20258MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

263684002

20259

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Mercury mg/L .0025 86 75-12584 3 20.0025ND 0.0022 0.0021

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 05/01/2018 10:19 AM
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

263686

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

4003

EPA 3005A

EPA 6020B

6020B MET

Associated Lab Samples: 263686002, 263686004, 263686006, 263686008

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 20133

Associated Lab Samples: 263686002, 263686004, 263686006, 263686008

Matrix: Water

AnalyzedMDL

Antimony mg/L ND 0.0030 04/11/18 17:500.00078

Arsenic mg/L ND 0.0050 04/11/18 17:500.00057

Barium mg/L ND 0.010 04/11/18 17:500.00078

Beryllium mg/L ND 0.0030 04/11/18 17:500.000050

Boron mg/L ND 0.040 04/11/18 17:500.0039

Cadmium mg/L ND 0.0010 04/11/18 17:500.000093

Calcium mg/L ND 0.50 04/11/18 17:500.014

Chromium mg/L ND 0.010 04/11/18 17:500.0016

Cobalt mg/L ND 0.010 04/11/18 17:500.00052

Lead mg/L ND 0.0050 04/11/18 17:500.00027

Lithium mg/L ND 0.050 04/11/18 17:500.00097

Molybdenum mg/L ND 0.010 04/11/18 17:500.0019

Selenium mg/L ND 0.010 04/11/18 17:500.0014

Thallium mg/L ND 0.0010 04/11/18 17:500.00014

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

20134LABORATORY CONTROL SAMPLE:

LCSSpike

Antimony mg/L 0.11.1 113 80-120

Arsenic mg/L 0.10.1 101 80-120

Barium mg/L 0.10.1 104 80-120

Beryllium mg/L 0.10.1 105 80-120

Boron mg/L 1.11 108 80-120

Cadmium mg/L 0.11.1 106 80-120

Calcium mg/L 1.01 101 80-120

Chromium mg/L 0.11.1 107 80-120

Cobalt mg/L 0.10.1 102 80-120

Lead mg/L 0.10.1 104 80-120

Lithium mg/L 0.11.1 107 80-120

Molybdenum mg/L 0.11.1 107 80-120

Selenium mg/L 0.10.1 103 80-120

Thallium mg/L 0.10.1 102 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

20135MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

263684002

20136

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Antimony mg/L .1 113 75-125114 1 20.1ND 0.11 0.11

REPORT OF LABORATORY ANALYSIS
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

263686

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

20135MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

263684002

20136

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Arsenic mg/L .1 102 75-125105 3 20.10.017 0.12 0.12

Barium mg/L .1 102 75-125101 1 20.10.057 0.16 0.16

Beryllium mg/L .1 107 75-125105 2 20.1ND 0.11 0.11

Boron mg/L 1 108 75-125108 0 2010.046 1.1 1.1

Cadmium mg/L .1 105 75-125108 3 20.1ND 0.11 0.11

Calcium mg/L M61 109 75-125162 3 201ND 15.5J 16J

Chromium mg/L .1 107 75-125108 0 20.1ND 0.11 0.11

Cobalt mg/L .1 106 75-125107 1 20.1ND 0.11 0.11

Lead mg/L .1 101 75-125103 3 20.1ND 0.10 0.10

Lithium mg/L .1 106 75-125101 5 20.10.0041J 0.11 0.11

Molybdenum mg/L .1 108 75-125109 1 20.1ND 0.11 0.11

Selenium mg/L .1 101 75-125106 5 20.1ND 0.10 0.11

Thallium mg/L .1 100 75-125102 2 20.1ND 0.10 0.10

REPORT OF LABORATORY ANALYSIS
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

263686

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

405723

SM 2540C

SM 2540C

2540C Total Dissolved Solids

Associated Lab Samples: 263686002, 263686004, 263686006, 263686008

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 2250735

Associated Lab Samples: 263686002, 263686004, 263686006, 263686008

Matrix: Water

AnalyzedMDL

Total Dissolved Solids mg/L ND 25.0 04/10/18 17:4325.0

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

2250736LABORATORY CONTROL SAMPLE:

LCSSpike

Total Dissolved Solids mg/L 248250 99 90-110

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

92379764004

2250737SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 530 D68 5490

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

92379815004

2250738SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 48.0 D610 553.0

REPORT OF LABORATORY ANALYSIS
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

263686

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

4236

EPA 300.0

EPA 300.0

300.0 IC Anions

Associated Lab Samples: 263686002, 263686004, 263686006, 263686008

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 21038

Associated Lab Samples: 263686002, 263686004, 263686006, 263686008

Matrix: Water

AnalyzedMDL

Chloride mg/L ND 0.25 04/12/18 17:500.024

Fluoride mg/L ND 0.30 04/12/18 17:500.029

Sulfate mg/L ND 1.0 04/12/18 17:500.017

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

21039LABORATORY CONTROL SAMPLE:

LCSSpike

Chloride mg/L 10.010 100 90-110

Fluoride mg/L 10.410 104 90-110

Sulfate mg/L 10.110 101 90-110

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

21040MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

263684002

21041

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Chloride mg/L E,M110 13 90-11013 0 151069.0 70.4 70.4

Fluoride mg/L 10 102 90-110102 0 15100.32 10.5 10.5

Sulfate mg/L M110 67 90-11067 0 151033.9 40.7 40.6
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

263686

Plant McManus Ash Ponds

Sample: MCM-08 Lab ID: 263686001 Collected: 04/05/18 09:45 Received: 04/06/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 13.2 ± 2.11   (0.137)
C:86% T:NA

pCi/L 04/27/18 09:53 13982-63-3EPA 9315

Radium-228 6.87 ± 1.51   (0.980)
C:66% T:77%

pCi/L 04/25/18 15:48 15262-20-1EPA 9320

Total Radium 20.1 ± 3.62   (1.12) pCi/L 04/30/18 12:24 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

263686

Plant McManus Ash Ponds

Sample: MCM-02 Lab ID: 263686003 Collected: 04/05/18 10:53 Received: 04/06/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.597 ± 0.246   (0.313)
C:97% T:NA

pCi/L 04/23/18 08:26 13982-63-3EPA 9315

Radium-228 0.271 ± 0.358   (0.766)
C:87% T:87%

pCi/L 04/25/18 15:48 15262-20-1EPA 9320

Total Radium 0.868 ± 0.604   (1.08) pCi/L 04/30/18 12:24 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

263686

Plant McManus Ash Ponds

Sample: FBL 040518 Lab ID: 263686005 Collected: 04/05/18 10:45 Received: 04/06/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.194 ± 0.136   (0.214)
C:94% T:NA

pCi/L 04/23/18 09:59 13982-63-3EPA 9315

Radium-228 0.563 ± 0.437   (0.867)
C:69% T:88%

pCi/L 04/25/18 15:48 15262-20-1EPA 9320

Total Radium 0.757 ± 0.573   (1.08) pCi/L 04/30/18 12:24 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

263686

Plant McManus Ash Ponds

Sample: EQBL 040518 Lab ID: 263686007 Collected: 04/05/18 10:55 Received: 04/06/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.175 ± 0.133   (0.223)
C:97% T:NA

pCi/L 04/23/18 09:59 13982-63-3EPA 9315

Radium-228 0.661 ± 0.458   (0.885)
C:71% T:82%

pCi/L 04/25/18 15:48 15262-20-1EPA 9320

Total Radium 0.836 ± 0.591   (1.11) pCi/L 04/30/18 12:24 7440-14-4Total Radium
Calculation
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

263686

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

295226

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 263686001, 263686003, 263686005, 263686007

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1445489

Associated Lab Samples: 263686001, 263686003, 263686005, 263686007

Matrix: Water

Analyzed

Radium-226 pCi/L 04/23/18 08:240.408 ± 0.193   (0.217) C:97% T:NA
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

263686

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

295250

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 263686001, 263686003, 263686005, 263686007

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1445581

Associated Lab Samples: 263686001, 263686003, 263686005, 263686007

Matrix: Water

Analyzed

Radium-228 pCi/L 04/25/18 12:290.620 ± 0.360   (0.645) C:79% T:76%
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QUALIFIERS

Pace Project No.:

Project:

263686

Plant McManus Ash Ponds

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Act - Activity

Unc - Uncertainty: SDWA = 1.96 sigma count uncertainty, all other matrices = Expanded Uncertainty (95% confidence interval).
Gamma Spec = Expanded Uncertainty (95.4% Confidence Interval)

(MDC) - Minimum Detectable Concentration

Trac - Tracer Recovery (%)

Carr - Carrier Recovery (%)

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

LABORATORIES

Pace Analytical Services - AshevillePASI-A

Pace Analytical Services - Atlanta, GAPASI-GA

Pace Analytical Services - GreensburgPASI-PA

ANALYTE QUALIFIERS

The precision between the sample and sample duplicate exceeded laboratory control limits.D6

Analyte concentration exceeded the calibration range. The reported result is estimated.E

Matrix spike recovery exceeded QC limits.  Batch accepted based on laboratory control sample (LCS) recovery.M1

Matrix spike and Matrix spike duplicate recovery not evaluated against control limits due to sample dilution.M6

REPORT OF LABORATORY ANALYSIS
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

263686

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

263686002 4003 4188MCM-08 EPA 3005A EPA 6020B

263686004 4003 4188MCM-02 EPA 3005A EPA 6020B

263686006 4003 4188FBL 040518 EPA 3005A EPA 6020B

263686008 4003 4188EQBL 040518 EPA 3005A EPA 6020B

263686002 4045 4092MCM-08 EPA 7470A EPA 7470A

263686004 4045 4092MCM-02 EPA 7470A EPA 7470A

263686006 4045 4092FBL 040518 EPA 7470A EPA 7470A

263686008 4045 4092EQBL 040518 EPA 7470A EPA 7470A

263686001 295226MCM-08 EPA 9315

263686003 295226MCM-02 EPA 9315

263686005 295226FBL 040518 EPA 9315

263686007 295226EQBL 040518 EPA 9315

263686001 295250MCM-08 EPA 9320

263686003 295250MCM-02 EPA 9320

263686005 295250FBL 040518 EPA 9320

263686007 295250EQBL 040518 EPA 9320

263686001 296443MCM-08 Total Radium Calculation

263686003 296443MCM-02 Total Radium Calculation

263686005 296443FBL 040518 Total Radium Calculation

263686007 296443EQBL 040518 Total Radium Calculation

263686002 405723MCM-08 SM 2540C

263686004 405723MCM-02 SM 2540C

263686006 405723FBL 040518 SM 2540C

263686008 405723EQBL 040518 SM 2540C

263686002 4236MCM-08 EPA 300.0

263686004 4236MCM-02 EPA 300.0

263686006 4236FBL 040518 EPA 300.0

263686008 4236EQBL 040518 EPA 300.0
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May 21, 2018

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 264852

264852

Project:

Pace Project No.:

RE:

Joju Abraham
Georgia Power - Coal Combustion Residuals
2480 Maner Road
Atlanta, GA 30339

Plant McManus Ash Ponds

Dear Joju Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on May 10, 2018. The
results relate only to the samples included in this report. Results reported herein conform to the most
current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual, where
applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Maria Padilla, Georgia Power

Lauren Petty, Southern Company Services, Inc.
Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC
Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC
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CERTIFICATIONS

Pace Project No.:

Project:

264852

Plant McManus Ash Ponds

Atlanta Certification IDs

110 Technology Parkway Peachtree Corners, GA 30092

Florida DOH Certification #: E87315

Georgia DW Inorganics Certification #: 812

Georgia DW Microbiology Certification #: 812

North Carolina Certification #: 381

South Carolina Certification #: 98011001

Texas Certification #: T104704397-08-TX

Virginia Certification #: 460204

Asheville Certification IDs

2225 Riverside Drive, Asheville, NC  28804

Florida/NELAP Certification #: E87648

Massachusetts Certification #: M-NC030

North Carolina Drinking Water Certification #: 37712

North Carolina Wastewater Certification #: 40

South Carolina Certification #: 99030001

Virginia/VELAP Certification #: 460222
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SAMPLE SUMMARY

Pace Project No.:

Project:

264852

Plant McManus Ash Ponds

Lab ID Sample ID Matrix Date Collected Date Received

264852001 MCM-04 Water 05/08/18 14:00 05/10/18 08:00

264852002 MCM-11 Water 05/08/18 14:00 05/10/18 08:00

264852003 MCM-15 Water 05/08/18 15:46 05/10/18 08:00

264852004 MCM-10 Water 05/08/18 16:11 05/10/18 08:00

264852005 MCM-08 Water 05/09/18 09:22 05/10/18 08:00

264852006 MCM-02 Water 05/09/18 09:24 05/10/18 08:00

264852007 Dup-1 Water 05/08/18 00:00 05/10/18 08:00

264852008 FBL050918 Water 05/09/18 10:21 05/10/18 08:00

264852009 EQBL050918 Water 05/09/18 10:30 05/10/18 08:00

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 3 of 23
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

264852

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

Reported LaboratoryAnalysts

264852001 MCM-04 EPA 6020B 14 PASI-GACSW

EPA 7470A 1 PASI-GAAAP

SM 2540C 1 PASI-ANAL

EPA 300.0 3 PASI-GARLC

264852002 MCM-11 EPA 6020B 14 PASI-GACSW

EPA 7470A 1 PASI-GAAAP

SM 2540C 1 PASI-ANAL

EPA 300.0 3 PASI-GARLC

264852003 MCM-15 EPA 6020B 14 PASI-GACSW

EPA 7470A 1 PASI-GAAAP

SM 2540C 1 PASI-ANAL

EPA 300.0 3 PASI-GARLC

264852004 MCM-10 EPA 6020B 14 PASI-GACSW

EPA 7470A 1 PASI-GAAAP

SM 2540C 1 PASI-ANAL

EPA 300.0 3 PASI-GARLC

264852005 MCM-08 EPA 6020B 14 PASI-GACSW

EPA 7470A 1 PASI-GAAAP

SM 2540C 1 PASI-AMVC

EPA 300.0 3 PASI-GARLC

264852006 MCM-02 EPA 6020B 14 PASI-GACSW

EPA 7470A 1 PASI-GAAAP

SM 2540C 1 PASI-AMVC

EPA 300.0 3 PASI-GARLC

264852007 Dup-1 EPA 6020B 14 PASI-GACSW

EPA 7470A 1 PASI-GAAAP

SM 2540C 1 PASI-ANAL

EPA 300.0 3 PASI-GARLC

264852008 FBL050918 EPA 6020B 14 PASI-GACSW

EPA 7470A 1 PASI-GAAAP

SM 2540C 1 PASI-AMVC

EPA 300.0 3 PASI-GARLC

264852009 EQBL050918 EPA 6020B 14 PASI-GACSW

EPA 7470A 1 PASI-GAAAP

SM 2540C 1 PASI-AMVC

EPA 300.0 3 PASI-GARLC

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS

Pace Project No.:

Project:

264852

Plant McManus Ash Ponds

Sample: MCM-04 Lab ID: 264852001 Collected: 05/08/18 14:00 Received: 05/10/18 08:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 05/11/18 16:39 7440-36-005/11/18 07:530.0030 0.00078 1

Arsenic 0.0048J mg/L 05/11/18 16:39 7440-38-205/11/18 07:530.0050 0.00057 1

Barium 0.027 mg/L 05/11/18 16:39 7440-39-305/11/18 07:530.010 0.00078 1

Beryllium 0.00025J mg/L 05/11/18 16:39 7440-41-705/11/18 07:530.0030 0.000050 1

Boron 0.074 mg/L 05/11/18 16:39 7440-42-805/11/18 07:530.040 0.0039 1

Cadmium ND mg/L 05/11/18 16:39 7440-43-905/11/18 07:530.0010 0.000093 1

Calcium 5.7 mg/L 05/11/18 16:39 7440-70-2 M105/11/18 07:530.50 0.014 1

Chromium ND mg/L 05/11/18 16:39 7440-47-305/11/18 07:530.010 0.0016 1

Cobalt ND mg/L 05/11/18 16:39 7440-48-405/11/18 07:530.010 0.00052 1

Lead ND mg/L 05/11/18 16:39 7439-92-105/11/18 07:530.0050 0.00027 1

Lithium 0.0012J mg/L 05/11/18 16:39 7439-93-205/11/18 07:530.050 0.00097 1

Molybdenum ND mg/L 05/11/18 16:39 7439-98-705/11/18 07:530.010 0.0019 1

Selenium ND mg/L 05/11/18 16:39 7782-49-205/11/18 07:530.010 0.0014 1

Thallium ND mg/L 05/11/18 16:39 7440-28-005/11/18 07:530.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 05/11/18 10:24 7439-97-605/11/18 07:130.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 304 mg/L 05/14/18 18:1425.0 25.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 140 mg/L 05/17/18 14:28 16887-00-62.5 0.24 10

Fluoride 0.56 mg/L 05/11/18 13:19 16984-48-80.30 0.029 1

Sulfate 61.4 mg/L 05/17/18 14:28 14808-79-810.0 0.17 10

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 05/21/2018 05:08 PM
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ANALYTICAL RESULTS

Pace Project No.:

Project:

264852

Plant McManus Ash Ponds

Sample: MCM-11 Lab ID: 264852002 Collected: 05/08/18 14:00 Received: 05/10/18 08:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 05/11/18 18:30 7440-36-005/11/18 07:530.0030 0.00078 1

Arsenic 0.016 mg/L 05/11/18 18:30 7440-38-205/11/18 07:530.0050 0.00057 1

Barium 0.062 mg/L 05/11/18 18:30 7440-39-305/11/18 07:530.010 0.00078 1

Beryllium 0.00010J mg/L 05/11/18 18:30 7440-41-705/11/18 07:530.0030 0.000050 1

Boron 0.048 mg/L 05/11/18 18:30 7440-42-805/11/18 07:530.040 0.0039 1

Cadmium ND mg/L 05/11/18 18:30 7440-43-905/11/18 07:530.0010 0.000093 1

Calcium 18.4J mg/L 05/11/18 18:35 7440-70-2 D305/11/18 07:5325.0 0.69 50

Chromium ND mg/L 05/11/18 18:30 7440-47-305/11/18 07:530.010 0.0016 1

Cobalt ND mg/L 05/11/18 18:30 7440-48-405/11/18 07:530.010 0.00052 1

Lead ND mg/L 05/11/18 18:30 7439-92-105/11/18 07:530.0050 0.00027 1

Lithium 0.0052J mg/L 05/11/18 18:30 7439-93-205/11/18 07:530.050 0.00097 1

Molybdenum ND mg/L 05/11/18 18:30 7439-98-705/11/18 07:530.010 0.0019 1

Selenium ND mg/L 05/11/18 18:30 7782-49-205/11/18 07:530.010 0.0014 1

Thallium ND mg/L 05/11/18 18:30 7440-28-005/11/18 07:530.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 05/11/18 10:26 7439-97-605/11/18 07:130.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 225 mg/L 05/14/18 18:1425.0 25.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 72.3 mg/L 05/17/18 14:49 16887-00-62.5 0.24 10

Fluoride 0.63 mg/L 05/11/18 13:40 16984-48-80.30 0.029 1

Sulfate 35.7 mg/L 05/11/18 13:40 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 05/21/2018 05:08 PM
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ANALYTICAL RESULTS

Pace Project No.:

Project:

264852

Plant McManus Ash Ponds

Sample: MCM-15 Lab ID: 264852003 Collected: 05/08/18 15:46 Received: 05/10/18 08:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 05/11/18 18:41 7440-36-005/11/18 07:530.0030 0.00078 1

Arsenic 0.0048J mg/L 05/11/18 18:41 7440-38-205/11/18 07:530.0050 0.00057 1

Barium 0.037 mg/L 05/11/18 18:41 7440-39-305/11/18 07:530.010 0.00078 1

Beryllium 0.00031J mg/L 05/11/18 18:41 7440-41-705/11/18 07:530.0030 0.000050 1

Boron 0.062 mg/L 05/11/18 18:41 7440-42-805/11/18 07:530.040 0.0039 1

Cadmium ND mg/L 05/11/18 18:41 7440-43-905/11/18 07:530.0010 0.000093 1

Calcium 6.7 mg/L 05/11/18 18:41 7440-70-205/11/18 07:530.50 0.014 1

Chromium 0.0029J mg/L 05/11/18 18:41 7440-47-305/11/18 07:530.010 0.0016 1

Cobalt ND mg/L 05/11/18 18:41 7440-48-405/11/18 07:530.010 0.00052 1

Lead ND mg/L 05/11/18 18:41 7439-92-105/11/18 07:530.0050 0.00027 1

Lithium 0.0014J mg/L 05/11/18 18:41 7439-93-205/11/18 07:530.050 0.00097 1

Molybdenum 0.0020J mg/L 05/11/18 18:41 7439-98-705/11/18 07:530.010 0.0019 1

Selenium 0.0016J mg/L 05/11/18 18:41 7782-49-205/11/18 07:530.010 0.0014 1

Thallium ND mg/L 05/11/18 18:41 7440-28-005/11/18 07:530.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 05/11/18 10:29 7439-97-605/11/18 07:130.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 89.0 mg/L 05/14/18 18:1425.0 25.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 13.2 mg/L 05/11/18 14:01 16887-00-60.25 0.024 1

Fluoride ND mg/L 05/11/18 14:01 16984-48-80.30 0.029 1

Sulfate 14.8 mg/L 05/11/18 14:01 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 05/21/2018 05:08 PM
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ANALYTICAL RESULTS

Pace Project No.:

Project:

264852

Plant McManus Ash Ponds

Sample: MCM-10 Lab ID: 264852004 Collected: 05/08/18 16:11 Received: 05/10/18 08:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 05/11/18 18:52 7440-36-005/11/18 07:530.0030 0.00078 1

Arsenic 0.031 mg/L 05/11/18 18:52 7440-38-205/11/18 07:530.0050 0.00057 1

Barium 0.016 mg/L 05/11/18 18:52 7440-39-305/11/18 07:530.010 0.00078 1

Beryllium 0.014 mg/L 05/11/18 18:52 7440-41-705/11/18 07:530.0030 0.000050 1

Boron 0.17 mg/L 05/11/18 18:52 7440-42-805/11/18 07:530.040 0.0039 1

Cadmium ND mg/L 05/11/18 18:52 7440-43-905/11/18 07:530.0010 0.000093 1

Calcium 56.0 mg/L 05/11/18 18:58 7440-70-205/11/18 07:5325.0 0.69 50

Chromium 0.0042J mg/L 05/11/18 18:52 7440-47-305/11/18 07:530.010 0.0016 1

Cobalt 0.020 mg/L 05/11/18 18:52 7440-48-405/11/18 07:530.010 0.00052 1

Lead ND mg/L 05/11/18 18:52 7439-92-105/11/18 07:530.0050 0.00027 1

Lithium 0.10 mg/L 05/11/18 18:52 7439-93-205/11/18 07:530.050 0.00097 1

Molybdenum ND mg/L 05/11/18 18:52 7439-98-705/11/18 07:530.010 0.0019 1

Selenium 0.031 mg/L 05/11/18 18:52 7782-49-205/11/18 07:530.010 0.0014 1

Thallium ND mg/L 05/11/18 18:52 7440-28-005/11/18 07:530.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 05/11/18 10:31 7439-97-605/11/18 07:130.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 3240 mg/L 05/14/18 18:14250 250 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 654 mg/L 05/17/18 15:10 16887-00-6 M112.5 1.2 50

Fluoride 1.5 mg/L 05/11/18 14:21 16984-48-80.30 0.029 1

Sulfate 1570 mg/L 05/17/18 15:10 14808-79-8 M150.0 0.85 50

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 05/21/2018 05:08 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092
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ANALYTICAL RESULTS

Pace Project No.:

Project:

264852

Plant McManus Ash Ponds

Sample: MCM-08 Lab ID: 264852005 Collected: 05/09/18 09:22 Received: 05/10/18 08:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 05/11/18 19:04 7440-36-005/11/18 07:530.0030 0.00078 1

Arsenic 0.022 mg/L 05/11/18 19:04 7440-38-205/11/18 07:530.0050 0.00057 1

Barium 0.50 mg/L 05/11/18 19:04 7440-39-305/11/18 07:530.010 0.00078 1

Beryllium 0.00041J mg/L 05/11/18 19:04 7440-41-705/11/18 07:530.0030 0.000050 1

Boron 0.35 mg/L 05/11/18 19:04 7440-42-805/11/18 07:530.040 0.0039 1

Cadmium ND mg/L 05/11/18 19:04 7440-43-905/11/18 07:530.0010 0.000093 1

Calcium 37.0 mg/L 05/11/18 19:10 7440-70-205/11/18 07:5325.0 0.69 50

Chromium 0.0080J mg/L 05/11/18 19:04 7440-47-305/11/18 07:530.010 0.0016 1

Cobalt 0.0042J mg/L 05/11/18 19:04 7440-48-405/11/18 07:530.010 0.00052 1

Lead ND mg/L 05/11/18 19:04 7439-92-105/11/18 07:530.0050 0.00027 1

Lithium 0.0020J mg/L 05/11/18 19:04 7439-93-205/11/18 07:530.050 0.00097 1

Molybdenum 0.0028J mg/L 05/11/18 19:04 7439-98-705/11/18 07:530.010 0.0019 1

Selenium 0.0081J mg/L 05/11/18 19:04 7782-49-205/11/18 07:530.010 0.0014 1

Thallium ND mg/L 05/11/18 19:04 7440-28-005/11/18 07:530.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 05/11/18 10:34 7439-97-605/11/18 07:130.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 3680 mg/L 05/16/18 16:45500 500 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 1870 mg/L 05/17/18 15:30 16887-00-612.5 1.2 50

Fluoride 0.23J mg/L 05/11/18 15:23 16984-48-80.30 0.029 1

Sulfate 353 mg/L 05/17/18 15:30 14808-79-850.0 0.85 50

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 05/21/2018 05:08 PM
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ANALYTICAL RESULTS

Pace Project No.:

Project:

264852

Plant McManus Ash Ponds

Sample: MCM-02 Lab ID: 264852006 Collected: 05/09/18 09:24 Received: 05/10/18 08:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 05/11/18 19:15 7440-36-005/11/18 07:530.0030 0.00078 1

Arsenic 0.0014J mg/L 05/11/18 19:15 7440-38-205/11/18 07:530.0050 0.00057 1

Barium 0.11 mg/L 05/11/18 19:15 7440-39-305/11/18 07:530.010 0.00078 1

Beryllium 0.00017J mg/L 05/11/18 19:15 7440-41-705/11/18 07:530.0030 0.000050 1

Boron 0.12 mg/L 05/11/18 19:15 7440-42-805/11/18 07:530.040 0.0039 1

Cadmium ND mg/L 05/11/18 19:15 7440-43-905/11/18 07:530.0010 0.000093 1

Calcium 4.7 mg/L 05/11/18 19:15 7440-70-205/11/18 07:530.50 0.014 1

Chromium ND mg/L 05/11/18 19:15 7440-47-305/11/18 07:530.010 0.0016 1

Cobalt ND mg/L 05/11/18 19:15 7440-48-405/11/18 07:530.010 0.00052 1

Lead ND mg/L 05/11/18 19:15 7439-92-105/11/18 07:530.0050 0.00027 1

Lithium ND mg/L 05/11/18 19:15 7439-93-205/11/18 07:530.050 0.00097 1

Molybdenum ND mg/L 05/11/18 19:15 7439-98-705/11/18 07:530.010 0.0019 1

Selenium ND mg/L 05/11/18 19:15 7782-49-205/11/18 07:530.010 0.0014 1

Thallium ND mg/L 05/11/18 19:15 7440-28-005/11/18 07:530.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 05/11/18 10:36 7439-97-605/11/18 07:130.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 127 mg/L 05/16/18 16:4525.0 25.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 40.6 mg/L 05/11/18 15:44 16887-00-60.25 0.024 1

Fluoride ND mg/L 05/11/18 15:44 16984-48-80.30 0.029 1

Sulfate 36.0 mg/L 05/11/18 15:44 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 05/21/2018 05:08 PM
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ANALYTICAL RESULTS

Pace Project No.:

Project:

264852

Plant McManus Ash Ponds

Sample: Dup-1 Lab ID: 264852007 Collected: 05/08/18 00:00 Received: 05/10/18 08:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 05/11/18 19:38 7440-36-005/11/18 07:530.0030 0.00078 1

Arsenic 0.0033J mg/L 05/11/18 19:38 7440-38-205/11/18 07:530.0050 0.00057 1

Barium 0.037 mg/L 05/11/18 19:38 7440-39-305/11/18 07:530.010 0.00078 1

Beryllium 0.00033J mg/L 05/11/18 19:38 7440-41-705/11/18 07:530.0030 0.000050 1

Boron 0.062 mg/L 05/11/18 19:38 7440-42-805/11/18 07:530.040 0.0039 1

Cadmium ND mg/L 05/11/18 19:38 7440-43-905/11/18 07:530.0010 0.000093 1

Calcium 6.7 mg/L 05/11/18 19:38 7440-70-205/11/18 07:530.50 0.014 1

Chromium 0.0026J mg/L 05/11/18 19:38 7440-47-305/11/18 07:530.010 0.0016 1

Cobalt ND mg/L 05/11/18 19:38 7440-48-405/11/18 07:530.010 0.00052 1

Lead ND mg/L 05/11/18 19:38 7439-92-105/11/18 07:530.0050 0.00027 1

Lithium 0.0013J mg/L 05/11/18 19:38 7439-93-205/11/18 07:530.050 0.00097 1

Molybdenum ND mg/L 05/11/18 19:38 7439-98-705/11/18 07:530.010 0.0019 1

Selenium 0.0016J mg/L 05/11/18 19:38 7782-49-205/11/18 07:530.010 0.0014 1

Thallium ND mg/L 05/11/18 19:38 7440-28-005/11/18 07:530.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 05/11/18 10:38 7439-97-605/11/18 07:130.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 96.0 mg/L 05/14/18 18:1425.0 25.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 13.3 mg/L 05/11/18 16:05 16887-00-60.25 0.024 1

Fluoride ND mg/L 05/11/18 16:05 16984-48-80.30 0.029 1

Sulfate 15.2 mg/L 05/11/18 16:05 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 05/21/2018 05:08 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS

Pace Project No.:

Project:

264852

Plant McManus Ash Ponds

Sample: FBL050918 Lab ID: 264852008 Collected: 05/09/18 10:21 Received: 05/10/18 08:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 05/11/18 19:55 7440-36-005/11/18 07:530.0030 0.00078 1

Arsenic ND mg/L 05/11/18 19:55 7440-38-205/11/18 07:530.0050 0.00057 1

Barium ND mg/L 05/11/18 19:55 7440-39-305/11/18 07:530.010 0.00078 1

Beryllium ND mg/L 05/11/18 19:55 7440-41-705/11/18 07:530.0030 0.000050 1

Boron ND mg/L 05/11/18 19:55 7440-42-805/11/18 07:530.040 0.0039 1

Cadmium ND mg/L 05/11/18 19:55 7440-43-905/11/18 07:530.0010 0.000093 1

Calcium ND mg/L 05/11/18 19:55 7440-70-205/11/18 07:530.50 0.014 1

Chromium ND mg/L 05/11/18 19:55 7440-47-305/11/18 07:530.010 0.0016 1

Cobalt ND mg/L 05/11/18 19:55 7440-48-405/11/18 07:530.010 0.00052 1

Lead ND mg/L 05/11/18 19:55 7439-92-105/11/18 07:530.0050 0.00027 1

Lithium ND mg/L 05/11/18 19:55 7439-93-205/11/18 07:530.050 0.00097 1

Molybdenum ND mg/L 05/11/18 19:55 7439-98-705/11/18 07:530.010 0.0019 1

Selenium ND mg/L 05/11/18 19:55 7782-49-205/11/18 07:530.010 0.0014 1

Thallium ND mg/L 05/11/18 19:55 7440-28-005/11/18 07:530.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 05/11/18 10:41 7439-97-605/11/18 07:130.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids ND mg/L 05/16/18 16:4525.0 25.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 0.091J mg/L 05/11/18 16:25 16887-00-60.25 0.024 1

Fluoride ND mg/L 05/11/18 16:25 16984-48-80.30 0.029 1

Sulfate ND mg/L 05/11/18 16:25 14808-79-81.0 0.017 1
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ANALYTICAL RESULTS

Pace Project No.:

Project:

264852

Plant McManus Ash Ponds

Sample: EQBL050918 Lab ID: 264852009 Collected: 05/09/18 10:30 Received: 05/10/18 08:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 05/11/18 20:01 7440-36-005/11/18 07:530.0030 0.00078 1

Arsenic ND mg/L 05/11/18 20:01 7440-38-205/11/18 07:530.0050 0.00057 1

Barium ND mg/L 05/11/18 20:01 7440-39-305/11/18 07:530.010 0.00078 1

Beryllium ND mg/L 05/11/18 20:01 7440-41-705/11/18 07:530.0030 0.000050 1

Boron ND mg/L 05/11/18 20:01 7440-42-805/11/18 07:530.040 0.0039 1

Cadmium ND mg/L 05/11/18 20:01 7440-43-905/11/18 07:530.0010 0.000093 1

Calcium ND mg/L 05/11/18 20:01 7440-70-205/11/18 07:530.50 0.014 1

Chromium ND mg/L 05/11/18 20:01 7440-47-305/11/18 07:530.010 0.0016 1

Cobalt ND mg/L 05/11/18 20:01 7440-48-405/11/18 07:530.010 0.00052 1

Lead ND mg/L 05/11/18 20:01 7439-92-105/11/18 07:530.0050 0.00027 1

Lithium ND mg/L 05/11/18 20:01 7439-93-205/11/18 07:530.050 0.00097 1

Molybdenum ND mg/L 05/11/18 20:01 7439-98-705/11/18 07:530.010 0.0019 1

Selenium ND mg/L 05/11/18 20:01 7782-49-205/11/18 07:530.010 0.0014 1

Thallium ND mg/L 05/11/18 20:01 7440-28-005/11/18 07:530.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 05/11/18 10:48 7439-97-605/11/18 07:130.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids ND mg/L 05/16/18 16:4525.0 25.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 0.078J mg/L 05/11/18 18:08 16887-00-60.25 0.024 1

Fluoride ND mg/L 05/11/18 18:08 16984-48-80.30 0.029 1

Sulfate ND mg/L 05/11/18 18:08 14808-79-81.0 0.017 1
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This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 05/21/2018 05:08 PM
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QUALITY CONTROL DATA

Pace Project No.:

Project:

264852

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

5924

EPA 7470A

EPA 7470A

7470 Mercury

Associated Lab Samples: 264852001, 264852002, 264852003, 264852004, 264852005, 264852006, 264852007, 264852008, 264852009

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 28658

Associated Lab Samples: 264852001, 264852002, 264852003, 264852004, 264852005, 264852006, 264852007, 264852008, 264852009

Matrix: Water

AnalyzedMDL

Mercury mg/L ND 0.00050 05/11/18 09:530.000036

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

28659LABORATORY CONTROL SAMPLE:

LCSSpike

Mercury mg/L 0.0026.0025 106 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

28660MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

264268019

28661

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Mercury mg/L .0025 104 75-12599 5 20.0025ND 0.0026 0.0025
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

264852

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

5941

EPA 3005A

EPA 6020B

6020B MET

Associated Lab Samples: 264852001, 264852002, 264852003, 264852004, 264852005, 264852006, 264852007, 264852008, 264852009

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 28737

Associated Lab Samples: 264852001, 264852002, 264852003, 264852004, 264852005, 264852006, 264852007, 264852008, 264852009

Matrix: Water

AnalyzedMDL

Antimony mg/L ND 0.0030 05/11/18 16:270.00078

Arsenic mg/L ND 0.0050 05/11/18 16:270.00057

Barium mg/L ND 0.010 05/11/18 16:270.00078

Beryllium mg/L ND 0.0030 05/11/18 16:270.000050

Boron mg/L ND 0.040 05/11/18 16:270.0039

Cadmium mg/L ND 0.0010 05/11/18 16:270.000093

Calcium mg/L 0.029J 0.50 05/11/18 16:270.014

Chromium mg/L ND 0.010 05/11/18 16:270.0016

Cobalt mg/L ND 0.010 05/11/18 16:270.00052

Lead mg/L 0.00050J 0.0050 05/11/18 16:270.00027

Lithium mg/L ND 0.050 05/11/18 16:270.00097

Molybdenum mg/L ND 0.010 05/11/18 16:270.0019

Selenium mg/L ND 0.010 05/11/18 16:270.0014

Thallium mg/L ND 0.0010 05/11/18 16:270.00014

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

28738LABORATORY CONTROL SAMPLE:

LCSSpike

Antimony mg/L 0.10.1 103 80-120

Arsenic mg/L 0.10.1 101 80-120

Barium mg/L 0.10.1 103 80-120

Beryllium mg/L 0.10.1 104 80-120

Boron mg/L 1.11 108 80-120

Cadmium mg/L 0.10.1 103 80-120

Calcium mg/L 1.01 103 80-120

Chromium mg/L 0.11.1 109 80-120

Cobalt mg/L 0.11.1 106 80-120

Lead mg/L 0.11.1 105 80-120

Lithium mg/L 0.11.1 107 80-120

Molybdenum mg/L 0.11.1 107 80-120

Selenium mg/L 0.10.1 104 80-120

Thallium mg/L 0.11.1 107 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

28739MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

264852001

28740

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Antimony mg/L .1 108 75-125103 4 20.1ND 0.11 0.10
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

264852

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

28739MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

264852001

28740

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Arsenic mg/L .1 108 75-125104 4 20.10.0048J 0.11 0.11

Barium mg/L .1 105 75-125105 0 20.10.027 0.13 0.13

Beryllium mg/L .1 110 75-125106 4 20.10.00025J 0.11 0.11

Boron mg/L 1 109 75-125109 0 2010.074 1.2 1.2

Cadmium mg/L .1 109 75-125102 7 20.1ND 0.11 0.10

Calcium mg/L M11 133 75-125129 1 2015.7 7.1 7.0

Chromium mg/L .1 112 75-125113 1 20.1ND 0.11 0.11

Cobalt mg/L .1 110 75-125108 2 20.1ND 0.11 0.11

Lead mg/L .1 105 75-125102 2 20.1ND 0.10 0.10

Lithium mg/L .1 105 75-125107 2 20.10.0012J 0.11 0.11

Molybdenum mg/L .1 108 75-125108 1 20.1ND 0.11 0.11

Selenium mg/L .1 114 75-125106 7 20.1ND 0.11 0.11

Thallium mg/L .1 107 75-125103 3 20.1ND 0.11 0.10
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

264852

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

410535

SM 2540C

SM 2540C

2540C Total Dissolved Solids

Associated Lab Samples: 264852001, 264852002, 264852003, 264852004, 264852007

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 2277568

Associated Lab Samples: 264852001, 264852002, 264852003, 264852004, 264852007

Matrix: Water

AnalyzedMDL

Total Dissolved Solids mg/L ND 25.0 05/14/18 18:1425.0

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

2277569LABORATORY CONTROL SAMPLE:

LCSSpike

Total Dissolved Solids mg/L 264250 106 90-110

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

264748002

2277570SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 31.0 D639 546.0

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

264903002

2277571SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 99.0 D67 592.0
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

264852

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

410860

SM 2540C

SM 2540C

2540C Total Dissolved Solids

Associated Lab Samples: 264852005, 264852006, 264852008, 264852009

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 2279305

Associated Lab Samples: 264852005, 264852006, 264852008, 264852009

Matrix: Water

AnalyzedMDL

Total Dissolved Solids mg/L ND 25.0 05/16/18 16:4525.0

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

2279306LABORATORY CONTROL SAMPLE:

LCSSpike

Total Dissolved Solids mg/L 250250 100 90-110

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

92383431021

2279307SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 626 0 5627

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

92384289003

2279308SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 1130 2 51110
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

264852

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

5948

EPA 300.0

EPA 300.0

300.0 IC Anions

Associated Lab Samples: 264852001, 264852002, 264852003, 264852004, 264852005, 264852006, 264852007, 264852008, 264852009

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 28771

Associated Lab Samples: 264852001, 264852002, 264852003, 264852004, 264852005, 264852006, 264852007, 264852008, 264852009

Matrix: Water

AnalyzedMDL

Chloride mg/L ND 0.25 05/11/18 12:380.024

Fluoride mg/L ND 0.30 05/11/18 12:380.029

Sulfate mg/L ND 1.0 05/11/18 12:380.017

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

28772LABORATORY CONTROL SAMPLE:

LCSSpike

Chloride mg/L 10.210 102 90-110

Fluoride mg/L 9.710 97 90-110

Sulfate mg/L 10.110 101 90-110

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

28799MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

264852004

28800

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Chloride mg/L E,M110 -3400 90-110-3400 0 1510654 314 314

Fluoride mg/L 10 93 90-11094 1 15101.5 10.8 11.0

Sulfate mg/L E,M110 -10000 90-110-10000 0 15101570 564 564
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QUALIFIERS

Pace Project No.:

Project:

264852

Plant McManus Ash Ponds

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

LABORATORIES

Pace Analytical Services - AshevillePASI-A

Pace Analytical Services - Atlanta, GAPASI-GA

ANALYTE QUALIFIERS

Sample was diluted due to the presence of high levels of non-target analytes or other matrix interference.D3

The precision between the sample and sample duplicate exceeded laboratory control limits.D6

Analyte concentration exceeded the calibration range. The reported result is estimated.E

Matrix spike recovery exceeded QC limits.  Batch accepted based on laboratory control sample (LCS) recovery.M1
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

264852

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

264852001 5941 5999MCM-04 EPA 3005A EPA 6020B

264852002 5941 5999MCM-11 EPA 3005A EPA 6020B

264852003 5941 5999MCM-15 EPA 3005A EPA 6020B

264852004 5941 5999MCM-10 EPA 3005A EPA 6020B

264852005 5941 5999MCM-08 EPA 3005A EPA 6020B

264852006 5941 5999MCM-02 EPA 3005A EPA 6020B

264852007 5941 5999Dup-1 EPA 3005A EPA 6020B

264852008 5941 5999FBL050918 EPA 3005A EPA 6020B

264852009 5941 5999EQBL050918 EPA 3005A EPA 6020B

264852001 5924 5951MCM-04 EPA 7470A EPA 7470A

264852002 5924 5951MCM-11 EPA 7470A EPA 7470A

264852003 5924 5951MCM-15 EPA 7470A EPA 7470A

264852004 5924 5951MCM-10 EPA 7470A EPA 7470A

264852005 5924 5951MCM-08 EPA 7470A EPA 7470A

264852006 5924 5951MCM-02 EPA 7470A EPA 7470A

264852007 5924 5951Dup-1 EPA 7470A EPA 7470A

264852008 5924 5951FBL050918 EPA 7470A EPA 7470A

264852009 5924 5951EQBL050918 EPA 7470A EPA 7470A

264852001 410535MCM-04 SM 2540C

264852002 410535MCM-11 SM 2540C

264852003 410535MCM-15 SM 2540C

264852004 410535MCM-10 SM 2540C

264852005 410860MCM-08 SM 2540C

264852006 410860MCM-02 SM 2540C

264852007 410535Dup-1 SM 2540C

264852008 410860FBL050918 SM 2540C

264852009 410860EQBL050918 SM 2540C

264852001 5948MCM-04 EPA 300.0

264852002 5948MCM-11 EPA 300.0

264852003 5948MCM-15 EPA 300.0

264852004 5948MCM-10 EPA 300.0

264852005 5948MCM-08 EPA 300.0

264852006 5948MCM-02 EPA 300.0

264852007 5948Dup-1 EPA 300.0

264852008 5948FBL050918 EPA 300.0

264852009 5948EQBL050918 EPA 300.0
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June 04, 2018

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 264853

264853

Project:

Pace Project No.:

RE:

Joju Abraham
Georgia Power - Coal Combustion Residuals
2480 Maner Road
Atlanta, GA 30339

Plant McManus Ash Ponds

Dear Joju Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on May 10, 2018. The
results relate only to the samples included in this report. Results reported herein conform to the most
current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual, where
applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Maria Padilla, Georgia Power

Lauren Petty, Southern Company Services, Inc.
Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC
Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC
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CERTIFICATIONS

Pace Project No.:

Project:

264853

Plant McManus Ash Ponds

Pennsylvania Certification IDs

1638 Roseytown Rd Suites 2,3&4, Greensburg, PA 15601

ANAB DOD-ELAP Rad Accreditation #: L2417

Alabama Certification #: 41590

Arizona Certification #: AZ0734

Arkansas Certification

California Certification #: 04222CA

Colorado Certification #: PA01547

Connecticut Certification #: PH-0694

Delaware Certification

EPA Region 4 DW Rad

Florida/TNI Certification #: E87683

Georgia Certification #: C040

Guam Certification

Hawaii Certification

Idaho Certification

Illinois Certification

Indiana Certification

Iowa Certification #: 391

Kansas/TNI Certification #: E-10358

Kentucky Certification #: KY90133

KY WW Permit #: KY0098221

KY WW Permit #: KY0000221

Louisiana DHH/TNI Certification #: LA180012

Louisiana DEQ/TNI Certification #: 4086

Maine Certification #: 2017020

Maryland Certification #: 308

Massachusetts Certification #: M-PA1457

Michigan/PADEP Certification #: 9991

Missouri Certification #: 235

Montana Certification #: Cert0082

Nebraska Certification #: NE-OS-29-14

Nevada Certification #: PA014572018-1

New Hampshire/TNI Certification #: 297617

New Jersey/TNI Certification #: PA051

New Mexico Certification #: PA01457

New York/TNI Certification #: 10888

North Carolina Certification #: 42706

North Dakota Certification #: R-190

Ohio EPA Rad Approval: #41249

Oregon/TNI Certification #: PA200002-010

Pennsylvania/TNI Certification #: 65-00282

Puerto Rico Certification #: PA01457

Rhode Island Certification #: 65-00282

South Dakota Certification

Tennessee Certification #:  02867

Texas/TNI Certification #: T104704188-17-3

Utah/TNI Certification #: PA014572017-9

USDA Soil Permit #: P330-17-00091

Vermont Dept. of Health: ID# VT-0282

Virgin Island/PADEP Certification

Virginia/VELAP Certification #: 9526

Washington Certification #: C868

West Virginia DEP Certification #: 143

West Virginia DHHR Certification #: 9964C

Wisconsin Approve List for Rad

Wyoming Certification #: 8TMS-L
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SAMPLE SUMMARY

Pace Project No.:

Project:

264853

Plant McManus Ash Ponds

Lab ID Sample ID Matrix Date Collected Date Received

264853001 MCM-04 Water 05/08/18 14:00 05/10/18 08:00

264853002 MCM-11 Water 05/08/18 14:00 05/10/18 08:00

264853003 MCM-15 Water 05/08/18 15:46 05/10/18 08:00

264853004 MCM-10 Water 05/08/18 16:11 05/10/18 08:00

264853005 MCM-08 Water 05/09/18 09:22 05/10/18 08:00

264853006 MCM-02 Water 05/09/18 09:24 05/10/18 08:00

264853007 Dup-1 Water 05/08/18 00:00 05/10/18 08:00

264853008 FBL050918 Water 05/09/18 10:21 05/10/18 08:00

264853009 EQBL050918 Water 05/09/18 10:30 05/10/18 08:00

REPORT OF LABORATORY ANALYSIS
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

264853

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

Reported LaboratoryAnalysts

264853001 MCM-04 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

264853002 MCM-11 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

264853003 MCM-15 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

264853004 MCM-10 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

264853005 MCM-08 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

264853006 MCM-02 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

264853007 Dup-1 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

264853008 FBL050918 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

264853009 EQBL050918 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

264853

Plant McManus Ash Ponds

Sample: MCM-04 Lab ID: 264853001 Collected: 05/08/18 14:00 Received: 05/10/18 08:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.64 ± 0.507   (0.408)
C:88% T:NA

pCi/L 05/29/18 08:18 13982-63-3EPA 9315

Radium-228 1.61 ± 0.607   (0.920)
C:80% T:84%

pCi/L 05/28/18 21:26 15262-20-1EPA 9320

Total Radium 3.25 ± 1.11   (1.33) pCi/L 06/04/18 13:20 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

264853

Plant McManus Ash Ponds

Sample: MCM-11 Lab ID: 264853002 Collected: 05/08/18 14:00 Received: 05/10/18 08:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.599 ± 0.301   (0.383)
C:93% T:NA

pCi/L 05/29/18 08:18 13982-63-3EPA 9315

Radium-228 1.35 ± 0.621   (1.05)
C:79% T:77%

pCi/L 05/28/18 21:26 15262-20-1EPA 9320

Total Radium 1.95 ± 0.922   (1.43) pCi/L 06/04/18 13:20 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

264853

Plant McManus Ash Ponds

Sample: MCM-15 Lab ID: 264853003 Collected: 05/08/18 15:46 Received: 05/10/18 08:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.03 ± 0.384   (0.387)
C:94% T:NA

pCi/L 05/29/18 08:18 13982-63-3EPA 9315

Radium-228 0.657 ± 0.450   (0.857)
C:83% T:88%

pCi/L 05/28/18 21:26 15262-20-1EPA 9320

Total Radium 1.69 ± 0.834   (1.24) pCi/L 06/04/18 13:20 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

264853

Plant McManus Ash Ponds

Sample: MCM-10 Lab ID: 264853004 Collected: 05/08/18 16:11 Received: 05/10/18 08:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.05 ± 0.404   (0.484)
C:92% T:NA

pCi/L 05/29/18 08:18 13982-63-3EPA 9315

Radium-228 0.954 ± 0.514   (0.909)
C:72% T:87%

pCi/L 05/28/18 21:27 15262-20-1EPA 9320

Total Radium 2.00 ± 0.918   (1.39) pCi/L 06/04/18 13:20 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

264853

Plant McManus Ash Ponds

Sample: MCM-08 Lab ID: 264853005 Collected: 05/09/18 09:22 Received: 05/10/18 08:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 14.2 ± 2.19   (0.111)
C:95% T:NA

pCi/L 06/04/18 07:58 13982-63-3EPA 9315

Radium-228 5.33 ± 1.26   (1.08)
C:66% T:86%

pCi/L 05/28/18 21:27 15262-20-1EPA 9320

Total Radium 19.5 ± 3.45   (1.19) pCi/L 06/04/18 13:20 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

264853

Plant McManus Ash Ponds

Sample: MCM-02 Lab ID: 264853006 Collected: 05/09/18 09:24 Received: 05/10/18 08:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.610 ± 0.321   (0.466)
C:90% T:NA

pCi/L 05/29/18 08:19 13982-63-3EPA 9315

Radium-228 0.278 ± 0.445   (0.943)
C:79% T:82%

pCi/L 05/28/18 21:27 15262-20-1EPA 9320

Total Radium 0.888 ± 0.766   (1.41) pCi/L 06/04/18 13:20 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

264853

Plant McManus Ash Ponds

Sample: Dup-1 Lab ID: 264853007 Collected: 05/08/18 00:00 Received: 05/10/18 08:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.531 ± 0.268   (0.352)
C:99% T:NA

pCi/L 05/29/18 08:19 13982-63-3EPA 9315

Radium-228 0.877 ± 0.504   (0.921)
C:83% T:86%

pCi/L 05/28/18 21:27 15262-20-1EPA 9320

Total Radium 1.41 ± 0.772   (1.27) pCi/L 06/04/18 13:20 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

264853

Plant McManus Ash Ponds

Sample: FBL050918 Lab ID: 264853008 Collected: 05/09/18 10:21 Received: 05/10/18 08:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.330 ± 0.254   (0.453)
C:86% T:NA

pCi/L 05/29/18 08:20 13982-63-3EPA 9315

Radium-228 0.520 ± 0.462   (0.920)
C:76% T:90%

pCi/L 05/28/18 21:27 15262-20-1EPA 9320

Total Radium 0.850 ± 0.716   (1.37) pCi/L 06/04/18 13:20 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

264853

Plant McManus Ash Ponds

Sample: EQBL050918 Lab ID: 264853009 Collected: 05/09/18 10:30 Received: 05/10/18 08:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.170 ± 0.256   (0.566)
C:89% T:NA

pCi/L 05/29/18 08:31 13982-63-3EPA 9315

Radium-228 0.273 ± 0.440   (0.934)
C:83% T:86%

pCi/L 05/28/18 21:27 15262-20-1EPA 9320

Total Radium 0.443 ± 0.696   (1.50) pCi/L 06/04/18 13:20 7440-14-4Total Radium
Calculation
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

264853

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

299606

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 264853001, 264853002, 264853003, 264853004, 264853005, 264853006, 264853007, 264853008, 264853009

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1466605

Associated Lab Samples: 264853001, 264853002, 264853003, 264853004, 264853005, 264853006, 264853007, 264853008, 264853009

Matrix: Water

Analyzed

Radium-226 pCi/L 05/29/18 08:140.175 ± 0.204   (0.419) C:94% T:NA
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

264853

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

299164

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 264853001, 264853002, 264853003, 264853004, 264853005, 264853006, 264853007, 264853008, 264853009

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1464803

Associated Lab Samples: 264853001, 264853002, 264853003, 264853004, 264853005, 264853006, 264853007, 264853008, 264853009

Matrix: Water

Analyzed

Radium-228 pCi/L 05/28/18 21:260.569 ± 0.499   (0.997) C:84% T:81%
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QUALIFIERS

Pace Project No.:

Project:

264853

Plant McManus Ash Ponds

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Act - Activity

Unc - Uncertainty: SDWA = 1.96 sigma count uncertainty, all other matrices = Expanded Uncertainty (95% confidence interval).
Gamma Spec = Expanded Uncertainty (95.4% Confidence Interval)

(MDC) - Minimum Detectable Concentration

Trac - Tracer Recovery (%)

Carr - Carrier Recovery (%)

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

LABORATORIES

Pace Analytical Services - GreensburgPASI-PA
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

264853

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

264853001 299606MCM-04 EPA 9315

264853002 299606MCM-11 EPA 9315

264853003 299606MCM-15 EPA 9315

264853004 299606MCM-10 EPA 9315

264853005 299606MCM-08 EPA 9315

264853006 299606MCM-02 EPA 9315

264853007 299606Dup-1 EPA 9315

264853008 299606FBL050918 EPA 9315

264853009 299606EQBL050918 EPA 9315

264853001 299164MCM-04 EPA 9320

264853002 299164MCM-11 EPA 9320

264853003 299164MCM-15 EPA 9320

264853004 299164MCM-10 EPA 9320

264853005 299164MCM-08 EPA 9320

264853006 299164MCM-02 EPA 9320

264853007 299164Dup-1 EPA 9320

264853008 299164FBL050918 EPA 9320

264853009 299164EQBL050918 EPA 9320

264853001 300615MCM-04 Total Radium Calculation

264853002 300615MCM-11 Total Radium Calculation

264853003 300615MCM-15 Total Radium Calculation

264853004 300615MCM-10 Total Radium Calculation

264853005 300615MCM-08 Total Radium Calculation

264853006 300615MCM-02 Total Radium Calculation

264853007 300615Dup-1 Total Radium Calculation

264853008 300615FBL050918 Total Radium Calculation

264853009 300615EQBL050918 Total Radium Calculation
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July 03, 2018

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 266416

266416

Project:

Pace Project No.:

RE:

Joju Abraham
Georgia Power - Coal Combustion Residuals
2480 Maner Road
Atlanta, GA 30339

Plant McManus Ash Ponds

Dear Joju Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on June 22, 2018. The
results relate only to the samples included in this report. Results reported herein conform to the most
current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual, where
applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Maria Padilla, Georgia Power

Lauren Petty, Southern Company Services, Inc.
Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC

Rebecca Thornton, Pace Analytical Atlanta
Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC
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CERTIFICATIONS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Atlanta Certification IDs

110 Technology Parkway Peachtree Corners, GA 30092

Florida DOH Certification #: E87315

Georgia DW Inorganics Certification #: 812

Georgia DW Microbiology Certification #: 812

North Carolina Certification #: 381

South Carolina Certification #: 98011001

Texas Certification #: T104704397-08-TX

Virginia Certification #: 460204
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SAMPLE SUMMARY

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Lab ID Sample ID Matrix Date Collected Date Received

266416001 MCM-12 Water 06/19/18 09:15 06/22/18 09:20

266416002 MCM-09 Water 06/19/18 09:30 06/22/18 09:20

266416003 MCM-11 Water 06/19/18 09:46 06/22/18 09:20

266416004 MCM-10 Water 06/19/18 11:55 06/22/18 09:20

266416005 MCM-14 Water 06/19/18 11:40 06/22/18 09:20

266416006 MCM-08 Water 06/19/18 14:16 06/22/18 09:20

266416007 MCM-01 Water 06/19/18 14:40 06/22/18 09:20

266416008 MCM-17 Water 06/19/18 15:18 06/22/18 09:20

266416009 MCM-15 Water 06/19/18 15:56 06/22/18 09:20

266416010 MCM-02 Water 06/19/18 16:20 06/22/18 09:20

266416011 MCM-16 Water 06/20/18 10:34 06/22/18 09:20

266416012 MCM-05 Water 06/20/18 10:53 06/22/18 09:20

266416013 MCM-06 Water 06/20/18 12:56 06/22/18 09:20

266416014 MCM-04 Water 06/20/18 14:25 06/22/18 09:20

266416015 MCM-07 Water 06/21/18 09:43 06/22/18 09:20

266416016 FBL061918 Water 06/19/18 16:40 06/22/18 09:20

266416017 EQBL061918 Water 06/19/18 16:45 06/22/18 09:20

266416018 FBL062018 Water 06/20/18 08:20 06/22/18 09:20

266416019 EQBL062018 Water 06/20/18 08:25 06/22/18 09:20

266416020 Dup-1 Water 06/19/18 00:00 06/22/18 09:20

266416021 Dup-2 Water 06/20/18 00:00 06/22/18 09:20
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

ReportedAnalysts

266416001 MCM-12 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

266416002 MCM-09 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

266416003 MCM-11 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

266416004 MCM-10 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

266416005 MCM-14 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

266416006 MCM-08 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

266416007 MCM-01 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

266416008 MCM-17 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

266416009 MCM-15 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

266416010 MCM-02 EPA 6020B 14CSW

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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#=SA#

SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

ReportedAnalysts

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

266416011 MCM-16 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

266416012 MCM-05 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

266416013 MCM-06 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

266416014 MCM-04 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

266416015 MCM-07 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

266416016 FBL061918 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

266416017 EQBL061918 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

266416018 FBL062018 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

266416019 EQBL062018 EPA 6020B 14CSW

EPA 7470A 1DRB

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 5 of 44



#=SA#

SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

ReportedAnalysts

SM 2540C 1JPT

EPA 300.0 3RLC

266416020 Dup-1 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

266416021 Dup-2 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 6 of 44



#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Sample: MCM-12 Lab ID: 266416001 Collected: 06/19/18 09:15 Received: 06/22/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 06/26/18 16:29 7440-36-006/25/18 10:500.0030 0.00078 1

Arsenic 0.0010J mg/L 06/26/18 16:29 7440-38-206/25/18 10:500.0050 0.00057 1

Barium 0.13 mg/L 06/26/18 16:29 7440-39-306/25/18 10:500.010 0.00078 1

Beryllium 0.00065J mg/L 06/26/18 16:29 7440-41-706/25/18 10:500.0030 0.000050 1

Boron 1.2 mg/L 06/26/18 16:29 7440-42-806/25/18 10:500.040 0.0039 1

Cadmium ND mg/L 06/26/18 16:29 7440-43-906/25/18 10:500.0010 0.000093 1

Calcium 8.3 mg/L 06/26/18 16:29 7440-70-206/25/18 10:500.50 0.014 1

Chromium 0.0047J mg/L 06/26/18 16:29 7440-47-306/25/18 10:500.010 0.0016 1

Cobalt 0.00053J mg/L 06/26/18 16:29 7440-48-406/25/18 10:500.010 0.00052 1

Lead ND mg/L 06/26/18 16:29 7439-92-106/25/18 10:500.0050 0.00027 1

Lithium 0.012J mg/L 06/26/18 16:29 7439-93-206/25/18 10:500.050 0.00097 1

Molybdenum ND mg/L 06/26/18 16:29 7439-98-706/25/18 10:500.010 0.0019 1

Selenium 0.0017J mg/L 06/26/18 16:29 7782-49-206/25/18 10:500.010 0.0014 1

Thallium ND mg/L 06/26/18 16:29 7440-28-006/25/18 10:500.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 06/26/18 11:30 7439-97-606/25/18 15:200.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 1820 mg/L 06/25/18 11:5110.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 760 mg/L 06/29/18 05:43 16887-00-6 M15.0 0.48 20

Fluoride 0.91 mg/L 06/25/18 23:26 16984-48-80.30 0.029 1

Sulfate 1.6 mg/L 06/25/18 23:26 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Sample: MCM-09 Lab ID: 266416002 Collected: 06/19/18 09:30 Received: 06/22/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 06/26/18 16:41 7440-36-006/25/18 10:500.0030 0.00078 1

Arsenic 0.0013J mg/L 06/26/18 16:41 7440-38-206/25/18 10:500.0050 0.00057 1

Barium 0.15 mg/L 06/26/18 16:41 7440-39-306/25/18 10:500.010 0.00078 1

Beryllium 0.00070J mg/L 06/26/18 16:41 7440-41-706/25/18 10:500.0030 0.000050 1

Boron 0.085 mg/L 06/26/18 16:41 7440-42-806/25/18 10:500.040 0.0039 1

Cadmium ND mg/L 06/26/18 16:41 7440-43-906/25/18 10:500.0010 0.000093 1

Calcium 312 mg/L 06/26/18 16:47 7440-70-2 M606/25/18 10:5025.0 0.69 50

Chromium ND mg/L 06/26/18 16:41 7440-47-306/25/18 10:500.010 0.0016 1

Cobalt ND mg/L 06/26/18 16:41 7440-48-406/25/18 10:500.010 0.00052 1

Lead ND mg/L 06/26/18 16:41 7439-92-106/25/18 10:500.0050 0.00027 1

Lithium 0.059 mg/L 06/26/18 16:41 7439-93-206/25/18 10:500.050 0.00097 1

Molybdenum ND mg/L 06/26/18 16:41 7439-98-706/25/18 10:500.010 0.0019 1

Selenium 0.0017J mg/L 06/26/18 16:41 7782-49-206/25/18 10:500.010 0.0014 1

Thallium ND mg/L 06/26/18 16:41 7440-28-006/25/18 10:500.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 06/26/18 11:32 7439-97-606/25/18 15:200.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 3660 mg/L 06/25/18 11:5110.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 1750 mg/L 06/29/18 06:04 16887-00-6 M112.5 1.2 50

Fluoride 0.20J mg/L 06/26/18 00:28 16984-48-80.30 0.029 1

Sulfate 633 mg/L 06/29/18 06:04 14808-79-8 M150.0 0.85 50

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Sample: MCM-11 Lab ID: 266416003 Collected: 06/19/18 09:46 Received: 06/22/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 06/26/18 17:34 7440-36-006/25/18 10:500.0030 0.00078 1

Arsenic 0.011 mg/L 06/26/18 17:34 7440-38-206/25/18 10:500.0050 0.00057 1

Barium 0.031 mg/L 06/26/18 17:34 7440-39-306/25/18 10:500.010 0.00078 1

Beryllium 0.00011J mg/L 06/26/18 17:34 7440-41-706/25/18 10:500.0030 0.000050 1

Boron 0.040 mg/L 06/26/18 17:34 7440-42-806/25/18 10:500.040 0.0039 1

Cadmium ND mg/L 06/26/18 17:34 7440-43-906/25/18 10:500.0010 0.000093 1

Calcium 4.3 mg/L 06/26/18 17:34 7440-70-206/25/18 10:500.50 0.014 1

Chromium ND mg/L 06/26/18 17:34 7440-47-306/25/18 10:500.010 0.0016 1

Cobalt ND mg/L 06/26/18 17:34 7440-48-406/25/18 10:500.010 0.00052 1

Lead ND mg/L 06/26/18 17:34 7439-92-106/25/18 10:500.0050 0.00027 1

Lithium 0.0017J mg/L 06/26/18 17:34 7439-93-206/25/18 10:500.050 0.00097 1

Molybdenum ND mg/L 06/26/18 17:34 7439-98-706/25/18 10:500.010 0.0019 1

Selenium ND mg/L 06/26/18 17:34 7782-49-206/25/18 10:500.010 0.0014 1

Thallium ND mg/L 06/26/18 17:34 7440-28-006/25/18 10:500.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 06/26/18 11:34 7439-97-606/25/18 15:200.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 112 mg/L 06/25/18 11:5110.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 17.3 mg/L 06/26/18 00:49 16887-00-60.25 0.024 1

Fluoride 0.17J mg/L 06/26/18 00:49 16984-48-80.30 0.029 1

Sulfate 23.7 mg/L 06/26/18 00:49 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Sample: MCM-10 Lab ID: 266416004 Collected: 06/19/18 11:55 Received: 06/22/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 06/26/18 17:45 7440-36-006/25/18 10:500.0030 0.00078 1

Arsenic 0.048 mg/L 06/26/18 17:45 7440-38-206/25/18 10:500.0050 0.00057 1

Barium 0.017 mg/L 06/26/18 17:45 7440-39-306/25/18 10:500.010 0.00078 1

Beryllium 0.014 mg/L 06/26/18 17:45 7440-41-706/25/18 10:500.0030 0.000050 1

Boron 0.19 mg/L 06/26/18 17:45 7440-42-806/25/18 10:500.040 0.0039 1

Cadmium ND mg/L 06/26/18 17:45 7440-43-906/25/18 10:500.0010 0.000093 1

Calcium 55.9 mg/L 06/26/18 17:51 7440-70-206/25/18 10:5025.0 0.69 50

Chromium 0.0035J mg/L 06/26/18 17:45 7440-47-306/25/18 10:500.010 0.0016 1

Cobalt 0.022 mg/L 06/26/18 17:45 7440-48-406/25/18 10:500.010 0.00052 1

Lead ND mg/L 06/26/18 17:45 7439-92-106/25/18 10:500.0050 0.00027 1

Lithium 0.11 mg/L 06/27/18 14:39 7439-93-206/25/18 10:500.050 0.00097 1

Molybdenum ND mg/L 06/26/18 17:45 7439-98-706/25/18 10:500.010 0.0019 1

Selenium 0.036 mg/L 06/26/18 17:45 7782-49-206/25/18 10:500.010 0.0014 1

Thallium ND mg/L 06/26/18 17:45 7440-28-006/25/18 10:500.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 06/26/18 11:37 7439-97-606/25/18 15:200.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 3290 mg/L 06/25/18 11:5110.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 660 mg/L 06/29/18 06:24 16887-00-612.5 1.2 50

Fluoride 1.1 mg/L 06/26/18 01:10 16984-48-80.30 0.029 1

Sulfate 1590 mg/L 06/29/18 06:24 14808-79-850.0 0.85 50

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Sample: MCM-14 Lab ID: 266416005 Collected: 06/19/18 11:40 Received: 06/22/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 06/27/18 15:48 7440-36-0 D306/25/18 10:500.015 0.0039 5

Arsenic 0.0062J mg/L 06/27/18 15:48 7440-38-2 D306/25/18 10:500.025 0.0028 5

Barium 0.092 mg/L 06/27/18 15:48 7440-39-306/25/18 10:500.050 0.0039 5

Beryllium ND mg/L 06/27/18 15:48 7440-41-7 D306/25/18 10:500.015 0.00025 5

Boron 0.76 mg/L 06/27/18 15:48 7440-42-806/25/18 10:500.20 0.020 5

Cadmium ND mg/L 06/27/18 15:48 7440-43-9 D306/25/18 10:500.0050 0.00046 5

Calcium 285 mg/L 06/26/18 18:02 7440-70-206/25/18 10:5025.0 0.69 50

Chromium ND mg/L 06/27/18 15:48 7440-47-3 D306/25/18 10:500.050 0.0078 5

Cobalt ND mg/L 06/27/18 15:48 7440-48-4 D306/25/18 10:500.050 0.0026 5

Lead ND mg/L 06/27/18 15:48 7439-92-1 D306/25/18 10:500.025 0.0014 5

Lithium 0.044J mg/L 06/27/18 15:48 7439-93-2 D306/25/18 10:500.25 0.0049 5

Molybdenum ND mg/L 06/27/18 15:48 7439-98-7 D306/25/18 10:500.050 0.0097 5

Selenium ND mg/L 06/27/18 15:48 7782-49-2 D306/25/18 10:500.050 0.0068 5

Thallium ND mg/L 06/27/18 15:48 7440-28-0 D306/25/18 10:500.0050 0.00071 5

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 06/26/18 11:39 7439-97-606/25/18 15:200.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 8630 mg/L 06/25/18 11:5110.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 5180 mg/L 06/29/18 06:45 16887-00-650.0 4.8 200

Fluoride ND mg/L 06/26/18 01:30 16984-48-80.30 0.029 1

Sulfate 498 mg/L 06/29/18 07:06 14808-79-850.0 0.85 50

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 11 of 44



#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Sample: MCM-08 Lab ID: 266416006 Collected: 06/19/18 14:16 Received: 06/22/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 06/26/18 18:08 7440-36-006/25/18 10:500.0030 0.00078 1

Arsenic 0.022 mg/L 06/26/18 18:08 7440-38-206/25/18 10:500.0050 0.00057 1

Barium 0.56 mg/L 06/26/18 18:08 7440-39-306/25/18 10:500.010 0.00078 1

Beryllium 0.00044J mg/L 06/26/18 18:08 7440-41-706/25/18 10:500.0030 0.000050 1

Boron 0.38 mg/L 06/26/18 18:08 7440-42-806/25/18 10:500.040 0.0039 1

Cadmium ND mg/L 06/26/18 18:08 7440-43-906/25/18 10:500.0010 0.000093 1

Calcium 39.8 mg/L 06/26/18 18:14 7440-70-206/25/18 10:5025.0 0.69 50

Chromium 0.0087J mg/L 06/26/18 18:08 7440-47-306/25/18 10:500.010 0.0016 1

Cobalt 0.0048J mg/L 06/26/18 18:08 7440-48-406/25/18 10:500.010 0.00052 1

Lead ND mg/L 06/26/18 18:08 7439-92-106/25/18 10:500.0050 0.00027 1

Lithium 0.0024J mg/L 06/26/18 18:08 7439-93-206/25/18 10:500.050 0.00097 1

Molybdenum 0.0028J mg/L 06/26/18 18:08 7439-98-706/25/18 10:500.010 0.0019 1

Selenium 0.0095J mg/L 06/26/18 18:08 7782-49-206/25/18 10:500.010 0.0014 1

Thallium ND mg/L 06/26/18 18:08 7440-28-006/25/18 10:500.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 06/26/18 11:42 7439-97-606/25/18 15:200.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 3600 mg/L 06/25/18 11:5110.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 1890 mg/L 06/29/18 07:26 16887-00-612.5 1.2 50

Fluoride 0.043J mg/L 06/26/18 01:51 16984-48-80.30 0.029 1

Sulfate 359 mg/L 06/29/18 07:26 14808-79-850.0 0.85 50

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Sample: MCM-01 Lab ID: 266416007 Collected: 06/19/18 14:40 Received: 06/22/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 06/26/18 18:31 7440-36-006/25/18 10:500.0030 0.00078 1

Arsenic 0.0069 mg/L 06/26/18 18:31 7440-38-206/25/18 10:500.0050 0.00057 1

Barium 0.083 mg/L 06/26/18 18:31 7440-39-306/25/18 10:500.010 0.00078 1

Beryllium 0.00011J mg/L 06/26/18 18:31 7440-41-706/25/18 10:500.0030 0.000050 1

Boron 0.040J mg/L 06/26/18 18:31 7440-42-806/25/18 10:500.040 0.0039 1

Cadmium ND mg/L 06/26/18 18:31 7440-43-906/25/18 10:500.0010 0.000093 1

Calcium 11.6J mg/L 06/26/18 18:37 7440-70-2 D306/25/18 10:5025.0 0.69 50

Chromium ND mg/L 06/26/18 18:31 7440-47-306/25/18 10:500.010 0.0016 1

Cobalt ND mg/L 06/26/18 18:31 7440-48-406/25/18 10:500.010 0.00052 1

Lead ND mg/L 06/26/18 18:31 7439-92-106/25/18 10:500.0050 0.00027 1

Lithium ND mg/L 06/26/18 18:31 7439-93-206/25/18 10:500.050 0.00097 1

Molybdenum ND mg/L 06/26/18 18:31 7439-98-706/25/18 10:500.010 0.0019 1

Selenium ND mg/L 06/26/18 18:31 7782-49-206/25/18 10:500.010 0.0014 1

Thallium ND mg/L 06/26/18 18:31 7440-28-006/25/18 10:500.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 06/26/18 11:44 7439-97-606/25/18 15:200.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 142 mg/L 06/25/18 11:5110.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 24.4 mg/L 06/26/18 02:11 16887-00-60.25 0.024 1

Fluoride ND mg/L 06/26/18 02:11 16984-48-80.30 0.029 1

Sulfate 50.3 mg/L 06/26/18 02:11 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Sample: MCM-17 Lab ID: 266416008 Collected: 06/19/18 15:18 Received: 06/22/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 06/27/18 15:04 7440-36-0 D306/25/18 10:500.0060 0.0016 2

Arsenic 0.0029J mg/L 06/27/18 15:04 7440-38-2 D306/25/18 10:500.010 0.0011 2

Barium 0.076 mg/L 06/27/18 15:04 7440-39-306/25/18 10:500.020 0.0016 2

Beryllium 0.00032J mg/L 06/26/18 18:42 7440-41-706/25/18 10:500.0030 0.000050 1

Boron 1.7 mg/L 06/26/18 18:42 7440-42-806/25/18 10:500.040 0.0039 1

Cadmium ND mg/L 06/27/18 15:04 7440-43-9 D306/25/18 10:500.0020 0.00019 2

Calcium 136 mg/L 06/26/18 18:48 7440-70-206/25/18 10:5025.0 0.69 50

Chromium 0.013J mg/L 06/27/18 15:04 7440-47-3 D306/25/18 10:500.020 0.0031 2

Cobalt ND mg/L 06/27/18 15:04 7440-48-4 D306/25/18 10:500.020 0.0010 2

Lead ND mg/L 06/27/18 15:04 7439-92-1 D306/25/18 10:500.010 0.00055 2

Lithium 0.021J mg/L 06/26/18 18:42 7439-93-206/25/18 10:500.050 0.00097 1

Molybdenum ND mg/L 06/27/18 15:04 7439-98-7 D306/25/18 10:500.020 0.0039 2

Selenium ND mg/L 06/27/18 15:04 7782-49-2 D306/25/18 10:500.020 0.0027 2

Thallium ND mg/L 06/27/18 15:04 7440-28-0 D306/25/18 10:500.0020 0.00028 2

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 06/26/18 11:46 7439-97-606/25/18 15:200.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 5640 mg/L 06/25/18 11:5110.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 3050 mg/L 06/29/18 07:47 16887-00-650.0 4.8 200

Fluoride 0.60 mg/L 06/26/18 02:32 16984-48-80.30 0.029 1

Sulfate 218 mg/L 06/29/18 09:30 14808-79-850.0 0.85 50

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 14 of 44
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ANALYTICAL RESULTS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Sample: MCM-15 Lab ID: 266416009 Collected: 06/19/18 15:56 Received: 06/22/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 06/26/18 18:54 7440-36-006/25/18 10:500.0030 0.00078 1

Arsenic 0.0019J mg/L 06/26/18 18:54 7440-38-206/25/18 10:500.0050 0.00057 1

Barium 0.038 mg/L 06/26/18 18:54 7440-39-306/25/18 10:500.010 0.00078 1

Beryllium 0.00034J mg/L 06/26/18 18:54 7440-41-706/25/18 10:500.0030 0.000050 1

Boron 0.064 mg/L 06/26/18 18:54 7440-42-806/25/18 10:500.040 0.0039 1

Cadmium ND mg/L 06/26/18 18:54 7440-43-906/25/18 10:500.0010 0.000093 1

Calcium 7.4 mg/L 06/26/18 18:54 7440-70-206/25/18 10:500.50 0.014 1

Chromium 0.0020J mg/L 06/26/18 18:54 7440-47-306/25/18 10:500.010 0.0016 1

Cobalt ND mg/L 06/26/18 18:54 7440-48-406/25/18 10:500.010 0.00052 1

Lead ND mg/L 06/26/18 18:54 7439-92-106/25/18 10:500.0050 0.00027 1

Lithium 0.0016J mg/L 06/26/18 18:54 7439-93-206/25/18 10:500.050 0.00097 1

Molybdenum ND mg/L 06/26/18 18:54 7439-98-706/25/18 10:500.010 0.0019 1

Selenium 0.0022J mg/L 06/26/18 18:54 7782-49-206/25/18 10:500.010 0.0014 1

Thallium ND mg/L 06/26/18 18:54 7440-28-006/25/18 10:500.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 06/26/18 11:49 7439-97-606/25/18 15:200.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 110 mg/L 06/25/18 11:5110.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 13.7 mg/L 06/26/18 04:15 16887-00-60.25 0.024 1

Fluoride 0.057J mg/L 06/26/18 04:15 16984-48-80.30 0.029 1

Sulfate 15.5 mg/L 06/26/18 04:15 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 15 of 44
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ANALYTICAL RESULTS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Sample: MCM-02 Lab ID: 266416010 Collected: 06/19/18 16:20 Received: 06/22/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 06/26/18 19:05 7440-36-006/25/18 10:500.0030 0.00078 1

Arsenic 0.0011J mg/L 06/26/18 19:05 7440-38-206/25/18 10:500.0050 0.00057 1

Barium 0.10 mg/L 06/26/18 19:05 7440-39-306/25/18 10:500.010 0.00078 1

Beryllium 0.00017J mg/L 06/26/18 19:05 7440-41-706/25/18 10:500.0030 0.000050 1

Boron 0.13 mg/L 06/26/18 19:05 7440-42-806/25/18 10:500.040 0.0039 1

Cadmium ND mg/L 06/26/18 19:05 7440-43-906/25/18 10:500.0010 0.000093 1

Calcium 4.8 mg/L 06/26/18 19:05 7440-70-206/25/18 10:500.50 0.014 1

Chromium ND mg/L 06/26/18 19:05 7440-47-306/25/18 10:500.010 0.0016 1

Cobalt ND mg/L 06/26/18 19:05 7440-48-406/25/18 10:500.010 0.00052 1

Lead ND mg/L 06/26/18 19:05 7439-92-106/25/18 10:500.0050 0.00027 1

Lithium ND mg/L 06/26/18 19:05 7439-93-206/25/18 10:500.050 0.00097 1

Molybdenum ND mg/L 06/26/18 19:05 7439-98-706/25/18 10:500.010 0.0019 1

Selenium ND mg/L 06/26/18 19:05 7782-49-206/25/18 10:500.010 0.0014 1

Thallium ND mg/L 06/26/18 19:05 7440-28-006/25/18 10:500.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 06/26/18 12:13 7439-97-606/25/18 15:200.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 143 mg/L 06/25/18 11:5110.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 37.7 mg/L 06/26/18 04:36 16887-00-60.25 0.024 1

Fluoride 0.065J mg/L 06/26/18 04:36 16984-48-80.30 0.029 1

Sulfate 35.5 mg/L 06/26/18 04:36 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 16 of 44
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ANALYTICAL RESULTS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Sample: MCM-16 Lab ID: 266416011 Collected: 06/20/18 10:34 Received: 06/22/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 06/26/18 19:17 7440-36-006/25/18 10:500.0030 0.00078 1

Arsenic 0.00058J mg/L 06/26/18 19:17 7440-38-206/25/18 10:500.0050 0.00057 1

Barium 0.13 mg/L 06/26/18 19:17 7440-39-306/25/18 10:500.010 0.00078 1

Beryllium 0.00024J mg/L 06/26/18 19:17 7440-41-706/25/18 10:500.0030 0.000050 1

Boron 0.079 mg/L 06/26/18 19:17 7440-42-806/25/18 10:500.040 0.0039 1

Cadmium ND mg/L 06/26/18 19:17 7440-43-906/25/18 10:500.0010 0.000093 1

Calcium 5.7 mg/L 06/26/18 19:17 7440-70-206/25/18 10:500.50 0.014 1

Chromium ND mg/L 06/26/18 19:17 7440-47-306/25/18 10:500.010 0.0016 1

Cobalt ND mg/L 06/26/18 19:17 7440-48-406/25/18 10:500.010 0.00052 1

Lead ND mg/L 06/26/18 19:17 7439-92-106/25/18 10:500.0050 0.00027 1

Lithium ND mg/L 06/26/18 19:17 7439-93-206/25/18 10:500.050 0.00097 1

Molybdenum ND mg/L 06/26/18 19:17 7439-98-706/25/18 10:500.010 0.0019 1

Selenium ND mg/L 06/26/18 19:17 7782-49-206/25/18 10:500.010 0.0014 1

Thallium ND mg/L 06/26/18 19:17 7440-28-006/25/18 10:500.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 06/26/18 12:15 7439-97-606/25/18 15:200.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 123 mg/L 06/25/18 14:1610.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 30.0 mg/L 06/26/18 05:17 16887-00-60.25 0.024 1

Fluoride 0.038J mg/L 06/26/18 05:17 16984-48-80.30 0.029 1

Sulfate 31.2 mg/L 06/26/18 05:17 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Sample: MCM-05 Lab ID: 266416012 Collected: 06/20/18 10:53 Received: 06/22/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 06/26/18 19:40 7440-36-006/25/18 10:500.0030 0.00078 1

Arsenic 0.019 mg/L 06/27/18 15:10 7440-38-206/25/18 10:500.010 0.0011 2

Barium 0.014 mg/L 06/26/18 19:40 7440-39-306/25/18 10:500.010 0.00078 1

Beryllium ND mg/L 06/26/18 19:40 7440-41-706/25/18 10:500.0030 0.000050 1

Boron 0.51 mg/L 06/27/18 15:10 7440-42-806/25/18 10:500.080 0.0079 2

Cadmium ND mg/L 06/27/18 15:10 7440-43-9 D306/25/18 10:500.0020 0.00019 2

Calcium 72.8 mg/L 06/26/18 19:45 7440-70-206/25/18 10:5025.0 0.69 50

Chromium ND mg/L 06/26/18 19:40 7440-47-306/25/18 10:500.010 0.0016 1

Cobalt ND mg/L 06/26/18 19:40 7440-48-406/25/18 10:500.010 0.00052 1

Lead ND mg/L 06/27/18 15:10 7439-92-1 D306/25/18 10:500.010 0.00055 2

Lithium 0.034J mg/L 06/26/18 19:40 7439-93-206/25/18 10:500.050 0.00097 1

Molybdenum ND mg/L 06/26/18 19:40 7439-98-706/25/18 10:500.010 0.0019 1

Selenium ND mg/L 06/27/18 15:10 7782-49-2 D306/25/18 10:500.020 0.0027 2

Thallium ND mg/L 06/27/18 15:10 7440-28-0 D306/25/18 10:500.0020 0.00028 2

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 06/26/18 12:18 7439-97-606/25/18 15:200.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 3370 mg/L 06/25/18 14:1610.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 1800 mg/L 06/29/18 09:51 16887-00-625.0 2.4 100

Fluoride 0.50 mg/L 06/26/18 05:38 16984-48-80.30 0.029 1

Sulfate 46.0J mg/L 06/29/18 09:51 14808-79-8100 1.7 100

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Sample: MCM-06 Lab ID: 266416013 Collected: 06/20/18 12:56 Received: 06/22/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 06/27/18 15:16 7440-36-0 D306/25/18 10:500.0060 0.0016 2

Arsenic 0.44 mg/L 06/27/18 15:16 7440-38-206/25/18 10:500.010 0.0011 2

Barium 0.060 mg/L 06/27/18 15:16 7440-39-306/25/18 10:500.020 0.0016 2

Beryllium ND mg/L 06/26/18 19:51 7440-41-706/25/18 10:500.0030 0.000050 1

Boron 0.69 mg/L 06/27/18 15:16 7440-42-806/25/18 10:500.080 0.0079 2

Cadmium ND mg/L 06/27/18 15:16 7440-43-9 D306/25/18 10:500.0020 0.00019 2

Calcium 121 mg/L 06/26/18 19:57 7440-70-206/25/18 10:5025.0 0.69 50

Chromium ND mg/L 06/27/18 15:16 7440-47-3 D306/25/18 10:500.020 0.0031 2

Cobalt ND mg/L 06/27/18 15:16 7440-48-4 D306/25/18 10:500.020 0.0010 2

Lead ND mg/L 06/27/18 15:16 7439-92-1 D306/25/18 10:500.010 0.00055 2

Lithium 0.066J mg/L 06/27/18 15:16 7439-93-2 D306/25/18 10:500.10 0.0019 2

Molybdenum ND mg/L 06/27/18 15:16 7439-98-7 D306/25/18 10:500.020 0.0039 2

Selenium ND mg/L 06/27/18 15:16 7782-49-2 D306/25/18 10:500.020 0.0027 2

Thallium ND mg/L 06/27/18 15:16 7440-28-0 D306/25/18 10:500.0020 0.00028 2

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 06/26/18 12:20 7439-97-606/25/18 15:200.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 4940 mg/L 06/25/18 14:1610.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 3100 mg/L 06/29/18 10:11 16887-00-650.0 4.8 200

Fluoride 0.22J mg/L 06/26/18 05:58 16984-48-80.30 0.029 1

Sulfate 33.0 mg/L 06/26/18 05:58 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Sample: MCM-04 Lab ID: 266416014 Collected: 06/20/18 14:25 Received: 06/22/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 06/26/18 20:03 7440-36-006/25/18 10:500.0030 0.00078 1

Arsenic 0.0099 mg/L 06/26/18 20:03 7440-38-206/25/18 10:500.0050 0.00057 1

Barium 0.027 mg/L 06/26/18 20:03 7440-39-306/25/18 10:500.010 0.00078 1

Beryllium 0.00021J mg/L 06/26/18 20:03 7440-41-706/25/18 10:500.0030 0.000050 1

Boron 0.045 mg/L 06/27/18 14:34 7440-42-806/25/18 10:500.040 0.0039 1

Cadmium ND mg/L 06/26/18 20:03 7440-43-906/25/18 10:500.0010 0.000093 1

Calcium 4.3 mg/L 06/26/18 20:03 7440-70-206/25/18 10:500.50 0.014 1

Chromium ND mg/L 06/26/18 20:03 7440-47-306/25/18 10:500.010 0.0016 1

Cobalt ND mg/L 06/26/18 20:03 7440-48-406/25/18 10:500.010 0.00052 1

Lead ND mg/L 06/27/18 14:34 7439-92-106/25/18 10:500.0050 0.00027 1

Lithium 0.0015J mg/L 06/26/18 20:03 7439-93-206/25/18 10:500.050 0.00097 1

Molybdenum ND mg/L 06/26/18 20:03 7439-98-706/25/18 10:500.010 0.0019 1

Selenium ND mg/L 06/26/18 20:03 7782-49-206/25/18 10:500.010 0.0014 1

Thallium ND mg/L 06/27/18 14:34 7440-28-006/25/18 10:500.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 06/26/18 12:23 7439-97-606/25/18 15:200.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 114 mg/L 06/25/18 14:1610.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 27.5 mg/L 06/26/18 06:19 16887-00-60.25 0.024 1

Fluoride 0.033J mg/L 06/26/18 06:19 16984-48-80.30 0.029 1

Sulfate 25.3 mg/L 06/26/18 06:19 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 20 of 44



#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Sample: MCM-07 Lab ID: 266416015 Collected: 06/21/18 09:43 Received: 06/22/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 06/27/18 15:54 7440-36-0 D306/25/18 10:500.015 0.0039 5

Arsenic 0.022J mg/L 06/27/18 15:54 7440-38-2 D306/25/18 10:500.025 0.0028 5

Barium 0.10 mg/L 06/27/18 15:54 7440-39-306/25/18 10:500.050 0.0039 5

Beryllium ND mg/L 06/27/18 15:54 7440-41-7 D306/25/18 10:500.015 0.00025 5

Boron 0.99 mg/L 06/27/18 15:54 7440-42-806/25/18 10:500.20 0.020 5

Cadmium ND mg/L 06/27/18 15:54 7440-43-9 D306/25/18 10:500.0050 0.00046 5

Calcium 179 mg/L 06/26/18 20:20 7440-70-206/25/18 10:5025.0 0.69 50

Chromium ND mg/L 06/27/18 15:54 7440-47-3 D306/25/18 10:500.050 0.0078 5

Cobalt ND mg/L 06/27/18 15:54 7440-48-4 D306/25/18 10:500.050 0.0026 5

Lead ND mg/L 06/27/18 15:54 7439-92-1 D306/25/18 10:500.025 0.0014 5

Lithium 0.030J mg/L 06/27/18 15:54 7439-93-2 D306/25/18 10:500.25 0.0049 5

Molybdenum ND mg/L 06/27/18 15:54 7439-98-7 D306/25/18 10:500.050 0.0097 5

Selenium ND mg/L 06/27/18 15:54 7782-49-2 D306/25/18 10:500.050 0.0068 5

Thallium ND mg/L 06/27/18 15:54 7440-28-0 D306/25/18 10:500.0050 0.00071 5

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 06/26/18 15:54 7439-97-606/26/18 11:450.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 7500 mg/L 06/25/18 15:4610.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 3920 mg/L 06/29/18 10:32 16887-00-6125 12.0 500

Fluoride 0.28J mg/L 06/26/18 06:40 16984-48-80.30 0.029 1

Sulfate 481 mg/L 06/29/18 10:53 14808-79-825.0 0.42 25

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Sample: FBL061918 Lab ID: 266416016 Collected: 06/19/18 16:40 Received: 06/22/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 06/26/18 20:25 7440-36-006/25/18 10:500.0030 0.00078 1

Arsenic 0.00066J mg/L 06/26/18 20:25 7440-38-206/25/18 10:500.0050 0.00057 1

Barium ND mg/L 06/26/18 20:25 7440-39-306/25/18 10:500.010 0.00078 1

Beryllium ND mg/L 06/26/18 20:25 7440-41-706/25/18 10:500.0030 0.000050 1

Boron ND mg/L 06/26/18 20:25 7440-42-806/25/18 10:500.040 0.0039 1

Cadmium ND mg/L 06/26/18 20:25 7440-43-906/25/18 10:500.0010 0.000093 1

Calcium 0.076J mg/L 06/26/18 20:25 7440-70-206/25/18 10:500.50 0.014 1

Chromium ND mg/L 06/26/18 20:25 7440-47-306/25/18 10:500.010 0.0016 1

Cobalt ND mg/L 06/26/18 20:25 7440-48-406/25/18 10:500.010 0.00052 1

Lead ND mg/L 06/27/18 14:11 7439-92-106/25/18 10:500.0050 0.00027 1

Lithium ND mg/L 06/26/18 20:25 7439-93-206/25/18 10:500.050 0.00097 1

Molybdenum ND mg/L 06/26/18 20:25 7439-98-706/25/18 10:500.010 0.0019 1

Selenium ND mg/L 06/26/18 20:25 7782-49-206/25/18 10:500.010 0.0014 1

Thallium ND mg/L 06/27/18 14:11 7440-28-006/25/18 10:500.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 06/26/18 16:03 7439-97-606/26/18 11:450.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 12.0 mg/L 06/25/18 11:5110.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 0.44 mg/L 06/26/18 07:00 16887-00-6 B0.25 0.024 1

Fluoride ND mg/L 06/26/18 07:00 16984-48-80.30 0.029 1

Sulfate 0.050J mg/L 06/26/18 07:00 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Sample: EQBL061918 Lab ID: 266416017 Collected: 06/19/18 16:45 Received: 06/22/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 06/26/18 20:31 7440-36-006/25/18 10:500.0030 0.00078 1

Arsenic ND mg/L 06/26/18 20:31 7440-38-206/25/18 10:500.0050 0.00057 1

Barium ND mg/L 06/26/18 20:31 7440-39-306/25/18 10:500.010 0.00078 1

Beryllium ND mg/L 06/26/18 20:31 7440-41-706/25/18 10:500.0030 0.000050 1

Boron ND mg/L 06/26/18 20:31 7440-42-806/25/18 10:500.040 0.0039 1

Cadmium ND mg/L 06/26/18 20:31 7440-43-906/25/18 10:500.0010 0.000093 1

Calcium 0.040J mg/L 06/26/18 20:31 7440-70-206/25/18 10:500.50 0.014 1

Chromium ND mg/L 06/26/18 20:31 7440-47-306/25/18 10:500.010 0.0016 1

Cobalt ND mg/L 06/26/18 20:31 7440-48-406/25/18 10:500.010 0.00052 1

Lead ND mg/L 06/27/18 14:17 7439-92-106/25/18 10:500.0050 0.00027 1

Lithium ND mg/L 06/26/18 20:31 7439-93-206/25/18 10:500.050 0.00097 1

Molybdenum ND mg/L 06/26/18 20:31 7439-98-706/25/18 10:500.010 0.0019 1

Selenium ND mg/L 06/26/18 20:31 7782-49-206/25/18 10:500.010 0.0014 1

Thallium ND mg/L 06/27/18 14:17 7440-28-006/25/18 10:500.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 06/26/18 16:06 7439-97-606/26/18 11:450.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 14.0 mg/L 06/25/18 11:5110.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 0.32 mg/L 06/26/18 07:21 16887-00-6 B0.25 0.024 1

Fluoride ND mg/L 06/26/18 07:21 16984-48-80.30 0.029 1

Sulfate ND mg/L 06/26/18 07:21 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Sample: FBL062018 Lab ID: 266416018 Collected: 06/20/18 08:20 Received: 06/22/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 06/26/18 20:48 7440-36-006/25/18 10:500.0030 0.00078 1

Arsenic ND mg/L 06/26/18 20:48 7440-38-206/25/18 10:500.0050 0.00057 1

Barium ND mg/L 06/26/18 20:48 7440-39-306/25/18 10:500.010 0.00078 1

Beryllium ND mg/L 06/26/18 20:48 7440-41-706/25/18 10:500.0030 0.000050 1

Boron ND mg/L 06/26/18 20:48 7440-42-806/25/18 10:500.040 0.0039 1

Cadmium ND mg/L 06/26/18 20:48 7440-43-906/25/18 10:500.0010 0.000093 1

Calcium 0.060J mg/L 06/26/18 20:48 7440-70-206/25/18 10:500.50 0.014 1

Chromium ND mg/L 06/26/18 20:48 7440-47-306/25/18 10:500.010 0.0016 1

Cobalt ND mg/L 06/26/18 20:48 7440-48-406/25/18 10:500.010 0.00052 1

Lead ND mg/L 06/27/18 14:22 7439-92-106/25/18 10:500.0050 0.00027 1

Lithium ND mg/L 06/26/18 20:48 7439-93-206/25/18 10:500.050 0.00097 1

Molybdenum ND mg/L 06/26/18 20:48 7439-98-706/25/18 10:500.010 0.0019 1

Selenium ND mg/L 06/26/18 20:48 7782-49-206/25/18 10:500.010 0.0014 1

Thallium ND mg/L 06/27/18 14:22 7440-28-006/25/18 10:500.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 06/26/18 16:08 7439-97-606/26/18 11:450.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 26.0 mg/L 06/25/18 14:1610.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 0.28 mg/L 06/26/18 09:05 16887-00-6 B0.25 0.024 1

Fluoride ND mg/L 06/26/18 09:05 16984-48-80.30 0.029 1

Sulfate ND mg/L 06/26/18 09:05 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Sample: EQBL062018 Lab ID: 266416019 Collected: 06/20/18 08:25 Received: 06/22/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 06/26/18 20:54 7440-36-006/25/18 10:500.0030 0.00078 1

Arsenic ND mg/L 06/26/18 20:54 7440-38-206/25/18 10:500.0050 0.00057 1

Barium ND mg/L 06/26/18 20:54 7440-39-306/25/18 10:500.010 0.00078 1

Beryllium ND mg/L 06/26/18 20:54 7440-41-706/25/18 10:500.0030 0.000050 1

Boron ND mg/L 06/26/18 20:54 7440-42-806/25/18 10:500.040 0.0039 1

Cadmium ND mg/L 06/27/18 14:28 7440-43-906/25/18 10:500.0010 0.000093 1

Calcium 0.048J mg/L 06/26/18 20:54 7440-70-206/25/18 10:500.50 0.014 1

Chromium ND mg/L 06/26/18 20:54 7440-47-306/25/18 10:500.010 0.0016 1

Cobalt ND mg/L 06/26/18 20:54 7440-48-406/25/18 10:500.010 0.00052 1

Lead ND mg/L 06/27/18 14:28 7439-92-106/25/18 10:500.0050 0.00027 1

Lithium ND mg/L 06/26/18 20:54 7439-93-206/25/18 10:500.050 0.00097 1

Molybdenum ND mg/L 06/26/18 20:54 7439-98-706/25/18 10:500.010 0.0019 1

Selenium ND mg/L 06/26/18 20:54 7782-49-206/25/18 10:500.010 0.0014 1

Thallium ND mg/L 06/27/18 14:28 7440-28-006/25/18 10:500.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 06/26/18 16:15 7439-97-606/26/18 11:450.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 16.0 mg/L 06/25/18 15:4510.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 0.28 mg/L 06/26/18 09:26 16887-00-6 B0.25 0.024 1

Fluoride ND mg/L 06/26/18 09:26 16984-48-80.30 0.029 1

Sulfate ND mg/L 06/26/18 09:26 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092
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ANALYTICAL RESULTS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Sample: Dup-1 Lab ID: 266416020 Collected: 06/19/18 00:00 Received: 06/22/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 06/27/18 15:21 7440-36-0 D306/25/18 10:500.0060 0.0016 2

Arsenic ND mg/L 06/27/18 15:21 7440-38-2 D306/25/18 10:500.010 0.0011 2

Barium 0.13 mg/L 06/27/18 15:21 7440-39-306/25/18 10:500.020 0.0016 2

Beryllium 0.00077J mg/L 06/26/18 21:00 7440-41-706/25/18 10:500.0030 0.000050 1

Boron 1.3 mg/L 06/27/18 15:21 7440-42-806/25/18 10:500.080 0.0079 2

Cadmium ND mg/L 06/27/18 15:21 7440-43-9 D306/25/18 10:500.0020 0.00019 2

Calcium 8.5 mg/L 06/26/18 21:00 7440-70-206/25/18 10:500.50 0.014 1

Chromium 0.0043J mg/L 06/27/18 15:21 7440-47-3 D306/25/18 10:500.020 0.0031 2

Cobalt ND mg/L 06/27/18 15:21 7440-48-4 D306/25/18 10:500.020 0.0010 2

Lead ND mg/L 06/27/18 15:21 7439-92-1 D306/25/18 10:500.010 0.00055 2

Lithium 0.014J mg/L 06/26/18 21:00 7439-93-206/25/18 10:500.050 0.00097 1

Molybdenum ND mg/L 06/27/18 15:21 7439-98-7 D306/25/18 10:500.020 0.0039 2

Selenium ND mg/L 06/27/18 15:21 7782-49-2 D306/25/18 10:500.020 0.0027 2

Thallium ND mg/L 06/27/18 15:21 7440-28-0 D306/25/18 10:500.0020 0.00028 2

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 06/26/18 16:18 7439-97-606/26/18 11:450.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 1850 mg/L 06/25/18 12:5010.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 737 mg/L 06/29/18 11:14 16887-00-65.0 0.48 20

Fluoride 0.88 mg/L 06/26/18 09:47 16984-48-80.30 0.029 1

Sulfate 2.0 mg/L 06/26/18 09:47 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM
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110 Technology Parkway
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ANALYTICAL RESULTS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Sample: Dup-2 Lab ID: 266416021 Collected: 06/20/18 00:00 Received: 06/22/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 06/27/18 15:59 7440-36-006/25/18 12:500.0030 0.00078 1

Arsenic ND mg/L 06/27/18 15:59 7440-38-206/25/18 12:500.0050 0.00057 1

Barium 0.15 mg/L 06/27/18 15:59 7440-39-306/25/18 12:500.010 0.00078 1

Beryllium 0.00022J mg/L 06/27/18 15:59 7440-41-706/25/18 12:500.0030 0.000050 1

Boron 0.083 mg/L 06/27/18 15:59 7440-42-806/25/18 12:500.040 0.0039 1

Cadmium ND mg/L 06/27/18 15:59 7440-43-906/25/18 12:500.0010 0.000093 1

Calcium 5.6 mg/L 06/27/18 15:59 7440-70-206/25/18 12:500.50 0.014 1

Chromium ND mg/L 06/27/18 15:59 7440-47-306/25/18 12:500.010 0.0016 1

Cobalt ND mg/L 06/27/18 15:59 7440-48-406/25/18 12:500.010 0.00052 1

Lead ND mg/L 06/27/18 15:59 7439-92-106/25/18 12:500.0050 0.00027 1

Lithium ND mg/L 06/27/18 15:59 7439-93-206/25/18 12:500.050 0.00097 1

Molybdenum ND mg/L 06/27/18 15:59 7439-98-706/25/18 12:500.010 0.0019 1

Selenium ND mg/L 06/27/18 15:59 7782-49-206/25/18 12:500.010 0.0014 1

Thallium ND mg/L 06/27/18 15:59 7440-28-006/25/18 12:500.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 06/26/18 16:20 7439-97-606/26/18 11:450.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 128 mg/L 06/25/18 15:4610.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 30.3 mg/L 06/27/18 19:30 16887-00-60.25 0.024 1

Fluoride ND mg/L 06/27/18 19:30 16984-48-80.30 0.029 1

Sulfate 32.1 mg/L 06/27/18 19:30 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM
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QUALITY CONTROL DATA

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

8688

EPA 7470A

EPA 7470A

7470 Mercury

Associated Lab Samples: 266416001, 266416002, 266416003, 266416004, 266416005, 266416006, 266416007, 266416008, 266416009,
266416010, 266416011, 266416012, 266416013, 266416014

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 39925

Associated Lab Samples: 266416001, 266416002, 266416003, 266416004, 266416005, 266416006, 266416007, 266416008, 266416009,
266416010, 266416011, 266416012, 266416013, 266416014

Matrix: Water

AnalyzedMDL

Mercury mg/L ND 0.00050 06/26/18 10:590.000036

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

39926LABORATORY CONTROL SAMPLE:

LCSSpike

Mercury mg/L 0.0027.0025 106 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

39927MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

266355001

39928

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Mercury mg/L .0025 105 75-125107 1 20.0025ND 0.0027 0.0027

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM

Pace Analytical Services, LLC

110 Technology Parkway
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QUALITY CONTROL DATA

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

8744

EPA 7470A

EPA 7470A

7470 Mercury

Associated Lab Samples: 266416015, 266416016, 266416017, 266416018, 266416019, 266416020, 266416021

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 40129

Associated Lab Samples: 266416015, 266416016, 266416017, 266416018, 266416019, 266416020, 266416021

Matrix: Water

AnalyzedMDL

Mercury mg/L ND 0.00050 06/26/18 15:490.000036

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

40130LABORATORY CONTROL SAMPLE:

LCSSpike

Mercury mg/L 0.0026.0025 106 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

40131MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

266416015

40132

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Mercury mg/L .0025 103 75-125103 0 20.0025ND 0.0026 0.0026

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM

Pace Analytical Services, LLC
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

8630

EPA 3005A

EPA 6020B

6020B MET

Associated Lab Samples: 266416001, 266416002, 266416003, 266416004, 266416005, 266416006, 266416007, 266416008, 266416009,
266416010, 266416011, 266416012, 266416013, 266416014, 266416015, 266416016, 266416017, 266416018,
266416019, 266416020

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 39793

Associated Lab Samples: 266416001, 266416002, 266416003, 266416004, 266416005, 266416006, 266416007, 266416008, 266416009,
266416010, 266416011, 266416012, 266416013, 266416014, 266416015, 266416016, 266416017, 266416018,
266416019, 266416020

Matrix: Water

AnalyzedMDL

Antimony mg/L ND 0.0030 06/26/18 16:180.00078

Arsenic mg/L ND 0.0050 06/26/18 16:180.00057

Barium mg/L ND 0.010 06/26/18 16:180.00078

Beryllium mg/L ND 0.0030 06/26/18 16:180.000050

Boron mg/L ND 0.040 06/26/18 16:180.0039

Cadmium mg/L ND 0.0010 06/26/18 16:180.000093

Calcium mg/L ND 0.50 06/26/18 16:180.014

Chromium mg/L ND 0.010 06/26/18 16:180.0016

Cobalt mg/L ND 0.010 06/26/18 16:180.00052

Lead mg/L ND 0.0050 06/26/18 16:180.00027

Lithium mg/L ND 0.050 06/26/18 16:180.00097

Molybdenum mg/L ND 0.010 06/26/18 16:180.0019

Selenium mg/L ND 0.010 06/26/18 16:180.0014

Thallium mg/L ND 0.0010 06/26/18 16:180.00014

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

39794LABORATORY CONTROL SAMPLE:

LCSSpike

Antimony mg/L 0.10.1 102 80-120

Arsenic mg/L 0.099.1 99 80-120

Barium mg/L 0.10.1 100 80-120

Beryllium mg/L 0.11.1 105 80-120

Boron mg/L 1.11 109 80-120

Cadmium mg/L 0.10.1 100 80-120

Calcium mg/L 1.11 105 80-120

Chromium mg/L 0.11.1 110 80-120

Cobalt mg/L 0.11.1 108 80-120

Lead mg/L 0.10.1 101 80-120

Lithium mg/L 0.11.1 109 80-120

Molybdenum mg/L 0.10.1 103 80-120

Selenium mg/L 0.10.1 100 80-120

Thallium mg/L 0.10.1 100 80-120

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/03/2018 12:03 PM
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

39855MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

266416002

39856

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Antimony mg/L .1 104 75-12599 5 20.1ND 0.10 0.099

Arsenic mg/L .1 108 75-125103 4 20.10.0013J 0.11 0.10

Barium mg/L .1 100 75-12592 3 20.10.15 0.25 0.24

Beryllium mg/L .1 88 75-12586 2 20.10.00070J 0.089 0.087

Boron mg/L 1 87 75-12585 2 2010.085 0.95 0.93

Cadmium mg/L .1 93 75-12590 3 20.1ND 0.093 0.090

Calcium mg/L M61 1370 75-125520 3 201312 326 318

Chromium mg/L .1 106 75-125105 0 20.1ND 0.11 0.11

Cobalt mg/L .1 105 75-125100 4 20.1ND 0.10 0.10

Lead mg/L .1 90 75-12586 4 20.1ND 0.090 0.086

Lithium mg/L .1 96 75-12590 4 20.10.059 0.15 0.15

Molybdenum mg/L .1 113 75-125108 4 20.1ND 0.11 0.11

Selenium mg/L .1 105 75-125101 4 20.10.0017J 0.11 0.10

Thallium mg/L .1 93 75-12589 4 20.1ND 0.093 0.089
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QUALITY CONTROL DATA

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

8657

EPA 3005A

EPA 6020B

6020B MET

Associated Lab Samples: 266416021

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 39888

Associated Lab Samples: 266416021

Matrix: Water

AnalyzedMDL

Antimony mg/L ND 0.0030 06/27/18 15:470.00078

Arsenic mg/L ND 0.0050 06/27/18 15:470.00057

Barium mg/L ND 0.010 06/27/18 15:470.00078

Beryllium mg/L ND 0.0030 06/27/18 15:470.000050

Boron mg/L ND 0.040 06/27/18 15:470.0039

Cadmium mg/L ND 0.0010 06/27/18 15:470.000093

Calcium mg/L ND 0.50 06/27/18 15:470.014

Chromium mg/L ND 0.010 06/27/18 15:470.0016

Cobalt mg/L ND 0.010 06/27/18 15:470.00052

Lead mg/L ND 0.0050 06/27/18 15:470.00027

Lithium mg/L ND 0.050 06/27/18 15:470.00097

Molybdenum mg/L ND 0.010 06/27/18 15:470.0019

Selenium mg/L ND 0.010 06/27/18 15:470.0014

Thallium mg/L ND 0.0010 06/27/18 15:470.00014

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

39889LABORATORY CONTROL SAMPLE:

LCSSpike

Antimony mg/L 0.098.1 98 80-120

Arsenic mg/L 0.10.1 100 80-120

Barium mg/L 0.095.1 95 80-120

Beryllium mg/L 0.11.1 106 80-120

Boron mg/L 1.11 109 80-120

Cadmium mg/L 0.10.1 100 80-120

Calcium mg/L 1.01 100 80-120

Chromium mg/L 0.10.1 102 80-120

Cobalt mg/L 0.10.1 102 80-120

Lead mg/L 0.098.1 98 80-120

Lithium mg/L 0.11.1 111 80-120

Molybdenum mg/L 0.098.1 98 80-120

Selenium mg/L 0.098.1 98 80-120

Thallium mg/L 0.10.1 100 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

39890MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

266151001

39891

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Antimony mg/L .1 104 75-125104 0 20.1ND 0.10 0.10
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QUALITY CONTROL DATA

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

39890MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

266151001

39891

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Arsenic mg/L .1 108 75-125108 1 20.10.0015J 0.11 0.11

Barium mg/L .1 100 75-12599 1 20.10.031 0.13 0.13

Beryllium mg/L .1 99 75-125100 1 20.1ND 0.099 0.10

Boron mg/L 1 93 75-12589 1 2013.6 4.5 4.5

Cadmium mg/L .1 102 75-125103 1 20.1ND 0.10 0.10

Calcium mg/L M61 -703 75-125-958 1 201234 227 224

Chromium mg/L .1 106 75-125106 0 20.1ND 0.11 0.11

Cobalt mg/L .1 104 75-125104 0 20.1ND 0.10 0.10

Lead mg/L .1 94 75-12595 1 20.1ND 0.094 0.095

Lithium mg/L .1 104 75-125106 1 20.10.020J 0.12 0.13

Molybdenum mg/L .1 105 75-125105 0 20.10.016 0.12 0.12

Selenium mg/L .1 103 75-125108 5 20.1ND 0.10 0.11

Thallium mg/L .1 97 75-12599 2 20.1ND 0.097 0.099
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QUALITY CONTROL DATA

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

8649

SM 2540C

SM 2540C

2540C Total Dissolved Solids

Associated Lab Samples: 266416001, 266416002, 266416003, 266416004, 266416005, 266416006, 266416007, 266416008, 266416009,
266416010, 266416016, 266416017, 266416020

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

39849LABORATORY CONTROL SAMPLE:

LCSSpike

Total Dissolved Solids mg/L 394400 98 84-108

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

266416005

39850SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 8690 1 108630

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

266380005

39851SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 565 1 10570
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QUALITY CONTROL DATA

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

8666

SM 2540C

SM 2540C

2540C Total Dissolved Solids

Associated Lab Samples: 266416011, 266416012, 266416013, 266416014, 266416018

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

39896LABORATORY CONTROL SAMPLE:

LCSSpike

Total Dissolved Solids mg/L 406400 102 84-108

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

266380016

39899SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 88.0 4 1092.0

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

266416012

39900SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 3330 1 103370
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QUALITY CONTROL DATA

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

8668

SM 2540C

SM 2540C

2540C Total Dissolved Solids

Associated Lab Samples: 266416015, 266416019, 266416021

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

39901LABORATORY CONTROL SAMPLE:

LCSSpike

Total Dissolved Solids mg/L 409400 102 84-108

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

266416021

39902SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 136 6 10128

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

266396001

39903SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 395 4 10379
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QUALITY CONTROL DATA

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

8655

EPA 300.0

EPA 300.0

300.0 IC Anions

Associated Lab Samples: 266416001, 266416002, 266416003, 266416004, 266416005, 266416006, 266416007, 266416008, 266416009,
266416010, 266416011, 266416012, 266416013, 266416014, 266416015, 266416016, 266416017, 266416018,
266416019, 266416020

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 39867

Associated Lab Samples: 266416001, 266416002, 266416003, 266416004, 266416005, 266416006, 266416007, 266416008, 266416009,
266416010, 266416011, 266416012, 266416013, 266416014, 266416015, 266416016, 266416017, 266416018,
266416019, 266416020

Matrix: Water

AnalyzedMDL

Chloride mg/L 0.29 0.25 06/25/18 22:450.024

Fluoride mg/L ND 0.30 06/25/18 22:450.029

Sulfate mg/L ND 1.0 06/25/18 22:450.017

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

39868LABORATORY CONTROL SAMPLE:

LCSSpike

Chloride mg/L 9.510 95 90-110

Fluoride mg/L 9.910 99 90-110

Sulfate mg/L 9.610 96 90-110

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

39869MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

266416001

39870

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Chloride mg/L E,M110 -4230 90-110-4240 0 1510760 337 336

Fluoride mg/L 10 99 90-11099 1 15100.91 10.8 10.8

Sulfate mg/L 10 103 90-11098 4 15101.6 11.9 11.4

Parameter Units

MS

Result

% Rec

Limits Qualifiers% RecConc.

39871MATRIX SPIKE SAMPLE:

MSSpike

Result

266416002

Chloride mg/L 537 M110 -12100 90-1101750

Fluoride mg/L 9.510 93 90-1100.20J

Sulfate mg/L 321 E,M110 -3120 90-110633
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QUALITY CONTROL DATA

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

8816

EPA 300.0

EPA 300.0

300.0 IC Anions

Associated Lab Samples: 266416021

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 40405

Associated Lab Samples: 266416021

Matrix: Water

AnalyzedMDL

Chloride mg/L 0.66 0.25 06/27/18 18:440.024

Fluoride mg/L ND 0.30 06/27/18 18:440.029

Sulfate mg/L ND 1.0 06/27/18 18:440.017

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

40406LABORATORY CONTROL SAMPLE:

LCSSpike

Chloride mg/L 9.210 92 90-110

Fluoride mg/L 10.510 105 90-110

Sulfate mg/L 9.310 93 90-110

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

40407MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

266085003

40408

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Chloride mg/L 10 94 90-11095 1 15102.0 11.4 11.5

Fluoride mg/L M110 111 90-110112 1 1510ND 11.1 11.2

Sulfate mg/L 10 98 90-11099 1 15101.1 10.9 11.0

Parameter Units

MS

Result

% Rec

Limits Qualifiers% RecConc.

40409MATRIX SPIKE SAMPLE:

MSSpike

Result

266085006

Chloride mg/L 25.1 M110 76 90-11017.6

Fluoride mg/L 11.010 110 90-110ND

Sulfate mg/L 17.310 91 90-1108.2
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QUALIFIERS

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

ANALYTE QUALIFIERS

Analyte was detected in the associated method blank.B

Sample was diluted due to the presence of high levels of non-target analytes or other matrix interference.D3

Analyte concentration exceeded the calibration range. The reported result is estimated.E

Matrix spike recovery exceeded QC limits.  Batch accepted based on laboratory control sample (LCS) recovery.M1

Matrix spike and Matrix spike duplicate recovery not evaluated against control limits due to sample dilution.M6
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

266416001 8630 8766MCM-12 EPA 3005A EPA 6020B

266416002 8630 8766MCM-09 EPA 3005A EPA 6020B

266416003 8630 8766MCM-11 EPA 3005A EPA 6020B

266416004 8630 8766MCM-10 EPA 3005A EPA 6020B

266416005 8630 8766MCM-14 EPA 3005A EPA 6020B

266416006 8630 8766MCM-08 EPA 3005A EPA 6020B

266416007 8630 8766MCM-01 EPA 3005A EPA 6020B

266416008 8630 8766MCM-17 EPA 3005A EPA 6020B

266416009 8630 8766MCM-15 EPA 3005A EPA 6020B

266416010 8630 8766MCM-02 EPA 3005A EPA 6020B

266416011 8630 8766MCM-16 EPA 3005A EPA 6020B

266416012 8630 8766MCM-05 EPA 3005A EPA 6020B

266416013 8630 8766MCM-06 EPA 3005A EPA 6020B

266416014 8630 8766MCM-04 EPA 3005A EPA 6020B

266416015 8630 8766MCM-07 EPA 3005A EPA 6020B

266416016 8630 8766FBL061918 EPA 3005A EPA 6020B

266416017 8630 8766EQBL061918 EPA 3005A EPA 6020B

266416018 8630 8766FBL062018 EPA 3005A EPA 6020B

266416019 8630 8766EQBL062018 EPA 3005A EPA 6020B

266416020 8630 8766Dup-1 EPA 3005A EPA 6020B

266416021 8657 8854Dup-2 EPA 3005A EPA 6020B

266416001 8688 8709MCM-12 EPA 7470A EPA 7470A

266416002 8688 8709MCM-09 EPA 7470A EPA 7470A

266416003 8688 8709MCM-11 EPA 7470A EPA 7470A

266416004 8688 8709MCM-10 EPA 7470A EPA 7470A

266416005 8688 8709MCM-14 EPA 7470A EPA 7470A

266416006 8688 8709MCM-08 EPA 7470A EPA 7470A

266416007 8688 8709MCM-01 EPA 7470A EPA 7470A

266416008 8688 8709MCM-17 EPA 7470A EPA 7470A

266416009 8688 8709MCM-15 EPA 7470A EPA 7470A

266416010 8688 8709MCM-02 EPA 7470A EPA 7470A

266416011 8688 8709MCM-16 EPA 7470A EPA 7470A

266416012 8688 8709MCM-05 EPA 7470A EPA 7470A

266416013 8688 8709MCM-06 EPA 7470A EPA 7470A

266416014 8688 8709MCM-04 EPA 7470A EPA 7470A

266416015 8744 8768MCM-07 EPA 7470A EPA 7470A

266416016 8744 8768FBL061918 EPA 7470A EPA 7470A

266416017 8744 8768EQBL061918 EPA 7470A EPA 7470A

266416018 8744 8768FBL062018 EPA 7470A EPA 7470A

266416019 8744 8768EQBL062018 EPA 7470A EPA 7470A

266416020 8744 8768Dup-1 EPA 7470A EPA 7470A

266416021 8744 8768Dup-2 EPA 7470A EPA 7470A

266416001 8649MCM-12 SM 2540C

266416002 8649MCM-09 SM 2540C

266416003 8649MCM-11 SM 2540C

266416004 8649MCM-10 SM 2540C

266416005 8649MCM-14 SM 2540C
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

266416

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

266416006 8649MCM-08 SM 2540C

266416007 8649MCM-01 SM 2540C

266416008 8649MCM-17 SM 2540C

266416009 8649MCM-15 SM 2540C

266416010 8649MCM-02 SM 2540C

266416011 8666MCM-16 SM 2540C

266416012 8666MCM-05 SM 2540C

266416013 8666MCM-06 SM 2540C

266416014 8666MCM-04 SM 2540C

266416015 8668MCM-07 SM 2540C

266416016 8649FBL061918 SM 2540C

266416017 8649EQBL061918 SM 2540C

266416018 8666FBL062018 SM 2540C

266416019 8668EQBL062018 SM 2540C

266416020 8649Dup-1 SM 2540C

266416021 8668Dup-2 SM 2540C

266416001 8655MCM-12 EPA 300.0

266416002 8655MCM-09 EPA 300.0

266416003 8655MCM-11 EPA 300.0

266416004 8655MCM-10 EPA 300.0

266416005 8655MCM-14 EPA 300.0

266416006 8655MCM-08 EPA 300.0

266416007 8655MCM-01 EPA 300.0

266416008 8655MCM-17 EPA 300.0

266416009 8655MCM-15 EPA 300.0

266416010 8655MCM-02 EPA 300.0

266416011 8655MCM-16 EPA 300.0

266416012 8655MCM-05 EPA 300.0

266416013 8655MCM-06 EPA 300.0

266416014 8655MCM-04 EPA 300.0

266416015 8655MCM-07 EPA 300.0

266416016 8655FBL061918 EPA 300.0

266416017 8655EQBL061918 EPA 300.0

266416018 8655FBL062018 EPA 300.0

266416019 8655EQBL062018 EPA 300.0

266416020 8655Dup-1 EPA 300.0

266416021 8816Dup-2 EPA 300.0
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July 23, 2018

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 266417

266417

Project:

Pace Project No.:

RE:

Joju Abraham
Georgia Power - Coal Combustion Residuals
2480 Maner Road
Atlanta, GA 30339

Plant McManus Ash Ponds

Dear Joju Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on June 22, 2018. The
results relate only to the samples included in this report. Results reported herein conform to the most
current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual, where
applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Maria Padilla, Georgia Power

Lauren Petty, Southern Company Services, Inc.
Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC

Rebecca Thornton, Pace Analytical Atlanta
Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC
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CERTIFICATIONS

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Pennsylvania Certification IDs

1638 Roseytown Rd Suites 2,3&4, Greensburg, PA 15601

ANAB DOD-ELAP Rad Accreditation #: L2417

Alabama Certification #: 41590

Arizona Certification #: AZ0734

Arkansas Certification

California Certification #: 04222CA

Colorado Certification #: PA01547

Connecticut Certification #: PH-0694

Delaware Certification

EPA Region 4 DW Rad

Florida/TNI Certification #: E87683

Georgia Certification #: C040

Guam Certification

Hawaii Certification

Idaho Certification

Illinois Certification

Indiana Certification

Iowa Certification #: 391

Kansas/TNI Certification #: E-10358

Kentucky Certification #: KY90133

KY WW Permit #: KY0098221

KY WW Permit #: KY0000221

Louisiana DHH/TNI Certification #: LA180012

Louisiana DEQ/TNI Certification #: 4086

Maine Certification #: 2017020

Maryland Certification #: 308

Massachusetts Certification #: M-PA1457

Michigan/PADEP Certification #: 9991

Missouri Certification #: 235

Montana Certification #: Cert0082

Nebraska Certification #: NE-OS-29-14

Nevada Certification #: PA014572018-1

New Hampshire/TNI Certification #: 297617

New Jersey/TNI Certification #: PA051

New Mexico Certification #: PA01457

New York/TNI Certification #: 10888

North Carolina Certification #: 42706

North Dakota Certification #: R-190

Ohio EPA Rad Approval: #41249

Oregon/TNI Certification #: PA200002-010

Pennsylvania/TNI Certification #: 65-00282

Puerto Rico Certification #: PA01457

Rhode Island Certification #: 65-00282

South Dakota Certification

Tennessee Certification #:  02867

Texas/TNI Certification #: T104704188-17-3

Utah/TNI Certification #: PA014572017-9

USDA Soil Permit #: P330-17-00091

Vermont Dept. of Health: ID# VT-0282

Virgin Island/PADEP Certification

Virginia/VELAP Certification #: 9526

Washington Certification #: C868

West Virginia DEP Certification #: 143

West Virginia DHHR Certification #: 9964C

Wisconsin Approve List for Rad

Wyoming Certification #: 8TMS-L

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 2 of 36



#=SS#

SAMPLE SUMMARY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Lab ID Sample ID Matrix Date Collected Date Received

266417001 MCM-12 Water 06/19/18 09:15 06/22/18 09:20

266417002 MCM-09 Water 06/19/18 09:30 06/22/18 09:20

266417003 MCM-11 Water 06/19/18 09:46 06/22/18 09:20

266417004 MCM-10 Water 06/19/18 11:55 06/22/18 09:20

266417005 MCM-14 Water 06/19/18 11:40 06/22/18 09:20

266417006 MCM-08 Water 06/19/18 14:16 06/22/18 09:20

266417007 MCM-01 Water 06/19/18 14:40 06/22/18 09:20

266417008 MCM-17 Water 06/19/18 15:18 06/22/18 09:20

266417009 MCM-15 Water 06/19/18 15:56 06/22/18 09:20

266417010 MCM-02 Water 06/19/18 16:20 06/22/18 09:20

266417011 MCM-16 Water 06/20/18 10:34 06/22/18 09:20

266417012 MCM-05 Water 06/20/18 10:53 06/22/18 09:20

266417013 MCM-06 Water 06/20/18 12:56 06/22/18 09:20

266417014 MCM-04 Water 06/20/18 14:25 06/22/18 09:20

266417015 MCM-07 Water 06/21/18 09:43 06/22/18 09:20

266417016 FBL061918 Water 06/19/18 16:40 06/22/18 09:20

266417017 EQBL061918 Water 06/19/18 16:45 06/22/18 09:20

266417018 FBL062018 Water 06/20/18 08:20 06/22/18 09:20

266417019 EQBL062018 Water 06/20/18 08:25 06/22/18 09:20

266417020 Dup-1 Water 06/19/18 00:00 06/22/18 09:20

266417021 Dup-2 Water 06/20/18 00:00 06/22/18 09:20
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

Reported LaboratoryAnalysts

266417001 MCM-12 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PARMK

266417002 MCM-09 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PARMK

266417003 MCM-11 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PARMK

266417004 MCM-10 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PARMK

266417005 MCM-14 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PARMK

266417006 MCM-08 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PARMK

266417007 MCM-01 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PARMK

266417008 MCM-17 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PARMK

266417009 MCM-15 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PARMK

266417010 MCM-02 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PARMK

266417011 MCM-16 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PARMK

266417012 MCM-05 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PARMK

266417013 MCM-06 EPA 9315 1 PASI-PALAL
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

Reported LaboratoryAnalysts

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PARMK

266417014 MCM-04 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PARMK

266417015 MCM-07 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PARMK

266417016 FBL061918 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PARMK

266417017 EQBL061918 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PARMK

266417018 FBL062018 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PARMK

266417019 EQBL062018 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PARMK

266417020 Dup-1 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PARMK

266417021 Dup-2 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PARMK
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Sample: MCM-12 Lab ID: 266417001 Collected: 06/19/18 09:15 Received: 06/22/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 2.19 ± 0.733   (0.754)
C:94% T:NA

pCi/L 07/02/18 09:02 13982-63-3EPA 9315

Radium-228 0.766 ± 0.415   (0.751)
C:77% T:83%

pCi/L 07/19/18 12:09 15262-20-1EPA 9320

Total Radium 2.96 ± 1.15   (1.51) pCi/L 07/20/18 17:30 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Sample: MCM-09 Lab ID: 266417002 Collected: 06/19/18 09:30 Received: 06/22/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 2.34 ± 0.534   (0.278)
C:97% T:NA

pCi/L 07/02/18 09:02 13982-63-3EPA 9315

Radium-228 1.41 ± 0.495   (0.712)
C:82% T:81%

pCi/L 07/19/18 12:09 15262-20-1EPA 9320

Total Radium 3.75 ± 1.03   (0.990) pCi/L 07/20/18 17:30 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Sample: MCM-11 Lab ID: 266417003 Collected: 06/19/18 09:46 Received: 06/22/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.306 ± 0.175   (0.251)
C:92% T:NA

pCi/L 07/02/18 09:02 13982-63-3EPA 9315

Radium-228 0.479 ± 0.377   (0.755)
C:79% T:90%

pCi/L 07/19/18 12:09 15262-20-1EPA 9320

Total Radium 0.785 ± 0.552   (1.01) pCi/L 07/20/18 17:30 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Sample: MCM-10 Lab ID: 266417004 Collected: 06/19/18 11:55 Received: 06/22/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.691 ± 0.249   (0.234)
C:94% T:NA

pCi/L 07/02/18 09:02 13982-63-3EPA 9315

Radium-228 0.701 ± 0.390   (0.715)
C:79% T:89%

pCi/L 07/19/18 12:09 15262-20-1EPA 9320

Total Radium 1.39 ± 0.639   (0.949) pCi/L 07/20/18 17:30 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Sample: MCM-14 Lab ID: 266417005 Collected: 06/19/18 11:40 Received: 06/22/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 2.49 ± 0.550   (0.214)
C:93% T:NA

pCi/L 07/02/18 10:48 13982-63-3EPA 9315

Radium-228 2.90 ± 0.806   (0.997)
C:74% T:85%

pCi/L 07/19/18 12:12 15262-20-1EPA 9320

Total Radium 5.39 ± 1.36   (1.21) pCi/L 07/20/18 17:30 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Sample: MCM-08 Lab ID: 266417006 Collected: 06/19/18 14:16 Received: 06/22/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 14.1 ± 2.19   (0.122)
C:91% T:NA

pCi/L 07/09/18 08:15 13982-63-3EPA 9315

Radium-228 6.15 ± 1.32   (0.848)
C:76% T:87%

pCi/L 07/19/18 12:12 15262-20-1EPA 9320

Total Radium 20.3 ± 3.51   (0.970) pCi/L 07/20/18 17:30 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Sample: MCM-01 Lab ID: 266417007 Collected: 06/19/18 14:40 Received: 06/22/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.537 ± 0.221   (0.233)
C:88% T:NA

pCi/L 07/02/18 10:48 13982-63-3EPA 9315

Radium-228 0.695 ± 0.492   (0.967)
C:73% T:78%

pCi/L 07/19/18 12:12 15262-20-1EPA 9320

Total Radium 1.23 ± 0.713   (1.20) pCi/L 07/20/18 17:30 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Sample: MCM-17 Lab ID: 266417008 Collected: 06/19/18 15:18 Received: 06/22/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 2.43 ± 0.764   (0.565)
C:90% T:NA

pCi/L 07/02/18 10:48 13982-63-3EPA 9315

Radium-228 0.393 ± 0.544   (1.17)
C:68% T:88%

pCi/L 07/19/18 12:12 15262-20-1EPA 9320

Total Radium 2.82 ± 1.31   (1.74) pCi/L 07/20/18 17:30 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Sample: MCM-15 Lab ID: 266417009 Collected: 06/19/18 15:56 Received: 06/22/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.31 ± 0.352   (0.196)
C:96% T:NA

pCi/L 07/02/18 10:48 13982-63-3EPA 9315

Radium-228 0.524 ± 0.537   (1.12)
C:72% T:75%

pCi/L 07/19/18 12:12 15262-20-1EPA 9320

Total Radium 1.83 ± 0.889   (1.32) pCi/L 07/20/18 17:30 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Sample: MCM-02 Lab ID: 266417010 Collected: 06/19/18 16:20 Received: 06/22/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.483 ± 0.210   (0.225)
C:85% T:NA

pCi/L 07/02/18 10:48 13982-63-3EPA 9315

Radium-228 -0.593 ± 0.493   (1.20)
C:75% T:77%

pCi/L 07/19/18 12:12 15262-20-1EPA 9320

Total Radium 0.483 ± 0.703   (1.43) pCi/L 07/20/18 17:30 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Sample: MCM-16 Lab ID: 266417011 Collected: 06/20/18 10:34 Received: 06/22/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.811 ± 0.282   (0.303)
C:90% T:NA

pCi/L 07/02/18 10:48 13982-63-3EPA 9315

Radium-228 0.969 ± 0.495   (0.853)
C:74% T:71%

pCi/L 07/19/18 12:40 15262-20-1EPA 9320

Total Radium 1.78 ± 0.777   (1.16) pCi/L 07/20/18 17:30 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Sample: MCM-05 Lab ID: 266417012 Collected: 06/20/18 10:53 Received: 06/22/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.931 ± 0.309   (0.295)
C:87% T:NA

pCi/L 07/02/18 10:48 13982-63-3EPA 9315

Radium-228 1.02 ± 0.450   (0.708)
C:74% T:76%

pCi/L 07/19/18 12:40 15262-20-1EPA 9320

Total Radium 1.95 ± 0.759   (1.00) pCi/L 07/20/18 17:30 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Sample: MCM-06 Lab ID: 266417013 Collected: 06/20/18 12:56 Received: 06/22/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.47 ± 0.397   (0.258)
C:89% T:NA

pCi/L 07/02/18 10:48 13982-63-3EPA 9315

Radium-228 1.37 ± 0.541   (0.821)
C:73% T:76%

pCi/L 07/19/18 12:40 15262-20-1EPA 9320

Total Radium 2.84 ± 0.938   (1.08) pCi/L 07/20/18 17:30 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Sample: MCM-04 Lab ID: 266417014 Collected: 06/20/18 14:25 Received: 06/22/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.59 ± 0.410   (0.239)
C:90% T:NA

pCi/L 07/02/18 10:48 13982-63-3EPA 9315

Radium-228 1.94 ± 0.672   (0.934)
C:70% T:72%

pCi/L 07/19/18 12:40 15262-20-1EPA 9320

Total Radium 3.53 ± 1.08   (1.17) pCi/L 07/20/18 17:30 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Sample: MCM-07 Lab ID: 266417015 Collected: 06/21/18 09:43 Received: 06/22/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 2.46 ± 0.507   (0.182)
C:97% T:NA

pCi/L 07/09/18 08:06 13982-63-3EPA 9315

Radium-228 2.78 ± 0.741   (0.750)
C:74% T:85%

pCi/L 07/19/18 12:40 15262-20-1EPA 9320

Total Radium 5.24 ± 1.25   (0.932) pCi/L 07/20/18 17:30 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Sample: FBL061918 Lab ID: 266417016 Collected: 06/19/18 16:40 Received: 06/22/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.337 ± 0.152   (0.176)
C:95% T:NA

pCi/L 07/09/18 08:06 13982-63-3EPA 9315

Radium-228 0.360 ± 0.362   (0.744)
C:76% T:77%

pCi/L 07/19/18 12:40 15262-20-1EPA 9320

Total Radium 0.697 ± 0.514   (0.920) pCi/L 07/20/18 17:30 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Sample: EQBL061918 Lab ID: 266417017 Collected: 06/19/18 16:45 Received: 06/22/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.197 ± 0.134   (0.215)
C:81% T:NA

pCi/L 07/09/18 08:06 13982-63-3EPA 9315

Radium-228 0.643 ± 0.417   (0.778)
C:74% T:75%

pCi/L 07/19/18 12:40 15262-20-1EPA 9320

Total Radium 0.840 ± 0.551   (0.993) pCi/L 07/20/18 17:30 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Sample: FBL062018 Lab ID: 266417018 Collected: 06/20/18 08:20 Received: 06/22/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.351 ± 0.158   (0.178)
C:90% T:NA

pCi/L 07/09/18 08:06 13982-63-3EPA 9315

Radium-228 0.885 ± 0.449   (0.780)
C:76% T:80%

pCi/L 07/19/18 12:40 15262-20-1EPA 9320

Total Radium 1.24 ± 0.607   (0.958) pCi/L 07/20/18 17:30 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Sample: EQBL062018 Lab ID: 266417019 Collected: 06/20/18 08:25 Received: 06/22/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.356 ± 0.157   (0.181)
C:94% T:NA

pCi/L 07/09/18 08:06 13982-63-3EPA 9315

Radium-228 1.34 ± 0.543   (0.831)
C:72% T:72%

pCi/L 07/19/18 12:40 15262-20-1EPA 9320

Total Radium 1.70 ± 0.700   (1.01) pCi/L 07/20/18 17:30 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Sample: Dup-1 Lab ID: 266417020 Collected: 06/19/18 00:00 Received: 06/22/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.44 ± 0.368   (0.272)
C:83% T:NA

pCi/L 07/09/18 08:06 13982-63-3EPA 9315

Radium-228 0.414 ± 0.363   (0.726)
C:70% T:81%

pCi/L 07/19/18 12:40 15262-20-1EPA 9320

Total Radium 1.85 ± 0.731   (0.998) pCi/L 07/20/18 17:30 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Sample: Dup-2 Lab ID: 266417021 Collected: 06/20/18 00:00 Received: 06/22/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.760 ± 0.240   (0.220)
C:95% T:NA

pCi/L 07/09/18 08:06 13982-63-3EPA 9315

Radium-228 1.00 ± 0.475   (0.793)
C:77% T:76%

pCi/L 07/19/18 15:40 15262-20-1EPA 9320

Total Radium 1.76 ± 0.715   (1.01) pCi/L 07/20/18 17:35 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

303816

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 266417001, 266417002, 266417003, 266417004, 266417005, 266417006, 266417007, 266417008, 266417009,
266417010, 266417011, 266417012, 266417013, 266417014

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1486463

Associated Lab Samples: 266417001, 266417002, 266417003, 266417004, 266417005, 266417006, 266417007, 266417008, 266417009,
266417010, 266417011, 266417012, 266417013, 266417014

Matrix: Water

Analyzed

Radium-226 pCi/L 07/02/18 08:240.0950 ± 0.112   (0.224) C:97% T:NA

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

304503

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 266417015, 266417016, 266417017, 266417018, 266417019, 266417020, 266417021

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1489835

Associated Lab Samples: 266417015, 266417016, 266417017, 266417018, 266417019, 266417020, 266417021

Matrix: Water

Analyzed

Radium-226 pCi/L 07/09/18 08:060.224 ± 0.132   (0.194) C:96% T:NA

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

304502

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 266417021

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1489833

Associated Lab Samples: 266417021

Matrix: Water

Analyzed

Radium-228 pCi/L 07/19/18 15:400.518 ± 0.408   (0.794) C:78% T:66%

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

304049

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 266417001, 266417002, 266417003, 266417004, 266417005, 266417006, 266417007, 266417008, 266417009,
266417010, 266417011, 266417012, 266417013, 266417014, 266417015, 266417016, 266417017, 266417018,
266417019, 266417020

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1487473

Associated Lab Samples: 266417001, 266417002, 266417003, 266417004, 266417005, 266417006, 266417007, 266417008, 266417009,
266417010, 266417011, 266417012, 266417013, 266417014, 266417015, 266417016, 266417017, 266417018,
266417019, 266417020

Matrix: Water

Analyzed

Radium-228 pCi/L 07/19/18 12:080.337 ± 0.314   (0.636) C:79% T:76%

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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QUALIFIERS

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Act - Activity

Unc - Uncertainty: SDWA = 1.96 sigma count uncertainty, all other matrices = Expanded Uncertainty (95% confidence interval).
Gamma Spec = Expanded Uncertainty (95.4% Confidence Interval)

(MDC) - Minimum Detectable Concentration

Trac - Tracer Recovery (%)

Carr - Carrier Recovery (%)

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

LABORATORIES

Pace Analytical Services - GreensburgPASI-PA

REPORT OF LABORATORY ANALYSIS
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

266417001 303816MCM-12 EPA 9315

266417002 303816MCM-09 EPA 9315

266417003 303816MCM-11 EPA 9315

266417004 303816MCM-10 EPA 9315

266417005 303816MCM-14 EPA 9315

266417006 303816MCM-08 EPA 9315

266417007 303816MCM-01 EPA 9315

266417008 303816MCM-17 EPA 9315

266417009 303816MCM-15 EPA 9315

266417010 303816MCM-02 EPA 9315

266417011 303816MCM-16 EPA 9315

266417012 303816MCM-05 EPA 9315

266417013 303816MCM-06 EPA 9315

266417014 303816MCM-04 EPA 9315

266417015 304503MCM-07 EPA 9315

266417016 304503FBL061918 EPA 9315

266417017 304503EQBL061918 EPA 9315

266417018 304503FBL062018 EPA 9315

266417019 304503EQBL062018 EPA 9315

266417020 304503Dup-1 EPA 9315

266417021 304503Dup-2 EPA 9315

266417001 304049MCM-12 EPA 9320

266417002 304049MCM-09 EPA 9320

266417003 304049MCM-11 EPA 9320

266417004 304049MCM-10 EPA 9320

266417005 304049MCM-14 EPA 9320

266417006 304049MCM-08 EPA 9320

266417007 304049MCM-01 EPA 9320

266417008 304049MCM-17 EPA 9320

266417009 304049MCM-15 EPA 9320

266417010 304049MCM-02 EPA 9320

266417011 304049MCM-16 EPA 9320

266417012 304049MCM-05 EPA 9320

266417013 304049MCM-06 EPA 9320

266417014 304049MCM-04 EPA 9320

266417015 304049MCM-07 EPA 9320

266417016 304049FBL061918 EPA 9320

266417017 304049EQBL061918 EPA 9320

266417018 304049FBL062018 EPA 9320

266417019 304049EQBL062018 EPA 9320

266417020 304049Dup-1 EPA 9320

266417021 304502Dup-2 EPA 9320

266417001 306648MCM-12 Total Radium Calculation

266417002 306648MCM-09 Total Radium Calculation

266417003 306648MCM-11 Total Radium Calculation

266417004 306648MCM-10 Total Radium Calculation

266417005 306648MCM-14 Total Radium Calculation

REPORT OF LABORATORY ANALYSIS
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

266417

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

266417006 306648MCM-08 Total Radium Calculation

266417007 306648MCM-01 Total Radium Calculation

266417008 306648MCM-17 Total Radium Calculation

266417009 306648MCM-15 Total Radium Calculation

266417010 306648MCM-02 Total Radium Calculation

266417011 306648MCM-16 Total Radium Calculation

266417012 306648MCM-05 Total Radium Calculation

266417013 306648MCM-06 Total Radium Calculation

266417014 306648MCM-04 Total Radium Calculation

266417015 306648MCM-07 Total Radium Calculation

266417016 306648FBL061918 Total Radium Calculation

266417017 306648EQBL061918 Total Radium Calculation

266417018 306648FBL062018 Total Radium Calculation

266417019 306648EQBL062018 Total Radium Calculation

266417020 306648Dup-1 Total Radium Calculation

266417021 306649Dup-2 Total Radium Calculation

REPORT OF LABORATORY ANALYSIS
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July 11, 2018

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 266698

266698

Project:

Pace Project No.:

RE:

Joju Abraham
Georgia Power - Coal Combustion Residuals
2480 Maner Road
Atlanta, GA 30339

Plant McManus Ash Ponds

Dear Joju Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on June 30, 2018. The
results relate only to the samples included in this report. Results reported herein conform to the most
current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual, where
applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Maria Padilla, Georgia Power

Lauren Petty, Southern Company Services, Inc.
Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC

Rebecca Thornton, Pace Analytical Atlanta
Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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CERTIFICATIONS

Pace Project No.:

Project:

266698

Plant McManus Ash Ponds

Atlanta Certification IDs

110 Technology Parkway Peachtree Corners, GA 30092

Florida DOH Certification #: E87315

Georgia DW Inorganics Certification #: 812

Georgia DW Microbiology Certification #: 812

North Carolina Certification #: 381

South Carolina Certification #: 98011001

Texas Certification #: T104704397-08-TX

Virginia Certification #: 460204

REPORT OF LABORATORY ANALYSIS
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SAMPLE SUMMARY

Pace Project No.:

Project:

266698

Plant McManus Ash Ponds

Lab ID Sample ID Matrix Date Collected Date Received

266698001 MCM-08 Water 06/28/18 17:42 06/30/18 08:00

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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(770)734-4200
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

266698

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

ReportedAnalysts

266698001 MCM-08 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3MWB, RLC

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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ANALYTICAL RESULTS

Pace Project No.:

Project:

266698

Plant McManus Ash Ponds

Sample: MCM-08 Lab ID: 266698001 Collected: 06/28/18 17:42 Received: 06/30/18 08:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 07/09/18 18:02 7440-36-007/03/18 09:550.0030 0.00078 1

Arsenic 0.014 mg/L 07/09/18 18:02 7440-38-207/03/18 09:550.0050 0.00057 1

Barium 0.58 mg/L 07/09/18 18:02 7440-39-307/03/18 09:550.010 0.00078 1

Beryllium 0.00040J mg/L 07/09/18 18:02 7440-41-707/03/18 09:550.0030 0.000050 1

Boron 0.38 mg/L 07/09/18 18:02 7440-42-807/03/18 09:550.040 0.0039 1

Cadmium ND mg/L 07/09/18 18:02 7440-43-907/03/18 09:550.0010 0.000093 1

Calcium 42.9 mg/L 07/09/18 18:08 7440-70-207/03/18 09:5525.0 0.69 50

Chromium 0.0079J mg/L 07/09/18 18:02 7440-47-307/03/18 09:550.010 0.0016 1

Cobalt 0.0030J mg/L 07/09/18 18:02 7440-48-407/03/18 09:550.010 0.00052 1

Lead ND mg/L 07/09/18 18:02 7439-92-107/03/18 09:550.0050 0.00027 1

Lithium 0.0033J mg/L 07/09/18 18:02 7439-93-207/03/18 09:550.050 0.00097 1

Molybdenum ND mg/L 07/09/18 18:02 7439-98-707/03/18 09:550.010 0.0019 1

Selenium 0.0030J mg/L 07/09/18 18:02 7782-49-207/03/18 09:550.010 0.0014 1

Thallium ND mg/L 07/09/18 18:02 7440-28-007/03/18 09:550.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 07/06/18 11:33 7439-97-607/05/18 15:330.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 3440 mg/L 07/03/18 17:3025.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 1910 mg/L 07/10/18 15:08 16887-00-612.5 1.2 50

Fluoride 0.12J mg/L 07/07/18 14:30 16984-48-80.30 0.029 1

Sulfate 352 mg/L 07/10/18 15:08 14808-79-850.0 0.85 50

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/11/2018 04:16 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 5 of 14



#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

266698

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

9328

EPA 7470A

EPA 7470A

7470 Mercury

Associated Lab Samples: 266698001

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 42413

Associated Lab Samples: 266698001

Matrix: Water

AnalyzedMDL

Mercury mg/L ND 0.00050 07/06/18 11:050.000036

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

42414LABORATORY CONTROL SAMPLE:

LCSSpike

Mercury mg/L 0.0025.0025 101 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

42418MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

266698001

42419

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Mercury mg/L .0025 101 75-12596 5 20.0025ND 0.0025 0.0024

REPORT OF LABORATORY ANALYSIS
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QUALITY CONTROL DATA

Pace Project No.:

Project:

266698

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

9204

EPA 3005A

EPA 6020B

6020B MET

Associated Lab Samples: 266698001

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 41980

Associated Lab Samples: 266698001

Matrix: Water

AnalyzedMDL

Antimony mg/L ND 0.0030 07/09/18 15:280.00078

Arsenic mg/L ND 0.0050 07/09/18 15:280.00057

Barium mg/L ND 0.010 07/09/18 15:280.00078

Beryllium mg/L ND 0.0030 07/09/18 15:280.000050

Boron mg/L ND 0.040 07/09/18 15:280.0039

Cadmium mg/L ND 0.0010 07/09/18 15:280.000093

Calcium mg/L 0.038J 0.50 07/09/18 15:280.014

Chromium mg/L ND 0.010 07/09/18 15:280.0016

Cobalt mg/L ND 0.010 07/09/18 15:280.00052

Lead mg/L ND 0.0050 07/09/18 15:280.00027

Lithium mg/L ND 0.050 07/09/18 15:280.00097

Molybdenum mg/L ND 0.010 07/09/18 15:280.0019

Selenium mg/L ND 0.010 07/09/18 15:280.0014

Thallium mg/L ND 0.0010 07/09/18 15:280.00014

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

41981LABORATORY CONTROL SAMPLE:

LCSSpike

Antimony mg/L 0.11.1 108 80-120

Arsenic mg/L 0.10.1 104 80-120

Barium mg/L 0.10.1 101 80-120

Beryllium mg/L 0.11.1 111 80-120

Boron mg/L 1.11 106 80-120

Cadmium mg/L 0.10.1 103 80-120

Calcium mg/L 1.11 114 80-120

Chromium mg/L 0.11.1 106 80-120

Cobalt mg/L 0.11.1 105 80-120

Lead mg/L 0.10.1 104 80-120

Lithium mg/L 0.12.1 116 80-120

Molybdenum mg/L 0.10.1 104 80-120

Selenium mg/L 0.11.1 106 80-120

Thallium mg/L 0.10.1 104 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

42006MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

266688001

42007

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Antimony mg/L .1 106 75-125108 2 20.1ND 0.11 0.11

REPORT OF LABORATORY ANALYSIS
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

266698

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

42006MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

266688001

42007

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Arsenic mg/L .1 104 75-125108 3 20.10.00062J 0.10 0.11

Barium mg/L .1 101 75-12599 2 20.10.028 0.13 0.13

Beryllium mg/L .1 105 75-125102 3 20.10.0038 0.11 0.11

Boron mg/L 1 192 75-125193 0 20114.1 16.0 16.1

Cadmium mg/L .1 104 75-125105 2 20.10.00025J 0.10 0.11

Calcium mg/L M61 195 75-125141 1 20142.2 44.1 43.6

Chromium mg/L .1 108 75-125103 5 20.1ND 0.11 0.10

Cobalt mg/L .1 105 75-125104 1 20.10.00069J 0.11 0.10

Lead mg/L .1 98 75-125101 2 20.10.0011J 0.10 0.10

Lithium mg/L .1 104 75-125102 2 20.10.0042J 0.11 0.11

Molybdenum mg/L .1 105 75-125105 0 20.1ND 0.11 0.11

Selenium mg/L .1 109 75-125114 3 20.10.066 0.18 0.18

Thallium mg/L .1 100 75-125100 1 20.1ND 0.10 0.10

REPORT OF LABORATORY ANALYSIS
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QUALITY CONTROL DATA

Pace Project No.:

Project:

266698

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

9270

SM 2540C

SM 2540C

2540C Total Dissolved Solids

Associated Lab Samples: 266698001

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

42245LABORATORY CONTROL SAMPLE:

LCSSpike

Total Dissolved Solids mg/L 400400 100 84-108

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

266708001

42246SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 16900 3 1017400

REPORT OF LABORATORY ANALYSIS
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

266698

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

9362

EPA 300.0

EPA 300.0

300.0 IC Anions

Associated Lab Samples: 266698001

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 42594

Associated Lab Samples: 266698001

Matrix: Water

AnalyzedMDL

Chloride mg/L 0.41 0.25 07/07/18 02:320.024

Fluoride mg/L ND 0.30 07/07/18 02:320.029

Sulfate mg/L ND 1.0 07/07/18 02:320.017

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

42595LABORATORY CONTROL SAMPLE:

LCSSpike

Chloride mg/L 9.910 99 90-110

Fluoride mg/L 10.210 102 90-110

Sulfate mg/L 9.710 97 90-110

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

42596MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

266698001

42597

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Chloride mg/L E,M1,
R2

10 -18000 90-110-15900 98 15101910 108 318

Fluoride mg/L 10 100 90-110101 1 15100.12J 10.2 10.2

Sulfate mg/L E,M110 -1290 90-110-1290 0 1510352 222 222

Parameter Units

MS

Result

% Rec

Limits Qualifiers% RecConc.

42598MATRIX SPIKE SAMPLE:

MSSpike

Result

266701006

Chloride mg/L 768 E10 -32500 90-1104010

Fluoride mg/L 9.310 92 90-1100.12J

Sulfate mg/L 355 E10 -3860 90-110741

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 07/11/2018 04:16 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 10 of 14
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QUALIFIERS

Pace Project No.:

Project:

266698

Plant McManus Ash Ponds

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

ANALYTE QUALIFIERS

Analyte concentration exceeded the calibration range. The reported result is estimated.E

Matrix spike recovery exceeded QC limits.  Batch accepted based on laboratory control sample (LCS) recovery.M1

Matrix spike and Matrix spike duplicate recovery not evaluated against control limits due to sample dilution.M6

RPD value was outside control limits due to matrix interferenceR2
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

266698

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

266698001 9204 9327MCM-08 EPA 3005A EPA 6020B

266698001 9328 9359MCM-08 EPA 7470A EPA 7470A

266698001 9270MCM-08 SM 2540C

266698001 9362MCM-08 EPA 300.0
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July 27, 2018

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 266699

266699

Project:

Pace Project No.:

RE:

Joju Abraham
Georgia Power - Coal Combustion Residuals
2480 Maner Road
Atlanta, GA 30339

Plant McManus Ash Ponds

Dear Joju Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on June 30, 2018. The
results relate only to the samples included in this report. Results reported herein conform to the most
current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual, where
applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Maria Padilla, Georgia Power

Lauren Petty, Southern Company Services, Inc.
Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC

Rebecca Thornton, Pace Analytical Atlanta
Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 1 of 11
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CERTIFICATIONS

Pace Project No.:

Project:

266699

Plant McManus Ash Ponds

Pennsylvania Certification IDs

1638 Roseytown Rd Suites 2,3&4, Greensburg, PA 15601

ANAB DOD-ELAP Rad Accreditation #: L2417

Alabama Certification #: 41590

Arizona Certification #: AZ0734

Arkansas Certification

California Certification #: 04222CA

Colorado Certification #: PA01547

Connecticut Certification #: PH-0694

Delaware Certification

EPA Region 4 DW Rad

Florida/TNI Certification #: E87683

Georgia Certification #: C040

Guam Certification

Hawaii Certification

Idaho Certification

Illinois Certification

Indiana Certification

Iowa Certification #: 391

Kansas/TNI Certification #: E-10358

Kentucky Certification #: KY90133

KY WW Permit #: KY0098221

KY WW Permit #: KY0000221

Louisiana DHH/TNI Certification #: LA180012

Louisiana DEQ/TNI Certification #: 4086

Maine Certification #: 2017020

Maryland Certification #: 308

Massachusetts Certification #: M-PA1457

Michigan/PADEP Certification #: 9991

Missouri Certification #: 235

Montana Certification #: Cert0082

Nebraska Certification #: NE-OS-29-14

Nevada Certification #: PA014572018-1

New Hampshire/TNI Certification #: 297617

New Jersey/TNI Certification #: PA051

New Mexico Certification #: PA01457

New York/TNI Certification #: 10888

North Carolina Certification #: 42706

North Dakota Certification #: R-190

Ohio EPA Rad Approval: #41249

Oregon/TNI Certification #: PA200002-010

Pennsylvania/TNI Certification #: 65-00282

Puerto Rico Certification #: PA01457

Rhode Island Certification #: 65-00282

South Dakota Certification

Tennessee Certification #:  02867

Texas/TNI Certification #: T104704188-17-3

Utah/TNI Certification #: PA014572017-9

USDA Soil Permit #: P330-17-00091

Vermont Dept. of Health: ID# VT-0282

Virgin Island/PADEP Certification

Virginia/VELAP Certification #: 9526

Washington Certification #: C868

West Virginia DEP Certification #: 143

West Virginia DHHR Certification #: 9964C

Wisconsin Approve List for Rad

Wyoming Certification #: 8TMS-L
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SAMPLE SUMMARY

Pace Project No.:

Project:

266699

Plant McManus Ash Ponds

Lab ID Sample ID Matrix Date Collected Date Received

266699001 MCM-08 Water 06/28/18 17:42 06/30/18 08:00

REPORT OF LABORATORY ANALYSIS
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without the written consent of Pace Analytical Services, LLC.
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

266699

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

Reported LaboratoryAnalysts

266699001 MCM-08 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

266699

Plant McManus Ash Ponds

Sample: MCM-08 Lab ID: 266699001 Collected: 06/28/18 17:42 Received: 06/30/18 08:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 13.3 ± 2.01   (0.0638)
C:97% T:NA

pCi/L 07/23/18 18:57 13982-63-3EPA 9315

Radium-228 7.47 ± 1.58   (0.853)
C:71% T:80%

pCi/L 07/25/18 14:34 15262-20-1EPA 9320

Total Radium 20.8 ± 3.59   (0.917) pCi/L 07/27/18 14:38 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

266699

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

305323

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 266699001

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1493261

Associated Lab Samples: 266699001

Matrix: Water

Analyzed

Radium-226 pCi/L 07/16/18 08:150.239 ± 0.154   (0.219) C:98% T:NA

REPORT OF LABORATORY ANALYSIS
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

266699

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

305493

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 266699001

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1494006

Associated Lab Samples: 266699001

Matrix: Water

Analyzed

Radium-228 pCi/L 07/25/18 14:330.330 ± 0.315   (0.644) C:74% T:91%
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This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 7 of 11



#=QL#

QUALIFIERS

Pace Project No.:

Project:

266699

Plant McManus Ash Ponds

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Act - Activity

Unc - Uncertainty: SDWA = 1.96 sigma count uncertainty, all other matrices = Expanded Uncertainty (95% confidence interval).
Gamma Spec = Expanded Uncertainty (95.4% Confidence Interval)

(MDC) - Minimum Detectable Concentration

Trac - Tracer Recovery (%)

Carr - Carrier Recovery (%)

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

LABORATORIES

Pace Analytical Services - GreensburgPASI-PA

REPORT OF LABORATORY ANALYSIS
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

266699

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

266699001 305323MCM-08 EPA 9315

266699001 305493MCM-08 EPA 9320

266699001 307474MCM-08 Total Radium Calculation
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October 04, 2018

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 269692

269692

Project:

Pace Project No.:

RE:

Joju Abraham
Georgia Power - Coal Combustion Residuals
2480 Maner Road
Atlanta, GA 30339

Plant McManus Ash Ponds

Dear Joju Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on September 26, 2018.
The results relate only to the samples included in this report. Results reported herein conform to the
most current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual,
where applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Maria Padilla, Georgia Power

Lauren Petty, Southern Company Services, Inc.
Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC

Rebecca Thornton, Pace Analytical Atlanta
Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC

REPORT OF LABORATORY ANALYSIS
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CERTIFICATIONS

Pace Project No.:

Project:

269692

Plant McManus Ash Ponds

Atlanta Certification IDs

110 Technology Parkway Peachtree Corners, GA 30092

Florida DOH Certification #: E87315

Georgia DW Inorganics Certification #: 812

Georgia DW Microbiology Certification #: 812

North Carolina Certification #: 381

South Carolina Certification #: 98011001

Texas Certification #: T104704397-08-TX

Virginia Certification #: 460204

REPORT OF LABORATORY ANALYSIS
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SAMPLE SUMMARY

Pace Project No.:

Project:

269692

Plant McManus Ash Ponds

Lab ID Sample ID Matrix Date Collected Date Received

269692001 MCM-14 Water 09/25/18 15:25 09/26/18 09:30

269692002 MCM-09 Water 09/25/18 09:48 09/26/18 09:30

269692003 MCM-12 Water 09/25/18 13:20 09/26/18 09:30

269692004 MCM-11 Water 09/25/18 11:11 09/26/18 09:30

269692005 FBL 092518 Water 09/25/18 16:10 09/26/18 09:30

269692006 EQBL 092518 Water 09/25/18 16:15 09/26/18 09:30

269692007 Dup-1 Water 09/25/18 00:00 09/26/18 09:30

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 3 of 20



#=SA#

SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

269692

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

ReportedAnalysts

269692001 MCM-14 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

269692002 MCM-09 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

269692003 MCM-12 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

269692004 MCM-11 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

269692005 FBL 092518 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

269692006 EQBL 092518 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

269692007 Dup-1 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 4 of 20



#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

269692

Plant McManus Ash Ponds

Sample: MCM-14 Lab ID: 269692001 Collected: 09/25/18 15:25 Received: 09/26/18 09:30 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 10/03/18 15:32 7440-36-0 D310/01/18 13:570.015 0.0039 5

Arsenic 0.0031J mg/L 10/02/18 23:09 7440-38-210/01/18 13:570.0050 0.00057 1

Barium 0.098 mg/L 10/03/18 15:32 7440-39-310/01/18 13:570.050 0.0039 5

Beryllium 0.000050J mg/L 10/02/18 23:09 7440-41-710/01/18 13:570.0030 0.000050 1

Boron 0.61 mg/L 10/02/18 23:09 7440-42-810/01/18 13:570.040 0.0039 1

Cadmium ND mg/L 10/02/18 23:09 7440-43-910/01/18 13:570.0010 0.000093 1

Calcium 283 mg/L 10/02/18 23:15 7440-70-210/01/18 13:5725.0 0.69 50

Chromium ND mg/L 10/03/18 15:32 7440-47-3 D310/01/18 13:570.050 0.0078 5

Cobalt ND mg/L 10/03/18 15:32 7440-48-4 D310/01/18 13:570.050 0.0026 5

Lead ND mg/L 10/02/18 23:09 7439-92-110/01/18 13:570.0050 0.00027 1

Lithium 0.041J mg/L 10/02/18 23:09 7439-93-210/01/18 13:570.050 0.00097 1

Molybdenum ND mg/L 10/03/18 15:32 7439-98-7 D310/01/18 13:570.050 0.0097 5

Selenium 0.0019J mg/L 10/02/18 23:09 7782-49-210/01/18 13:570.010 0.0014 1

Thallium ND mg/L 10/02/18 23:09 7440-28-010/01/18 13:570.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 10/02/18 17:43 7439-97-610/02/18 11:150.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 10700 mg/L 09/26/18 15:5325.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 7220 mg/L 10/03/18 13:32 16887-00-650.0 4.8 200

Fluoride ND mg/L 09/29/18 00:08 16984-48-80.30 0.029 1

Sulfate 790 mg/L 09/29/18 06:40 14808-79-850.0 0.85 50

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/04/2018 03:16 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 5 of 20
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ANALYTICAL RESULTS

Pace Project No.:

Project:

269692

Plant McManus Ash Ponds

Sample: MCM-09 Lab ID: 269692002 Collected: 09/25/18 09:48 Received: 09/26/18 09:30 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 10/02/18 23:20 7440-36-010/01/18 13:570.0030 0.00078 1

Arsenic 0.00093J mg/L 10/02/18 23:20 7440-38-210/01/18 13:570.0050 0.00057 1

Barium 0.13 mg/L 10/02/18 23:20 7440-39-310/01/18 13:570.010 0.00078 1

Beryllium 0.00027J mg/L 10/02/18 23:20 7440-41-710/01/18 13:570.0030 0.000050 1

Boron 0.070 mg/L 10/02/18 23:20 7440-42-810/01/18 13:570.040 0.0039 1

Cadmium ND mg/L 10/02/18 23:20 7440-43-910/01/18 13:570.0010 0.000093 1

Calcium 316 mg/L 10/02/18 23:26 7440-70-210/01/18 13:5725.0 0.69 50

Chromium ND mg/L 10/03/18 15:38 7440-47-3 D310/01/18 13:570.050 0.0078 5

Cobalt ND mg/L 10/03/18 15:38 7440-48-4 D310/01/18 13:570.050 0.0026 5

Lead ND mg/L 10/02/18 23:20 7439-92-110/01/18 13:570.0050 0.00027 1

Lithium 0.049J mg/L 10/02/18 23:20 7439-93-210/01/18 13:570.050 0.00097 1

Molybdenum ND mg/L 10/02/18 23:20 7439-98-710/01/18 13:570.010 0.0019 1

Selenium ND mg/L 10/02/18 23:20 7782-49-210/01/18 13:570.010 0.0014 1

Thallium ND mg/L 10/02/18 23:20 7440-28-010/01/18 13:570.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 10/02/18 17:45 7439-97-610/02/18 11:150.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 3600 mg/L 09/26/18 15:5325.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 1740 mg/L 09/29/18 07:02 16887-00-612.5 1.2 50

Fluoride ND mg/L 09/29/18 00:29 16984-48-80.30 0.029 1

Sulfate 638 mg/L 09/29/18 07:02 14808-79-850.0 0.85 50

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/04/2018 03:16 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 6 of 20



#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

269692

Plant McManus Ash Ponds

Sample: MCM-12 Lab ID: 269692003 Collected: 09/25/18 13:20 Received: 09/26/18 09:30 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 10/02/18 23:32 7440-36-010/01/18 13:570.0030 0.00078 1

Arsenic 0.0011J mg/L 10/02/18 23:32 7440-38-210/01/18 13:570.0050 0.00057 1

Barium 0.12 mg/L 10/02/18 23:32 7440-39-310/01/18 13:570.010 0.00078 1

Beryllium 0.00066J mg/L 10/02/18 23:32 7440-41-710/01/18 13:570.0030 0.000050 1

Boron 1.0 mg/L 10/02/18 23:32 7440-42-810/01/18 13:570.040 0.0039 1

Cadmium ND mg/L 10/02/18 23:32 7440-43-910/01/18 13:570.0010 0.000093 1

Calcium 6.8 mg/L 10/02/18 23:32 7440-70-210/01/18 13:570.50 0.014 1

Chromium ND mg/L 10/03/18 15:44 7440-47-3 D310/01/18 13:570.050 0.0078 5

Cobalt ND mg/L 10/03/18 15:44 7440-48-4 D310/01/18 13:570.050 0.0026 5

Lead ND mg/L 10/02/18 23:32 7439-92-110/01/18 13:570.0050 0.00027 1

Lithium 0.011J mg/L 10/02/18 23:32 7439-93-210/01/18 13:570.050 0.00097 1

Molybdenum ND mg/L 10/02/18 23:32 7439-98-710/01/18 13:570.010 0.0019 1

Selenium 0.0020J mg/L 10/02/18 23:32 7782-49-210/01/18 13:570.010 0.0014 1

Thallium ND mg/L 10/02/18 23:32 7440-28-010/01/18 13:570.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 10/02/18 17:48 7439-97-610/02/18 11:150.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 1760 mg/L 09/26/18 15:5325.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 752 mg/L 10/02/18 19:27 16887-00-612.5 1.2 50

Fluoride 1.1 mg/L 09/29/18 01:12 16984-48-80.30 0.029 1

Sulfate 1.0 mg/L 09/29/18 01:12 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/04/2018 03:16 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

269692

Plant McManus Ash Ponds

Sample: MCM-11 Lab ID: 269692004 Collected: 09/25/18 11:11 Received: 09/26/18 09:30 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 10/02/18 23:55 7440-36-010/01/18 13:570.0030 0.00078 1

Arsenic 0.011 mg/L 10/02/18 23:55 7440-38-210/01/18 13:570.0050 0.00057 1

Barium 0.041 mg/L 10/02/18 23:55 7440-39-310/01/18 13:570.010 0.00078 1

Beryllium 0.00010J mg/L 10/02/18 23:55 7440-41-710/01/18 13:570.0030 0.000050 1

Boron 0.043 mg/L 10/02/18 23:55 7440-42-810/01/18 13:570.040 0.0039 1

Cadmium 0.00020J mg/L 10/02/18 23:55 7440-43-910/01/18 13:570.0010 0.000093 1

Calcium 6.2 mg/L 10/02/18 23:55 7440-70-210/01/18 13:570.50 0.014 1

Chromium ND mg/L 10/03/18 15:49 7440-47-310/01/18 13:570.010 0.0016 1

Cobalt ND mg/L 10/03/18 15:49 7440-48-410/01/18 13:570.010 0.00052 1

Lead ND mg/L 10/02/18 23:55 7439-92-110/01/18 13:570.0050 0.00027 1

Lithium 0.0018J mg/L 10/02/18 23:55 7439-93-210/01/18 13:570.050 0.00097 1

Molybdenum ND mg/L 10/02/18 23:55 7439-98-710/01/18 13:570.010 0.0019 1

Selenium ND mg/L 10/02/18 23:55 7782-49-210/01/18 13:570.010 0.0014 1

Thallium ND mg/L 10/02/18 23:55 7440-28-010/01/18 13:570.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 10/02/18 17:55 7439-97-610/02/18 11:150.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 137 mg/L 09/26/18 15:5325.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 31.3 mg/L 09/29/18 01:33 16887-00-60.25 0.024 1

Fluoride 0.15J mg/L 09/29/18 01:33 16984-48-80.30 0.029 1

Sulfate 25.6 mg/L 09/29/18 01:33 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/04/2018 03:16 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS

Pace Project No.:

Project:

269692

Plant McManus Ash Ponds

Sample: FBL 092518 Lab ID: 269692005 Collected: 09/25/18 16:10 Received: 09/26/18 09:30 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 10/03/18 00:06 7440-36-010/01/18 13:570.0030 0.00078 1

Arsenic ND mg/L 10/03/18 00:06 7440-38-210/01/18 13:570.0050 0.00057 1

Barium ND mg/L 10/03/18 00:06 7440-39-310/01/18 13:570.010 0.00078 1

Beryllium ND mg/L 10/03/18 00:06 7440-41-710/01/18 13:570.0030 0.000050 1

Boron ND mg/L 10/03/18 00:06 7440-42-810/01/18 13:570.040 0.0039 1

Cadmium ND mg/L 10/03/18 00:06 7440-43-910/01/18 13:570.0010 0.000093 1

Calcium ND mg/L 10/03/18 00:06 7440-70-210/01/18 13:570.50 0.014 1

Chromium ND mg/L 10/03/18 15:55 7440-47-310/01/18 13:570.010 0.0016 1

Cobalt ND mg/L 10/03/18 15:55 7440-48-410/01/18 13:570.010 0.00052 1

Lead ND mg/L 10/03/18 00:06 7439-92-110/01/18 13:570.0050 0.00027 1

Lithium ND mg/L 10/03/18 00:06 7439-93-210/01/18 13:570.050 0.00097 1

Molybdenum ND mg/L 10/03/18 00:06 7439-98-710/01/18 13:570.010 0.0019 1

Selenium ND mg/L 10/03/18 00:06 7782-49-210/01/18 13:570.010 0.0014 1

Thallium ND mg/L 10/03/18 00:06 7440-28-010/01/18 13:570.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 10/02/18 17:57 7439-97-610/02/18 11:150.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 13.0J mg/L 09/26/18 15:5325.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 0.094J mg/L 09/29/18 01:55 16887-00-6 B0.25 0.024 1

Fluoride ND mg/L 09/29/18 01:55 16984-48-80.30 0.029 1

Sulfate ND mg/L 09/29/18 01:55 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/04/2018 03:16 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

269692

Plant McManus Ash Ponds

Sample: EQBL 092518 Lab ID: 269692006 Collected: 09/25/18 16:15 Received: 09/26/18 09:30 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 10/03/18 00:12 7440-36-010/01/18 13:570.0030 0.00078 1

Arsenic ND mg/L 10/03/18 00:12 7440-38-210/01/18 13:570.0050 0.00057 1

Barium ND mg/L 10/03/18 00:12 7440-39-310/01/18 13:570.010 0.00078 1

Beryllium ND mg/L 10/03/18 00:12 7440-41-710/01/18 13:570.0030 0.000050 1

Boron ND mg/L 10/03/18 00:12 7440-42-810/01/18 13:570.040 0.0039 1

Cadmium ND mg/L 10/03/18 00:12 7440-43-910/01/18 13:570.0010 0.000093 1

Calcium ND mg/L 10/03/18 00:12 7440-70-210/01/18 13:570.50 0.014 1

Chromium ND mg/L 10/03/18 16:01 7440-47-310/01/18 13:570.010 0.0016 1

Cobalt ND mg/L 10/03/18 16:01 7440-48-410/01/18 13:570.010 0.00052 1

Lead ND mg/L 10/03/18 00:12 7439-92-110/01/18 13:570.0050 0.00027 1

Lithium ND mg/L 10/03/18 00:12 7439-93-210/01/18 13:570.050 0.00097 1

Molybdenum ND mg/L 10/03/18 00:12 7439-98-710/01/18 13:570.010 0.0019 1

Selenium ND mg/L 10/03/18 00:12 7782-49-210/01/18 13:570.010 0.0014 1

Thallium ND mg/L 10/03/18 00:12 7440-28-010/01/18 13:570.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 10/02/18 18:00 7439-97-610/02/18 11:150.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids ND mg/L 09/26/18 15:5325.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 0.076J mg/L 09/29/18 02:17 16887-00-6 B0.25 0.024 1

Fluoride ND mg/L 09/29/18 02:17 16984-48-80.30 0.029 1

Sulfate ND mg/L 09/29/18 02:17 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/04/2018 03:16 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS

Pace Project No.:

Project:

269692

Plant McManus Ash Ponds

Sample: Dup-1 Lab ID: 269692007 Collected: 09/25/18 00:00 Received: 09/26/18 09:30 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 10/03/18 00:18 7440-36-010/01/18 13:570.0030 0.00078 1

Arsenic 0.00075J mg/L 10/03/18 00:18 7440-38-210/01/18 13:570.0050 0.00057 1

Barium 0.13 mg/L 10/03/18 00:18 7440-39-310/01/18 13:570.010 0.00078 1

Beryllium 0.00027J mg/L 10/03/18 00:18 7440-41-710/01/18 13:570.0030 0.000050 1

Boron 0.069 mg/L 10/03/18 00:18 7440-42-810/01/18 13:570.040 0.0039 1

Cadmium ND mg/L 10/03/18 00:18 7440-43-910/01/18 13:570.0010 0.000093 1

Calcium 296 mg/L 10/03/18 00:23 7440-70-210/01/18 13:5725.0 0.69 50

Chromium ND mg/L 10/03/18 16:07 7440-47-310/01/18 13:570.010 0.0016 1

Cobalt ND mg/L 10/03/18 16:07 7440-48-410/01/18 13:570.010 0.00052 1

Lead ND mg/L 10/03/18 00:18 7439-92-110/01/18 13:570.0050 0.00027 1

Lithium 0.051 mg/L 10/03/18 00:18 7439-93-210/01/18 13:570.050 0.00097 1

Molybdenum ND mg/L 10/03/18 00:18 7439-98-710/01/18 13:570.010 0.0019 1

Selenium ND mg/L 10/03/18 00:18 7782-49-210/01/18 13:570.010 0.0014 1

Thallium ND mg/L 10/03/18 00:18 7440-28-010/01/18 13:570.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 10/02/18 18:02 7439-97-610/02/18 11:150.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 3750 mg/L 09/26/18 15:5325.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 1790 mg/L 09/29/18 07:24 16887-00-612.5 1.2 50

Fluoride ND mg/L 09/29/18 02:38 16984-48-80.30 0.029 1

Sulfate 663 mg/L 09/29/18 07:24 14808-79-850.0 0.85 50

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/04/2018 03:16 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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QUALITY CONTROL DATA

Pace Project No.:

Project:

269692

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

14520

EPA 7470A

EPA 7470A

7470 Mercury

Associated Lab Samples: 269692001, 269692002, 269692003, 269692004, 269692005, 269692006, 269692007

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 64902

Associated Lab Samples: 269692001, 269692002, 269692003, 269692004, 269692005, 269692006, 269692007

Matrix: Water

AnalyzedMDL

Mercury mg/L ND 0.00050 10/02/18 17:070.000036

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

64903LABORATORY CONTROL SAMPLE:

LCSSpike

Mercury mg/L 0.0025.0025 99 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

64904MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

269623001

64905

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Mercury mg/L .0025 101 75-125104 3 20.0025ND 0.0026 0.0026

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/04/2018 03:16 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

269692

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

14492

EPA 3005A

EPA 6020B

6020B MET

Associated Lab Samples: 269692001, 269692002, 269692003, 269692004, 269692005, 269692006, 269692007

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 64829

Associated Lab Samples: 269692001, 269692002, 269692003, 269692004, 269692005, 269692006, 269692007

Matrix: Water

AnalyzedMDL

Antimony mg/L ND 0.0030 10/02/18 20:460.00078

Arsenic mg/L ND 0.0050 10/02/18 20:460.00057

Barium mg/L ND 0.010 10/02/18 20:460.00078

Beryllium mg/L ND 0.0030 10/02/18 20:460.000050

Boron mg/L ND 0.040 10/02/18 20:460.0039

Cadmium mg/L ND 0.0010 10/02/18 20:460.000093

Calcium mg/L 0.026J 0.50 10/02/18 20:460.014

Chromium mg/L ND 0.010 10/02/18 20:460.0016

Cobalt mg/L ND 0.010 10/02/18 20:460.00052

Lead mg/L ND 0.0050 10/02/18 20:460.00027

Lithium mg/L ND 0.050 10/02/18 20:460.00097

Molybdenum mg/L ND 0.010 10/02/18 20:460.0019

Selenium mg/L ND 0.010 10/02/18 20:460.0014

Thallium mg/L ND 0.0010 10/02/18 20:460.00014

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

64830LABORATORY CONTROL SAMPLE:

LCSSpike

Antimony mg/L 0.10.1 103 80-120

Arsenic mg/L 0.099.1 99 80-120

Barium mg/L 0.098.1 98 80-120

Beryllium mg/L 0.10.1 102 80-120

Boron mg/L 1.01 102 80-120

Cadmium mg/L 0.10.1 103 80-120

Calcium mg/L 1.01 104 80-120

Chromium mg/L 0.10.1 105 80-120

Cobalt mg/L 0.11.1 107 80-120

Lead mg/L 0.10.1 101 80-120

Lithium mg/L 0.11.1 107 80-120

Molybdenum mg/L 0.10.1 103 80-120

Selenium mg/L 0.10.1 102 80-120

Thallium mg/L 0.099.1 99 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

64831MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

269623001

64832

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Antimony mg/L .1 107 75-125107 0 20.1ND 0.11 0.11
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

269692

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

64831MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

269623001

64832

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Arsenic mg/L .1 103 75-125102 1 20.10.00094J 0.10 0.10

Barium mg/L .1 104 75-12599 3 20.10.047 0.15 0.15

Beryllium mg/L .1 90 75-12589 2 20.10.00029J 0.091 0.089

Boron mg/L M61 254 75-125226 1 20116.5 19.0 18.8

Cadmium mg/L .1 103 75-125102 0 20.10.00069J 0.10 0.10

Calcium mg/L M61 748 75-125314 4 201115 123 118

Chromium mg/L .1 102 75-125100 2 20.1ND 0.10 0.10

Cobalt mg/L .1 102 75-125101 2 20.10.0071J 0.11 0.11

Lead mg/L .1 97 75-12592 5 20.1ND 0.097 0.092

Lithium mg/L .1 92 75-12590 2 20.10.028J 0.12 0.12

Molybdenum mg/L .1 107 75-125103 4 20.1ND 0.11 0.10

Selenium mg/L .1 107 75-12595 3 20.10.33 0.44 0.42

Thallium mg/L .1 96 75-12593 3 20.1ND 0.096 0.093
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

269692

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

14248

SM 2540C

SM 2540C

2540C Total Dissolved Solids

Associated Lab Samples: 269692001, 269692002, 269692003, 269692004, 269692005, 269692006, 269692007

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

63405LABORATORY CONTROL SAMPLE:

LCSSpike

Total Dissolved Solids mg/L 405400 101 84-108

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

269623001

63406SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 1080 1 101090

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

269684001

63407SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 119 2 10121
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QUALITY CONTROL DATA

Pace Project No.:

Project:

269692

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

14360

EPA 300.0

EPA 300.0

300.0 IC Anions

Associated Lab Samples: 269692001, 269692002, 269692003, 269692004, 269692005, 269692006, 269692007

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 64130

Associated Lab Samples: 269692001, 269692002, 269692003, 269692004, 269692005, 269692006, 269692007

Matrix: Water

AnalyzedMDL

Chloride mg/L 0.059J 0.25 09/28/18 18:290.024

Fluoride mg/L ND 0.30 09/28/18 18:290.029

Sulfate mg/L ND 1.0 09/28/18 18:290.017

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

64131LABORATORY CONTROL SAMPLE:

LCSSpike

Chloride mg/L 10.110 101 90-110

Fluoride mg/L 10.310 103 90-110

Sulfate mg/L 10.110 101 90-110

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

64132MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

269623001

64133

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Chloride mg/L 10 97 90-11097 0 15104.9 14.6 14.6

Fluoride mg/L 10 104 90-110105 0 1510ND 10.4 10.5

Sulfate mg/L E,M110 -3520 90-110-3520 0 1510674 322 322

Parameter Units

MS

Result

% Rec

Limits Qualifiers% RecConc.

64134MATRIX SPIKE SAMPLE:

MSSpike

Result

269623002

Chloride mg/L 15.310 94 90-1105.9

Fluoride mg/L 10.810 108 90-1100.034J

Sulfate mg/L 369 E,M110 -5030 90-110872
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QUALIFIERS

Pace Project No.:

Project:

269692

Plant McManus Ash Ponds

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

ANALYTE QUALIFIERS

Analyte was detected in the associated method blank.B

Sample was diluted due to the presence of high levels of non-target analytes or other matrix interference.D3

Analyte concentration exceeded the calibration range. The reported result is estimated.E

Matrix spike recovery exceeded QC limits.  Batch accepted based on laboratory control sample (LCS) recovery.M1

Matrix spike and Matrix spike duplicate recovery not evaluated against control limits due to sample dilution.M6
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

269692

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

269692001 14492 14586MCM-14 EPA 3005A EPA 6020B

269692002 14492 14586MCM-09 EPA 3005A EPA 6020B

269692003 14492 14586MCM-12 EPA 3005A EPA 6020B

269692004 14492 14586MCM-11 EPA 3005A EPA 6020B

269692005 14492 14586FBL 092518 EPA 3005A EPA 6020B

269692006 14492 14586EQBL 092518 EPA 3005A EPA 6020B

269692007 14492 14586Dup-1 EPA 3005A EPA 6020B

269692001 14520 14584MCM-14 EPA 7470A EPA 7470A

269692002 14520 14584MCM-09 EPA 7470A EPA 7470A

269692003 14520 14584MCM-12 EPA 7470A EPA 7470A

269692004 14520 14584MCM-11 EPA 7470A EPA 7470A

269692005 14520 14584FBL 092518 EPA 7470A EPA 7470A

269692006 14520 14584EQBL 092518 EPA 7470A EPA 7470A

269692007 14520 14584Dup-1 EPA 7470A EPA 7470A

269692001 14248MCM-14 SM 2540C

269692002 14248MCM-09 SM 2540C

269692003 14248MCM-12 SM 2540C

269692004 14248MCM-11 SM 2540C

269692005 14248FBL 092518 SM 2540C

269692006 14248EQBL 092518 SM 2540C

269692007 14248Dup-1 SM 2540C

269692001 14360MCM-14 EPA 300.0

269692002 14360MCM-09 EPA 300.0

269692003 14360MCM-12 EPA 300.0

269692004 14360MCM-11 EPA 300.0

269692005 14360FBL 092518 EPA 300.0

269692006 14360EQBL 092518 EPA 300.0

269692007 14360Dup-1 EPA 300.0
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December 17, 2018

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 269693

269693

Project:

Pace Project No.:

RE:

Joju Abraham
Georgia Power - Coal Combustion Residuals
2480 Maner Road
Atlanta, GA 30339

Plant McManus Ash Ponds

Dear Joju Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on September 26, 2018.
The results relate only to the samples included in this report. Results reported herein conform to the
most current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual,
where applicable, unless otherwise noted in the body of the report.

Revision 1:  This report replaces the report from October 19, 2018.  Report reissued December 17,
2018 to include the Ra-226/228 calculations.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Maria Padilla, Georgia Power

Lauren Petty, Southern Company Services, Inc.
Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC

Rebecca Thornton, Pace Analytical Atlanta
Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC
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CERTIFICATIONS

Pace Project No.:

Project:

269693

Plant McManus Ash Ponds

Pennsylvania Certification IDs

1638 Roseytown Rd Suites 2,3&4, Greensburg, PA 15601

ANAB DOD-ELAP Rad Accreditation #: L2417

Alabama Certification #: 41590

Arizona Certification #: AZ0734

Arkansas Certification

California Certification #: 04222CA

Colorado Certification #: PA01547

Connecticut Certification #: PH-0694

Delaware Certification

EPA Region 4 DW Rad

Florida/TNI Certification #: E87683

Georgia Certification #: C040

Guam Certification

Hawaii Certification

Idaho Certification

Illinois Certification

Indiana Certification

Iowa Certification #: 391

Kansas/TNI Certification #: E-10358

Kentucky Certification #: KY90133

KY WW Permit #: KY0098221

KY WW Permit #: KY0000221

Louisiana DHH/TNI Certification #: LA180012

Louisiana DEQ/TNI Certification #: 4086

Maine Certification #: 2017020

Maryland Certification #: 308

Massachusetts Certification #: M-PA1457

Michigan/PADEP Certification #: 9991

Missouri Certification #: 235

Montana Certification #: Cert0082

Nebraska Certification #: NE-OS-29-14

Nevada Certification #: PA014572018-1

New Hampshire/TNI Certification #: 297617

New Jersey/TNI Certification #: PA051

New Mexico Certification #: PA01457

New York/TNI Certification #: 10888

North Carolina Certification #: 42706

North Dakota Certification #: R-190

Ohio EPA Rad Approval: #41249

Oregon/TNI Certification #: PA200002-010

Pennsylvania/TNI Certification #: 65-00282

Puerto Rico Certification #: PA01457

Rhode Island Certification #: 65-00282

South Dakota Certification

Tennessee Certification #:  02867

Texas/TNI Certification #: T104704188-17-3

Utah/TNI Certification #: PA014572017-9

USDA Soil Permit #: P330-17-00091

Vermont Dept. of Health: ID# VT-0282

Virgin Island/PADEP Certification

Virginia/VELAP Certification #: 9526

Washington Certification #: C868

West Virginia DEP Certification #: 143

West Virginia DHHR Certification #: 9964C

Wisconsin Approve List for Rad

Wyoming Certification #: 8TMS-L
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SAMPLE SUMMARY

Pace Project No.:

Project:

269693

Plant McManus Ash Ponds

Lab ID Sample ID Matrix Date Collected Date Received

269693001 MCM-14 Water 09/25/18 15:25 09/26/18 09:30

269693002 MCM-09 Water 09/25/18 09:48 09/26/18 09:30

269693003 MCM-12 Water 09/25/18 13:20 09/26/18 09:30

269693004 MCM-11 Water 09/25/18 11:11 09/26/18 09:30

269693005 FBL 092518 Water 09/25/18 16:10 09/26/18 09:30

269693006 EQBL 092518 Water 09/25/18 16:15 09/26/18 09:30

269693007 Dup-1 Water 09/25/18 00:00 09/26/18 09:30
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

269693

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

Reported LaboratoryAnalysts

269693001 MCM-14 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

269693002 MCM-09 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

269693003 MCM-12 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

269693004 MCM-11 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

269693005 FBL 092518 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

269693006 EQBL 092518 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

269693007 Dup-1 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

269693

Plant McManus Ash Ponds

Sample: MCM-14 Lab ID: 269693001 Collected: 09/25/18 15:25 Received: 09/26/18 09:30 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 2.40 ± 0.479   (0.186)
C:103% T:NA

pCi/L 10/09/18 21:00 13982-63-3EPA 9315

Radium-228 3.82 ± 1.10   (1.42)
C:62% T:72%

pCi/L 10/10/18 13:07 15262-20-1EPA 9320

Total Radium 6.22 ± 1.58   (1.61) pCi/L 10/12/18 14:50 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

269693

Plant McManus Ash Ponds

Sample: MCM-09 Lab ID: 269693002 Collected: 09/25/18 09:48 Received: 09/26/18 09:30 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.88 ± 0.473   (0.270)
C:94% T:NA

pCi/L 10/10/18 11:24 13982-63-3EPA 9315

Radium-228 1.60 ± 0.607   (0.952)
C:79% T:72%

pCi/L 10/10/18 13:07 15262-20-1EPA 9320

Total Radium 3.48 ± 1.08   (1.22) pCi/L 12/17/18 12:43 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

269693

Plant McManus Ash Ponds

Sample: MCM-12 Lab ID: 269693003 Collected: 09/25/18 13:20 Received: 09/26/18 09:30 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.20 ± 0.354   (0.277)
C:104% T:NA

pCi/L 10/10/18 08:13 13982-63-3EPA 9315

Radium-228 1.03 ± 0.529   (0.980)
C:78% T:88%

pCi/L 10/10/18 13:07 15262-20-1EPA 9320

Total Radium 2.23 ± 0.883   (1.26) pCi/L 12/17/18 12:43 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

269693

Plant McManus Ash Ponds

Sample: MCM-11 Lab ID: 269693004 Collected: 09/25/18 11:11 Received: 09/26/18 09:30 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.473 ± 0.243   (0.356)
C:100% T:NA

pCi/L 10/10/18 08:13 13982-63-3EPA 9315

Radium-228 0.680 ± 0.516   (1.04)
C:79% T:83%

pCi/L 10/10/18 13:07 15262-20-1EPA 9320

Total Radium 1.15 ± 0.759   (1.40) pCi/L 12/17/18 12:43 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

269693

Plant McManus Ash Ponds

Sample: FBL 092518 Lab ID: 269693005 Collected: 09/25/18 16:10 Received: 09/26/18 09:30 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.236 ± 0.174   (0.293)
C:104% T:NA

pCi/L 10/10/18 08:13 13982-63-3EPA 9315

Radium-228 0.398 ± 0.467   (0.989)
C:80% T:77%

pCi/L 10/10/18 13:07 15262-20-1EPA 9320

Total Radium 0.634 ± 0.641   (1.28) pCi/L 12/17/18 12:43 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

269693

Plant McManus Ash Ponds

Sample: EQBL 092518 Lab ID: 269693006 Collected: 09/25/18 16:15 Received: 09/26/18 09:30 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.107 ± 0.128   (0.259)
C:102% T:NA

pCi/L 10/10/18 08:14 13982-63-3EPA 9315

Radium-228 -0.0394 ± 0.534   (1.23)
C:80% T:67%

pCi/L 10/10/18 13:07 15262-20-1EPA 9320

Total Radium 0.107 ± 0.662   (1.49) pCi/L 12/17/18 12:43 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

269693

Plant McManus Ash Ponds

Sample: Dup-1 Lab ID: 269693007 Collected: 09/25/18 00:00 Received: 09/26/18 09:30 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.52 ± 0.419   (0.283)
C:106% T:NA

pCi/L 10/10/18 08:14 13982-63-3EPA 9315

Radium-228 1.02 ± 0.474   (0.810)
C:78% T:77%

pCi/L 10/10/18 13:07 15262-20-1EPA 9320

Total Radium 2.54 ± 0.893   (1.09) pCi/L 12/17/18 12:43 7440-14-4Total Radium
Calculation
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

269693

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

315078

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 269693001, 269693002

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1537989

Associated Lab Samples: 269693001, 269693002

Matrix: Water

Analyzed

Radium-226 pCi/L 10/09/18 20:060.157 ± 0.116   (0.204) C:102% T:NA

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

269693

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

315398

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 269693003, 269693004, 269693005, 269693006, 269693007

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1539348

Associated Lab Samples: 269693003, 269693004, 269693005, 269693006, 269693007

Matrix: Water

Analyzed

Radium-226 pCi/L 10/10/18 08:130.0354 ± 0.113   (0.282) C:99% T:NA

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

269693

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

315079

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 269693001, 269693002, 269693003, 269693004, 269693005, 269693006, 269693007

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1537990

Associated Lab Samples: 269693001, 269693002, 269693003, 269693004, 269693005, 269693006, 269693007

Matrix: Water

Analyzed

Radium-228 pCi/L 10/10/18 13:070.483 ± 0.322   (0.612) C:82% T:88%

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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QUALIFIERS

Pace Project No.:

Project:

269693

Plant McManus Ash Ponds

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Act - Activity

Unc - Uncertainty: SDWA = 1.96 sigma count uncertainty, all other matrices = Expanded Uncertainty (95% confidence interval).
Gamma Spec = Expanded Uncertainty (95.4% Confidence Interval)

(MDC) - Minimum Detectable Concentration

Trac - Tracer Recovery (%)

Carr - Carrier Recovery (%)

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

LABORATORIES

Pace Analytical Services - GreensburgPASI-PA

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/17/2018 05:30 PM

Pace Analytical Services, LLC
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

269693

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

269693001 315078MCM-14 EPA 9315

269693002 315078MCM-09 EPA 9315

269693003 315398MCM-12 EPA 9315

269693004 315398MCM-11 EPA 9315

269693005 315398FBL 092518 EPA 9315

269693006 315398EQBL 092518 EPA 9315

269693007 315398Dup-1 EPA 9315

269693001 315079MCM-14 EPA 9320

269693002 315079MCM-09 EPA 9320

269693003 315079MCM-12 EPA 9320

269693004 315079MCM-11 EPA 9320

269693005 315079FBL 092518 EPA 9320

269693006 315079EQBL 092518 EPA 9320

269693007 315079Dup-1 EPA 9320

269693001 316532MCM-14 Total Radium Calculation

269693002 324178MCM-09 Total Radium Calculation

269693003 324178MCM-12 Total Radium Calculation

269693004 324178MCM-11 Total Radium Calculation

269693005 324178FBL 092518 Total Radium Calculation

269693006 324178EQBL 092518 Total Radium Calculation

269693007 324178Dup-1 Total Radium Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/17/2018 05:30 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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October 05, 2018

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 269813

269813

Project:

Pace Project No.:

RE:

Joju Abraham
Georgia Power - Coal Combustion Residuals
2480 Maner Road
Atlanta, GA 30339

Plant McManus Ash Ponds

Dear Joju Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on September 28, 2018.
The results relate only to the samples included in this report. Results reported herein conform to the
most current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual,
where applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Maria Padilla, Georgia Power

Lauren Petty, Southern Company Services, Inc.
Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC

Rebecca Thornton, Pace Analytical Atlanta
Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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CERTIFICATIONS

Pace Project No.:

Project:

269813

Plant McManus Ash Ponds

Atlanta Certification IDs

110 Technology Parkway Peachtree Corners, GA 30092

Florida DOH Certification #: E87315

Georgia DW Inorganics Certification #: 812

Georgia DW Microbiology Certification #: 812

North Carolina Certification #: 381

South Carolina Certification #: 98011001

Texas Certification #: T104704397-08-TX

Virginia Certification #: 460204

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092
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SAMPLE SUMMARY

Pace Project No.:

Project:

269813

Plant McManus Ash Ponds

Lab ID Sample ID Matrix Date Collected Date Received

269813001 MCM-04 Water 09/27/18 12:44 09/28/18 09:00

269813002 MCM-05 Water 09/27/18 09:50 09/28/18 09:00

269813003 MCM-06 Water 09/27/18 11:08 09/28/18 09:00

269813004 MCM-07 Water 09/27/18 14:50 09/28/18 09:00

269813005 MCM-10 Water 09/27/18 10:42 09/28/18 09:00

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

269813

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

ReportedAnalysts

269813001 MCM-04 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

269813002 MCM-05 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

269813003 MCM-06 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

269813004 MCM-07 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

269813005 MCM-10 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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(770)734-4200

Page 4 of 20



#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

269813

Plant McManus Ash Ponds

Sample: MCM-04 Lab ID: 269813001 Collected: 09/27/18 12:44 Received: 09/28/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 10/03/18 00:29 7440-36-010/01/18 13:570.0030 0.00078 1

Arsenic 0.010 mg/L 10/03/18 00:29 7440-38-210/01/18 13:570.0050 0.00057 1

Barium 0.14 mg/L 10/03/18 00:29 7440-39-310/01/18 13:570.010 0.00078 1

Beryllium 0.00031J mg/L 10/03/18 00:29 7440-41-710/01/18 13:570.0030 0.000050 1

Boron 0.060 mg/L 10/03/18 00:29 7440-42-810/01/18 13:570.040 0.0039 1

Cadmium ND mg/L 10/03/18 00:29 7440-43-910/01/18 13:570.0010 0.000093 1

Calcium 16.4J mg/L 10/03/18 00:35 7440-70-2 D310/01/18 13:5725.0 0.69 50

Chromium ND mg/L 10/03/18 16:12 7440-47-310/01/18 13:570.010 0.0016 1

Cobalt ND mg/L 10/03/18 16:12 7440-48-410/01/18 13:570.010 0.00052 1

Lead ND mg/L 10/03/18 00:29 7439-92-110/01/18 13:570.0050 0.00027 1

Lithium 0.0021J mg/L 10/03/18 00:29 7439-93-210/01/18 13:570.050 0.00097 1

Molybdenum ND mg/L 10/03/18 00:29 7439-98-710/01/18 13:570.010 0.0019 1

Selenium ND mg/L 10/03/18 00:29 7782-49-210/01/18 13:570.010 0.0014 1

Thallium ND mg/L 10/03/18 00:29 7440-28-010/01/18 13:570.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 10/03/18 19:02 7439-97-610/03/18 13:510.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 255 mg/L 10/01/18 15:2325.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 101 mg/L 10/03/18 07:20 16887-00-62.5 0.24 10

Fluoride 0.12J mg/L 10/03/18 05:27 16984-48-80.30 0.029 1

Sulfate 63.4 mg/L 10/03/18 07:20 14808-79-810.0 0.17 10

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:

Project:

269813

Plant McManus Ash Ponds

Sample: MCM-05 Lab ID: 269813002 Collected: 09/27/18 09:50 Received: 09/28/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 10/03/18 00:40 7440-36-010/01/18 13:570.0030 0.00078 1

Arsenic 0.0035J mg/L 10/03/18 00:40 7440-38-210/01/18 13:570.0050 0.00057 1

Barium 0.0097J mg/L 10/03/18 00:40 7440-39-310/01/18 13:570.010 0.00078 1

Beryllium ND mg/L 10/03/18 00:40 7440-41-710/01/18 13:570.0030 0.000050 1

Boron 0.47 mg/L 10/03/18 00:40 7440-42-810/01/18 13:570.040 0.0039 1

Cadmium ND mg/L 10/03/18 00:40 7440-43-910/01/18 13:570.0010 0.000093 1

Calcium 46.6 mg/L 10/03/18 00:46 7440-70-210/01/18 13:5725.0 0.69 50

Chromium ND mg/L 10/03/18 16:30 7440-47-310/01/18 13:570.010 0.0016 1

Cobalt ND mg/L 10/03/18 16:30 7440-48-410/01/18 13:570.010 0.00052 1

Lead ND mg/L 10/03/18 00:40 7439-92-110/01/18 13:570.0050 0.00027 1

Lithium 0.023J mg/L 10/03/18 00:40 7439-93-210/01/18 13:570.050 0.00097 1

Molybdenum ND mg/L 10/03/18 00:40 7439-98-710/01/18 13:570.010 0.0019 1

Selenium ND mg/L 10/03/18 00:40 7782-49-210/01/18 13:570.010 0.0014 1

Thallium ND mg/L 10/03/18 00:40 7440-28-010/01/18 13:570.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 10/03/18 19:09 7439-97-610/03/18 13:510.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 2360 mg/L 10/01/18 15:2325.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 1300 mg/L 10/03/18 07:43 16887-00-625.0 2.4 100

Fluoride 0.32 mg/L 10/03/18 05:50 16984-48-80.30 0.029 1

Sulfate 58.5J mg/L 10/03/18 07:43 14808-79-8100 1.7 100

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:

Project:

269813

Plant McManus Ash Ponds

Sample: MCM-06 Lab ID: 269813003 Collected: 09/27/18 11:08 Received: 09/28/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 10/03/18 01:03 7440-36-010/01/18 13:570.0030 0.00078 1

Arsenic 0.27 mg/L 10/03/18 16:36 7440-38-210/01/18 13:570.0050 0.00057 1

Barium 0.060 mg/L 10/03/18 01:03 7440-39-310/01/18 13:570.010 0.00078 1

Beryllium ND mg/L 10/03/18 16:36 7440-41-710/01/18 13:570.0030 0.000050 1

Boron 0.62 mg/L 10/03/18 16:36 7440-42-810/01/18 13:570.040 0.0039 1

Cadmium ND mg/L 10/03/18 01:03 7440-43-910/01/18 13:570.0010 0.000093 1

Calcium 95.1 mg/L 10/04/18 14:11 7440-70-210/01/18 13:5725.0 0.69 50

Chromium ND mg/L 10/03/18 16:36 7440-47-310/01/18 13:570.010 0.0016 1

Cobalt ND mg/L 10/03/18 16:36 7440-48-410/01/18 13:570.010 0.00052 1

Lead ND mg/L 10/03/18 01:03 7439-92-110/01/18 13:570.0050 0.00027 1

Lithium 0.045J mg/L 10/03/18 16:36 7439-93-210/01/18 13:570.050 0.00097 1

Molybdenum ND mg/L 10/03/18 01:03 7439-98-710/01/18 13:570.010 0.0019 1

Selenium ND mg/L 10/03/18 16:36 7782-49-210/01/18 13:570.010 0.0014 1

Thallium ND mg/L 10/03/18 01:03 7440-28-010/01/18 13:570.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 10/03/18 19:11 7439-97-610/03/18 13:510.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 4480 mg/L 10/01/18 15:2325.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 2510 mg/L 10/05/18 12:32 16887-00-612.5 1.2 50

Fluoride 0.068J mg/L 10/03/18 09:59 16984-48-80.30 0.029 1

Sulfate 29.4 mg/L 10/03/18 09:59 14808-79-8 M11.0 0.017 1

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:

Project:

269813

Plant McManus Ash Ponds

Sample: MCM-07 Lab ID: 269813004 Collected: 09/27/18 14:50 Received: 09/28/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 10/03/18 01:15 7440-36-010/01/18 13:570.0030 0.00078 1

Arsenic 0.015 mg/L 10/03/18 16:42 7440-38-210/01/18 13:570.0050 0.00057 1

Barium 0.12 mg/L 10/03/18 01:15 7440-39-310/01/18 13:570.010 0.00078 1

Beryllium 0.000074J mg/L 10/03/18 16:42 7440-41-710/01/18 13:570.0030 0.000050 1

Boron 0.88 mg/L 10/03/18 16:42 7440-42-810/01/18 13:570.040 0.0039 1

Cadmium ND mg/L 10/03/18 01:15 7440-43-910/01/18 13:570.0010 0.000093 1

Calcium 193 mg/L 10/04/18 14:17 7440-70-210/01/18 13:5725.0 0.69 50

Chromium 0.0024J mg/L 10/03/18 16:42 7440-47-310/01/18 13:570.010 0.0016 1

Cobalt ND mg/L 10/03/18 16:42 7440-48-410/01/18 13:570.010 0.00052 1

Lead ND mg/L 10/03/18 01:15 7439-92-110/01/18 13:570.0050 0.00027 1

Lithium 0.034J mg/L 10/03/18 16:42 7439-93-210/01/18 13:570.050 0.00097 1

Molybdenum ND mg/L 10/03/18 01:15 7439-98-710/01/18 13:570.010 0.0019 1

Selenium 0.0023J mg/L 10/03/18 16:42 7782-49-210/01/18 13:570.010 0.0014 1

Thallium ND mg/L 10/03/18 01:15 7440-28-010/01/18 13:570.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 10/03/18 19:14 7439-97-610/03/18 13:510.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 10200 mg/L 10/01/18 17:2525.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 5660 mg/L 10/03/18 20:26 16887-00-6125 12.0 500

Fluoride 0.32 mg/L 10/03/18 11:09 16984-48-8 M10.30 0.029 1

Sulfate 777 mg/L 10/03/18 20:49 14808-79-825.0 0.42 25

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:

Project:

269813

Plant McManus Ash Ponds

Sample: MCM-10 Lab ID: 269813005 Collected: 09/27/18 10:42 Received: 09/28/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 10/03/18 01:26 7440-36-010/01/18 13:570.0030 0.00078 1

Arsenic 0.049 mg/L 10/03/18 16:48 7440-38-210/01/18 13:570.025 0.0028 5

Barium 0.017 mg/L 10/03/18 01:26 7440-39-310/01/18 13:570.010 0.00078 1

Beryllium 0.026 mg/L 10/03/18 16:48 7440-41-710/01/18 13:570.015 0.00025 5

Boron 0.18J mg/L 10/03/18 16:48 7440-42-8 D310/01/18 13:570.20 0.020 5

Cadmium ND mg/L 10/03/18 01:26 7440-43-910/01/18 13:570.0010 0.000093 1

Calcium 94.8 mg/L 10/04/18 14:23 7440-70-210/01/18 13:5725.0 0.69 50

Chromium ND mg/L 10/03/18 16:48 7440-47-3 D310/01/18 13:570.050 0.0078 5

Cobalt 0.017J mg/L 10/03/18 16:48 7440-48-4 D310/01/18 13:570.050 0.0026 5

Lead ND mg/L 10/03/18 16:48 7439-92-1 D310/01/18 13:570.025 0.0014 5

Lithium 0.14J mg/L 10/03/18 16:48 7439-93-2 D310/01/18 13:570.25 0.0049 5

Molybdenum ND mg/L 10/03/18 01:26 7439-98-710/01/18 13:570.010 0.0019 1

Selenium 0.041J mg/L 10/03/18 16:48 7782-49-2 D310/01/18 13:570.050 0.0068 5

Thallium ND mg/L 10/03/18 16:48 7440-28-0 D310/01/18 13:570.0050 0.00071 5

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 10/03/18 19:16 7439-97-610/03/18 13:510.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 3970 mg/L 10/01/18 17:2525.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 660 mg/L 10/03/18 21:13 16887-00-612.5 1.2 50

Fluoride 1.6 mg/L 10/03/18 11:32 16984-48-80.30 0.029 1

Sulfate 2150 mg/L 10/03/18 21:13 14808-79-850.0 0.85 50

REPORT OF LABORATORY ANALYSIS
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

269813

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

14661

EPA 7470A

EPA 7470A

7470 Mercury

Associated Lab Samples: 269813001, 269813002, 269813003, 269813004, 269813005

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 65448

Associated Lab Samples: 269813001, 269813002, 269813003, 269813004, 269813005

Matrix: Water

AnalyzedMDL

Mercury mg/L ND 0.00050 10/03/18 18:390.000036

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

65449LABORATORY CONTROL SAMPLE:

LCSSpike

Mercury mg/L 0.0024.0025 95 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

65450MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

269730001

65451

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Mercury mg/L .0025 84 75-12583 2 20.0025ND 0.0021 0.0021
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

269813

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

14492

EPA 3005A

EPA 6020B

6020B MET

Associated Lab Samples: 269813001, 269813002, 269813003, 269813004, 269813005

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 64829

Associated Lab Samples: 269813001, 269813002, 269813003, 269813004, 269813005

Matrix: Water

AnalyzedMDL

Antimony mg/L ND 0.0030 10/02/18 20:460.00078

Arsenic mg/L ND 0.0050 10/02/18 20:460.00057

Barium mg/L ND 0.010 10/02/18 20:460.00078

Beryllium mg/L ND 0.0030 10/02/18 20:460.000050

Boron mg/L ND 0.040 10/02/18 20:460.0039

Cadmium mg/L ND 0.0010 10/02/18 20:460.000093

Calcium mg/L 0.026J 0.50 10/02/18 20:460.014

Chromium mg/L ND 0.010 10/02/18 20:460.0016

Cobalt mg/L ND 0.010 10/02/18 20:460.00052

Lead mg/L ND 0.0050 10/02/18 20:460.00027

Lithium mg/L ND 0.050 10/02/18 20:460.00097

Molybdenum mg/L ND 0.010 10/02/18 20:460.0019

Selenium mg/L ND 0.010 10/02/18 20:460.0014

Thallium mg/L ND 0.0010 10/02/18 20:460.00014

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

64830LABORATORY CONTROL SAMPLE:

LCSSpike

Antimony mg/L 0.10.1 103 80-120

Arsenic mg/L 0.099.1 99 80-120

Barium mg/L 0.098.1 98 80-120

Beryllium mg/L 0.10.1 102 80-120

Boron mg/L 1.01 102 80-120

Cadmium mg/L 0.10.1 103 80-120

Calcium mg/L 1.01 104 80-120

Chromium mg/L 0.10.1 105 80-120

Cobalt mg/L 0.11.1 107 80-120

Lead mg/L 0.10.1 101 80-120

Lithium mg/L 0.11.1 107 80-120

Molybdenum mg/L 0.10.1 103 80-120

Selenium mg/L 0.10.1 102 80-120

Thallium mg/L 0.099.1 99 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

64831MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

269623001

64832

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Antimony mg/L .1 107 75-125107 0 20.1ND 0.11 0.11

REPORT OF LABORATORY ANALYSIS
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

269813

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

64831MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

269623001

64832

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Arsenic mg/L .1 103 75-125102 1 20.10.00094J 0.10 0.10

Barium mg/L .1 104 75-12599 3 20.10.047 0.15 0.15

Beryllium mg/L .1 90 75-12589 2 20.10.00029J 0.091 0.089

Boron mg/L M61 254 75-125226 1 20116.5 19.0 18.8

Cadmium mg/L .1 103 75-125102 0 20.10.00069J 0.10 0.10

Calcium mg/L M61 748 75-125314 4 201115 123 118

Chromium mg/L .1 102 75-125100 2 20.1ND 0.10 0.10

Cobalt mg/L .1 102 75-125101 2 20.10.0071J 0.11 0.11

Lead mg/L .1 97 75-12592 5 20.1ND 0.097 0.092

Lithium mg/L .1 92 75-12590 2 20.10.028J 0.12 0.12

Molybdenum mg/L .1 107 75-125103 4 20.1ND 0.11 0.10

Selenium mg/L .1 107 75-12595 3 20.10.33 0.44 0.42

Thallium mg/L .1 96 75-12593 3 20.1ND 0.096 0.093
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

269813

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

14462

SM 2540C

SM 2540C

2540C Total Dissolved Solids

Associated Lab Samples: 269813001, 269813002, 269813003

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

64734LABORATORY CONTROL SAMPLE:

LCSSpike

Total Dissolved Solids mg/L 398400 100 84-108

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

269800015

64735SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 12.0J 10ND

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

269800018

64736SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 76.0 6 1081.0
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QUALITY CONTROL DATA

Pace Project No.:

Project:

269813

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

14509

SM 2540C

SM 2540C

2540C Total Dissolved Solids

Associated Lab Samples: 269813004, 269813005

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

64873LABORATORY CONTROL SAMPLE:

LCSSpike

Total Dissolved Solids mg/L 400400 100 84-108

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

269840001

64874SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 477 0 10478
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QUALITY CONTROL DATA

Pace Project No.:

Project:

269813

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

14554

EPA 300.0

EPA 300.0

300.0 IC Anions

Associated Lab Samples: 269813001, 269813002

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 65003

Associated Lab Samples: 269813001, 269813002

Matrix: Water

AnalyzedMDL

Chloride mg/L 0.083J 0.25 10/02/18 17:450.024

Fluoride mg/L ND 0.30 10/02/18 17:450.029

Sulfate mg/L ND 1.0 10/02/18 17:450.017

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

65004LABORATORY CONTROL SAMPLE:

LCSSpike

Chloride mg/L 10.310 103 90-110

Fluoride mg/L 10.210 102 90-110

Sulfate mg/L 10.910 109 90-110

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

65005MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

269800001

65006

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Chloride mg/L 10 101 90-110102 0 15105.6 15.8 15.8

Fluoride mg/L 10 107 90-110107 0 1510ND 10.7 10.7

Sulfate mg/L M1,R110 143 90-110108 19 15106.1 20.4 16.8

Parameter Units

MS

Result

% Rec

Limits Qualifiers% RecConc.

65007MATRIX SPIKE SAMPLE:

MSSpike

Result

269800002

Chloride mg/L 17.310 95 90-1107.8

Fluoride mg/L 10.310 103 90-110ND

Sulfate mg/L 12.510 110 90-1101.5

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/05/2018 04:24 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 15 of 20
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QUALITY CONTROL DATA

Pace Project No.:

Project:

269813

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

14555

EPA 300.0

EPA 300.0

300.0 IC Anions

Associated Lab Samples: 269813003, 269813004, 269813005

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 65008

Associated Lab Samples: 269813003, 269813004, 269813005

Matrix: Water

AnalyzedMDL

Chloride mg/L 0.073J 0.25 10/03/18 09:130.024

Fluoride mg/L ND 0.30 10/03/18 09:130.029

Sulfate mg/L ND 1.0 10/03/18 09:130.017

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

65009LABORATORY CONTROL SAMPLE:

LCSSpike

Chloride mg/L 10.410 104 90-110

Fluoride mg/L 10.410 104 90-110

Sulfate mg/L 10.910 109 90-110

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

65010MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

269813003

65011

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Chloride mg/L E10 -19000 90-110-19000 0 15102510 617 617

Fluoride mg/L 10 95 90-11094 0 15100.068J 9.5 9.5

Sulfate mg/L M110 75 90-11075 0 151029.4 36.9 36.9

Parameter Units

MS

Result

% Rec

Limits Qualifiers% RecConc.

65012MATRIX SPIKE SAMPLE:

MSSpike

Result

269813004

Chloride mg/L 915 E10 -47400 90-1105660

Fluoride mg/L 8.7 M110 84 90-1100.32

Sulfate mg/L 321 E10 -4560 90-110777
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QUALIFIERS

Pace Project No.:

Project:

269813

Plant McManus Ash Ponds

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

ANALYTE QUALIFIERS

Sample was diluted due to the presence of high levels of non-target analytes or other matrix interference.D3

Analyte concentration exceeded the calibration range. The reported result is estimated.E

Matrix spike recovery exceeded QC limits.  Batch accepted based on laboratory control sample (LCS) recovery.M1

Matrix spike and Matrix spike duplicate recovery not evaluated against control limits due to sample dilution.M6

RPD value was outside control limits.R1
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

269813

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

269813001 14492 14586MCM-04 EPA 3005A EPA 6020B

269813002 14492 14586MCM-05 EPA 3005A EPA 6020B

269813003 14492 14586MCM-06 EPA 3005A EPA 6020B

269813004 14492 14586MCM-07 EPA 3005A EPA 6020B

269813005 14492 14586MCM-10 EPA 3005A EPA 6020B

269813001 14661 14692MCM-04 EPA 7470A EPA 7470A

269813002 14661 14692MCM-05 EPA 7470A EPA 7470A

269813003 14661 14692MCM-06 EPA 7470A EPA 7470A

269813004 14661 14692MCM-07 EPA 7470A EPA 7470A

269813005 14661 14692MCM-10 EPA 7470A EPA 7470A

269813001 14462MCM-04 SM 2540C

269813002 14462MCM-05 SM 2540C

269813003 14462MCM-06 SM 2540C

269813004 14509MCM-07 SM 2540C

269813005 14509MCM-10 SM 2540C

269813001 14554MCM-04 EPA 300.0

269813002 14554MCM-05 EPA 300.0

269813003 14555MCM-06 EPA 300.0

269813004 14555MCM-07 EPA 300.0

269813005 14555MCM-10 EPA 300.0

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/05/2018 04:24 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 18 of 20



Page 19 of 20



Page 20 of 20



#=CL#

October 26, 2018

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 269815

269815

Project:

Pace Project No.:

RE:

Joju Abraham
Georgia Power - Coal Combustion Residuals
2480 Maner Road
Atlanta, GA 30339

Plant McManus Ash Ponds

Dear Joju Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on September 28, 2018.
The results relate only to the samples included in this report. Results reported herein conform to the
most current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual,
where applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Maria Padilla, Georgia Power

Lauren Petty, Southern Company Services, Inc.
Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC

Rebecca Thornton, Pace Analytical Atlanta
Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC
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CERTIFICATIONS

Pace Project No.:

Project:

269815

Plant McManus Ash Ponds

Pennsylvania Certification IDs

1638 Roseytown Rd Suites 2,3&4, Greensburg, PA 15601

ANAB DOD-ELAP Rad Accreditation #: L2417

Alabama Certification #: 41590

Arizona Certification #: AZ0734

Arkansas Certification

California Certification #: 04222CA

Colorado Certification #: PA01547

Connecticut Certification #: PH-0694

Delaware Certification

EPA Region 4 DW Rad

Florida/TNI Certification #: E87683

Georgia Certification #: C040

Guam Certification

Hawaii Certification

Idaho Certification

Illinois Certification

Indiana Certification

Iowa Certification #: 391

Kansas/TNI Certification #: E-10358

Kentucky Certification #: KY90133

KY WW Permit #: KY0098221

KY WW Permit #: KY0000221

Louisiana DHH/TNI Certification #: LA180012

Louisiana DEQ/TNI Certification #: 4086

Maine Certification #: 2017020

Maryland Certification #: 308

Massachusetts Certification #: M-PA1457

Michigan/PADEP Certification #: 9991

Missouri Certification #: 235

Montana Certification #: Cert0082

Nebraska Certification #: NE-OS-29-14

Nevada Certification #: PA014572018-1

New Hampshire/TNI Certification #: 297617

New Jersey/TNI Certification #: PA051

New Mexico Certification #: PA01457

New York/TNI Certification #: 10888

North Carolina Certification #: 42706

North Dakota Certification #: R-190

Ohio EPA Rad Approval: #41249

Oregon/TNI Certification #: PA200002-010

Pennsylvania/TNI Certification #: 65-00282

Puerto Rico Certification #: PA01457

Rhode Island Certification #: 65-00282

South Dakota Certification

Tennessee Certification #:  02867

Texas/TNI Certification #: T104704188-17-3

Utah/TNI Certification #: PA014572017-9

USDA Soil Permit #: P330-17-00091

Vermont Dept. of Health: ID# VT-0282

Virgin Island/PADEP Certification

Virginia/VELAP Certification #: 9526

Washington Certification #: C868

West Virginia DEP Certification #: 143

West Virginia DHHR Certification #: 9964C

Wisconsin Approve List for Rad

Wyoming Certification #: 8TMS-L
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SAMPLE SUMMARY

Pace Project No.:

Project:

269815

Plant McManus Ash Ponds

Lab ID Sample ID Matrix Date Collected Date Received

269815001 MCM-04 Water 09/27/18 12:44 09/28/18 09:00

269815002 MCM-05 Water 09/27/18 09:50 09/28/18 09:00

269815003 MCM-06 Water 09/27/18 11:08 09/28/18 09:00

269815004 MCM-07 Water 09/27/18 14:50 09/28/18 09:00

269815005 MCM-10 Water 09/27/18 10:42 09/28/18 09:00
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

269815

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

Reported LaboratoryAnalysts

269815001 MCM-04 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAVAL

Total Radium Calculation 1 PASI-PACMC

269815002 MCM-05 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAVAL

Total Radium Calculation 1 PASI-PACMC

269815003 MCM-06 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAVAL

Total Radium Calculation 1 PASI-PACMC

269815004 MCM-07 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAVAL

Total Radium Calculation 1 PASI-PACMC

269815005 MCM-10 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAVAL

Total Radium Calculation 1 PASI-PACMC

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 4 of 15



#=ARR#

ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

269815

Plant McManus Ash Ponds

Sample: MCM-04 Lab ID: 269815001 Collected: 09/27/18 12:44 Received: 09/28/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 3.91 ± 0.801   (0.241)
C:98% T:NA

pCi/L 10/10/18 08:27 13982-63-3EPA 9315

Radium-228 3.16 ± 0.816   (0.779)
C:73% T:77%

pCi/L 10/11/18 15:08 15262-20-1EPA 9320

Total Radium 7.07 ± 1.62   (1.02) pCi/L 10/19/18 13:53 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

269815

Plant McManus Ash Ponds

Sample: MCM-05 Lab ID: 269815002 Collected: 09/27/18 09:50 Received: 09/28/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.442 ± 0.253   (0.414)
C:98% T:NA

pCi/L 10/10/18 08:28 13982-63-3EPA 9315

Radium-228 0.187 ± 0.386   (0.852)
C:70% T:81%

pCi/L 10/11/18 15:08 15262-20-1EPA 9320

Total Radium 0.629 ± 0.639   (1.27) pCi/L 10/19/18 13:53 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

269815

Plant McManus Ash Ponds

Sample: MCM-06 Lab ID: 269815003 Collected: 09/27/18 11:08 Received: 09/28/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.44 ± 0.401   (0.267)
C:104% T:NA

pCi/L 10/10/18 08:28 13982-63-3EPA 9315

Radium-228 0.497 ± 0.367   (0.714)
C:73% T:83%

pCi/L 10/11/18 15:08 15262-20-1EPA 9320

Total Radium 1.94 ± 0.768   (0.981) pCi/L 10/19/18 13:53 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

269815

Plant McManus Ash Ponds

Sample: MCM-07 Lab ID: 269815004 Collected: 09/27/18 14:50 Received: 09/28/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 4.33 ± 0.865   (0.292)
C:101% T:NA

pCi/L 10/10/18 08:28 13982-63-3EPA 9315

Radium-228 1.78 ± 0.572   (0.747)
C:68% T:88%

pCi/L 10/11/18 15:08 15262-20-1EPA 9320

Total Radium 6.11 ± 1.44   (1.04) pCi/L 10/19/18 13:53 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

269815

Plant McManus Ash Ponds

Sample: MCM-10 Lab ID: 269815005 Collected: 09/27/18 10:42 Received: 09/28/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.20 ± 0.375   (0.354)
C:101% T:NA

pCi/L 10/10/18 08:28 13982-63-3EPA 9315

Radium-228 0.519 ± 0.361   (0.693)
C:75% T:85%

pCi/L 10/11/18 15:09 15262-20-1EPA 9320

Total Radium 1.72 ± 0.736   (1.05) pCi/L 10/19/18 13:53 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

269815

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

315399

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 269815001, 269815002, 269815003, 269815004, 269815005

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1539349

Associated Lab Samples: 269815001, 269815002, 269815003, 269815004, 269815005

Matrix: Water

Analyzed

Radium-228 pCi/L 10/11/18 15:07-0.0552 ± 0.277   (0.660) C:75% T:91%

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

269815

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

315398

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 269815001, 269815002, 269815003, 269815004, 269815005

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1539348

Associated Lab Samples: 269815001, 269815002, 269815003, 269815004, 269815005

Matrix: Water

Analyzed

Radium-226 pCi/L 10/10/18 08:130.0354 ± 0.113   (0.282) C:99% T:NA

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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QUALIFIERS

Pace Project No.:

Project:

269815

Plant McManus Ash Ponds

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Act - Activity

Unc - Uncertainty: SDWA = 1.96 sigma count uncertainty, all other matrices = Expanded Uncertainty (95% confidence interval).
Gamma Spec = Expanded Uncertainty (95.4% Confidence Interval)

(MDC) - Minimum Detectable Concentration

Trac - Tracer Recovery (%)

Carr - Carrier Recovery (%)

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

LABORATORIES

Pace Analytical Services - GreensburgPASI-PA

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/26/2018 04:42 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

269815

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

269815001 315398MCM-04 EPA 9315

269815002 315398MCM-05 EPA 9315

269815003 315398MCM-06 EPA 9315

269815004 315398MCM-07 EPA 9315

269815005 315398MCM-10 EPA 9315

269815001 315399MCM-04 EPA 9320

269815002 315399MCM-05 EPA 9320

269815003 315399MCM-06 EPA 9320

269815004 315399MCM-07 EPA 9320

269815005 315399MCM-10 EPA 9320

269815001 317357MCM-04 Total Radium Calculation

269815002 317357MCM-05 Total Radium Calculation

269815003 317357MCM-06 Total Radium Calculation

269815004 317357MCM-07 Total Radium Calculation

269815005 317357MCM-10 Total Radium Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/26/2018 04:42 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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October 05, 2018

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 269817

269817

Project:

Pace Project No.:

RE:

Joju Abraham
Georgia Power - Coal Combustion Residuals
2480 Maner Road
Atlanta, GA 30339

Plant McManus Ash Ponds

Dear Joju Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on September 28, 2018.
The results relate only to the samples included in this report. Results reported herein conform to the
most current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual,
where applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Maria Padilla, Georgia Power

Lauren Petty, Southern Company Services, Inc.
Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC

Rebecca Thornton, Pace Analytical Atlanta
Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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CERTIFICATIONS

Pace Project No.:

Project:

269817

Plant McManus Ash Ponds

Atlanta Certification IDs

110 Technology Parkway Peachtree Corners, GA 30092

Florida DOH Certification #: E87315

Georgia DW Inorganics Certification #: 812

Georgia DW Microbiology Certification #: 812

North Carolina Certification #: 381

South Carolina Certification #: 98011001

Texas Certification #: T104704397-08-TX

Virginia Certification #: 460204

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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SAMPLE SUMMARY

Pace Project No.:

Project:

269817

Plant McManus Ash Ponds

Lab ID Sample ID Matrix Date Collected Date Received

269817001 MCM-01 Water 09/26/18 09:27 09/28/18 09:00

269817002 MCM-15 Water 09/26/18 14:25 09/28/18 09:00

269817003 MCM-16 Water 09/26/18 11:05 09/28/18 09:00

269817004 MCM-8 Water 09/26/18 14:31 09/28/18 09:00

269817005 MCM-2 Water 09/26/18 16:00 09/28/18 09:00

269817006 MCM-17 Water 09/26/18 17:27 09/28/18 09:00

269817007 MCM-17 Filtered Water 09/26/18 17:43 09/28/18 09:00

269817008 Dup-2 Water 09/26/18 00:00 09/28/18 09:00

269817009 FBL 092618 Water 09/26/18 15:25 09/28/18 09:00

269817010 EQBL 092618 Water 09/26/18 15:30 09/28/18 09:00

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

269817

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

ReportedAnalysts

269817001 MCM-01 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

269817002 MCM-15 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

269817003 MCM-16 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

269817004 MCM-8 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

269817005 MCM-2 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

269817006 MCM-17 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

269817007 MCM-17 Filtered EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

269817008 Dup-2 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

269817009 FBL 092618 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

269817010 EQBL 092618 EPA 6020B 14CSW

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

269817

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

ReportedAnalysts

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS

Pace Project No.:

Project:

269817

Plant McManus Ash Ponds

Sample: MCM-01 Lab ID: 269817001 Collected: 09/26/18 09:27 Received: 09/28/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 10/04/18 22:21 7440-36-010/02/18 11:060.0030 0.00078 1

Arsenic 0.0081 mg/L 10/04/18 22:21 7440-38-210/02/18 11:060.0050 0.00057 1

Barium 0.073 mg/L 10/04/18 22:21 7440-39-310/02/18 11:060.010 0.00078 1

Beryllium 0.000092J mg/L 10/04/18 22:21 7440-41-710/02/18 11:060.0030 0.000050 1

Boron 0.038J mg/L 10/04/18 22:21 7440-42-810/02/18 11:060.040 0.0039 1

Cadmium ND mg/L 10/04/18 22:21 7440-43-910/02/18 11:060.0010 0.000093 1

Calcium 12.8J mg/L 10/04/18 22:27 7440-70-2 D310/02/18 11:0625.0 0.69 50

Chromium ND mg/L 10/04/18 22:21 7440-47-310/02/18 11:060.010 0.0016 1

Cobalt ND mg/L 10/04/18 22:21 7440-48-410/02/18 11:060.010 0.00052 1

Lead ND mg/L 10/04/18 22:21 7439-92-110/02/18 11:060.0050 0.00027 1

Lithium ND mg/L 10/04/18 22:21 7439-93-210/02/18 11:060.050 0.00097 1

Molybdenum ND mg/L 10/04/18 22:21 7439-98-710/02/18 11:060.010 0.0019 1

Selenium ND mg/L 10/04/18 22:21 7782-49-210/02/18 11:060.010 0.0014 1

Thallium ND mg/L 10/04/18 22:21 7440-28-010/02/18 11:060.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 10/03/18 19:18 7439-97-610/03/18 13:510.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 133 mg/L 10/01/18 15:2225.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 23.4 mg/L 10/03/18 11:55 16887-00-60.25 0.024 1

Fluoride 0.12J mg/L 10/03/18 11:55 16984-48-80.30 0.029 1

Sulfate 54.1 mg/L 10/03/18 21:36 14808-79-82.0 0.034 2

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/05/2018 05:11 PM
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ANALYTICAL RESULTS

Pace Project No.:

Project:

269817

Plant McManus Ash Ponds

Sample: MCM-15 Lab ID: 269817002 Collected: 09/26/18 14:25 Received: 09/28/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 10/04/18 22:33 7440-36-010/02/18 11:060.0030 0.00078 1

Arsenic 0.0023J mg/L 10/04/18 22:33 7440-38-210/02/18 11:060.0050 0.00057 1

Barium 0.049 mg/L 10/04/18 22:33 7440-39-310/02/18 11:060.010 0.00078 1

Beryllium 0.00039J mg/L 10/04/18 22:33 7440-41-710/02/18 11:060.0030 0.000050 1

Boron 0.060 mg/L 10/04/18 22:33 7440-42-810/02/18 11:060.040 0.0039 1

Cadmium ND mg/L 10/04/18 22:33 7440-43-910/02/18 11:060.0010 0.000093 1

Calcium 8.5J mg/L 10/04/18 22:38 7440-70-2 D310/02/18 11:0625.0 0.69 50

Chromium 0.0030J mg/L 10/04/18 22:33 7440-47-310/02/18 11:060.010 0.0016 1

Cobalt ND mg/L 10/04/18 22:33 7440-48-410/02/18 11:060.010 0.00052 1

Lead ND mg/L 10/04/18 22:33 7439-92-110/02/18 11:060.0050 0.00027 1

Lithium 0.0018J mg/L 10/04/18 22:33 7439-93-210/02/18 11:060.050 0.00097 1

Molybdenum ND mg/L 10/04/18 22:33 7439-98-710/02/18 11:060.010 0.0019 1

Selenium 0.0015J mg/L 10/04/18 22:33 7782-49-210/02/18 11:060.010 0.0014 1

Thallium ND mg/L 10/04/18 22:33 7440-28-010/02/18 11:060.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 10/03/18 19:21 7439-97-610/03/18 13:510.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 124 mg/L 10/01/18 15:2225.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 18.5 mg/L 10/03/18 12:18 16887-00-60.25 0.024 1

Fluoride ND mg/L 10/03/18 12:18 16984-48-80.30 0.029 1

Sulfate 23.0 mg/L 10/03/18 12:18 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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ANALYTICAL RESULTS

Pace Project No.:

Project:

269817

Plant McManus Ash Ponds

Sample: MCM-16 Lab ID: 269817003 Collected: 09/26/18 11:05 Received: 09/28/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 10/03/18 22:10 7440-36-010/02/18 11:060.0030 0.00078 1

Arsenic ND mg/L 10/03/18 22:10 7440-38-210/02/18 11:060.0050 0.00057 1

Barium 0.13 mg/L 10/03/18 22:10 7440-39-3 M110/02/18 11:060.010 0.00078 1

Beryllium 0.00019J mg/L 10/03/18 22:10 7440-41-710/02/18 11:060.0030 0.000050 1

Boron 0.072 mg/L 10/03/18 22:10 7440-42-810/02/18 11:060.040 0.0039 1

Cadmium ND mg/L 10/03/18 22:10 7440-43-910/02/18 11:060.0010 0.000093 1

Calcium 5.3 mg/L 10/03/18 22:10 7440-70-2 M110/02/18 11:060.50 0.014 1

Chromium ND mg/L 10/03/18 22:10 7440-47-310/02/18 11:060.010 0.0016 1

Cobalt ND mg/L 10/03/18 22:10 7440-48-410/02/18 11:060.010 0.00052 1

Lead ND mg/L 10/03/18 22:10 7439-92-110/02/18 11:060.0050 0.00027 1

Lithium ND mg/L 10/03/18 22:10 7439-93-210/02/18 11:060.050 0.00097 1

Molybdenum ND mg/L 10/03/18 22:10 7439-98-710/02/18 11:060.010 0.0019 1

Selenium ND mg/L 10/03/18 22:10 7782-49-210/02/18 11:060.010 0.0014 1

Thallium ND mg/L 10/03/18 22:10 7440-28-010/02/18 11:060.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 10/03/18 19:23 7439-97-610/03/18 13:510.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 117 mg/L 10/01/18 15:2325.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 28.4 mg/L 10/03/18 12:42 16887-00-60.25 0.024 1

Fluoride ND mg/L 10/03/18 12:42 16984-48-80.30 0.029 1

Sulfate 36.8 mg/L 10/03/18 12:42 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/05/2018 05:11 PM
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ANALYTICAL RESULTS

Pace Project No.:

Project:

269817

Plant McManus Ash Ponds

Sample: MCM-8 Lab ID: 269817004 Collected: 09/26/18 14:31 Received: 09/28/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 10/03/18 23:02 7440-36-010/02/18 11:060.0030 0.00078 1

Arsenic 0.023 mg/L 10/03/18 23:02 7440-38-210/02/18 11:060.0050 0.00057 1

Barium 0.59 mg/L 10/03/18 23:07 7440-39-310/02/18 11:060.50 0.039 50

Beryllium 0.00040J mg/L 10/03/18 23:02 7440-41-710/02/18 11:060.0030 0.000050 1

Boron 0.32 mg/L 10/03/18 23:02 7440-42-810/02/18 11:060.040 0.0039 1

Cadmium ND mg/L 10/03/18 23:02 7440-43-910/02/18 11:060.0010 0.000093 1

Calcium 42.6 mg/L 10/03/18 23:07 7440-70-210/02/18 11:0625.0 0.69 50

Chromium 0.0088J mg/L 10/03/18 23:02 7440-47-310/02/18 11:060.010 0.0016 1

Cobalt 0.0049J mg/L 10/03/18 23:02 7440-48-410/02/18 11:060.010 0.00052 1

Lead ND mg/L 10/03/18 23:02 7439-92-110/02/18 11:060.0050 0.00027 1

Lithium 0.0021J mg/L 10/03/18 23:02 7439-93-210/02/18 11:060.050 0.00097 1

Molybdenum 0.0028J mg/L 10/03/18 23:02 7439-98-710/02/18 11:060.010 0.0019 1

Selenium 0.0059J mg/L 10/03/18 23:02 7782-49-210/02/18 11:060.010 0.0014 1

Thallium ND mg/L 10/03/18 23:02 7440-28-010/02/18 11:060.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 10/03/18 19:26 7439-97-610/03/18 13:510.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 3610 mg/L 10/01/18 15:2325.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 2040 mg/L 10/05/18 12:53 16887-00-612.5 1.2 50

Fluoride ND mg/L 10/03/18 13:05 16984-48-80.30 0.029 1

Sulfate 423 mg/L 10/05/18 12:53 14808-79-850.0 0.85 50

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/05/2018 05:11 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 9 of 25



#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

269817

Plant McManus Ash Ponds

Sample: MCM-2 Lab ID: 269817005 Collected: 09/26/18 16:00 Received: 09/28/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 10/03/18 23:13 7440-36-010/02/18 11:060.0030 0.00078 1

Arsenic ND mg/L 10/03/18 23:13 7440-38-210/02/18 11:060.0050 0.00057 1

Barium 0.11 mg/L 10/03/18 23:13 7440-39-310/02/18 11:060.010 0.00078 1

Beryllium 0.00017J mg/L 10/03/18 23:13 7440-41-710/02/18 11:060.0030 0.000050 1

Boron 0.10 mg/L 10/03/18 23:13 7440-42-810/02/18 11:060.040 0.0039 1

Cadmium ND mg/L 10/03/18 23:13 7440-43-910/02/18 11:060.0010 0.000093 1

Calcium 4.6 mg/L 10/03/18 23:13 7440-70-210/02/18 11:060.50 0.014 1

Chromium ND mg/L 10/03/18 23:13 7440-47-310/02/18 11:060.010 0.0016 1

Cobalt ND mg/L 10/03/18 23:13 7440-48-410/02/18 11:060.010 0.00052 1

Lead ND mg/L 10/03/18 23:13 7439-92-110/02/18 11:060.0050 0.00027 1

Lithium ND mg/L 10/03/18 23:13 7439-93-210/02/18 11:060.050 0.00097 1

Molybdenum ND mg/L 10/03/18 23:13 7439-98-710/02/18 11:060.010 0.0019 1

Selenium ND mg/L 10/03/18 23:13 7782-49-210/02/18 11:060.010 0.0014 1

Thallium ND mg/L 10/03/18 23:13 7440-28-010/02/18 11:060.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 10/03/18 19:28 7439-97-610/03/18 13:510.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 132 mg/L 10/01/18 15:2325.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 33.4 mg/L 10/03/18 13:28 16887-00-60.25 0.024 1

Fluoride ND mg/L 10/03/18 13:28 16984-48-80.30 0.029 1

Sulfate 39.6 mg/L 10/03/18 13:28 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/05/2018 05:11 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 10 of 25



#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

269817

Plant McManus Ash Ponds

Sample: MCM-17 Lab ID: 269817006 Collected: 09/26/18 17:27 Received: 09/28/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 10/03/18 23:25 7440-36-010/02/18 11:060.0030 0.00078 1

Arsenic 0.0015J mg/L 10/03/18 23:25 7440-38-210/02/18 11:060.0050 0.00057 1

Barium 0.099 mg/L 10/03/18 23:25 7440-39-310/02/18 11:060.010 0.00078 1

Beryllium 0.00024J mg/L 10/03/18 23:25 7440-41-710/02/18 11:060.0030 0.000050 1

Boron 1.3 mg/L 10/03/18 23:25 7440-42-810/02/18 11:060.040 0.0039 1

Cadmium ND mg/L 10/03/18 23:25 7440-43-910/02/18 11:060.0010 0.000093 1

Calcium 148 mg/L 10/03/18 23:30 7440-70-210/02/18 11:0625.0 0.69 50

Chromium 0.0092J mg/L 10/03/18 23:25 7440-47-310/02/18 11:060.010 0.0016 1

Cobalt ND mg/L 10/03/18 23:25 7440-48-410/02/18 11:060.010 0.00052 1

Lead ND mg/L 10/03/18 23:25 7439-92-110/02/18 11:060.0050 0.00027 1

Lithium 0.020J mg/L 10/03/18 23:25 7439-93-210/02/18 11:060.050 0.00097 1

Molybdenum ND mg/L 10/03/18 23:25 7439-98-710/02/18 11:060.010 0.0019 1

Selenium 0.0016J mg/L 10/03/18 23:25 7782-49-210/02/18 11:060.010 0.0014 1

Thallium ND mg/L 10/03/18 23:25 7440-28-010/02/18 11:060.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 10/03/18 19:30 7439-97-610/03/18 13:510.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 6920 mg/L 10/01/18 15:2325.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 4050 mg/L 10/03/18 21:59 16887-00-650.0 4.8 200

Fluoride 0.42 mg/L 10/03/18 15:48 16984-48-80.30 0.029 1

Sulfate 360 mg/L 10/03/18 22:22 14808-79-850.0 0.85 50

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/05/2018 05:11 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 11 of 25



#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

269817

Plant McManus Ash Ponds

Sample: MCM-17 Filtered Lab ID: 269817007 Collected: 09/26/18 17:43 Received: 09/28/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS, Dissolved

Antimony, Dissolved ND mg/L 10/04/18 23:13 7440-36-0 D310/02/18 11:540.015 0.0039 5

Arsenic, Dissolved 0.0034J mg/L 10/04/18 23:13 7440-38-2 D310/02/18 11:540.025 0.0028 5

Barium, Dissolved 0.084 mg/L 10/04/18 23:13 7440-39-310/02/18 11:540.050 0.0039 5

Beryllium, Dissolved ND mg/L 10/04/18 23:13 7440-41-7 D310/02/18 11:540.015 0.00025 5

Boron, Dissolved 1.7 mg/L 10/04/18 23:13 7440-42-810/02/18 11:540.20 0.020 5

Cadmium, Dissolved ND mg/L 10/04/18 23:13 7440-43-9 D310/02/18 11:540.0050 0.00046 5

Calcium, Dissolved 137 mg/L 10/04/18 23:18 7440-70-2 M610/02/18 11:5425.0 0.69 50

Chromium, Dissolved 0.0084J mg/L 10/04/18 23:13 7440-47-3 D310/02/18 11:540.050 0.0078 5

Cobalt, Dissolved ND mg/L 10/04/18 23:13 7440-48-4 D310/02/18 11:540.050 0.0026 5

Lead, Dissolved ND mg/L 10/04/18 23:13 7439-92-1 D310/02/18 11:540.025 0.0014 5

Lithium, Dissolved 0.022J mg/L 10/04/18 23:13 7439-93-2 D310/02/18 11:540.25 0.0049 5

Molybdenum, Dissolved ND mg/L 10/04/18 23:13 7439-98-7 D310/02/18 11:540.050 0.0097 5

Selenium, Dissolved ND mg/L 10/04/18 23:13 7782-49-2 D310/02/18 11:540.050 0.0068 5

Thallium, Dissolved ND mg/L 10/04/18 23:13 7440-28-0 D310/02/18 11:540.0050 0.00071 5

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury, Dissolved

Mercury, Dissolved ND mg/L 10/03/18 17:11 7439-97-610/03/18 12:460.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 6620 mg/L 10/01/18 15:2325.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 3880 mg/L 10/05/18 13:14 16887-00-625.0 2.4 100

Fluoride 0.46 mg/L 10/03/18 16:11 16984-48-80.30 0.029 1

Sulfate 306 mg/L 10/05/18 12:32 14808-79-850.0 0.85 50

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/05/2018 05:11 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 12 of 25



#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

269817

Plant McManus Ash Ponds

Sample: Dup-2 Lab ID: 269817008 Collected: 09/26/18 00:00 Received: 09/28/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 10/03/18 23:36 7440-36-010/02/18 11:060.0030 0.00078 1

Arsenic ND mg/L 10/03/18 23:36 7440-38-210/02/18 11:060.0050 0.00057 1

Barium 0.12 mg/L 10/03/18 23:36 7440-39-310/02/18 11:060.010 0.00078 1

Beryllium 0.00018J mg/L 10/03/18 23:36 7440-41-710/02/18 11:060.0030 0.000050 1

Boron 0.070 mg/L 10/03/18 23:36 7440-42-810/02/18 11:060.040 0.0039 1

Cadmium ND mg/L 10/03/18 23:36 7440-43-910/02/18 11:060.0010 0.000093 1

Calcium 5.4 mg/L 10/03/18 23:36 7440-70-210/02/18 11:060.50 0.014 1

Chromium ND mg/L 10/03/18 23:36 7440-47-310/02/18 11:060.010 0.0016 1

Cobalt ND mg/L 10/03/18 23:36 7440-48-410/02/18 11:060.010 0.00052 1

Lead ND mg/L 10/03/18 23:36 7439-92-110/02/18 11:060.0050 0.00027 1

Lithium ND mg/L 10/03/18 23:36 7439-93-210/02/18 11:060.050 0.00097 1

Molybdenum ND mg/L 10/03/18 23:36 7439-98-710/02/18 11:060.010 0.0019 1

Selenium ND mg/L 10/03/18 23:36 7782-49-210/02/18 11:060.010 0.0014 1

Thallium ND mg/L 10/03/18 23:36 7440-28-010/02/18 11:060.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 10/03/18 19:37 7439-97-610/03/18 13:510.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 112 mg/L 10/01/18 15:2325.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 28.5 mg/L 10/03/18 16:57 16887-00-60.25 0.024 1

Fluoride 0.069J mg/L 10/03/18 16:57 16984-48-80.30 0.029 1

Sulfate 36.4 mg/L 10/03/18 16:57 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/05/2018 05:11 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 13 of 25



#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

269817

Plant McManus Ash Ponds

Sample: FBL 092618 Lab ID: 269817009 Collected: 09/26/18 15:25 Received: 09/28/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 10/03/18 23:48 7440-36-010/02/18 11:060.0030 0.00078 1

Arsenic ND mg/L 10/03/18 23:48 7440-38-210/02/18 11:060.0050 0.00057 1

Barium ND mg/L 10/03/18 23:48 7440-39-310/02/18 11:060.010 0.00078 1

Beryllium ND mg/L 10/03/18 23:48 7440-41-710/02/18 11:060.0030 0.000050 1

Boron ND mg/L 10/03/18 23:48 7440-42-810/02/18 11:060.040 0.0039 1

Cadmium ND mg/L 10/03/18 23:48 7440-43-910/02/18 11:060.0010 0.000093 1

Calcium ND mg/L 10/03/18 23:48 7440-70-210/02/18 11:060.50 0.014 1

Chromium ND mg/L 10/03/18 23:48 7440-47-310/02/18 11:060.010 0.0016 1

Cobalt ND mg/L 10/03/18 23:48 7440-48-410/02/18 11:060.010 0.00052 1

Lead ND mg/L 10/03/18 23:48 7439-92-110/02/18 11:060.0050 0.00027 1

Lithium ND mg/L 10/03/18 23:48 7439-93-210/02/18 11:060.050 0.00097 1

Molybdenum ND mg/L 10/03/18 23:48 7439-98-710/02/18 11:060.010 0.0019 1

Selenium ND mg/L 10/03/18 23:48 7782-49-210/02/18 11:060.010 0.0014 1

Thallium ND mg/L 10/03/18 23:48 7440-28-010/02/18 11:060.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 10/03/18 19:40 7439-97-610/03/18 13:510.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 26.0 mg/L 10/01/18 15:2325.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 0.062J mg/L 10/03/18 17:21 16887-00-6 B0.25 0.024 1

Fluoride ND mg/L 10/03/18 17:21 16984-48-80.30 0.029 1

Sulfate ND mg/L 10/03/18 17:21 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/05/2018 05:11 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 14 of 25
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ANALYTICAL RESULTS

Pace Project No.:

Project:

269817

Plant McManus Ash Ponds

Sample: EQBL 092618 Lab ID: 269817010 Collected: 09/26/18 15:30 Received: 09/28/18 09:00 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 10/03/18 23:53 7440-36-010/02/18 11:060.0030 0.00078 1

Arsenic ND mg/L 10/03/18 23:53 7440-38-210/02/18 11:060.0050 0.00057 1

Barium ND mg/L 10/03/18 23:53 7440-39-310/02/18 11:060.010 0.00078 1

Beryllium ND mg/L 10/03/18 23:53 7440-41-710/02/18 11:060.0030 0.000050 1

Boron ND mg/L 10/03/18 23:53 7440-42-810/02/18 11:060.040 0.0039 1

Cadmium ND mg/L 10/03/18 23:53 7440-43-910/02/18 11:060.0010 0.000093 1

Calcium ND mg/L 10/03/18 23:53 7440-70-210/02/18 11:060.50 0.014 1

Chromium ND mg/L 10/03/18 23:53 7440-47-310/02/18 11:060.010 0.0016 1

Cobalt ND mg/L 10/03/18 23:53 7440-48-410/02/18 11:060.010 0.00052 1

Lead ND mg/L 10/03/18 23:53 7439-92-110/02/18 11:060.0050 0.00027 1

Lithium ND mg/L 10/03/18 23:53 7439-93-210/02/18 11:060.050 0.00097 1

Molybdenum ND mg/L 10/03/18 23:53 7439-98-710/02/18 11:060.010 0.0019 1

Selenium ND mg/L 10/03/18 23:53 7782-49-210/02/18 11:060.010 0.0014 1

Thallium ND mg/L 10/03/18 23:53 7440-28-010/02/18 11:060.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 10/03/18 19:42 7439-97-610/03/18 13:510.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 16.0J mg/L 10/01/18 15:2325.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 0.11J mg/L 10/03/18 17:44 16887-00-6 B0.25 0.024 1

Fluoride ND mg/L 10/03/18 17:44 16984-48-80.30 0.029 1

Sulfate ND mg/L 10/03/18 17:44 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/05/2018 05:11 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

269817

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

14661

EPA 7470A

EPA 7470A

7470 Mercury

Associated Lab Samples: 269817001, 269817002, 269817003, 269817004, 269817005, 269817006, 269817008, 269817009, 269817010

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 65448

Associated Lab Samples: 269817001, 269817002, 269817003, 269817004, 269817005, 269817006, 269817008, 269817009, 269817010

Matrix: Water

AnalyzedMDL

Mercury mg/L ND 0.00050 10/03/18 18:390.000036

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/05/2018 05:11 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

269817

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

14659

EPA 7470A

EPA 7470A

7470 Mercury Dissolved

Associated Lab Samples:

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/05/2018 05:11 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 17 of 25



#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

269817

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

14541

EPA 3005A

EPA 6020B

6020B MET

Associated Lab Samples:

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/05/2018 05:11 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

269817

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

14542

EPA 3005A

EPA 6020B

6020B MET

Associated Lab Samples:

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/05/2018 05:11 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 19 of 25



#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

269817

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

14571

EPA 3005A

EPA 6020B

6020B MET Dissolved

Associated Lab Samples:

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/05/2018 05:11 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

269817

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

14462

SM 2540C

SM 2540C

2540C Total Dissolved Solids

Associated Lab Samples:
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QUALITY CONTROL DATA

Pace Project No.:

Project:

269817

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

14555

EPA 300.0

EPA 300.0

300.0 IC Anions

Associated Lab Samples:

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/05/2018 05:11 PM

Pace Analytical Services, LLC

110 Technology Parkway
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QUALIFIERS

Pace Project No.:

Project:

269817

Plant McManus Ash Ponds

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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October 26, 2018

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 269818

269818

Project:

Pace Project No.:

RE:

Joju Abraham
Georgia Power - Coal Combustion Residuals
2480 Maner Road
Atlanta, GA 30339

Plant McManus Ash Ponds

Dear Joju Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on September 28, 2018.
The results relate only to the samples included in this report. Results reported herein conform to the
most current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual,
where applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Maria Padilla, Georgia Power

Lauren Petty, Southern Company Services, Inc.
Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC

Rebecca Thornton, Pace Analytical Atlanta
Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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CERTIFICATIONS

Pace Project No.:

Project:

269818

Plant McManus Ash Ponds

Pennsylvania Certification IDs

1638 Roseytown Rd Suites 2,3&4, Greensburg, PA 15601

ANAB DOD-ELAP Rad Accreditation #: L2417

Alabama Certification #: 41590

Arizona Certification #: AZ0734

Arkansas Certification

California Certification #: 04222CA

Colorado Certification #: PA01547

Connecticut Certification #: PH-0694

Delaware Certification

EPA Region 4 DW Rad

Florida/TNI Certification #: E87683

Georgia Certification #: C040

Guam Certification

Hawaii Certification

Idaho Certification

Illinois Certification

Indiana Certification

Iowa Certification #: 391

Kansas/TNI Certification #: E-10358

Kentucky Certification #: KY90133

KY WW Permit #: KY0098221

KY WW Permit #: KY0000221

Louisiana DHH/TNI Certification #: LA180012

Louisiana DEQ/TNI Certification #: 4086

Maine Certification #: 2017020

Maryland Certification #: 308

Massachusetts Certification #: M-PA1457

Michigan/PADEP Certification #: 9991

Missouri Certification #: 235

Montana Certification #: Cert0082

Nebraska Certification #: NE-OS-29-14

Nevada Certification #: PA014572018-1

New Hampshire/TNI Certification #: 297617

New Jersey/TNI Certification #: PA051

New Mexico Certification #: PA01457

New York/TNI Certification #: 10888

North Carolina Certification #: 42706

North Dakota Certification #: R-190

Ohio EPA Rad Approval: #41249

Oregon/TNI Certification #: PA200002-010

Pennsylvania/TNI Certification #: 65-00282

Puerto Rico Certification #: PA01457

Rhode Island Certification #: 65-00282

South Dakota Certification

Tennessee Certification #:  02867

Texas/TNI Certification #: T104704188-17-3

Utah/TNI Certification #: PA014572017-9

USDA Soil Permit #: P330-17-00091

Vermont Dept. of Health: ID# VT-0282

Virgin Island/PADEP Certification

Virginia/VELAP Certification #: 9526

Washington Certification #: C868

West Virginia DEP Certification #: 143

West Virginia DHHR Certification #: 9964C

Wisconsin Approve List for Rad

Wyoming Certification #: 8TMS-L

REPORT OF LABORATORY ANALYSIS
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SAMPLE SUMMARY

Pace Project No.:

Project:

269818

Plant McManus Ash Ponds

Lab ID Sample ID Matrix Date Collected Date Received

269818001 MCM-01 Water 09/26/18 09:27 09/28/18 09:00

269818002 MCM-15 Water 09/26/18 14:25 09/28/18 09:00

269818003 MCM-16 Water 09/26/18 11:05 09/28/18 09:00

269818004 MCM-8 Water 09/26/18 14:31 09/28/18 09:00

269818005 MCM-2 Water 09/26/18 16:00 09/28/18 09:00

269818006 MCM-17 Water 09/26/18 17:27 09/28/18 09:00

269818007 MCM-17 Filtered Water 09/26/18 17:43 09/28/18 09:00

269818008 Dup-2 Water 09/26/18 00:00 09/28/18 09:00

269818009 FBL 092618 Water 09/26/18 15:25 09/28/18 09:00

269818010 EQBL 092618 Water 09/26/18 15:30 09/28/18 09:00

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

269818

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

Reported LaboratoryAnalysts

269818001 MCM-01 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAVAL

Total Radium Calculation 1 PASI-PACMC

269818002 MCM-15 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAVAL

Total Radium Calculation 1 PASI-PACMC

269818003 MCM-16 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAVAL

Total Radium Calculation 1 PASI-PACMC

269818004 MCM-8 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAVAL

Total Radium Calculation 1 PASI-PACMC

269818005 MCM-2 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAVAL

Total Radium Calculation 1 PASI-PACMC

269818006 MCM-17 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAVAL

Total Radium Calculation 1 PASI-PACMC

269818007 MCM-17 Filtered EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAVAL

Total Radium Calculation 1 PASI-PACMC

269818008 Dup-2 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAVAL

Total Radium Calculation 1 PASI-PACMC

269818009 FBL 092618 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAVAL

Total Radium Calculation 1 PASI-PACMC

269818010 EQBL 092618 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAVAL

Total Radium Calculation 1 PASI-PACMC
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

269818

Plant McManus Ash Ponds

Sample: MCM-01 Lab ID: 269818001 Collected: 09/26/18 09:27 Received: 09/28/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.284 ± 0.186   (0.294)
C:96% T:NA

pCi/L 10/10/18 08:14 13982-63-3EPA 9315

Radium-228 0.436 ± 0.396   (0.807)
C:74% T:83%

pCi/L 10/11/18 15:08 15262-20-1EPA 9320

Total Radium 0.720 ± 0.582   (1.10) pCi/L 10/19/18 13:53 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

269818

Plant McManus Ash Ponds

Sample: MCM-15 Lab ID: 269818002 Collected: 09/26/18 14:25 Received: 09/28/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.471 ± 0.228   (0.320)
C:104% T:NA

pCi/L 10/10/18 08:14 13982-63-3EPA 9315

Radium-228 0.166 ± 0.354   (0.784)
C:72% T:85%

pCi/L 10/11/18 15:08 15262-20-1EPA 9320

Total Radium 0.637 ± 0.582   (1.10) pCi/L 10/19/18 13:53 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

269818

Plant McManus Ash Ponds

Sample: MCM-16 Lab ID: 269818003 Collected: 09/26/18 11:05 Received: 09/28/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.895 ± 0.311   (0.315)
C:99% T:NA

pCi/L 10/10/18 08:14 13982-63-3EPA 9315

Radium-228 0.669 ± 0.406   (0.755)
C:75% T:80%

pCi/L 10/11/18 15:08 15262-20-1EPA 9320

Total Radium 1.56 ± 0.717   (1.07) pCi/L 10/19/18 13:53 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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110 Technology Parkway

Peachtree Corners, GA 30092
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

269818

Plant McManus Ash Ponds

Sample: MCM-8 Lab ID: 269818004 Collected: 09/26/18 14:31 Received: 09/28/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 15.8 ± 2.59   (0.274)
C:99% T:NA

pCi/L 10/10/18 08:14 13982-63-3EPA 9315

Radium-228 6.84 ± 1.52   (1.16)
C:74% T:71%

pCi/L 10/11/18 15:08 15262-20-1EPA 9320

Total Radium 22.6 ± 4.11   (1.43) pCi/L 10/19/18 13:53 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

269818

Plant McManus Ash Ponds

Sample: MCM-2 Lab ID: 269818005 Collected: 09/26/18 16:00 Received: 09/28/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.441 ± 0.236   (0.352)
C:99% T:NA

pCi/L 10/10/18 08:14 13982-63-3EPA 9315

Radium-228 0.289 ± 0.385   (0.821)
C:71% T:85%

pCi/L 10/11/18 15:08 15262-20-1EPA 9320

Total Radium 0.730 ± 0.621   (1.17) pCi/L 10/19/18 13:53 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

269818

Plant McManus Ash Ponds

Sample: MCM-17 Lab ID: 269818006 Collected: 09/26/18 17:27 Received: 09/28/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 2.16 ± 0.543   (0.276)
C:83% T:NA

pCi/L 10/10/18 08:14 13982-63-3EPA 9315

Radium-228 0.939 ± 0.433   (0.733)
C:71% T:91%

pCi/L 10/11/18 15:08 15262-20-1EPA 9320

Total Radium 3.10 ± 0.976   (1.01) pCi/L 10/19/18 13:53 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

269818

Plant McManus Ash Ponds

Sample: MCM-17 Filtered Lab ID: 269818007 Collected: 09/26/18 17:43 Received: 09/28/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 2.27 ± 0.543   (0.287)
C:99% T:NA

pCi/L 10/10/18 08:14 13982-63-3EPA 9315

Radium-228 0.934 ± 0.495   (0.891)
C:71% T:80%

pCi/L 10/11/18 15:08 15262-20-1EPA 9320

Total Radium 3.20 ± 1.04   (1.18) pCi/L 10/19/18 13:53 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

269818

Plant McManus Ash Ponds

Sample: Dup-2 Lab ID: 269818008 Collected: 09/26/18 00:00 Received: 09/28/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.830 ± 0.296   (0.290)
C:97% T:NA

pCi/L 10/10/18 08:15 13982-63-3EPA 9315

Radium-228 0.328 ± 0.374   (0.786)
C:71% T:86%

pCi/L 10/11/18 15:08 15262-20-1EPA 9320

Total Radium 1.16 ± 0.670   (1.08) pCi/L 10/19/18 13:53 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

269818

Plant McManus Ash Ponds

Sample: FBL 092618 Lab ID: 269818009 Collected: 09/26/18 15:25 Received: 09/28/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.0680 ± 0.153   (0.359)
C:104% T:NA

pCi/L 10/10/18 08:15 13982-63-3EPA 9315

Radium-228 0.0457 ± 0.283   (0.652)
C:75% T:84%

pCi/L 10/11/18 15:08 15262-20-1EPA 9320

Total Radium 0.114 ± 0.436   (1.01) pCi/L 10/19/18 13:53 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
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(770)734-4200
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

269818

Plant McManus Ash Ponds

Sample: EQBL 092618 Lab ID: 269818010 Collected: 09/26/18 15:30 Received: 09/28/18 09:00 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.110 ± 0.163   (0.357)
C:101% T:NA

pCi/L 10/10/18 08:15 13982-63-3EPA 9315

Radium-228 -0.167 ± 0.324   (0.783)
C:75% T:89%

pCi/L 10/11/18 15:08 15262-20-1EPA 9320

Total Radium 0.110 ± 0.487   (1.14) pCi/L 10/19/18 13:53 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

269818

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

315399

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 269818001, 269818002, 269818003, 269818004, 269818005, 269818006, 269818007, 269818008, 269818009,
269818010

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1539349

Associated Lab Samples: 269818001, 269818002, 269818003, 269818004, 269818005, 269818006, 269818007, 269818008, 269818009,
269818010

Matrix: Water

Analyzed

Radium-228 pCi/L 10/11/18 15:07-0.0552 ± 0.277   (0.660) C:75% T:91%

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

269818

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

315398

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 269818001, 269818002, 269818003, 269818004, 269818005, 269818006, 269818007, 269818008, 269818009,
269818010

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1539348

Associated Lab Samples: 269818001, 269818002, 269818003, 269818004, 269818005, 269818006, 269818007, 269818008, 269818009,
269818010

Matrix: Water

Analyzed

Radium-226 pCi/L 10/10/18 08:130.0354 ± 0.113   (0.282) C:99% T:NA

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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QUALIFIERS

Pace Project No.:

Project:

269818

Plant McManus Ash Ponds

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Act - Activity

Unc - Uncertainty: SDWA = 1.96 sigma count uncertainty, all other matrices = Expanded Uncertainty (95% confidence interval).
Gamma Spec = Expanded Uncertainty (95.4% Confidence Interval)

(MDC) - Minimum Detectable Concentration

Trac - Tracer Recovery (%)

Carr - Carrier Recovery (%)

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

LABORATORIES

Pace Analytical Services - GreensburgPASI-PA

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 10/26/2018 04:42 PM
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

269818

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

269818001 315398MCM-01 EPA 9315

269818002 315398MCM-15 EPA 9315

269818003 315398MCM-16 EPA 9315

269818004 315398MCM-8 EPA 9315

269818005 315398MCM-2 EPA 9315

269818006 315398MCM-17 EPA 9315

269818007 315398MCM-17 Filtered EPA 9315

269818008 315398Dup-2 EPA 9315

269818009 315398FBL 092618 EPA 9315

269818010 315398EQBL 092618 EPA 9315

269818001 315399MCM-01 EPA 9320

269818002 315399MCM-15 EPA 9320

269818003 315399MCM-16 EPA 9320

269818004 315399MCM-8 EPA 9320

269818005 315399MCM-2 EPA 9320

269818006 315399MCM-17 EPA 9320

269818007 315399MCM-17 Filtered EPA 9320

269818008 315399Dup-2 EPA 9320

269818009 315399FBL 092618 EPA 9320

269818010 315399EQBL 092618 EPA 9320

269818001 317357MCM-01 Total Radium Calculation

269818002 317357MCM-15 Total Radium Calculation

269818003 317357MCM-16 Total Radium Calculation

269818004 317357MCM-8 Total Radium Calculation

269818005 317357MCM-2 Total Radium Calculation

269818006 317357MCM-17 Total Radium Calculation

269818007 317357MCM-17 Filtered Total Radium Calculation

269818008 317357Dup-2 Total Radium Calculation

269818009 317357FBL 092618 Total Radium Calculation

269818010 317357EQBL 092618 Total Radium Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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November 15, 2018

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 2611266

2611266

Project:

Pace Project No.:

RE:

Joju Abraham
Georgia Power - Coal Combustion Residuals
2480 Maner Road
Atlanta, GA 30339

Plant McManus Ash Ponds

Dear Joju Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on November 07, 2018.
The results relate only to the samples included in this report. Results reported herein conform to the
most current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual,
where applicable, unless otherwise noted in the body of the report.

This report replaces the November 14, 2018 final report.  This report was re-issued to revise
incorrect dilution factor entry on samples MCM-07, MCM-09, and MCM-14 for 300.0 analysis. No
other changes have been made to this report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Maria Padilla, Georgia Power

Lauren Petty, Southern Company Services, Inc.
Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC

Rebecca Thornton, Pace Analytical Atlanta

Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway
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CERTIFICATIONS

Pace Project No.:

Project:

2611266

Plant McManus Ash Ponds

Atlanta Certification IDs

110 Technology Parkway Peachtree Corners, GA 30092

Florida DOH Certification #: E87315

Georgia DW Inorganics Certification #: 812

Georgia DW Microbiology Certification #: 812

North Carolina Certification #: 381

South Carolina Certification #: 98011001

Texas Certification #: T104704397-08-TX

Virginia Certification #: 460204

REPORT OF LABORATORY ANALYSIS
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SAMPLE SUMMARY

Pace Project No.:

Project:

2611266

Plant McManus Ash Ponds

Lab ID Sample ID Matrix Date Collected Date Received

2611266001 MCM-04 Water 11/06/18 15:45 11/07/18 09:25

2611266002 MCM-07 Water 11/06/18 15:20 11/07/18 09:25

2611266003 MCM-09 Water 11/06/18 13:45 11/07/18 09:25

2611266004 MCM-10 Water 11/06/18 14:22 11/07/18 09:25

2611266005 MCM-11 Water 11/06/18 11:32 11/07/18 09:25

2611266006 MCM-14 Water 11/06/18 14:38 11/07/18 09:25

2611266007 MCM-17 Water 11/06/18 11:14 11/07/18 09:25

2611266008 FBL 110618 Water 11/06/18 15:26 11/07/18 09:25

2611266009 EQBL 110618 Water 11/06/18 15:32 11/07/18 09:25

2611266010 Dup-1 Water 11/06/18 00:00 11/07/18 09:25

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

2611266

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

ReportedAnalysts

2611266001 MCM-04 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

2611266002 MCM-07 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

2611266003 MCM-09 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

2611266004 MCM-10 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

2611266005 MCM-11 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

2611266006 MCM-14 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

2611266007 MCM-17 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

2611266008 FBL 110618 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

2611266009 EQBL 110618 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

2611266010 Dup-1 EPA 6020B 14CSW

REPORT OF LABORATORY ANALYSIS
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

2611266

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

ReportedAnalysts

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2611266

Plant McManus Ash Ponds

Sample: MCM-04 Lab ID: 2611266001 Collected: 11/06/18 15:45 Received: 11/07/18 09:25 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 11/09/18 14:12 7440-36-011/08/18 10:560.0030 0.00078 1

Arsenic 0.013 mg/L 11/09/18 14:12 7440-38-211/08/18 10:560.0050 0.00057 1

Barium 0.31 mg/L 11/09/18 14:12 7440-39-311/08/18 10:560.010 0.00078 1

Beryllium 0.00077J mg/L 11/09/18 14:12 7440-41-711/08/18 10:560.0030 0.000050 1

Boron 0.060 mg/L 11/09/18 14:12 7440-42-811/08/18 10:560.040 0.0039 1

Cadmium ND mg/L 11/09/18 14:12 7440-43-911/08/18 10:560.0010 0.000093 1

Calcium 39.5 mg/L 11/09/18 14:17 7440-70-2 M611/08/18 10:5625.0 0.69 50

Chromium 0.0017J mg/L 11/09/18 14:12 7440-47-311/08/18 10:560.010 0.0016 1

Cobalt 0.0048J mg/L 11/09/18 14:12 7440-48-411/08/18 10:560.010 0.00052 1

Lead ND mg/L 11/09/18 14:12 7439-92-111/08/18 10:560.0050 0.00027 1

Lithium 0.0038J mg/L 11/09/18 14:12 7439-93-211/08/18 10:560.050 0.00097 1

Molybdenum ND mg/L 11/09/18 14:12 7439-98-711/08/18 10:560.010 0.0019 1

Selenium 0.0025J mg/L 11/09/18 14:12 7782-49-211/08/18 10:560.010 0.0014 1

Thallium ND mg/L 11/09/18 14:12 7440-28-011/08/18 10:560.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury 0.00071 mg/L 11/09/18 12:42 7439-97-6 B11/08/18 16:010.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 388 mg/L 11/12/18 09:5125.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 107 mg/L 11/13/18 21:45 16887-00-6 M12.5 0.24 10

Fluoride ND mg/L 11/12/18 19:56 16984-48-80.30 0.029 1

Sulfate 136 mg/L 11/13/18 21:45 14808-79-8 M110.0 0.17 10
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2611266

Plant McManus Ash Ponds

Sample: MCM-07 Lab ID: 2611266002 Collected: 11/06/18 15:20 Received: 11/07/18 09:25 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 11/09/18 15:23 7440-36-011/08/18 10:560.0030 0.00078 1

Arsenic 0.012 mg/L 11/09/18 15:23 7440-38-211/08/18 10:560.0050 0.00057 1

Barium 0.12 mg/L 11/09/18 15:23 7440-39-311/08/18 10:560.010 0.00078 1

Beryllium 0.00012J mg/L 11/09/18 15:23 7440-41-7 B11/08/18 10:560.0030 0.000050 1

Boron 1.1 mg/L 11/09/18 15:23 7440-42-811/08/18 10:560.040 0.0039 1

Cadmium ND mg/L 11/09/18 15:23 7440-43-911/08/18 10:560.0010 0.000093 1

Calcium 219 mg/L 11/09/18 15:28 7440-70-211/08/18 10:5625.0 0.69 50

Chromium 0.0020J mg/L 11/09/18 15:23 7440-47-311/08/18 10:560.010 0.0016 1

Cobalt ND mg/L 11/09/18 15:23 7440-48-411/08/18 10:560.010 0.00052 1

Lead ND mg/L 11/09/18 15:23 7439-92-111/08/18 10:560.0050 0.00027 1

Lithium 0.037J mg/L 11/09/18 15:23 7439-93-211/08/18 10:560.050 0.00097 1

Molybdenum ND mg/L 11/09/18 15:23 7439-98-711/08/18 10:560.010 0.0019 1

Selenium 0.0048J mg/L 11/09/18 15:23 7782-49-211/08/18 10:560.010 0.0014 1

Thallium ND mg/L 11/09/18 15:23 7440-28-011/08/18 10:560.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury 0.00067 mg/L 11/09/18 12:51 7439-97-6 B11/08/18 16:010.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 11000 mg/L 11/12/18 09:5125.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 6520 mg/L 11/14/18 12:05 16887-00-650.0 4.8 200

Fluoride 0.086J mg/L 11/12/18 21:04 16984-48-8 M10.30 0.029 1

Sulfate 926 mg/L 11/13/18 22:08 14808-79-8 M1100 1.7 100

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2611266

Plant McManus Ash Ponds

Sample: MCM-09 Lab ID: 2611266003 Collected: 11/06/18 13:45 Received: 11/07/18 09:25 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 11/09/18 15:34 7440-36-011/08/18 10:560.0030 0.00078 1

Arsenic 0.00066J mg/L 11/09/18 15:34 7440-38-211/08/18 10:560.0050 0.00057 1

Barium 0.13 mg/L 11/09/18 15:34 7440-39-311/08/18 10:560.010 0.00078 1

Beryllium 0.00030J mg/L 11/09/18 15:34 7440-41-7 B11/08/18 10:560.0030 0.000050 1

Boron 0.087 mg/L 11/09/18 15:34 7440-42-811/08/18 10:560.040 0.0039 1

Cadmium ND mg/L 11/09/18 15:34 7440-43-911/08/18 10:560.0010 0.000093 1

Calcium 301 mg/L 11/09/18 15:40 7440-70-211/08/18 10:5625.0 0.69 50

Chromium ND mg/L 11/09/18 15:34 7440-47-311/08/18 10:560.010 0.0016 1

Cobalt ND mg/L 11/09/18 15:34 7440-48-411/08/18 10:560.010 0.00052 1

Lead ND mg/L 11/09/18 15:34 7439-92-111/08/18 10:560.0050 0.00027 1

Lithium 0.061 mg/L 11/09/18 15:34 7439-93-211/08/18 10:560.050 0.00097 1

Molybdenum ND mg/L 11/09/18 15:34 7439-98-711/08/18 10:560.010 0.0019 1

Selenium ND mg/L 11/09/18 15:34 7782-49-211/08/18 10:560.010 0.0014 1

Thallium ND mg/L 11/09/18 15:34 7440-28-011/08/18 10:560.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury 0.00068 mg/L 11/09/18 12:53 7439-97-6 B11/08/18 16:010.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 3340 mg/L 11/12/18 09:5125.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 1610 mg/L 11/14/18 12:27 16887-00-612.5 1.2 50

Fluoride ND mg/L 11/12/18 21:27 16984-48-80.30 0.029 1

Sulfate 534 mg/L 11/14/18 12:27 14808-79-850.0 0.85 50

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 11/15/2018 09:47 AM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 8 of 24



#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

2611266

Plant McManus Ash Ponds

Sample: MCM-10 Lab ID: 2611266004 Collected: 11/06/18 14:22 Received: 11/07/18 09:25 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 11/09/18 15:46 7440-36-011/08/18 10:560.0030 0.00078 1

Arsenic 0.049 mg/L 11/09/18 15:46 7440-38-211/08/18 10:560.0050 0.00057 1

Barium 0.016 mg/L 11/09/18 15:46 7440-39-311/08/18 10:560.010 0.00078 1

Beryllium 0.020 mg/L 11/09/18 15:46 7440-41-711/08/18 10:560.0030 0.000050 1

Boron 0.19 mg/L 11/09/18 15:46 7440-42-811/08/18 10:560.040 0.0039 1

Cadmium ND mg/L 11/09/18 15:46 7440-43-911/08/18 10:560.0010 0.000093 1

Calcium 71.2 mg/L 11/09/18 15:51 7440-70-211/08/18 10:5625.0 0.69 50

Chromium 0.0036J mg/L 11/09/18 15:46 7440-47-311/08/18 10:560.010 0.0016 1

Cobalt 0.016 mg/L 11/09/18 15:46 7440-48-411/08/18 10:560.010 0.00052 1

Lead ND mg/L 11/09/18 15:46 7439-92-111/08/18 10:560.0050 0.00027 1

Lithium 0.12 mg/L 11/09/18 15:46 7439-93-211/08/18 10:560.050 0.00097 1

Molybdenum ND mg/L 11/09/18 15:46 7439-98-711/08/18 10:560.010 0.0019 1

Selenium 0.041 mg/L 11/09/18 15:46 7782-49-211/08/18 10:560.010 0.0014 1

Thallium ND mg/L 11/09/18 15:46 7440-28-011/08/18 10:560.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury 0.00066 mg/L 11/09/18 12:56 7439-97-6 B11/08/18 16:010.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 3600 mg/L 11/12/18 09:5125.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 696 mg/L 11/13/18 22:53 16887-00-612.5 1.2 50

Fluoride 0.89 mg/L 11/12/18 21:49 16984-48-80.30 0.029 1

Sulfate 2050 mg/L 11/13/18 22:53 14808-79-850.0 0.85 50
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2611266

Plant McManus Ash Ponds

Sample: MCM-11 Lab ID: 2611266005 Collected: 11/06/18 11:32 Received: 11/07/18 09:25 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 11/09/18 15:57 7440-36-011/08/18 10:560.0030 0.00078 1

Arsenic 0.0043J mg/L 11/09/18 15:57 7440-38-211/08/18 10:560.0050 0.00057 1

Barium 0.031 mg/L 11/09/18 15:57 7440-39-311/08/18 10:560.010 0.00078 1

Beryllium 0.00012J mg/L 11/09/18 15:57 7440-41-7 B11/08/18 10:560.0030 0.000050 1

Boron 0.046 mg/L 11/09/18 15:57 7440-42-8 B11/08/18 10:560.040 0.0039 1

Cadmium ND mg/L 11/09/18 15:57 7440-43-911/08/18 10:560.0010 0.000093 1

Calcium 1.8 mg/L 11/09/18 15:57 7440-70-211/08/18 10:560.50 0.014 1

Chromium ND mg/L 11/09/18 15:57 7440-47-311/08/18 10:560.010 0.0016 1

Cobalt ND mg/L 11/09/18 15:57 7440-48-411/08/18 10:560.010 0.00052 1

Lead ND mg/L 11/09/18 15:57 7439-92-111/08/18 10:560.0050 0.00027 1

Lithium ND mg/L 11/09/18 15:57 7439-93-211/08/18 10:560.050 0.00097 1

Molybdenum ND mg/L 11/09/18 15:57 7439-98-711/08/18 10:560.010 0.0019 1

Selenium ND mg/L 11/09/18 15:57 7782-49-211/08/18 10:560.010 0.0014 1

Thallium ND mg/L 11/09/18 15:57 7440-28-011/08/18 10:560.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury 0.00070 mg/L 11/09/18 12:58 7439-97-6 B11/08/18 16:010.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 89.0 mg/L 11/12/18 09:5125.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 9.8 mg/L 11/12/18 22:12 16887-00-60.25 0.024 1

Fluoride ND mg/L 11/12/18 22:12 16984-48-80.30 0.029 1

Sulfate 25.2 mg/L 11/12/18 22:12 14808-79-81.0 0.017 1
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2611266

Plant McManus Ash Ponds

Sample: MCM-14 Lab ID: 2611266006 Collected: 11/06/18 14:38 Received: 11/07/18 09:25 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 11/09/18 16:09 7440-36-011/08/18 10:560.0030 0.00078 1

Arsenic 0.0014J mg/L 11/09/18 16:09 7440-38-211/08/18 10:560.0050 0.00057 1

Barium 0.10 mg/L 11/09/18 16:09 7440-39-311/08/18 10:560.010 0.00078 1

Beryllium 0.000097J mg/L 11/09/18 16:09 7440-41-7 B11/08/18 10:560.0030 0.000050 1

Boron 0.75 mg/L 11/09/18 16:09 7440-42-811/08/18 10:560.040 0.0039 1

Cadmium ND mg/L 11/09/18 16:09 7440-43-911/08/18 10:560.0010 0.000093 1

Calcium 297 mg/L 11/09/18 16:14 7440-70-211/08/18 10:5625.0 0.69 50

Chromium ND mg/L 11/09/18 16:09 7440-47-311/08/18 10:560.010 0.0016 1

Cobalt ND mg/L 11/09/18 16:09 7440-48-411/08/18 10:560.010 0.00052 1

Lead ND mg/L 11/09/18 16:09 7439-92-111/08/18 10:560.0050 0.00027 1

Lithium 0.047J mg/L 11/09/18 16:09 7439-93-211/08/18 10:560.050 0.00097 1

Molybdenum ND mg/L 11/09/18 16:09 7439-98-711/08/18 10:560.010 0.0019 1

Selenium 0.0057J mg/L 11/09/18 16:09 7782-49-211/08/18 10:560.010 0.0014 1

Thallium ND mg/L 11/09/18 16:09 7440-28-011/08/18 10:560.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury 0.00066 mg/L 11/09/18 13:05 7439-97-6 B11/08/18 16:010.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 11100 mg/L 11/12/18 09:5125.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 6020 mg/L 11/14/18 12:50 16887-00-650.0 4.8 200

Fluoride 0.084J mg/L 11/12/18 22:35 16984-48-80.30 0.029 1

Sulfate 875 mg/L 11/13/18 23:38 14808-79-850.0 0.85 50

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

2611266

Plant McManus Ash Ponds

Sample: MCM-17 Lab ID: 2611266007 Collected: 11/06/18 11:14 Received: 11/07/18 09:25 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 11/12/18 14:38 7440-36-0 D311/08/18 10:560.015 0.0039 5

Arsenic ND mg/L 11/12/18 14:38 7440-38-2 D311/08/18 10:560.025 0.0028 5

Barium 0.052 mg/L 11/12/18 14:38 7440-39-311/08/18 10:560.050 0.0039 5

Beryllium 0.00026J mg/L 11/12/18 14:38 7440-41-7 B,D311/08/18 10:560.015 0.00025 5

Boron 1.8 mg/L 11/12/18 14:38 7440-42-811/08/18 10:560.20 0.020 5

Cadmium ND mg/L 11/12/18 14:38 7440-43-9 D311/08/18 10:560.0050 0.00046 5

Calcium 24.7 mg/L 11/12/18 14:38 7440-70-211/08/18 10:562.5 0.069 5

Chromium ND mg/L 11/12/18 14:38 7440-47-3 D311/08/18 10:560.050 0.0078 5

Cobalt ND mg/L 11/12/18 14:38 7440-48-4 D311/08/18 10:560.050 0.0026 5

Lead ND mg/L 11/12/18 14:38 7439-92-1 D311/08/18 10:560.025 0.0014 5

Lithium 0.017J mg/L 11/12/18 14:38 7439-93-2 D311/08/18 10:560.25 0.0049 5

Molybdenum ND mg/L 11/12/18 14:38 7439-98-7 D311/08/18 10:560.050 0.0097 5

Selenium ND mg/L 11/12/18 14:38 7782-49-2 D311/08/18 10:560.050 0.0068 5

Thallium ND mg/L 11/12/18 14:38 7440-28-0 D311/08/18 10:560.0050 0.00071 5

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury 0.00064 mg/L 11/09/18 13:08 7439-97-6 B11/08/18 16:010.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 4160 mg/L 11/12/18 09:5125.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 2230 mg/L 11/14/18 00:01 16887-00-612.5 1.2 50

Fluoride 0.40 mg/L 11/12/18 22:57 16984-48-80.30 0.029 1

Sulfate 182 mg/L 11/14/18 00:23 14808-79-810.0 0.17 10

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2611266

Plant McManus Ash Ponds

Sample: FBL 110618 Lab ID: 2611266008 Collected: 11/06/18 15:26 Received: 11/07/18 09:25 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 11/12/18 14:50 7440-36-011/08/18 10:560.0030 0.00078 1

Arsenic ND mg/L 11/12/18 14:50 7440-38-211/08/18 10:560.0050 0.00057 1

Barium ND mg/L 11/12/18 14:50 7440-39-311/08/18 10:560.010 0.00078 1

Beryllium ND mg/L 11/12/18 14:50 7440-41-711/08/18 10:560.0030 0.000050 1

Boron ND mg/L 11/12/18 14:50 7440-42-811/08/18 10:560.040 0.0039 1

Cadmium ND mg/L 11/12/18 14:50 7440-43-911/08/18 10:560.0010 0.000093 1

Calcium ND mg/L 11/12/18 14:50 7440-70-211/08/18 10:560.50 0.014 1

Chromium ND mg/L 11/12/18 14:50 7440-47-311/08/18 10:560.010 0.0016 1

Cobalt ND mg/L 11/12/18 14:50 7440-48-411/08/18 10:560.010 0.00052 1

Lead ND mg/L 11/12/18 14:50 7439-92-111/08/18 10:560.0050 0.00027 1

Lithium ND mg/L 11/12/18 14:50 7439-93-211/08/18 10:560.050 0.00097 1

Molybdenum ND mg/L 11/12/18 14:50 7439-98-711/08/18 10:560.010 0.0019 1

Selenium 0.0014J mg/L 11/12/18 14:50 7782-49-211/08/18 10:560.010 0.0014 1

Thallium ND mg/L 11/12/18 14:50 7440-28-011/08/18 10:560.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury 0.00075 mg/L 11/09/18 13:10 7439-97-6 B11/08/18 16:010.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 20.0J mg/L 11/12/18 09:5125.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 0.30 mg/L 11/12/18 23:20 16887-00-60.25 0.024 1

Fluoride ND mg/L 11/12/18 23:20 16984-48-80.30 0.029 1

Sulfate ND mg/L 11/12/18 23:20 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2611266

Plant McManus Ash Ponds

Sample: EQBL 110618 Lab ID: 2611266009 Collected: 11/06/18 15:32 Received: 11/07/18 09:25 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 11/12/18 14:56 7440-36-011/08/18 10:560.0030 0.00078 1

Arsenic ND mg/L 11/12/18 14:56 7440-38-211/08/18 10:560.0050 0.00057 1

Barium ND mg/L 11/12/18 14:56 7440-39-311/08/18 10:560.010 0.00078 1

Beryllium ND mg/L 11/12/18 14:56 7440-41-711/08/18 10:560.0030 0.000050 1

Boron ND mg/L 11/12/18 14:56 7440-42-811/08/18 10:560.040 0.0039 1

Cadmium ND mg/L 11/12/18 14:56 7440-43-911/08/18 10:560.0010 0.000093 1

Calcium ND mg/L 11/12/18 14:56 7440-70-211/08/18 10:560.50 0.014 1

Chromium ND mg/L 11/12/18 14:56 7440-47-311/08/18 10:560.010 0.0016 1

Cobalt ND mg/L 11/12/18 14:56 7440-48-411/08/18 10:560.010 0.00052 1

Lead ND mg/L 11/12/18 14:56 7439-92-111/08/18 10:560.0050 0.00027 1

Lithium ND mg/L 11/12/18 14:56 7439-93-211/08/18 10:560.050 0.00097 1

Molybdenum ND mg/L 11/12/18 14:56 7439-98-711/08/18 10:560.010 0.0019 1

Selenium ND mg/L 11/12/18 14:56 7782-49-211/08/18 10:560.010 0.0014 1

Thallium ND mg/L 11/12/18 14:56 7440-28-011/08/18 10:560.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury 0.00066 mg/L 11/09/18 13:12 7439-97-6 B11/08/18 16:010.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 17.0J mg/L 11/12/18 09:5125.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 0.082J mg/L 11/13/18 01:13 16887-00-60.25 0.024 1

Fluoride ND mg/L 11/13/18 01:13 16984-48-80.30 0.029 1

Sulfate ND mg/L 11/13/18 01:13 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2611266

Plant McManus Ash Ponds

Sample: Dup-1 Lab ID: 2611266010 Collected: 11/06/18 00:00 Received: 11/07/18 09:25 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 11/12/18 15:01 7440-36-011/08/18 10:560.0030 0.00078 1

Arsenic 0.0045J mg/L 11/12/18 15:01 7440-38-211/08/18 10:560.0050 0.00057 1

Barium 0.030 mg/L 11/12/18 15:01 7440-39-311/08/18 10:560.010 0.00078 1

Beryllium 0.00013J mg/L 11/12/18 15:01 7440-41-7 B11/08/18 10:560.0030 0.000050 1

Boron 0.044 mg/L 11/12/18 15:01 7440-42-8 B11/08/18 10:560.040 0.0039 1

Cadmium ND mg/L 11/12/18 15:01 7440-43-911/08/18 10:560.0010 0.000093 1

Calcium 1.7 mg/L 11/12/18 15:01 7440-70-211/08/18 10:560.50 0.014 1

Chromium ND mg/L 11/12/18 15:01 7440-47-311/08/18 10:560.010 0.0016 1

Cobalt ND mg/L 11/12/18 15:01 7440-48-411/08/18 10:560.010 0.00052 1

Lead ND mg/L 11/12/18 15:01 7439-92-111/08/18 10:560.0050 0.00027 1

Lithium ND mg/L 11/12/18 15:01 7439-93-211/08/18 10:560.050 0.00097 1

Molybdenum ND mg/L 11/12/18 15:01 7439-98-711/08/18 10:560.010 0.0019 1

Selenium ND mg/L 11/12/18 15:01 7782-49-211/08/18 10:560.010 0.0014 1

Thallium ND mg/L 11/12/18 15:01 7440-28-011/08/18 10:560.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury 0.00065 mg/L 11/09/18 13:15 7439-97-6 B11/08/18 16:010.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 82.0 mg/L 11/12/18 09:5125.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 9.3 mg/L 11/13/18 01:36 16887-00-60.25 0.024 1

Fluoride ND mg/L 11/13/18 01:36 16984-48-80.30 0.029 1

Sulfate 23.7 mg/L 11/13/18 01:36 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS
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QUALITY CONTROL DATA

Pace Project No.:

Project:

2611266

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

16801

EPA 7470A

EPA 7470A

7470 Mercury

Associated Lab Samples: 2611266001, 2611266002, 2611266003, 2611266004, 2611266005, 2611266006, 2611266007, 2611266008,
2611266009, 2611266010

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 75423

Associated Lab Samples: 2611266001, 2611266002, 2611266003, 2611266004, 2611266005, 2611266006, 2611266007, 2611266008,
2611266009, 2611266010

Matrix: Water

AnalyzedMDL

Mercury mg/L 0.00012J 0.00050 11/09/18 12:370.000036

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

75424LABORATORY CONTROL SAMPLE:

LCSSpike

Mercury mg/L 0.0026.0025 104 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

75425MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

2611266001

75426

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Mercury mg/L .0025 89 75-12596 5 20.00250.00071 0.0029 0.0031

REPORT OF LABORATORY ANALYSIS
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

2611266

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

16835

EPA 3005A

EPA 6020B

6020B MET

Associated Lab Samples: 2611266001, 2611266002, 2611266003, 2611266004, 2611266005, 2611266006, 2611266007, 2611266008,
2611266009, 2611266010

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 75595

Associated Lab Samples: 2611266001, 2611266002, 2611266003, 2611266004, 2611266005, 2611266006, 2611266007, 2611266008,
2611266009, 2611266010

Matrix: Water

AnalyzedMDL

Antimony mg/L ND 0.0030 11/09/18 13:590.00078

Arsenic mg/L ND 0.0050 11/09/18 13:590.00057

Barium mg/L ND 0.010 11/09/18 13:590.00078

Beryllium mg/L 0.000058J 0.0030 11/09/18 13:590.000050

Boron mg/L 0.0055J 0.040 11/09/18 13:590.0039

Cadmium mg/L ND 0.0010 11/09/18 13:590.000093

Calcium mg/L 0.021J 0.50 11/09/18 13:590.014

Chromium mg/L ND 0.010 11/09/18 13:590.0016

Cobalt mg/L ND 0.010 11/09/18 13:590.00052

Lead mg/L ND 0.0050 11/09/18 13:590.00027

Lithium mg/L ND 0.050 11/09/18 13:590.00097

Molybdenum mg/L ND 0.010 11/09/18 13:590.0019

Selenium mg/L ND 0.010 11/09/18 13:590.0014

Thallium mg/L ND 0.0010 11/09/18 13:590.00014

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

75596LABORATORY CONTROL SAMPLE:

LCSSpike

Antimony mg/L 0.10.1 102 80-120

Arsenic mg/L 0.10.1 100 80-120

Barium mg/L 0.10.1 101 80-120

Beryllium mg/L 0.11.1 111 80-120

Boron mg/L 1.11 112 80-120

Cadmium mg/L 0.098.1 98 80-120

Calcium mg/L 1.01 102 80-120

Chromium mg/L 0.10.1 102 80-120

Cobalt mg/L 0.098.1 98 80-120

Lead mg/L 0.098.1 98 80-120

Lithium mg/L 0.11.1 108 80-120

Molybdenum mg/L 0.11.1 105 80-120

Selenium mg/L 0.10.1 103 80-120

Thallium mg/L 0.098.1 98 80-120
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

2611266

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

75597MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

2611266001

75598

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Antimony mg/L .1 101 75-12599 2 20.1ND 0.10 0.099

Arsenic mg/L .1 101 75-125100 2 20.10.013 0.11 0.11

Barium mg/L .1 94 75-12583 3 20.10.31 0.40 0.39

Beryllium mg/L .1 104 75-125103 1 20.10.00077J 0.10 0.10

Boron mg/L 1 103 75-125104 1 2010.060 1.1 1.1

Cadmium mg/L .1 97 75-12597 0 20.1ND 0.097 0.097

Calcium mg/L M61 3 75-125-193 5 20139.5 39.6 37.6

Chromium mg/L .1 100 75-12598 2 20.10.0017J 0.10 0.099

Cobalt mg/L .1 98 75-12595 3 20.10.0048J 0.10 0.10

Lead mg/L .1 96 75-12594 2 20.1ND 0.096 0.094

Lithium mg/L .1 101 75-12599 1 20.10.0038J 0.10 0.10

Molybdenum mg/L .1 104 75-125102 3 20.1ND 0.10 0.10

Selenium mg/L .1 111 75-125106 5 20.10.0025J 0.11 0.11

Thallium mg/L .1 96 75-12594 2 20.1ND 0.096 0.094
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

2611266

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

16942

SM 2540C

SM 2540C

2540C Total Dissolved Solids

Associated Lab Samples: 2611266001, 2611266002, 2611266003, 2611266004, 2611266005, 2611266006, 2611266007, 2611266008,
2611266009, 2611266010

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

76543LABORATORY CONTROL SAMPLE:

LCSSpike

Total Dissolved Solids mg/L 416400 104 84-108

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

2611264001

76544SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 10400 3 1010100

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

2611269006

76545SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 505 1 10512
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QUALITY CONTROL DATA

Pace Project No.:

Project:

2611266

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

17031

EPA 300.0

EPA 300.0

300.0 IC Anions

Associated Lab Samples: 2611266001, 2611266002, 2611266003, 2611266004, 2611266005, 2611266006, 2611266007, 2611266008,
2611266009, 2611266010

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 76755

Associated Lab Samples: 2611266001, 2611266002, 2611266003, 2611266004, 2611266005, 2611266006, 2611266007, 2611266008,
2611266009, 2611266010

Matrix: Water

AnalyzedMDL

Chloride mg/L ND 0.25 11/12/18 19:110.024

Fluoride mg/L ND 0.30 11/12/18 19:110.029

Sulfate mg/L ND 1.0 11/12/18 19:110.017

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

76756LABORATORY CONTROL SAMPLE:

LCSSpike

Chloride mg/L 10.210 102 90-110

Fluoride mg/L 9.510 95 90-110

Sulfate mg/L 10.710 107 90-110

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

76757MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

2611266001

76758

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Chloride mg/L E,M110 -172 90-110-171 0 1510107 89.6 89.6

Fluoride mg/L 10 108 90-110108 1 1510ND 10.8 10.8

Sulfate mg/L E,M110 -357 90-110-357 0 1510136 101 101

Parameter Units

MS

Result

% Rec

Limits Qualifiers% RecConc.

76759MATRIX SPIKE SAMPLE:

MSSpike

Result

2611266002

Chloride mg/L 1010 E10 -55100 90-1106520

Fluoride mg/L 6.7 M110 67 90-1100.086J

Sulfate mg/L 341 E,M110 -5850 90-110926
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QUALIFIERS

Pace Project No.:

Project:

2611266

Plant McManus Ash Ponds

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

ANALYTE QUALIFIERS

Analyte was detected in the associated method blank.B

Sample was diluted due to the presence of high levels of non-target analytes or other matrix interference.D3

Analyte concentration exceeded the calibration range. The reported result is estimated.E

Matrix spike recovery exceeded QC limits.  Batch accepted based on laboratory control sample (LCS) recovery.M1

Matrix spike and Matrix spike duplicate recovery not evaluated against control limits due to sample dilution.M6
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

2611266

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

2611266001 16835 16846MCM-04 EPA 3005A EPA 6020B

2611266002 16835 16846MCM-07 EPA 3005A EPA 6020B

2611266003 16835 16846MCM-09 EPA 3005A EPA 6020B

2611266004 16835 16846MCM-10 EPA 3005A EPA 6020B

2611266005 16835 16846MCM-11 EPA 3005A EPA 6020B

2611266006 16835 16846MCM-14 EPA 3005A EPA 6020B

2611266007 16835 16846MCM-17 EPA 3005A EPA 6020B

2611266008 16835 16846FBL 110618 EPA 3005A EPA 6020B

2611266009 16835 16846EQBL 110618 EPA 3005A EPA 6020B

2611266010 16835 16846Dup-1 EPA 3005A EPA 6020B

2611266001 16801 16863MCM-04 EPA 7470A EPA 7470A

2611266002 16801 16863MCM-07 EPA 7470A EPA 7470A

2611266003 16801 16863MCM-09 EPA 7470A EPA 7470A

2611266004 16801 16863MCM-10 EPA 7470A EPA 7470A

2611266005 16801 16863MCM-11 EPA 7470A EPA 7470A

2611266006 16801 16863MCM-14 EPA 7470A EPA 7470A

2611266007 16801 16863MCM-17 EPA 7470A EPA 7470A

2611266008 16801 16863FBL 110618 EPA 7470A EPA 7470A

2611266009 16801 16863EQBL 110618 EPA 7470A EPA 7470A

2611266010 16801 16863Dup-1 EPA 7470A EPA 7470A

2611266001 16942MCM-04 SM 2540C

2611266002 16942MCM-07 SM 2540C

2611266003 16942MCM-09 SM 2540C

2611266004 16942MCM-10 SM 2540C

2611266005 16942MCM-11 SM 2540C

2611266006 16942MCM-14 SM 2540C

2611266007 16942MCM-17 SM 2540C

2611266008 16942FBL 110618 SM 2540C

2611266009 16942EQBL 110618 SM 2540C

2611266010 16942Dup-1 SM 2540C

2611266001 17031MCM-04 EPA 300.0

2611266002 17031MCM-07 EPA 300.0

2611266003 17031MCM-09 EPA 300.0

2611266004 17031MCM-10 EPA 300.0

2611266005 17031MCM-11 EPA 300.0

2611266006 17031MCM-14 EPA 300.0

2611266007 17031MCM-17 EPA 300.0

2611266008 17031FBL 110618 EPA 300.0

2611266009 17031EQBL 110618 EPA 300.0

2611266010 17031Dup-1 EPA 300.0
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December 07, 2018

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 2611267

2611267

Project:

Pace Project No.:

RE:

Joju Abraham
Georgia Power - Coal Combustion Residuals
2480 Maner Road
Atlanta, GA 30339

Plant McManus Ash Ponds

Dear Joju Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on November 07, 2018.
The results relate only to the samples included in this report. Results reported herein conform to the
most current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual,
where applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Maria Padilla, Georgia Power

Lauren Petty, Southern Company Services, Inc.
Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC

Rebecca Thornton, Pace Analytical Atlanta
Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC
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CERTIFICATIONS

Pace Project No.:

Project:

2611267

Plant McManus Ash Ponds

Pennsylvania Certification IDs

1638 Roseytown Rd Suites 2,3&4, Greensburg, PA 15601

ANAB DOD-ELAP Rad Accreditation #: L2417

Alabama Certification #: 41590

Arizona Certification #: AZ0734

Arkansas Certification

California Certification #: 04222CA

Colorado Certification #: PA01547

Connecticut Certification #: PH-0694

Delaware Certification

EPA Region 4 DW Rad

Florida/TNI Certification #: E87683

Georgia Certification #: C040

Guam Certification

Hawaii Certification

Idaho Certification

Illinois Certification

Indiana Certification

Iowa Certification #: 391

Kansas/TNI Certification #: E-10358

Kentucky Certification #: KY90133

KY WW Permit #: KY0098221

KY WW Permit #: KY0000221

Louisiana DHH/TNI Certification #: LA180012

Louisiana DEQ/TNI Certification #: 4086

Maine Certification #: 2017020

Maryland Certification #: 308

Massachusetts Certification #: M-PA1457

Michigan/PADEP Certification #: 9991

Missouri Certification #: 235

Montana Certification #: Cert0082

Nebraska Certification #: NE-OS-29-14

Nevada Certification #: PA014572018-1

New Hampshire/TNI Certification #: 297617

New Jersey/TNI Certification #: PA051

New Mexico Certification #: PA01457

New York/TNI Certification #: 10888

North Carolina Certification #: 42706

North Dakota Certification #: R-190

Ohio EPA Rad Approval: #41249

Oregon/TNI Certification #: PA200002-010

Pennsylvania/TNI Certification #: 65-00282

Puerto Rico Certification #: PA01457

Rhode Island Certification #: 65-00282

South Dakota Certification

Tennessee Certification #:  02867

Texas/TNI Certification #: T104704188-17-3

Utah/TNI Certification #: PA014572017-9

USDA Soil Permit #: P330-17-00091

Vermont Dept. of Health: ID# VT-0282

Virgin Island/PADEP Certification

Virginia/VELAP Certification #: 9526

Washington Certification #: C868

West Virginia DEP Certification #: 143

West Virginia DHHR Certification #: 9964C

Wisconsin Approve List for Rad

Wyoming Certification #: 8TMS-L
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SAMPLE SUMMARY

Pace Project No.:

Project:

2611267

Plant McManus Ash Ponds

Lab ID Sample ID Matrix Date Collected Date Received

2611267001 MCM-04 Water 11/06/18 15:45 11/07/18 09:25

2611267002 MCM-07 Water 11/06/18 15:20 11/07/18 09:25

2611267003 MCM-09 Water 11/06/18 13:45 11/07/18 09:25

2611267004 MCM-10 Water 11/06/18 14:22 11/07/18 09:25

2611267005 MCM-11 Water 11/06/18 11:32 11/07/18 09:25

2611267006 MCM-14 Water 11/06/18 14:38 11/07/18 09:25

2611267007 MCM-17 Water 11/06/18 11:14 11/07/18 09:25

2611267008 FBL 110618 Water 11/06/18 15:26 11/07/18 09:25

2611267009 EQBL 110618 Water 11/06/18 15:32 11/07/18 09:25

2611267010 Dup-1 Water 11/06/18 00:00 11/07/18 09:25
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

2611267

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

Reported LaboratoryAnalysts

2611267001 MCM-04 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

2611267002 MCM-07 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

2611267003 MCM-09 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

2611267004 MCM-10 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

2611267005 MCM-11 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

2611267006 MCM-14 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

2611267007 MCM-17 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

2611267008 FBL 110618 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

2611267009 EQBL 110618 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

2611267010 Dup-1 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

2611267

Plant McManus Ash Ponds

Sample: MCM-04 Lab ID: 2611267001 Collected: 11/06/18 15:45 Received: 11/07/18 09:25 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 6.28 ± 1.24   (0.371)
C:91% T:NA

pCi/L 11/29/18 08:41 13982-63-3EPA 9315

Radium-228 4.75 ± 1.06   (0.725)
C:79% T:80%

pCi/L 11/27/18 15:07 15262-20-1EPA 9320

Total Radium 11.0 ± 2.30   (1.10) pCi/L 12/05/18 11:51 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

2611267

Plant McManus Ash Ponds

Sample: MCM-07 Lab ID: 2611267002 Collected: 11/06/18 15:20 Received: 11/07/18 09:25 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 3.74 ± 0.833   (0.311)
C:100% T:NA

pCi/L 11/29/18 08:41 13982-63-3EPA 9315

Radium-228 2.36 ± 0.627   (0.607)
C:77% T:84%

pCi/L 11/27/18 15:07 15262-20-1EPA 9320

Total Radium 6.10 ± 1.46   (0.918) pCi/L 12/05/18 11:51 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

2611267

Plant McManus Ash Ponds

Sample: MCM-09 Lab ID: 2611267003 Collected: 11/06/18 13:45 Received: 11/07/18 09:25 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.91 ± 0.528   (0.326)
C:97% T:NA

pCi/L 11/29/18 08:41 13982-63-3EPA 9315

Radium-228 1.24 ± 0.433   (0.575)
C:74% T:87%

pCi/L 11/27/18 15:07 15262-20-1EPA 9320

Total Radium 3.15 ± 0.961   (0.901) pCi/L 12/05/18 11:51 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

2611267

Plant McManus Ash Ponds

Sample: MCM-10 Lab ID: 2611267004 Collected: 11/06/18 14:22 Received: 11/07/18 09:25 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.22 ± 0.430   (0.440)
C:94% T:NA

pCi/L 11/29/18 08:41 13982-63-3EPA 9315

Radium-228 0.519 ± 0.316   (0.584)
C:78% T:95%

pCi/L 11/27/18 15:07 15262-20-1EPA 9320

Total Radium 1.74 ± 0.746   (1.02) pCi/L 12/05/18 11:51 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

2611267

Plant McManus Ash Ponds

Sample: MCM-11 Lab ID: 2611267005 Collected: 11/06/18 11:32 Received: 11/07/18 09:25 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.636 ± 0.305   (0.371)
C:93% T:NA

pCi/L 11/29/18 08:41 13982-63-3EPA 9315

Radium-228 0.466 ± 0.321   (0.609)
C:80% T:81%

pCi/L 11/27/18 15:08 15262-20-1EPA 9320

Total Radium 1.10 ± 0.626   (0.980) pCi/L 12/05/18 11:51 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 9 of 22



#=ARR#

ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

2611267

Plant McManus Ash Ponds

Sample: MCM-14 Lab ID: 2611267006 Collected: 11/06/18 14:38 Received: 11/07/18 09:25 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 2.51 ± 0.638   (0.331)
C:97% T:NA

pCi/L 11/29/18 08:41 13982-63-3EPA 9315

Radium-228 2.87 ± 0.709   (0.548)
C:77% T:83%

pCi/L 11/27/18 15:07 15262-20-1EPA 9320

Total Radium 5.38 ± 1.35   (0.879) pCi/L 12/05/18 11:51 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

2611267

Plant McManus Ash Ponds

Sample: MCM-17 Lab ID: 2611267007 Collected: 11/06/18 11:14 Received: 11/07/18 09:25 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.60 ± 0.355   (0.195)
C:93% T:NA

pCi/L 11/28/18 19:50 13982-63-3EPA 9315

Radium-228 1.35 ± 0.639   (1.03)
C:75% T:47%

pCi/L 11/27/18 15:08 15262-20-1EPA 9320

Total Radium 2.95 ± 0.994   (1.23) pCi/L 12/05/18 13:38 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

2611267

Plant McManus Ash Ponds

Sample: FBL 110618 Lab ID: 2611267008 Collected: 11/06/18 15:26 Received: 11/07/18 09:25 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.277 ± 0.133   (0.187)
C:96% T:NA

pCi/L 11/28/18 19:49 13982-63-3EPA 9315

Radium-228 0.443 ± 0.315   (0.602)
C:79% T:85%

pCi/L 11/27/18 15:08 15262-20-1EPA 9320

Total Radium 0.720 ± 0.448   (0.789) pCi/L 12/05/18 13:38 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

2611267

Plant McManus Ash Ponds

Sample: EQBL 110618 Lab ID: 2611267009 Collected: 11/06/18 15:32 Received: 11/07/18 09:25 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.288 ± 0.169   (0.245)
C:88% T:NA

pCi/L 12/03/18 08:58 13982-63-3EPA 9315

Radium-228 0.363 ± 0.402   (0.842)
C:75% T:79%

pCi/L 12/04/18 12:59 15262-20-1EPA 9320

Total Radium 0.651 ± 0.571   (1.09) pCi/L 12/05/18 13:38 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

2611267

Plant McManus Ash Ponds

Sample: Dup-1 Lab ID: 2611267010 Collected: 11/06/18 00:00 Received: 11/07/18 09:25 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.275 ± 0.175   (0.279)
C:93% T:NA

pCi/L 12/03/18 08:58 13982-63-3EPA 9315

Radium-228 0.448 ± 0.328   (0.641)
C:76% T:96%

pCi/L 12/04/18 12:59 15262-20-1EPA 9320

Total Radium 0.723 ± 0.503   (0.920) pCi/L 12/05/18 13:38 7440-14-4Total Radium
Calculation
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

2611267

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

320566

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 2611267001, 2611267002, 2611267003, 2611267004, 2611267005, 2611267006, 2611267007, 2611267008

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1563548

Associated Lab Samples: 2611267001, 2611267002, 2611267003, 2611267004, 2611267005, 2611267006, 2611267007, 2611267008

Matrix: Water

Analyzed

Radium-226 pCi/L 11/28/18 21:080.196 ± 0.119   (0.189) C:97% T:NA
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

2611267

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

320739

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 2611267009, 2611267010

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1564308

Associated Lab Samples: 2611267009, 2611267010

Matrix: Water

Analyzed

Radium-228 pCi/L 12/04/18 13:190.402 ± 0.356   (0.722) C:83% T:79%
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

2611267

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

321124

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 2611267009, 2611267010

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1566261

Associated Lab Samples: 2611267009, 2611267010

Matrix: Water

Analyzed

Radium-226 pCi/L 12/03/18 08:580.323 ± 0.164   (0.201) C:101% T:NA
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

2611267

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

320542

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 2611267001, 2611267002, 2611267003, 2611267004, 2611267005, 2611267006, 2611267007, 2611267008

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1563498

Associated Lab Samples: 2611267001, 2611267002, 2611267003, 2611267004, 2611267005, 2611267006, 2611267007, 2611267008

Matrix: Water

Analyzed

Radium-228 pCi/L 11/27/18 11:480.727 ± 0.361   (0.610) C:86% T:77%

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 18 of 22



#=QL#

QUALIFIERS

Pace Project No.:

Project:

2611267

Plant McManus Ash Ponds

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Act - Activity

Unc - Uncertainty: SDWA = 1.96 sigma count uncertainty, all other matrices = Expanded Uncertainty (95% confidence interval).
Gamma Spec = Expanded Uncertainty (95.4% Confidence Interval)

(MDC) - Minimum Detectable Concentration

Trac - Tracer Recovery (%)

Carr - Carrier Recovery (%)

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

LABORATORIES

Pace Analytical Services - GreensburgPASI-PA
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

2611267

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

2611267001 320566MCM-04 EPA 9315

2611267002 320566MCM-07 EPA 9315

2611267003 320566MCM-09 EPA 9315

2611267004 320566MCM-10 EPA 9315

2611267005 320566MCM-11 EPA 9315

2611267006 320566MCM-14 EPA 9315

2611267007 320566MCM-17 EPA 9315

2611267008 320566FBL 110618 EPA 9315

2611267009 321124EQBL 110618 EPA 9315

2611267010 321124Dup-1 EPA 9315

2611267001 320542MCM-04 EPA 9320

2611267002 320542MCM-07 EPA 9320

2611267003 320542MCM-09 EPA 9320

2611267004 320542MCM-10 EPA 9320

2611267005 320542MCM-11 EPA 9320

2611267006 320542MCM-14 EPA 9320

2611267007 320542MCM-17 EPA 9320

2611267008 320542FBL 110618 EPA 9320

2611267009 320739EQBL 110618 EPA 9320

2611267010 320739Dup-1 EPA 9320

2611267001 322875MCM-04 Total Radium Calculation

2611267002 322875MCM-07 Total Radium Calculation

2611267003 322875MCM-09 Total Radium Calculation

2611267004 322875MCM-10 Total Radium Calculation

2611267005 322875MCM-11 Total Radium Calculation

2611267006 322875MCM-14 Total Radium Calculation

2611267007 322908MCM-17 Total Radium Calculation

2611267008 322908FBL 110618 Total Radium Calculation

2611267009 322908EQBL 110618 Total Radium Calculation

2611267010 322908Dup-1 Total Radium Calculation
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November 15, 2018

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 2611330

2611330

Project:

Pace Project No.:

RE:

Joju Abraham
Georgia Power - Coal Combustion Residuals
2480 Maner Road
Atlanta, GA 30339

Plant McManus Ash Ponds

Dear Joju Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on November 08, 2018.
The results relate only to the samples included in this report. Results reported herein conform to the
most current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual,
where applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Maria Padilla, Georgia Power

Lauren Petty, Southern Company Services, Inc.
Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC

Rebecca Thornton, Pace Analytical Atlanta
Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC
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CERTIFICATIONS

Pace Project No.:

Project:

2611330

Plant McManus Ash Ponds

Atlanta Certification IDs

110 Technology Parkway Peachtree Corners, GA 30092

Florida DOH Certification #: E87315

Georgia DW Inorganics Certification #: 812

Georgia DW Microbiology Certification #: 812

North Carolina Certification #: 381

South Carolina Certification #: 98011001

Texas Certification #: T104704397-08-TX

Virginia Certification #: 460204
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SAMPLE SUMMARY

Pace Project No.:

Project:

2611330

Plant McManus Ash Ponds

Lab ID Sample ID Matrix Date Collected Date Received

2611330001 MCM-01 Water 11/07/18 13:16 11/08/18 09:20

2611330002 MCM-02 Water 11/07/18 16:03 11/08/18 09:20

2611330003 MCM-05 Water 11/07/18 10:50 11/08/18 09:20

2611330004 MCM-06 Water 11/07/18 09:40 11/08/18 09:20

2611330005 MCM-12 Water 11/07/18 10:33 11/08/18 09:20

2611330006 MCM-15 Water 11/07/18 15:56 11/08/18 09:20

2611330007 MCM-16 Water 11/07/18 14:48 11/08/18 09:20

2611330008 Dup-2 Water 11/07/18 00:00 11/08/18 09:20
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

2611330

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

ReportedAnalysts

2611330001 MCM-01 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

2611330002 MCM-02 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

2611330003 MCM-05 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

2611330004 MCM-06 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

2611330005 MCM-12 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

2611330006 MCM-15 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

2611330007 MCM-16 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

2611330008 Dup-2 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2611330

Plant McManus Ash Ponds

Sample: MCM-01 Lab ID: 2611330001 Collected: 11/07/18 13:16 Received: 11/08/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 11/13/18 17:39 7440-36-011/12/18 14:180.0030 0.00078 1

Arsenic 0.0069 mg/L 11/13/18 17:39 7440-38-211/12/18 14:180.0050 0.00057 1

Barium 0.071 mg/L 11/13/18 17:39 7440-39-311/12/18 14:180.010 0.00078 1

Beryllium 0.00010J mg/L 11/13/18 17:39 7440-41-711/12/18 14:180.0030 0.000050 1

Boron 0.037J mg/L 11/13/18 17:39 7440-42-811/12/18 14:180.040 0.0039 1

Cadmium ND mg/L 11/13/18 17:39 7440-43-911/12/18 14:180.0010 0.000093 1

Calcium 11.9 mg/L 11/14/18 18:39 7440-70-211/12/18 14:182.5 0.069 5

Chromium ND mg/L 11/13/18 17:39 7440-47-311/12/18 14:180.010 0.0016 1

Cobalt ND mg/L 11/13/18 17:39 7440-48-411/12/18 14:180.010 0.00052 1

Lead ND mg/L 11/13/18 17:39 7439-92-111/12/18 14:180.0050 0.00027 1

Lithium ND mg/L 11/13/18 17:39 7439-93-211/12/18 14:180.050 0.00097 1

Molybdenum ND mg/L 11/13/18 17:39 7439-98-711/12/18 14:180.010 0.0019 1

Selenium ND mg/L 11/13/18 17:39 7782-49-211/12/18 14:180.010 0.0014 1

Thallium ND mg/L 11/13/18 17:39 7440-28-011/12/18 14:180.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 11/12/18 16:50 7439-97-611/12/18 10:450.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 121 mg/L 11/12/18 10:1025.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 21.8 mg/L 11/13/18 18:21 16887-00-60.25 0.024 1

Fluoride ND mg/L 11/13/18 18:21 16984-48-80.30 0.029 1

Sulfate 45.6 mg/L 11/13/18 18:21 14808-79-81.0 0.017 1
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2611330

Plant McManus Ash Ponds

Sample: MCM-02 Lab ID: 2611330002 Collected: 11/07/18 16:03 Received: 11/08/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 11/13/18 17:50 7440-36-011/12/18 14:180.0030 0.00078 1

Arsenic 0.00059J mg/L 11/13/18 17:50 7440-38-211/12/18 14:180.0050 0.00057 1

Barium 0.097 mg/L 11/13/18 17:50 7440-39-311/12/18 14:180.010 0.00078 1

Beryllium 0.00015J mg/L 11/13/18 17:50 7440-41-711/12/18 14:180.0030 0.000050 1

Boron 0.10 mg/L 11/13/18 17:50 7440-42-811/12/18 14:180.040 0.0039 1

Cadmium ND mg/L 11/13/18 17:50 7440-43-911/12/18 14:180.0010 0.000093 1

Calcium 4.6 mg/L 11/13/18 17:50 7440-70-211/12/18 14:180.50 0.014 1

Chromium ND mg/L 11/13/18 17:50 7440-47-311/12/18 14:180.010 0.0016 1

Cobalt ND mg/L 11/13/18 17:50 7440-48-411/12/18 14:180.010 0.00052 1

Lead ND mg/L 11/13/18 17:50 7439-92-111/12/18 14:180.0050 0.00027 1

Lithium ND mg/L 11/13/18 17:50 7439-93-211/12/18 14:180.050 0.00097 1

Molybdenum ND mg/L 11/13/18 17:50 7439-98-711/12/18 14:180.010 0.0019 1

Selenium ND mg/L 11/13/18 17:50 7782-49-211/12/18 14:180.010 0.0014 1

Thallium ND mg/L 11/13/18 17:50 7440-28-011/12/18 14:180.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 11/12/18 16:57 7439-97-611/12/18 10:450.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 134 mg/L 11/12/18 10:1025.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 30.7 mg/L 11/13/18 18:42 16887-00-60.25 0.024 1

Fluoride ND mg/L 11/13/18 18:42 16984-48-80.30 0.029 1

Sulfate 35.8 mg/L 11/13/18 18:42 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 11/15/2018 03:14 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 6 of 21



#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

2611330

Plant McManus Ash Ponds

Sample: MCM-05 Lab ID: 2611330003 Collected: 11/07/18 10:50 Received: 11/08/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 11/13/18 18:13 7440-36-011/12/18 14:180.0030 0.00078 1

Arsenic 0.0020J mg/L 11/13/18 18:13 7440-38-211/12/18 14:180.0050 0.00057 1

Barium 0.0085J mg/L 11/13/18 18:13 7440-39-311/12/18 14:180.010 0.00078 1

Beryllium 0.000054J mg/L 11/13/18 18:13 7440-41-711/12/18 14:180.0030 0.000050 1

Boron 0.51 mg/L 11/13/18 18:13 7440-42-811/12/18 14:180.040 0.0039 1

Cadmium ND mg/L 11/13/18 18:13 7440-43-911/12/18 14:180.0010 0.000093 1

Calcium 41.8 mg/L 11/13/18 18:19 7440-70-211/12/18 14:1825.0 0.69 50

Chromium ND mg/L 11/13/18 18:13 7440-47-311/12/18 14:180.010 0.0016 1

Cobalt ND mg/L 11/13/18 18:13 7440-48-411/12/18 14:180.010 0.00052 1

Lead ND mg/L 11/13/18 18:13 7439-92-111/12/18 14:180.0050 0.00027 1

Lithium 0.022J mg/L 11/13/18 18:13 7439-93-211/12/18 14:180.050 0.00097 1

Molybdenum ND mg/L 11/13/18 18:13 7439-98-711/12/18 14:180.010 0.0019 1

Selenium ND mg/L 11/13/18 18:13 7782-49-211/12/18 14:180.010 0.0014 1

Thallium ND mg/L 11/13/18 18:13 7440-28-011/12/18 14:180.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 11/12/18 16:59 7439-97-611/12/18 10:450.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 2230 mg/L 11/12/18 10:1025.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 1180 mg/L 11/14/18 05:23 16887-00-625.0 2.4 100

Fluoride 0.35 mg/L 11/13/18 19:03 16984-48-80.30 0.029 1

Sulfate 41.3J mg/L 11/14/18 05:23 14808-79-8100 1.7 100
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2611330

Plant McManus Ash Ponds

Sample: MCM-06 Lab ID: 2611330004 Collected: 11/07/18 09:40 Received: 11/08/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 11/13/18 18:25 7440-36-011/12/18 14:180.0030 0.00078 1

Arsenic 0.50 mg/L 11/13/18 18:25 7440-38-211/12/18 14:180.0050 0.00057 1

Barium 0.19 mg/L 11/13/18 18:25 7440-39-311/12/18 14:180.010 0.00078 1

Beryllium ND mg/L 11/13/18 18:25 7440-41-711/12/18 14:180.0030 0.000050 1

Boron 0.86 mg/L 11/13/18 18:25 7440-42-811/12/18 14:180.040 0.0039 1

Cadmium ND mg/L 11/13/18 18:25 7440-43-911/12/18 14:180.0010 0.000093 1

Calcium 364 mg/L 11/13/18 18:31 7440-70-211/12/18 14:1825.0 0.69 50

Calcium 411 mg/L 11/15/18 14:36 7440-70-211/12/18 14:1850.0 1.4 100

Chromium ND mg/L 11/13/18 18:25 7440-47-311/12/18 14:180.010 0.0016 1

Cobalt ND mg/L 11/13/18 18:25 7440-48-411/12/18 14:180.010 0.00052 1

Lead ND mg/L 11/13/18 18:25 7439-92-111/12/18 14:180.0050 0.00027 1

Lithium 0.11 mg/L 11/13/18 18:25 7439-93-211/12/18 14:180.050 0.00097 1

Molybdenum 0.0024J mg/L 11/13/18 18:25 7439-98-711/12/18 14:180.010 0.0019 1

Selenium 0.0075J mg/L 11/13/18 18:25 7782-49-211/12/18 14:180.010 0.0014 1

Thallium ND mg/L 11/13/18 18:25 7440-28-011/12/18 14:180.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 11/12/18 17:02 7439-97-611/12/18 10:450.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 15100 mg/L 11/12/18 10:1025.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 8860 mg/L 11/14/18 05:43 16887-00-650.0 4.8 200

Fluoride 10.3 mg/L 11/13/18 19:23 16984-48-80.30 0.029 1

Sulfate 734 mg/L 11/14/18 05:43 14808-79-8200 3.4 200
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2611330

Plant McManus Ash Ponds

Sample: MCM-12 Lab ID: 2611330005 Collected: 11/07/18 10:33 Received: 11/08/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 11/13/18 18:36 7440-36-0 D311/12/18 14:180.015 0.0039 5

Arsenic ND mg/L 11/14/18 18:50 7440-38-2 D311/12/18 14:180.050 0.0057 10

Barium 0.11 mg/L 11/13/18 18:36 7440-39-311/12/18 14:180.050 0.0039 5

Beryllium 0.00058J mg/L 11/14/18 18:50 7440-41-7 D311/12/18 14:180.030 0.00050 10

Boron 1.4 mg/L 11/14/18 18:50 7440-42-811/12/18 14:180.40 0.039 10

Cadmium ND mg/L 11/14/18 18:50 7440-43-9 D311/12/18 14:180.010 0.00093 10

Calcium 8.5 mg/L 11/14/18 18:50 7440-70-211/12/18 14:185.0 0.14 10

Chromium ND mg/L 11/14/18 18:50 7440-47-3 D311/12/18 14:180.10 0.016 10

Cobalt ND mg/L 11/14/18 18:50 7440-48-4 D311/12/18 14:180.10 0.0052 10

Lead ND mg/L 11/13/18 18:36 7439-92-1 D311/12/18 14:180.025 0.0014 5

Lithium 0.013J mg/L 11/14/18 18:50 7439-93-2 D311/12/18 14:180.50 0.0097 10

Molybdenum ND mg/L 11/13/18 18:36 7439-98-7 D311/12/18 14:180.050 0.0097 5

Selenium ND mg/L 11/14/18 18:50 7782-49-2 D311/12/18 14:180.10 0.014 10

Thallium ND mg/L 11/13/18 18:36 7440-28-0 D311/12/18 14:180.0050 0.00071 5

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 11/12/18 17:04 7439-97-611/12/18 10:450.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 1800 mg/L 11/12/18 10:1025.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 665 mg/L 11/14/18 06:04 16887-00-625.0 2.4 100

Fluoride ND mg/L 11/13/18 19:44 16984-48-80.30 0.029 1

Sulfate 0.41J mg/L 11/13/18 19:44 14808-79-81.0 0.017 1
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2611330

Plant McManus Ash Ponds

Sample: MCM-15 Lab ID: 2611330006 Collected: 11/07/18 15:56 Received: 11/08/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 11/13/18 18:48 7440-36-011/12/18 14:180.0030 0.00078 1

Arsenic ND mg/L 11/14/18 18:56 7440-38-211/12/18 14:180.025 0.0028 5

Barium 0.050 mg/L 11/13/18 18:48 7440-39-311/12/18 14:180.010 0.00078 1

Beryllium 0.00041J mg/L 11/14/18 18:56 7440-41-711/12/18 14:180.015 0.00025 5

Boron 0.062J mg/L 11/14/18 18:56 7440-42-811/12/18 14:180.20 0.020 5

Cadmium ND mg/L 11/14/18 18:56 7440-43-911/12/18 14:180.0050 0.00046 5

Calcium 9.8 mg/L 11/14/18 18:56 7440-70-211/12/18 14:182.5 0.069 5

Chromium ND mg/L 11/14/18 18:56 7440-47-311/12/18 14:180.050 0.0078 5

Cobalt ND mg/L 11/14/18 18:56 7440-48-411/12/18 14:180.050 0.0026 5

Lead ND mg/L 11/13/18 18:48 7439-92-111/12/18 14:180.0050 0.00027 1

Lithium ND mg/L 11/14/18 18:56 7439-93-211/12/18 14:180.25 0.0049 5

Molybdenum ND mg/L 11/13/18 18:48 7439-98-711/12/18 14:180.010 0.0019 1

Selenium ND mg/L 11/14/18 18:56 7782-49-211/12/18 14:180.050 0.0068 5

Thallium ND mg/L 11/13/18 18:48 7440-28-011/12/18 14:180.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 11/12/18 17:06 7439-97-611/12/18 10:450.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 125 mg/L 11/12/18 10:1025.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 20.2 mg/L 11/13/18 20:05 16887-00-60.25 0.024 1

Fluoride ND mg/L 11/13/18 20:05 16984-48-80.30 0.029 1

Sulfate 22.2 mg/L 11/13/18 20:05 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 11/15/2018 03:14 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2611330

Plant McManus Ash Ponds

Sample: MCM-16 Lab ID: 2611330007 Collected: 11/07/18 14:48 Received: 11/08/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 11/13/18 18:59 7440-36-011/12/18 14:180.0030 0.00078 1

Arsenic ND mg/L 11/13/18 18:59 7440-38-211/12/18 14:180.0050 0.00057 1

Barium 0.12 mg/L 11/13/18 18:59 7440-39-311/12/18 14:180.010 0.00078 1

Beryllium 0.00019J mg/L 11/13/18 18:59 7440-41-711/12/18 14:180.0030 0.000050 1

Boron 0.074 mg/L 11/13/18 18:59 7440-42-811/12/18 14:180.040 0.0039 1

Cadmium ND mg/L 11/13/18 18:59 7440-43-911/12/18 14:180.0010 0.000093 1

Calcium 5.3 mg/L 11/14/18 19:01 7440-70-211/12/18 14:180.50 0.014 1

Chromium ND mg/L 11/14/18 19:01 7440-47-311/12/18 14:180.010 0.0016 1

Cobalt ND mg/L 11/14/18 19:01 7440-48-411/12/18 14:180.010 0.00052 1

Lead ND mg/L 11/13/18 18:59 7439-92-111/12/18 14:180.0050 0.00027 1

Lithium ND mg/L 11/13/18 18:59 7439-93-211/12/18 14:180.050 0.00097 1

Molybdenum ND mg/L 11/13/18 18:59 7439-98-711/12/18 14:180.010 0.0019 1

Selenium ND mg/L 11/13/18 18:59 7782-49-211/12/18 14:180.010 0.0014 1

Thallium ND mg/L 11/13/18 18:59 7440-28-011/12/18 14:180.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 11/12/18 17:09 7439-97-611/12/18 10:450.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 120 mg/L 11/12/18 10:1025.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 25.1 mg/L 11/13/18 22:09 16887-00-60.25 0.024 1

Fluoride ND mg/L 11/13/18 22:09 16984-48-80.30 0.029 1

Sulfate 35.0 mg/L 11/13/18 22:09 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 11/15/2018 03:14 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 11 of 21



#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

2611330

Plant McManus Ash Ponds

Sample: Dup-2 Lab ID: 2611330008 Collected: 11/07/18 00:00 Received: 11/08/18 09:20 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 11/13/18 19:22 7440-36-011/12/18 14:180.0030 0.00078 1

Arsenic 0.0064 mg/L 11/13/18 19:22 7440-38-211/12/18 14:180.0050 0.00057 1

Barium 0.072 mg/L 11/13/18 19:22 7440-39-311/12/18 14:180.010 0.00078 1

Beryllium 0.000097J mg/L 11/13/18 19:22 7440-41-711/12/18 14:180.0030 0.000050 1

Boron 0.038J mg/L 11/13/18 19:22 7440-42-811/12/18 14:180.040 0.0039 1

Cadmium ND mg/L 11/13/18 19:22 7440-43-911/12/18 14:180.0010 0.000093 1

Calcium 11.3 mg/L 11/14/18 19:13 7440-70-211/12/18 14:182.5 0.069 5

Chromium ND mg/L 11/13/18 19:22 7440-47-311/12/18 14:180.010 0.0016 1

Cobalt ND mg/L 11/13/18 19:22 7440-48-411/12/18 14:180.010 0.00052 1

Lead ND mg/L 11/13/18 19:22 7439-92-111/12/18 14:180.0050 0.00027 1

Lithium ND mg/L 11/13/18 19:22 7439-93-211/12/18 14:180.050 0.00097 1

Molybdenum ND mg/L 11/13/18 19:22 7439-98-711/12/18 14:180.010 0.0019 1

Selenium ND mg/L 11/13/18 19:22 7782-49-211/12/18 14:180.010 0.0014 1

Thallium ND mg/L 11/13/18 19:22 7440-28-011/12/18 14:180.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 11/12/18 17:11 7439-97-611/12/18 10:450.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 125 mg/L 11/12/18 10:1025.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 21.9 mg/L 11/13/18 22:29 16887-00-60.25 0.024 1

Fluoride ND mg/L 11/13/18 22:29 16984-48-80.30 0.029 1

Sulfate 45.3 mg/L 11/13/18 22:29 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 11/15/2018 03:14 PM
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QUALITY CONTROL DATA

Pace Project No.:

Project:

2611330

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

16833

EPA 7470A

EPA 7470A

7470 Mercury

Associated Lab Samples: 2611330001, 2611330002, 2611330003, 2611330004, 2611330005, 2611330006, 2611330007, 2611330008

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 75562

Associated Lab Samples: 2611330001, 2611330002, 2611330003, 2611330004, 2611330005, 2611330006, 2611330007, 2611330008

Matrix: Water

AnalyzedMDL

Mercury mg/L ND 0.00050 11/12/18 16:190.000036

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

75563LABORATORY CONTROL SAMPLE:

LCSSpike

Mercury mg/L 0.0025.0025 102 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

75564MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

2611272001

75565

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Mercury mg/L .0025 90 75-125101 11 20.0025ND 0.0022 0.0025

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

2611330

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

16990

EPA 3005A

EPA 6020B

6020B MET

Associated Lab Samples: 2611330001, 2611330002, 2611330003, 2611330004, 2611330005, 2611330006, 2611330007, 2611330008

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 76661

Associated Lab Samples: 2611330001, 2611330002, 2611330003, 2611330004, 2611330005, 2611330006, 2611330007, 2611330008

Matrix: Water

AnalyzedMDL

Antimony mg/L ND 0.0030 11/13/18 17:050.00078

Arsenic mg/L ND 0.0050 11/13/18 17:050.00057

Barium mg/L ND 0.010 11/13/18 17:050.00078

Beryllium mg/L ND 0.0030 11/13/18 17:050.000050

Boron mg/L ND 0.040 11/13/18 17:050.0039

Cadmium mg/L ND 0.0010 11/13/18 17:050.000093

Calcium mg/L ND 0.50 11/13/18 17:050.014

Chromium mg/L ND 0.010 11/13/18 17:050.0016

Cobalt mg/L ND 0.010 11/13/18 17:050.00052

Lead mg/L ND 0.0050 11/13/18 17:050.00027

Lithium mg/L ND 0.050 11/13/18 17:050.00097

Molybdenum mg/L ND 0.010 11/13/18 17:050.0019

Selenium mg/L ND 0.010 11/13/18 17:050.0014

Thallium mg/L ND 0.0010 11/13/18 17:050.00014

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

76662LABORATORY CONTROL SAMPLE:

LCSSpike

Antimony mg/L 0.099.1 99 80-120

Arsenic mg/L 0.10.1 102 80-120

Barium mg/L 0.098.1 98 80-120

Beryllium mg/L 0.10.1 101 80-120

Boron mg/L 0.991 99 80-120

Cadmium mg/L 0.098.1 98 80-120

Calcium mg/L 0.991 99 80-120

Chromium mg/L 0.10.1 100 80-120

Cobalt mg/L 0.10.1 100 80-120

Lead mg/L 0.099.1 99 80-120

Lithium mg/L 0.10.1 102 80-120

Molybdenum mg/L 0.10.1 101 80-120

Selenium mg/L 0.10.1 104 80-120

Thallium mg/L 0.099.1 99 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

76663MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

2611389006

76664

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Antimony mg/L .1 99 75-125100 1 20.1ND 0.099 0.10

REPORT OF LABORATORY ANALYSIS
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

2611330

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

76663MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

2611389006

76664

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Arsenic mg/L .1 100 75-125104 4 20.10.0012J 0.10 0.11

Barium mg/L .1 95 75-12596 1 20.10.024 0.12 0.12

Beryllium mg/L .1 100 75-125100 1 20.10.0020J 0.10 0.10

Boron mg/L M11 56 75-12551 2 2012.6 3.2 3.1

Cadmium mg/L .1 95 75-12597 1 20.10.00031J 0.096 0.097

Calcium mg/L M61 159 75-125-263 5 20181.7 83.3 79.1

Chromium mg/L .1 97 75-12597 0 20.10.0028J 0.10 0.10

Cobalt mg/L .1 96 75-12595 0 20.10.048 0.14 0.14

Lead mg/L .1 94 75-12593 0 20.1ND 0.094 0.093

Lithium mg/L .1 99 75-125100 1 20.10.0034J 0.10 0.10

Molybdenum mg/L .1 98 75-12599 2 20.1ND 0.098 0.099

Selenium mg/L .1 103 75-125109 5 20.10.0068J 0.11 0.12

Thallium mg/L .1 92 75-12594 2 20.10.00052J 0.093 0.095

REPORT OF LABORATORY ANALYSIS
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

2611330

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

16943

SM 2540C

SM 2540C

2540C Total Dissolved Solids

Associated Lab Samples: 2611330001, 2611330002, 2611330003, 2611330004, 2611330005, 2611330006, 2611330007, 2611330008

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

76546LABORATORY CONTROL SAMPLE:

LCSSpike

Total Dissolved Solids mg/L 405400 101 84-108

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

2611269010

76547SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 18.0J D624 1023.0J

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

2611389001

76548SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 495 2 10504

REPORT OF LABORATORY ANALYSIS
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QUALITY CONTROL DATA

Pace Project No.:

Project:

2611330

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

17032

EPA 300.0

EPA 300.0

300.0 IC Anions

Associated Lab Samples: 2611330001, 2611330002, 2611330003, 2611330004, 2611330005, 2611330006, 2611330007, 2611330008

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 76760

Associated Lab Samples: 2611330001, 2611330002, 2611330003, 2611330004, 2611330005, 2611330006, 2611330007, 2611330008

Matrix: Water

AnalyzedMDL

Chloride mg/L 0.12J 0.25 11/13/18 16:170.024

Fluoride mg/L ND 0.30 11/13/18 16:170.029

Sulfate mg/L ND 1.0 11/13/18 16:170.017

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

76761LABORATORY CONTROL SAMPLE:

LCSSpike

Chloride mg/L 10.210 102 90-110

Fluoride mg/L 9.910 99 90-110

Sulfate mg/L 9.910 99 90-110

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

76762MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

2611272001

76763

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Chloride mg/L 10 101 90-110102 0 15102.3 12.4 12.5

Fluoride mg/L 10 103 90-110103 0 1510ND 10.3 10.3

Sulfate mg/L 10 103 90-110107 4 15100.12J 10.4 10.8

Parameter Units

MS

Result

% Rec

Limits Qualifiers% RecConc.

76764MATRIX SPIKE SAMPLE:

MSSpike

Result

2611272002

Chloride mg/L 13.010 105 90-1102.6

Fluoride mg/L 10.210 102 90-110ND

Sulfate mg/L 17.710 104 90-1107.3

REPORT OF LABORATORY ANALYSIS
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QUALIFIERS

Pace Project No.:

Project:

2611330

Plant McManus Ash Ponds

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

ANALYTE QUALIFIERS

Sample was diluted due to the presence of high levels of non-target analytes or other matrix interference.D3

The precision between the sample and sample duplicate exceeded laboratory control limits.D6

Matrix spike recovery exceeded QC limits.  Batch accepted based on laboratory control sample (LCS) recovery.M1

Matrix spike and Matrix spike duplicate recovery not evaluated against control limits due to sample dilution.M6

REPORT OF LABORATORY ANALYSIS
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

2611330

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

2611330001 16990 17017MCM-01 EPA 3005A EPA 6020B

2611330002 16990 17017MCM-02 EPA 3005A EPA 6020B

2611330003 16990 17017MCM-05 EPA 3005A EPA 6020B

2611330004 16990 17017MCM-06 EPA 3005A EPA 6020B

2611330005 16990 17017MCM-12 EPA 3005A EPA 6020B

2611330006 16990 17017MCM-15 EPA 3005A EPA 6020B

2611330007 16990 17017MCM-16 EPA 3005A EPA 6020B

2611330008 16990 17017Dup-2 EPA 3005A EPA 6020B

2611330001 16833 17021MCM-01 EPA 7470A EPA 7470A

2611330002 16833 17021MCM-02 EPA 7470A EPA 7470A

2611330003 16833 17021MCM-05 EPA 7470A EPA 7470A

2611330004 16833 17021MCM-06 EPA 7470A EPA 7470A

2611330005 16833 17021MCM-12 EPA 7470A EPA 7470A

2611330006 16833 17021MCM-15 EPA 7470A EPA 7470A

2611330007 16833 17021MCM-16 EPA 7470A EPA 7470A

2611330008 16833 17021Dup-2 EPA 7470A EPA 7470A

2611330001 16943MCM-01 SM 2540C

2611330002 16943MCM-02 SM 2540C

2611330003 16943MCM-05 SM 2540C

2611330004 16943MCM-06 SM 2540C

2611330005 16943MCM-12 SM 2540C

2611330006 16943MCM-15 SM 2540C

2611330007 16943MCM-16 SM 2540C

2611330008 16943Dup-2 SM 2540C

2611330001 17032MCM-01 EPA 300.0

2611330002 17032MCM-02 EPA 300.0

2611330003 17032MCM-05 EPA 300.0

2611330004 17032MCM-06 EPA 300.0

2611330005 17032MCM-12 EPA 300.0

2611330006 17032MCM-15 EPA 300.0

2611330007 17032MCM-16 EPA 300.0

2611330008 17032Dup-2 EPA 300.0
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December 10, 2018

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 2611332

2611332

Project:

Pace Project No.:

RE:

Joju Abraham
Georgia Power - Coal Combustion Residuals
2480 Maner Road
Atlanta, GA 30339

Plant McManus Ash Ponds

Dear Joju Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on November 08, 2018.
The results relate only to the samples included in this report. Results reported herein conform to the
most current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual,
where applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Maria Padilla, Georgia Power

Lauren Petty, Southern Company Services, Inc.
Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC

Rebecca Thornton, Pace Analytical Atlanta
Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 1 of 18



#=CP#

CERTIFICATIONS

Pace Project No.:

Project:

2611332

Plant McManus Ash Ponds

Pennsylvania Certification IDs

1638 Roseytown Rd Suites 2,3&4, Greensburg, PA 15601

ANAB DOD-ELAP Rad Accreditation #: L2417

Alabama Certification #: 41590

Arizona Certification #: AZ0734

Arkansas Certification

California Certification #: 04222CA

Colorado Certification #: PA01547

Connecticut Certification #: PH-0694

Delaware Certification

EPA Region 4 DW Rad

Florida/TNI Certification #: E87683

Georgia Certification #: C040

Guam Certification

Hawaii Certification

Idaho Certification

Illinois Certification

Indiana Certification

Iowa Certification #: 391

Kansas/TNI Certification #: E-10358

Kentucky Certification #: KY90133

KY WW Permit #: KY0098221

KY WW Permit #: KY0000221

Louisiana DHH/TNI Certification #: LA180012

Louisiana DEQ/TNI Certification #: 4086

Maine Certification #: 2017020

Maryland Certification #: 308

Massachusetts Certification #: M-PA1457

Michigan/PADEP Certification #: 9991

Missouri Certification #: 235

Montana Certification #: Cert0082

Nebraska Certification #: NE-OS-29-14

Nevada Certification #: PA014572018-1

New Hampshire/TNI Certification #: 297617

New Jersey/TNI Certification #: PA051

New Mexico Certification #: PA01457

New York/TNI Certification #: 10888

North Carolina Certification #: 42706

North Dakota Certification #: R-190

Ohio EPA Rad Approval: #41249

Oregon/TNI Certification #: PA200002-010

Pennsylvania/TNI Certification #: 65-00282

Puerto Rico Certification #: PA01457

Rhode Island Certification #: 65-00282

South Dakota Certification

Tennessee Certification #:  02867

Texas/TNI Certification #: T104704188-17-3

Utah/TNI Certification #: PA014572017-9

USDA Soil Permit #: P330-17-00091

Vermont Dept. of Health: ID# VT-0282

Virgin Island/PADEP Certification

Virginia/VELAP Certification #: 9526

Washington Certification #: C868

West Virginia DEP Certification #: 143

West Virginia DHHR Certification #: 9964C

Wisconsin Approve List for Rad

Wyoming Certification #: 8TMS-L

REPORT OF LABORATORY ANALYSIS
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SAMPLE SUMMARY

Pace Project No.:

Project:

2611332

Plant McManus Ash Ponds

Lab ID Sample ID Matrix Date Collected Date Received

2611332001 MCM-01 Water 11/07/18 13:16 11/08/18 09:20

2611332002 MCM-02 Water 11/07/18 16:03 11/08/18 09:20

2611332003 MCM-05 Water 11/07/18 10:50 11/08/18 09:20

2611332004 MCM-06 Water 11/07/18 09:40 11/08/18 09:20

2611332005 MCM-12 Water 11/07/18 10:33 11/08/18 09:20

2611332006 MCM-15 Water 11/07/18 15:56 11/08/18 09:20

2611332007 MCM-16 Water 11/07/18 14:48 11/08/18 09:20

2611332008 Dup-2 Water 11/07/18 00:00 11/08/18 09:20

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

2611332

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

Reported LaboratoryAnalysts

2611332001 MCM-01 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

2611332002 MCM-02 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

2611332003 MCM-05 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

2611332004 MCM-06 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

2611332005 MCM-12 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

2611332006 MCM-15 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

2611332007 MCM-16 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

2611332008 Dup-2 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

2611332

Plant McManus Ash Ponds

Sample: MCM-01 Lab ID: 2611332001 Collected: 11/07/18 13:16 Received: 11/08/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.589 ± 0.235   (0.248)
C:90% T:NA

pCi/L 12/03/18 11:33 13982-63-3EPA 9315

Radium-228 0.0266 ± 0.412   (0.939)
C:80% T:91%

pCi/L 12/05/18 16:12 15262-20-1EPA 9320

Total Radium 0.616 ± 0.647   (1.19) pCi/L 12/06/18 14:28 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

2611332

Plant McManus Ash Ponds

Sample: MCM-02 Lab ID: 2611332002 Collected: 11/07/18 16:03 Received: 11/08/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.429 ± 0.188   (0.183)
C:94% T:NA

pCi/L 12/03/18 11:33 13982-63-3EPA 9315

Radium-228 -0.0615 ± 0.531   (1.22)
C:80% T:76%

pCi/L 12/05/18 16:12 15262-20-1EPA 9320

Total Radium 0.429 ± 0.719   (1.40) pCi/L 12/06/18 14:28 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

2611332

Plant McManus Ash Ponds

Sample: MCM-05 Lab ID: 2611332003 Collected: 11/07/18 10:50 Received: 11/08/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.507 ± 0.225   (0.268)
C:86% T:NA

pCi/L 12/03/18 11:33 13982-63-3EPA 9315

Radium-228 0.902 ± 0.855   (1.78)
C:82% T:84%

pCi/L 12/05/18 20:52 15262-20-1EPA 9320

Total Radium 1.41 ± 1.08   (2.05) pCi/L 12/06/18 14:28 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 7 of 18



#=ARR#

ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

2611332

Plant McManus Ash Ponds

Sample: MCM-06 Lab ID: 2611332004 Collected: 11/07/18 09:40 Received: 11/08/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 5.85 ± 1.06   (0.169)
C:98% T:NA

pCi/L 12/03/18 10:32 13982-63-3EPA 9315

Radium-228 2.73 ± 0.999   (1.54)
C:77% T:86%

pCi/L 12/05/18 20:52 15262-20-1EPA 9320

Total Radium 8.58 ± 2.06   (1.71) pCi/L 12/06/18 14:28 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

2611332

Plant McManus Ash Ponds

Sample: MCM-12 Lab ID: 2611332005 Collected: 11/07/18 10:33 Received: 11/08/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 1.38 ± 0.387   (0.345)
C:95% T:NA

pCi/L 12/03/18 10:32 13982-63-3EPA 9315

Radium-228 0.760 ± 0.667   (1.36)
C:81% T:90%

pCi/L 12/05/18 20:52 15262-20-1EPA 9320

Total Radium 2.14 ± 1.05   (1.71) pCi/L 12/06/18 14:28 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

2611332

Plant McManus Ash Ponds

Sample: MCM-15 Lab ID: 2611332006 Collected: 11/07/18 15:56 Received: 11/08/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.894 ± 0.283   (0.216)
C:98% T:NA

pCi/L 12/03/18 10:32 13982-63-3EPA 9315

Radium-228 -0.516 ± 0.750   (1.80)
C:76% T:84%

pCi/L 12/05/18 20:52 15262-20-1EPA 9320

Total Radium 0.894 ± 1.03   (2.02) pCi/L 12/06/18 14:28 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

2611332

Plant McManus Ash Ponds

Sample: MCM-16 Lab ID: 2611332007 Collected: 11/07/18 14:48 Received: 11/08/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.651 ± 0.246   (0.259)
C:93% T:NA

pCi/L 12/03/18 10:32 13982-63-3EPA 9315

Radium-228 -0.637 ± 0.840   (2.01)
C:77% T:81%

pCi/L 12/05/18 20:52 15262-20-1EPA 9320

Total Radium 0.651 ± 1.09   (2.27) pCi/L 12/06/18 14:28 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

2611332

Plant McManus Ash Ponds

Sample: Dup-2 Lab ID: 2611332008 Collected: 11/07/18 00:00 Received: 11/08/18 09:20 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.817 ± 0.277   (0.266)
C:96% T:NA

pCi/L 12/03/18 10:32 13982-63-3EPA 9315

Radium-228 0.258 ± 0.605   (1.35)
C:77% T:78%

pCi/L 12/05/18 19:49 15262-20-1EPA 9320

Total Radium 1.08 ± 0.882   (1.62) pCi/L 12/06/18 14:35 7440-14-4Total Radium
Calculation
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

2611332

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

321126

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 2611332001, 2611332002, 2611332003, 2611332004, 2611332005, 2611332006, 2611332007, 2611332008

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1566262

Associated Lab Samples: 2611332001, 2611332002, 2611332003, 2611332004, 2611332005, 2611332006, 2611332007, 2611332008

Matrix: Water

Analyzed

Radium-226 pCi/L 12/03/18 09:200.177 ± 0.121   (0.173) C:101% T:NA
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

2611332

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

320740

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 2611332001, 2611332002, 2611332003, 2611332004, 2611332005, 2611332006, 2611332007, 2611332008

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1564310

Associated Lab Samples: 2611332001, 2611332002, 2611332003, 2611332004, 2611332005, 2611332006, 2611332007, 2611332008

Matrix: Water

Analyzed

Radium-228 pCi/L 12/05/18 12:560.621 ± 0.363   (0.669) C:84% T:82%

REPORT OF LABORATORY ANALYSIS
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QUALIFIERS

Pace Project No.:

Project:

2611332

Plant McManus Ash Ponds

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Act - Activity

Unc - Uncertainty: SDWA = 1.96 sigma count uncertainty, all other matrices = Expanded Uncertainty (95% confidence interval).
Gamma Spec = Expanded Uncertainty (95.4% Confidence Interval)

(MDC) - Minimum Detectable Concentration

Trac - Tracer Recovery (%)

Carr - Carrier Recovery (%)

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

LABORATORIES

Pace Analytical Services - GreensburgPASI-PA

REPORT OF LABORATORY ANALYSIS
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

2611332

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

2611332001 321126MCM-01 EPA 9315

2611332002 321126MCM-02 EPA 9315

2611332003 321126MCM-05 EPA 9315

2611332004 321126MCM-06 EPA 9315

2611332005 321126MCM-12 EPA 9315

2611332006 321126MCM-15 EPA 9315

2611332007 321126MCM-16 EPA 9315

2611332008 321126Dup-2 EPA 9315

2611332001 320740MCM-01 EPA 9320

2611332002 320740MCM-02 EPA 9320

2611332003 320740MCM-05 EPA 9320

2611332004 320740MCM-06 EPA 9320

2611332005 320740MCM-12 EPA 9320

2611332006 320740MCM-15 EPA 9320

2611332007 320740MCM-16 EPA 9320

2611332008 320740Dup-2 EPA 9320

2611332001 323090MCM-01 Total Radium Calculation

2611332002 323090MCM-02 Total Radium Calculation

2611332003 323090MCM-05 Total Radium Calculation

2611332004 323090MCM-06 Total Radium Calculation

2611332005 323090MCM-12 Total Radium Calculation

2611332006 323090MCM-15 Total Radium Calculation

2611332007 323090MCM-16 Total Radium Calculation

2611332008 323093Dup-2 Total Radium Calculation

REPORT OF LABORATORY ANALYSIS
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November 16, 2018

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 2611417

2611417

Project:

Pace Project No.:

RE:

Joju Abraham
Georgia Power - Coal Combustion Residuals
2480 Maner Road
Atlanta, GA 30339

Plant McManus Ash Ponds

Dear Joju Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on November 09, 2018.
The results relate only to the samples included in this report. Results reported herein conform to the
most current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual,
where applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Maria Padilla, Georgia Power

Lauren Petty, Southern Company Services, Inc.
Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC

Rebecca Thornton, Pace Analytical Atlanta
Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC
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CERTIFICATIONS

Pace Project No.:

Project:

2611417

Plant McManus Ash Ponds

Atlanta Certification IDs

110 Technology Parkway Peachtree Corners, GA 30092

Florida DOH Certification #: E87315

Georgia DW Inorganics Certification #: 812

Georgia DW Microbiology Certification #: 812

North Carolina Certification #: 381

South Carolina Certification #: 98011001

Texas Certification #: T104704397-08-TX

Virginia Certification #: 460204
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SAMPLE SUMMARY

Pace Project No.:

Project:

2611417

Plant McManus Ash Ponds

Lab ID Sample ID Matrix Date Collected Date Received

2611417001 MCM-08 Water 11/08/18 11:12 11/09/18 09:25

2611417002 FBL 110818 Water 11/08/18 12:00 11/09/18 09:25

2611417003 EQBL 110818 Water 11/08/18 12:07 11/09/18 09:25
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

2611417

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

ReportedAnalysts

2611417001 MCM-08 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

2611417002 FBL 110818 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC

2611417003 EQBL 110818 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1JPT

EPA 300.0 3RLC
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2611417

Plant McManus Ash Ponds

Sample: MCM-08 Lab ID: 2611417001 Collected: 11/08/18 11:12 Received: 11/09/18 09:25 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 11/15/18 20:24 7440-36-0 D311/13/18 13:100.015 0.0039 5

Arsenic 0.022J mg/L 11/15/18 20:24 7440-38-2 D311/13/18 13:100.025 0.0028 5

Barium 0.57 mg/L 11/15/18 20:24 7440-39-311/13/18 13:100.050 0.0039 5

Beryllium 0.00027J mg/L 11/15/18 20:24 7440-41-7 D311/13/18 13:100.015 0.00025 5

Boron 0.37 mg/L 11/15/18 20:24 7440-42-811/13/18 13:100.20 0.020 5

Cadmium ND mg/L 11/15/18 20:24 7440-43-9 D311/13/18 13:100.0050 0.00046 5

Calcium 41.4 mg/L 11/15/18 20:24 7440-70-211/13/18 13:102.5 0.069 5

Chromium 0.0080J mg/L 11/15/18 20:24 7440-47-3 D311/13/18 13:100.050 0.0078 5

Cobalt 0.0052J mg/L 11/15/18 20:24 7440-48-4 D311/13/18 13:100.050 0.0026 5

Lead ND mg/L 11/15/18 20:24 7439-92-1 D311/13/18 13:100.025 0.0014 5

Lithium ND mg/L 11/15/18 20:24 7439-93-2 D311/13/18 13:100.25 0.0049 5

Molybdenum ND mg/L 11/15/18 20:24 7439-98-7 D311/13/18 13:100.050 0.0097 5

Selenium ND mg/L 11/15/18 20:24 7782-49-2 D311/13/18 13:100.050 0.0068 5

Thallium ND mg/L 11/15/18 20:24 7440-28-0 D311/13/18 13:100.0050 0.00071 5

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 11/12/18 17:13 7439-97-611/12/18 10:450.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 3630 mg/L 11/13/18 15:4825.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 2050 mg/L 11/15/18 13:22 16887-00-612.5 1.2 50

Fluoride 0.040J mg/L 11/15/18 14:24 16984-48-80.30 0.029 1

Sulfate 498 mg/L 11/15/18 13:22 14808-79-850.0 0.85 50

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2611417

Plant McManus Ash Ponds

Sample: FBL 110818 Lab ID: 2611417002 Collected: 11/08/18 12:00 Received: 11/09/18 09:25 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 11/15/18 20:52 7440-36-011/13/18 13:100.0030 0.00078 1

Arsenic ND mg/L 11/15/18 20:52 7440-38-211/13/18 13:100.0050 0.00057 1

Barium ND mg/L 11/15/18 20:52 7440-39-311/13/18 13:100.010 0.00078 1

Beryllium ND mg/L 11/15/18 20:52 7440-41-711/13/18 13:100.0030 0.000050 1

Boron ND mg/L 11/15/18 20:52 7440-42-811/13/18 13:100.040 0.0039 1

Cadmium ND mg/L 11/15/18 20:52 7440-43-911/13/18 13:100.0010 0.000093 1

Calcium ND mg/L 11/15/18 20:52 7440-70-211/13/18 13:100.50 0.014 1

Chromium ND mg/L 11/15/18 20:52 7440-47-311/13/18 13:100.010 0.0016 1

Cobalt ND mg/L 11/15/18 20:52 7440-48-411/13/18 13:100.010 0.00052 1

Lead ND mg/L 11/15/18 20:52 7439-92-111/13/18 13:100.0050 0.00027 1

Lithium ND mg/L 11/15/18 20:52 7439-93-211/13/18 13:100.050 0.00097 1

Molybdenum ND mg/L 11/15/18 20:52 7439-98-711/13/18 13:100.010 0.0019 1

Selenium ND mg/L 11/15/18 20:52 7782-49-211/13/18 13:100.010 0.0014 1

Thallium ND mg/L 11/15/18 20:52 7440-28-011/13/18 13:100.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 11/12/18 17:18 7439-97-611/12/18 10:450.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids ND mg/L 11/13/18 15:4825.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 0.082J mg/L 11/16/18 02:51 16887-00-6 B0.25 0.024 1

Fluoride ND mg/L 11/16/18 02:51 16984-48-80.30 0.029 1

Sulfate ND mg/L 11/16/18 02:51 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 6 of 17



#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

2611417

Plant McManus Ash Ponds

Sample: EQBL 110818 Lab ID: 2611417003 Collected: 11/08/18 12:07 Received: 11/09/18 09:25 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 11/15/18 20:58 7440-36-011/13/18 13:100.0030 0.00078 1

Arsenic ND mg/L 11/15/18 20:58 7440-38-211/13/18 13:100.0050 0.00057 1

Barium ND mg/L 11/15/18 20:58 7440-39-311/13/18 13:100.010 0.00078 1

Beryllium ND mg/L 11/15/18 20:58 7440-41-711/13/18 13:100.0030 0.000050 1

Boron ND mg/L 11/15/18 20:58 7440-42-811/13/18 13:100.040 0.0039 1

Cadmium ND mg/L 11/15/18 20:58 7440-43-911/13/18 13:100.0010 0.000093 1

Calcium ND mg/L 11/15/18 20:58 7440-70-211/13/18 13:100.50 0.014 1

Chromium ND mg/L 11/15/18 20:58 7440-47-311/13/18 13:100.010 0.0016 1

Cobalt ND mg/L 11/15/18 20:58 7440-48-411/13/18 13:100.010 0.00052 1

Lead ND mg/L 11/15/18 20:58 7439-92-111/13/18 13:100.0050 0.00027 1

Lithium ND mg/L 11/15/18 20:58 7439-93-211/13/18 13:100.050 0.00097 1

Molybdenum ND mg/L 11/15/18 20:58 7439-98-711/13/18 13:100.010 0.0019 1

Selenium ND mg/L 11/15/18 20:58 7782-49-211/13/18 13:100.010 0.0014 1

Thallium ND mg/L 11/15/18 20:58 7440-28-011/13/18 13:100.0010 0.00014 1

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 11/12/18 17:25 7439-97-611/12/18 10:450.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids ND mg/L 11/13/18 15:4825.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 0.073J mg/L 11/16/18 04:04 16887-00-6 B0.25 0.024 1

Fluoride ND mg/L 11/16/18 04:04 16984-48-80.30 0.029 1

Sulfate ND mg/L 11/16/18 04:04 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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QUALITY CONTROL DATA

Pace Project No.:

Project:

2611417

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

16833

EPA 7470A

EPA 7470A

7470 Mercury

Associated Lab Samples: 2611417001, 2611417002, 2611417003

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 75562

Associated Lab Samples: 2611417001, 2611417002, 2611417003

Matrix: Water

AnalyzedMDL

Mercury mg/L ND 0.00050 11/12/18 16:190.000036

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

75563LABORATORY CONTROL SAMPLE:

LCSSpike

Mercury mg/L 0.0025.0025 102 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

75564MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

2611272001

75565

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Mercury mg/L .0025 90 75-125101 11 20.0025ND 0.0022 0.0025

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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QUALITY CONTROL DATA

Pace Project No.:

Project:

2611417

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

17097

EPA 3005A

EPA 6020B

6020B MET

Associated Lab Samples: 2611417001, 2611417002, 2611417003

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 76972

Associated Lab Samples: 2611417001, 2611417002, 2611417003

Matrix: Water

AnalyzedMDL

Antimony mg/L ND 0.0030 11/15/18 16:120.00078

Arsenic mg/L ND 0.0050 11/15/18 16:120.00057

Barium mg/L ND 0.010 11/15/18 16:120.00078

Beryllium mg/L ND 0.0030 11/15/18 16:120.000050

Boron mg/L ND 0.040 11/15/18 16:120.0039

Cadmium mg/L ND 0.0010 11/15/18 16:120.000093

Calcium mg/L ND 0.50 11/15/18 16:120.014

Chromium mg/L ND 0.010 11/15/18 16:120.0016

Cobalt mg/L ND 0.010 11/15/18 16:120.00052

Lead mg/L ND 0.0050 11/15/18 16:120.00027

Lithium mg/L ND 0.050 11/15/18 16:120.00097

Molybdenum mg/L ND 0.010 11/15/18 16:120.0019

Selenium mg/L ND 0.010 11/15/18 16:120.0014

Thallium mg/L ND 0.0010 11/15/18 16:120.00014

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

76973LABORATORY CONTROL SAMPLE:

LCSSpike

Antimony mg/L 0.11.1 112 80-120

Arsenic mg/L 0.10.1 104 80-120

Barium mg/L 0.11.1 107 80-120

Beryllium mg/L 0.099.1 99 80-120

Boron mg/L 1.01 100 80-120

Cadmium mg/L 0.10.1 102 80-120

Calcium mg/L 0.991 99 80-120

Chromium mg/L 0.10.1 102 80-120

Cobalt mg/L 0.10.1 102 80-120

Lead mg/L 0.10.1 100 80-120

Lithium mg/L 0.10.1 100 80-120

Molybdenum mg/L 0.10.1 104 80-120

Selenium mg/L 0.11.1 108 80-120

Thallium mg/L 0.10.1 101 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

76974MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

2611389011

76975

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Antimony mg/L .1 113 75-125104 8 20.1ND 0.11 0.10

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 11/16/2018 04:03 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 9 of 17
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QUALITY CONTROL DATA

Pace Project No.:

Project:

2611417

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

76974MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

2611389011

76975

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Arsenic mg/L .1 107 75-125100 6 20.10.0022J 0.11 0.10

Barium mg/L .1 104 75-12595 7 20.10.020 0.12 0.12

Beryllium mg/L .1 103 75-12596 6 20.10.014 0.12 0.11

Boron mg/L 1 98 75-12590 7 2010.30 1.3 1.2

Cadmium mg/L .1 104 75-12595 9 20.10.0016 0.11 0.097

Calcium mg/L M61 -53 75-125-276 6 20138.6 38.1 35.8

Chromium mg/L .1 102 75-12592 10 20.1ND 0.10 0.093

Cobalt mg/L M1.1 75 75-12551 6 20.10.35 0.43 0.40

Lead mg/L .1 99 75-12592 8 20.10.00091J 0.10 0.093

Lithium mg/L .1 97 75-12588 5 20.10.082 0.18 0.17

Molybdenum mg/L .1 103 75-12596 7 20.1ND 0.10 0.096

Selenium mg/L .1 109 75-12598 10 20.10.0045J 0.11 0.10

Thallium mg/L .1 100 75-12592 8 20.10.00032J 0.10 0.093

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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QUALITY CONTROL DATA

Pace Project No.:

Project:

2611417

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

17114

SM 2540C

SM 2540C

2540C Total Dissolved Solids

Associated Lab Samples: 2611417001, 2611417002, 2611417003

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

77047LABORATORY CONTROL SAMPLE:

LCSSpike

Total Dissolved Solids mg/L 402400 100 84-108

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

2611393010

77048SAMPLE DUPLICATE:

Total Dissolved Solids mg/L ND 10ND

REPORT OF LABORATORY ANALYSIS
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QUALITY CONTROL DATA

Pace Project No.:

Project:

2611417

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

17167

EPA 300.0

EPA 300.0

300.0 IC Anions

Associated Lab Samples: 2611417001

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 77239

Associated Lab Samples: 2611417001

Matrix: Water

AnalyzedMDL

Chloride mg/L 0.081J 0.25 11/15/18 03:180.024

Fluoride mg/L ND 0.30 11/15/18 03:180.029

Sulfate mg/L ND 1.0 11/15/18 03:180.017

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

77240LABORATORY CONTROL SAMPLE:

LCSSpike

Chloride mg/L 10.210 102 90-110

Fluoride mg/L 10.010 100 90-110

Sulfate mg/L 10.010 100 90-110

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

77241MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

2611389009

77242

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Chloride mg/L M110 72 90-11070 0 151025.8 33.0 32.8

Fluoride mg/L 10 97 90-11095 2 1510ND 9.7 9.5

Sulfate mg/L E,M110 -1300 90-110-1290 0 1510320 190 190

Parameter Units

MS

Result

% Rec

Limits Qualifiers% RecConc.

77243MATRIX SPIKE SAMPLE:

MSSpike

Result

2611389010

Chloride mg/L 35.7 M110 72 90-11028.6

Fluoride mg/L 10.110 101 90-110ND

Sulfate mg/L 226 E,M110 -2140 90-110439

REPORT OF LABORATORY ANALYSIS
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QUALITY CONTROL DATA

Pace Project No.:

Project:

2611417

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

17317

EPA 300.0

EPA 300.0

300.0 IC Anions

Associated Lab Samples: 2611417002, 2611417003

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 77814

Associated Lab Samples: 2611417002, 2611417003

Matrix: Water

AnalyzedMDL

Chloride mg/L 0.095J 0.25 11/16/18 02:030.024

Fluoride mg/L ND 0.30 11/16/18 02:030.029

Sulfate mg/L ND 1.0 11/16/18 02:030.017

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

77815LABORATORY CONTROL SAMPLE:

LCSSpike

Chloride mg/L 10.410 104 90-110

Fluoride mg/L 10.210 102 90-110

Sulfate mg/L 10.510 105 90-110

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

77816MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

2611417002

77817

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Chloride mg/L 10 102 90-110102 0 15100.082J 10.3 10.3

Fluoride mg/L 10 104 90-110103 2 1510ND 10.4 10.3

Sulfate mg/L 10 110 90-110108 1 1510ND 11.0 10.8
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QUALIFIERS

Pace Project No.:

Project:

2611417

Plant McManus Ash Ponds

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

ANALYTE QUALIFIERS

Analyte was detected in the associated method blank.B

Sample was diluted due to the presence of high levels of non-target analytes or other matrix interference.D3

Analyte concentration exceeded the calibration range. The reported result is estimated.E

Matrix spike recovery exceeded QC limits.  Batch accepted based on laboratory control sample (LCS) recovery.M1

Matrix spike and Matrix spike duplicate recovery not evaluated against control limits due to sample dilution.M6
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

2611417

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

2611417001 17097 17226MCM-08 EPA 3005A EPA 6020B

2611417002 17097 17226FBL 110818 EPA 3005A EPA 6020B

2611417003 17097 17226EQBL 110818 EPA 3005A EPA 6020B

2611417001 16833 17021MCM-08 EPA 7470A EPA 7470A

2611417002 16833 17021FBL 110818 EPA 7470A EPA 7470A

2611417003 16833 17021EQBL 110818 EPA 7470A EPA 7470A

2611417001 17114MCM-08 SM 2540C

2611417002 17114FBL 110818 SM 2540C

2611417003 17114EQBL 110818 SM 2540C

2611417001 17167MCM-08 EPA 300.0

2611417002 17317FBL 110818 EPA 300.0

2611417003 17317EQBL 110818 EPA 300.0

REPORT OF LABORATORY ANALYSIS
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December 11, 2018

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 2611418

2611418

Project:

Pace Project No.:

RE:

Joju Abraham
Georgia Power - Coal Combustion Residuals
2480 Maner Road
Atlanta, GA 30339

Plant McManus Ash Ponds

Dear Joju Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on November 09, 2018.
The results relate only to the samples included in this report. Results reported herein conform to the
most current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual,
where applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Maria Padilla, Georgia Power

Lauren Petty, Southern Company Services, Inc.
Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC

Rebecca Thornton, Pace Analytical Atlanta
Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC
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CERTIFICATIONS

Pace Project No.:

Project:

2611418

Plant McManus Ash Ponds

Pennsylvania Certification IDs

1638 Roseytown Rd Suites 2,3&4, Greensburg, PA 15601

ANAB DOD-ELAP Rad Accreditation #: L2417

Alabama Certification #: 41590

Arizona Certification #: AZ0734

Arkansas Certification

California Certification #: 04222CA

Colorado Certification #: PA01547

Connecticut Certification #: PH-0694

Delaware Certification

EPA Region 4 DW Rad

Florida/TNI Certification #: E87683

Georgia Certification #: C040

Guam Certification

Hawaii Certification

Idaho Certification

Illinois Certification

Indiana Certification

Iowa Certification #: 391

Kansas/TNI Certification #: E-10358

Kentucky Certification #: KY90133

KY WW Permit #: KY0098221

KY WW Permit #: KY0000221

Louisiana DHH/TNI Certification #: LA180012

Louisiana DEQ/TNI Certification #: 4086

Maine Certification #: 2017020

Maryland Certification #: 308

Massachusetts Certification #: M-PA1457

Michigan/PADEP Certification #: 9991

Missouri Certification #: 235

Montana Certification #: Cert0082

Nebraska Certification #: NE-OS-29-14

Nevada Certification #: PA014572018-1

New Hampshire/TNI Certification #: 297617

New Jersey/TNI Certification #: PA051

New Mexico Certification #: PA01457

New York/TNI Certification #: 10888

North Carolina Certification #: 42706

North Dakota Certification #: R-190

Ohio EPA Rad Approval: #41249

Oregon/TNI Certification #: PA200002-010

Pennsylvania/TNI Certification #: 65-00282

Puerto Rico Certification #: PA01457

Rhode Island Certification #: 65-00282

South Dakota Certification

Tennessee Certification #:  02867

Texas/TNI Certification #: T104704188-17-3

Utah/TNI Certification #: PA014572017-9

USDA Soil Permit #: P330-17-00091

Vermont Dept. of Health: ID# VT-0282

Virgin Island/PADEP Certification

Virginia/VELAP Certification #: 9526

Washington Certification #: C868

West Virginia DEP Certification #: 143

West Virginia DHHR Certification #: 9964C

Wisconsin Approve List for Rad

Wyoming Certification #: 8TMS-L
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SAMPLE SUMMARY

Pace Project No.:

Project:

2611418

Plant McManus Ash Ponds

Lab ID Sample ID Matrix Date Collected Date Received

2611418001 MCM-08 Water 11/08/18 11:12 11/09/18 09:25

2611418002 FBL 110818 Water 11/08/18 12:00 11/09/18 09:25

2611418003 EQBL 110818 Water 11/08/18 12:07 11/09/18 09:25

REPORT OF LABORATORY ANALYSIS
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without the written consent of Pace Analytical Services, LLC.
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

2611418

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

Reported LaboratoryAnalysts

2611418001 MCM-08 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

2611418002 FBL 110818 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

2611418003 EQBL 110818 EPA 9315 1 PASI-PALAL

EPA 9320 1 PASI-PAJLW

Total Radium Calculation 1 PASI-PACMC

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

2611418

Plant McManus Ash Ponds

Sample: MCM-08 Lab ID: 2611418001 Collected: 11/08/18 11:12 Received: 11/09/18 09:25 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 12.6 ± 2.08   (0.310)
C:95% T:NA

pCi/L 12/03/18 10:33 13982-63-3EPA 9315

Radium-228 3.65 ± 1.04   (1.19)
C:75% T:87%

pCi/L 12/05/18 20:01 15262-20-1EPA 9320

Total Radium 16.3 ± 3.12   (1.50) pCi/L 12/06/18 14:35 7440-14-4Total Radium
Calculation

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 5 of 13



#=ARR#

ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

2611418

Plant McManus Ash Ponds

Sample: FBL 110818 Lab ID: 2611418002 Collected: 11/08/18 12:00 Received: 11/09/18 09:25 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.288 ± 0.165   (0.241)
C:96% T:NA

pCi/L 12/03/18 10:33 13982-63-3EPA 9315

Radium-228 0.746 ± 0.534   (1.02)
C:79% T:85%

pCi/L 12/05/18 20:01 15262-20-1EPA 9320

Total Radium 1.03 ± 0.699   (1.26) pCi/L 12/06/18 14:35 7440-14-4Total Radium
Calculation
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ANALYTICAL RESULTS - RADIOCHEMISTRY

Pace Project No.:

Project:

2611418

Plant McManus Ash Ponds

Sample: EQBL 110818 Lab ID: 2611418003 Collected: 11/08/18 12:07 Received: 11/09/18 09:25 Matrix: Water

Parameters Act ± Unc (MDC) Carr Trac Units Analyzed CAS No. QualMethod

PWS: Site ID: Sample Type:

Radium-226 0.255 ± 0.157   (0.239)
C:99% T:NA

pCi/L 12/03/18 10:33 13982-63-3EPA 9315

Radium-228 0.191 ± 0.484   (1.08)
C:83% T:88%

pCi/L 12/05/18 20:01 15262-20-1EPA 9320

Total Radium 0.446 ± 0.641   (1.32) pCi/L 12/06/18 14:35 7440-14-4Total Radium
Calculation
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

2611418

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

321126

EPA 9315

EPA 9315

9315 Total Radium

Associated Lab Samples: 2611418001, 2611418002, 2611418003

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1566262

Associated Lab Samples: 2611418001, 2611418002, 2611418003

Matrix: Water

Analyzed

Radium-226 pCi/L 12/03/18 09:200.177 ± 0.121   (0.173) C:101% T:NA

REPORT OF LABORATORY ANALYSIS
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QUALITY CONTROL - RADIOCHEMISTRY

Pace Project No.:

Project:

2611418

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

320740

EPA 9320

EPA 9320

9320 Radium 228

Associated Lab Samples: 2611418001, 2611418002, 2611418003

Parameter UnitsAct ± Unc (MDC) Carr Trac Qualifiers

METHOD BLANK: 1564310

Associated Lab Samples: 2611418001, 2611418002, 2611418003

Matrix: Water

Analyzed

Radium-228 pCi/L 12/05/18 12:560.621 ± 0.363   (0.669) C:84% T:82%

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 9 of 13



#=QL#

QUALIFIERS

Pace Project No.:

Project:

2611418

Plant McManus Ash Ponds

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Act - Activity

Unc - Uncertainty: SDWA = 1.96 sigma count uncertainty, all other matrices = Expanded Uncertainty (95% confidence interval).
Gamma Spec = Expanded Uncertainty (95.4% Confidence Interval)

(MDC) - Minimum Detectable Concentration

Trac - Tracer Recovery (%)

Carr - Carrier Recovery (%)

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

LABORATORIES

Pace Analytical Services - GreensburgPASI-PA

REPORT OF LABORATORY ANALYSIS
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

2611418

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

2611418001 321126MCM-08 EPA 9315

2611418002 321126FBL 110818 EPA 9315

2611418003 321126EQBL 110818 EPA 9315

2611418001 320740MCM-08 EPA 9320

2611418002 320740FBL 110818 EPA 9320

2611418003 320740EQBL 110818 EPA 9320

2611418001 323093MCM-08 Total Radium Calculation

2611418002 323093FBL 110818 Total Radium Calculation

2611418003 323093EQBL 110818 Total Radium Calculation

REPORT OF LABORATORY ANALYSIS
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March 20, 2019

LIMS USE: FR - LAUREN PETTY

LIMS OBJECT ID: 2615740

2615740

Project:

Pace Project No.:

RE:

Lauren Petty
Southern Company Services, Inc.
42 Inverness Center Parkway
Birmingham, AL 35242

McManus Performance Monitoring

Dear Lauren Petty:

Enclosed are the analytical results for sample(s) received by the laboratory on March 07, 2019. The
results relate only to the samples included in this report. Results reported herein conform to the most
current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual, where
applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC
Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC

REPORT OF LABORATORY ANALYSIS
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CERTIFICATIONS

Pace Project No.:

Project:

2615740

McManus Performance Monitoring

Atlanta Certification IDs

110 Technology Parkway Peachtree Corners, GA 30092

Florida DOH Certification #: E87315

Georgia DW Inorganics Certification #: 812

Georgia DW Microbiology Certification #: 812

North Carolina Certification #: 381

South Carolina Certification #: 98011001

Virginia Certification #: 460204
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SAMPLE SUMMARY

Pace Project No.:

Project:

2615740

McManus Performance Monitoring

Lab ID Sample ID Matrix Date Collected Date Received

2615740001 MCM-06 Water 03/06/19 13:56 03/07/19 08:43

REPORT OF LABORATORY ANALYSIS
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without the written consent of Pace Analytical Services, LLC.
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

2615740

McManus Performance Monitoring

Lab ID Sample ID Method

Analytes

ReportedAnalysts

2615740001 MCM-06 EPA 6020B 14CSW

EPA 7470A 1DRB

SM 2540C 1RLC

EPA 9056A 3RLC

REPORT OF LABORATORY ANALYSIS
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without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 4 of 14



#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

2615740

McManus Performance Monitoring

Sample: MCM-06 Lab ID: 2615740001 Collected: 03/06/19 13:56 Received: 03/07/19 08:43 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Antimony ND mg/L 03/11/19 16:24 7440-36-0 D303/08/19 12:180.015 0.0039 5

Arsenic 0.49 mg/L 03/08/19 21:09 7440-38-203/08/19 12:180.0050 0.00057 1

Barium 0.16 mg/L 03/11/19 16:24 7440-39-303/08/19 12:180.050 0.0039 5

Beryllium ND mg/L 03/08/19 21:09 7440-41-703/08/19 12:180.0030 0.000050 1

Boron 1.5 mg/L 03/08/19 21:09 7440-42-803/08/19 12:180.040 0.0039 1

Cadmium ND mg/L 03/08/19 21:09 7440-43-903/08/19 12:180.0010 0.000093 1

Calcium 341 mg/L 03/08/19 21:15 7440-70-203/08/19 12:1825.0 0.69 50

Chromium ND mg/L 03/08/19 21:09 7440-47-303/08/19 12:180.010 0.0016 1

Cobalt ND mg/L 03/08/19 21:09 7440-48-403/08/19 12:180.010 0.00052 1

Lead ND mg/L 03/11/19 16:24 7439-92-1 D303/08/19 12:180.025 0.0014 5

Lithium 0.12 mg/L 03/08/19 21:09 7439-93-203/08/19 12:180.050 0.00097 1

Molybdenum ND mg/L 03/11/19 16:24 7439-98-7 D303/08/19 12:180.050 0.0097 5

Selenium 0.0024J mg/L 03/08/19 21:09 7782-49-203/08/19 12:180.010 0.0014 1

Thallium ND mg/L 03/11/19 16:24 7440-28-0 D303/08/19 12:180.0050 0.00071 5

Analytical Method: EPA 7470A  Preparation Method: EPA 7470A7470 Mercury

Mercury ND mg/L 03/13/19 12:07 7439-97-603/13/19 08:250.00050 0.000036 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 19000 mg/L 03/13/19 19:2325.0 10.0 1

Analytical Method: EPA 9056A9056 IC Anions

Chloride 11700 mg/L 03/14/19 10:54 16887-00-6 M1250 6.0 250

Fluoride ND mg/L 03/14/19 10:54 16984-48-8 M125.0 7.2 250

Sulfate 1220J mg/L 03/14/19 10:54 14808-79-8 M11250 4.2 250

REPORT OF LABORATORY ANALYSIS
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QUALITY CONTROL DATA

Pace Project No.:

Project:

2615740

McManus Performance Monitoring

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

24123

EPA 7470A

EPA 7470A

7470 Mercury

Associated Lab Samples: 2615740001

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 108124

Associated Lab Samples: 2615740001

Matrix: Water

AnalyzedMDL

Mercury mg/L ND 0.00050 03/13/19 11:530.000036

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

108125LABORATORY CONTROL SAMPLE:

LCSSpike

Mercury mg/L 0.00260.0025 103 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

108126MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

2615876001

108127

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Mercury mg/L 0.0025 111 75-125103 8 200.0025ND 0.0028 0.0026

REPORT OF LABORATORY ANALYSIS
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QUALITY CONTROL DATA

Pace Project No.:

Project:

2615740

McManus Performance Monitoring

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

23903

EPA 3005A

EPA 6020B

6020B MET

Associated Lab Samples: 2615740001

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 107116

Associated Lab Samples: 2615740001

Matrix: Water

AnalyzedMDL

Antimony mg/L ND 0.0030 03/08/19 18:350.00078

Arsenic mg/L ND 0.0050 03/08/19 18:350.00057

Barium mg/L ND 0.010 03/08/19 18:350.00078

Beryllium mg/L ND 0.0030 03/08/19 18:350.000050

Boron mg/L ND 0.040 03/08/19 18:350.0039

Cadmium mg/L ND 0.0010 03/08/19 18:350.000093

Calcium mg/L ND 0.50 03/08/19 18:350.014

Chromium mg/L ND 0.010 03/08/19 18:350.0016

Cobalt mg/L ND 0.010 03/08/19 18:350.00052

Lead mg/L ND 0.0050 03/08/19 18:350.00027

Lithium mg/L ND 0.050 03/08/19 18:350.00097

Molybdenum mg/L ND 0.010 03/08/19 18:350.0019

Selenium mg/L ND 0.010 03/08/19 18:350.0014

Thallium mg/L ND 0.0010 03/08/19 18:350.00014

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

107117LABORATORY CONTROL SAMPLE:

LCSSpike

Antimony mg/L 0.0980.1 98 80-120

Arsenic mg/L 0.0950.1 95 80-120

Barium mg/L 0.0970.1 97 80-120

Beryllium mg/L 0.0990.1 99 80-120

Boron mg/L 1.01 101 80-120

Cadmium mg/L 0.0990.1 99 80-120

Calcium mg/L 0.981 98 80-120

Chromium mg/L 0.0970.1 97 80-120

Cobalt mg/L 0.0950.1 95 80-120

Lead mg/L 0.0920.1 92 80-120

Lithium mg/L 0.100.1 100 80-120

Molybdenum mg/L 0.0950.1 95 80-120

Selenium mg/L 0.100.1 100 80-120

Thallium mg/L 0.0910.1 91 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

107118MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

2615736011

107119

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Antimony mg/L 0.1 103 75-125102 2 200.1ND 0.10 0.10
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QUALITY CONTROL DATA

Pace Project No.:

Project:

2615740

McManus Performance Monitoring

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

107118MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

2615736011

107119

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Arsenic mg/L 0.1 101 75-125100 1 200.10.0022J 0.10 0.10

Barium mg/L 0.1 99 75-12597 2 200.10.012 0.11 0.11

Beryllium mg/L 0.1 84 75-12582 2 200.10.023 0.11 0.11

Boron mg/L M11 72 75-12571 0 20111.4 12.1 12.1

Cadmium mg/L 0.1 97 75-12598 1 200.10.0030 0.10 0.10

Calcium mg/L 1 -519 75-125-375 1 201135 129 131

Chromium mg/L 0.1 97 75-12596 0 200.1ND 0.098 0.097

Cobalt mg/L 0.1 91 75-12594 2 200.10.028 0.12 0.12

Lead mg/L 0.1 79 75-12579 1 200.10.0012J 0.080 0.081

Lithium mg/L 0.1 87 75-12586 1 200.10.033J 0.12 0.12

Molybdenum mg/L 0.1 103 75-125102 1 200.1ND 0.10 0.10

Selenium mg/L 0.1 103 75-125102 0 200.10.013 0.12 0.11

Thallium mg/L 0.1 81 75-12580 1 200.10.00016J 0.081 0.080
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QUALITY CONTROL DATA

Pace Project No.:

Project:

2615740

McManus Performance Monitoring

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

24220

SM 2540C

SM 2540C

2540C Total Dissolved Solids

Associated Lab Samples: 2615740001

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

108435LABORATORY CONTROL SAMPLE:

LCSSpike

Total Dissolved Solids mg/L 401400 100 84-108

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

2615740001

108436SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 18800 1 1019000

REPORT OF LABORATORY ANALYSIS
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QUALITY CONTROL DATA

Pace Project No.:

Project:

2615740

McManus Performance Monitoring

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

24136

EPA 9056A

EPA 9056A

9056 IC Anions

Associated Lab Samples: 2615740001

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 108164

Associated Lab Samples: 2615740001

Matrix: Water

AnalyzedMDL

Chloride mg/L 0.36J 1.0 03/13/19 06:320.024

Fluoride mg/L ND 0.10 03/13/19 06:320.029

Sulfate mg/L ND 5.0 03/13/19 06:320.017

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

108165LABORATORY CONTROL SAMPLE:

LCSSpike

Chloride mg/L 10.310 103 90-110

Fluoride mg/L 10.610 106 90-110

Sulfate mg/L 11.010 110 90-110

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

108166MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

2615601001

108167

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Chloride mg/L 2000 98 90-11099 0 152000ND 2040 2050

Fluoride mg/L 2000 101 90-110101 0 15200042.8 2060 2060

Sulfate mg/L 2000 109 90-110110 0 152000ND 2190 2190

Parameter Units

MS

Result

% Rec

Limits Qualifiers% RecConc.

108168MATRIX SPIKE SAMPLE:

MSSpike

Result

2615740001

Chloride mg/L 1170 M110 -105000 90-11011700

Fluoride mg/L 0.51 M110 5 90-110ND

Sulfate mg/L 244 M110 -9730 90-1101220J

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 03/20/2019 11:42 AM
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QUALIFIERS

Pace Project No.:

Project:

2615740

McManus Performance Monitoring

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

ANALYTE QUALIFIERS

Sample was diluted due to the presence of high levels of non-target analytes or other matrix interference.D3

Matrix spike recovery exceeded QC limits.  Batch accepted based on laboratory control sample (LCS) recovery.M1

REPORT OF LABORATORY ANALYSIS
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

2615740

McManus Performance Monitoring

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

2615740001 23903 23932MCM-06 EPA 3005A EPA 6020B

2615740001 24123 24183MCM-06 EPA 7470A EPA 7470A

2615740001 24220MCM-06 SM 2540C

2615740001 24136MCM-06 EPA 9056A

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 03/20/2019 11:42 AM
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April 07, 2019

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 2616648

2616648

Project:

Pace Project No.:

RE:

Joju Abraham
Georgia Power - Coal Combustion Residuals
2480 Maner Road
Atlanta, GA 30339

Plant McManus Ash Ponds

Dear Joju Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on March 27, 2019. The
results relate only to the samples included in this report. Results reported herein conform to the most
current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual, where
applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Lauren Petty, Southern Company Services, Inc.
Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC

Rebecca Thornton, Pace Analytical Atlanta
Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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CERTIFICATIONS

Pace Project No.:

Project:

2616648

Plant McManus Ash Ponds

Atlanta Certification IDs

110 Technology Parkway Peachtree Corners, GA 30092

Florida DOH Certification #: E87315

Georgia DW Inorganics Certification #: 812

Georgia DW Microbiology Certification #: 812

North Carolina Certification #: 381

South Carolina Certification #: 98011001

Virginia Certification #: 460204

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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SAMPLE SUMMARY

Pace Project No.:

Project:

2616648

Plant McManus Ash Ponds

Lab ID Sample ID Matrix Date Collected Date Received

2616648001 MCM-05 Water 03/24/19 14:20 03/27/19 09:35

2616648002 MCM-06 Water 03/24/19 13:21 03/27/19 09:35

2616648003 MCM-07 Water 03/24/19 12:28 03/27/19 09:35

2616648004 MCM-09 Water 03/24/19 10:30 03/27/19 09:35

2616648005 MCM-10 Water 03/24/19 10:46 03/27/19 09:35

2616648006 MCM-12 Water 03/24/19 18:08 03/27/19 09:35

2616648007 MCM-14 Water 03/24/19 16:40 03/27/19 09:35

2616648008 MCM-17 Water 03/24/19 15:24 03/27/19 09:35

2616648009 Dup-1 Water 03/24/19 00:00 03/27/19 09:35

2616648010 FBL032419 Water 03/24/19 18:36 03/27/19 09:35

2616648011 EQBL032419 Water 03/24/19 18:40 03/27/19 09:35

REPORT OF LABORATORY ANALYSIS
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

2616648

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

ReportedAnalysts

2616648001 MCM-05 EPA 6020B 2CSW

SM 2540C 1RLC

EPA 300.0 3RLC

2616648002 MCM-06 EPA 6020B 2CSW

SM 2540C 1RLC

EPA 300.0 3RLC

2616648003 MCM-07 EPA 6020B 2CSW

SM 2540C 1RLC

EPA 300.0 3RLC

2616648004 MCM-09 EPA 6020B 2CSW

SM 2540C 1RLC

EPA 300.0 3RLC

2616648005 MCM-10 EPA 6020B 2CSW

SM 2540C 1RLC

EPA 300.0 3RLC

2616648006 MCM-12 EPA 6020B 2CSW

SM 2540C 1RLC

EPA 300.0 3RLC

2616648007 MCM-14 EPA 6020B 2CSW

SM 2540C 1RLC

EPA 300.0 3RLC

2616648008 MCM-17 EPA 6020B 2CSW

SM 2540C 1RLC

EPA 300.0 3RLC

2616648009 Dup-1 EPA 6020B 2CSW

SM 2540C 1RLC

EPA 300.0 3RLC

2616648010 FBL032419 EPA 6020B 2CSW

SM 2540C 1RLC

EPA 300.0 3RLC

2616648011 EQBL032419 EPA 6020B 2CSW

SM 2540C 1RLC

EPA 300.0 3RLC

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2616648

Plant McManus Ash Ponds

Sample: MCM-05 Lab ID: 2616648001 Collected: 03/24/19 14:20 Received: 03/27/19 09:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Boron 0.44 mg/L 04/01/19 22:06 7440-42-803/31/19 12:230.040 0.0039 1

Calcium 20.9J mg/L 04/01/19 22:11 7440-70-2 D303/31/19 12:2325.0 0.69 50

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 1450 mg/L 03/29/19 17:3225.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 717 mg/L 04/03/19 13:20 16887-00-6 M125.0 2.4 100

Fluoride 0.32 mg/L 04/03/19 12:57 16984-48-80.30 0.029 1

Sulfate 131 mg/L 04/03/19 13:20 14808-79-8 M1100 1.7 100

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2616648

Plant McManus Ash Ponds

Sample: MCM-06 Lab ID: 2616648002 Collected: 03/24/19 13:21 Received: 03/27/19 09:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Boron 1.1 mg/L 04/01/19 22:29 7440-42-803/31/19 12:230.040 0.0039 1

Calcium 277 mg/L 04/01/19 22:34 7440-70-203/31/19 12:2325.0 0.69 50

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 13700 mg/L 03/29/19 17:3525.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 6470 mg/L 04/06/19 14:48 16887-00-6 M162.5 6.0 250

Fluoride 0.19J mg/L 04/03/19 14:29 16984-48-8 M10.30 0.029 1

Sulfate ND mg/L 04/03/19 14:53 14808-79-8 M1100 1.7 100

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 04/07/2019 02:02 PM

Pace Analytical Services, LLC

110 Technology Parkway

Peachtree Corners, GA 30092

(770)734-4200

Page 6 of 23



#=AR#

ANALYTICAL RESULTS

Pace Project No.:

Project:

2616648

Plant McManus Ash Ponds

Sample: MCM-07 Lab ID: 2616648003 Collected: 03/24/19 12:28 Received: 03/27/19 09:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Boron 1.2 mg/L 04/01/19 22:40 7440-42-803/31/19 12:230.040 0.0039 1

Calcium 243 mg/L 04/01/19 22:46 7440-70-203/31/19 12:2325.0 0.69 50

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 13700 mg/L 03/29/19 17:3625.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 8720 mg/L 04/03/19 15:39 16887-00-6125 12.0 500

Fluoride 0.14J mg/L 04/03/19 15:16 16984-48-80.30 0.029 1

Sulfate 1070 mg/L 04/03/19 16:02 14808-79-850.0 0.85 50

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2616648

Plant McManus Ash Ponds

Sample: MCM-09 Lab ID: 2616648004 Collected: 03/24/19 10:30 Received: 03/27/19 09:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Boron 0.085 mg/L 04/01/19 22:51 7440-42-803/31/19 12:230.040 0.0039 1

Calcium 271 mg/L 04/01/19 22:57 7440-70-203/31/19 12:2325.0 0.69 50

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 3470 mg/L 03/29/19 17:3625.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 1810 mg/L 04/03/19 18:21 16887-00-612.5 1.2 50

Fluoride ND mg/L 04/03/19 18:21 16984-48-815.0 1.4 50

Sulfate 1000 mg/L 04/03/19 18:21 14808-79-850.0 0.85 50

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2616648

Plant McManus Ash Ponds

Sample: MCM-10 Lab ID: 2616648005 Collected: 03/24/19 10:46 Received: 03/27/19 09:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Boron 0.15 mg/L 04/02/19 19:09 7440-42-804/01/19 15:250.040 0.0039 1

Calcium 77.6 mg/L 04/02/19 19:15 7440-70-204/01/19 15:2525.0 0.69 50

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 3470 mg/L 03/29/19 17:3625.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 765 mg/L 04/03/19 19:08 16887-00-612.5 1.2 50

Fluoride 1.2 mg/L 04/03/19 18:44 16984-48-80.30 0.029 1

Sulfate 1920 mg/L 04/06/19 15:10 14808-79-8250 4.2 250

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2616648

Plant McManus Ash Ponds

Sample: MCM-12 Lab ID: 2616648006 Collected: 03/24/19 18:08 Received: 03/27/19 09:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Boron 1.0 mg/L 04/02/19 19:21 7440-42-804/01/19 15:250.040 0.0039 1

Calcium 7.4 mg/L 04/02/19 19:21 7440-70-204/01/19 15:250.50 0.014 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 1770 mg/L 03/29/19 17:3725.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 744 mg/L 04/03/19 19:54 16887-00-625.0 2.4 100

Fluoride 0.99 mg/L 04/03/19 19:31 16984-48-80.30 0.029 1

Sulfate 1.5 mg/L 04/03/19 19:31 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2616648

Plant McManus Ash Ponds

Sample: MCM-14 Lab ID: 2616648007 Collected: 03/24/19 16:40 Received: 03/27/19 09:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Boron 0.95 mg/L 04/02/19 19:32 7440-42-804/01/19 15:250.040 0.0039 1

Calcium 338 mg/L 04/02/19 19:38 7440-70-204/01/19 15:2525.0 0.69 50

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 14200 mg/L 03/29/19 17:3725.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 7400 mg/L 04/03/19 20:40 16887-00-650.0 4.8 200

Fluoride 0.14J mg/L 04/03/19 20:17 16984-48-80.30 0.029 1

Sulfate 1170 mg/L 04/03/19 21:04 14808-79-850.0 0.85 50

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2616648

Plant McManus Ash Ponds

Sample: MCM-17 Lab ID: 2616648008 Collected: 03/24/19 15:24 Received: 03/27/19 09:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Boron 1.4 mg/L 04/02/19 19:44 7440-42-804/01/19 15:250.040 0.0039 1

Calcium 136 mg/L 04/02/19 19:49 7440-70-204/01/19 15:2525.0 0.69 50

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 6840 mg/L 03/29/19 17:3725.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 3960 mg/L 04/03/19 21:50 16887-00-625.0 2.4 100

Fluoride 0.31 mg/L 04/03/19 21:27 16984-48-80.30 0.029 1

Sulfate 413 mg/L 04/03/19 21:50 14808-79-8100 1.7 100

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2616648

Plant McManus Ash Ponds

Sample: Dup-1 Lab ID: 2616648009 Collected: 03/24/19 00:00 Received: 03/27/19 09:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Boron 0.083 mg/L 04/02/19 20:07 7440-42-804/01/19 15:250.040 0.0039 1

Calcium 279 mg/L 04/02/19 20:12 7440-70-204/01/19 15:2525.0 0.69 50

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 3470 mg/L 03/29/19 17:3825.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 1590 mg/L 04/06/19 15:33 16887-00-612.5 1.2 50

Fluoride ND mg/L 04/03/19 23:46 16984-48-80.30 0.029 1

Sulfate 835 mg/L 04/04/19 00:09 14808-79-820.0 0.34 20

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2616648

Plant McManus Ash Ponds

Sample: FBL032419 Lab ID: 2616648010 Collected: 03/24/19 18:36 Received: 03/27/19 09:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Boron ND mg/L 04/02/19 20:18 7440-42-804/01/19 15:250.040 0.0039 1

Calcium ND mg/L 04/02/19 20:18 7440-70-204/01/19 15:250.50 0.014 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids ND mg/L 03/29/19 17:3825.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 0.53 mg/L 04/04/19 00:32 16887-00-60.25 0.024 1

Fluoride ND mg/L 04/04/19 00:32 16984-48-80.30 0.029 1

Sulfate ND mg/L 04/04/19 00:32 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2616648

Plant McManus Ash Ponds

Sample: EQBL032419 Lab ID: 2616648011 Collected: 03/24/19 18:40 Received: 03/27/19 09:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Boron ND mg/L 04/02/19 20:24 7440-42-804/01/19 15:250.040 0.0039 1

Calcium ND mg/L 04/02/19 20:24 7440-70-204/01/19 15:250.50 0.014 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 62.0 mg/L 03/29/19 17:3925.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 0.12J mg/L 04/04/19 01:19 16887-00-60.25 0.024 1

Fluoride ND mg/L 04/04/19 01:19 16984-48-80.30 0.029 1

Sulfate ND mg/L 04/04/19 01:19 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 04/07/2019 02:02 PM
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QUALITY CONTROL DATA

Pace Project No.:

Project:

2616648

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

25446

EPA 3005A

EPA 6020B

6020B MET

Associated Lab Samples: 2616648001, 2616648002, 2616648003, 2616648004

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 114744

Associated Lab Samples: 2616648001, 2616648002, 2616648003, 2616648004

Matrix: Water

AnalyzedMDL

Boron mg/L ND 0.040 04/01/19 17:590.0039

Calcium mg/L ND 0.50 04/01/19 17:590.014

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

114745LABORATORY CONTROL SAMPLE:

LCSSpike

Boron mg/L 0.941 94 80-120

Calcium mg/L 0.941 94 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

114746MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

2616602001

114747

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Boron mg/L 1 96 75-12598 1 201ND 0.97 0.98

Calcium mg/L M61 185 75-125-62 7 20135.6 37.5 35.0

REPORT OF LABORATORY ANALYSIS
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

2616648

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

25533

EPA 3005A

EPA 6020B

6020B MET

Associated Lab Samples: 2616648005, 2616648006, 2616648007, 2616648008, 2616648009, 2616648010, 2616648011

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 115216

Associated Lab Samples: 2616648005, 2616648006, 2616648007, 2616648008, 2616648009, 2616648010, 2616648011

Matrix: Water

AnalyzedMDL

Boron mg/L ND 0.040 04/02/19 18:580.0039

Calcium mg/L ND 0.50 04/02/19 18:580.014

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

115217LABORATORY CONTROL SAMPLE:

LCSSpike

Boron mg/L 0.941 94 80-120

Calcium mg/L 0.971 97 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

115218MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

2616650004

115219

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Boron mg/L 1 89 75-12590 1 2010.030J 0.92 0.93

Calcium mg/L 1 86 75-12591 2 2012.5 3.4 3.4

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 04/07/2019 02:02 PM
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

2616648

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

25407

SM 2540C

SM 2540C

2540C Total Dissolved Solids

Associated Lab Samples: 2616648001, 2616648002, 2616648003, 2616648004, 2616648005, 2616648006, 2616648007, 2616648008,
2616648009, 2616648010, 2616648011

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

114535LABORATORY CONTROL SAMPLE:

LCSSpike

Total Dissolved Solids mg/L 421400 105 84-108

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

2616648001

114536SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 1450 0 101450

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 04/07/2019 02:02 PM
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:

Project:

2616648

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

25646

EPA 300.0

EPA 300.0

300.0 IC Anions

Associated Lab Samples: 2616648001, 2616648002, 2616648003, 2616648004, 2616648005, 2616648006, 2616648007, 2616648008,
2616648009, 2616648010, 2616648011

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 115682

Associated Lab Samples: 2616648001, 2616648002, 2616648003, 2616648004, 2616648005, 2616648006, 2616648007, 2616648008,
2616648009, 2616648010, 2616648011

Matrix: Water

AnalyzedMDL

Chloride mg/L ND 0.25 04/03/19 12:120.024

Fluoride mg/L ND 0.30 04/03/19 12:120.029

Sulfate mg/L ND 1.0 04/03/19 12:120.017

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

115683LABORATORY CONTROL SAMPLE:

LCSSpike

Chloride mg/L 10.410 104 90-110

Fluoride mg/L 10.310 103 90-110

Sulfate mg/L 10.110 101 90-110

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

115684MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

2616648001

115685

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Chloride mg/L E,M110 -4080 90-110-4080 0 1510717 309 309

Fluoride mg/L 10 107 90-110107 0 15100.32 11.0 11.1

Sulfate mg/L E,M110 -248 90-110-248 0 1510131 106 106

Parameter Units

MS

Result

% Rec

Limits Qualifiers% RecConc.

115686MATRIX SPIKE SAMPLE:

MSSpike

Result

2616648002

Chloride mg/L 1180 E,M110 -53000 90-1106470

Fluoride mg/L 1.9 M110 17 90-1100.19J

Sulfate mg/L 326 E,M110 3260 90-110ND

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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QUALIFIERS

Pace Project No.:

Project:

2616648

Plant McManus Ash Ponds

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

ANALYTE QUALIFIERS

Sample was diluted due to the presence of high levels of non-target analytes or other matrix interference.D3

Analyte concentration exceeded the calibration range. The reported result is estimated.E

Matrix spike recovery exceeded QC limits.  Batch accepted based on laboratory control sample (LCS) recovery.M1

Matrix spike and Matrix spike duplicate recovery not evaluated against control limits due to sample dilution.M6

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

2616648

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

2616648001 25446 25472MCM-05 EPA 3005A EPA 6020B

2616648002 25446 25472MCM-06 EPA 3005A EPA 6020B

2616648003 25446 25472MCM-07 EPA 3005A EPA 6020B

2616648004 25446 25472MCM-09 EPA 3005A EPA 6020B

2616648005 25533 25546MCM-10 EPA 3005A EPA 6020B

2616648006 25533 25546MCM-12 EPA 3005A EPA 6020B

2616648007 25533 25546MCM-14 EPA 3005A EPA 6020B

2616648008 25533 25546MCM-17 EPA 3005A EPA 6020B

2616648009 25533 25546Dup-1 EPA 3005A EPA 6020B

2616648010 25533 25546FBL032419 EPA 3005A EPA 6020B

2616648011 25533 25546EQBL032419 EPA 3005A EPA 6020B

2616648001 25407MCM-05 SM 2540C

2616648002 25407MCM-06 SM 2540C

2616648003 25407MCM-07 SM 2540C

2616648004 25407MCM-09 SM 2540C

2616648005 25407MCM-10 SM 2540C

2616648006 25407MCM-12 SM 2540C

2616648007 25407MCM-14 SM 2540C

2616648008 25407MCM-17 SM 2540C

2616648009 25407Dup-1 SM 2540C

2616648010 25407FBL032419 SM 2540C

2616648011 25407EQBL032419 SM 2540C

2616648001 25646MCM-05 EPA 300.0

2616648002 25646MCM-06 EPA 300.0

2616648003 25646MCM-07 EPA 300.0

2616648004 25646MCM-09 EPA 300.0

2616648005 25646MCM-10 EPA 300.0

2616648006 25646MCM-12 EPA 300.0

2616648007 25646MCM-14 EPA 300.0

2616648008 25646MCM-17 EPA 300.0

2616648009 25646Dup-1 EPA 300.0

2616648010 25646FBL032419 EPA 300.0

2616648011 25646EQBL032419 EPA 300.0

REPORT OF LABORATORY ANALYSIS
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April 06, 2019

LIMS USE: FR - JOJU ABRAHAM

LIMS OBJECT ID: 2616650

2616650

Project:

Pace Project No.:

RE:

Joju Abraham
Georgia Power - Coal Combustion Residuals
2480 Maner Road
Atlanta, GA 30339

Plant McManus Ash Ponds

Dear Joju Abraham:

Enclosed are the analytical results for sample(s) received by the laboratory on March 27, 2019. The
results relate only to the samples included in this report. Results reported herein conform to the most
current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual, where
applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Betsy McDaniel

betsy.mcdaniel@pacelabs.com

Project Manager
(770)734-4200

Enclosures

cc: Lauren Petty, Southern Company Services, Inc.
Kevin Stephenson, Resolute Environmental & Water
Resources Consulting, LLC

Rebecca Thornton, Pace Analytical Atlanta
Stephen Wilson, Resolute Environmental & Water
Resources Consulting, LLC

REPORT OF LABORATORY ANALYSIS
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CERTIFICATIONS

Pace Project No.:

Project:

2616650

Plant McManus Ash Ponds

Atlanta Certification IDs

110 Technology Parkway Peachtree Corners, GA 30092

Florida DOH Certification #: E87315

Georgia DW Inorganics Certification #: 812

Georgia DW Microbiology Certification #: 812

North Carolina Certification #: 381

South Carolina Certification #: 98011001

Virginia Certification #: 460204

REPORT OF LABORATORY ANALYSIS
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SAMPLE SUMMARY

Pace Project No.:

Project:

2616650

Plant McManus Ash Ponds

Lab ID Sample ID Matrix Date Collected Date Received

2616650001 MCM-01 Water 03/25/19 12:04 03/27/19 09:35

2616650002 MCM-02 Water 03/25/19 14:06 03/27/19 09:35

2616650003 MCM-08 Water 03/25/19 17:42 03/27/19 09:35

2616650004 MCM-11 Water 03/25/19 10:20 03/27/19 09:35

2616650005 MCM-15 Water 03/25/19 11:52 03/27/19 09:35

2616650006 MCM-16 Water 03/25/19 16:18 03/27/19 09:35

2616650007 MCM-04 Water 03/25/19 18:58 03/27/19 09:35

2616650008 Dup-2 Water 03/25/19 00:00 03/27/19 09:35

2616650009 FBL032519 Water 03/25/19 17:06 03/27/19 09:35

2616650010 EQBL032519 Water 03/25/19 17:10 03/27/19 09:35

REPORT OF LABORATORY ANALYSIS
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SAMPLE ANALYTE COUNT

Pace Project No.:

Project:

2616650

Plant McManus Ash Ponds

Lab ID Sample ID Method

Analytes

ReportedAnalysts

2616650001 MCM-01 EPA 6020B 2CSW

SM 2540C 1RLC

EPA 300.0 3RLC

2616650002 MCM-02 EPA 6020B 2CSW

SM 2540C 1RLC

EPA 300.0 3RLC

2616650003 MCM-08 EPA 6020B 2CSW

SM 2540C 1RLC

EPA 300.0 3RLC

2616650004 MCM-11 EPA 6020B 2CSW

SM 2540C 1RLC

EPA 300.0 3RLC

2616650005 MCM-15 EPA 6020B 2CSW

SM 2540C 1RLC

EPA 300.0 3RLC

2616650006 MCM-16 EPA 6020B 2CSW

SM 2540C 1RLC

EPA 300.0 3RLC

2616650007 MCM-04 EPA 6020B 2CSW

SM 2540C 1RLC

EPA 300.0 3RLC

2616650008 Dup-2 EPA 6020B 2CSW

SM 2540C 1RLC

EPA 300.0 3RLC

2616650009 FBL032519 EPA 6020B 2CSW

SM 2540C 1RLC

EPA 300.0 3RLC

2616650010 EQBL032519 EPA 6020B 2CSW

SM 2540C 1RLC

EPA 300.0 3RLC

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2616650

Plant McManus Ash Ponds

Sample: MCM-01 Lab ID: 2616650001 Collected: 03/25/19 12:04 Received: 03/27/19 09:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Boron 0.038J mg/L 04/02/19 20:30 7440-42-804/01/19 15:250.040 0.0039 1

Calcium 12.6J mg/L 04/02/19 20:35 7440-70-2 D304/01/19 15:2525.0 0.69 50

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 116 mg/L 04/01/19 20:0625.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 19.4 mg/L 04/03/19 15:12 16887-00-6 M10.25 0.024 1

Fluoride 0.038J mg/L 04/03/19 15:12 16984-48-80.30 0.029 1

Sulfate 43.0 mg/L 04/03/19 15:12 14808-79-8 M11.0 0.017 1

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2616650

Plant McManus Ash Ponds

Sample: MCM-02 Lab ID: 2616650002 Collected: 03/25/19 14:06 Received: 03/27/19 09:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Boron 0.091 mg/L 04/02/19 20:41 7440-42-804/01/19 15:250.040 0.0039 1

Calcium 4.7 mg/L 04/02/19 20:41 7440-70-204/01/19 15:250.50 0.014 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 111 mg/L 04/01/19 20:0625.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 33.5 mg/L 04/03/19 16:44 16887-00-6 M10.25 0.024 1

Fluoride 0.039J mg/L 04/03/19 16:44 16984-48-80.30 0.029 1

Sulfate 34.2 mg/L 04/03/19 16:44 14808-79-8 M11.0 0.017 1

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2616650

Plant McManus Ash Ponds

Sample: MCM-08 Lab ID: 2616650003 Collected: 03/25/19 17:42 Received: 03/27/19 09:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Boron 0.34 mg/L 04/02/19 20:52 7440-42-804/01/19 15:250.040 0.0039 1

Calcium 50.3 mg/L 04/02/19 20:58 7440-70-204/01/19 15:2525.0 0.69 50

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 4020 mg/L 04/01/19 20:0625.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 2340 mg/L 04/03/19 17:53 16887-00-612.5 1.2 50

Fluoride 0.12J mg/L 04/03/19 17:30 16984-48-80.30 0.029 1

Sulfate 467 mg/L 04/03/19 17:53 14808-79-850.0 0.85 50
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2616650

Plant McManus Ash Ponds

Sample: MCM-11 Lab ID: 2616650004 Collected: 03/25/19 10:20 Received: 03/27/19 09:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Boron 0.030J mg/L 04/02/19 21:15 7440-42-804/01/19 15:250.040 0.0039 1

Calcium 2.5 mg/L 04/02/19 21:15 7440-70-204/01/19 15:250.50 0.014 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 74.0 mg/L 04/01/19 20:0625.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 12.9 mg/L 04/03/19 18:15 16887-00-60.25 0.024 1

Fluoride 0.12J mg/L 04/03/19 18:15 16984-48-80.30 0.029 1

Sulfate 24.9 mg/L 04/03/19 18:15 14808-79-81.0 0.017 1

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2616650

Plant McManus Ash Ponds

Sample: MCM-15 Lab ID: 2616650005 Collected: 03/25/19 11:52 Received: 03/27/19 09:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Boron 0.057 mg/L 04/02/19 21:55 7440-42-804/01/19 15:250.040 0.0039 1

Calcium 7.8 mg/L 04/02/19 21:55 7440-70-204/01/19 15:250.50 0.014 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 98.0 mg/L 04/01/19 20:0625.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 19.7 mg/L 04/03/19 20:33 16887-00-60.25 0.024 1

Fluoride 0.036J mg/L 04/03/19 20:33 16984-48-80.30 0.029 1

Sulfate 22.4 mg/L 04/03/19 20:33 14808-79-81.0 0.017 1
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2616650

Plant McManus Ash Ponds

Sample: MCM-16 Lab ID: 2616650006 Collected: 03/25/19 16:18 Received: 03/27/19 09:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Boron 0.067 mg/L 04/02/19 22:18 7440-42-804/01/19 15:250.040 0.0039 1

Calcium 5.7 mg/L 04/02/19 22:18 7440-70-204/01/19 15:250.50 0.014 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 101 mg/L 04/01/19 20:0725.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 21.8 mg/L 04/03/19 20:55 16887-00-60.25 0.024 1

Fluoride 0.041J mg/L 04/03/19 20:55 16984-48-80.30 0.029 1

Sulfate 40.1 mg/L 04/03/19 20:55 14808-79-81.0 0.017 1
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2616650

Plant McManus Ash Ponds

Sample: MCM-04 Lab ID: 2616650007 Collected: 03/25/19 18:58 Received: 03/27/19 09:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Boron 0.058 mg/L 04/02/19 22:30 7440-42-804/01/19 15:250.040 0.0039 1

Calcium 20.8J mg/L 04/02/19 22:36 7440-70-2 D304/01/19 15:2525.0 0.69 50

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 327 mg/L 04/01/19 20:0725.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 78.5 mg/L 04/03/19 21:41 16887-00-62.5 0.24 10

Fluoride 0.055J mg/L 04/03/19 21:18 16984-48-80.30 0.029 1

Sulfate 137 mg/L 04/03/19 21:41 14808-79-810.0 0.17 10

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2616650

Plant McManus Ash Ponds

Sample: Dup-2 Lab ID: 2616650008 Collected: 03/25/19 00:00 Received: 03/27/19 09:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Boron 0.055 mg/L 04/02/19 22:41 7440-42-804/01/19 15:250.040 0.0039 1

Calcium 8.0 mg/L 04/02/19 22:41 7440-70-204/01/19 15:250.50 0.014 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids 143 mg/L 04/01/19 20:0725.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 19.9 mg/L 04/03/19 22:04 16887-00-60.25 0.024 1

Fluoride 0.035J mg/L 04/03/19 22:04 16984-48-80.30 0.029 1

Sulfate 22.6 mg/L 04/03/19 22:04 14808-79-81.0 0.017 1
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2616650

Plant McManus Ash Ponds

Sample: FBL032519 Lab ID: 2616650009 Collected: 03/25/19 17:06 Received: 03/27/19 09:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Boron ND mg/L 04/02/19 22:53 7440-42-804/01/19 15:250.040 0.0039 1

Calcium ND mg/L 04/02/19 22:53 7440-70-204/01/19 15:250.50 0.014 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids ND mg/L 04/01/19 20:0725.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 0.32 mg/L 04/03/19 22:27 16887-00-6 B0.25 0.024 1

Fluoride ND mg/L 04/03/19 22:27 16984-48-80.30 0.029 1

Sulfate ND mg/L 04/03/19 22:27 14808-79-81.0 0.017 1
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ANALYTICAL RESULTS

Pace Project No.:

Project:

2616650

Plant McManus Ash Ponds

Sample: EQBL032519 Lab ID: 2616650010 Collected: 03/25/19 17:10 Received: 03/27/19 09:35 Matrix: Water

Parameters Results Units DF Prepared Analyzed CAS No. QualMDLLimit

Report

Analytical Method: EPA 6020B  Preparation Method: EPA 3005A6020B MET ICPMS

Boron ND mg/L 04/02/19 22:58 7440-42-804/01/19 15:250.040 0.0039 1

Calcium ND mg/L 04/02/19 22:58 7440-70-204/01/19 15:250.50 0.014 1

Analytical Method: SM 2540C2540C Total Dissolved Solids

Total Dissolved Solids ND mg/L 04/01/19 20:0725.0 10.0 1

Analytical Method: EPA 300.0300.0 IC Anions 28 Days

Chloride 0.33 mg/L 04/03/19 22:50 16887-00-6 B0.25 0.024 1

Fluoride ND mg/L 04/03/19 22:50 16984-48-80.30 0.029 1

Sulfate ND mg/L 04/03/19 22:50 14808-79-81.0 0.017 1
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QUALITY CONTROL DATA

Pace Project No.:

Project:

2616650

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

25533

EPA 3005A

EPA 6020B

6020B MET

Associated Lab Samples: 2616650001, 2616650002, 2616650003, 2616650004, 2616650005, 2616650006, 2616650007, 2616650008,
2616650009, 2616650010

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 115216

Associated Lab Samples: 2616650001, 2616650002, 2616650003, 2616650004, 2616650005, 2616650006, 2616650007, 2616650008,
2616650009, 2616650010

Matrix: Water

AnalyzedMDL

Boron mg/L ND 0.040 04/02/19 18:580.0039

Calcium mg/L ND 0.50 04/02/19 18:580.014

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

115217LABORATORY CONTROL SAMPLE:

LCSSpike

Boron mg/L 0.941 94 80-120

Calcium mg/L 0.971 97 80-120

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

115218MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

2616650004

115219

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Boron mg/L 1 89 75-12590 1 2010.030J 0.92 0.93

Calcium mg/L 1 86 75-12591 2 2012.5 3.4 3.4
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QUALITY CONTROL DATA

Pace Project No.:

Project:

2616650

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

25522

SM 2540C

SM 2540C

2540C Total Dissolved Solids

Associated Lab Samples: 2616650001, 2616650002, 2616650003, 2616650004, 2616650005, 2616650006, 2616650007, 2616650008,
2616650009, 2616650010

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

115183LABORATORY CONTROL SAMPLE:

LCSSpike

Total Dissolved Solids mg/L 418400 104 84-108

Parameter Units

Dup

Result

Max

RPD QualifiersRPDResult

2616550001

115184SAMPLE DUPLICATE:

Total Dissolved Solids mg/L 292 1 10294
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QUALITY CONTROL DATA

Pace Project No.:

Project:

2616650

Plant McManus Ash Ponds

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:

QC Batch Method:

Analysis Method:

Analysis Description:

25647

EPA 300.0

EPA 300.0

300.0 IC Anions

Associated Lab Samples: 2616650001, 2616650002, 2616650003, 2616650004, 2616650005, 2616650006, 2616650007, 2616650008,
2616650009, 2616650010

Parameter Units

Blank

Result

Reporting

Limit Qualifiers

METHOD BLANK: 115687

Associated Lab Samples: 2616650001, 2616650002, 2616650003, 2616650004, 2616650005, 2616650006, 2616650007, 2616650008,
2616650009, 2616650010

Matrix: Water

AnalyzedMDL

Chloride mg/L 0.31 0.25 04/03/19 14:270.024

Fluoride mg/L ND 0.30 04/03/19 14:270.029

Sulfate mg/L ND 1.0 04/03/19 14:270.017

Parameter Units

LCS

Result

% Rec

Limits Qualifiers% RecConc.

115688LABORATORY CONTROL SAMPLE:

LCSSpike

Chloride mg/L 10.210 102 90-110

Fluoride mg/L 10.410 104 90-110

Sulfate mg/L 10.810 108 90-110

Parameter Units

MS

Result

% Rec

Limits Qual% RecConc.

115689MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike

Result

2616650001

115690

MSD

Result

MSD

% Rec RPD RPD

Max

MSDMS

Spike

Conc.

Chloride mg/L M110 89 90-11089 0 151019.4 28.4 28.3

Fluoride mg/L 10 103 90-110103 1 15100.038J 10.4 10.3

Sulfate mg/L M110 61 90-11061 0 151043.0 49.1 49.1

Parameter Units

MS

Result

% Rec

Limits Qualifiers% RecConc.

115691MATRIX SPIKE SAMPLE:

MSSpike

Result

2616650002

Chloride mg/L 40.2 M110 68 90-11033.5

Fluoride mg/L 9.810 97 90-1100.039J

Sulfate mg/L 41.2 M110 70 90-11034.2
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QUALIFIERS

Pace Project No.:

Project:

2616650

Plant McManus Ash Ponds

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

ANALYTE QUALIFIERS

Analyte was detected in the associated method blank.B

Sample was diluted due to the presence of high levels of non-target analytes or other matrix interference.D3

Matrix spike recovery exceeded QC limits.  Batch accepted based on laboratory control sample (LCS) recovery.M1
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:

Project:

2616650

Plant McManus Ash Ponds

Lab ID Sample ID QC Batch Method QC Batch Analytical Method

Analytical

Batch

2616650001 25533 25546MCM-01 EPA 3005A EPA 6020B

2616650002 25533 25546MCM-02 EPA 3005A EPA 6020B

2616650003 25533 25546MCM-08 EPA 3005A EPA 6020B

2616650004 25533 25546MCM-11 EPA 3005A EPA 6020B

2616650005 25533 25546MCM-15 EPA 3005A EPA 6020B

2616650006 25533 25546MCM-16 EPA 3005A EPA 6020B

2616650007 25533 25546MCM-04 EPA 3005A EPA 6020B

2616650008 25533 25546Dup-2 EPA 3005A EPA 6020B

2616650009 25533 25546FBL032519 EPA 3005A EPA 6020B

2616650010 25533 25546EQBL032519 EPA 3005A EPA 6020B

2616650001 25522MCM-01 SM 2540C

2616650002 25522MCM-02 SM 2540C

2616650003 25522MCM-08 SM 2540C

2616650004 25522MCM-11 SM 2540C

2616650005 25522MCM-15 SM 2540C

2616650006 25522MCM-16 SM 2540C

2616650007 25522MCM-04 SM 2540C

2616650008 25522Dup-2 SM 2540C

2616650009 25522FBL032519 SM 2540C

2616650010 25522EQBL032519 SM 2540C

2616650001 25647MCM-01 EPA 300.0

2616650002 25647MCM-02 EPA 300.0

2616650003 25647MCM-08 EPA 300.0

2616650004 25647MCM-11 EPA 300.0

2616650005 25647MCM-15 EPA 300.0

2616650006 25647MCM-16 EPA 300.0

2616650007 25647MCM-04 EPA 300.0

2616650008 25647Dup-2 EPA 300.0

2616650009 25647FBL032519 EPA 300.0

2616650010 25647EQBL032519 EPA 300.0
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May 10, 2019 
 
 
Resolute Environmental & Water Resources Consulting 
Attn: Mr. Stephen Wilson 
1003 Weatherstone Parkway, Ste. 320 
Woodstock, GA 30188 
 
Dear Mr. Wilson,  
 
Groundwater Stats Consulting, formerly the statistical consulting division of Sanitas 
Technologies, is pleased to provide the statistical analysis of the April 2019 Detection 
Monitoring Event for Georgia Power Company’s Plant McManus Ash Pond.  The analysis 
complies with the federal rule for the Disposal of Coal Combustion Residuals from Electric 
Utilities (CCR Rule, 2015), the Georgia Environmental Protection Division Rules for Solid 
Waste Management Chapter 391-3-4-.10, and follows the USEPA Unified Guidance (2009). 
 
The groundwater monitoring well network consists of the following:  
 

 Upgradient Wells: MCM-01, MCM-02, MCM-15, MCM-16, MCM-08, MCM-11 
 Downgradient Wells: MCM-04, MCM-05, MCM-06, MCM-07, MCM-12, MCM-14, 

MCM-17 
 
Data were sent electronically to Groundwater Stats Consulting, and the statistical analysis 
was reviewed by Dr. Jim Loftis, Civil & Environmental Engineering professor emeritus at 
Colorado State University and Senior Advisor to Groundwater Stats Consulting.   
 
The statistical analysis provided in this report was performed according to the background 
screening conducted by MacStat Consulting in April 2019. Interwell prediction limits, 
combined with a 1-of-2 resample plan, for Appendix III parameters were recommended 
as the primary statistical method in Detection Monitoring. The following parameters were 
evaluated: boron, calcium, chloride, fluoride, pH, sulfate and total dissolved solids (TDS).  
 

GROUNDWATER STATS 
CONSULTING 
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Data from each well are plotted on time series plots for the constituents of interest to 
monitor concentration levels over time. Additionally, box and whisker plots are provided 
for visual comparison across all wells, of upgradient to downgradient water quality, and 
other spatial patterns across the site.  
  
When concentrations exist higher in downgradient wells relative to observations reported 
upgradient of the facility, as seen in the majority of the Appendix III parameters, this may 
be reflective of natural variation or a result of practices at the facility. A separate study 
and hydrogeological investigation would be required to fully understand the geochemical 
conditions and expected groundwater quality for the region.  That study and assessment 
is beyond the scope of services provided by Groundwater Stats Consulting. 
 
For regulatory comparison of current observations against statistical limits, the annual 
site-wide false positive rate is based on the USEPA Unified Guidance (2009) 
recommendation of 10% (5% for each semi-annual sample event). The screening 
evaluation performed by MacStat Consulting demonstrated that interwell limits combined 
with a 1-of-2 resample plan provided sufficient power to detect a change at any of the 
downgradient wells, which complies with the USEPA Unified Guidance recommendation.  
The EPA suggests that the selected statistical method should provide at least 55% power 
at 3 standard deviations or at least 80% power at 4 standard deviations. 
 
Summary of Statistical Methods: 
 
Interwell prediction limits, combined with a 1-of-2 resample plan for the above 
constituents are used to statistically evaluate the April 2019 samples. 
 
Parametric prediction limits are utilized when the screened historical data follow a normal 
or transformed-normal distribution. When data cannot be normalized or the majority of 
data are nondetects, a nonparametric test is utilized. The distribution of data is tested 
using the Shapiro-Wilk/Shapiro-Francia test for normality. After testing for normality and 
performing any adjustments as discussed below (US EPA, 2009), data are analyzed using 
either parametric or non-parametric prediction limits. 

 No statistical analyses are required on wells and analytes containing 100% 
nondetects (USEPA Unified Guidance, 2009, Chapter 6). 

 When data contain <15% nondetects in background, simple substitution of one-
half the reporting limit is utilized in the statistical analysis.  The reporting limit 
utilized for nondetects is the practical quantification limit (PQL) as reported by the 
laboratory. 
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 When data contain between 15-50% nondetects, the Kaplan-Meier nondetect 
adjustment is applied to the background data. This technique adjusts the mean 
and standard deviation of the historical concentrations to account for 
concentrations below the reporting limit. 

 Nonparametric prediction limits are used on data containing greater than 50% 
nondetects. 

 
Background Screening 
 
Outlier Evaluation & Trend Testing 
 
All proposed background data were screened for outliers by MacStat Consulting.  No 
values were flagged as outliers in upgradient wells, but all concentrations will continue to 
be monitored.  When values are flagged as outliers in the computer database, they are 
deselected prior to construction of statistical limits. This step results in a lower statistical 
limit that will rapidly identify any changes in compliance data at a given well. A summary 
of all flagged values will be included in the analyses if future observations are flagged.  
 
Proposed background data from upgradient wells were evaluated to determine whether 
concentrations are significantly increasing or decreasing over time.  This step serves to 
eliminate the trend and, thus, reduce variation in background.  When statistically 
significant trends are present, earlier data are evaluated to determine whether earlier 
concentration levels are significantly different than current reported concentrations and 
are deselected as necessary. While both increasing and decreasing trends were identified 
during the screening, trend magnitudes were not large, and no adjustments were required 
to upgradient well data at this time.  
 
Prediction Limits 
 
Interwell prediction limits are constructed from carefully screened background data,  
pooled across all upgradient wells.  Interwell prediction limits will rapidly identify 
downgradient concentrations that exceed upgradient background limits.   
 
All available upgradient well data that were screened through  November 2018 by 
MacStat Consulting were used to establish interwell background limits for the above 
constituents based on a 1-of-2 resample plan.  
 
Natural systems continuously evolve due to physical changes made to the environment. 
Examples include capping a landfill, paving areas near a well, or lining a drainage channel 
to prevent erosion. Periodic updating of background statistical limits will be necessary to 
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accommodate these types of changes.  In the interwell case, upgradient well data will be 
evaluated annually to determine whether more recent data may be included as 
background to represent present-day groundwater quality.   
 
In the event of an initial exceedance of prediction limits by compliance well data, the         
1-of-2 verification resample plan allows for collection of an additional sample to 
determine whether the initial exceedance is confirmed. When the resample confirms the 
initial exceedance, a statistically significant increase (SSI) is identified and further research 
would be required to identify the cause of the exceedance (i.e. natural variation, an off-
site source, practices at the site). 
 
If the resample falls within the statistical limit, the initial exceedance is considered to be a 
false positive result and, therefore, requires no further action.  Note that the reporting 
limit for fluoride in downgradient well MCM-06 was elevated at <25 mg/L over historical 
reporting limits of <0.3 mg/L during the March 6, 2019 event, and was followed by a 
reported trace value of 0.19 mg/L. Therefore, this value was flagged as an outlier in the 
database.   
 
When the April 2019 samples were compared to their respective interwell prediction 
limits, several initial statistically significant increases over background were noted.  A 
summary table of these prediction limits and results of comparisons follow this letter.  

Thank you for the opportunity to assist you in the statistical analysis of groundwater 
quality for the Plant McManus Ash Pond. If you have any questions or comments, please 
feel free to contact us. 
 
For Groundwater Stats Consulting, 

 
Kristina L. Rayner 
Groundwater Statistician 



 
Prediction Limits



Constituent Well Upper Lim. Lower Lim.Date Observ.Sig. Bg N Bg Mean Std. Dev. %NDs ND Adj. TransformAlpha Method

Boron (mg/L) MCM-05 0.398 n/a 3/24/2019 0.44 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Boron (mg/L) MCM-06 0.398 n/a 3/24/2019 1.1 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Boron (mg/L) MCM-07 0.398 n/a 3/24/2019 1.2 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Boron (mg/L) MCM-12 0.398 n/a 3/24/2019 1 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Boron (mg/L) MCM-14 0.398 n/a 3/24/2019 0.95 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Boron (mg/L) MCM-17 0.398 n/a 3/24/2019 1.4 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Calcium (mg/L) MCM-06 48.25 n/a 3/24/2019 277 Yes 56 2.205 0.8665 1.786 None ln(x) 0.001075 Param Inter 1 of 2

Calcium (mg/L) MCM-07 48.25 n/a 3/24/2019 243 Yes 56 2.205 0.8665 1.786 None ln(x) 0.001075 Param Inter 1 of 2

Calcium (mg/L) MCM-14 48.25 n/a 3/24/2019 338 Yes 56 2.205 0.8665 1.786 None ln(x) 0.001075 Param Inter 1 of 2

Calcium (mg/L) MCM-17 48.25 n/a 3/24/2019 136 Yes 56 2.205 0.8665 1.786 None ln(x) 0.001075 Param Inter 1 of 2

Chloride (mg/L) MCM-06 2340 n/a 3/24/2019 6470 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Chloride (mg/L) MCM-07 2340 n/a 3/24/2019 8720 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Chloride (mg/L) MCM-14 2340 n/a 3/24/2019 7400 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Chloride (mg/L) MCM-17 2340 n/a 3/24/2019 3960 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Fluoride (mg/L) MCM-12 0.85 n/a 3/24/2019 0.99 Yes 55 n/a n/a 34.55 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

pH (S.U.) MCM-05 5.714 4.757 3/24/2019 6.1 Yes 54 5.236 0.2475 0 None No 0.0005373 Param Inter 1 of 2

pH (S.U.) MCM-06 5.714 4.757 3/24/2019 6.98 Yes 54 5.236 0.2475 0 None No 0.0005373 Param Inter 1 of 2

pH (S.U.) MCM-07 5.714 4.757 3/24/2019 6.38 Yes 54 5.236 0.2475 0 None No 0.0005373 Param Inter 1 of 2

pH (S.U.) MCM-12 5.714 4.757 3/24/2019 6.4 Yes 54 5.236 0.2475 0 None No 0.0005373 Param Inter 1 of 2

pH (S.U.) MCM-14 5.714 4.757 3/24/2019 6.59 Yes 54 5.236 0.2475 0 None No 0.0005373 Param Inter 1 of 2

pH (S.U.) MCM-17 5.714 4.757 3/24/2019 6.62 Yes 54 5.236 0.2475 0 None No 0.0005373 Param Inter 1 of 2

Sulfate (mg/L) MCM-07 498 n/a 3/24/2019 1070 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Sulfate (mg/L) MCM-14 498 n/a 3/24/2019 1170 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

TDS (mg/L) MCM-06 4020 n/a 3/24/2019 13700 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

TDS (mg/L) MCM-07 4020 n/a 3/24/2019 13700 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

TDS (mg/L) MCM-14 4020 n/a 3/24/2019 14200 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

TDS (mg/L) MCM-17 4020 n/a 3/24/2019 6840 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Interwell Prediction Limit Summary - Significant Results
Plant McManus     Client: Southern Company     Data: McManus Ash Pond     Printed 5/10/2019, 4:29 PM



Constituent Well Upper Lim. Lower Lim.Date Observ.Sig. Bg N Bg Mean Std. Dev. %NDs ND Adj. TransformAlpha Method

Boron (mg/L) MCM-04 0.398 n/a 3/25/2019 0.058 No 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Boron (mg/L) MCM-05 0.398 n/a 3/24/2019 0.44 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Boron (mg/L) MCM-06 0.398 n/a 3/24/2019 1.1 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Boron (mg/L) MCM-07 0.398 n/a 3/24/2019 1.2 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Boron (mg/L) MCM-12 0.398 n/a 3/24/2019 1 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Boron (mg/L) MCM-14 0.398 n/a 3/24/2019 0.95 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Boron (mg/L) MCM-17 0.398 n/a 3/24/2019 1.4 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Calcium (mg/L) MCM-04 48.25 n/a 3/25/2019 20.8 No 56 2.205 0.8665 1.786 None ln(x) 0.001075 Param Inter 1 of 2

Calcium (mg/L) MCM-05 48.25 n/a 3/24/2019 20.9 No 56 2.205 0.8665 1.786 None ln(x) 0.001075 Param Inter 1 of 2

Calcium (mg/L) MCM-06 48.25 n/a 3/24/2019 277 Yes 56 2.205 0.8665 1.786 None ln(x) 0.001075 Param Inter 1 of 2

Calcium (mg/L) MCM-07 48.25 n/a 3/24/2019 243 Yes 56 2.205 0.8665 1.786 None ln(x) 0.001075 Param Inter 1 of 2

Calcium (mg/L) MCM-12 48.25 n/a 3/24/2019 7.4 No 56 2.205 0.8665 1.786 None ln(x) 0.001075 Param Inter 1 of 2

Calcium (mg/L) MCM-14 48.25 n/a 3/24/2019 338 Yes 56 2.205 0.8665 1.786 None ln(x) 0.001075 Param Inter 1 of 2

Calcium (mg/L) MCM-17 48.25 n/a 3/24/2019 136 Yes 56 2.205 0.8665 1.786 None ln(x) 0.001075 Param Inter 1 of 2

Chloride (mg/L) MCM-04 2340 n/a 3/25/2019 78.5 No 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Chloride (mg/L) MCM-05 2340 n/a 3/24/2019 717 No 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Chloride (mg/L) MCM-06 2340 n/a 3/24/2019 6470 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Chloride (mg/L) MCM-07 2340 n/a 3/24/2019 8720 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Chloride (mg/L) MCM-12 2340 n/a 3/24/2019 744 No 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Chloride (mg/L) MCM-14 2340 n/a 3/24/2019 7400 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Chloride (mg/L) MCM-17 2340 n/a 3/24/2019 3960 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Fluoride (mg/L) MCM-04 0.85 n/a 3/25/2019 0.055 No 55 n/a n/a 34.55 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Fluoride (mg/L) MCM-05 0.85 n/a 3/24/2019 0.32 No 55 n/a n/a 34.55 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Fluoride (mg/L) MCM-06 0.85 n/a 3/24/2019 0.19 No 55 n/a n/a 34.55 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Fluoride (mg/L) MCM-07 0.85 n/a 3/24/2019 0.14 No 55 n/a n/a 34.55 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Fluoride (mg/L) MCM-12 0.85 n/a 3/24/2019 0.99 Yes 55 n/a n/a 34.55 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Fluoride (mg/L) MCM-14 0.85 n/a 3/24/2019 0.14 No 55 n/a n/a 34.55 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Fluoride (mg/L) MCM-17 0.85 n/a 3/24/2019 0.31 No 55 n/a n/a 34.55 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

pH (S.U.) MCM-04 5.714 4.757 3/25/2019 4.93 No 54 5.236 0.2475 0 None No 0.0005373 Param Inter 1 of 2

pH (S.U.) MCM-05 5.714 4.757 3/24/2019 6.1 Yes 54 5.236 0.2475 0 None No 0.0005373 Param Inter 1 of 2

pH (S.U.) MCM-06 5.714 4.757 3/24/2019 6.98 Yes 54 5.236 0.2475 0 None No 0.0005373 Param Inter 1 of 2

pH (S.U.) MCM-07 5.714 4.757 3/24/2019 6.38 Yes 54 5.236 0.2475 0 None No 0.0005373 Param Inter 1 of 2

pH (S.U.) MCM-12 5.714 4.757 3/24/2019 6.4 Yes 54 5.236 0.2475 0 None No 0.0005373 Param Inter 1 of 2

pH (S.U.) MCM-14 5.714 4.757 3/24/2019 6.59 Yes 54 5.236 0.2475 0 None No 0.0005373 Param Inter 1 of 2

pH (S.U.) MCM-17 5.714 4.757 3/24/2019 6.62 Yes 54 5.236 0.2475 0 None No 0.0005373 Param Inter 1 of 2

Sulfate (mg/L) MCM-04 498 n/a 3/25/2019 137 No 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Sulfate (mg/L) MCM-05 498 n/a 3/24/2019 131 No 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Sulfate (mg/L) MCM-06 498 n/a 3/24/2019 100ND No 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Sulfate (mg/L) MCM-07 498 n/a 3/24/2019 1070 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Sulfate (mg/L) MCM-12 498 n/a 3/24/2019 1.5 No 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Sulfate (mg/L) MCM-14 498 n/a 3/24/2019 1170 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Sulfate (mg/L) MCM-17 498 n/a 3/24/2019 413 No 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

TDS (mg/L) MCM-04 4020 n/a 3/25/2019 327 No 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

TDS (mg/L) MCM-05 4020 n/a 3/24/2019 1450 No 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

TDS (mg/L) MCM-06 4020 n/a 3/24/2019 13700 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

TDS (mg/L) MCM-07 4020 n/a 3/24/2019 13700 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

TDS (mg/L) MCM-12 4020 n/a 3/24/2019 1770 No 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

TDS (mg/L) MCM-14 4020 n/a 3/24/2019 14200 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

TDS (mg/L) MCM-17 4020 n/a 3/24/2019 6840 Yes 55 n/a n/a 0 n/a n/a 0.0006289 NP Inter (normality) 1 of 2

Interwell Prediction Limit Summary - All Results
Plant McManus     Client: Southern Company     Data: McManus Ash Pond     Printed 5/10/2019, 4:29 PM
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Hollow symbols indicate censored values.

Non-parametric test used in lieu of parametric prediction limit because the Shapiro Francia normality test showed the  
data to be non-normal at the 0.01 alpha level.  Limit is highest of 55 background values.  Annual per-constituent alpha  
= 0.008769.  Individual comparison alpha = 0.0006289 (1 of 2).  Comparing 7 points to limit.
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Hollow symbols indicate censored values.

Background Data Summary (based on natural log transformation): Mean=2.205, Std. Dev.=0.8665, n=56, 1.786%  
NDs.    Normality test: Shapiro Francia @alpha = 0.01, calculated = 0.9491, critical = 0.942.    Kappa = 1.928 (c=7,  
w=7, 1 of 2, event alpha = 0.05132).  Report alpha = 0.007498.  Individual comparison alpha = 0.001075.  Comparing  
7 points to limit.
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Hollow symbols indicate censored values.

Non-parametric test used in lieu of parametric prediction limit because the Shapiro Francia normality test showed the  
data to be non-normal at the 0.01 alpha level.  Limit is highest of 55 background values.  Annual per-constituent alpha  
= 0.008769.  Individual comparison alpha = 0.0006289 (1 of 2).  Comparing 7 points to limit.
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Hollow symbols indicate censored values.

Non-parametric test used in lieu of parametric prediction limit because the Shapiro Francia normality test showed the  
data to be non-normal at the 0.01 alpha level.  Limit is highest of 55 background values.  34.55% NDs.  Annual per-
constituent alpha = 0.008769.  Individual comparison alpha = 0.0006289 (1 of 2).  Comparing 7 points to limit.
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Prediction Limit
Constituent: Boron (mg/L)    Analysis Run 5/10/2019 4:29 PM    View: PL's - Interwell

Plant McManus     Client: Southern Company     Data: McManus Ash Pond
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Prediction Limit
Constituent: Boron (mg/L)    Analysis Run 5/10/2019 4:29 PM    View: PL's - Interwell

Plant McManus     Client: Southern Company     Data: McManus Ash Pond
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Prediction Limit
Constituent: Calcium (mg/L)    Analysis Run 5/10/2019 4:29 PM    View: PL's - Interwell

Plant McManus     Client: Southern Company     Data: McManus Ash Pond
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Prediction Limit
Constituent: Calcium (mg/L)    Analysis Run 5/10/2019 4:29 PM    View: PL's - Interwell

Plant McManus     Client: Southern Company     Data: McManus Ash Pond
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Prediction Limit
Constituent: Chloride (mg/L)    Analysis Run 5/10/2019 4:29 PM    View: PL's - Interwell

Plant McManus     Client: Southern Company     Data: McManus Ash Pond
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Prediction Limit
Constituent: Chloride (mg/L)    Analysis Run 5/10/2019 4:29 PM    View: PL's - Interwell

Plant McManus     Client: Southern Company     Data: McManus Ash Pond
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Prediction Limit
Constituent: Fluoride (mg/L)    Analysis Run 5/10/2019 4:29 PM    View: PL's - Interwell

Plant McManus     Client: Southern Company     Data: McManus Ash Pond
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Prediction Limit
Constituent: Fluoride (mg/L)    Analysis Run 5/10/2019 4:29 PM    View: PL's - Interwell

Plant McManus     Client: Southern Company     Data: McManus Ash Pond
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Interwell Parametric

Constituent: pH    Analysis Run 5/10/2019 4:27 PM    View: PL's - Interwell

Plant McManus     Client: Southern Company     Data: McManus Ash Pond

Sanitas™ v.9.6.12h Sanitas software utilized by Groundwater Stats Consulting. UG
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Background Data Summary: Mean=5.236, Std. Dev.=0.2475, n=54.    Normality test: Shapiro Francia @alpha = 0.01,  
calculated = 0.9838, critical = 0.939.    Kappa = 1.933 (c=7, w=7, 1 of 2, event alpha = 0.05132).  Report alpha =  
0.007498.  Individual comparison alpha = 0.0005373.  Comparing 7 points to limit.

Exceeds Limits:  MCM-05, MCM-06, MCM-
07, MCM-12, MCM-14, MCM-17
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Constituent: Sulfate    Analysis Run 5/10/2019 4:27 PM    View: PL's - Interwell

Plant McManus     Client: Southern Company     Data: McManus Ash Pond

Sanitas™ v.9.6.12h Sanitas software utilized by Groundwater Stats Consulting. UG

m
g

/L

Hollow symbols indicate censored values.

Non-parametric test used in lieu of parametric prediction limit because the Shapiro Francia normality test showed the  
data to be non-normal at the 0.01 alpha level.  Limit is highest of 55 background values.  Annual per-constituent alpha  
= 0.008769.  Individual comparison alpha = 0.0006289 (1 of 2).  Comparing 7 points to limit.

Exceeds Limit:  MCM-07, MCM-14
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Constituent: TDS    Analysis Run 5/10/2019 4:27 PM    View: PL's - Interwell

Plant McManus     Client: Southern Company     Data: McManus Ash Pond

Sanitas™ v.9.6.12h Sanitas software utilized by Groundwater Stats Consulting. UG
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Hollow symbols indicate censored values.

Non-parametric test used in lieu of parametric prediction limit because the Shapiro Francia normality test showed the  
data to be non-normal at the 0.01 alpha level.  Limit is highest of 55 background values.  Annual per-constituent alpha  
= 0.008769.  Individual comparison alpha = 0.0006289 (1 of 2).  Comparing 7 points to limit.

Exceeds Limit:  MCM-06, MCM-07, MCM-
14, MCM-17



Prediction Limit
Constituent: pH (S.U.)    Analysis Run 5/10/2019 4:29 PM    View: PL's - Interwell

Plant McManus     Client: Southern Company     Data: McManus Ash Pond
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Prediction Limit
Constituent: pH (S.U.)    Analysis Run 5/10/2019 4:29 PM    View: PL's - Interwell

Plant McManus     Client: Southern Company     Data: McManus Ash Pond

Page 2

8/30/2016

8/31/2016

10/25/2016

11/30/2016

2/15/2017

2/16/2017

5/31/2017

6/1/2017

6/2/2017

8/2/2017

8/15/2017

8/16/2017

8/17/2017

4/4/2018

4/5/2018

5/8/2018

5/9/2018

6/19/2018

6/20/2018

6/21/2018

9/25/2018

9/26/2018

9/27/2018

11/6/2018

11/7/2018

11/8/2018

3/24/2019

3/25/2019

MCM-02 (bg) MCM-04 MCM-08 (bg) MCM-15 (bg)

5.06

5.68 5.41

5.31

5 5.2 5.055.31

5.4

4.98

5.525.31

4.74 5.45

5.02 5.38

4.78 5.54

5.384.96

5.65.325.02

4.79

5.175.06 5.31

5.14

4.9

5.475.03

5.37

5.4

4.93 5.345.08



Prediction Limit
Constituent: Sulfate (mg/L)    Analysis Run 5/10/2019 4:29 PM    View: PL's - Interwell

Plant McManus     Client: Southern Company     Data: McManus Ash Pond
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Prediction Limit
Constituent: Sulfate (mg/L)    Analysis Run 5/10/2019 4:29 PM    View: PL's - Interwell

Plant McManus     Client: Southern Company     Data: McManus Ash Pond
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Prediction Limit
Constituent: TDS (mg/L)    Analysis Run 5/10/2019 4:29 PM    View: PL's - Interwell

Plant McManus     Client: Southern Company     Data: McManus Ash Pond
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Prediction Limit
Constituent: TDS (mg/L)    Analysis Run 5/10/2019 4:29 PM    View: PL's - Interwell

Plant McManus     Client: Southern Company     Data: McManus Ash Pond
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Constituent: Boron    Analysis Run 5/10/2019 4:16 PM    View: Descriptive

Plant McManus     Client: Southern Company     Data: McManus Ash Pond

Sanitas™ v.9.6.12h Sanitas software utilized by Groundwater Stats Consulting. UG
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Hollow symbols indicate censored values.
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Constituent: Boron    Analysis Run 5/10/2019 4:16 PM    View: Descriptive
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Constituent: Calcium    Analysis Run 5/10/2019 4:16 PM    View: Descriptive

Plant McManus     Client: Southern Company     Data: McManus Ash Pond

Sanitas™ v.9.6.12h Sanitas software utilized by Groundwater Stats Consulting. UG
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Hollow symbols indicate censored values.
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Time Series
Constituent: Boron (mg/L)    Analysis Run 5/10/2019 4:20 PM    View: Descriptive

Plant McManus     Client: Southern Company     Data: McManus Ash Pond
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Time Series
Constituent: Boron (mg/L)    Analysis Run 5/10/2019 4:20 PM    View: Descriptive

Plant McManus     Client: Southern Company     Data: McManus Ash Pond
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Time Series
Constituent: Calcium (mg/L)    Analysis Run 5/10/2019 4:20 PM    View: Descriptive

Plant McManus     Client: Southern Company     Data: McManus Ash Pond
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Time Series
Constituent: Calcium (mg/L)    Analysis Run 5/10/2019 4:20 PM    View: Descriptive

Plant McManus     Client: Southern Company     Data: McManus Ash Pond
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